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Component Description

Rod (no 
head) or 

Bolt (with 
head)

Threads 
Cut or 
Rolled

Supplier Diameter 
(in)

Overall 
Length (ft)

Overall 
Length 
(mm)

De- 
Humidified 

Zone?

Tighten 
Method

Final 
Tension 

(fraction of 
Fu or UTS)

Date 
Tension or 

Loading 
Complete

Date Re-
Inspected 
(by 4/8/13)

Date Re-
Inspected 

(by 4/23/13)

Date Re-
Inspected 
(by 5/5/13)

Notes

17.2 5235 60
10.0 3035 36

E2 Shear Key - Connect to Concrete - Above 
Bent Cap, Under Crossbeam [S3, S4] rod Cut Dyson 3 21.9 6676 96 Tension 0.7 4/1/2013 daily check daily check daily check Tensioned to 0.75 Fy, with lockoff at ~ 0.7 Fu

22.6 6902 64
22.2 6777 32
4.4 1337 96
1.8 537 64
4.3 1312 96
1.7 512 64

4 E2 Bearing - Connect to OBG [B1, 
B2, B3, B4] rod Cut Dyson 2 3.6 1105 No Tension 0.7 9/12/2012 4/6/2013 4/17/13 to 

4/23/13 5/3/2013 Tensioned to 0.75 Fy, with lockoff at ~ 0.7 Fu

daily check

5/3/2013

Location 
and Item

E2 Shear Key - Connect to Concrete - Above 
Column, Under OBG [S1, S2] rod

E2 Bearing - Connect to Concrete - 
Under OBG [B1, B2, B3, B4]

3

Dyson

E2 Shear Key - Connect to 
Crossbeam [S3, S4]

rod

rod

Dyson

Dyson

E2 Shear Key - Connect to OBG [S1, 
S2]

3rod

Cut

Cut

Cut

Cut

Dyson 3

192

Tensioned to 0.75 Fy, with lockoff at ~ 0.7 Fu

Quantity 
Installed (not 

including 
spares)

96 Tensioned to 0.75 Fy, with lockoff at ~ 0.7 Fu
32 of 96 rods broke after tensioning, then tension level lowered

Tensioned to 0.75 Fy, with lockoff at ~ 0.7 Fu

Tension 0.7

Tension 0.7

3/5/2013

4/9/2013

daily check

daily check
No

No daily check

4/17/13 to 
4/23/139/12/2012

daily check

daily check

4/6/2013 
4/8/2013Tension

3
0.7No320

224

2

3

ng
s 

an
d 

Sh
ea

r K
ey

s

1

5 E2 Bearing Assembly Bolts
(Spherical Bushing Halves) rod Cut

Dyson for 
Lubrite for 
Hochang

1 2.4 733 No Tension 0.61 July 2009 not 
accessible

not 
accessible

not 
accessible

Connect 2 halves of the spherical bushing assembly housing 
together at Lubrite; rods are internal to bearings and all rods are not 
accessible after bearing assembly at Hochang (December 2009 & 

January 2010); rods tensioned to 0.7 Fy.

6 E2 Bearing Assembly Bolts
(Retaining Rings)

Socket 
Head Cap 

Screw
Cut Dyson for 

Hochang 1 0.2 55 No snug + 1/4 
turn ~0.4 January 

2010

4/6/2013 
(for 32 

accessible 
bolts)

4/23/2013 
(for 32 

accessible 
bolts)

5/3/2013 
(for 32 

accessible 
bolts)

Bolts thread into drill and tap holes to attach retaining rings that 
secure the Lubrite spherical bushing assembly in the bottom 

housing; bolts are mechanically galvanized, not hot dip galvanized; 
bolts are internal to bearings and not accessible after bearing 

assembly at Hochang, except for a small number of bolts in limited 
areas -> 32 of 336 bolts are accessible.  

0.26 9/26/2012 4/6/2013 4/20&22/2013 5/4/2013 With DL after load transfer (current condition)
0.29 N/A N/A N/A N/A With DL + Added DL
0.32 N/A N/A N/A N/A Service Load (Group 1)
0.35 N/A N/A N/A N/A SEE (Seismic)
0.41 7/14/2012 N/A N/A N/A Load During Construction - Tensioned to 0.5 Fy
0.68 N/A 4/6/2013 4/19/2013 5/3/2013 Additional tension in tie rods from cable with service load

1 5 463 100 Tension 0 45 4/6/2011

55 Cut 
(20%)

219 Rolled 
(80%)

T d R d t T S ddl

Load 
Transfer

PWS Anchor Rods - PWS Socket to 
Anchorage rod Dyson 3-1/2 27.9 to 31.8 8500 to 

9700 274

Located at the 2 field splices connecting the 3 tower saddle

Yes

336

96

3 @ Threads 

E2
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7

C
ab

le
 

An
ch

or
ag

e

8 Dyson 4 6.0 to 17.5 1840 to 
5325 25Tower Saddle Tie Rods rod Rolled Yes Tension

1.5 463 100 Tension 0.45 4/6/2011

1.4 415 8 snug ~0.1 7/14/2012

10 Tower Saddle to Grillage Anchor 
Bolts Hex Bolt Cut Dyson 3 1.2 360 Head Yes, 

Nut No snug ~0.1 3/25/2013 4/6/2013 4/19/2013 5/3/2013 Snug tightened before and after load transfer: Initial Tension 
complete on 5/20/2011; final tension complete on 3/25/2013.

11 Tower Outrigger Boom (for 
Maintenance) at Top of Tower Hex Bolt Cut Dyson 3 2.1 630 No snug ~0.1 July 2012 4/6/2013 4/19/2013 5/4/2013

Act as pins for swinging out and then securing the maintenance 
outrigger boom at the top of 2 of 4 tower head chimneys.  At each 
boom, one bolt is loaded and other bolt is unloaded in the current 
boom position.  The currently unloaded bolt will be installed snug 

tight when the boom is swung out for use (future position).

12 Tower Anchor Rods - Tower at 
Footing (3" Dia) rod Cut 3 25.6 7789 Yes Tension 0.48 4/17/2013 N/A 4/20/2013 

4/22/2013 5/5/2013 Tensioned to 1800 kN = 404.7 kips; Tension before and after load transfer:
Initial Tension Late 2010 through Early 2011; Final Tension 2013

13 Tower Anchor Rods - Tower at 
Footing (4" Dia) rod Cut 4 25.7 7839 Yes Tension 0.37 4/17/2013 N/A 4/20/2013 

4/22/2013 5/5/2013 Tensioned to 2530 kN = 568.8 kips; Tension before and after load transfer:
Initial Tension Late 2010 through Early 2011; Final Tension 2013

14 East Saddle Anchor Rods rod Cut Dyson for 
JSW 2 2.6 800 Yes snug ~0.1 May 2010 4/7/2013 4/21/2013 5/3/2013 specified gap under nut/washer at one end of rod and 2 nuts snug 

against each other at other end of rod -> snug tight for portion of rod
~0.1 4/13/2012 N/A N/A N/A Snug tightened before load transfer

CutTurned Rods at Tower Saddle 
Segment Splices 5/3/2013108

Located at the 2 field splices connecting the 3 tower saddle 
segments; 100 rods tensioned prior to saddle erection; 8 rods only 

snug tight after tie rod tensioning due to conflict with tie rods.

90

32

4/19/2013

4

388

36

Yes 4/6/2013

Vulcan Threaded 
Products

for KOS for KFM
(04-0120E4)

Dyson
3 @ Threads 
[~3-1/16 @ 

Shank]
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15 East Saddle Tie Rods 18 Yes snug

rod

Hex Bolt Cut Dyson 3 4 7 1420
0.2 N/A 4/7/2013 4/21/2013 5/3/2013 Additional tension in tie rods from cable with service load

W
2 

Be
nt

 C
ap

17 W2 Bikepath Anchor Rods rod Cut Dyson ~1-3/16 
[Metric M30] 1.5 460 No N/A N/A N/A N/A

Details for bikepath connections are being redesigned and are not 
final.  The 18 anchor rods at the bottom connections will be 

abandoned.  The 25 anchor rods at the top connections will be used 
and supplemented with additional anchor rods.  These rods will be 

tensioned on the separate YBITS-2 Contract.  

Total = 2306 New information after 5/6/2013 Update is highlighted Red

43 Not Determined Yet

No TensionDyson 3 10.3 to 11.1 3129 to 
3372 24

S 15 East Saddle Tie Rods 18 Yes snugHex Bolt Cut Dyson 3 4.7 1420

5/4/2013 pre-compress neoprene between strongback and cable bandEa
st 

Ca
ble 16 B14 Cable Bands - Cable Brackets - at East 

End of Bridge - Strongback Anchor Rods rod Rolled 0.16 2/8/2013 4/7/2013 4/21/2013

Galvanized ASTM A354 Grade BD Material
Contract 04-0120F4 SFOBB SAS  5/15/2013
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February 5, 2009 

Dyson Corp. 
Attn:  Mr. Pat Sheffield 
53 Freedom Road 
Painesville, OH 44077 
 
Subject:  Single bar processing vs. batch processing 

Dear Mr. Sheffield: 

Thank you for allowing me to give a brief overview of our Induction quench and temper heat treating 
lines.  We will receive your material/order for processing at our facility in Huntington Indiana.  Your 
material will be assigned a unique mill order number for our internal tracking.  The material will then be 
run when it is received “complete”.   

Material is placed on the inlet table and the line is adjusted appropriately for the material size.  A three 
piece sample run will be made and the material qualified for hardness and mechanical properties.  After 
qualifications process is completed we will run the order in its entirety.  The material will be run in a bale 
for bale fashion to maintain traceability.  The bars will be processed one-after-another for the entire 
order.  No separate batches will be made or will be distinguishable.   In-process checks will be made at 
the front, middle and back of the material run to validate material specifications.  A material sample will 
be procured for submission to an outside laboratory for any Charpy Impact testing requirements.  
Material will exit the line and drop into an exit bunk.  The material bales will be taken to the finishing 
operation for further work.   

The induction heat treat line consists of 9-18 induction coils for austenitizing.  The induction equipment 
is a minimum of a 1 MWatt unit operating at a nominal 3 KHz.  The material is conveyed individually 
through the coils on skewed rolls for uniform heating and adequate support.  The material is butted 
together on the roll conveyor to provide for uninterrupted heating. The temperature of the material is 
measured using an infrared pyrometer and recorded for traceability to the order.  

The material moves into a robust water quench for superior transformation into martensite.    The high 
pressure spray system is applied to each individual bar in a uniform matter.  Each bar sees the same 
quenching as the material is conveyed through the quench.  The uniform quenching is what produces 
outstanding straightness control. 

The Tempering of the bar is then carried out on the bar with the use of induction coils.  The individual 
bars are conveyed through 7-14 induction coils from an 850kWatt inverter operating at a nominal 1 
KHz.  The material continues to be conveyed on skewed rolls with precision speed control.  The 
tempering temperature is monitored with pyrometers.  

Quench and tempered material is rolled off the line onto a cooling table where the material can cool in 
air. A chain drive will index material across the table.  The material will finally exit into a bunk. 

The finishing operation will trim two inches of material from each end of the bar.  The direct bar ends 
are harder due to some heat loss during tempering.  The cut bars will be chamfered and placed on an 
inspection table.  Each individual bar will be checked for straightness, size. Steel stamping identification 
of the heat number and any color coding necessary will be applied.  Material is tallied and packed for 
shipment.   

 

25 Commercial Road 
Huntington, IN  46750 
(219) 356-9520 
Direct (219) 355-2202 
Fax (219) 356-9522 
Dmelchi@Gerdaumacsteel.com 
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If you have any questions or comments, please feel free to contact me on this matter. 

 

Sincerely, 

Doug Melchi 
Metallurgist 









STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001617

Address: 333 Burma Road Date Inspected: 06-Jan-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 900
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1700
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: N / A
Bridge No: 34-0006 Component: See below
Bid Item: See below Lot No: See below

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Scott Croff was present at Dyson Corp in Painesville, Ohio, to 
observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge (SFOBB) 
project.

The QA Inspector was requested to release suspender socket components [bid item 68 (s-f)] to WireCo.  The QA 
Inspector verified that check samples have been tested by TransLab and found satisfactory for use.  The QA 
Inspector reviewed the contractor's Certificates of Compliance (C.O.Cs) and shipping documentation. The QA 
Inspector also made random observations of the materials as it was presented / palletized for shipping. The QA 
Inspector noted that the material and documentation appeared to be in general compliance with the contract 
requirements. The QA Inspector issued green tags and TL-6011 reports with lot numbers B212-001-10, 
B212-002-10 and B212-003-10 for the material releases.  See the accompanying TL-6011 reports for specific 
information.

During this shift, the QA Inspector also noted that Dyson personnel are machining / fabricating components for: 
bid item 45 (s), bid item 59 (s-f), bid item 61 (s-f) and bid item 68 (s-f).  The QA Inspector made general 
observations of the milling, machining and threading of the various components (rods, bolts, nuts, washers).  The 
QA Inspector noted that all observed work appeared to be performed to commonly accepted industry standards 
and procedures.

The QA Inspector was informed that tomorrow, Jan. 7th, 2010, a Stork-Herron technician will be present to 
conduct Magnetic Particle Testing (MT) on fabricated components for bid item 61.  There were no other notable 
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SOURCE INSPECTION REPORT
( Continued Page 2 of     )2

observations made during this shift.
Summary of Conversations:
See above.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Croff,Scott Quality Assurance Inspector

Reviewed By: Levell,Bill QA Reviewer

TL-6034,Source Inspection Report Page 2 of 2



STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001622

Address: 333 Burma Road Date Inspected: 07-Jan-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 900
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1700
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: MT of anchor rod bolts
Bridge No: 34-0006 Component: See below
Bid Item: See below Lot No: N / A

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Scott Croff was present at Dyson Corp in Painesville, Ohio, to 
observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge (SFOBB) 
project.

The QA Inspector met with Dyson Quality Control Manager (QCM) Bob Bobnar and Stork Herron Testing Labs 
(SHTL) Non-Destructive Testing (NDT) Technician Matt Novak.  The QA Inspector was informed that 
Wet-Fluorescent Magnetic Particle Testing (Wet Mag) will be conducted on 3" diameter A354 BD rods [bid item 
45 (s) and bid item 61 (s-f)] , that have been milled / fabricated at Dyson Corp. 

The QA Inspector noted that the anchor rods have machined threads for approximately 300mm on each end, and 
that the remainder has a stock (turned) finish.  The QA Inspector witnessed the NDT technician performing Wet 
Mag on the machined threads of the anchor rods.  Upon completion of the inspection, the QA Inspector was 
informed that no relevant indications were observed.  The QA Inspector conducted verification Wet Mag of the 
anchor rod threads.  See the accompanying TL-6028 report for additional information.  See the attached photos.

The QA Inspector was asked by Dyson QCM to verify if only the threaded portions of the anchor rods needed to 
be examined.  The QA Inspector reviewed the contract documents and spoke with the Structural Materials 
Representative (SMR) Kit Guest.  It was determined that the full length of the anchor rods should be examined.  
The QA Inspector relayed that information to Dyson QCM and the Stork Herron NDT technician.  The QA 
Inspector observed that the shafts of the anchor rods have grease, dirt and light rust and need to be cleaned to 
facilitate the Wet Mag inspection.  At the end of the shift, the QA Inspector noted that Dyson personnel are using 
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SOURCE INSPECTION REPORT
( Continued Page 2 of     )2

wire brushes and solvent to clean the anchor rods.  The QA Inspector was informed that the Wet Mag will be 
continued tomorrow, Jan. 8th, at 4pm. 

The QA Inspector also noted that Dyson personnel are machining / fabricating components for: bid item 45 (s), bid 
item 59 (s-f), bid item 61 (s-f) and bid item 68 (s-f).  The QA Inspector was informed that Dyson will have 
additional material ready for release tomorrow, to be shipped to WireCo.  There were no other notable 
observations made during this shift.

Summary of Conversations:
See above.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Croff,Scott Quality Assurance Inspector

Reviewed By: Levell,Bill QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001623

Address: 333 Burma Road Date Inspected: 08-Jan-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 1300
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 2100
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: MT of anchor rod bolts
Bridge No: 34-0006 Component: See below
Bid Item: See below Lot No: B212-004-10

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Scott Croff was present at Dyson Corp in Painesville, Ohio, to 
observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge (SFOBB) 
project.

The QA Inspector was requested to release suspender socket components [bid item 68 (s-f)] to WireCo.  The QA 
Inspector verified that check samples have been tested by TransLab and found satisfactory for use.  The QA 
Inspector reviewed the contractor's Certificates of Compliance (C.O.Cs) and shipping documentation. The QA 
Inspector also made random observations of the3.5" A563 HDG full and jam nuts as they were palletized for 
shipping. The QA Inspector noted that the material and documentation appeared to be in general compliance with 
the contract requirements. The QA Inspector issued a green tag and TL-6011 report with lot number B212-004-10 
for the material release.  See the accompanying TL-6011 report for additional information.

The QA Inspector met with Stork Herron Testing Labs (SHTL) Non-Destructive Testing (NDT) Technician Matt 
Novak.  The QA Inspector was informed that Wet-Fluorescent Magnetic Particle Testing (Wet Mag) will be 
conducted on 3" diameter A354 BD rods [bid item 45 (s) and bid item 61 (s-f)] , that have been milled / fabricated 
at Dyson Corp. 

The QA Inspector noted that the anchor rods have machined threads for approximately 300mm on each end, and 
that the remainder has a stock (turned) finish.  The QA Inspector noted that the rods have been cleaned and appear 
to be free of loose rust, dirt and grease at this time.  The QA Inspector witnessed the NDT technician performing 
Wet Mag on the center lengths (un-machined areas) of the anchor rods.  The QA Inspector noted that the threaded 
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SOURCE INSPECTION REPORT
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areas were examined yesterday, 1-7-2010.  Upon completion of the inspection, the QA Inspector was informed 
that no relevant indications were observed.  The QA Inspector conducted verification Wet Mag of the anchor rods. 
 See the accompanying TL-6028 report for additional information.

The QA Inspector also noted that Dyson personnel are machining / fabricating components for: bid item 45 (s), bid 
item 59 (s-f), bid item 61 (s-f) and bid item 68 (s-f).  There were no other notable observations or conversations 
during this shift.

Summary of Conversations:
See above.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Croff,Scott Quality Assurance Inspector

Reviewed By: Levell,Bill QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001624

Address: 333 Burma Road Date Inspected: 11-Jan-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 900
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1700
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact:  Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other:
Bridge No: 34-0006 Component: See below
Bid Item: See below Lot No: See below

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Scott Croff was present at Dyson Corp in Painesville, Ohio, to 
observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge (SFOBB) 
project.

The QA Inspector met with Dyson Quality Control Manager (QCM) Bob Bobnar and Art Galvanizing Manager 
Adrienne Klein, at Art Galvanizing in Cleveland, Ohio.  The QA Inspector witnessed galvanizing in progress on 
type 1 suspender socket anchor rods bid item 68 (s-f).  The QA Inspector also components that have been 
galvanized.  The QA Inspector witnessed Dyson QCM measure the mil thickness of the zinc coating on the 
galvanized components.  The QA Inspector was requested to green tag release the galvanized parts back to Dyson 
Corp.  The QA Inspector made random observations of the components and documentation and noted that they 
appear to be in general compliance with the contract requirements. The QA Inspector issued green tags and 
TL-6011 reports with lot numbers B212-005-10 and B212-006-10 for the material releases.  See the accompanying 
TL-6011 reports for specific information.

The QA Inspector and Dyson QCM returned to Dyson where the QA Inspector noted that Dyson personnel are 
machining / fabricating components for: bid item 45 (s), bid item 59 (s-f), bid item 61 (s-f) and bid item 68 (s-f).  
The QA Inspector made general observations of the milling, machining and threading of the various components 
(rods, bolts, nuts, washers).  The QA Inspector noted that all observed work appeared to be performed to 
commonly accepted industry standards and procedures.  There were no other notable observations during this shift.
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Summary of Conversations:
The QA Inspector had conversations with the QA Inspector Craig Hager.  The QA Inspector Craig Hager was 
given a general status update for materials / machining / galvanizing being performed at Dyson and 
sub-contractor's facilities.  The QA Inspector also spoke with the Structural Materials Representative (SMR) Kit 
Guest.  The SMR was informed of the equipment / testing set-up at Dyson for hardness testing of materials.  The 
QA Inspector also relayed this information to the SMR Nina Choy.  There were no other notable conversations 
during this shift.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Croff,Scott Quality Assurance Inspector

Reviewed By: Levell,Bill QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001625

Address: 333 Burma Road Date Inspected: 12-Jan-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 900
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1700
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other:
Bridge No: 34-0006 Component: See below
Bid Item: See below Lot No: N / A

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Scott Croff was present at Dyson Corp in Painesville, Ohio, to 
observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge (SFOBB) 
project.

The QA Inspector met with Dyson Quality Control Manager (QCM) Bob Bobnar.  The QA Inspector and Dyson 
QCM noted that Dyson personnel are machining / fabricating components for: bid item 45 (s), bid item 59 (s-f), 
bid item 61 (s-f) and bid item 68 (s-f).  The QA Inspector made general observations of the milling, machining and 
threading of the various components (rods, bolts, nuts, washers).  The QA Inspector noted that all observed work 
appeared to be performed to commonly accepted industry standards and procedures.  

The QA Inspector reviewed contract documents and reports.  There were no other notable observations or 
conversations during this shift.
Summary of Conversations:
See above.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 
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Inspected By: Croff,Scott Quality Assurance Inspector

Reviewed By: Levell,Bill QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001626

Address: 333 Burma Road Date Inspected: 13-Jan-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 900
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1700
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other:
Bridge No: 34-0006 Component: See below
Bid Item: See below Lot No: See below

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Scott Croff was present at Dyson Corp in Painesville, Ohio, to 
observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge (SFOBB) 
project.

The QA Inspector met with Dyson Quality Control Manager (QCM) Bob Bobnar and was requested to release 
suspender socket components [bid item 68 (s-f)] to Art Galvanizing.  The QA Inspector reviewed the Certificate of 
Compliance (C.O.C) and shipping documentation and noted that additional machining will be performed after hot 
dip galvanizing of the components.  The QA Inspector also made random observations of the materials as it was 
presented. The QA Inspector noted that the material and documentation appeared to be in general compliance with 
the contract requirements. The QA Inspector issued a green tag with lot number B212-007-10. The QA Inspector 
was informed that the material will be shipped to Art Galvanizing in Cleveland, Ohio, for hot dip galvanizing.  See 
the accompanying TL-6011 report for specific information.  See the attached photo.

The QA Inspector met with the Dyson QCM and Art Galvanizing Manager Adrienne Klein, at Art Galvanizing in 
Cleveland, Ohio.  The QA Inspector was presented with galvanized components that will be returned to Dyson 
Corp for additional work.  The QA Inspector witnessed the Dyson QCM measure the mil thickness of the zinc 
coating on the galvanized components.  The QA Inspector was requested to green tag release the galvanized parts 
back to Dyson Corp.  The QA Inspector made random observations of the components and documentation and 
noted that they appear to be in general compliance with the contract requirements. The QA Inspector issued a 
green tag and TL-6011 report with lot number B212-008.  See the accompanying TL-6011 report for specific 
information.
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The QA Inspector and the Dyson QCM returned to Dyson, where the QA Inspector was requested to release 4" x 
775mm type 1 suspender socket components [bid item 68 (s-f)] to WireCo.  The QA Inspector verified that check 
samples have been tested by TransLab and found satisfactory for use.  The QA Inspector reviewed the contractor's 
Certificates of Compliance (C.O.Cs) and shipping documentation. The QA Inspector also made random 
observations of the materials as it was presented / palletized for shipping. The QA Inspector noted that the material 
and documentation appeared to be in general compliance with the contract requirements. The QA Inspector issued 
a green tag and TL-6011 report with lot number B212-009-10 for the material release.  See the accompanying 
TL-6011 report for specific information.

The QA Inspector also noted that Dyson personnel are machining / fabricating components for: bid item 45 (s), bid 
item 59 (s-f), bid item 61 (s-f) and bid item 68 (s-f).  See the attached photo.  There were no other notable 
observations made during this shift.

Summary of Conversations:
See above.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Croff,Scott Quality Assurance Inspector

Reviewed By: Levell,Bill QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001628

Address: 333 Burma Road Date Inspected: 14-Jan-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 900
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1700
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other:
Bridge No: 34-0006 Component: See below
Bid Item: See below Lot No: B212-010-10

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Scott Croff was present at Dyson Corp in Painesville, Ohio, to 
observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge (SFOBB) 
project.

The QA Inspector met with Dyson Quality Control Manager (QCM) Bob Bobnar and was requested to release east 
saddle anchor rod components [bid item 59 (s-f)] to Art Galvanizing.  The QA Inspector reviewed the Certificate 
of Compliance (C.O.C) and shipping documentation and noted that additional machining will be performed after 
hot dip galvanizing of the components.  The QA Inspector also made random observations of the materials as it 
was presented. The QA Inspector noted that the material and documentation appeared to be in general compliance 
with the contract requirements. The QA Inspector issued a green tag with lot number B212-010-10. The QA 
Inspector was informed that the material will be shipped to Art Galvanizing in Cleveland, Ohio, for hot dip 
galvanizing.  See the accompanying TL-6011 report for specific information.

The QA Inspector also noted that Dyson personnel are machining / fabricating components for: bid item 45 (s), bid 
item 59 (s-f), bid item 61 (s-f) and bid item 68 (s-f).  There were no other notable observations made during this 
shift.
Summary of Conversations:
See above.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
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remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Croff,Scott Quality Assurance Inspector

Reviewed By: Levell,Bill QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001628

Address: 333 Burma Road Date Inspected: 14-Jan-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 900
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1700
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other:
Bridge No: 34-0006 Component: See below
Bid Item: See below Lot No: B212-010-10

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Scott Croff was present at Dyson Corp in Painesville, Ohio, to 
observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge (SFOBB) 
project.

The QA Inspector met with Dyson Quality Control Manager (QCM) Bob Bobnar and was requested to release east 
saddle anchor rod components [bid item 59 (s-f)] to Art Galvanizing.  The QA Inspector reviewed the Certificate 
of Compliance (C.O.C) and shipping documentation and noted that additional machining will be performed after 
hot dip galvanizing of the components.  The QA Inspector also made random observations of the materials as it 
was presented. The QA Inspector noted that the material and documentation appeared to be in general compliance 
with the contract requirements. The QA Inspector issued a green tag with lot number B212-010-10. The QA 
Inspector was informed that the material will be shipped to Art Galvanizing in Cleveland, Ohio, for hot dip 
galvanizing.  See the accompanying TL-6011 report for specific information.

The QA Inspector also noted that Dyson personnel are machining / fabricating components for: bid item 45 (s), bid 
item 59 (s-f), bid item 61 (s-f) and bid item 68 (s-f).  There were no other notable observations made during this 
shift.
Summary of Conversations:
See above.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
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remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Croff,Scott Quality Assurance Inspector

Reviewed By: Levell,Bill QA Reviewer

TL-6034,Source Inspection Report Page 2 of 2



STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001627

Address: 333 Burma Road Date Inspected: 15-Jan-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 900
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1200
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other:
Bridge No: 34-0006 Component: See below
Bid Item: See below Lot No: See below

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Scott Croff was present at Dyson Corp in Painesville, Ohio, to 
observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge (SFOBB) 
project.

The QA Inspector was requested to select bid item # 68 (s-f) check samples that will be sent to TransLab. The QA 
Inspector reviewed the contractor's Certificates of Compliance (C.O.C.s) and shipping documentation. The QA 
Inspector also made random observations of the materials as it was presented.  The QA Inspector reviewed the 
contract requirements and State Letter 05.03.01-002360 and selected the material / parts to be sampled.  The QA 
Inspector noted that the material and documentation appeared to be in general compliance with the contract 
requirements.  The QA Inspector issued TL-101 # C642634 with lot # B212-011-10 for the 4" anchor rods and 
TL-101 # C642635 with lot # B212-012-10 for the 4" anchor rod jam and full nuts.  The samples were put onto 
pallets for shipment. See the attached photos.

The QA Inspector noted that Dyson personnel are machining / fabricating components for: bid item 45 (s), bid 
item 59 (s-f), bid item 61 (s-f) and bid item 68 (s-f).  The QA Inspector made general observations of the milling, 
machining and threading of the various components (rods, bolts, nuts, washers).  The QA Inspector noted that all 
observed work appeared to be performed to commonly accepted industry standards and procedures.
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Summary of Conversations:
See above.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Croff,Scott Quality Assurance Inspector

Reviewed By: Levell,Bill QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001631

Address: 333 Burma Road Date Inspected: 18-Jan-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 1000
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1600
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other:
Bridge No: 34-0006 Component: See below
Bid Item: See below Lot No: See below

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Scott Croff was present at Dyson Corp in Painesville, Ohio, to 
observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge (SFOBB) 
project.

The QA Inspector met with Dyson Quality Control Manager (QCM) Bob Bobnar and Art Galvanizing Manager 
Adrienne Klein, at Art Galvanizing in Cleveland, Ohio.  The QA Inspector witnessed galvanizing in progress on 
2" jam nuts, bid item 59 (s-f).  The QA Inspector noted that type 1 suspender sockets have also been galvanized.  
The QA Inspector witnessed Dyson QCM measure the mil thickness of the zinc coating on the galvanized 
components.  The QA Inspector was requested to green tag release the galvanized parts back to Dyson Corp.  The 
QA Inspector made random observations of the components and documentation and noted that they appear to be in 
general compliance with the contract requirements. The QA Inspector issued green tags and TL-6011 reports with 
lot numbers B212-016-10 and B212-017-10 for the material releases.  See the accompanying TL-6011 reports for 
specific information.

The QA Inspector and Dyson QCM returned to Dyson where the QA Inspector noted that Dyson personnel are 
machining / fabricating components for: bid item 45 (s), bid item 59 (s-f), bid item 61 (s-f) and bid item 68 (s-f).  
The QA Inspector made general observations of the milling, machining and threading of the various components 
(rods, bolts, nuts, washers).  The QA Inspector noted that all observed work appeared to be performed to 
commonly accepted industry standards and procedures.  There were no other notable observations during this shift.
Summary of Conversations:

TL-6034,Source Inspection Report Page 1 of 2



SOURCE INSPECTION REPORT
( Continued Page 2 of     )2

See above.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Croff,Scott Quality Assurance Inspector

Reviewed By: Levell,Bill QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001632

Address: 333 Burma Road Date Inspected: 19-Jan-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 900
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1700
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other:
Bridge No: 34-0006 Component: See below
Bid Item: See below Lot No: See below

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Scott Croff was present at Dyson Corp in Painesville, Ohio, to 
observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge (SFOBB) 
project.

The QA Inspector was requested to select bid item # 59 (s-f) check samples that will be sent to TransLab. The QA 
Inspector reviewed the contractor's Certificates of Compliance (C.O.C.s) and shipping documentation. The QA 
Inspector also made random observations of the materials as it was presented.  The QA Inspector reviewed the 
contract requirements and State Letter 05.03.01-002360 and selected the material / parts to be sampled.  The QA 
Inspector noted that the material and documentation appeared to be in general compliance with the contract 
requirements.  The QA Inspector issued TL-101 # C642636 with lot # B212-018-10 and a TL-102 sample form for 
the 2" east saddle anchor rod components.  See the accompanying TL-101 and TL-102 for specific information.  
The samples were put onto a pallet for shipment to TransLab. See the attached photo.

The QA Inspector noted that Dyson personnel are machining / fabricating components for: bid item 45 (s), bid 
item 61 (s-f) and bid item 68 (s-f).  The QA Inspector made general observations of the milling, machining and 
threading of the various components (rods, bolts, nuts, washers).  The QA Inspector noted that all observed work 
appeared to be performed to commonly accepted industry standards and procedures.  See the attached photo.

The QA Inspector was informed that the check samples will be next day air shipped to TransLab.  The QA 
Inspector relayed this information and the TL-102 sample form to the QA Inspector Bill Levell.  The QA Inspector 
also relayed the shipping status to the Structural Materials Representatives (SMRs) Nina Choy and Kit Guest.  
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There were no other notable observations or conversations.

Summary of Conversations:
See above.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Croff,Scott Quality Assurance Inspector

Reviewed By: Levell,Bill QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001727

Address: 333 Burma Road Date Inspected: 02-Feb-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 800
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1630
Contractor: Dyson Corp. & Subs Location: Painesvillle, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: Fastener Assemblies
Bridge No: 34-0006 Component: Cable System, E2 Bearing, Shear Keys
Bid Item: 45,59,58,61 Lot No: n/a

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Sherri Brannon was present at Dyson Corporation in Painesville, 
Ohio, to observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge 
(SFOBB) project.

QA Inspector Brannon met with Quality Control Manager (QCM) Mr. Bob Bobnar with Dyson Corporation.  Mr. 
Bobnar gave QA Inspector Brannon a tour of the Dyson facility. Mr. Bobnar explained their Quality Control (QC) 
program as the fastener assemblies moves throughout the different process and introduced QA to some of the 
production, shipping, and laboratory personnel at various points throughout the tour.  After the tour of the Dyson 
facility QA Inspector Brannon reviewed applicable documents. 

QA Inspector Brannon and Mr. Bobnar discussed the status of the check samples that QA Inspector Mr. Scott 
Croff had sampled under Caltrans lot numbers B212-011-10, B212-012-10 and B212-018-10.  Mr. Bobnar, stated 
that results from Structural Materials Testing Laboratory are still pending as of January 28, 2010.  QA Inspector 
Brannon stated to Mr. Bobnar that I would check the status of the above check samples.  Later in the day QA 
Inspector Brannon informed Mr. Bobnar that check samples for the 2" x 800mm A354 Grade BD HDG Anchor 
Bolts w/ Nuts & Washers results are satisfactory for use.  The QA Inspector relayed this information to the 
Structural Materials Representatives (SMRs) Nina Choy and Kit Guest.  Reference documents: Caltrans QA Lot 
No: B212-018-10; Sample Identification Card TL-101 No: C642636; and Structural Materials Testing Laboratory 
Sample No: SM-10-0063.   

The QA Inspector Brannon randomly observed Dyson personnel machining / fabricating components for fasteners 
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assemblies for the following: bid item 45 - Furnish and Install Spherical Bushing Bearing (Pier E2), bid item 59 - 
Furnish Structural Steel (Bridge) (Saddle), bid item 61 - Furnish and Install Shear Key (Pier E2), and bid item 68 
Furnish Suspender System. QA Inspector Brannon made general observations of the milling, machining and 
threading of the various components (rods, bolts, nuts, washers). The QA Inspector Brannon noted that all 
observed work appeared to be performed to commonly accepted industry standards and procedures.
Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon,Sherri Quality Assurance Inspector

Reviewed By: Levell,Bill QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001730

Address: 333 Burma Road Date Inspected: 03-Feb-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 800
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1630
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: Fastener Assemblies
Bridge No: 34-0006 Component: Cable System, E2 Bearing, Shear Keys
Bid Item: 45,59,61,68 Lot No: B208-012-10,  B208-013-10

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Sherri Brannon was present at Dyson Corporation in Painesville, 
Ohio, to observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge 
(SFOBB) project.

QA Inspector Brannon checked the status of pending tests results and informed Mr. Bobnar that check samples for 
the 4" HDG Type II Suspender Socket Anchor Rods and 4" HDG Suspender Socket Anchor Nuts & Jam Nuts 
results are satisfactory for use.  QA Inspector Brannon relayed this information to the Structural Materials 
Representatives (SMRs) Nina Choy and Kit Guest.  Reference documents: Caltrans QA Lot No: B212-011-10 & 
B212-012-10; Sample Identification Card TL-101 No: C642634 & C642645; and Structural Materials Testing 
Laboratory Sample No: SM-10-0081 & SM-10-0082 respectively.
 
Mr. Bob Bobnar informed QA Inspector Brannon that the 2.00”-4.50 UNC 2A x 800mm (31.5”) lg. double end 
stud (Assembly incl. 3 full nuts, 1 jam nut & 3 washers)  for bid item 59,  are ready for QA Inspection and green 
tag release for shipping.  QA Inspector Brannon reviewed applicable documents and verified quantities.  After 
review of the documents and material to be shipped QA Inspector Brannon assigned Caltrans lot number 
B208-012-10.  See Caltrans Component Material Inspection Report, TL-6011 dated February 03, 2010 for specific 
information.

Mr. Bob Bobnar informed QA Inspector Brannon that the 4" HDG Type II Suspender Socket Anchor Rods with 
Anchor Nuts & Jam Nuts for bid item 68, are ready for QA Inspection and green tag release for shipping.  QA 
Inspector Brannon reviewed applicable documents and verified quantities.  After review of the documents and 
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SOURCE INSPECTION REPORT
( Continued Page 2 of     )2

material to be shipped QA Inspector Brannon assigned Caltrans lot number B208-013-10.  See Caltrans 
Component Material Inspection Report, TL-6011 dated February 03, 2010 for specific information.

The QA Inspector Brannon randomly observed Dyson personnel machining / fabricating components for fasteners 
assemblies for the following: bid item 45 - Furnish and Install Spherical Bushing Bearing (Pier E2), bid item 59 
-Furnish Structural Steel (Bridge) (Saddle), bid item 61 - Furnish and Install Shear Key (Pier E2), and bid item 68 
Furnish Suspender System. QA Inspector Brannon made general observations of the milling, machining and 
threading of the various components (rods, bolts, nuts, washers). The QA Inspector Brannon noted that all 
observed work appeared to be performed to commonly accepted industry standards and procedures.

The following digital photograph below illustrates observation of the activities being performed.

Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon,Sherri Quality Assurance Inspector

Reviewed By: Levell,Bill QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001729

Address: 333 Burma Road Date Inspected: 04-Feb-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 800
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1630
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: Fastener Assemblies
Bridge No: 34-0006 Component: Cable System, E2 Bearing, Shear Keys
Bid Item: 45,59,61,68 Lot No: n/a

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Sherri Brannon was present at Dyson Corporation in Painesville, 
Ohio, to observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge 
(SFOBB) project.

The QA Inspector Brannon randomly observed Dyson personnel machining / fabricating components for fasteners 
assemblies for the following: bid item 45 - Furnish and Install Spherical Bushing Bearing (Pier E2), bid item 59 
-Furnish Structural Steel (Bridge) (Saddle), bid item 61 - Furnish and Install Shear Key (Pier E2), and bid item 68 
Furnish Suspender System. QA Inspector Brannon made general observations of the milling, machining and 
threading of the various components (rods, bolts, nuts, washers). The QA Inspector Brannon noted that all 
observed work appeared to be performed to commonly accepted industry standards and procedures.

The following digital photograph below illustrates observation of the activities being performed.
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Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon,Sherri Quality Assurance Inspector

Reviewed By: Levell,Bill QA Reviewer

TL-6034,Source Inspection Report Page 2 of 2



STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001728

Address: 333 Burma Road Date Inspected: 05-Feb-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 800
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1630
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: Fastener Assemblies
Bridge No: 34-0006 Component: Cable System, E2 Bearing, Shear Keys
Bid Item: 45,59,61,68 Lot No: B208-014-10

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Sherri Brannon was present at Dyson Corporation in Painesville, 
Ohio, to observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge 
(SFOBB) project.
 
Mr. Bob Bobnar informed QA Inspector Brannon that 102 each Suspender Socket Castings Type I bid item - 68 
are ready for QA inspection and green tag release for shipping.  QA Inspector Brannon reviewed applicable 
documents and verified quantities.  After review of the documents and material to be shipped QA Inspector 
Brannon assigned Caltrans lot number B208-014-10.  See Caltrans Component Material Inspection Report, 
TL-6011 dated February 5, 2010 for specific information.

The QA Inspector Brannon randomly observed Dyson personnel machining / fabricating components for fasteners 
assemblies for the following: bid item 45 - Furnish and Install Spherical Bushing Bearing (Pier E2), bid item 59 
-Furnish Structural Steel (Bridge) (Saddle), bid item 61 - Furnish and Install Shear Key (Pier E2), and bid item 68 
- Furnish Suspender System. QA Inspector Brannon made general observations of the milling, machining and 
threading of the various components (rods, bolts, nuts, washers). The QA Inspector Brannon noted that all 
observed work appeared to be performed to commonly accepted industry standards and procedures.

The following digital photograph below illustrates observation of the activities being performed.
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Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon,Sherri Quality Assurance Inspector

Reviewed By: Levell,Bill QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001746

Address: 333 Burma Road Date Inspected: 08-Feb-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 800
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1630
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: Fastener Assemblies
Bridge No: 34-0006 Component: Cable System, E2 Bearing, Shear Keys
Bid Item: 45,59,61,68 Lot No: B208-015, 016, & 017-10

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Sherri Brannon was present at Dyson Corporation in Painesville,
Ohio, to observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge
(SFOBB) project.

Mr. Bob Bobnar informed QA Inspector Brannon that the 3.00"-4UNC-2B heavy hex spherical nuts for bid item 
#45 and #61, are ready for QA Inspection for green tag release for shipping to Art Galvanizing in Cleveland, Ohio 
to be hot dipped galvanized. QA Inspector Brannon reviewed applicable documents and verified quantities. After 
review of the documents and material to be shipped QA Inspector Brannon assigned Caltrans lot number 
B208-015-10. See Caltrans Component Material Inspection Report, TL-6011 dated February 08, 2010 for specific 
information.

Mr. Bob Bobnar informed QA Inspector Brannon that the 3.00"-4UNC-2A x 21'-10.84" OAL double end rods for 
bid item #61 are ready for QA Inspection and green tag release for shipping to Monnig Industries in Glasgow, 
Missouri for hot dip galvanizing. QA Inspector Brannon reviewed applicable documents and verified quantities. 
After review of the documents and material to be shipped QA Inspector Brannon assigned Caltrans lot number 
B208-016-10. See Caltrans Component Material Inspection Report, TL-6011 dated February 08, 2010 for specific 
information.  QA Inspector Brannon also noted that check sample stock material for the heat treat lot of rods will 
be included with the shipment.

Mr. Bob Bobnar informed QA Inspector Brannon that the 3.00"-4UNC-2A x 22'-2.81" OAL double end rods for 
bid item #45 are ready for QA Inspection and green tag release for shipping to Monnig Industries in Glasgow, 
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SOURCE INSPECTION REPORT
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Missouri for hot dip galvanizing . QA Inspector Brannon reviewed applicable documents and verified quantities. 
After review of the documents and material to be shipped QA Inspector Brannon assigned Caltrans lot number 
B208-017-10. See Caltrans Component Material Inspection Report, TL-6011 dated February 08, 2010 for specific 
information.

The QA Inspector Brannon randomly observed Dyson personnel machining / fabricating components for fasteners
assemblies for the following: bid item #45 - Furnish and Install Spherical Bushing Bearing (Pier E2), bid item #59
-Furnish Structural Steel (Bridge) (Saddle), bid item #61 - Furnish and Install Shear Key (Pier E2), and bid item 
#68 - Furnish Suspender System. QA Inspector Brannon made general observations of the milling, machining and
threading of the various components (rods, bolts, nuts, washers). The QA Inspector Brannon noted that all
observed work appeared to be performed to commonly accepted industry standards and procedures.

The following digital photograph below illustrates observation of the activities being performed.

Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon,Sherri Quality Assurance Inspector

Reviewed By: Levell,Bill QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001747

Address: 333 Burma Road Date Inspected: 09-Feb-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 830
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1630
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: Fasterer Assemblies
Bridge No: 34-0006 Component: Cable System, E2 Bearing, Shear Keys
Bid Item: 45,59,61,68 Lot No: B208-018-10

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Sherri Brannon was present at Dyson Corporation in Painesville,
Ohio, to observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge
(SFOBB) project.

QA Inspector Brannon met with Dyson Quality Control Manager (QCM) Bob Bobnar and Art Galvanizing 
Manager Adrienne Klein, at Art Galvanizing in Cleveland, Ohio.  QA Inspector Brannon witnessed galvanizing in 
progress on 2" jam nuts, bid item 59 (s-f).  QA Inspector Brannon witnessed Dyson QCM measure the mil 
thickness of the zinc coating on the galvanized components.  QA Inspector Brannon was requested to green tag 
release the galvanized parts back to Dyson Corp.  QA Inspector Brannon made random observations of the 
components and documentation and noted that they appear to be in general compliance with the contract 
requirements. QA Inspector Brannon issued a green tag with lot number B208-018-10 for the material releases.  
See Caltrans Component Material Inspection Report, TL-6011 dated February 09, 2010 for specific information.

The QA Inspector Brannon randomly observed Dyson personnel machining / fabricating components for fasteners
assemblies for the following: bid item #45 - Furnish and Install Spherical Bushing Bearing (Pier E2), bid item #59
-Furnish Structural Steel (Bridge) (Saddle), bid item #61 - Furnish and Install Shear Key (Pier E2), and bid item 
#68 - Furnish Suspender System. QA Inspector Brannon made general observations of the milling, machining and
threading of the various components (rods, bolts, nuts, washers). The QA Inspector Brannon noted that all
observed work appeared to be performed to commonly accepted industry standards and procedures.

The following digital photograph below illustrates observation of the activities being performed.
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Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon,Sherri Quality Assurance Inspector

Reviewed By: Levell,Bill QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001748

Address: 333 Burma Road Date Inspected: 10-Feb-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 830
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1700
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: Fasterer Assemblies
Bridge No: 34-0006 Component: Cable System, E2 Bearing, Shear Keys
Bid Item: 45,59,61,68 Lot No: B208-019-10

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Sherri Brannon was present at Dyson Corporation in Painesville,
Ohio, to observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge
(SFOBB) project.

Mr. Bob Bobnar informed QA Inspector Brannon that the 3.00"-4UNC-2B heavy hex spherical nuts for bid item 
#45 and #61, are ready for QA Inspection for green tag release for shipping to Art Galvanizing in Cleveland, Ohio 
to be hot dipped galvanized. QA Inspector Brannon reviewed applicable documents and verified quantities. After 
review of the documents and material to be shipped QA Inspector Brannon assigned Caltrans lot number 
B208-019-10. See Caltrans Component Material Inspection Report, TL-6011 dated February 10, 2010 for specific 
information.

The QA Inspector Brannon randomly observed Dyson personnel machining / fabricating components for fasteners
assemblies for the following: bid item #45 - Furnish and Install Spherical Bushing Bearing (Pier E2), bid item #59
-Furnish Structural Steel (Bridge) (Saddle), bid item #61 - Furnish and Install Shear Key (Pier E2), and bid item 
#68 - Furnish Suspender System. QA Inspector Brannon made general observations of the milling, machining and
threading of the various components (rods, bolts, nuts, washers). The QA Inspector Brannon noted that all
observed work appeared to be performed to commonly accepted industry standards and procedures.

The following digital photograph below illustrates observation of the activities being performed.
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Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon,Sherri Quality Assurance Inspector

Reviewed By: Levell,Bill QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001787

Address: 333 Burma Road Date Inspected: 11-Feb-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 800
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1630
Contractor: Dyson Corp. & Subs Location: Painesville, ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: Fastener Assembloes
Bridge No: 34-0006 Component: Cable System, E2 Bearing, Shear Keys
Bid Item: 45,59,61,68 Lot No: n/a

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Sherri Brannon was present at Dyson Corporation in Painesville,
Ohio, to observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge
(SFOBB) project.

The QA Inspector Brannon randomly observed Dyson personnel machining / fabricating components for fasteners
assemblies for the following: bid item #45 - Furnish and Install Spherical Bushing Bearing (Pier E2), bid item #59
-Furnish Structural Steel (Bridge) (Saddle), bid item #61 - Furnish and Install Shear Key (Pier E2), and bid item 
#68 - Furnish Suspender System. QA Inspector Brannon made general observations of the milling, machining and
threading of the various components (rods, bolts, nuts, washers). The QA Inspector Brannon noted that all
observed work appeared to be performed to commonly accepted industry standards and procedures.

QA Inspector Brannon generated tracking log for tracking different components at various stages for machining, 
galvanizing, painting, magnetic particle testing, shipping and sampling of QA check samples.

The following digital photograph below illustrates observation of the activities being performed.
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Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon,Sherri Quality Assurance Inspector

Reviewed By: Levell,Bill QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001788

Address: 333 Burma Road Date Inspected: 12-Feb-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 800
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1500
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: Fastener Assemblies
Bridge No: 34-0006 Component: Cable System, E2 Bearing, Shear Keys
Bid Item: 45,59,61,68 Lot No: B208-020-10, B208-021-10

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Sherri Brannon was present at Dyson Corporation in Painesville,
Ohio, to observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge
(SFOBB) project.

Mr. Bob Bobnar informed QA Inspector Brannon that the 3.00"-4UNC-2A x 21'-10.84" OAL double end rods 
ASTM A354 Gr. BD for bid item #61, are ready for QA Inspection for green tag release for shipping to Monnig 
Ind. in Glasgow, Missouri to be hot dipped galvanized. QA Inspector Brannon reviewed applicable documents and 
verified quantities. After review of the documents and material to be shipped QA Inspector Brannon assigned 
Caltrans lot number B208-020-10. See Caltrans Component Material Inspection Report, TL-6011 dated February 
12, 2010 for specific information.

Mr. Bob Bobnar informed QA Inspector Brannon that the 7.00" OD x 3.34" ID 1.25" thick spherical washers 
ASTM A514 for bid item #45 and #61, are ready for QA Inspection for green tag release for shipping to American 
Bridge MFG in Coraoplis, Pennsylvania for painting. QA Inspector Brannon reviewed applicable documents and 
verified quantities. After review of the documents and material to be shipped QA Inspector Brannon assigned 
Caltrans lot number B208-021-10. See Caltrans Component Material Inspection Report, TL-6011 dated February 
12, 2010 for specific information.  Note: Mr. Bobnar informed QA inspector Brannon that American Bridge/Flour 
Enterprises, a JV  will send an inspection request to METS for Quality Assurance check samples after painting at 
American Bridge MFG. 

The QA Inspector Brannon randomly observed Dyson personnel machining / fabricating components for fasteners

TL-6034,Source Inspection Report Page 1 of 2
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assemblies for the following: bid item #45 - Furnish and Install Spherical Bushing Bearing (Pier E2), bid item #59
-Furnish Structural Steel (Bridge) (Saddle), bid item #61 - Furnish and Install Shear Key (Pier E2), and bid item 
#68 - Furnish Suspender System. QA Inspector Brannon made general observations of the milling, machining and
threading of the various components (rods, bolts, nuts, washers). The QA Inspector Brannon noted that all
observed work appeared to be performed to commonly accepted industry standards and procedures.

QA Inspector Brannon as traveled to Art Galvanizing, to observed hot dip galvanizing on 9.84" to 11.81" rectangle 
x 3.68" ID x 3.25" thick bearing plate washers.  Apone arrival QA Inspector Met with Quality Control (QC) 
Manager Miss. Adrienne Klein.  Miss Klein informed QA Inspector Brannon that Art Galvanizing has not started 
the hot dip galvanizing for tha Caltrans project yet but will be starting soon.  

The following digital photograph below illustrates observation of the activities being performed.

Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon,Sherri Quality Assurance Inspector

Reviewed By: Levell,Bill QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001796

Address: 333 Burma Road Date Inspected: 17-Feb-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 800
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1630
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: Fastener Assemblies
Bridge No: 34-0006 Component: Cable System, E2 Bearing, Shear Keys
Bid Item: 45,59,61,68 Lot No: B208-023-10, B208-024-10

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Sherri Brannon was present at Dyson Corp in Painesville, Ohio, to
observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge (SFOBB)
project.

The QA Inspector was requested to select check samples that will be sent to TransLab for testing. QA Inspector 
Brannon reviewed the contractor's Certificate of Compliance (C.O.C) and shipping documentation. QA Inspector 
Brannon also made random observations of the materials as it was presented. QA Inspector Brannnon noted that 
the material and documentation appeared to be in general compliance with the contract requirements. The QA 
Inspector reviewed the contract requirements and State Letter 05.03.01-002360 and selected the material / parts to 
be sampled. The QA Inspector issued TL-101 # C726454 with lot # B208-023-10 for the ASTM A709 Grade 50 - 
9.84" x 11.81" rectangle x 3.68" ID bearing plate washers, Lot Code-NLU, Heat #D4327. The samples were put 
onto pallets for shipment.  QA Inspector Brannon spoke with SMR Kittick Guest on sample quanities.

The QA Inspector was requested to select check samples that will be sent to TransLab for testing. QA Inspector 
Brannon reviewed the contractor's Certificate of Compliance (C.O.C) and shipping documentation. QA Inspector 
Brannon also made random observations of the materials as it was presented. QA Inspector Brannnon noted that 
the material and documentation appeared to be in general compliance with the contract requirements. The QA 
Inspector reviewed the contract requirements and State Letter 05.03.01-002360 and selected the material / parts to 
be sampled. The QA Inspector issued TL-101 # C726455 with lot # B208-024-10 for the ASTM A563 Grade DH - 
3.00"-4UNC-2B heavy hex spherical nut Lot Code-NGB2, Heat #M653662. The samples were put onto pallets for 
shipment.  QA Inspector Brannon spoke with SMR Kittick Guest on sample quanities.
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SOURCE INSPECTION REPORT
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QA Inspector Brannon checked the status of pending tests results and informed Mr. Bobnar that retest check 
samples for the ASTM A354 Grade BD 2.00"-4.5UNC-2A x 1105mm OAL threaded full length rod results are 
satisfactory for use.  QA Inspector Brannon relayed this information to the Structural Materials Representatives 
(SMRs) Nina Choy and Kitrich Guest.  Reference documents: Caltrans QA Lot No: B231-007-10; Sample 
Identification Card TL-101 No: C715360; and Structural Materials Testing Laboratory Sample No: SM-10-0135 
(retest of SM-10-0083).

The QA Inspector Brannon randomly observed Dyson personnel machining / fabricating components for fasteners
assemblies for the following: bid item #45 - Furnish and Install Spherical Bushing Bearing (Pier E2), bid item #59
-Furnish Structural Steel (Bridge) (Saddle), bid item #61 - Furnish and Install Shear Key (Pier E2), and bid item
#68 - Furnish Suspender System. QA Inspector Brannon made general observations of the milling, machining and
threading of the various components (rods, bolts, nuts, washers). The QA Inspector Brannon noted that all
observed work appeared to be performed to commonly accepted industry standards and procedures.

QA Inspector Brannon also updated tracking log for tracking different components at various stages for machining,
 galvanizing, painting, magnetic particle testing, shipping and sampling of QA check samples.

The following digital photograph below illustrates observation of the activities being performed.

Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon,Sherri Quality Assurance Inspector

Reviewed By: Levell,Bill QA Reviewer

TL-6034,Source Inspection Report Page 2 of 2



STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001797

Address: 333 Burma Road Date Inspected: 18-Feb-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 800
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1630
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Babnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: Fastener Assemblies
Bridge No: 34-0006 Component: Cable System, E2 Bearing, Shear Keys
Bid Item: 45,59,61,68 Lot No: B208-025-10, B208-026-10

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Sherri Brannon was present at Dyson Corporation in Painesville,
Ohio, to observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge
(SFOBB) project.

Mr. Bob Bobnar informed QA Inspector Brannon that the ASTM A709 Grade 50 9.84" x 11.81" rectangle x 3.68" 
ID x 3.25" thick bearing plate washers for bid items 45 adn #61 are ready for QA Inspection and green tag release 
for shipping to Monnig Industries in Glasgow, Missouri for additional staging. QA Inspector Brannon reviewed 
applicable documents and verified quantities. After review of the documents and material to be shipped QA 
Inspector Brannon assigned Caltrans lot number B208-025-10. See Caltrans Component Material Inspection 
Report, TL-6011 dated February 18, 2010 for specific information.  QA Inspector Brannon also noted that check 
sample stock material for the heat treat lot of rods will be included with the shipment.

Mr. Bob Bobnar informed QA Inspector Brannon that the ASTM A563 Grade DH 3.00"-4UNC-2B heavy hex 
spherical nut for bid items #45 adn #61 are ready for QA Inspection and green tag release for shipping to Monnig 
Industries in Glasgow, Missouri for additional staging. QA Inspector Brannon reviewed applicable documents and 
verified quantities. After review of the documents and material to be shipped QA Inspector Brannon assigned 
Caltrans lot number B208-026-10. See Caltrans Component Material Inspection Report, TL-6011 dated February 
18, 2010 for specific information.  QA Inspector Brannon also noted that check sample stock material for the heat 
treat lot of rods will be included with the shipment.

The QA Inspector Brannon randomly observed Dyson personnel machining / fabricating components for fasteners
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assemblies for the following: bid item #45 - Furnish and Install Spherical Bushing Bearing (Pier E2), bid item #59
-Furnish Structural Steel (Bridge) (Saddle), bid item #61 - Furnish and Install Shear Key (Pier E2), and bid item
#68 - Furnish Suspender System. QA Inspector Brannon made general observations of the milling, machining and
threading of the various components (rods, bolts, nuts, washers). The QA Inspector Brannon noted that all
observed work appeared to be performed to commonly accepted industry standards and procedures.

QA Inspector Brannon also updated tracking log for tracking different components at various stages for machining,
 galvanizing, painting, magnetic particle testing, shipping and sampling of QA check samples.

The following digital photograph below illustrates observation of the activities being performed.

Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon,Sherri Quality Assurance Inspector

Reviewed By: Levell,Bill QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001798

Address: 333 Burma Road Date Inspected: 19-Feb-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 800
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1630
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: Fastener Assembies
Bridge No: 34-0006 Component: Cable System, E2 Bearing, Shear Keys
Bid Item: 45,59,61,68 Lot No: B208-027-10

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Sherri Brannon was present at Dyson Corporation in Painesville,
Ohio, to observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge
(SFOBB) project.

Mr. Bob Bobnar informed QA Inspector Brannon that the replacment rods for ASTM A354 Grade BD 2.00"-4.
5UNC-2A x 1105mm OAL threaded full length rods for bid items #45, are ready for QA Inspection for green tag 
release for shipping back to Dyson Corproation. QA Inspector Brannon traveled to Art Galvanizing and reviewed 
applicable documents and verified quantities. After review of the documents and material to be shipped QA 
Inspector Brannon assigned Caltrans lot number B208-027-10. See Caltrans Component Material Inspection 
Report, TL-6011 dated February 19, 2010 for specific information.

The QA Inspector Brannon randomly observed Dyson personnel machining / fabricating components for fasteners
assemblies for the following: bid item #45 - Furnish and Install Spherical Bushing Bearing (Pier E2), bid item #59
-Furnish Structural Steel (Bridge) (Saddle), bid item #61 - Furnish and Install Shear Key (Pier E2), and bid item
#68 - Furnish Suspender System. QA Inspector Brannon made general observations of the milling, machining and
threading of the various components (rods, bolts, nuts, washers). The QA Inspector Brannon noted that all
observed work appeared to be performed to commonly accepted industry standards and procedures.

QA Inspector Brannon also updated tracking log for tracking different components at various stages for machining,
 galvanizing, painting, magnetic particle testing, shipping and sampling of QA check samples.
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The following digital photograph below illustrates observation of the activities being performed.

Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon,Sherri Quality Assurance Inspector

Reviewed By: Levell,Bill QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001807

Address: 333 Burma Road Date Inspected: 22-Feb-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 800
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1630
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: Fastener Assembies
Bridge No: 34-0006 Component: Tower Saddle, Suspender System
Bid Item: 59, 68 Lot No: n/a

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Sherri Brannon was present at Dyson Corporation in Painesville, 
Ohio, to observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge 
(SFOBB) project.

The QA Inspector Brannon randomly observed Dyson personnel machining / fabricating components for fasteners 
assemblies for the following: bid item 59 - Furnish Structural Steel (Bridge) (Saddle), and bid item 68 Furnish 
Suspender System. QA Inspector Brannon made general observations of the cutting, heat treatment, milling, 
machining and threading of the various components (rods, bolts, nuts, washers). The QA Inspector Brannon noted 
that all observed work appeared to be performed to commonly accepted industry standards and procedures.  Also 
see Reference Documents CCO 91 and ABF-RFI-001741R01.

QA Inspector Brannon also updated tracking log for tracking different components at various stages for machining,
 galvanizing, painting, magnetic particle testing, shipping and sampling of QA check samples.

The following digital photograph below illustrates observation of the activities being performed.
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Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon,Sherri Quality Assurance Inspector

Reviewed By: Levell,Bill QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001808

Address: 333 Burma Road Date Inspected: 23-Feb-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 800
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1630
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: Fastener Assembies
Bridge No: 34-0006 Component: Tower Saddle, Suspender System
Bid Item: 59, 68 Lot No: n/a

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Sherri Brannon was present at Dyson Corporation in Painesville, 
Ohio, to observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge 
(SFOBB) project.

The QA Inspector Brannon randomly observed Dyson personnel machining / fabricating components for fasteners 
assemblies for the following: bid item 59 - Furnish Structural Steel (Bridge) (Saddle), and bid item 68 Furnish 
Suspender System. QA Inspector Brannon made general observations of the cutting, heat treatment, milling, 
machining and threading of the various components (rods, bolts, nuts, washers). The QA Inspector Brannon noted 
that all observed work appeared to be performed to commonly accepted industry standards and procedures.  Also 
see Reference Documents CCO 91 and ABF-RFI-001741R01.

QA Inspector Brannon also updated tracking log for tracking different components at various stages for machining,
 galvanizing, painting, magnetic particle testing, shipping and sampling of QA check samples.
Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 
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Inspected By: Brannon,Sherri Quality Assurance Inspector

Reviewed By: Levell,Bill QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001819

Address: 333 Burma Road Date Inspected: 24-Feb-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 800
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1630
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: Fasterner Assemblies
Bridge No: 34-0006 Component: Tower Saddle, Suspender System
Bid Item: 59, 68 Lot No: B208-028-10

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Sherri Brannon was present at Dyson Corporation in Painesville, 
Ohio, to observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge 
(SFOBB) project.

Mr. Bob Bobnar informed QA Inspector Brannon that the 3.00”-4UNC 2B (+0.050” O/S) heavy hex nut for bid 
item #59,  are ready for QA Inspection and green tag release for shipping.  QA Inspector Brannon reviewed 
applicable documents and verified quantities.  After review of the documents and material to be shipped QA 
Inspector Brannon assigned Caltrans lot number B208-028-10.  See Caltrans Component Material Inspection 
Report, TL-6011 dated February 24, 2010 for specific information.

The QA Inspector Brannon randomly observed Dyson personnel machining / fabricating components for fasteners 
assemblies for the following: bid item 59 - Furnish Structural Steel (Bridge) (Saddle), and bid item 68 Furnish 
Suspender System. QA Inspector Brannon made general observations of the cutting, heat treatment, milling, 
machining and threading of the various components (rods, bolts, nuts, washers). The QA Inspector Brannon noted 
that all observed work appeared to be performed to commonly accepted industry standards and procedures.  Also 
see Reference Documents CCO 91 and ABF-RFI-001741R01.

QA Inspector Brannon also updated tracking log for tracking different components at various stages for machining,
 galvanizing, painting, magnetic particle testing, shipping and sampling of QA check samples.

The following digital photograph below illustrates observation of the activities being performed.
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Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon,Sherri Quality Assurance Inspector

Reviewed By: Levell,Bill QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     99.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001820

Address: 333 Burma Road Date Inspected: 25-Feb-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 800
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1630
Contractor: Dyson Corp. & Subs/Art Galvanizing Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: Fastener Assemblies
Bridge No: 34-0006 Component: Tower Saddle, Suspender System
Bid Item: 59, 68 Lot No: B208-029-10

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Sherri Brannon was present at Dyson Corporation in Painesville,
Ohio, to observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge
(SFOBB) project.

QA Inspector Brannon met with Dyson Quality Control Manager (QCM) Bob Bobnar and Art Galvanizing 
Manager Adrienne Klein, at Art Galvanizing in Cleveland, Ohio.  QA Inspector Brannon witnessed galvanizing in 
progress on 3.00”-4UNC 2B (+0.050” O/S) heavy hex nut , bid item 59 (s-f).  QA Inspector Brannon witnessed 
Dyson QCM measure the mil thickness of the zinc coating on the galvanized components.  QA Inspector Brannon 
was requested to green tag release the galvanized parts back to Dyson Corporation.  QA Inspector Brannon made 
random observations of the components and documentation and noted that they appear to be in general compliance 
with the contract requirements. QA Inspector Brannon issued a green tag with lot number B208-029-10 for tacking 
purposes.  See Caltrans Component Material Inspection Report, TL-6011 dated February 25, 2010 for specific 
information.

The QA Inspector Brannon randomly observed Dyson personnel machining / fabricating components for fasteners
assemblies for the following: bid item 59 - Furnish Structural Steel (Bridge) (Saddle), and bid item 68 Furnish
Suspender System. QA Inspector Brannon made general observations of the cutting, heat treatment, milling,
machining and threading of the various components (rods, bolts, nuts, washers). The QA Inspector Brannon noted
that all observed work appeared to be performed to commonly accepted industry standards and procedures. Also
see Reference Documents CCO 91 and ABF-RFI-001741R01.
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QA Inspector Brannon also updated tracking log for tracking different components at various stages for machining,

galvanizing, painting, magnetic particle testing, shipping and sampling of QA check samples.

The following digital photograph below illustrates observation of the activities being performed.

Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon,Sherri Quality Assurance Inspector

Reviewed By: Levell,Bill QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001821

Address: 333 Burma Road Date Inspected: 26-Feb-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 800
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1630
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bill Nortunen Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: Fastener Assemblies
Bridge No: 34-0006 Component: Tower Saddle, Suspender System
Bid Item: 59, 68 Lot No: n/a

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Sherri Brannon was present at Dyson Corporation in Painesville,
Ohio, to observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge
(SFOBB) project.

The QA Inspector Brannon randomly observed Dyson personnel machining / fabricating components for fasteners
assemblies for the following: bid item 59 - Furnish Structural Steel (Bridge) (Saddle), and bid item 68 Furnish
Suspender System. QA Inspector Brannon made general observations of the cutting, heat treatment, milling,
machining and threading of the various components (rods, bolts, nuts, washers). The QA Inspector Brannon noted
that all observed work appeared to be performed to commonly accepted industry standards and procedures. Also
see Reference Documents CCO 91 and ABF-RFI-001741R01.

QA Inspector Brannon also updated tracking log for tracking different components at various stages for machining,

galvanizing, painting, magnetic particle testing, shipping and sampling of QA check samples.

The following digital photograph below illustrates observation of the activities being performed.
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SOURCE INSPECTION REPORT
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Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon,Sherri Quality Assurance Inspector

Reviewed By: Levell,Bill QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001831

Address: 333 Burma Road Date Inspected: 01-Mar-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 800
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1630
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: Fastener Assemblies
Bridge No: 34-0006 Component: Tower Saddle, Suspender System
Bid Item: 59,68 Lot No: n/a

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Sherri Brannon was present at Dyson Corporation in Painesville,
Ohio, to observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge
(SFOBB) project.

The QA Inspector Brannon randomly observed Dyson personnel machining / fabricating components for fasteners
assemblies for the following: bid item 59 - Furnish Structural Steel (Bridge) (Saddle), and bid item 68 Furnish
Suspender System. QA Inspector Brannon made general observations of the cutting, heat treatment, milling,
machining and threading of the various components (rods, bolts, nuts, washers). The QA Inspector Brannon noted
that all observed work appeared to be performed to commonly accepted industry standards and procedures. Also
see Reference Documents CCO 91 and ABF-RFI-001741R01.

QA Inspector Brannon also updated tracking log for tracking different components at various stages for machining,

galvanizing, painting, magnetic particle testing, shipping and sampling of QA check samples.

The following digital photograph below illustrates observation of the activities being performed.

TL-6034,Source Inspection Report Page 1 of 2



SOURCE INSPECTION REPORT
( Continued Page 2 of     )2

Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon,Sherri Quality Assurance Inspector

Reviewed By: Levell,Bill QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001922

Address: 333 Burma Road Date Inspected: 15-Mar-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 800
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1630
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: Fastener Assemblies
Bridge No: 34-0006 Component: Tower Saddle, Suspender System
Bid Item: 59, 68 Lot No: n/a

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Sherri Brannon was present at Dyson Corporation in Painesville,
Ohio, to observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge
(SFOBB) project.

The QA Inspector Brannon randomly observed Dyson personnel machining / fabricating components for fasteners
assemblies for the following: bid item 59 - Furnish Structural Steel (Bridge) (Saddle), and bid item 68 Furnish
Suspender System. QA Inspector Brannon made general observations of the cutting, heat treatment, milling,
machining and threading of the various components (rods, bolts, nuts, washers). The QA Inspector Brannon noted
that all observed work appeared to be performed to commonly accepted industry standards and procedures. Also
see Reference Documents CCO 91 and ABF-RFI-001741R01.

QA Inspector Brannon also updated tracking log for tracking different components at various stages for machining,
galvanizing, painting, magnetic particle testing, shipping and sampling of QA check samples.

The following digital photograph below illustrates observation of the activities being performed.
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SOURCE INSPECTION REPORT
( Continued Page 2 of     )2

Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon,Sherri Quality Assurance Inspector

Reviewed By: Hager,Craig QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001923

Address: 333 Burma Road Date Inspected: 16-Mar-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 800
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1630
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: Fastener Assemblies
Bridge No: 34-0006 Component: Tower Saddle, Suspender System
Bid Item: 59, 68 Lot No: N/A

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Sherri Brannon was present at Dyson Corporation in Painesville,
Ohio, to observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge
(SFOBB) project.

The QA Inspector Brannon randomly observed Dyson personnel machining / fabricating components for fasteners
assemblies for the following: bid item 59 - Furnish Structural Steel (Bridge) (Saddle), and bid item 68 Furnish
Suspender System. QA Inspector Brannon made general observations of the cutting, heat treatment, milling,
machining and threading of the various components (rods, bolts, nuts, washers). The QA Inspector Brannon noted
that all observed work appeared to be performed to commonly accepted industry standards and procedures. Also
see Reference Documents CCO 91 and ABF-RFI-001741R01.

QA Inspector Brannon also updated tracking log for tracking different components at various stages for machining,

galvanizing, painting, magnetic particle testing, shipping and sampling of QA check samples.

The following digital photograph below illustrates observation of the activities being performed.
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SOURCE INSPECTION REPORT
( Continued Page 2 of     )2

Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon,Sherri Quality Assurance Inspector

Reviewed By: Hager,Craig QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001924

Address: 333 Burma Road Date Inspected: 17-Mar-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 800
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1630
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: Fastener Assemblies
Bridge No: 34-0006 Component: Tower Saddle, Suspender System
Bid Item: 59, 68 Lot No: n/a

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Sherri Brannon was present at Dyson Corporation in Painesville,
Ohio, to observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge
(SFOBB) project.

The QA Inspector Brannon randomly observed Dyson personnel machining / fabricating components for fasteners
assemblies for the following: bid item 59 - Furnish Structural Steel (Bridge) (Saddle), and bid item 68 Furnish
Suspender System. QA Inspector Brannon made general observations of the cutting, heat treatment, milling,
machining and threading of the various components (rods, bolts, nuts, washers). The QA Inspector Brannon noted
that all observed work appeared to be performed to commonly accepted industry standards and procedures. Also
see Reference Documents CCO 91 and ABF-RFI-001741R01.

QA Inspector Brannon also updated tracking log for tracking different components at various stages for machining,
galvanizing, painting, magnetic particle testing, shipping and sampling of QA check samples.

The following digital photograph below illustrates observation of the activities being performed.
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SOURCE INSPECTION REPORT
( Continued Page 2 of     )2

Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon,Sherri Quality Assurance Inspector

Reviewed By: Hager,Craig QA Reviewer

TL-6034,Source Inspection Report Page 2 of 2



STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001925

Address: 333 Burma Road Date Inspected: 18-Mar-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 800
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1630
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: Fastener Assemblies
Bridge No: 34-0006 Component: Tower Saddle, Suspender System
Bid Item: 59, 68 Lot No: n/a

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Sherri Brannon was present at Dyson Corporation in Painesville,
Ohio, to observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge
(SFOBB) project.

The QA Inspector Brannon randomly observed Dyson personnel machining / fabricating components for fasteners
assemblies for the following: bid item 59 - Furnish Structural Steel (Bridge) (Saddle), and bid item 68 Furnish
Suspender System. QA Inspector Brannon made general observations of the cutting, heat treatment, milling,
machining and threading of the various components (rods, bolts, nuts, washers). The QA Inspector Brannon noted
that all observed work appeared to be performed to commonly accepted industry standards and procedures. Also
see Reference Documents CCO 91 and ABF-RFI-001741R01.

QA Inspector Brannon also updated tracking log for tracking different components at various stages for machining,
galvanizing, painting, magnetic particle testing, shipping and sampling of QA check samples.

The following digital photograph below illustrates observation of the activities being performed.
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SOURCE INSPECTION REPORT
( Continued Page 2 of     )2

Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon,Sherri Quality Assurance Inspector

Reviewed By: Hager,Craig QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001926

Address: 333 Burma Road Date Inspected: 19-Mar-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 800
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1630
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: Fastener Assemblies
Bridge No: 34-0006 Component: Tower Saddle, Suspender System
Bid Item: 59, 68 Lot No: B208-030-10, B208-031-10

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Sherri Brannon was present at Dyson Corporation in Painesville,
Ohio, to observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge
(SFOBB) project.

Mr. Bob Bobnar informed QA Inspector Brannon that the 1.50”-6UNC 2A x 1300mm heavy hex bolts and 1.
75”-5UNC 2A x 1360mm heavy hex bolts for bid item #59, are ready for QA Inspection and green tag release for 
shipping. QA Inspector Brannon reviewed applicable documents and verified quantities. After review of the 
documents and material to be shipped QA Inspector Brannon assigned Caltrans lot number B208-030-10 and 
B208-031-10. See Caltrans Component Material Inspection Report, TL-6011 dated March 19, 2010 for specific 
information.

The QA Inspector Brannon randomly observed Dyson personnel machining / fabricating components for fasteners
assemblies for the following: bid item 59 - Furnish Structural Steel (Bridge) (Saddle), and bid item 68 Furnish
Suspender System. QA Inspector Brannon made general observations of the cutting, heat treatment, milling,
machining and threading of the various components (rods, bolts, nuts, washers). The QA Inspector Brannon noted
that all observed work appeared to be performed to commonly accepted industry standards and procedures. Also
see Reference Documents CCO 91 and ABF-RFI-001741R01.

QA Inspector Brannon also updated tracking log for tracking different components at various stages for machining,
galvanizing, painting, magnetic particle testing, shipping and sampling of QA check samples.

TL-6034,Source Inspection Report Page 1 of 2



SOURCE INSPECTION REPORT
( Continued Page 2 of     )2

The following digital photograph below illustrates observation of the activities being performed.

Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon,Sherri Quality Assurance Inspector

Reviewed By: Hager,Craig QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     99.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001947

Address: 333 Burma Road Date Inspected: 23-Mar-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 800
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1630
Contractor: Dyson Corp. & Subs/Art Galvanizing Location: Painesville, Ohio/Cleveland, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: Fastener Assemblies
Bridge No: 34-0006 Component: Tower Saddle, Suspender System
Bid Item: 59, 68 Lot No: B208-029-10

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Sherri Brannon was present at Dyson Corporation in Painesville,
Ohio, to observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge
(SFOBB) project.

QA Inspector Brannon met with Dyson Quality Control Manager (QCM) Bob Bobnar and Art Galvanizing
Manager Adrienne Klein, at Art Galvanizing in Cleveland, Ohio. QA Inspector Brannon witnessed galvanizing in
progress on 24 each Type 1 Suspender Sockets bid item 68 (s-f). QA Inspector Brannon witnessed
Dyson QCM measure the mil thickness of the zinc coating on the galvanized components. QA Inspector Brannon
was requested to green tag release the galvanized parts back to Dyson Corporation. QA Inspector Brannon made
random observations of the components and documentation and noted that they appear to be in general compliance
with the contract requirements. QA Inspector Brannon issued a green tag with lot number B208-029-10 for tacking
purposes. See Caltrans Component Material Inspection Report, TL-6011 dated March 23, 2010 for specific
information.

The QA Inspector Brannon randomly observed Dyson personnel machining / fabricating components for fasteners
assemblies for the following: bid item 59 - Furnish Structural Steel (Bridge) (Saddle), and bid item 68 Furnish
Suspender System. QA Inspector Brannon made general observations of the cutting, heat treatment, milling,
machining and threading of the various components (rods, bolts, nuts, washers). The QA Inspector Brannon noted
that all observed work appeared to be performed to commonly accepted industry standards and procedures. Also
see Reference Documents CCO 91 and ABF-RFI-001741R01.
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SOURCE INSPECTION REPORT
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QA Inspector Brannon also updated tracking log for tracking different components at various stages for machining,
galvanizing, painting, magnetic particle testing, shipping and sampling of QA check samples.

The following digital photograph below illustrates observation of the activities being performed.

Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon,Sherri Quality Assurance Inspector

Reviewed By: Hager,Craig QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     99.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001948

Address: 333 Burma Road Date Inspected: 24-Mar-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 730
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1600
Contractor: Dyson Corp. & Subs/Art Galvanizing Location: Painesville, Ohio/Cleveland, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: Fastener Assemblies
Bridge No: 34-0006 Component: Tower Saddle, Suspender System
Bid Item: 59, 68 Lot No: B208-030-10,B208-031-10,B208-032-10

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Sherri Brannon was present at Dyson Corporation in Painesville,
Ohio, to observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge
(SFOBB) project.

Mr. Bob Bobnar informed QA Inspector Brannon that 30 Type I suspender socket castings for bid item #68, are 
ready for QA Inspection and green tag release for shipping to Art Galvanizing in Cleveland, Ohio. QA Inspector 
Brannon reviewed applicable documents and verified quantities. After review of the documents and material to be 
shipped QA Inspector Brannon assigned Caltrans lot number B208-030-10. See Caltrans Component Material 
Inspection Report, TL-6011 dated March 24, 2010 for specific information.

QA Inspector Brannon met with Dyson Quality Control Manager (QCM) Bob Bobnar and Art Galvanizing
Manager Adrienne Klein, at Art Galvanizing in Cleveland, Ohio.  QA Inspector Brannon witnessed
Dyson QCM measure the mil thickness of the zinc coating on the galvanized components. QA Inspector Brannon
was requested to green tag release the galvanized parts back to Dyson Corporation. QA Inspector Brannon made
random observations of the components and documentation and noted that they appear to be in general compliance
with the contract requirements. QA Inspector Brannon issued a green tag with lot number B208-031-10 and 
B208-032-10 for tacking purposes. See Caltrans Component Material Inspection Report, TL-6011 dated March 24, 
2010 for specific information.

The QA Inspector Brannon randomly observed Dyson personnel machining / fabricating components for fasteners
assemblies for the following: bid item 59 - Furnish Structural Steel (Bridge) (Saddle), and bid item 68 Furnish
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SOURCE INSPECTION REPORT
( Continued Page 2 of     )2

Suspender System. QA Inspector Brannon made general observations of the cutting, heat treatment, milling,
machining and threading of the various components (rods, bolts, nuts, washers). The QA Inspector Brannon noted
that all observed work appeared to be performed to commonly accepted industry standards and procedures. Also
see Reference Documents CCO 91 and ABF-RFI-001741R01.

QA Inspector Brannon also updated tracking log for tracking different components at various stages for machining,
galvanizing, painting, magnetic particle testing, shipping and sampling of QA check samples.

The following digital photograph below illustrates observation of the activities being performed.

Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon,Sherri Quality Assurance Inspector

Reviewed By: Hager,Craig QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     99.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001950

Address: 333 Burma Road Date Inspected: 26-Mar-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 800
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1630
Contractor: Dyson Corp. & Subs/Art Galvanizing Location: Painesville, Ohio/Cleveland, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: Fastener Assemblies
Bridge No: 34-0006 Component: Tower Saddle, Suspender System
Bid Item: 59, 68 Lot No: B208-034-10

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Sherri Brannon was present at Dyson Corporation in Painesville,
Ohio, to observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge
(SFOBB) project.

QA Inspector Brannon met with Dyson Quality Control Manager (QCM) Bob Bobnar and Art Galvanizing
Manager Adrienne Klein, at Art Galvanizing in Cleveland, Ohio.  QA Inspector Brannon witnessed
Dyson QCM measure the mil thickness of the zinc coating on the galvanized components. QA Inspector Brannon
was requested to green tag release the galvanized parts back to Dyson Corporation. QA Inspector Brannon made
random observations of the components and documentation and noted that they appear to be in general compliance
with the contract requirements. QA Inspector Brannon issued a green tag with lot number B208-034-10 for tacking 
purposes. See Caltrans Component Material Inspection Report, TL-6011 dated March 26, 2010 for specific 
information.

The QA Inspector Brannon randomly observed Dyson personnel machining / fabricating components for fasteners
assemblies for the following: bid item 59 - Furnish Structural Steel (Bridge) (Saddle), and bid item 68 Furnish
Suspender System. QA Inspector Brannon made general observations of the cutting, heat treatment, milling,
machining and threading of the various components (rods, bolts, nuts, washers). The QA Inspector Brannon noted
that all observed work appeared to be performed to commonly accepted industry standards and procedures. Also
see Reference Documents CCO 91 and ABF-RFI-001741R01.

QA Inspector Brannon also updated tracking log for tracking different components at various stages for machining,
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SOURCE INSPECTION REPORT
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galvanizing, painting, magnetic particle testing, shipping and sampling of QA check samples.

The following digital photograph below illustrates observation of the activities being performed.

Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon,Sherri Quality Assurance Inspector

Reviewed By: Hager,Craig QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001952

Address: 333 Burma Road Date Inspected: 29-Mar-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 800
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1630
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: Fastener Assemblies
Bridge No: 34-0006 Component: Tower Saddle, Suspender System
Bid Item: 59, 68 Lot No: n/a

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Sherri Brannon was present at Dyson Corporation in Painesville,
Ohio, to observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge
(SFOBB) project.

The QA Inspector Brannon randomly observed Dyson personnel machining / fabricating components for fasteners
assemblies for the following: bid item 59 - Furnish Structural Steel (Bridge) (Saddle), and bid item 68 Furnish
Suspender System. QA Inspector Brannon made general observations of the cutting, heat treatment, milling,
machining and threading of the various components (rods, bolts, nuts, washers). The QA Inspector Brannon noted
that all observed work appeared to be performed to commonly accepted industry standards and procedures. Also
see Reference Documents CCO 91 and ABF-RFI-001741R01.

QA Inspector Brannon also updated tracking log for tracking different components at various stages for machining,
galvanizing, painting, magnetic particle testing, shipping and sampling of QA check samples.

The following digital photograph below illustrates observation of the activities being performed.
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SOURCE INSPECTION REPORT
( Continued Page 2 of     )2

Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon,Sherri Quality Assurance Inspector

Reviewed By: Hager,Craig QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001953

Address: 333 Burma Road Date Inspected: 30-Mar-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 800
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1630
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: Fastener Assemblies
Bridge No: 34-0006 Component: Tower Saddle, Suspender System
Bid Item: 59, 68 Lot No: n/a

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Sherri Brannon was present at Dyson Corporation in Painesville,
Ohio, to observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge
(SFOBB) project.

The QA Inspector Brannon randomly observed Dyson personnel machining / fabricating components for fasteners
assemblies for the following: bid item 59 - Furnish Structural Steel (Bridge) (Saddle), and bid item 68 Furnish
Suspender System. QA Inspector Brannon made general observations of the cutting, heat treatment, milling,
machining and threading of the various components (rods, bolts, nuts, washers). The QA Inspector Brannon noted
that all observed work appeared to be performed to commonly accepted industry standards and procedures. Also
see Reference Documents CCO 91 and ABF-RFI-001741R01.

QA Inspector Brannon also updated tracking log for tracking different components at various stages for machining,
galvanizing, painting, magnetic particle testing, shipping and sampling of QA check samples.

The following digital photograph below illustrates observation of the activities being performed.
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SOURCE INSPECTION REPORT
( Continued Page 2 of     )2

Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon,Sherri Quality Assurance Inspector

Reviewed By: Hager,Craig QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001957

Address: 333 Burma Road Date Inspected: 31-Mar-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 800
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1630
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: Fastener Assemblies
Bridge No: 34-0006 Component: Tower Saddle, Suspender System
Bid Item: 59, 68 Lot No: n/a

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Sherri Brannon was present at Dyson Corporation in Painesville,
Ohio, to observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge
(SFOBB) project.

The QA Inspector Brannon randomly observed Dyson personnel machining / fabricating components for fasteners
assemblies for the following: bid item 59 - Furnish Structural Steel (Bridge) (Saddle), and bid item 68 Furnish
Suspender System. QA Inspector Brannon made general observations of the cutting, heat treatment, milling,
machining and threading of the various components (rods, bolts, nuts, washers). The QA Inspector Brannon noted
that all observed work appeared to be performed to commonly accepted industry standards and procedures. Also
see Reference Documents CCO 91 and ABF-RFI-001741R01.

Dyson Corporation, Painesville Ohio
Summary of Suspender Sockets Casting 
Type l 
87 ea – No work performed by Dyson to date
103 ea – Machined, galvanized, threaded and tapped
5 ea – Machined and galvanized only
2 ea – Scrapped – bad I.D.  Threading
3 ea  - Scrapped - machined, galvanized, threaded.  Tapped per Type II drawing 
178 ea – Shipped to WireCo
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SOURCE INSPECTION REPORT
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Type ll
52 ea – No work performed by Dyson to date

QA Inspector Brannon also updated tracking log for tracking different components at various stages for machining,
galvanizing, painting, magnetic particle testing, shipping and sampling of QA check samples.

The following digital photograph below illustrates observation of the activities being performed.

Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon,Sherri Quality Assurance Inspector

Reviewed By: Hager,Craig QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001958

Address: 333 Burma Road Date Inspected: 01-Apr-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 800
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1630
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: Fastener Assemblies
Bridge No: 34-0006 Component: Tower Saddle, Suspender System
Bid Item: 59, 68 Lot No: n/a

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Sherri Brannon was present at Dyson Corporation in Painesville,
Ohio, to observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge
(SFOBB) project.

The QA Inspector Brannon randomly observed Dyson personnel machining / fabricating components for fasteners
assemblies for the following: bid item 59 - Furnish Structural Steel (Bridge) (Saddle), and bid item 68 Furnish
Suspender System. QA Inspector Brannon made general observations of the cutting, heat treatment, milling,
machining and threading of the various components (rods, bolts, nuts, washers). The QA Inspector Brannon noted
that all observed work appeared to be performed to commonly accepted industry standards and procedures. Also
see Reference Documents CCO 91 and ABF-RFI-001741R01.

QA Inspector Brannon informed SMR Krittic Guest that Dyson would like to use one of the scrapped Type I 
suspender socket casting with the bad I. D. threads to send to Monnig with the sides machined off, so they can 
experiment on what is the best way to regalvanize.  Also, 3 of the Type l castings were scrapped because the 
retainer screw hole was tapped to the Type II drawing.  Dyson also, plans on submitting an RFI to see if they can 
use the 3 Type l castings scrapped because the retainer screw hole was tapped to the Type ll drawing.  If they can't 
use them then Southern Cast may need to make more Type l casting.

QA Inspector Brannon also updated tracking log for tracking different components at various stages for machining,
galvanizing, painting, magnetic particle testing, shipping and sampling of QA check samples.
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SOURCE INSPECTION REPORT
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The following digital photograph below illustrates observation of the activities being performed.

Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon,Sherri Quality Assurance Inspector

Reviewed By: Hager,Craig QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001988

Address: 333 Burma Road Date Inspected: 02-Apr-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 800
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1500
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: Fastener Assemblies
Bridge No: 34-0006 Component: Tower Saddle, Suspender System
Bid Item: 59, 68 Lot No: B208-035-10, B208-036-10, B208-037-10

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Sherri Brannon was present at Dyson Corporation in Painesville,
Ohio, to observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge
(SFOBB) project.

Mr. Bob Bobnar informed QA Inspector Brannon that the 3.00"-4UnC-2A z 14.00" lg heavy hex bolts, 1.
50”diameter hardened flat washers and 1.75" diameter hardened flat washers for bid item #59, are ready for QA 
Inspection and green tag release for shipping to Art Galvanizing. QA Inspector Brannon reviewed applicable 
documents and verified quantities. After review of the documents and material to be shipped QA Inspector 
Brannon assigned Caltrans lot number B208-030-10 and B208-035-10, B208-036-10 and B208-037-10 
respectively. See Caltrans Component Material Inspection Report, TL-6011 dated April 2, 2010 for specific 
information.

The QA Inspector Brannon randomly observed Dyson personnel machining / fabricating components for fasteners
assemblies for the following: bid item 59 - Furnish Structural Steel (Bridge) (Saddle), and bid item 68 Furnish
Suspender System. QA Inspector Brannon made general observations of the cutting, heat treatment, milling,
machining and threading of the various components (rods, bolts, nuts, washers). The QA Inspector Brannon noted
that all observed work appeared to be performed to commonly accepted industry standards and procedures. Also
see Reference Documents CCO 91 and ABF-RFI-001741R01.  Note: Caltrans issused a stop work order on the 
Furnish Suspender System bid item 68. 

QA Inspector Brannon also updated tracking log for tracking different components at various stages for machining,
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SOURCE INSPECTION REPORT
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galvanizing, painting, magnetic particle testing, shipping and sampling of QA check samples.

The following digital photograph below illustrates observation of the activities being performed.

Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon,Sherri Quality Assurance Inspector

Reviewed By: Hager,Craig QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.8

COMPONENT MATERIAL INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: CMI-000205

Address: 333 Burma Road Date Inspected: 02-Apr-2010
City: Oakland, CA 94607

Contractor: Dyson Corp. & Subs OSM Arrival Time: 800
Location: Painesville, ohio OSM Departure Time: 1630
Bridge No.: 34-0006 Component:# Tower Saddle
The following material has been inspected in accordance with Section 6 of the Standard Specifications at the above
location. At this point in the fabrication process it appears to comply with contract plans and specifications.

To be shipped to the following vendor or locations: Art Galvanizing, 3935 Valley Road, Cleveland, Ohio

Lot # Bid Item # Quantity Material Description
B208-035-10     59 103       ea ASTM A354 Grade BD bolts, 3.00" 4UNC-2A x 14.00"lg. heavy 

hex bolts, Lot Code-MZU6, Heat #M32758

B208-036-01     59 26        ea ASTM F436 Type 1 washers, 1.50" diameter hardened flat 

washers, heat #282672

B028-037-10     59 100       ea ASTM F436 Type 1 washers, 1.75" diameter hardened flat 

washers, heat #0114664

Identification: Green tags attached to Certificate of Compliance / Shipping Package.
Summary of Items Observed:
QA Inspector Brannon reviewed the contractor's Certificate of Compliance (C.O.C) and shipping documentation.
QA Inspector Brannon also made random observations of the materials as it was presented. QA Inspector
Brannon noted that the material and documentation appeared to be in general compliance with the contract
requirements. QA Inspector Brannon issued a green tags with Caltrans QA lot number B208-035-10, 
B208-036-10 and
B208-037-10 for bid item #59 Furnish Structure Steel (Bridge) (Saddle) for tracking purposes. QA Inspector
Brannon was informed by Mr. Bob Bobnar that the material will be shipped to Art Galvanizing for hot dip
galvanizing.
Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 
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Inspected By: Brannon, Sherri Quality Assurance Inspector

Reviewed By: Hager, Craig QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     99.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-001990

Address: 333 Burma Road Date Inspected: 06-Apr-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 800
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1630
Contractor: Dyson Corp. & Subs/Art Galvanizing Location: Painesville/Cleveland, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: Fastener Assemblies
Bridge No: 34-0006 Component: Tower Saddle, Suspender System
Bid Item: 59, 68 Lot No: B208-038-10

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Sherri Brannon was present at Dyson Corporation in Painesville,
Ohio, to observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge
(SFOBB) project.

QA Inspector Brannon met with Dyson Quality Control Manager (QCM) Bob Bobnar and Art Galvanizing Quality 
Control Manager Adrienne Klein, at Art Galvanizing in Cleveland, Ohio.  QA Inspector Brannon witnessed Dyson 
QCM measure the mil thickness of the zinc coating on the galvanized components. QA Inspector Brannon was 
requested to green tag release the galvanized parts back to Dyson Corporation. QA Inspector Brannon made 
random observations of the components and documentation and noted that they appear to be in general compliance 
with the contract requirements. QA Inspector Brannon issued a green tag with lot number B208-038-10 for tacking 
purposes. See Caltrans Component Material Inspection Report, TL-6011 dated April 6, 2010 for specific 
information.

The QA Inspector Brannon randomly observed Dyson personnel machining / fabricating components for fasteners
assemblies for the following: bid item 59 - Furnish Structural Steel (Bridge) (Saddle), and bid item 68 Furnish
Suspender System. QA Inspector Brannon made general observations of the cutting, heat treatment, milling,
machining and threading of the various components (rods, bolts, nuts, washers). The QA Inspector Brannon noted
that all observed work appeared to be performed to commonly accepted industry standards and procedures. Also
see Reference Documents CCO 91 and ABF-RFI-001741R01.

QA Inspector Brannon also updated tracking log for tracking different components at various stages for machining,
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SOURCE INSPECTION REPORT
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galvanizing, painting, magnetic particle testing, shipping and sampling of QA check samples.

The following digital photograph below illustrates observation of the activities being performed.

Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon,Sherri Quality Assurance Inspector

Reviewed By: Hager,Craig QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.8

COMPONENT MATERIAL INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: CMI-000206

Address: 333 Burma Road Date Inspected: 06-Apr-2010
City: Oakland, CA 94607

Contractor: Dyson Corp. & Subs OSM Arrival Time: 800
Location: Art Galvanizing, Cleveland, Ohio OSM Departure Time: 1630
Bridge No.: 34-0006 Component:# Tower Saddle
The following material has been inspected in accordance with Section 6 of the Standard Specifications at the above
location. At this point in the fabrication process it appears to comply with contract plans and specifications.

To be shipped to the following vendor or locations: Dyson Corporation Painesville, Ohio

Lot # Bid Item # Quantity Material Description
B208-038-10     59 103       ea ASTM A354 Grade BD bolts, 3.00" 4UNC-2A x 14.00"lg. heavy 

hex bolts, Lot Code-MZU6, Heat #M32758

B208-038-10     59 26        ea ASTM F436 Type 1 washers, 1.50" diameter hardened flat 

washers, heat #282672

B208-038-10     59 100       ea ASTM F436 Type 1 washers, 1.75" diameter hardened flat 

washers, heat #0114664

Identification: Green tag attached to Certificate of Compliance / Shipping Package.
Summary of Items Observed:
QA Inspector Brannon reviewed the contractor's Certificate of Compliance (C.O.C) and shipping documentation.
The QA Inspector witnessed Dyson Representative Mr. Bob Bobnar measuring the zinc coating thickness of the
galvanized material. QA Inspector Brannon also made random observations of the materials as they were
presented. QA Inspector Brannon noted that the material and documentation appeared to be in general
compliance with the contract requirements. QA Inspector Brannon issued green tag for tacking with Caltrans
QA lot number B208-038-10. QA Inspector Brannon was informed by Mr. Bobnar that the components will be 
shipped back to Dyson Corporation for additional staging.
Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon, Sherri Quality Assurance Inspector
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Reviewed By: Hager, Craig QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-002009

Address: 333 Burma Road Date Inspected: 07-Apr-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 800
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1630
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: Fastener Assemblies
Bridge No: 34-0006 Component: Tower Saddle, Suspender System
Bid Item: 59, 68 Lot No: B208-039,040,041,042,043-10

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Sherri Brannon was present at Dyson Corporation in Painesville,
Ohio, to observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge
(SFOBB) project.

QA Inspector Brannon was requested by QCM Mr. Bob Bobnar to select check samples for Bid Item #59 that will 
be sent to TransLab for testing. QA Inspector Brannon reviewed the contractor's Certificate of Compliance (C.O.
C) and shipping documentation. QA Inspector Brannon also made random observations of the materials as it was 
presented. QA Inspector Brannnon noted that the material and documentation appeared to be in general 
compliance with the contract requirements. The QA Inspector reviewed the contract requirements and State Letter 
05.03.01-002360 and selected the material / parts to be sampled. Samples are as folows:
The QA Inspector issued TL-101 # C726457 with lot # B208-039-10 for the ASTM F436 Type 1 - 1.75" diameter 
hardened flat washers HDG, Lot Code-NNA2, Heat #0114664. 
The QA Inspector issued TL-101 # C726458 with lot # B208-040-10 for the ASTM F436 Type 1 - 1.50" diameter 
hardened flat washers HDG, Lot Code-NQK, Heat #282672. 
The QA Inspector issued TL-101 # C726459 with lot # B208-041-10 for the ASTM A354 Grade BD - 
3"-4UNC-2A x 14" heavy hex bolt HDG, Lot Code-MZU6, Heat #M32758.
The QA Inspector issued TL-101 # C726460 with lot # B208-042-10 for the ASTM A354 Grade BC - 1.
75"-5UNC-2A x 1369mm heavy hex bolt HDG, Lot Code-NGC2, Heat #M650683.
The QA Inspector issued TL-101 # C726461 with lot # B208-043-10 for the ASTM A354 Grade BC - 1.
50"-6UNC-2A x 1300mm heavy hex bolt HDG, Lot Code-NGE7, Heat #M653968. 
Check samples were put onto pallets for shipping. 
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QA Inspector Brannon observed as Dyson personnel machined 2 each Type 1 suspender socket casting per the 
request of Caltrans and American Bridge/Fluor Enterprises.  Suspender sockets with heat #'s 73591 and 73582 
were machined on both sides at the same time the full length (21-11/16")of each casting.  Each casting was 
machined approximately 3" to 3-1/2" wide strip on each side of the castings. QA Inspector Brannon informed 
SMR Mr. Krittic Guest that Dyson Corporation had machined the two suspender casting that Dyson had miss the 
tapped the 3/8"-16 2B + 0.017" UNC Tread per the Type II casting drawing and not he Type I drawing.  QA 
Inspector also informed Mr. Guest that Dyson/WireCo would be submitting a Request For Information(RFI) to use 
the above casting.

The QA Inspector Brannon randomly observed Dyson personnel machining / fabricating components for fasteners
assemblies for the following: bid item 59 - Furnish Structural Steel (Bridge) (Saddle), and bid item 68 Furnish
Suspender System. QA Inspector Brannon made general observations of the cutting, heat treatment, milling,
machining and threading of the various components (rods, bolts, nuts, washers). The QA Inspector Brannon noted
that all observed work appeared to be performed to commonly accepted industry standards and procedures. Also
see Reference Documents CCO 91 and ABF-RFI-001741R01.  Note: Caltrans issused a stop work order on the 
Furnish Suspender System bid item 68. Reference document State Letter 05.03.01-007263.

QA Inspector Brannon also updated tracking log for tracking different components at various stages for machining,

galvanizing, painting, magnetic particle testing, shipping and sampling of QA check samples.

The following digital photograph below illustrates observation of the activities being performed.
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Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon,Sherri Quality Assurance Inspector

Reviewed By: Hager,Craig QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-002096

Address: 333 Burma Road Date Inspected: 27-Apr-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 800
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1630
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: Fastener Assemblies
Bridge No: 34-0006 Component: Tower Saddle, Suspender System
Bid Item: 59, 61 Lot No: See below

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Sherri Brannon was present at Dyson Corporation in Painesville,
Ohio, to observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge
(SFOBB) project.

QA Inspector Brannon was requested by QCM Mr. Bob Bobnar to select check samples for Bid Item #59 that will 
be sent to TransLab for testing. QA Inspector Brannon reviewed the contractor's Certificate of Compliance (C.O.
C) and shipping documentation. QA Inspector Brannon also made random observations of the materials as it was 
presented. QA Inspector Brannnon noted that the material and documentation appeared to be in general 
compliance with the contract requirements. The QA Inspector reviewed the contract requirements and State Letter 
05.03.01-002360 and selected the material / parts to be sampled.  The QA Inspector issued TL-101 # C726466 
with lot # B208-059-10 for the ASTM A354 Gr. BD - 3.00-4UNC-2A x 463mm tower saddle turn rod with 90mm 
and 193mm of uaeable thread, HDG, Lot Code-NNF2, NNF3 & NNF4 with Heat #7567767.

Mr. Bob Bobnar informed QA Inspector Brannon that ASTM F436 Type 1, 3.00" diameter hardened flat washers, 
HDG for bid items #59 are ready for QA Inspection and green tag release for shippingto to Monnig Industries, Inc. 
in Glasgow, MO for additional staging. QA Inspector Brannon reviewed applicable documents and verified 
quantities. After review of the documents and material to be shipped QA Inspector Brannon assigned Caltrans lot 
number B208-060-10. See Caltrans Component Material Inspection Report, TL-6011 dated April 27, 2010 for 
specific information.

Mr. Bob Bobnar informed QA Inspector Brannon that ASTM A354 Grade BC 1.75"-5UNC-2A x 1360mm heavy 
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hex bolts HDG with 120mm of usable thread,  ASTM A563 Grade DH 1.75"-5UNC-2B heavy hex nuts HDG, 
ASTM F436 Type 1, 1.75" diameter hardened flat washers HDG for bid items #59 are ready for QA Inspection 
and orange tag release for shipping to Americn Bridge/Fluor Enterprises, in Oakland, CA. QA Inspector Brannon 
reviewed applicable documents and verified quantities. After review of the documents and material to be shipped 
QA Inspector Brannon assigned Caltrans lot number's B208-061-10, B208-062-10 and B208-063-10 respectively. 
See Caltrans Report Of Inspection Of Material, TL-29 dated April 27, 2010 for specific information.

Mr. Bob Bobnar informed QA Inspector Brannon that ASTM F436 Type 1, 1.50" diameter hardened flat washers 
HDG, ASTM A563 Grade DH 1.50"-6UNC-2B heavy hex nuts HDG and ASTM A354 Grade BC 1.
50"-6UNC-2A x 1300mm heavy hex bolts with 105mm of usable thread, for bid items #59 are ready for QA 
Inspection and orange tag release for shipping to Americn Bridge/Fluor Enterprises, in Oakland, CA. QA 
Inspector Brannon reviewed applicable documents and verified quantities. After review of the documents and 
material to be shipped QA Inspector Brannon assigned Caltrans lot number's B208-064-10, B208-065-10 and 
B208-066-10 respectively. See Caltrans Report Of Inspection Of Material, TL-29 dated April 27, 2010 for specific 
information.

QA Inspector Brannon informed Mr. Bobnar that check samples for the ASTM A354 Grade BD, 3.00"-4UNC-2A 
x 14" heavy hex bolts, HDG, lot code MZU6, heat #M32758 results are satisfactory for use. QA Inspector 
Brannon relayed this information to the Structural Materials Representatives (SMR) Mr. Kittrich Guest. Reference 
documents: Caltrans QA Lot No: B208-041-10; Sample Identification Card TL-101 No: C726459; and Structural 
Materials Testing Laboratory Sample No: SM-10-0358.

QA Inspector Brannon informed Mr. Bobnar that check samples for the ASTM A354 Grade BC, 1.50"-6UNC-2A 
x 1300mm heavy hex bolts, HDG, lot code NGE7, heat #M653968 results are satisfactory for use. QA Inspector 
Brannon relayed this information to the Structural Materials Representatives (SMR) Mr. Kittrich Guest. Reference 
documents: Caltrans QA Lot No: B208-043-10; Sample Identification Card TL-101 No: C726461; and Structural 
Materials Testing Laboratory Sample No: SM-10-0354.

The QA Inspector Brannon randomly observed Dyson personnel machining / fabricating components for fasteners
assemblies for the following: bid item 59 - Furnish Structural Steel (Bridge) (Saddle), and bid item 68 Furnish
Suspender System. QA Inspector Brannon made general observations of the cutting, heat treatment, milling,
machining and threading of the various components (rods, bolts, nuts, washers). The QA Inspector Brannon noted
that all observed work appeared to be performed to commonly accepted industry standards and procedures. Also
see Reference Documents CCO 91, CC0 104, ABF-RFI-001741R01, State Letter 05.03.01-007263.

QA Inspector Brannon was informed by SMR Krittic Guest that the Caltrans still wanted Dyson Corporation to 
mil two the sides and regalvanize with the original galvanizing in place of the Type I suspender socket casting heat 
#73582 that had been preveiously rejected by Dyson for improper threading per State Letter 05.03.01-007296.  QA 
Inspector Brannon questioned QCM Mr. Bob Bobnar and Pat Sherifield on the above.  Mr. Sherifield stated that 
yes they are going to machine the 2 sides and ship to Monning for flash pickleing, re-galvanize and ship to WireCo.
  QA Inspector Brannon informed SMR Krittic Guest of the above conversation.  

QA Inspector Brannon observed no work being performed at Dyson's horizontal milling machine for the 
modifications to the suspender socket castings due to other work.
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QA Inspector Brannon also updated tracking log for tracking different components at various stages for machining,
galvanizing, painting, magnetic particle testing, shipping and sampling of QA check samples.

The following digital photograph below illustrates observation of the activities being performed.

Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon,Sherri Quality Assurance Inspector

Reviewed By: Hager,Craig QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.15

SOURCE INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: SIR-002097

Address: 333 Burma Road Date Inspected: 28-Apr-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 800
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1630
Contractor: Dyson Corp. & Subs Location: Painesville, Ohio

Quality Control Contact: Bob Bobnar Quality Control Present: Yes No
Material transfer: Yes No N/A Sampled Items: Yes No N/A
Stock Transfer: Yes No N/A OK to Cut: Yes No N/A
Rebar Test Witness: Yes No N/A Delayed/Cancelled: Yes No N/A
Other: Fastener Assemblies
Bridge No: 34-0006 Component: Tower Saddle, Suspender System
Bid Item: 59, 68 Lot No: B208-067-10, B208-068-10,B208-069-10

Summary of Items Observed:
The Caltrans Quality Assurance (QA) Inspector Sherri Brannon was present at Dyson Corporation in Painesville,
Ohio, to observe the fabrication of components that will be used in the San Francisco / Oakland Bay Bridge
(SFOBB) project.

Mr. Bob Bobnar informed QA Inspector Brannon that ASTM A354 Grade BD 3.00"-4UNC-2A x 14" heavy hex 
bolts HDG, ASTM A563 Grade DH 3.00"-4UNC-2B heavy hex nuts HDG and ASTM F436 Type 1, 3.00" 
diameter hardened flat washers, HDG for bid items #59 are ready for QA Inspection and green tag release for 
shipping to Shanghai Zhenhua Port machinery Co. in Shanghai, China. for additional staging. QA Inspector 
Brannon reviewed applicable documents and verified quantities. After review of the documents and material to be 
shipped QA Inspector Brannon assigned Caltrans lot number B208-067-10, B208-068-10 and B208-069-10. See 
Caltrans Component Material Inspection Report, TL-6011 dated April 28, 2010 for specific information.

The QA Inspector Brannon randomly observed Dyson personnel machining / fabricating components for fasteners
assemblies for the following: bid item 59 - Furnish Structural Steel (Bridge) (Saddle), and bid item 68 Furnish
Suspender System. QA Inspector Brannon made general observations of the cutting, heat treatment, milling,
machining and threading of the various components (rods, bolts, nuts, washers). The QA Inspector Brannon noted
that all observed work appeared to be performed to commonly accepted industry standards and procedures. Also
see Reference Documents CCO 91, CC0 104, ABF-RFI-001741R01, State Letter 05.03.01-007263.

QA Inspector Brannon observed no work being performed at Dyson's horizontal milling machine for the 
modifications to the suspender socket castings due to other work.
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QA Inspector Brannon also updated tracking log for tracking different components at various stages for machining,
galvanizing, painting, magnetic particle testing, shipping and sampling of QA check samples.

The following digital photograph below illustrates observation of the activities being performed.

Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon,Sherri Quality Assurance Inspector

Reviewed By: Hager,Craig QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     76.8

COMPONENT MATERIAL INSPECTION REPORT
Resident Engineer:Pursell, Gary Report No: CMI-000225

Address: 333 Burma Road Date Inspected: 28-Apr-2010
City: Oakland, CA 94607

Contractor: Dyson Corp. & Subs OSM Arrival Time: 800
Location: Painesville, Ohio OSM Departure Time: 1630
Bridge No.: 34-0006 Component:# Tower Saddle
The following material has been inspected in accordance with Section 6 of the Standard Specifications at the above
location. At this point in the fabrication process it appears to comply with contract plans and specifications.

To be shipped to the following vendor or locations: Shanghai Zhenhua Port Machinery Co. 470 Pudong Nan-Lu, Shanghai China 

Lot # Bid Item # Quantity Material Description
B208-067-10     59 90        ea ASTM A354 Gr. BD, 3.00"-4UNC-2A x 14.00" heavy hex bolts, 

HDG, Lot code MZU6, Heat #M32758

B208-068-10     59 90        ea ASTM A563 Gr. DH, 3.00"-4UNC-2B (+0.050") heavy hex nuts,

 HDG, Lot code NGB5, Heat #M653662

B208-069-10     59 90        ea ASTM F436 Type 1, 3.00" diameter hardened flat washers, HDG,

 Lot code NMM2, Heat #A085960

Identification: Green tag attached to COC and placed in shipping container.
Summary of Items Observed:
QA Inspector Brannon reviewed the contractor's Certificate of Compliance (C.O.C) and shipping documentation.  
QA Inspector Brannon also made random observations of the materials as it was presented. QA Inspector 
Brannon noted that the material and documentation appeared to be in general compliance with the contract 
requirements. QA Inspector Brannon also noted that check samples of the above 3.00" bolts, nuts and washers, 
have been found satisfactory for use.  QA Inspector Brannon issued a green tags with Caltrans QA lot number 
B208-067-10, B208-068-10 and B208-069-10 for tacking purposes.  QA Inspector was informed by Mr. Bob 
Bobnar that the material will be shipped to Shanghai Zhenhua Port Machinery Co. for additional staging.
Summary of Conversations:
As stated within this report.
Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Nina Choy, (510) 385-5910, who represents the Office of Structural Materials for 
your project. 

Inspected By: Brannon, Sherri Quality Assurance Inspector
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Reviewed By: Hager, Craig QA Reviewer
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STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY EDMUND G. BROWN Jr., Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
690 Walnut Ave.St. 150
Vallejo, CA 94592-1133
(707) 649-5453
(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     69.25A

MATERIAL SUITABILITY REPORT
Resident Engineer:Siegenthaler, Peter Report No: MSR-000034

Address: 333 Burma Road Report Date: 20-Jan-2011
City: Oakland, CA 94607 SMR Authorization #:

Project Name: SAS Superstructure
Prime Contractor: American Bridge/Fluor Enterprises, a JV Date of NCR:
Contractor: Zhenhua Port Machinery Company, Ltd (ZPMC), Changxing Island Location: Changxing Island, Shanghai, China

The following material has been inspected and found not to comply with contract plans and specifications; however, 
METS has determined this material may be suitable for its intended purpose.
Lot # Bid Item # Quantity Material Description

B62-001-11 52(F) 4         ea Furnish Structural Steel (Tower- Shafts, Lift 4)

B62-001-11 52(F) 1         ea Furnish Structural Steel (Tower- Saddle grillage, Lift 5)

B62-001-11 54(F) 42        ea Furnish Structural Steel (Tower- Struts, Lift 4)

B62-001-11 52(F) 28        ea Furnish Structural Steel (Tower-Facade assemblies, Lift 4) 

B62-001-11 52(F)           ea Misc. Tower Components (Splice Plates/Angles, Gratings, Handrails 

and Ladders, Lift 4)

B62-001-11 52(F) 1         ea Cross Bracing, Lift 4

B62-001-11 78(S) 4         ea Clean and Paint Structural Steel (Tower-Shafts, Lift 4) 

B62-001-11 78(S) 1         ea Clean and Paint Structural Steel (Tower-Saddle Grillage, Lift 5)

Identification:
TOWER SHIPMENT 4: Tower Lift 4 and Lift 5, Struts, Facades and Miscellaneous Components
Description of Non-Conformance (NCRs):

Summary of Items Observed:
TL - 6013 " Material Suitability Documentation Reports" are organized into the following two categories:

I.) "In-progress," open status issues that will be verified by the Department staff at the jobsite.

          BTL 263- CCO#77 QA Database
          BTL 281- Tower Shipment 4 (Voyage 7) Combined Punchlist for Lift 4 and Lift 5 dated Jan 22, 2011
          
II.) Issues resolved by being shown on the As-Builts, "Memo to File" or future "Contract Change Order".
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          BTL 259 - Removal of weld metal, base metal, fitted/welded components without notifying Engineer
          
          -Listed below are the NCR's related to Tower Shipment 4 (Lift 4 and Lift 5).
               
              1.ZPMC-0815 (NCR): Removal of base metal for fit-lug, approximately 85mm x 25mm, Top Diaphragm
                119m elevation (West Shaft, Lift 4)
              2.ZPMC-0817 (NCR): 
                (i) Removal of base metal for fit-lug, approximately 55mm x 25mm at Top Diaphragm
                    119m elevation (East Shaft, Lift 4)
                (ii) Removal of base metal for fit-lug, approximately 50mm x 35mm at Top Diaphragm
                    119m elevation (North Shaft, Lift 4)
              3.ZPMC-0818 (NCR): Removal of weld metal approximately 55mm length at Top Diaphragm, 
                    119m elevation (South Shaft, Lift 4 - Part ii) 
          
          BTL 277- Non-conforming backing bar repairs - Tower Saddle Grillage, East and West Shafts, Lift 5.

          BTL 264- RFI's PMIV-Minor Repairs, Work Modifications, Shop Drawing Revisions, 
          and Quality Management:
                     
              -Listed below are new RFI's for Tower Shipment 4 (Lift 4 and Lift 5)
               
               TC-RFI-0195R0 Shims of maximum thickness up to 12mm required for two Struts at 119m (Face A), 
               two Struts at 131m (Face A and Face E), and one Strut at 135m (Face A). 
               
               TC-RFI-0197R0 Replace 6mm fillet weld with seal weld at locations on the Facade Panel where there 
               is not enough room between the support channel and the access opening for the fillet weld, Lift 4.
               
               TC-RFI-0222R0 Trimming of vertical leg of Tower Grillage bottom cover plate connection angles to
               avoid conflict with splice plate bolt holes, Lift 5.

               TC-RFI-0229R0 Type 3 Strut with length out of tolerance (2mm short, at 139m elevation, Lift 4).
               
               TC-RFI-0245R0,R1 Machining, reinforcement of under thickness flanges for transverse and    
               longitudinal Diaphragms (I beams) for Tower Grillage plates, Lift 5.
               
               TC-RFI-0249R0,R1 Shimming (25mm) of over-length bolts for connection between Grillage Top Plate 
               and Grillage, Lift 5.

               TC-RFI-0251R0 Re-positioning of bolt holes and slots on Flanges of Suspender Brackets at Tower due
               to stiffeners welded to the wrong offsets, Lift 5.
              
               TC-RFI-0253R0 Re-position external handrail brackets to avoid conflict with MEP camera mounting 
               plates on Skin B, at approximately 128m elevation, North and South Shafts, Lift 4.
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               TC-RFI-0257R0 Re-positioning & addition of elevator brackets to avoid conflict with Strut Facade 
               on Skin D, North and West Shafts, Lift 4.
               
               TC-RFI-0266R0 Substitution of 850mm length MEP uni-struts by a two piece i.e 600mm + 250mm
               alternative proposed by Contractor, Lift 4.      

               TC-RFI-0288R0 Change of NDT requirements for CJP welds (WT-285) for Tower Grillage bottom 
               cover plates, Lift 5 (25% UT and test to compression acceptance criteria). 

               TC-RFI-0289R0 Modification of fabricated anchor plates for Suspender Brackets at Tower, Lift 5.

               TC-RFI-0294R0 Use of 25mm shim plates for over-length bolts for transverse Grillage Splice, Lift 5.
               
               TC-RFI-0298R0 Mis-drilled M22 bolt holes at Grating Supports on Diaphragm Flange 
               116m elevation on North, East and West Shafts, Lift 4.
               
               TC-RFI-0312R0 Reduced edge distance for bolt holes on Grillage Top Plate connection angles at 15
               locations, Lift 5. 
 
Summary of Conversations:

Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Thomas Ho, (86)15002048250, who represents the Office of Structural Materials 
for your project. 

Inspected By: Ng,Michael Quality Assurance Inspector

Reviewed By: Wahbeh,Mazen QA Reviewer
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375 Burma Road Oakland CA 94607

Phone 510-808-4600 / Fax 510-808-4601

SAS Superstructure Project
LETTER OF SUBMITTAL 29-Jul-11

1:15 PMTime
Run Date

Dated: 29-Jul-2011

Peter SiegenthalerTo:

California Department of Transportation
333 Burma Road
Oakland CA 94607

Phone: (510) 622-5100 Fax: (510) 622-5165

SUBMITTAL No: ABF-SUB-000783 Rev: 30

Co/Job # 660110

Contract # 04-0120F4
Sub/Supplier: ZPM

Sub/Supplier No: ZPM-TF-0175R00

We are sending the following attached items:

These are transmitted as checked below:

Plans/Dwgs

Certificates of Compliance

Specs

Schedule

Design Report

Calculations

Copy of Letter

Samples

Payroll

Change Order

Invoice Other

For Approval

For Your Use

For Review/comment

For Information

Return For Correction

Other

Remarks:

Subject: TOWER - (BR, GB, GTSA, ND1, SD1, WD1) - T1 Tower Grillage -
LIFT 5 - Longitudinal Diaphragm & Bearing Beam Details

Special Provis. (SP) REF: 10-1.59
Standard Spec. (SS) REF:

RESUBMITTAL/SUPPLEMENTAL REF:

Attached Via Fax

Sabrina LevineSubmitted By:

Project Manager

Please review / approve by :

Checked & Sent By:

12-Aug-2011

CC:

<<< Original Signed >>>

Schedule ID:

CopiesItem DescriptionDate PagesDrawing No Rev StatusSubcon Dwg No Rev

BEVELED ANCHOR PL 301 Pending6 ZPM-04-01-00282828-Jul-11 BR5-3 3

BEVELED ANCHOR PL 302 Pending6 ZPM-04-01-00283128-Jul-11 BR5-6 3

GRIILAGE ERECTION DRAWING 503 Pending6 ZPM-04-01-00289428-Jul-11 GTSA5 F/G 5

BRACKET 804 Pending6 ZPM-04-01-00292328-Jul-11 ND1-BRSA5-2 8

BRACKET 705 Pending6 ZPM-04-01-00292428-Jul-11 SD1-BRSA5-1 7

LONGITUDINAL DIAPHRAGM BEAM 406 Pending6 ZPM-04-01-00295528-Jul-11 WD1-BPSA5-5 4

BEARING BEAM 407 Pending6 ZPM-04-01-00295728-Jul-11 WD1-BPSA5-7 4

BEVELED ANCHOR PL 208 Pending6 ZPM-04-01-00401428-Jul-11 BR5-11 2

COVER Plate 509 Pending6 ZPM-04-01-00401728-Jul-11 ND1-GCSA5-1 5

COVER Plate 510 Pending6 ZPM-04-01-00401828-Jul-11 ND1-GCSA5-2 5

GRILLAGE BOLTS LAYOUT 611 Pending6 ZPM-04-01-00403728-Jul-11 GB5 A/E 6

GRILLAGE BOLTS LAYOUT 212 Pending6 ZPM-04-01-00534028-Jul-11 GBFUP-2 2
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SAS Superstructure Project
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Dated: 29-Jul-2011

Peter SiegenthalerTo:

California Department of Transportation
333 Burma Road
Oakland CA 94607

Phone: (510) 622-5100 Fax: (510) 622-5165

SUBMITTAL No: ABF-SUB-000783 Rev: 30

Co/Job # 660110

Contract # 04-0120F4
Sub/Supplier: ZPM

Sub/Supplier No: ZPM-TF-0175R00
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