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MUNI_SDT47

MUNI_SDT48

MIRA MESA

CARROLL CANYON

SCRANTON
§̈¦805

MIRA MESA

typ. max flow = 0.65 MGD
typ. min flow = 0.12 MGD
On a rainy day, flow could double

typ. max flow = 0.35 MGD
typ. min flow = 0.03 MGD
On a rainy day, flow could double

Use flow data of meter SDT48
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SEWER FLOW DATA OF METERS SDT47 AND SDT48
(CAROL CANYON ROAD PROJECT)


