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USE WITH 2006 STANDARDS.

Add to SSP 20‑600.

Item Codes:  Use any of the following applicable Item Codes:

	ITEM CODE
	DESCRIPTION

	208569

208570

208572

208573

208574

208575

208576

208588

208589

208590

208591


	1/2" Gate Valve

3/4" Gate Valve,

1" Gate Valve,

1 1/4" Gate Valve,

1 1/2" Gate Valve,

2" Gate Valve,

2 1/2" Gate Valve,

3" Gate Valve,

4" Gate Valve,

6" Gate Valve,

8" Gate Valve.


GATE VALVES

Gate valves shall be as shown on the plans and in conformance with the provisions in Section 20‑2.28, "Gate Valves," of the Standard Specifications and these special provisions.

2

Gate valves, smaller than 3 inches in size, shall be furnished with a cross-handle.

3.  Use when square nuts are desired.

Gate valves, 3 inches and larger in size, shall be furnished with a square nut and 3 long shank keys that will operate the valve.

4.  Use when "flanged" gate valves are desired.

Gate valves, 3 inches and larger in size, shall be flanged type gate valves.  Pipe flanges used to connect plastic or metal pipe to gate valves shall be plastic or metal.

5

Gate valves shall have a solid bronze or brass wedge.

