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USE WITH 2006 STANDARDS.
Use for rehabilitating existing water wells.  Include SSP 76-100.

Use Bid Items 760011 Well Development and 760012 Testing Well.

10‑_.__  REHABILITATE EXISTING WATER WELLS

GENERAL

Summary

1

This section includes specifications for rehabilitating existing water wells.

Definitions

2

Not Used

Submittals

3

Submit a work plan for cleaning the well and preliminary well development.

4

Submit the following as specified in "Wells" of these special provisions:

A.
Testing log

B.
Water quality analyses

C.
Video survey

5

Log must be in tabulated format with date, time, water level, equipment, and personnel.

Quality Control and Assurance

6

Well development tests are not counted as well tests as specified in "Wells" of these special provisions.

MATERIALS

7

Not Used

CONSTRUCTION

General

8

Pipe the discharged water to an authorized location where it does not cause erosion, damage to equipment or plantings, or interference with ongoing work.

Sounding and Cleaning Well

9

Collect water samples for water quality analysis as specified in "Wells" of these special provisions, then extract the existing well pump and drop pipe.  Sound the well.  If material is found within 5 feet of the bottom, clean the well.

Well Development

10

Perform preliminary development of the well before installing the test pump.

11

Develop the well under AWWA A 100 Appendix E and the following:

A.
Pump at the design flow rate shown on the plans.

B.
Develop the well until:

1.
Sand content average is not more than 5 mg/L for a 2-hour cycle.
2.
The well's specific capacity does not increase significantly.
12

Measure the sand content average under AWWA A 100 §4.8.2.  Plot sand content as a function of time and production rate.

13

Perform well development tests as specified in "Wells" of these special provisions.

14

Sound the well before step-drawdown testing and constant rate testing.  If material is found within 5 feet of the bottom well screen, clean the well again.

Well Disinfection

15

Disinfect the well as specified in "Wells" of these special provisions.

Video Survey

16

Perform a video survey as specified in "Wells" of these special provisions.

Well Tests

17

Perform well tests as specified in "Wells" of these special provisions.

Water Quality Analysis

18

After the well tests are accepted by the Engineer, collect water samples for water quality analysis as specified in "Wells" of these special provisions.  Reset the existing well pump and drop pipe.

PAYMENT

19

Rehabilitate existing water well will be measured and paid for as well development.

20

The contract lump sum price paid for well development shall include full compensation for furnishing all labor, materials, tools, equipment, and incidentals, and for doing all the work involved in rehabilitating existing water wells, complete in place, as shown on the plans, as specified in the Standard Specifications and these special provisions, and as directed by the Engineer.

21

The contract price paid per hour for testing well shall include full compensation for furnishing all labor, materials, tools, equipment, and incidentals, and for doing all the work involved in performing well tests, complete in place, as shown on the plans, as specified in the Standard Specifications and these special provisions, and as directed by the Engineer.

22

Full compensation for well disinfection, video survey, and water quality analysis is included in the contract lump sum price paid for well development, and no additional compensation will be allowed therefor.
