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Section 20-2.06B. Use if additional flow sensor cable required.

1. Edit as required.
Add to section 20-2.06B of the RSS for section 20:
Flow sensor cable must be rated 600V and 194 degree F, be UL listed as Type TC, meet requirements of ICEA/NEMA, and comply with the following:
1.	Consist of two no. __ minimum stranded copper conductors. Insulated conductor must be color coded with a PVC or nylon jacket.
2.	Include a tinned cooper braid or aluminized polyester film shield. Where the film is used, a no. 18 (or larger stranded) or no. 16 (solid), tinned, copper drain wire to be placed between the insulated conductors and the shield and in contact with the conductive surface of the shield.
3.	Include a black PVC jacket with a minimum nominal thickness of either 50 mils or 48 mils where capacitance of conductors to other conductors and the shield is 87 pF/ft or better. The cable jacket must be marked with the insulation type designation, conductor size, and voltage and temperature ratings.
4.	Have an outside diameter of __ to __ inch.
5.	Be UV resistant and direct burial type.
6.	Have no splices between components except where shown.

