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Section 49-1.01D(4). Use for dynamic monitoring of driven piles.
Dynamic monitoring is required (1) for driven piles with a diameter 18 inches and greater, (2) if the required nominal driving resistance exceeds 600 kips, or (3) if recommended in the foundation report.

1. Use if recommended in the foundation report to specify other than 1 day for when the pile will be redriven. Insert number of days.
Replace item 6 in the 8th paragraph of section 49-1.01D(4) with:
6.	After ___ days, install the instrument package on the pile and attach the cables and resume driving the pile to the specified tip elevation.


[bookmark: _GoBack]Add to the end of section 49-1.01D(4):
2. Modify or delete table as recommended by Geotechnical Services.
The Department performs dynamic monitoring of driven piling at the corresponding support locations or control zones shown in the following table:
	Bridge no.
	Support location or control zone

	
	

	
	

	
	



3. Use with driven load test piles and anchor piles.
Driven load test piles and anchor piles are monitored for dynamic response to the driving equipment during the final 25 feet of driving.
