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Section 49-3.02B(6)(d). Use for CIDH piling with full-depth casing if Geotechnical Services allows the use of water slurry.

Replace Reserved in section 49-3.02B(6)(d) with:
You may use water as slurry if a casing is used for the entire length of the drilled hole.
Water slurry must comply with the requirements shown in the following table:
	Water Slurry Requirements

	Quality characteristic
	Test method
	Requirement

	Density
	Mud weight (density),
API RP 13B-1
section 4
	

	Before final cleaning and immediately before placing concrete (pcf)

	
	63.5a

	Sand content
	Sand,
	

	Before final cleaning and immediately before placing concrete (%)

	API RP 13B-1, section 9
	≤ 0.5

	aIf authorized, you may use salt water slurry. The allowable density of the slurry may be increased by 2 pcf.



