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GATE VALVES

Gate valves shall be as shown on the plans and in conformance with the provisions in Section 20‑2.28, "Gate Valves," of the Standard Specifications and these special provisions.

2.  Use when square nuts are desired.

Gate valves, 75 mm and larger in size, shall be furnished with a square nut and 3 long shank keys that will operate the valve.
3.  Use when flanged gate valves are desired.

Include a detail for "flanged" installation in the project plans.

Gate valves, 75 mm and larger in size, shall be flanged type gate valves.  Pipe flanges used to connect plastic or metal pipe to gate valves shall be plastic or metal.
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Gate valves shall have a solid bronze or brass wedge.

