
CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

    2310-1 LVCC-A RTU-13E1-9/C  #16,  600 V, 
EPR insulation

EE-357, EE-161, 
EE-195

120 V DI 560301

2T3202

567603

   2310-10 LVCC-A RTU-13E1-9/C  #16,  600 V, 
EPR insulation

EE-357, EE-195120 V DI 565201

2T3202

567603

   2310-11 Battery 
Charger/Rectifier

RTU-13E1-3/C  #16,  600 V, 
EPR insulation

EE-357, EE-216120 V DI 572001

2T22A.02

2T3203

467504

    2310-2 LVCC-A RTU-13E1-9/C  #16,  600 V, 
EPR insulation

EE-357, EE-195120 V DI 561001

2T3202

567603

    2310-3 LVCC-A RTU-13E1-9/C  #16,  600 V, 
EPR insulation

EE-357, EE-195120 V DI 561601

2T3202

567603
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CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

    2310-4 LVCC-A RTU-13E1-9/C  #16,  600 V, 
EPR insulation

EE-357, EE-195120 V DI 562301

2T3202

567603

    2310-5 LVCC-A RTU-13E1-9/C  #16,  600 V, 
EPR insulation

EE-357, EE-195120 V DI 562701

2T3202

567603

    2310-6 LVCC-A RTU-13E1-12/C  #16,  600 V, 
EPR insulation

EE-357, EE-195120 V DI 563301

2T3202

567603

    2310-7 LVCC-A RTU-13E1-12/C  #16,  600 V, 
EPR insulation

EE-357, EE-195120 V DI 563901

2T3202

567603

    2310-8 LVCC-A RTU-13E1-12/C  #16,  600 V, 
EPR insulation

EE-357, EE-195120 V DI 564501

2T3202

567603
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CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

    2310-9 LVCC-A RTU-13E1-12/C  #16,  600 V, 
EPR insulation

EE-357, EE-195120 V DI 565201

2T3202

567603

    2311-1 LVCC-A relay 
cabinet

RTU-13E1-7/C  #14,  600 V, 
EPR insulation

EE-357, EE-193Ltg. Control 566101

2T3202

567503

    2311-2 LVCC-A relay 
cabinet

RTU-13E1-7/C  #14,  600 V, 
EPR insulation

EE-357, EE-193Ltg. Control 566101

2T3202

567503

    2311-3 LVCC-A relay 
cabinet

RTU-13E1-7/C  #14,  600 V, 
EPR insulation

EE-357, EE-193Ltg. Control 566101

2T3202

567503

    2311-4 LVCC-A relay 
cabinet

RTU-13E1-7/C  #14,  600 V, 
EPR insulation

EE-357, EE-193Ltg. Control 566101

2T3202

567503

Page 3 EE-327



CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

    2311-5 LVCC-A relay 
cabinet

RTU-13E1-7/C  #14,  600 V, 
EPR insulation

EE-357, EE-193Ltg. Control 566101

2T3202

567503

    2311-6 LVCC-A relay 
cabinet

RTU-13E1-7/C  #14,  600 V, 
EPR insulation

EE-357, EE-193Ltg. Control 566101

2T3202

567503

    2311-7 LVCC-A relay 
cabinet

RTU-13E1-7/C  #14,  600 V, 
EPR insulation

EE-357, EE-193Ltg. Control 566101

2T3202

567503

    2311-8 LVCC-A relay 
cabinet

RTU-13E1-3/C  #14,  600 V, 
EPR insulation

EE-357, EE-193Ltg. Control 566101

2T3202

567503

    2320-1 Battery 
Charger/Rectifier

DP-A2-1/C #2, 600 V, 
RHH/RHW  
insulation

EE-216125 VDC power 571401
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CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

    2320-2 Battery Safety 
Switch

DP-A2-1/C #2, 600 V, 
RHH/RHW  
insulation

EE-216125 VDC power 571501

    2320-3 Batteries Battery Safety 
Switch

2-1/C #2, 600 V, 
RHH/RHW  
insulation

EE-216125 VDC power 571601

      2321 LVCC-A UP-2311-3/C+gnd  #1/0,  
600 V, EPR 
insulation

EE-146, EE-217480 V Feeder 560801

2T22A02

2T2103

HINGE BE04

2T2005

585306

WIREWAY 9E07

500108
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CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

      2322 LVCC-A UP-2321-3/C+gnd  #2,    
600 V, EPR 
insulation

EE-146, EE-217480 V Feeder 560701

2T22A02

2T2103

HINGE BE04

2T2005

586306

WIREWAY 10E07

502108

      2323 LVCC-A UP-2331-3/C+gnd  #2,    
600 V, EPR 
insulation

EE-146, EE-218480 V Feeder 560801

2T22A02

2T2103

HINGE BE04

2T2005

587306

WIREWAY 11E07

504108

    2323-1 15 kVA Transformer Panelboard4+1gnd #2,#6,     
600 V, RHH/RHW  
insulation

Circuit inside 
panel enclosure

EE-218208 V Feeder FIELD01
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CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

      2324 LVCC-A UP-2351-3/C+gnd  #6,    
600 V, EPR 
insulation

EE-146, EE-219480 V Feeder 561401

2T22A02

2T2103

589304

WIREWAY 13E05

508606

    2324-2 15 kVA Transformer Panelboard4+1gnd #2,#6,     
600 V, RHH/RHW  
insulation

Circuit inside 
panel enclosure

EE-226208 V Feeder FIELD01

      2325 LVCC-A UP-2371-3/C+gnd  #2,    
600 V, EPR 
insulation

EE-146, EE-220480 V Feeder 561401

2T22A02

2T22A.03

2T2204

591305

WIREWAY 15E06

513607
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CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

      2326 LVCC-A UP-2381-3/C+gnd  #2,    
600 V, EPR 
insulation

EE-146, EE-221480 V Feeder 561401

2T22A02

2T22A.03

2T2204

592305

WIREWAY 16E06

515607

    2326-1 15 kVA Transformer Panelboard4+1gnd #2,#6,     
600 V, RHH/RHW  
insulation

Circuit inside 
panel enclosure

EE-221208 V Feeder FIELD01

      2327 LVCC-A UP-2391-3/C+gnd  #2,    
600 V, EPR 
insulation

EE-146, EE-222480 V Feeder 561501

2T22A02

2T22A.03

2T2204

HINGE CE05

2T2306

593307

WIREWAY 17E08

518109
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CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

      2328 LVCC-A UP-2401-3/C+gnd  #1/0,  
600 V, EPR 
insulation

EE-146, EE-222480 V Feeder 561501

2T22A02

2T22A.03

2T2204

HINGE CE05

2T2306

2T23.07

594308

WIREWAY 18E09

520110

      2329 LVCC-A UP-2411-3/C+gnd  #1/0,  
600 V, EPR 
insulation

EE-146, EE-223480 V Feeder 562001

2T22A02

2T22A.03

2T2204

HINGE CE05

2T2306

2T23.07

2T23..08

595309

WIREWAY 19E10

522111
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CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

      2330 LVCC-A UP-2421-3/C+gnd  #2/0,  
600 V, EPR 
insulation

EE-146, EE-224480 V Feeder 562201

2T22A02

2T22A.03

2T2204

HINGE CE05

2T2306

2T23.07

2T23..08

2T23…09

596310

WIREWAY 20E11

524112

    2330-1 15 kVA Transformer Panelboard4+1gnd #2,#6,     
600 V, RHH/RHW  
insulation

Circuit inside 
panel enclosure

EE-224208 V Feeder FIELD01
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CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

      2331 LVCC-A UP-2431-3/C+gnd  #2/0,  
600 V, EPR 
insulation

EE-147, EE-227480 V Feeder 562101

2T22A02

2T22A.03

2T2204

HINGE CE05

2T2306

2T23.07

2T23..08

2T23…09

HINGE DE10

2T2411

597312

WIREWAY 21E13

526614

    2331-1 15 kVA Transformer Panelboard4+1gnd #2,#6,     
600 V, RHH/RHW  
insulation

Circuit inside 
panel enclosure

EE-227208 V Feeder FIELD01

      2332 LVCC-A UP-2441-3/C+gnd  #6,    
600 V, EPR 
insulation

EE-147, EE-225480 V Feeder 562001

2T22A02

2T2103

589304

WIREWAY 13E05

510206
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CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

      2333 LVCC-A 30 kVA 
Transformer

1-3/C+gnd  #6,    
600 V, EPR 
insulation

EE-147, AE-8480 V Feeder 562501

2T22A02

572203

    2333-1 30 kVA Transformer LP-A1-4/C+gnd  #2,    
600 V, EPR 
insulation

AE-8480 V Feeder 572401

      2334 LVCC-A 30 kVA 
Transformer

1-3/C+gnd  #6,    
600 V, EPR 
insulation

EE-147, EE-215480 V Feeder 562501

2T22A02

572103

    2334-1 30 kVA Transformer UP-0034+1gnd #2,#6,     
600 V, RHH/RHW  
insulation

EE-215480 V Feeder 572301
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CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

      2336 LVCC-A LP-2511-3/C+gnd  #1/0,  
600 V, EPR 
insulation

EE-147, EE-244480 V Feeder 562601

2T22A02

2T2103

HINGE BE04

2T2005

585606

WIREWAY 9E07

500408

      2337 LVCC-A LP-2521-3/C+gnd  #2,    
600 V, EPR 
insulation

EE-147, EE-244480 V Feeder 562601

2T22A02

2T2103

HINGE BE04

2T2005

586606

WIREWAY 10E07

502408

Page 13 EE-327



CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

      2338 LVCC-A LP-2531-3/C+gnd  #2,    
600 V, EPR 
insulation

EE-147, EE-245480 V Feeder 563201

2T22A02

2T2103

HINGE BE04

2T2005

587606

WIREWAY 11E07

504408

      2339 LVCC-A LP-2541-3/C+gnd  #2,    
600 V, EPR 
insulation

EE-147, EE-246480 V Feeder 563201

2T22A02

2T2103

HINGE BE04

2T2005

588606

WIREWAY 12E07

506908

      2340 LVCC-A LP-2561-3/C+gnd  #6,    
600 V, EPR 
insulation

EE-147, EE-247480 V Feeder 563801

2T22A.02

2T2203

590604

WIREWAY 14E05

511906
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CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

      2341 LVCC-A LP-2581-3/C+gnd  #2,    
600 V, EPR 
insulation

EE-147, EE-248480 V Feeder 563801

2T22A.02

2T2203

592604

WIREWAY 16E05

515906

      2342 LVCC-A LP-2591-3/C+gnd  #2,    
600 V, EPR 
insulation

EE-148, EE-248480 V Feeder 564401

2T22A.02

2T2203

HINGE CE04

2T2305

593606

WIREWAY 17E07

518408

      2343 LVCC-A LP-2601-3/C+gnd  #1/0,  
600 V, EPR 
insulation

EE-148, EE-249480 V Feeder 564401

2T22A.02

2T2203

HINGE CE04

2T2305

2T23.06

594607

WIREWAY 18E08

520409
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CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

      2344 LVCC-A LP-2611-3/C+gnd  #1/0,  
600 V, EPR 
insulation

EE-148, EE-249480 V Feeder 565001

2T22A.02

2T2203

HINGE CE04

2T2305

2T23.06

2T23..07

595608

WIREWAY 19E09

522410

      2345 LVCC-A LP-2621-3/C+gnd  #2/0,  
600 V, EPR 
insulation

EE-148, EE-250480 V Feeder 564901

2T22A.02

2T2203

HINGE CE04

2T2305

2T23.06

2T23..07

2T23…08

596609

WIREWAY 20E10

524411

Page 16 EE-327



CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

      2346 LVCC-A LP-2631-3/C+gnd  #2/0,  
600 V, EPR 
insulation

EE-148, EE-250480 V Feeder 565601

2T22A.02

2T2203

HINGE CE04

2T2305

2T23.06

2T23..07

2T23…08

HINGE DE09

2T2410

597611

WIREWAY 21E12

526913

      2347 LVCC-A UP-2341-3/C+gnd  #2,    
600 V, EPR 
insulation

EE-226, EE-146480 V Feeder 560801

2T22A02

2T2103

HINGE BE04

2T2005

588306

WIREWAY 12E07

506608
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CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

      2348 LVCC-A UP-2361-3/C+gnd  #6,    
600 V, EPR 
insulation

EE-146, EE-220480 V Feeder 561401

2T22A02

2T22A.03

2T2204

590305

WIREWAY 14E06

511607

      2349 LVCC-A LP-2551-3/C+gnd  #6,    
600 V, EPR 
insulation

EE-147, EE-246480 V Feeder 563201

2T22A02

2T2103

589604

WIREWAY 13E05

508906

      2350 LVCC-A LP-2571-3/C+gnd  #2,    
600 V, EPR 
insulation

EE-147, EE-247480 V Feeder 563801

2T22A.02

2T2203

591604

WIREWAY 15E05

513906
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CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

      2360 NAP-9E Pier E3E Marker 
Light

1-3/C  #10,  600 V, 
EPR insulation

At pier foundationEE-377120 V Power 501301

WIREWAY 9E02

585503

2T2004

820205

820106

      2361 NAP-9E Channel Marker 
Light  (South side)

1-3/C  #10,  600 V, 
EPR insulation

Below roadway 
deck

EE-377120 V Power 501301

WIREWAY 9E02

585503

2T2004

821505

      2362 NAP-10E Pier E4E Marker 
Light

1-3/C  #10,  600 V, 
EPR insulation

At pier foundationEE-377120 V Power 503301

WIREWAY 10E02

586503

2T2004

820605

820506
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CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

      2363 NAP-10E Channel Marker 
Light  (South side)

1-3/C  #10,  600 V, 
EPR insulation

Below roadway 
deck

EE-377120 V Power 503301

WIREWAY 10E02

586503

2T2004

821705

      2364 NAP-11E Pier E5E Marker 
Light

1-3/C  #10,  600 V, 
EPR insulation

At pier foundationEE-377120 V Power 505501

WIREWAY 11E02

587503

2T2004

821005

820906

      2365 NAP-11E Channel Marker 
Light  (South side)

1-3/C  #10,  600 V, 
EPR insulation

Below roadway 
deck

EE-377120 V Power 505501

WIREWAY 11E02

587503

2T2004

821905

      2381 LVCC-A Fusible 
Disconnect Switch

1-4/C  #12,  600 V, 
EPR insulation

AE-11, EE-146480 V Power Field01
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CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

    2381-1 Fusible Disconnect 
Switch

Substation 
Ventilation SF-1 

Cont. Pnl.

1-4/C  #12,  600 V, 
EPR insulation

AE-11480 V Power Field01

    2381-2 Substation 
Ventilation SF-1 

Cont. Pnl.

Temperature 
Switch

1-2/C  #14,  600 V, 
EPR insulation

AE-11120 V Control Field01

      2382 LVCC-A Safety Disconnect 
Switch

1-3/C+gnd  #8,    
600 V, EPR 
insulation

AE-11, EE-147480 V Power Field01

    2382-1 Safety Disconnect 
Switch

Monorail 
Hoist/Trolley  H-1 

Cont. Pnl.

1-3/C+gnd  #8,    
600 V, EPR 
insulation

AE-11480 V Power Field01

      2383 LVCC-A Safety Disconnect 
Switch

1-4/C  #12,  600 V, 
EPR insulation

AE-11, EE-146480 V Power Field01
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CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

    2383-1 Safety Disconnect 
Switch

Battery Rm. 
Electric Heater  
EH-1 Cont. Pnl.

1-4/C  #12,  600 V, 
EPR insulation

AE-11, EE-146480 V Power Field01

    2383-2 Battery Rm. Electric 
Heater  EH-1 Cont. 

Pnl.

Temperature 
Switch

1-2/C  #14,  600 V, 
EPR insulation

AE-11120 V Control Field01

      2384 LVCC-A Safety Disconnect 
Switch

1-4/C  #12,  600 V, 
EPR insulation

AE-11480 V Power Field01

    2384-1 Safety Disconnect 
Switch

Electric 
Incinerator  T-1 

Cont. Pnl.

1-4/C  #12,  600 V, 
EPR insulation

AE-11480 V Power Field01

      2391 12.47 kV Swgr (Bkr 
52-14N) 

Substation - EB

Contract split point 
(YBI/Mainspan)

3-1/C #4/0, 15 kV, 
EPR Insulation

Conductors shall 
be in single layer 
inside cable trays.

EE-143, EE-191, 
EE-129

12.47 kV Power 568101

2T1102

HINGE BE03

2T1004

Page 22 EE-327



CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

    2391-1 12.47 kV Swgr (Bkr 
52-15N) 

Substation - EB

RTU-13E1 triad #16 with 
overall shield,     
300 V, PVC jacket

Feeder 
management 
relay input

EE-191, EE-358Data Link Com 570101

2T4102

567903

    2391-2 12.47 kV Swgr (Bkr 
52-14N) 

Substation - EB

RTU-13E1-5/C  #12,  600 V, 
EPR insulation

Transfer switch 
remote

EE-191, EE-358120 V DO 568801

2T3202

567703

    2391-3 12.47 kV Swgr (Bkr 
52-14N) 

Substation - EB

RTU-13E1-12/C  #16,  600 V, 
EPR insulation

Breaker and 
protective relay 
status

EE-191, EE-358120 V DI 568801

2T3202

567803

      2392 12.47 kV Swgr (Bkr 
52-15N) 

Substation - EB

Contract split point 
(Oakland 
Structure)

3-1/C #4/0, 15 kV, 
EPR Insulation

Conductors shall 
be in single layer 
inside cable trays.

EE-143, EE-191, 
EE-129

12.47 kV Power 568201

2T1102

HINGE CE03

2T1204

HINGE DE05

2T1306

    2392-1 12.47 kV Swgr (Bkr 
52-15N) 

Substation - EB

RTU-13E1-5/C  #12,  600 V, 
EPR insulation

Transfer switch 
remote

EE-191, EE-358120 V DO 568801

2T3202

567703
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CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

    2392-2 12.47 kV Swgr (Bkr 
52-15N) 

Substation - EB

RTU-13E1-12/C  #16,  600 V, 
EPR insulation

Breaker and 
protective relay 
status

EE-191, EE-358120 V DI 568801

2T3202

567703

    2393-1 12.47 kV Swgr (Bkr 
52-16N) 

Substation - EB

RTU-13E1-5/C  #12,  600 V, 
EPR insulation

Transfer switch 
remote

EE-191, EE-358120 V DO 568801

2T3202

567703

    2393-2 12.47 kV Swgr (Bkr 
52-16N) 

Substation - EB

750 kVA 
Transformer

1-3/C  #12,  600 V, 
EPR insulation

EE-191, EE-192Breaker trip INTERNAL01

    2393-3 12.47 kV Swgr (Bkr 
52-16N) 

Substation - EB

RTU-13E1-12/C  #16,  600 V, 
EPR insulation

Breaker and 
protective relay 
status

EE-191, EE-358120 V DI 568801

2T3202

567703

    2393-4 750 kVA 
Transformer - 

Substation - EB

RTU-13E1-3/C  #16,  600 V, 
EPR insulation

49 AlarmEE-192, EE-357120 V DI 569901

2T3202

567703
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CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

    2395-A 480 V Swgr (Bkr 
52S-2) Substation-

EB

LVCC-A3+1gnd, 500 kcmil, 
#1/0, 600 V, 
RHH/RHW 
Insulation

Conductors shall 
be in single layer 
inside cable trays.

EE-143, EE-192480 V Feeder 568901

2T3102

560103

    2395-B 480 V Swgr (Bkr 
52S-2) Substation-

EB

LVCC-A3+1gnd, 500 kcmil, 
#1/0, 600 V, 
RHH/RHW 
Insulation

Conductors shall 
be in single layer 
inside cable trays.

EE-143, EE-192480 V Feeder 569001

2T3102

560203

    2396-1 480 V Swgr (Bkr 
52S-3) -  

Substation - EB

RTU-13E1 triad #16 with 
overall shield,     
300 V, PVC jacket

Feeder 
management 
relay input

EE-192, EE-358Data Link Com 570701

2T4102

567903

    2396-2 480 V Swgr (Bkr 
52S-1) Substation - 

EB

RTU-13E1-3/C  #16,  600 V, 
EPR insulation

27UVEE-192, EE-357120 V DI 570501

2T3202

567703
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Feb. 12, 2001

      2401 CB-245A CB-246A1 - 2 pair, shielded 
#18 with IS/OA ,   
300 V, PVC jacket

EE-338low level signal FIELD01

220302

220403

220504

220605

220706

FIELD07

      2402 RTU-12E CB-246A1 - 2 pair, shielded 
#18 with IS/OA ,   
300 V, PVC jacket

EE-338, EE-356low level signal 504701

505302

221003

220904

220805

FIELD06

      2403 CB-247A CB-248A1 - 2 pair, shielded 
#18 with IS/OA ,   
300 V, PVC jacket

EE-338low level signal FIELD01

221202

221303

221404

221505

FIELD06
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      2404 RTU-12E CB-247A1 - 2 pair, shielded 
#18 with IS/OA ,   
300 V, PVC jacket

EE-338, EE-356low level signal 504701

505302

221103

FIELD04

      2405 CB-245B CB-246B1 - 2 pair, shielded 
#18 with IS/OA ,   
300 V, PVC jacket

EE-338low level signal FIELD01

260302

260403

260504

260605

260706

260907

FIELD08

      2406 RTU-12E CB-246B1 - 2 pair, shielded 
#18 with IS/OA ,   
300 V, PVC jacket

EE-338, EE-356low level signal 504701

588002

2T4003

531204

261105

261006

260807

FIELD08
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      2407 CB-247B CB-248B1 - 2 pair, shielded 
#18 with IS/OA ,   
300 V, PVC jacket

EE-338low level signal FIELD01

261402

261503

261604

261805

261706

FIELD07

      2408 RTU-12E CB-247B1 - 2 pair, shielded 
#18 with IS/OA ,   
300 V, PVC jacket

EE-338, EE-356low level signal 504701

505302

221103

539404

2T4005

531606

FIELD07

      2409 RTU-12E CB-245C1 - 2 pair, shielded 
#18 with IS/OA ,   
300 V, PVC jacket

EE-338, EE-356low level signal 504701

588002

2T4003

530804

260605

260506

260407

267208

FIELD09
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      2410 RTU-12E CB-245D1 - 2 pair, shielded 
#18 with IS/OA ,   
300 V, PVC jacket

EE-338, EE-356low level signal 504701

588002

2T4003

530804

267105

FIELD06

      2411 RTU-12E CB-247C1 - 2 pair, shielded 
#18 with IS/OA ,   
300 V, PVC jacket

EE-338, EE-356low level signal 504701

588002

2T4003

531204

267705

FIELD06

      2412 RTU-12E CB-248C1 - 2 pair, shielded 
#18 with IS/OA ,   
300 V, PVC jacket

EE-338, EE-356low level signal 504701

588002

2T4003

531704

267805

FIELD06
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      2413 RTU-12E CB-246C1 - 2 pair, shielded 
#18 with IS/OA ,   
300 V, PVC jacket

EE-338, EE-356low level signal 504701

588002

2T4003

HINGE BE04

2T4105

532906

262807

FIELD08

      2414 CB-249A CB-250A1 - 2 pair, shielded 
#18 with IS/OA ,   
300 V, PVC jacket

EE-339low level signal FIELD01

222302

222403

222504

222605

FIELD06

      2415 CB-250A CB-251A1 - 2 pair, shielded 
#18 with IS/OA ,   
300 V, PVC jacket

EE-339low level signal FIELD01

222702

222803

222904

221705

223506

FIELD07
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      2416 RTU-14E CB-251A1 - 2 pair, shielded 
#18 with IS/OA ,   
300 V, PVC jacket

EE-339, EE-359low level signal 516201

516802

223603

FIELD04

      2417 RTU-14E CB-252A1 - 2 pair, shielded 
#18 with IS/OA ,   
300 V, PVC jacket

EE-339, EE-359low level signal 516201

516802

223703

223804

545005

2T4106

HINGE CE07

2T4208

545209

223910

FIELD11

      2418 CB-249B CB-250B1 - 2 pair, shielded 
#18 with IS/OA ,   
300 V, PVC jacket

EE-339low level signal FIELD01

262902

263203

268004

263005

263106

FIELD07
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      2419 CB-250B CB-251B1 - 2 pair, shielded 
#18 with IS/OA ,   
300 V, PVC jacket

EE-339low level signal FIELD01

263302

263703

267304

263405

263506

263607

264008

FIELD09

      2420 RTU-14E CB-251B1 - 2 pair, shielded 
#18 with IS/OA ,   
300 V, PVC jacket

EE-339, EE-359low level signal 516201

593002

2T4103

535104

FIELD05
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      2421 RTU-14E CB-252B1 - 2 pair, shielded 
#18 with IS/OA ,   
300 V, PVC jacket

EE-339, EE-359low level signal 516201

593002

2T4103

HINGE CE04

2T4205

545506

264407

264508

265309

FIELD10

      2422 RTU-14E CB-249C1 - 2 pair, shielded 
#18 with IS/OA ,   
300 V, PVC jacket

EE-339, EE-359low level signal 516201

593002

2T4103

533804

263105

263006

268007

FIELD08
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      2423 RTU-14E CB-250C1 - 2 pair, shielded 
#18 with IS/OA ,   
300 V, PVC jacket

EE-339, EE-359low level signal 516201

593002

2T4103

533904

263705

FIELD06

      2424 RTU-14E CB-251C1 - 2 pair, shielded 
#18 with IS/OA ,   
300 V, PVC jacket

EE-339, EE-359low level signal 516201

593002

2T4103

535104

264105

FIELD06

      2425 RTU-14E CB-252C1 - 2 pair, shielded 
#18 with IS/OA ,   
300 V, PVC jacket

EE-339, EE-359low level signal 516201

593002

2T4103

HINGE CE04

2T4205

535506

264507

FIELD08
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      2426 CB-253A CB-254A1 - 2 pair, shielded 
#18 with IS/OA ,   
300 V, PVC jacket

EE-340low level signal FIELD01

224402

224503

225004

225105

FIELD06

      2427 RTU-15E CB-254A1 - 2 pair, shielded 
#18 with IS/OA ,   
300 V, PVC jacket

EE-340, EE-360low level signal 524701

525302

225303

225204

FIELD05

      2428 RTU-15E CB-255A1 - 2 pair, shielded 
#18 with IS/OA ,   
300 V, PVC jacket

EE-340, EE-360low level signal 524701

525302

225403

537704

2T4205

HINGE DE06

2T4307

538108

226009

FIELD10
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      2429 CB-253B CB-254B1 - 2 pair, shielded 
#18 with IS/OA ,   
300 V, PVC jacket

EE-340low level signal FIELD01

265002

265103

265504

267505

265706

265607

FIELD08

      2430 RTU-15E CB-254B1 - 2 pair, shielded 
#18 with IS/OA ,   
300 V, PVC jacket

EE-340, EE-360low level signal 524701

597002

2T4203

539804

FIELD05

      2431 RTU-15E CB-255B1 - 2 pair, shielded 
#18 with IS/OA ,   
300 V, PVC jacket

EE-340, EE-360low level signal 524701

597002

2T4203

HINGE DE04

2T4305

538306

266507

FIELD09
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      2432 RTU-15E CB-253C1 - 2 pair, shielded 
#18 with IS/OA ,   
300 V, PVC jacket

EE-340, EE-360low level signal 524701

597002

2T4203

535804

265205

FIELD06

      2433 RTU-15E CB-254C1 - 2 pair, shielded 
#18 with IS/OA ,   
300 V, PVC jacket

EE-340, EE-360low level signal 524701

597002

2T4203

536904

267505

FIELD06

      2434 RTU-15E CB-255D1 - 2 pair, shielded 
#18 with IS/OA ,   
300 V, PVC jacket

EE-340, EE-360low level signal 524701

597002

2T4203

HINGE DE04

2T4305

540406

266607

266908

FIELD09
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      2435 RTU-15E CB-255C1 - 2 pair, shielded 
#18 with IS/OA ,   
300 V, PVC jacket

EE-340, EE-360low level signal 524701

597002

2T4203

537804

FIELD05

      2451 RTU-12E NAP-9E1-7/C  #16,  600 V, 
EPR insulation

EE-356, EE-377120 V DI NIPPLE01

WIREWAY 11E02

587503

2T2004

585505

WIREWAY 9E06

501307

      2452 RTU-12E NAP-9E1-2/C  #14,  600 V, 
EPR insulation

EE-356, EE-377120 V DO NIPPLE01

WIREWAY 11E02

587503

2T2004

585505

WIREWAY 9E06

501307

Page 38 EE-327



CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

      2453 RTU-12E NAP-10E1-2/C  #14,  600 V, 
EPR insulation

EE-356, EE-377120 V DO NIPPLE01

WIREWAY 11E02

587503

2T2004

586505

WIREWAY 10E06

503307

      2454 RTU-12E NAP-10E1-7/C  #16,  600 V, 
EPR insulation

EE-356, EE-377120 V DI NIPPLE01

WIREWAY 11E02

587503

2T2004

586505

WIREWAY 10E06

503307

      2455 RTU-12E NAP-11E1-2/C  #14,  600 V, 
EPR insulation

EE-356, EE-377120 V DO NIPPLE01

WIREWAY 11E02

505503

      2456 RTU-12E NAP-11E1-7/C  #16,  600 V, 
EPR insulation

EE-356, EE-377120 V DI NIPPLE01

WIREWAY 11E02

505503
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      2460 RTU-12E NAP-9E1-2/C  #14,  600 V, 
EPR insulation

Photocell controlEE-356, EE-377120 V DO NIPPLE01

WIREWAY 11E02

587503

2T2004

586505

WIREWAY 10E06

503307

      2461 RTU-12E NAP-9E1-2/C  #14,  600 V, 
EPR insulation

Photocell controlEE-356, EE-377120 V DO NIPPLE01

WIREWAY 11E02

587503

2T2004

585505

WIREWAY 9E06

501307

      2462 RTU-12E NAP-11E1-2/C  #14,  600 V, 
EPR insulation

Photocell controlEE-356, EE-377120 V DO NIPPLE01

WIREWAY 11E02

505503
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    2465-1 RTU-12E TOS-09EA1-3/C  #16,  600 V, 
EPR insulation

EE-356120 V DI FIELD01

WIREWAY 11E02

587503

2T2004

585505

WIREWAY 9E06

FIELD07

    2465-2 RTU-12E TOS-10EA1-3/C  #16,  600 V, 
EPR insulation

EE-356120 V DI FIELD01

WIREWAY 11E02

587503

2T2004

586505

WIREWAY 10E06

FIELD07

    2465-3 RTU-12E TOS-11EA1-3/C  #16,  600 V, 
EPR insulation

EE-356120 V DI FIELD01

WIREWAY 11E02

FIELD03

    2465-5 Strong Motion 
Recorder #1 Box A

Strong Motion 
Recorder #1 Box B

1-3/C  #16,  600 V, 
EPR insulation

EE-410120 V DI 507801

507702
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    2466-1 RTU-13E TOS-12EA1-3/C  #16,  600 V, 
EPR insulation

EE-357120 V DI 567501

2T3202

2T22A03

2T2104

HINGE BE05

2T2006

588507

WIREWAY 12E08

FIELD09

    2466-2 RTU-13E TOS-13EA1-3/C  #16,  600 V, 
EPR insulation

EE-357120 V DI 567501

2T3202

2T22A03

2T2104

589505

WIREWAY 13E06

FIELD07

    2466-3 RTU-13E TOS-13EB1-3/C  #16,  600 V, 
EPR insulation

EE-357120 V DI 567501

2T3202

2T22A03

2T2104

589505

WIREWAY 13E06

FIELD07
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    2466-4 RTU-13E TOS-15EA1-3/C  #16,  600 V, 
EPR insulation

EE-357120 V DI 567501

2T3202

2T22A.03

2T2204

591505

WIREWAY 15E06

FIELD07

    2466-5 RTU-13E Substation  Door 
Alarms

1-3/C  #16,  600 V, 
EPR insulation

EE-357, AE-11120 V DI FIELD01

2T3202

FIELD03

    2466-6 RTU-13E Substation Smoke 
Detectors

1-3/C  #16,  600 V, 
EPR insulation

EE-357, AE-11120 V DI FIELD01

2T3202

FIELD03
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    2466-7 Strong Motion 
Recorder #1 Box B

RTU-13E1-3/C  #16,  600 V, 
EPR insulation

EE-410, EE-357120 V DI 507701

507602

WIREWAY 12E103

588504

2T2005

HINGE BE06

2T2107

2T3208

567709

    2467-1 RTU-14E TOS-16EA1-3/C  #16,  600 V, 
EPR insulation

EE-359120 V DI FIELD01

WIREWAY 16E02

FIELD03

    2467-2 RTU-14E TOS-17EA1-3/C  #16,  600 V, 
EPR insulation

EE-359120 V DI FIELD01

WIREWAY 16E02

592503

2T2204

HINGE CE05

2T2306

593507

WIREWAY 17E08

FIELD09
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    2468-1 RTU-15E TOS-18EA1-3/C  #16,  600 V, 
EPR insulation

EE-360120 V DI FIELD01

WIREWAY 20E02

596503

2T23…04

2T23..05

594506

WIREWAY 18E07

FIELD08

    2468-2 RTU-15E TOS-20EA1-3/C  #16,  600 V, 
EPR insulation

EE-360120 V DI FIELD01

WIREWAY 20E02

FIELD03

    2468-3 RTU-15E TOS-21EA1-3/C  #16,  600 V, 
EPR insulation

EE-360120 V DI FIELD01

WIREWAY 20E02

596503

2T2304

HINGE DE05

2T2406

597507

WIREWAY 21E08

FIELD09
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    2468-4 Strong Motion 
Recorder #2

RTU-15E1-3/C  #16,  600 V, 
EPR insulation

EE-411, EE-360120 V DI 523301

523202

WIREWAY 19E103

595404

2T4205

596706

WIREWAY 20E07

NIPPLE08

   2473-11 TEL-09E TEL-10E50 pair #18, 
shielded pairs, 
IS/OS shield 600 V, 
XLPE insul., PVC 
jacket

EE-373Telephone 585901

2T4002

586803

   2473-12 TEL-10E TEL-11E50 pair #18, 
shielded pairs, 
IS/OS shield 600 V, 
XLPE insul., PVC 
jacket

EE-373Telephone 586901

2T4002

587803

   2473-13 TEL-11E TEL-12E50 pair #18, 
shielded pairs, 
IS/OS shield 600 V, 
XLPE insul., PVC 
jacket

EE-373Telephone 587901

2T4002

588803
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   2473-14 TEL-12E TEL-13E50 pair #18, 
shielded pairs, 
IS/OS shield 600 V, 
XLPE insul., PVC 
jacket

EE-373Telephone 588901

2T4002

HINGE BE03

2T4104

589805

   2473-15 TEL-Substation EB TEL-14E50 pair #18, 
shielded pairs, 
IS/OS shield 600 V, 
XLPE insul., PVC 
jacket

EE-373Telephone 561701

2T4102

590803

   2473-16 TEL-14E TEL-15E50 pair #18, 
shielded pairs, 
IS/OS shield 600 V, 
XLPE insul., PVC 
jacket

EE-373Telephone 590901

2T4102

591803

   2473-17 TEL-15E TEL-16E50 pair #18, 
shielded pairs, 
IS/OS shield 600 V, 
XLPE insul., PVC 
jacket

EE-373Telephone 591901

2T4102

592803
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   2473-18 TEL-16E TEL-17E50 pair #18, 
shielded pairs, 
IS/OS shield 600 V, 
XLPE insul., PVC 
jacket

EE-373Telephone 592901

2T4102

HINGE CE03

2T4204

593805

   2473-19 TEL-17E TEL-18E50 pair #18, 
shielded pairs, 
IS/OS shield 600 V, 
XLPE insul., PVC 
jacket

EE-373Telephone 593901

2T4202

594803

   2473-20 TEL-18E TEL-19E50 pair #18, 
shielded pairs, 
IS/OS shield 600 V, 
XLPE insul., PVC 
jacket

EE-373Telephone 594901

2T4202

595803

   2473-21 TEL-19E TEL-20E50 pair #18, 
shielded pairs, 
IS/OS shield 600 V, 
XLPE insul., PVC 
jacket

EE-373Telephone 595901

2T4202

596803
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   2473-22 TEL-20E TEL-21E50 pair #18, 
shielded pairs, 
IS/OS shield 600 V, 
XLPE insul., PVC 
jacket

EE-373Telephone 596901

2T4202

HINGE DE03

2T4304

597805

   2473-23 TEL-13E TEL- Substation 
EB

50 pair #18, 
shielded pairs, 
IS/OS shield 600 V, 
XLPE insul., PVC 
jacket

EE-373Telephone 589901

2T4102

561903

   2474-11 COM-09E COM-10E50 pair #18, 
shielded pairs, 
IS/OS shield 600 V, 
XLPE insul., PVC 
jacket

EE-372, EE-373Scada data com. FIELD01

2T4002

FIELD03

   2474-12 COM-10E COM-11E50 pair #18, 
shielded pairs, 
IS/OS shield 600 V, 
XLPE insul., PVC 
jacket

EE-372, EE-373Scada data com. FIELD01

2T4002

FIELD03
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  2474-12A RTU-12E COM-11E1 - 6 pair, shielded 
#18 with overall 
shield , 300 V, PVC 
jacket

EE-356, EE-372, 
EE-373

Scada data com. 504701

588002

2T4003

FIELD04

  2474-12B RTU-12E COM-11E1 - 6 pair, shielded 
#18 with overall 
shield , 300 V, PVC 
jacket

EE-356, EE-372, 
EE-373

Scada data com. 504701

588002

2T4003

FIELD04

   2474-13 COM-11E COM-12E50 pair #18, 
shielded pairs, 
IS/OS shield 600 V, 
XLPE insul., PVC 
jacket

EE-372, EE-373Scada data com. FIELD01

2T4002

FIELD03

   2474-14 COM-12E COM-13E50 pair #18, 
shielded pairs, 
IS/OS shield 600 V, 
XLPE insul., PVC 
jacket

EE-372, EE-373Scada data com. FIELD01

2T4002

HINGE BE03

2T4104

FIELD05
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  2474-14A RTU-13E COM-Substation 
EB

1 - 6 pair, shielded 
#18 with overall 
shield , 300 V, PVC 
jacket

EE-358, EE-372, 
EE-373

Scada data com. 568001

2T4102

562903

  2474-14B RTU-13E COM-Substation 
EB

1 - 6 pair, shielded 
#18 with overall 
shield , 300 V, PVC 
jacket

EE-358, EE-372, 
EE-373

Scada data com. 568001

2T4102

562903

   2474-15 COM-Substation EB COM-14E50 pair #18, 
shielded pairs, 
IS/OS shield 600 V, 
XLPE insul., PVC 
jacket

EE-372, EE-373Scada data com. 562901

2T4102

FIELD03

   2474-16 COM-14E COM-15E50 pair #18, 
shielded pairs, 
IS/OS shield 600 V, 
XLPE insul., PVC 
jacket

EE-372, EE-373Scada data com. FIELD01

2T4102

FIELD03
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   2474-17 COM-15E COM-16E50 pair #18, 
shielded pairs, 
IS/OS shield 600 V, 
XLPE insul., PVC 
jacket

EE-372, EE-373Scada data com. FIELD01

2T4102

FIELD03

  2474-17A RTU-14E COM-16E1 - 6 pair, shielded 
#18 with overall 
shield , 300 V, PVC 
jacket

EE-359, EE-372, 
EE-373

Scada data com. 516201

593002

2T4103

FIELD04

  2474-17B RTU-14E COM-16E1 - 6 pair, shielded 
#18 with overall 
shield , 300 V, PVC 
jacket

EE-359, EE-372, 
EE-373

Scada data com. 516201

593002

2T4103

FIELD04

   2474-18 COM-16E COM-17E50 pair #18, 
shielded pairs, 
IS/OS shield 600 V, 
XLPE insul., PVC 
jacket

EE-372, EE-373Scada data com. FIELD01

2T4102

HINGE CE03

2T4204

FIELD05
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   2474-19 COM-17E COM-18E50 pair #18, 
shielded pairs, 
IS/OS shield 600 V, 
XLPE insul., PVC 
jacket

EE-372, EE-373Scada data com. FIELD01

2T4202

FIELD03

   2474-20 COM-18E COM-19E50 pair #18, 
shielded pairs, 
IS/OS shield 600 V, 
XLPE insul., PVC 
jacket

EE-372, EE-373Scada data com. FIELD01

2T4202

FIELD03

   2474-21 COM-19E COM-20E50 pair #18, 
shielded pairs, 
IS/OS shield 600 V, 
XLPE insul., PVC 
jacket

EE-372, EE-373Scada data com. FIELD01

2T4202

FIELD03

  2474-21A RTU-15E COM-20E1 - 6 pair, shielded 
#18 with overall 
shield , 300 V, PVC 
jacket

EE-360, EE-372, 
EE-373

Scada data com. 524701

597002

2T4203

FIELD04
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  2474-21B RTU-15E COM-20E1 - 6 pair, shielded 
#18 with overall 
shield , 300 V, PVC 
jacket

EE-360, EE-372, 
EE-373

Scada data com. 524701

597002

2T4203

FIELD04

   2474-22 COM-20E COM-21E50 pair #18, 
shielded pairs, 
IS/OS shield 600 V, 
XLPE insul., PVC 
jacket

EE-372, EE-373Scada data com. FIELD01

2T4202

HINGE DE03

2T4304

FIELD05

   2474-23 COM-13E COM-Substation 
EB

50 pair #18, 
shielded pairs, 
IS/OS shield 600 V, 
XLPE insul., PVC 
jacket

EE-372, EE-373Scada data com. FIELD01

2T4102

562803
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    2475-4 72 to 72 Fiberoptic 
splice box

72 to 72 Fiberoptic 
splice box

72 Fiber, single 
mode fiberoptic 
riser cable

At contract split 
points.

EE-387TOS data INTERFACE01

HINGE AE02

2T4003

HINGE BE04

2T4105

HINGE CE06

2T4207

HINGE DE08

2T4309

HINGE EE10

INTERFACE11

   2475-4A 72 to 12 Fiberoptic 
splice box

TOS-09EA12 Fiber, single 
mode fiberoptic 
cable

EE-387TOS data FIELD01

2T4002

585203

501104

   2475-4B 72 to 12 Fiberoptic 
splice box

TOS-10EA12 Fiber, single 
mode fiberoptic 
cable

EE-387TOS data FIELD01

2T4002

586203

503104
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   2475-4C 72 to 12 Fiberoptic 
splice box

TOS-11EA12 Fiber, single 
mode fiberoptic 
cable

EE-387TOS data

FIELD01

2T4002

587203

505104

   2475-4D 72 to 12 Fiberoptic 
splice box

TOS-12EA12 Fiber, single 
mode fiberoptic 
cable

EE-387TOS data FIELD01

2T4002

588203

507604

   2475-4E 72 to 12 Fiberoptic 
splice box

TOS-13EA12 Fiber, single 
mode fiberoptic 
cable

EE-387TOS data FIELD01

2T4102

589103

509804

510505

  2475-4F1 72 to 12 Fiberoptic 
splice box

TOS-13EB12 Fiber, single 
mode fiberoptic 
cable

EE-387TOS data FIELD01

2T4102

589103

509804

509705
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  2475-4F2 72 to 12 Fiberoptic 
splice box

TOS-13EB12 Fiber, single 
mode fiberoptic 
cable

EE-387TOS data FIELD01

2T4102

589103

509804

509705

   2475-4G 72 to 12 Fiberoptic 
splice box

TOS-15EA12 Fiber, single 
mode fiberoptic 
cable

EE-387TOS data FIELD01

2T4102

591203

514604

   2475-4H 72 to 12 Fiberoptic 
splice box

TOS-16EA12 Fiber, single 
mode fiberoptic 
cable

EE-387TOS data FIELD01

2T4102

592203

516604

   2475-4I 72 to 12 Fiberoptic 
splice box

TOS-17EA12 Fiber, single 
mode fiberoptic 
cable

EE-387TOS data FIELD01

2T4202

593203

519104
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   2475-4J 72 to 12 Fiberoptic 
splice box

TOS-18EA12 Fiber, single 
mode fiberoptic 
cable

EE-387TOS data FIELD01

2T4202

594203

521104

   2475-4K 72 to 12 Fiberoptic 
splice box

TOS-20EA12 Fiber, single 
mode fiberoptic 
cable

EE-387TOS data FIELD01

2T4202

596203

525104

   2475-4L 72 to 12 Fiberoptic 
splice box

TOS-21EA12 Fiber, single 
mode fiberoptic 
cable

EE-387TOS data FIELD01

2T4302

597203

527604

    2476-1 TOS-13EA CCTV-E02TVP EE-385, EE-285120 V Power FIELD01

WIREWAY 13E02

589203

FIELD04

    2476-2 TOS-13EA CCTV-E02TVCP EE-385, EE-285120 V Control FIELD01

WIREWAY 13E02

589503

FIELD04
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    2476-3 TOS-13EA CCTV-E02TVC EE-385, EE-285low level signal 510101

510002

590003

FIELD04

    2476-4 TOS-13EA CCTV-E02TVL EE-385, EE-285low level signal 510101

510002

590003

FIELD04

    2481-1 TOS-13EA CMS-E02Harness #4 EE-385, EE-285low level signal 510101

510002

590003

FIELD04

    2481-2 TOS-13EA CMS-E02Harness #5 EE-385, EE-285low level signal 510101

510002

590003

FIELD04

      2486 TOS-09EA PL-E0310 DLC EE-385, EE-281low level signal 501201

585102

FIELD03
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      2487 TOS-11EA PL-E0410 DLC EE-385, EE-283low level signal

505201

587102

FIELD03

      2488 TOS-13EB PL-E0510 DLC EE-385, EE-285low level signal 509901

510002

589203

FIELD04

      2489 TOS-16E PL-E0610 DLC EE-385, EE-288low level signal 516701

592102

FIELD03

      2490 TOS-18E PL-E0710 DLC EE-385, EE-290low level signal 521201

594102

FIELD03

      2491 TOS-21E PL-E0810 DLC EE-385, EE-293low level signal 527701

597102

FIELD03
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      2496 TOS-10EA  JCB of MVDS-E04MVDS DLC EE-385, EE-282low level signal 503201

586102

FIELD03

      2497 TOS-12EA JCB of MVDS-E05MVDS DLC EE-385, EE-284low level signal 507701

FIELD02

      2498 TOS-15EA JCB of MVDS-E06MVDS DLC EE-385, EE-287low level signal 514701

591102

FIELD03

      2499 TOS-17EA JCB of MVDS-E07MVDS DLC EE-385, EE-289low level signal 519201

FIELD02

      2500 TOS-20EA JCB of MVDS-E08MVDS DLC EE-385, EE-292low level signal 525201

596102

FIELD03
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    2506-1 Strong Motion 
Recorder #1

Strong Motion 
Recorder #2

IC EE-410, EE-411low level signal NIPPLE01

WIREWAY 12E02

588103

2T4004

HINGE BE05

2T4106

HINGE CE07

2T4208

596009

WIREWAY 19E10

NIPPLE11

 2506-101A Sensor Enclosure 
No. 10-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 295501

295402

2T4003

588104

WIREWAY 12E05

NIPPLE06

 2506-101B Sensor Enclosure 
No. 10-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 295501

295402

2T4003

588104

WIREWAY 12E05

NIPPLE06
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 2506-111A Sensor Enclosure 
No. 11-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 295601

2T4002

588103

WIREWAY 12E04

NIPPLE05

 2506-111B Sensor Enclosure 
No. 11-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 295601

2T4002

588103

WIREWAY 12E04

NIPPLE05

 2506-111C Sensor Enclosure 
No. 11-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 295601

2T4002

588103

WIREWAY 12E04

NIPPLE05

 2506-111D Sensor Enclosure 
No. 11-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 295601

2T4002

588103

WIREWAY 12E04

NIPPLE05

Page 63 EE-327



CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

 2506-111E Sensor Enclosure 
No. 11-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 295601

2T4002

588103

WIREWAY 12E04

NIPPLE05

 2506-111F Sensor Enclosure 
No. 11-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 295601

2T4002

588103

WIREWAY 12E04

NIPPLE05

 2506-111G Sensor Enclosure 
No. 11-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 295701

2T4002

588103

WIREWAY 12E04

NIPPLE05

 2506-111H Sensor Enclosure 
No. 11-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 295701

2T4002

588103

WIREWAY 12E04

NIPPLE05
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 2506-111J Sensor Enclosure 
No. 11-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 295701

2T4002

588103

WIREWAY 12E04

NIPPLE05

 2506-111K Sensor Enclosure 
No. 11-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 295701

2T4002

588103

WIREWAY 12E04

NIPPLE05

 2506-111L Sensor Enclosure 
No. 11-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 295701

2T4002

588103

WIREWAY 12E04

NIPPLE05

 2506-111M Sensor Enclosure 
No. 11-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 295701

2T4002

588103

WIREWAY 12E04

NIPPLE05

Page 65 EE-327



CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

 2506-111N Sensor Enclosure 
No. 11-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 295701

2T4002

588103

WIREWAY 12E04

NIPPLE05

 2506-111P Sensor Enclosure 
No. 11-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 295701

2T4002

588103

WIREWAY 12E04

NIPPLE05

 2506-111Q Sensor Enclosure 
No. 11-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 295701

2T4002

588103

WIREWAY 12E04

NIPPLE05
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  2506-11A Sensor Enclosure 
No.1-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 291101

291302

291403

2T4004

589005

WIREWAY 12E06

NIPPLE07

 2506-121A Sensor Enclosure 
No. 12-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 290101

2T4302

HINGE AE03

2T4004

589005

WIREWAY 12E06

NIPPLE07

 2506-121B Sensor Enclosure 
No. 12-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 290101

2T4302

HINGE AE03

2T4004

589005

WIREWAY 12E06

NIPPLE07
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 2506-121C Sensor Enclosure 
No. 12-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 290101

2T4302

HINGE AE03

2T4004

589005

WIREWAY 12E06

NIPPLE07

 2506-131A Sensor Enclosure 
No. 13-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 290201

2T4302

HINGE AE03

2T4004

589005

WIREWAY 12E06

NIPPLE07

 2506-131B Sensor Enclosure 
No. 13-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 290201

2T4302

HINGE AE03

2T4004

589005

WIREWAY 12E06

NIPPLE07
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 2506-131C Sensor Enclosure 
No. 13-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 290201

2T4302

HINGE AE03

2T4004

589005

WIREWAY 12E06

NIPPLE07

 2506-141A Sensor Enclosure 
No. 14-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 291601

2T4002

589003

WIREWAY 12E04

NIPPLE05

 2506-151A Sensor Enclosure 
No. 15-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 292401

2T4002

589003

WIREWAY 12E04

NIPPLE05
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 2506-161A Sensor Enclosure 
No. 16-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 293401

2T4002

589003

WIREWAY 12E04

NIPPLE05

 2506-171A Sensor Enclosure 
No. 17-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 294101

2T4002

589003

WIREWAY 12E04

NIPPLE05

 2506-181A Sensor Enclosure 
No. 18-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 294201

2T4002

589003

WIREWAY 12E04

NIPPLE05

 2506-181B Sensor Enclosure 
No. 18-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 294201

2T4002

589003

WIREWAY 12E04

NIPPLE05
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 2506-191A Sensor Enclosure 
No. 19-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 294301

2T4002

589003

WIREWAY 12E04

NIPPLE05

    2506-2 Sensor Enclosure 
No. 12-1

Strong Motion 
Recorder #1

IC EE-410low level signal 290101

2T4302

HINGE AE03

2T4004

589005

WIREWAY 12E06

NIPPLE07

 2506-201A Sensor Enclosure 
No. 20-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 295801

2T4002

588103

WIREWAY 12E04

NIPPLE05
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 2506-201B Sensor Enclosure 
No. 20-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 295801

2T4002

588103

WIREWAY 12E04

NIPPLE05

 2506-211A Sensor Enclosure 
No. 21-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 296101

2T4002

588103

WIREWAY 12E04

NIPPLE05

 2506-211B Sensor Enclosure 
No. 21-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 296101

2T4002

588103

WIREWAY 12E04

NIPPLE05
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  2506-21A Sensor Enclosure 
No. 2-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 291201

291302

291403

2T4004

589005

WIREWAY 12E06

NIPPLE07

  2506-21B Sensor Enclosure 
No. 2-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 291201

291302

291403

2T4004

589005

WIREWAY 12E06

NIPPLE07

  2506-21C Sensor Enclosure 
No. 2-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 291201

291302

291403

2T4004

589005

WIREWAY 12E06

NIPPLE07
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 2506-221A Sensor Enclosure 
No. 22-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 296201

2T4002

588103

WIREWAY 12E04

NIPPLE05

 2506-221B Sensor Enclosure 
No. 22-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 296201

2T4002

588103

WIREWAY 12E04

NIPPLE05

 2506-221C Sensor Enclosure 
No. 22-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 296201

2T4002

588103

WIREWAY 12E04

NIPPLE05

 2506-231A Sensor Enclosure 
No. 23-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 296301

2T4002

588103

WIREWAY 12E04

NIPPLE05
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 2506-241A Sensor Enclosure 
No. 24-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 296501

2T4102

HINGE BE03

2T4004

588105

WIREWAY 12E06

NIPPLE07

 2506-241B Sensor Enclosure 
No. 24-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 296501

2T4102

HINGE BE03

2T4004

588105

WIREWAY 12E06

NIPPLE07

 2506-251A Sensor Enclosure 
No. 25-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 296401

2T4102

HINGE BE03

2T4004

588105

WIREWAY 12E06

NIPPLE07
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 2506-251B Sensor Enclosure 
No. 25-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 296401

2T4102

HINGE BE03

2T4004

588105

WIREWAY 12E06

NIPPLE07

 2506-251C Sensor Enclosure 
No. 25-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 296401

2T4102

HINGE BE03

2T4004

588105

WIREWAY 12E06

NIPPLE07

    2506-3 Strong Motion 
Recorder #1

TEL-12EISDN EE-410low level signal NIPPLE01

WIREWAY 12E02

507903
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  2506-31A Sensor Enclosure 
No. 3-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 291501

291402

2T4003

589004

WIREWAY 12E05

NIPPLE06

  2506-31B Sensor Enclosure 
No. 3-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 291501

291402

2T4003

589004

WIREWAY 12E05

NIPPLE06

    2506-4 Strong Motion 
Recorder #1

Strong Motion 
Recorder #2

SSC EE-410, EE-411low level signal NIPPLE01

WIREWAY 12E02

588103

2T4004

HINGE BE05

2T4106

HINGE CE07

2T4208

596009

WIREWAY 19E10

NIPPLE11
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  2506-41A Sensor Enclosure 
No. 4-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 292101

292202

2T4003

589004

WIREWAY 12E05

NIPPLE06

  2506-41B Sensor Enclosure 
No. 4-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 292101

292202

2T4003

589004

WIREWAY 12E05

NIPPLE06

  2506-41C Sensor Enclosure 
No. 4-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 292101

292202

2T4003

589004

WIREWAY 12E05

NIPPLE06
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  2506-51A Sensor Enclosure 
No. 5-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 292301

292202

2T4003

589004

WIREWAY 12E05

NIPPLE06

  2506-51B Sensor Enclosure 
No. 5-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 292301

292202

2T4003

589004

WIREWAY 12E05

NIPPLE06

  2506-61A Sensor Enclosure 
No. 6-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 293101

293202

2T4003

589004

WIREWAY 12E05

NIPPLE06
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  2506-61B Sensor Enclosure 
No. 6-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 293101

293202

2T4003

589004

WIREWAY 12E05

NIPPLE06

  2506-61C Sensor Enclosure 
No. 6-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 293101

293202

2T4003

589004

WIREWAY 12E05

NIPPLE06

  2506-71A Sensor Enclosure 
No. 7-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 293301

293202

2T4003

589004

WIREWAY 12E05

NIPPLE06
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  2506-71B Sensor Enclosure 
No. 7-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 293301

293202

2T4003

589004

WIREWAY 12E05

NIPPLE06

  2506-81A Sensor Enclosure 
No. 8-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 295101

295202

295403

2T4004

588105

WIREWAY 12E06

NIPPLE07

  2506-91A Sensor Enclosure 
No. 9-1

Strong Motion 
Recorder #1

SSC EE-431low level signal 295301

295202

295403

2T4004

588105

WIREWAY 12E06

NIPPLE07
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  2506-91B Sensor Enclosure 
No. 9-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 295301

295202

295403

2T4004

588105

WIREWAY 12E06

NIPPLE07

  2506-91C Sensor Enclosure 
No. 9-1

Strong Motion 
Recorder #1

SSC EE-410low level signal 295301

295202

295403

2T4004

588105

WIREWAY 12E06

NIPPLE07

    2507-1 Sensor Enclosure 
No. 29-2

Strong Motion 
Recorder #2

IC EE-411low level signal 299201

2T4302

HINGE DE03

2T4204

595105

WIREWAY 19E06

NIPPLE07
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    2507-2 Strong Motion 
Recorder #2

TEL-19EISDN EE-411low level signal NIPPLE01

WIREWAY 19E02

523103

 2507-262A Sensor Enclosure 
No. 26-2

Strong Motion 
Recorder #2

SSC EE-411Seismic Sensor 297101

2T4102

HINGE CE03

2T4204

596005

WIREWAY 19E06

NIPPLE07

 2507-262B Sensor Enclosure 
No. 26-2

Strong Motion 
Recorder #2

SSC EE-411Seismic Sensor 297101

2T4102

HINGE CE03

2T4204

596005

WIREWAY 19E06

NIPPLE07
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 2507-262C Sensor Enclosure 
No. 26-2

Strong Motion 
Recorder #2

SSC EE-411Seismic Sensor 297101

2T4102

HINGE CE03

2T4204

596005

WIREWAY 19E06

NIPPLE07

 2507-272A Sensor Enclosure 
No. 27-2

Strong Motion 
Recorder #2

SSC EE-411low level signal 298101

2T4202

596003

WIREWAY 19E04

NIPPLE05

 2507-272B Sensor Enclosure 
No. 27-2

Strong Motion 
Recorder #2

SSC EE-411low level signal 298101

2T4202

596003

WIREWAY 19E04

NIPPLE05
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 2507-272C Sensor Enclosure 
No. 27-2

Strong Motion 
Recorder #2

SSC EE-411low level signal 298101

2T4202

596003

WIREWAY 19E04

NIPPLE05

 2507-282A Sensor Enclosure 
No. 28-2

Strong Motion 
Recorder #2

SSC EE-411low level signal 299101

2T4302

HINGE DE03

2T4204

595105

WIREWAY 19E06

NIPPLE07

 2507-282B Sensor Enclosure 
No. 28-2

Strong Motion 
Recorder #2

SSC EE-411low level signal 299101

2T4302

HINGE DE03

2T4204

595105

WIREWAY 19E06

NIPPLE07
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 2507-292A Sensor Enclosure 
No. 29-2

Strong Motion 
Recorder #2

SSC EE-411low level signal 299201

2T4302

HINGE DE03

2T4204

595105

WIREWAY 19E06

NIPPLE07

 2507-292B Sensor Enclosure 
No. 29-2

Strong Motion 
Recorder #2

SSC EE-411low level signal 299201

2T4302

HINGE DE03

2T4204

595105

WIREWAY 19E06

NIPPLE07

 2507-292C Sensor Enclosure 
No. 29-2

Strong Motion 
Recorder #2

SSC EE-411low level signal 299201

2T4302

HINGE DE03

2T4204

595105

WIREWAY 19E06

NIPPLE07

Page 86 EE-327



CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

 2507-292D Sensor Enclosure 
No. 29-2

Strong Motion 
Recorder #2

SSC EE-411low level signal 299201

2T4302

HINGE DE03

2T4204

595105

WIREWAY 19E06

NIPPLE07
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    A-2351 LVCC-A PB-2C1-3/C+gnd  #2,    
600 V, EPR 
insulation

EE-147, EE-176480 V ltg 563101

2T22A02

2T2103

HINGE BE04

2T2005

575606

775607

2 T2008

575509

775510

2 T2011

575412

775413

2 T2014

575315

775316

2 T2017

575218

775219

2 T2020

575121

775122

2 T2023

575024
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   A-2351A PB-2C PB-2A  (Sta. 
63+53)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-176480 V ltg 542001

   A-2351B PB-2C PB-2A  (Sta. 
63+29)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-176480 V ltg 541901

   A-2351C PB-2C PB-2A  (Sta. 
63+05)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-176480 V ltg 541801

   A-2351D PB-2C PB-2A  (Sta. 
62+81)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-176480 V ltg 541701

   A-2351E PB-2C PB-2A  (Sta. 
62+57)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-176480 V ltg 541601
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   A-2351F PB-2C PB-2A  (Sta. 
62+33)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-176480 V ltg 543801

   A-2351G PB-2C PB-2A  (Sta. 
62+09)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-176480 V ltg 540001
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    A-2352 LVCC-A PB-2C1-3/C+gnd  #2,    
600 V, EPR 
insulation

EE-147, EE-176480 V ltg 563101

2T22A02

2T2103

HINGE BE04

2T2005

576306

776307

2 T2008

576209

776210

2 T2011

576112

776113

2 T2014

576015

776016

2 T2017

575918

775919

2 T2020

575821

775822

2 T2023

575724
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   A-2352A PB-2C PB-2A  (Sta. 
65+21)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-176480 V ltg 543601

   A-2352B PB-2C PB-2A  (Sta. 
64+97)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-176480 V ltg 542201

   A-2352C PB-2C PB-2A  (Sta. 
64+73)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-176480 V ltg 543501

   A-2352D PB-2C PB-2A (Sta. 
64+49)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-176480 V ltg 543401

   A-2352E PB-2C PB-2A  (Sta. 
64+25)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-176480 V ltg 543301
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   A-2352F PB-2C PB-2A  (Sta. 
64+01)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-176480 V ltg 543201

   A-2352G PB-2C PB-2A  (Sta. 
63+77)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-176480 V ltg 542101
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    A-2353 LVCC-A PB-2C1-3/C+gnd  #4,    
600 V, EPR 
insulation

EE-147, EE-176480 V ltg 563101

2T22A02

2T2103

HINGE BE04

2T2005

577006

777007

2 T2008

576909

776910

2 T2011

576812

776813

2 T2014

576715

776716

2 T2017

576618

776619

2 T2020

576521

776522

2 T2023

576424
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   A-2353A PB-2C PB-2A  (Sta. 
66+89)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-176480 V ltg 544301

   A-2353B PB-2C PB-2A  (Sta. 
66+65)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-176480 V ltg 544201

   A-2353C PB-2C PB-2A  (Sta. 
66+41)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-176480 V ltg 544101

   A-2353D PB-2C PB-2A  (Sta. 
66+17)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-176480 V ltg 544001

   A-2353E PB-2C PB-2A  (Sta. 
65+93)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-176480 V ltg 543901
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   A-2353F PB-2C PB-2A  (Sta. 
65+69)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-176480 V ltg 542601

   A-2353G PB-2C PB-2A  (Sta. 
65+45)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-176480 V ltg 543701
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    A-2354 LVCC-A PB-2C1-3/C+gnd  #6,    
600 V, EPR 
insulation

EE-148, EE-176480 V ltg 563701

2T22A.02

2T22A03

2T2104

HINGE BE05

2T2006

577707

777708

2 T2009

577610

777611

2 T2012

577513

777514

2 T2015

577416

777417

2 T2018

577319

777320

2 T2021

577222

777223

2 T2024

577125
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   A-2354A PB-2C PB-2A  (Sta. 
68+57)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-176480 V ltg 544901

   A-2354B PB-2C PB-2A  (Sta. 
68+33)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-176480 V ltg 544801

   A-2354C PB-2C PB-2A  (Sta. 
68+09)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-176480 V ltg 544701

   A-2354D PB-2C PB-2A (Sta. 
67+85)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-176480 V ltg 544601

   A-2354E PB-2C PB-2A  (Sta. 
67+61)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-176480 V ltg 544501
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   A-2354F PB-2C PB-2A  (Sta. 
67+37)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-176480 V ltg 544401

   A-2354G PB-2C PB-2A  (Sta. 
67+13)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-176480 V ltg 542301
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    A-2355 LVCC-A PB-2C1-3/C+gnd  #4,    
600 V, EPR 
insulation

EE-148, EE-177480 V ltg 563701

2T22A.02

2T22A03

2T2104

578305

778306

2 T2107

578208

778209

2 T2110

578111

778112

2 T2113

578014

778015

2 T2116

577917

777918

2 T2119

577820
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  A-2355-1 LVCC-A PB-2C1-3/C+gnd  #4,    
600 V, EPR 
insulation

EE-177480 V ltg 563701

2T22A.02

2T2203

778404

578405

2 T2206

778507

578508

2 T2209

778610

578611

2 T2212

778713

  A-23551A PB-2C PB-2A  (Sta. 
70+25)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-177480 V ltg 555601

  A-23551B PB-2C PB-2A  (Sta. 
70+49)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-177480 V ltg 553001
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  A-23551C PB-2C PB-2A  (Sta. 
70+73)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-177480 V ltg 555701

  A-23551D PB-2C PB-2A  (Sta. 
70+97)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-177480 V ltg 555801

   A-2355A PB-2C PB-2A  (Sta. 
68+81)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-177480 V ltg 555001

   A-2355B PB-2C PB-2A  (Sta. 
69+05)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-177480 V ltg 555101

   A-2355C PB-2C PB-2A  (Sta. 69+ 
29)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-177480 V ltg 555201
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   A-2355D PB-2C PB-2A  (Sta. 
69+53)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-177480 V ltg 555301

   A-2355E PB-2C PB-2A  (Sta. 
69+77)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-177480 V ltg 555401

   A-2355F PB-2C PB-2A  (Sta. 
70+01)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-177480 V ltg 555501
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    A-2356 LVCC-A PB-2C1-3/C+gnd  #4,    
600 V, EPR 
insulation

EE-148, EE-177480 V ltg 563701

2T22A.02

2 T2203

778804

578805

2 T2206

778907

578908

2 T2209

779010

579011

2 T2212

779113

579114

2 T2215

779216

579217

2 T2218

779319

579320

2 T2221

779422

579423

2 T2224

779525

579526

2 T2227

779628
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579629

2 T2230

779731

   A-2356A PB-2C PB-2A  (Sta. 
71+21)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-177480 V ltg 542401

   A-2356B PB-2C PB-2A  (Sta. 
71+45)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-177480 V ltg 555901

   A-2356C PB-2C PB-2A  (Sta. 
71+69)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-177480 V ltg 556001

   A-2356D PB-2C PB-2A  (Sta. 
71+93)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-177480 V ltg 556201
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   A-2356E PB-2C PB-2A  (Sta. 
72+17)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-177480 V ltg 556301

   A-2356F PB-2C PB-2A  (Sta. 
72+41)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-177480 V ltg 556401

   A-2356G PB-2C PB-2A  (Sta. 
72+65)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-177480 V ltg 556501

   A-2356H PB-2C PB-2A  (Sta. 
72+89)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-177480 V ltg 556601

   A-2356J PB-2C PB-2A  (Sta. 
73+13)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-177480 V ltg 556701
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   A-2356K PB-2C PB-2A  (Sta. 
73+37)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-177480 V ltg 556801
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    A-2357 LVCC-A PB-2C1-3/C+gnd  #4,    
600 V, EPR 
insulation

EE-148, EE-177480 V ltg 564401

2T22A.02

2 T2203

779804

579805

2 T2206

779907

579908

2 T2209

780010

580011

2 T2212

783613

573614

2 T2215

783716

573717

2 T2218

783819

573820

2 T2221

783922
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   A-2357A PB-2C PB-2A  (Sta. 
73+61)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-177480 V ltg 542501

   A-2357B PB-2C PB-2A  (Sta. 
73+85)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-177480 V ltg 556901

   A-2357C PB-2C PB-2A  (Sta. 
74+09)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-177480 V ltg 557001

   A-2357D PB-2C PB-2A  (Sta. 
74+33)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-177480 V ltg 557101

   A-2357E PB-2C PB-2A (Sta. 
74+57)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-177480 V ltg 557201
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   A-2357F PB-2C PB-2A  (Sta. 
74+81)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-177480 V ltg 557301

   A-2357G PB-2C PB-2A  (Sta. 
75+97)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-177480 V ltg 557401
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    A-2358 LVCC-A PB-2C1-3/C+gnd  #2,    
600 V, EPR 
insulation

EE-148, EE-177480 V ltg 564301

2T22A.02

2T2203

HINGE CE04

2T2305

784006

574007

2 T2308

784109

574110

2 T2311

780712

580713

2 T2314

780815

580816

2 T2317

784218

574219

2 T2320

785021

585022

2 T2323

784324
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   A-2358A PB-2C PB-2A  (Sta. 
75+21)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-177480 V ltg 553101

   A-2358B PB-2C PB-2A  (Sta. 
75+45)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-177480 V ltg 557501

   A-2358C PB-2C PB-2A  (Sta. 
75+69)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-177480 V ltg 557601

   A-2358D PB-2C PB-2A  (Sta. 
75+93)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-177480 V ltg 557701

   A-2358E PB-2C PB-2A  (Sta. 
76+17)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-177480 V ltg 557801
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   A-2358F PB-2C PB-2A  (Sta. 
76+41)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-177480 V ltg 557901

   A-2358G PB-2C PB-2A  (Sta. 
76+57)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-177480 V ltg 542701
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    A-2359 LVCC-A PB-2C1-3/C+gnd  #2,    
600 V, EPR 
insulation

EE-148, EE-178480 V ltg 564301

2T22A.02

2T2203

HINGE CE04

2T2305

784406

574407

2 T2308

784509

574510

2T23.11

781412

581413

2 T23.14

781515

581516

2 T23.17

784618

574619

2 T23.20

781721

   A-2359A PB-2C PB-2A  (Sta. 
76+81)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-178480 V ltg 558001
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   A-2359B PB-2C PB-2A  (Sta. 
77+05)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-178480 V ltg 558901

   A-2359C PB-2C PB-2A  (Sta. 
77+29)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-178480 V ltg 558101

   A-2359D PB-2C PB-2A  (Sta. 
77+53)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-178480 V ltg 558201

   A-2359E PB-2C PB-2A  (Sta. 
77+77)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-178480 V ltg 558301

   A-2359F PB-2C PB-2A  (Sta. 
78+01)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-178480 V ltg 558401
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    A-2360 LVCC-A PB-2C1-3/C+gnd  #2,    
600 V, EPR 
insulation

For future light 
pipe connections

EE-148, EE-178480 V ltg 565001

2T22A.02

2T2203

HINGE CE04

2T2305

781806

581807

2 T2308

784709

574710

2 T2311

782012

582013

2 T2314

782115

582116

2 T2317

782218

582219

2 T2320

782321

   A-2360A PB-2C PB-2A  (Sta. 
78+25)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-178480 V ltg 558501
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   A-2360B PB-2C PB-2A  (Sta. 
78+49)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-178480 V ltg 558601

   A-2360C PB-2C PB-2A  (Sta. 
78+73)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-178480 V ltg 558701

   A-2360D PB-2C PB-2A  (Sta. 
78+97)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-178480 V ltg 558801

   A-2360E PB-2C PB-2A  (Sta. 
79+21)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-178480 V ltg 542801

   A-2360F PB-2C PB-2A  (Sta. 
79+45)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-178480 V ltg 559001
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    A-2361 LVCC-A PB-2C1-3/C+gnd  #2,    
600 V, EPR 
insulation

EE-148, EE-178480 V ltg 565001

2T22A.02

2T2203

HINGE CE04

2T2305

782406

582407

2 T2308

784809

574810

2 T2311

784912

574913

2 T2314

799915

599916

2 T2317

799818

599819

2 T2320

782921

   A-2361A PB-2C PB-2A  (Sta. 
79+69)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-178480 V ltg 542901
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   A-2361B PB-2C PB-2A  (Sta. 
79+93)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-178480 V ltg 559101

   A-2361C PB-2C PB-2A  (Sta. 
80+17)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-178480 V ltg 559201

   A-2361D PB-2C PB-2A  (Sta. 
80+41)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-178480 V ltg 559301

   A-2361E PB-2C PB-2A  (Sta. 
80+65)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-178480 V ltg 559401

   A-2361F PB-2C PB-2A  (Sta. 
80+81)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-178480 V ltg 553201
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    A-2362 LVCC-A PB-2C1-3/C+gnd  #2,    
600 V, EPR 
insulation

EE-148, EE-178480 V ltg 565101

2T22A.02

2T2203

HINGE CE04

2T2305

2T23.06

2T23..07

2T23…08

HINGE DE09

2T2410

783011

583012

2 T2413

783114

583115

2 T2416

798417

598418

2 T2419

783320

583321

2 T2422

783423

583424

2 T2425

783526
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   A-2362A PB-2C PB-2A  (Sta. 
81+05)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-178480 V ltg 559501

   A-2362B PB-2C PB-2A  (Sta. 
81+29)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-178480 V ltg 543101

   A-2362C PB-2C PB-2A  (Sta. 
81+53)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-178480 V ltg 559601

   A-2362D PB-2C PB-2A  (Sta. 
81+77)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-178480 V ltg 559701

   A-2362E PB-2C PB-2A  (Sta. 
82+01)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-178480 V ltg 559801
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   A-2362F PB-2C PB-2A  (Sta. 
82+24)

3+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

For future light 
pipe connections

EE-178480 V ltg 559901

   DPA-1/3 DP-A 480 V Swgr (Bkr 
52S-3) 

Substation - EB

1-3/C  #10,  600 V, 
EPR insulation

Breakers 52S-1, -
2 and -3

EE-216, EE-192125 VDC Power 573101

2T22A.02

569603

   DPA-2/4 DP-A 12.47 kV Swgr (52-
14N) Substation - 

EB

1-3/C  #10,  600 V, 
EPR insulation

Breakers 52-
14N, -13N and -
14N

EE-216, EE-191125 VDC Power 573101

2T22A.02

568503

   DPA-5/7 DP-A 480 V Swgr (Bkr 
52S-3) 

Substation. - EB

1-3/C  #10,  600 V, 
EPR insulation

Feeder 
management 
relays

EE-216, EE-192125 VDC Power 573101

2T22A.02

569603

   DPA-6/8 DP-A 12.47 kV Swgr 
(Bkr 52-14N) 

Substation - EB

1-3/C  #10,  600 V, 
EPR insulation

Feeder 
management 
relays

EE-216, EE-191125 VDC Power 573101

2T22A.02

568503
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 LP251-2/4 LP-251 PB-LTG1-3/C+gnd  #6,    
600 V, EPR 
insulation

1. For Bike Path 
lighting.

2. Use single 
conductors in 
Routing 06 thru 
09 (shown on 
next item).

EE-179, EE-244120 V ltg 500501

WIREWAY 9E02

585703

2T2004

530605

LP251-2/4. LP-251 PB-LTG3+1gnd #6,#8,     
600 V, RHH/RHW  
insulation

EE-179, EE-244120 V ltg 280806

280707

270308

FIELD09

 LP251-6/8 LP-251 PB-LTG1-3/C+gnd  #6,    
600 V, EPR 
insulation

1. For Bike Path 
lighting.

2. Use single 
conductors in 
Routing 06 thru 
09 (shown on 
next item).

EE-179, EE-244120 V ltg 500501

WIREWAY 9E02

585703

2T2004

545705

LP251-6/8. LP-251 PB-LTG3+1gnd #6,#8,     
600 V, RHH/RHW  
insulation

EE-179, EE-244120 V ltg 280906

280807

271208

FIELD09
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 LP252-2/4 LP-252 PB-LTG1-3/C+gnd  #6,    
600 V, EPR 
insulation

1. For Bike Path 
lighting.

2. Use single 
conductors in 
Routing 06 thru 
09 (shown on 
next item).

EE-179, EE-244120 V ltg 502501

WIREWAY 10E02

586703

2T2004

530905

LP252-2/4. LP-252 PB-LTG3+1gnd #6,#8,     
600 V, RHH/RHW  
insulation

EE-179, EE-244120 V ltg 281406

284407

274508

FIELD09

 LP252-6/8 LP-252 PB-LTG1-3/C+gnd  #8,    
600 V, EPR 
insulation

1. For Bike Path 
lighting.

2. Use single 
conductors in 
Routing 06 thru 
09 (shown next 
item).

EE-179, EE-244120 V ltg 502501

WIREWAY 10E02

586703

2T2004

541005

LP252-6/8. LP-252 PB-LTG3+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-179, EE-244120 V ltg 281806

281707

281408

271509

FIELD10
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 LP253-2/4 LP-253 PB-LTG1-3/C+gnd  #8,    
600 V, EPR 
insulation

1. For Bike Path 
lighting.

2. Use single 
conductors in 
Routing 06 thru 
09 (shown on 
next item).

EE-179, EE-245120 V ltg 504501

WIREWAY 11E02

587703

2T2004

547405

LP253-2/4. LP-253 PB-LTG3+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-179, EE-245120 V ltg 531306

282707

271608

FIELD09

 LP253-6/8 LP-253 PB-LTG1-3/C+gnd  #8,    
600 V, EPR 
insulation

1. For Bike Path 
lighting.

2. Use single 
conductors in 
Routing 06 thru 
09 (shown on 
next item).

EE-179, EE-245120 V ltg 504501

WIREWAY 11E02

587703

2T2004

547405

LP253-6/8. LP-253 PB-LTG3+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-179, EE-245120 V ltg 531306

282707

271608

FIELD09
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 LP254-2/4 LP-254 PB-LTG1-3/C+gnd  #6,    
600 V, EPR 
insulation

1. For Bike Path 
lighting.

2. Use single 
conductors in 
Routing 06 thru 
09 (shown on 
next item).

EE-180, EE-246120 V ltg 507001

WIREWAY 12E02

588703

2T2004

531805

LP254-2/4. LP-254 PB-LTG3+1gnd #6,#8,     
600 V, RHH/RHW  
insulation

EE-180, EE-246120 V ltg 283606

287107

277308

FIELD09

 LP254-6/8 LP-254 PB-LTG1-3/C+gnd  #6,    
600 V, EPR 
insulation

1. For Bike Path 
lighting.

2. Use single 
conductors in 
Routing 06 thru 
09 (shown on 
next item).

EE-180, EE-246120 V ltg 507001

WIREWAY 12E02

588703

2T2004

531105

LP254-6/8. LP-254 PB-LTG3+1gnd #6,#8,     
600 V, RHH/RHW  
insulation

EE-180, EE-246120 V ltg 283706

283607

271908

FIELD09
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 LP255-2/4 LP-255 PB-LTG1-3/C+gnd  #8,    
600 V, EPR 
insulation

1. For Bike Path 
lighting.

2. Use single 
conductors in 
Routing 06 thru 
09 (shown on 
next item).

EE-180, EE-246120 V ltg 509001

WIREWAY 13E02

589703

2T2104

547505

LP255-2/4. LP-255 PB-LTG3+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-180, EE-246120 V ltg 533006

284707

272108

FIELD09

 LP255-6/8 LP-255 PB-LTG1-3/C+gnd  #8,    
600 V, EPR 
insulation

1. For Bike Path 
lighting.

2. Use single 
conductors in 
Routing 06 thru 
09 (shown on 
next item).

EE-180, EE-246120 V ltg 509001

WIREWAY 13E02

589703

2T2104

547505

LP255-6/8. LP-255 PB-LTG3+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-180, EE-246120 V ltg 533006

284707

272108

FIELD09
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 LP256-2/4 LP-256 PB-LTG1-3/C+gnd  #6,    
600 V, EPR 
insulation

1. For Bike Path 
lighting.

2. Use single 
conductors in 
Routing 06 thru 
10 (shown on 
next item).

EE-180, EE-247120 V ltg 512001

WIREWAY 14E02

590703

2T2204

533405

LP256-2/4. LP-256 PB-LTG3+1gnd #6,#8,     
600 V, RHH/RHW  
insulation

EE-180, EE-247120 V ltg 285806

285707

287408

277509

FIELD10

 LP256-6/8 LP-256 PB-LTG1-3/C+gnd  #6,    
600 V, EPR 
insulation

1. For Bike Path 
lighting.

2. Use single 
conductors in 
Routing 06 thru 
10 (shown on 
next item).

EE-180, EE-247120 V ltg 512001

WIREWAY 14E02

590703

2T2204

573205

LP256-6/8. LP-256 PB-LTG3+1gnd #6,#8,     
600 V, RHH/RHW  
insulation

EE-180, EE-247120 V ltg 285906

285807

285708

272309

FIELD10
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 LP257-2/4 LP-257 PB-LTG1-3/C+gnd  #8,    
600 V, EPR 
insulation

1. For Bike Path 
lighting.

2. Use single 
conductors in 
Routing 06 thru 
09 (shown on 
next item).

EE-181, EE-247120 V ltg 514001

WIREWAY 15E02

591703

2T2204

547605

LP257-2/4. LP-257 PB-LTG3+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-181, EE-247120 V ltg 534006

286707

272508

FIELD09

 LP257-6/8 LP-257 PB-LTG1-3/C+gnd  #8,    
600 V, EPR 
insulation

1. For Bike Path 
lighting.

2. Use single 
conductors in 
Routing 06 thru 
09 (shown on 
next item).

EE-181, EE-247120 V ltg 514001

WIREWAY 15E02

591703

2T2204

547605

LP257-6/8. LP-257 PB-LTG3+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-181, EE-247120 V ltg 534006

286707

272508

FIELD09
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 LP258-2/4 LP-258 PB-LTG1-3/C+gnd  #6,    
600 V, EPR 
insulation

1. For Bike Path 
lighting.

2. Use single 
conductors in 
Routing 06 thru 
09 (shown on 
next item).

EE-181, EE-248120 V ltg 516001

WIREWAY 16E02

592703

2T2204

535205

LP258-2/4. LP-258 PB-LTG3+1gnd #6,#8,     
600 V, RHH/RHW  
insulation

EE-181, EE-248120 V ltg 287906

288007

278308

FIELD09

 LP258-6/8 LP-258 PB-LTG1-3/C+gnd  #6,    
600 V, EPR 
insulation

1. For Bike Path 
lighting.

2. Use single 
conductors in 
Routing 06 thru 
09 (shown on 
next item).

EE-181, EE-248120 V ltg 516001

WIREWAY 16E02

592703

2T2204

573305

LP258-6/8. LP-258 PB-LTG3+1gnd #6,#8,     
600 V, RHH/RHW  
insulation

EE-181, EE-248120 V ltg 288106

287907

272608

FIELD09

Page 130 EE-327



CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

 LP259-2/4 LP-259 PB-LTG1-3/C+gnd  #8,    
600 V, EPR 
insulation

1. For Bike Path 
lighting.

2. Use single 
conductors in 
Routing 06 thru 
09 (shown on 
next item).

EE-181, EE-248120 V ltg 518501

WIREWAY 17E02

593703

2T2304

547705

LP259-2/4. LP-259 PB-LTG3+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-181, EE-248120 V ltg 535606

289007

273108

FIELD09

 LP259-6/8 LP-259 PB-LTG1-3/C+gnd  #8,    
600 V, EPR 
insulation

1. For Bike Path 
lighting.

2. Use single 
conductors in 
Routing 06 thru 
09 (shown on 
next item).

EE-181, EE-248120 V ltg 518501

WIREWAY 17E02

593703

2T2304

547705

LP259-6/8. LP-259 PB-LTG3+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-181, EE-248120 V ltg 535606

289007

273108

FIELD09
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 LP260-2/4 LP-260 PB-LTG1-3/C+gnd  #6,    
600 V, EPR 
insulation

1. For Bike Path 
lighting.

2. Use single 
conductors in 
Routing 06 thru 
10 (shown on 
next item).

EE-182, EE-249120 V ltg 520501

WIREWAY 18E02

594703

2T23.04

535905

LP260-2/4. LP-260 PB-LTG3+1gnd #6,#8,     
600 V, RHH/RHW  
insulation

EE-182, EE-249120 V ltg 289806

289707

288508

278609

FIELD10

 LP260-6/8 LP-260 PB-LTG1-3/C+gnd  #6,    
600 V, EPR 
insulation

1. For Bike Path 
lighting.

2. Use single 
conductors in 
Routing 06 thru 
10 (shown on 
next item).

EE-182, EE-249120 V ltg 520501

WIREWAY 18E02

594703

2T23.04

573405

LP260-6/8. LP-260 PB-LTG3+1gnd #6,#8,     
600 V, RHH/RHW  
insulation

EE-182, EE-249120 V ltg 289906

289807

289708

273209

FIELD10
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 LP261-2/4 LP-261 PB-LTG1-3/C+gnd  #8,    
600 V, EPR 
insulation

1. For Bike Path 
lighting.

2. Use single 
conductors in 
Routing 06 thru 
09 (shown on 
next item).

EE-182, EE-249120 V ltg 522501

WIREWAY 19E02

595703

2T23..04

547805

LP261-2/4. LP-261 PB-LTG3+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-182, EE-249120 V ltg 537006

780907

273308

FIELD09

 LP261-6/8 LP-261 PB-LTG1-3/C+gnd  #8,    
600 V, EPR 
insulation

1. For Bike Path 
lighting.

2. Use single 
conductors in 
Routing 06 thru 
09 (shown on 
next item).

EE-182, EE-249120 V ltg 522501

WIREWAY 19E02

595703

2T23..04

547805

LP261-6/8. LP-261 PB-LTG3+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-182, EE-249120 V ltg 537006

780907

273308

FIELD09
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 LP262-2/4 LP-262 PB-LTG1-3/C+gnd  #8,    
600 V, EPR 
insulation

1. For Bike Path 
lighting.

2. Use single 
conductors in 
Routing 06 thru 
10 (shown on 
next item).

EE-182, EE-250120 V ltg 524501

WIREWAY 20E02

596703

2T23…04

547905

LP262-2/4. LP-262 PB-LTG3+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-182, EE-250120 V ltg 537406

785707

280508

273909

FIELD10

 LP262-6/8 LP-262 PB-LTG1-3/C+gnd  #8,    
600 V, EPR 
insulation

1. For Bike Path 
lighting.

2. Use single 
conductors in 
Routing 06 thru 
10 (shown on 
next item).

EE-182, EE-250120 V ltg 524501

WIREWAY 20E02

596703

2T23…04

547905

LP262-6/8. LP-262 PB-LTG3+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-182, EE-250120 V ltg 537406

785707

280508

273909

FIELD10
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 LP263-2/4 LP-263 PB-LTG1-3/C+gnd  #6,    
600 V, EPR 
insulation

1. For Bike Path 
lighting.

2. Use single 
conductors in 
Routing 06 thru 
08 (shown on 
next item).

EE-183, EE-250120 V ltg 527001

WIREWAY 21E02

597703

2T2404

538405

LP263-2/4. LP-263 PB-LTG3+1gnd #6,#8,     
600 V, RHH/RHW  
insulation

EE-183, EE-250120 V ltg 280606

274207

FIELD08

 LP263-6/8 LP-263 PB-LTG1-3/C+gnd  #6,    
600 V, EPR 
insulation

1. For Bike Path 
lighting.

2. Use single 
conductors in 
Routing 06 and 
07 (shown on 
next item).

EE-183, EE-250120 V ltg 527001

WIREWAY 21E02

597703

2T2404

538505

LP263-6/8. LP-263 PB-LTG3+1gnd #6,#8,     
600 V, RHH/RHW  
insulation

EE-183, EE-250120 V ltg 274206

FIELD07
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   S-2301A LVCC-A PB-2C1-3/C+gnd  #2,    
600 V, EPR 
insulation

EE-174480 V ltg 560701

2T22A02

2T2103

HINGE BE04

2T2005

546206

   S-2301B PB-2C S-23013+1gnd #6,#8,     
600 V, RHH/RHW  
insulation

EE-174480 V ltg 546301

240802

240703

FIELD04

240605

FIELD06

240507

FIELD08

240409

FIELD10

240311

240212

FIELD13

240114

240015

FIELD16
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   S-2302A LVCC-A PB-2C1-3/C+gnd  #4,    
600 V, EPR 
insulation

EE-174480 V ltg 560701

2T22A02

2T2103

HINGE BW04

2T2005

546406

   S-2302B PB-2C S-23023+1gnd #6,#8,     
600 V, RHH/RHW  
insulation

EE-174480 V ltg 546501

FIELD02

241503

FIELD04

241405

FIELD06

241307

FIELD08

241209

241110

FIELD11

241012

FIELD13

240914

FIELD15
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   S-2303A LVCC-A PB-2C1-3/C+gnd  #6,    
600 V, EPR 
insulation

EE-174480 V ltg 560701

2T22A02

2T2103

533604

   S-2303B PB-2C S-23033+1gnd #6,#8,     
600 V, RHH/RHW  
insulation

EE-174480 V ltg 533201

FIELD02

242403

242304

FIELD05

242206

242107

FIELD08

242009

FIELD10

   S-2303C PB-2C S-23033+1gnd #6,#8,     
600 V, RHH/RHW  
insulation

EE-174480 V ltg 533201

242502

FIELD03

242604

FIELD05
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   S-2304A LVCC-A PB-2C1-3/C+gnd  #4,    
600 V, EPR 
insulation

EE-174480 V ltg 561301

2T22A02

2T22A.03

2 T2204

546605

   S-2304B PB-2C S-23043+1gnd #6,#8,     
600 V, RHH/RHW  
insulation

EE-174480 V ltg 546701

FIELD02

242803

242904

FIELD05

243006

FIELD07

243108

241709

FIELD10

243511

243612

FIELD13

243714

FIELD15
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   S-2305A LVCC-A PB-2C1-3/C+gnd  #2,    
600 V, EPR 
insulation

EE-175480 V ltg 561301

2T22A02

2T22A.03

2T2204

HINGE CE05

2T2306

546807

   S-2305B PB-2C S-23053+1gnd #2,#6,     
600 V, RHH/RHW  
insulation

EE-175480 V ltg 546901

241802

FIELD03

243904

FIELD05

244006

244107

FIELD08

244209

FIELD10

244311

FIELD12

244413

244514

FIELD15
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   S-2306A LVCC-A PB-2C1-3/C+gnd  #2,    
600 V, EPR 
insulation

EE-175480 V ltg 561301

2T22A02

2T22A.03

2T2204

HINGE CE05

2T2306

547007

   S-2306B PB-2C S-23063+1gnd #6,#8,     
600 V, RHH/RHW  
insulation

EE-175480 V ltg 547101

FIELD02

245003

245104

FIELD05

245206

FIELD07

245308

245409

FIELD10

245511

FIELD12

245613

FIELD14
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   S-2307A LVCC-A PB-2C1-3/C+gnd  #2,    
600 V, EPR 
insulation

EE-175480 V ltg 562001

2T22A02

2T22A.03

2T2204

HINGE CE05

2T2306

2T23.07

2T23..08

2T23…09

HINGE DE10

2T2411

547212

   S-2307B PB-2C S-23073+1gnd #2,#6,     
600 V, RHH/RHW  
insulation

EE-175480 V ltg 547301

FIELD02

246003

246104

FIELD05

246206

FIELD07

246308

FIELD09

246410

FIELD11

246512

FIELD13
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  UP003-11 UP-003 RTU-13E1-3/C  #12,  600 V, 
EPR insulation

EE-357, EE-215120 V Power 572601

2T22A02

2T3203

567504

  UP003-1A UP-003 12.47 kV Swgr (52-
14N) Substation - 

EB

1-3/C  #10,  600 V, 
EPR insulation

Space heaterEE-191, EE-215120 V Power 572601

2T22A02

2T22A.03

568504

  UP003-1B UP-003 480 V Swgr (52S-
3) Substation - EB

1-3/C  #10,  600 V, 
EPR insulation

Space heaterEE-192, EE-215120 V Power 572601

2T22A02

569603

  UP003-1C UP-003 750 kVA 
Transformer 

Substation - EB

1-3/C  #10,  600 V, 
EPR insulation

Space heaterEE-192, EE-215120 V Power 572601

2T22A03

2T22A.04

569905

 UP003-2/4 UP-003 750 kVA 
Transformer 

Substation - EB

1-3/C  #10,  600 V, 
EPR insulation

Transformer 
cooling fan

EE-215, EE-192208 V Power 572601

2T22A02

2T22A.03

569904
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   UP003-3 UP-003 Battery Charger1-2/C+gnd  #6,    
600 V, EPR 
insulation

EE-215, EE-216120 V Power 572501

2T22A02

2T22A.03

572004

   UP003-9 UP-003 RTU-13E1-3/C  #12,  600 V, 
EPR insulation

EE-357, EE-215120 V Power 572601

2T22A02

2T3203

567504

  UP231-10 UP-231 TOS-09EA2+1gnd #12,#12,  
600 V, RHH/RHW  
insulation

EE-217120 V Power 500201

WIREWAY 9E02

NIPPLE03

  UP231-1A UP-231 PB-LTG2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

For north barrier 
receptacles.

EE-217120 V Power 500201

WIREWAY 9E02

500903
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  UP231-1B PB-LTG Receptacles 
(North barrier-west)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-217120 V Power 230301

230202

FIELD03

230104

230005

FIELD06

  UP231-1C PB-LTG Receptacles 
(North barrier-east)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-217120 V Power FIELD01

230402

FIELD03

   UP231-2 UP-231 Pier E3E 
Receptacle

1-2/C+gnd  #10,  
600 V, EPR 
insulation

 EE-99, EE-217120 V Power 500201

WIREWAY 9E02

585403

2T2004

530705

FIELD06

  UP231-3A UP-231 PB-LTG1-2/C+gnd  #8,    
600 V, EPR 
insulation

For south barrier 
receptacles.

EE-217120 V Power 500201

WIREWAY 9E02

585403

2T2004

530305
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  UP231-3C PB-LTG Receptacles 
(South barrier-east)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-217120 V Power 270001

FIELD02

270203

FIELD04

270405

270706

FIELD07

270808

270909

FIELD10

   UP231-5 UP-231 Receptacles 
(Service Platform 

9E)

2+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

EE-217120 V Power 500201

WIREWAY 9E02

FIELD03

   UP231-6 UP-231 Pier E3E Ltg1-2/C+gnd  #10,  
600 V, EPR 
insulation

EE-99, EE-217, 
EE-185

120 V Power 500201

WIREWAY 9E02

585403

2T2004

530705

FIELD06
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   UP231-7 UP-231 Receptacles 
(Girder)

1-2/C+gnd  #8,    
600 V, EPR 
insulation

EE-100, EE-217120 V Power 500201

WIREWAY 9E02

585403

2T2004

530705

FIELD06

   UP231-8 UP-231 PB-2A1-2/C+gnd  #8,    
600 V, EPR 
insulation

For girder lighting. EE-100, EE-184, 
EE-217

120 V Power 500201

WIREWAY 9E02

585403

2T2004

530705

FIELD06

   UP231-9 UP-231 NAP-9E1-3/C  #10,  600 V, 
EPR insulation

EE-217, EE-377120 V Power 500201

WIREWAY 9E02

501303

  UP232-10 UP-232 TOS-10EA2+1gnd #12,#12,  
600 V, RHH/RHW  
insulation

EE-217120 V Power 502201

WIREWAY 10E02

NIPPLE03
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  UP232-1A UP-232 PB-LTG2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

For north barrier 
receptacles.

EE-217120 V Power 502201

WIREWAY 10E02

502903

  UP232-1B PB-LTG Receptacles 
(North barrier-west)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-217120 V Power 230601

FIELD02

  UP232-1C PB-LTG Receptacles 
(North barrier-east)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-217120 V Power FIELD01

230702

230803

FIELD04

   UP232-2 UP-232 Pier E4E 
Receptacle

1-2/C+gnd  #10,  
600 V, EPR 
insulation

 EE-99, EE-217120 V Power 502201

WIREWAY 10E02

586403

2T2004

531005

FIELD06
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  UP232-3A UP-232 PB-LTG1-2/C+gnd  #8,    
600 V, EPR 
insulation

For south barrier 
receptacles.

EE-217120 V Power 502201

WIREWAY 10E02

586403

2T2004

541505

  UP232-3B PB-LTG Receptacles 
(South barrier)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-217120 V Power FIELD01

272002

271803

271704

271405

FIELD06

274407

271308

FIELD09

   UP232-5 UP-232 Receptacles 
(Service Platform 

10E)

2+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

EE-217120 V Power 502201

WIREWAY 10E02

FIELD03
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   UP232-6 UP-232 Pier E4E Ltg1-2/C+gnd  #10,  
600 V, EPR 
insulation

EE-99, EE-217, 
EE-185

120 V Power 502201

WIREWAY 10E02

586403

2T2004

531005

FIELD06

   UP232-7 UP-232 Receptacles 
(Girder)

1-2/C+gnd  #8,    
600 V, EPR 
insulation

EE-100, EE-217120 V Power 502201

WIREWAY 10E02

586403

2T2004

531005

FIELD06

   UP232-8 UP-232 PB-2A1-2/C+gnd  #10,  
600 V, EPR 
insulation

For girder lighting. EE-100, EE-184, 
EE-217

120 V Power 502201

WIREWAY 10E02

586403

2T2004

531005

FIELD06

   UP232-9 UP-232 NAP-10E1-3/C  #10,  600 V, 
EPR insulation

EE-217, EE-377120 V Power 502201

WIREWAY 10E02

503303
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  UP233-10 UP-233 TOS-11EA2+1gnd #12,#12,  
600 V, RHH/RHW  
insulation

EE-218120 V Power 504201

WIREWAY 11E02

NIPPLE03

  UP233-11 UP-233 RTU-12E1-3/C  #12,  600 V, 
EPR insulation

EE-218, EE-356120 V Power 504201

WIREWAY 11E02

FIELD03

  UP233-12 UP-233 Pier E5E Ltg1-2/C+gnd  #10,  
600 V, EPR 
insulation

EE-99, EE-218, 
EE-185

120 V Power 504201

WIREWAY 11E02

587403

2T2004

531405

FIELD06

  UP233-14 UP-233 Pier E5E 
Receptacle

1-2/C+gnd  #10,  
600 V, EPR 
insulation

EE-99, EE-218120 V Power 504201

WIREWAY 11E02

587403

2T2004

531405

FIELD06
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  UP233-1A UP-233 PB-LTG2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

For north barrier 
receptacles.

EE-218120 V Power 504201

WIREWAY 11E02

504903

  UP233-1B PB-LTG Receptacles 
(North barrier-west)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-218120 V Power 231001

FIELD02

  UP233-1C PB-LTG Receptacles 
(North barrier-east)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-218120 V Power FIELD01

231102

231203

FIELD04

UP233-2/4/6 UP-233 RTU-12E1-4/C+gnd  #8,    
600 V, EPR 
insulation

EE-218, EE-338, 
EE-356

120 V Power 504201

WIREWAY 11E02

FIELD03
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  UP233-2A RTU-12E PB-LTG3+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

1. For CB-245A 
and CB-246A use 
Routing 03 thru 
12.

2. For CB-247A 
and CB-248A use 
Routing 14 thru 
20.

EE-338,EE-356120 V Power NIPPLE01

WIREWAY 11E02

504903

241004

240905

240806

FIELD07

240708

240609

240510

240411

240312

FIELD13

241114

FIELD15

241216

241317

241418

241519

241620

FIELD21
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Feb. 12, 2001

  UP233-3A UP-233 PB-LTG1-2/C+gnd  #8,    
600 V, EPR 
insulation

For south barrier 
receptacles.

EE-218120 V Power 504201

WIREWAY 11E02

587403

2T2004

531505

  UP233-3B PB-LTG Receptacles 
(South barrier-

west)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-218120 V Power 272801

272702

FIELD03

272404

FIELD05

  UP233-3C PB-LTG Receptacles 
(South barrier-east)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-218120 V Power 272901

FIELD02

  UP233-4A RTU-12E PB-LTG1-3/C+gnd  #8,    
600 V, EPR 
insulation

Use single 
conductors in 
Routing 06 thru 
30 (shown on 
next item).

EE-338, EE-356120 V Power NIPPLE01

WIREWAY 11E02

587503

2T2004

540705
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Feb. 12, 2001

 UP233-4A. RTU-12E PB-LTG3+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

1. For CB-245B 
and CB-246B use 
Routing 06 thru 
15.

2. For CB-247B 
and CB-248B use 
Routing 16 thru 
32.

3. Use single 
conductors #12 in 
Routings 06, 15, 
22, 32.

EE-338, EE-356120 V Power FIELD06

271707

271408

274409

271310

271011

270912

270813

270714

FIELD15

271816

272017

272218

272419

272720

272821

FIELD22

272923

273024

273425

273526

277127

273628

273729

276130

273831

FIELD32
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Feb. 12, 2001

   UP233-5 UP-233 Receptacles 
(Service Platform 

11E)

2+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

EE-218120 V Power 504201

WIREWAY 11E02

FIELD03

  UP233-6A RTU-12E PB-LTG1-3/C+gnd  #8,    
600 V, EPR 
insulation

Use single 
conductors in 
Routing 06 thru 
34 and 40 thru 42 
(shown on next 
item).

EE-338, EE-356120 V Power FIELD01

WIREWAY 11E02

 587403

2T2004

539305

545835

2T2036

HINGE BE37

2T2138

546039
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Feb. 12, 2001

 UP233-6A. RTU-12E PB-LTG3+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

1. Use the 
following routing:
06 thru 12 for CB-
245D; 13 thru 19 
for CB-245C; 20 
thru 22 for CB-
246C; 23 thru 31 
for CB-247C; 32 
thru 42 for CB-
248C.
2. Use single 
conductors #12 in 
Routings 12, 19, 
22, 31, 42.

EE-338, EE-356120 V Power 272206

272007

271808

271709

271410

271511

FIELD12

274413

271314

271015

270916

270817

271218

FIELD19

272420

271621

FIELD22

272723

272824

272925

273026

273427

273528

277129

271930

FIELD31

273632

273733
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Feb. 12, 2001

276134

274640

272141

FIELD42

   UP233-7 UP-233 Receptacles 
(Girder)

1-2/C+gnd  #8,    
600 V, EPR 
insulation

EE-100, EE-218120 V Power 504201

WIREWAY 11E02

587403

2T2004

531405

FIELD06

   UP233-8 UP-233 PB-2A1-2/C+gnd  #10,  
600 V, EPR 
insulation

For girder lighting. EE-100, EE-184, 
EE-218

120 V Power 504201

WIREWAY 11E02

587403

2T2004

531405

FIELD06

   UP233-9 UP-233 RTU-12E1-3/C  #12,  600 V, 
EPR insulation

EE-218, EE-356120 V Power 504201

WIREWAY 11E02

FIELD03
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Feb. 12, 2001

  UP234-10 UP-234 TOS-12EA2+1gnd #12,#12,  
600 V, RHH/RHW  
insulation

EE-226120 V Power 506701

WIREWAY 12E02

NIPPLE03

  UP234-11 UP-234 Strong Motion 
Recorder #1 (Box 

B)

1-3/C  #12,  600 V, 
EPR insulation

EE-226, EE-410120 V Power 506701

WIREWAY 12E102

507603

507704

  UP234-1A UP-234 PB-LTG2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

For north barrier 
receptacles.

EE-226120 V Power 506701

WIREWAY 12E02

507403

  UP234-1B PB-LTG Receptacles 
(North barrier-west)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-226120 V Power 231401

FIELD02

  UP234-1C PB-LTG Receptacles 
(North barrier-east)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-226120 V Power FIELD01

231502

FIELD03
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Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

   UP234-2 UP-234 Pier E6E 
Receptacle

1-2/C+gnd  #10,  
600 V, EPR 
insulation

 EE-99, EE-226120 V Power 506701

WIREWAY 12E02

588403

2T2004

531905

FIELD06

  UP234-3A UP-234 PB-LTG1-2/C+gnd  #8,    
600 V, EPR 
insulation

For south barrier 
receptacles.

EE-226120 V Power 506701

WIREWAY 12E02

588403

2T2004

532405

  UP234-3B PB-LTG Receptacles 
(South barrier-

west)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-226120 V Power 273801

FIELD02

276103

273704

273605

FIELD06

277107

273508

273409

FIELD10
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Feb. 12, 2001

   UP234-5 UP-234 Receptacles 
(Service Platform 

12E)

2+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

EE-226120 V Power 506701

WIREWAY 12E02

FIELD03

   UP234-6 UP-234 Pier E6E Ltg1-2/C+gnd  #10,  
600 V, EPR 
insulation

EE-99, EE-226, 
EE-185

120 V Power 506701

WIREWAY 12E02

588403

2T2004

531905

FIELD06

   UP234-7 UP-234 Receptacles 
(Girder)

1-2/C+gnd  #8,    
600 V, EPR 
insulation

EE-100, EE-226120 V Power 506701

WIREWAY 12E02

588403

2T2004

531905

FIELD06

   UP234-8 UP-234 PB-2A1-2/C+gnd  #10,  
600 V, EPR 
insulation

For girder lighting. EE-100, EE-184, 
EE-226

120 V Power 506701

WIREWAY 12E02

588403

2T2004

531905

FIELD06
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Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

   UP234-9 UP-234 Strong Motion 
Recorder #1 (Box 

A)

1-3/C  #12,  600 V, 
EPR insulation

EE-226, EE-410120 V Power 506701

WIREWAY 12E102

507603

507804

  UP235-1A UP-235 PB-LTG2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

For north barrier 
receptacles.

EE-219120 V Power 508701

WIREWAY 13E02

509403

  UP235-1B PB-LTG Receptacles 
(North barrier-west)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-219120 V Power 232001

FIELD02

  UP235-1C PB-LTG Receptacles 
(North barrier-east)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-219120 V Power FIELD01

232102

232203

FIELD04
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Feb. 12, 2001

   UP235-2 UP-235 Pier E7E 
Receptacle

1-2/C+gnd  #10,  
600 V, EPR 
insulation

 EE-99, EE-219120 V Power 508701

WIREWAY 13E02

589403

2T2104

533105

FIELD06

  UP235-3A UP-235 PB-LTG1-2/C+gnd  #8,    
600 V, EPR 
insulation

For south barrier 
receptacles.

EE-219120 V Power 508701

WIREWAY 13E02

589403

2T2104

532805

  UP235-3B PB-LTG Receptacles 
(South barrier-

west)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-219120 V Power FIELD01

274002

FIELD03

  UP235-3C PB-LTG Receptacles 
(South barrier-east)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-219120 V Power FIELD01

279202

274603

FIELD04

274705

274806

FIELD07
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Feb. 12, 2001

   UP235-5 UP-235 Receptacles 
(Service Platform 

13E)

2+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

EE-219120 V Power 508701

WIREWAY 13E02

FIELD03

   UP235-6 UP-235 Pier E7E Ltg1-2/C+gnd  #10,  
600 V, EPR 
insulation

EE-99, EE-219, 
EE-185

120 V Power 508701

WIREWAY 13E02

589403

2T2104

533105

FIELD06

   UP235-7 UP-235 Receptacles 
(Girder)

1-2/C+gnd  #8,    
600 V, EPR 
insulation

EE-219120 V Power 508701

WIREWAY 13E02

589403

2T2104

533105

FIELD06

   UP235-8 UP-235 PB-2A1-2/C+gnd  #10,  
600 V, EPR 
insulation

For girder lighting.EE-184, EE-219120 V Power 508701

WIREWAY 13E02

589403

2T2104

533105

FIELD06
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Feb. 12, 2001

  UP236-1A UP-236 PB-LTG2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

For north barrier 
receptacles.

EE-220120 V Power 511701

WIREWAY 14E02

512403

  UP236-1B UP-236 Receptacles 
(North barrier-west)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-220120 V Power 232501

FIELD02

  UP236-1C UP-236 Receptacles 
(North barrier-east)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-220120 V Power FIELD01

232602

FIELD03

   UP236-2 UP-236 Pier E8E 
Receptacle

1-2/C+gnd  #10,  
600 V, EPR 
insulation

 EE-99, EE-220120 V Power 511701

WIREWAY 14E02

590403

2T2204

533505

FIELD06
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Feb. 12, 2001

  UP236-3A UP-236 PB-LTG1-2/C+gnd  #8,    
600 V, EPR 
insulation

For south barrier 
receptacles.

EE-220120 V Power 511701

WIREWAY 14E02

590403

2T2204

541305

  UP236-3B PB-LTG Receptacles 
(South barrier-

west)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-220120 V Power FIELD01

  UP236-3C PB-LTG Receptacles 
(South barrier-east)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-220120 V Power 275501

277402

275703

FIELD04

275805

275906

276407

FIELD08

   UP236-5 UP-236 Receptacles 
(Service Platform 

14E)

2+1gnd #12,#12,  
600 V, RHH/RHW  
insulation

EE-220120 V Power 511701

WIREWAY 14E02

FIELD03
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Feb. 12, 2001

   UP236-6 UP-236 Pier E8E Ltg1-2/C+gnd  #10,  
600 V, EPR 
insulation

EE-99, EE-220, 
EE-185

120 V Power 511701

WIREWAY 14E02

590403

2T2204

533505

FIELD06

   UP236-7 UP-236 Receptacles 
(Girder)

1-2/C+gnd  #8,    
600 V, EPR 
insulation

EE-100, EE-220120 V Power 511701

WIREWAY 14E02

590403

2T2204

533505

FIELD06

   UP236-8 UP-236 PB-2A1-2/C+gnd  #10,  
600 V, EPR 
insulation

For girder lighting.EE-100, EE-184, 
EE-220

120 V Power 511701

WIREWAY 14E02

590403

2T2204

533505

FIELD06

  UP237-10 UP-237 TOS-15EA2+1gnd #12,#12,  
600 V, RHH/RHW  
insulation

EE-220120 V Power 513701

WIREWAY 15E02

NIPPLE03
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Feb. 12, 2001

  UP237-1A UP-237 PB-LTG2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

For north barrier 
receptacles.

EE-220120 V Power 513701

WIREWAY 15E02

514403

  UP237-1B PB-LTG Receptacles 
(North barrier-west)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-220120 V Power 232901

232802

FIELD03

  UP237-1C UP-237 Receptacles 
(North barrier-east)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-220120 V Power FIELD01

233002

FIELD03

   UP237-2 UP-237 Pier E9E 
Receptacle

1-2/C+gnd  #10,  
600 V, EPR 
insulation

 EE-99, EE-220120 V Power 513701

WIREWAY 15E02

591403

2T2204

534105

FIELD06
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Feb. 12, 2001

  UP237-3A UP-237 PB-LTG1-2/C+gnd  #8,    
600 V, EPR 
insulation

For south barrier 
receptacles.

EE-220120 V Power 513701

WIREWAY 15E02

591403

2T2204

540905

  UP237-3B PB-LTG Receptacles 
(South barrier-

west)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-220120 V Power 276301

FIELD02

  UP237-3C PB-LTG Receptacles 
(South barrier-east)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-220120 V Power 276601

FIELD02

276703

276804

FIELD05

   UP237-5 UP-237 Receptacles 
(Service Platform 

15E)

2+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

EE-220120 V Power 513701

WIREWAY 15E02

FIELD03
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Feb. 12, 2001

   UP237-6 UP-237 Pier E9E Ltg1-2/C+gnd  #10,  
600 V, EPR 
insulation

EE-99, EE-220, 
EE-185

120 V Power 513701

WIREWAY 15E02

591403

2T2204

534105

FIELD06

   UP237-7 UP-237 Receptacles 
(Girder)

1-2/C+gnd  #8,    
600 V, EPR 
insulation

EE-100, EE-220120 V Power 513701

WIREWAY 15E02

591403

2T2204

534105

FIELD06

   UP237-8 UP-237 PB-2A1-2/C+gnd  #8,    
600 V, EPR 
insulation

For girder lighting.EE-100, EE-184, 
EE-220

120 V Power 513701

WIREWAY 15E02

591403

2T2204

534105

FIELD06

  UP238-10 UP-238 TOS-16EA2+1gnd #12,#12,  
600 V, RHH/RHW  
insulation

EE-221120 V Power 515701

WIREWAY 16E02

NIPPLE03
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Feb. 12, 2001

  UP238-11 UP-238 RTU-14E1-3/C  #12,  600 V, 
EPR insulation

EE-221, EE-359120 V Power 515701

WIREWAY 16E02

FIELD03

  UP238-12 UP-238 Pier E10E Ltg1-2/C+gnd  #10,  
600 V, EPR 
insulation

EE-99, EE-221, 
EE-185

120 V Power 515701

WIREWAY 16E02

592403

2T2204

535305

FIELD06

  UP238-14 UP-238 Pier E10E 
Receptacle

1-2/C+gnd  #10,  
600 V, EPR 
insulation

EE-99, EE-221120 V Power 515701

WIREWAY 16E02

592403

2T2204

535305

FIELD06

  UP238-1A UP-238 PB-LTG2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

For north barrier 
receptacles.

EE-221120 V Power 515701

WIREWAY 16E02

516403
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Feb. 12, 2001

  UP238-1B PB-LTG Receptacles 
(North barrier-west)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-221120 V Power 233601

233502

FIELD03

  UP238-1C PB-LTG Receptacles 
(North barrier-east)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-221120 V Power FIELD01

233702

FIELD03

UP238-2/4/6 UP-238 RTU-14E1-4/C+gnd  #8,    
600 V, EPR 
insulation

EE-221, EE-339, 
EE-359

120 V Power 515701

WIREWAY 16E02

FIELD03
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Feb. 12, 2001

  UP238-2A RTU-14E PB-LTG3+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

1. For CB-249A, 
CB-250A and CB-
251A use Routing 
04 thru 17.

2. For CB-252A 
use Routing 18 
thru 28.
 
3. Use multi-
conductor cable in 
Routing 20 thru 
24 (shown on 
next item).

EE-339, EE-359120 V Power NIPPLE01

WIREWAY 16E02

516403

243604

FIELD05

243506

241707

243108

243009

242910

FIELD11

242812

242713

242614

242515

242416

FIELD17

243718

243819

244825

243926

244027

FIELD28
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Feb. 12, 2001

 UP238-2A. RTU-14E PB-LTG1-3/C+gnd  #8,    
600 V, EPR 
insulation

EE-339120 V Power 545120

2T2221

HINGE CE22

2T2323

535424

  UP238-3A UP-238 PB-LTG1-2/C+gnd  #8,    
600 V, EPR 
insulation

For south barrier 
receptacles.

EE-221120 V Power 515701

WIREWAY 16E02

592403

2T2204

534905

  UP238-3B PB-LTG Receptacles 
(South barrier-

west)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-221120 V Power FIELD01
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Feb. 12, 2001

  UP238-3C PB-LTG Receptacles 
(South barrier-east)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-221120 V Power 277601

277702

277803

278004

FIELD05

277906

278107

276508

FIELD09

  UP238-4A RTU-14E PB-LTG1-3/C+gnd  #8,    
600 V, EPR 
insulation

Use single 
conductors in 
Routing 06 thru 
29 and 35 to 37 
(shown on next 
item).

EE-339, EE-359120 V Power NIPPLE01

WIREWAY 16E02

592503

2T2204

535005

548430

2T2231

HINGE CE32

2T2333

548534
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Feb. 12, 2001

 UP238-4A. RTU-14E PB-LTG3+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

1. For CB-249B, 
CB-250B and CB-
251B use Routing 
06 thru 23.

2. For CB-252B 
use Routing 24 
thru 37.

3. Use single 
conductors #12 in 
Routings 07, 14, 
23, 37.

EE-339120 V Power 277706

FIELD07

277608

277209

277010

276811

276712

276613

FIELD14

276315

276216

276417

275918

275819

275720

277421

277522

FIELD23

277824

278025

277926

278127

276528

278229

279535

278736

FIELD37
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Feb. 12, 2001

   UP238-5 UP-238 Receptacles 
(Service Platform 

16E)

2+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

EE-221120 V Power 515701

WIREWAY 16E02

FIELD03

  UP238-6A RTU-14E PB-LTG1-3/C+gnd  #8,    
600 V, EPR 
insulation

Use single 
conductors in 
Routing 06 thru 
31 and 37 to 39 
(shown on next 
item).

EE-339, EE-359120 V Power FIELD01

WIREWAY 16E02

592403

2T2204

541405

279231

545432

2T2233

HINGE CE34

2T2335

545636
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Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

 UP238-6A. RTU-14E PB-LTG3+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

1. Use the 
following routing:

06 thru 13 for CB-
250C;
14 thru 22 for CB-
249C;
23 thru 26 for CB-
251C;
27 thru 39 for CB-
252C.

2. Use single 
conductors #12 in 
Routings 13, 22, 
26, 39.

EE-339120 V Power 277706

277607

277208

277009

276810

276711

272512

FIELD13

276614

276315

276216

276417

275918

275819

275720

272321

FIELD22

277823

278024

272625

FIELD26

277927

278128

276529

278230

278737

273138

FIELD39
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CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

   UP238-7 UP-238 Receptacles 
(Girder)

1-2/C+gnd  #8,    
600 V, EPR 
insulation

EE-100, EE-221120 V Power 515701

WIREWAY 16E02

592403

2T2204

535305

FIELD06

   UP238-8 UP-238 PB-2A1-2/C+gnd  #10,  
600 V, EPR 
insulation

For girder lighting.EE-100, EE-184, 
EE-221

120 V Power 515701

WIREWAY 16E02

592403

2T2204

535305

FIELD06

   UP238-9 UP-238 RTU-14E1-3/C  #12,  600 V, 
EPR insulation

EE-221, EE-359120 V Power 515701

WIREWAY 16E02

FIELD03

  UP239-10 UP-239 TOS-17EA2+1gnd #12,#12,  
600 V, RHH/RHW  
insulation

EE-222120 V Power 518201

WIREWAY 17E02

NIPPLE03
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CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

  UP239-1A UP-239 PB-LTG2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

For north barrier 
receptacles.

EE-222120 V Power 518201

WIREWAY 17E02

518903

  UP239-1B PB-LTG Receptacles 
(North barrier-west)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-222120 V Power 233901

234802

231803

FIELD04

  UP239-1C UP-239 Receptacles 
(North barrier-east)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-222120 V Power FIELD01

234002

234103

FIELD04

   UP239-2 UP-239 Pier E11E 
Receptacle

1-2/C+gnd  #10,  
600 V, EPR 
insulation

 EE-99, EE-222120 V Power 518201

WIREWAY 17E02

593403

2T2304

535705

FIELD06

Page 180 EE-327



CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

  UP239-3A UP-239 PB-LTG1-2/C+gnd  #8,    
600 V, EPR 
insulation

For south barrier 
receptacles.

EE-222120 V Power 518201

WIREWAY 17E02

593403

2T2304

532005

  UP239-3B PB-LTG Receptacles 
(South barrier)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-222120 V Power FIELD01

279102

279003

FIELD04

278705

279506

278407

FIELD08

   UP239-5 UP-239 Receptacles 
(Service Platform 

17E)

2+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

EE-222120 V Power 518201

WIREWAY 17E02

FIELD03
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CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

   UP239-6 UP-239 Pier E11E Ltg1-2/C+gnd  #8,    
600 V, EPR 
insulation

EE-99, EE-222, 
EE-185

120 V Power 518201

WIREWAY 17E02

593403

2T2304

535705

FIELD06

   UP239-7 UP-239 Receptacles 
(Girder)

1-2/C+gnd  #10,  
600 V, EPR 
insulation

EE-100, EE-222120 V Power 518201

WIREWAY 17E02

593403

2T2304

535705

FIELD06

   UP239-8 UP-239 PB-2A1-2/C+gnd  #10,  
600 V, EPR 
insulation

For girder lighting.EE-100, EE-184, 
EE-222

120 V Power 518201

WIREWAY 17E02

593403

2T2304

535705

FIELD06

  UP240-10 UP-240 TOS-18EA2+1gnd #12,#12,  
600 V, RHH/RHW  
insulation

EE-222120 V Power 520201

WIREWAY 18E02

NIPPLE03
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CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

  UP240-1A UP-240 PB-LTG2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

For north barrier 
receptacles.

EE-222120 V Power 520201

WIREWAY 18E02

520903

  UP240-1B PB-LTG Receptacles 
(North barrier-west)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-222120 V Power 234301

FIELD02

  UP240-1C PB-LTG Receptacles 
(North barrier-east)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-222120 V Power FIELD01

234402

234503

FIELD04

   UP240-2 UP-240 Pier E12E 
Receptacle

1-2/C+gnd  #10,  
600 V, EPR 
insulation

 EE-99, EE-222120 V Power 520201

WIREWAY 18E02

594403

2T23.04

536005

FIELD06
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CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

  UP240-3A UP-240 PB-LTG1-2/C+gnd  #8,    
600 V, EPR 
insulation

For south barrier 
receptacles.

EE-222120 V Power 520201

WIREWAY 18E02

594403

2T23.04

536305

  UP240-3B PB-LTG Receptacles 
(South barrier)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-222120 V Power 770301

FIELD02

770203

770104

276905

279906

279807

279708

FIELD09

278510

279611

FIELD12

   UP240-5 UP-240 Receptacles 
(Service Platform 

18E)

2+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

EE-222120 V Power 520201

WIREWAY 18E02

FIELD03
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CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

   UP240-6 UP-240 Pier E12E Ltg1-2/C+gnd  #10,  
600 V, EPR 
insulation

EE-99, EE-222, 
EE-185

120 V Power 520201

WIREWAY 18E02

594403

2T23.04

536005

FIELD06

   UP240-7 UP-240 Receptacles 
(Girder)

1-2/C+gnd  #8,    
600 V, EPR 
insulation

EE-100, EE-222120 V Power 520201

WIREWAY 18E02

594403

2T23.04

536005

FIELD06

   UP240-8 UP-240 PB-2A1-2/C+gnd  #10,  
600 V, EPR 
insulation

For girder lighting.EE-100, EE-184, 
EE-222

120 V Power 520201

WIREWAY 18E02

594403

2T23.04

536005

FIELD06

  UP241-1A UP-241 PB-LTG2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

For north barrier 
receptacles.

EE-223120 V Power 522201

WIREWAY 19E02

522903
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CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

  UP241-1B PB-LTG Receptacles 
(North barrier-west)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-223120 V Power 235101

235002

FIELD03

  UP241-1C PB-LTG Receptacles 
(North barrier-east)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-223120 V Power FIELD01

235202

FIELD03

   UP241-2 UP-241 Pier E13E 
Receptacle

1-2/C+gnd  #10,  
600 V, EPR 
insulation

 EE-99, EE-223120 V Power 522201

WIREWAY 19E02

595403

2T23..04

537105

FIELD06

  UP241-3A UP-241 PB-LTG1-2/C+gnd  #8,    
600 V, EPR 
insulation

For south barrier 
receptacles.

EE-223120 V Power 522201

WIREWAY 19E02

595403

2T23..04

536705
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CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

  UP241-3B PB-LTG Receptacles 
(South barrier-

west)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-223120 V Power FIELD01

  UP241-3C PB-LTG Receptacles 
(South barrier-east)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-223120 V Power 770601

FIELD02

770903

771004

FIELD05

   UP241-5 UP-241 Receptacles 
(Service Platform 

19E)

2+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

EE-223120 V Power 522201

WIREWAY 19E02

FIELD03

   UP241-6 UP-241 Pier E13E Ltg1-2/C+gnd  #10,  
600 V, EPR 
insulation

 EE-99, EE-223, 
EE-185

120 V Power 522201

WIREWAY 19E02

595403

2T23..04

537105

FIELD06
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CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

   UP241-7 UP-241 Receptacles 
(Girder)

1-2/C+gnd  #8,    
600 V, EPR 
insulation

EE-100, EE-223120 V Power 522201

WIREWAY 19E02

595403

2T23..04

537105

FIELD06

   UP241-8 UP-241 PB-2A1-2/C+gnd  #10,  
600 V, EPR 
insulation

For girder lighting.EE-100, EE-184, 
EE-223

120 V Power 522201

WIREWAY 19E02

595403

2T23..04

537105

FIELD06

   UP241-9 UP-241 Strong Motion 
Recorder #2

1-3/C  #12,  600 V, 
EPR insulation

EE-223, EE-411120 V Power 522201

WIREWAY 19E102

523203

523304

  UP242-10 UP-242 TOS-20EA2+1gnd #12,#12,  
600 V, RHH/RHW  
insulation

EE-224120 V Power 524201

WIREWAY 20E02

NIPPLE03

Page 188 EE-327



CIRCUIT SCHEDULE EASTBOUND

Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

  UP242-11 UP-242 RTU-15E1-3/C  #12,  600 V, 
EPR insulation

EE-224, EE-360120 V Power 524201

WIREWAY 20E02

FIELD03

  UP242-12 UP-242 Pier E14E Ltg1-2/C+gnd  #10,  
600 V, EPR 
insulation

EE-99, EE-224, 
EE-185

120 V Power 524201

WIREWAY 20E02

596403

2T23…04

537505

FIELD06

  UP242-14 UP-242 Pier E14E 
Receptacle

1-2/C+gnd  #10,  
600 V, EPR 
insulation

EE-99, EE-224120 V Power 524201

WIREWAY 20E02

596403

2T2304

537505

FIELD06

  UP242-1A UP-242 PB-LTG2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

For north barrier 
receptacles.

EE-224120 V Power 524201

WIREWAY 20E02

524903
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Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

  UP242-1B PB-LTG Receptacles 
(North barrier-west)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-224120 V Power 235501

FIELD02

  UP242-1C PB-LTG Receptacles 
(North barrier-east)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-224120 V Power FIELD01

235602

FIELD03

UP242-2/4/6 UP-242 RTU-15E1-4/C+gnd  #8,    
600 V, EPR 
insulation

EE-224, EE-340, 
EE-360

120 V Power 524201

WIREWAY 20E02

FIELD03

Page 190 EE-327
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Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

  UP242-2A RTU-15E PB-LTG3+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

1. For CB-253A 
and CB-254A use 
Routing 03 thru 
14.

2. For CB-255A 
use Routing 15 
thru 21. 

 3. Use multi-
conductor cable in 
Routing 16 thru 
21 (shown on 
next item).

EE-340, EE-360120 V Power NIPPLE01

WIREWAY 20E02

524903

245504

245405

FIELD06

245307

245208

245109

245010

244711

244612

244513

FIELD14

245615

 UP242-2A. RTU-15E PB-LTG1-3/C+gnd  #8,    
600 V, EPR 
insulation

Use single 
conductors #12 in 
Routing 21.

EE-340120 V Power 537616

2T23…17

HINGE DE18

2T2419

540520

FIELD21
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Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

  UP242-3A UP-242 PB-LTG1-2/C+gnd  #8,    
600 V, EPR 
insulation

For south barrier 
receptacles.

EE-224120 V Power 524201

WIREWAY 20E02

596403

2T23…04

548205

  UP242-3B PB-LTG Receptacles 
(South barrier-

west)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-224120 V Power 270501

FIELD02

771603

FIELD04

  UP242-3C PB-LTG Receptacles 
(South barrier-east)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-224120 V Power 775701

771902

777103

FIELD04
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Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

  UP242-4A RTU-15E PB-LTG1-3/C+gnd  #8,    
600 V, EPR 
insulation

1. Use single 
conductors in 
Routing 06 thru 
21 and 27 to 28 
(shown on next 
item).

EE-340, EE-360120 V Power NIPPLE01

WIREWAY 20E02

596503

2T2304

539905

548022

2 T2323

HINGE DE24

2T2425

538226
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Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

 UP242-4A. RTU-15E PB-LTG3+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

1. For CB-253B 
and CB-254B use 
Routing 06 thru 
17.

2. For CB-255B 
use Routing 18 
thru 28.

3. Use single 
conductors #12 in 
Routings 08, 17, 
28.

EE-340120 V Power 771306

771207

FIELD08

771109

771010

770911

770612

770413

770314

770215

770116

FIELD17

771618

270519

775720

771921

772627

FIELD28

   UP242-5 UP-242 Receptacles 
(Service Platform 

20E)

2+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

EE-224120 V Power 524201

WIREWAY 20E02

FIELD03
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Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

  UP242-6A RTU-15E PB-LTG1-3/C+gnd  #8,    
600 V, EPR 
insulation

Use single 
conductors in 
Routing 06 thru 
30 and 36 to 37 
(see next item).

EE-340, EE-360120 V Power FIELD01

WIREWAY 20E02

596403

2T2304

537205

537931

2 T2332

HINGE DE33

2T2434

548135
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Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

 UP242-6A. RTU-15E PB-LTG3+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

1. Use the 
following routing:
06 thru 11 for CB-
254C; 12 thru 22 
for CB-253C; 23 
thru 28 for CB-
255C; 29 thru 37 
for CB-255D.
2. Use single 
conductors #12 in 
routings 11, 22, 
30, 37.

EE-340120 V Power 771206

771107

771008

770909

273310

FIELD11

770612

770413

770314

770215

770116

276917

279918

279819

279720

273221

FIELD22

771323

771624

270525

775726

771927

777128

274129

FIELD30

274336

FIELD37
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Feb. 12, 2001

   UP242-7 UP-242 Receptacles 
(Girder)

1-2/C+gnd  #8,    
600 V, EPR 
insulation

EE-100, EE-224120 V Power 524201

WIREWAY 20E02

596403

2T23…04

537505

   UP242-8 UP-242 PB-2A1-2/C+gnd  #10,  
600 V, EPR 
insulation

For girder lighting.EE-100, EE-184, 
EE-224

120 V Power 524201

WIREWAY 20E02

596403

2T23…04

537505

   UP242-9 UP-242 RTU-15E1-3/C  #12,  600 V, 
EPR insulation

EE-224, EE-360120 V Power 524201

WIREWAY 20E02

FIELD03

  UP243-10 UP-243 TOS-21EA2+1gnd #12,#12,  
600 V, RHH/RHW  
insulation

EE-227120 V Power 526701

WIREWAY 21E02

NIPPLE03
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Cable/Ckt. No. Conductor Type From To Ref. Drawing(s) Route NotesFunction

Feb. 12, 2001

  UP243-11 UP-243 Pier E15E 
Receptacle

1-2/C+gnd  #10,  
600 V, EPR 
insulation

EE-99, EE-227120 V Power 526701

WIREWAY 21E02

597403

2T2404

538605

FIELD06

  UP243-12 UP-243 Pier E16E 
Receptacle

1-2/C+gnd  #10,  
600 V, EPR 
insulation

EE-99, EE-227120 V Power 526701

WIREWAY 21E02

597403

2T2404

538605

FIELD06

  UP243-1A UP-243 PB-LTG2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

For north barrier 
receptacles.

EE-227120 V Power 526701

WIREWAY 21E02

527403

  UP243-1B PB-LTG Receptacles 
(North barrier-west)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-227120 V Power 236101

236002

FIELD03
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Feb. 12, 2001

  UP243-1C PB-LTG Receptacles 
(North barrier-east)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-227120 V Power FIELD01

236202

FIELD03

236304

FIELD05

236406

FIELD07

236508

FIELD09

  UP243-3A UP-243 PB-LTG1-2/C+gnd  #8,    
600 V, EPR 
insulation

For south barrier 
receptacles.

EE-227120 V Power 526701

WIREWAY 21E02

597403

2T2404

548305

  UP243-3B PB-LTG Receptacles 
(South barrier-

west)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-227120 V Power 772601

FIELD02
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Feb. 12, 2001

  UP243-3C PB-LTG Receptacles 
(South barrier-east)

2+1gnd #8,#10,   
600 V, RHH/RHW  
insulation

EE-227120 V Power 772701

772802

270603

FIELD04

773205

770506

FIELD07

   UP243-4 UP-243 Pier E16E Ltg1-2/C+gnd  #10,  
600 V, EPR 
insulation

EE-99, EE-227, 
EE-185

120 V Power 526701

WIREWAY 21E02

597403

2T2404

538605

FIELD06

   UP243-5 UP-243 Receptacles 
(Service Platform 

21E)

2+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

EE-227120 V Power 526701

WIREWAY 21E02

FIELD03
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Feb. 12, 2001

   UP243-6 UP-243 Pier E15E Ltg1-2/C+gnd  #10,  
600 V, EPR 
insulation

EE-99, EE-227, 
EE-185

120 V Power 526701

WIREWAY 21E02

597403

2T2404

538605

FIELD06

   UP243-7 UP-243 Receptacles 
(Girder)

1-2/C+gnd  #8,    
600 V, EPR 
insulation

EE-100, EE-227120 V Power 526701

WIREWAY 21E02

597403

2T2404

538605

FIELD06

   UP243-8 UP-243 PB-2A1-2/C+gnd  #8,    
600 V, EPR 
insulation

For girder lighting.EE-100, EE-184, 
EE-227

120 V Power 526701

WIREWAY 21E02

597403

2T2404

538605

FIELD06

 UP244-1/3 UP-244 CMS-E022+1gnd #4,#8,     
600 V, RHH/RHW  
insulation

EE-225240 V Power 510301

WIREWAY 13E02

589503

FIELD04
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   UP244-6 UP-244 TOS-13EA2+1gnd #12,#12,  
600 V, RHH/RHW  
insulation

EE-225120 V Power 510301

WIREWAY 13E02

FIELD03

   UP244-7 UP-244 CMS-E022+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

EE-225120 V Power 510301

WIREWAY 13E02

589503

FIELD04

   UP244-8 UP-244 TOS-13EB2+1gnd #10,#10,  
600 V, RHH/RHW  
insulation

EE-225120 V Power 510301

WIREWAY 13E02

FIELD03

   UP244-9 UP-244 NAP-11E1-3/C  #10,  600 V, 
EPR insulation

EE-225, EE-377120 V Power 510301

WIREWAY 13E02

589403

2T2104

HINGE BE05

2T2006

587507

WIREWAY 11E08

505509
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