
CONDUIT AND TRAY SCHEDULE
ROADWAY AND GIRDER LEVEL EASTBOUND

E-211

Conduit/Tray No: *5361 Reference: E-18

                   Size: 103           Type: RGS conduit

From: TOS/COM Vault at Pier E18R      To: TOS/COM Vault at Hinge FE

Total Fill (mm2): 3503.08     Remarks: (E) conduit. Add innerducts. For routed 

cables, see circuit schedule
Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2483-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2485-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2485-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2485-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *5368 Reference: E-30

                   Size: 103           Type: Liquidtight flex metal conduit

From: TOS/COM cell at Pier E18R      To: *Tel Term Box #TEL-22E

Total Fill (mm2): 1201.71     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 4339.96

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2473-25 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *5369 Reference: E-30

                   Size: 103           Type: Liquidtight flex metal conduit

From: TOS/COM cell at Pier E18R      To: *SCADA Com. Terminal Box #COM-22E

Total Fill (mm2): 2403.42     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 2538.46

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2474-24 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

2474-25 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *5370 Reference: E-17

                   Size: 103           Type: RGS conduit

From: TOS/COM Vault at Pier E17R      To: TOS/COM Vault at Pier E18R

Total Fill (mm2): 3503.08     Remarks: (E) conduit. Add innerducts. For routed 

cables, see circuit schedule
Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2490-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2490-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2490-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2490-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *5371 Reference: E-18

                   Size: 103           Type: RGS conduit

From: TOS/COM Vault at Pier E18R      To: TOS/COM Vault at Hinge FE

Total Fill (mm2): 3503.08     Remarks: (E) conduit. Add innerducts. For routed 

cables, see circuit schedule
Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2491-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2491-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2491-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2491-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *5375 Reference: E-30

                   Size: 103           Type: Liquidtight flex metal conduit

From: TOS/COM cell at Pier E18R      To: *Tel Term Box #TEL-22E

Total Fill (mm2): 1201.71     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 4339.96

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2473-24 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *5382 Reference: E-17

                   Size: 78           Type: RGS conduit

From: TOS/COM Vault at Pier E18R      To: TOS/COM cell at Pier E18R

Total Fill (mm2): 1201.71     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2474-25 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
ROADWAY AND GIRDER LEVEL EASTBOUND

E-212

Conduit/Tray No: *5383 Reference: E-17

                   Size: 78           Type: RGS conduit

From: TOS/COM Vault at Pier E18R      To: TOS/COM cell at Pier E18R

Total Fill (mm2): 1201.71     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2473-25 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *5388 Reference: E-18, E-31

                   Size: 103           Type: RGS conduit

From: 600 V cell at Pier E18R      To: Inside cell at Hinge FE

Total Fill (mm2): 0.00     Remarks: Connect to new conduit. Add pull rope

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *5390 Reference: E-18, E-91

                   Size: 41           Type: RGS conduit

From: PB-COM      To: Inside cell at Hinge FE

Total Fill (mm2): 98.10     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2802 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *5391 Reference: E-18, E-91

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: Inside cell at Hinge FE

Total Fill (mm2): 266.38     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2006-1 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

A-2007-1 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *5392 Reference: E-31

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: Inside cell at Hinge FE

Total Fill (mm2): 0.00     Remarks: Connect to new conduit. Add pull rope

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *5393 Reference: E-17

                   Size: 78           Type: RGS conduit

From: TOS/COM Vault at Pier E18R      To: TOS/COM cell at Pier E18R

Total Fill (mm2): 1201.71     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2473-24 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *5394 Reference: E-17

                   Size: 78           Type: RGS conduit

From: TOS/COM Vault at Pier E18R      To: TOS/COM cell at Pier E18R

Total Fill (mm2): 2466.24     Remarks: (E) conduit. Add innerducts. For routed 

cables, see circuit schedule
Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2488-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2488-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2488-ID-C 12.70 mm, White, Smooth innerduct, HDPE w/ pull rope 357.35

2488-ID-D 12.70 mm, Blue, Smooth innerduct, HDPE w/ pull rope 357.35

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
ROADWAY AND GIRDER LEVEL EASTBOUND

E-213

Conduit/Tray No: *5396 Reference: E-17

                   Size: 78           Type: RGS conduit

From: TOS/COM Vault at Pier E18R      To: TOS/COM cell at Pier E18R

Total Fill (mm2): 1201.71     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2474-24 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *5401 Reference: E-18

                   Size: 41           Type: RGS conduit

From: 600 V cell at Pier E18R      To: PB-LTG

Total Fill (mm2): 324.29     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

S-2601 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Conduit/Tray No: *5405 Reference: E-18

                   Size: 41           Type: RGS conduit

From: 600 V cell at Pier E18R      To: PB-LTG

Total Fill (mm2): 362.61     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

LP281-1/3 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

LP281-6/8 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

Pull Rope Soft-Fiber Polyester 0.00

UP271-2A 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: *5407 Reference: E-18, E-31

                   Size: 103           Type: RGS conduit

From: 600 V cell at Pier E18R      To: Inside cell at Hinge FE

Total Fill (mm2): 324.29     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

S-2601 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Conduit/Tray No: *5411 Reference: E-18, E-31

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: Inside cell at Hinge FE

Total Fill (mm2): 0.00     Remarks: Connect to new conduit. Add pull rope

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *5412 Reference: E-18, E-31

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: Inside cell at Hinge FE

Total Fill (mm2): 175.89     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2005-2 3-1/C #6, 600 V, RHH/RHW insulation 175.89

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *5413 Reference: E-18, E-31

                   Size: 41           Type: RGS conduit

From: PB-COM      To: Inside cell at Hinge FE

Total Fill (mm2): 0.00     Remarks: Connect to new conduit. Add pull rope

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

x

x

x

x

x

L
A

S
T

 R
E

V
I
S

I
O

N

S
T

A
T

E
 O

F
 C

A
L

IF
O

R
N

IA
  

- 
 D

E
P

A
R

T
M

E
N

T
 O

F
 T

R
A

N
S

P
O

R
T

A
T

IO
N

0 20 40 60 80

D
A

T
E

 P
L

O
T

T
E

D
 =

>

T
I
M

E
 P

L
O

T
T

E
D

 =
>

0
7

:
1

9

0
6

-
O

C

0
8
-
1
7
-
0
9

0120M1EA04251CU
RELATIVE BORDER SCALE

IS IN MILLIMETERS  
BORDER LAST REVISED 3/1/2007

R
E

V
I
S

E
D

 B
Y

D
A

T
E

 R
E

V
I
S

E
D

C
A

L
C

U
L

A
T

E
D

-

D
E

S
I
G

N
E

D
 B

Y

C
H

E
C

K
E

D
 B

Y

C
O

N
S

U
L

T
A

N
T

 F
U

N
C

T
I
O

N
A

L
 S

U
P

E
R

V
I
S

O
R

R
E

G
I

S
T

E
R

E

D
 

P
R O F E S S I O N

A

L

 
E

N
G

I
N

E
E

R

S

T
A

TE O F  CAL IF OR N
IA

THE STATE OF CALIFORNIA OR ITS OFFICERS

OR AGENTS SHALL NOT BE RESPONSIBLE FOR

THE ACCURACY OR COMPLETENESS OF ELECTRONIC

COPIES OF THIS PLAN SHEET.

Dist COUNTY ROUTE
KILOMETER POST

TOTAL PROJECT

SHEET

No.

TOTAL

SHEETS

DATEAPPROVALPLANS

REGISTERED ELECTRICAL ENGINEER

No.

Exp.

ELECTRICAL

303 Second St., Suite 700N

San Francisco, CA  94107-1317

PB AMERICAS, Inc.

B
R

A
D

Y
 N

A
D

E
L

L

10699

DAVID H. OTO

06/30/2013

USERNAME =>

DGN FILE => 40120mua

s1216

05/02/11

J
E

F
F

R
I
 H

A
L

I
M

E
L

L
E

R
Y

 L
U

C
A

S

THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY.

04 Ala 80

1

.

6

/

2

.

7

403

1

0

-

3

-

1

1

744



CONDUIT AND TRAY SCHEDULE
ROADWAY AND GIRDER LEVEL EASTBOUND

Conduit/Tray No: *5682 Reference: E-25

                   Size: 103           Type: RGS conduit

From: *12.47 kV Switchgear      To: *2T11

Total Fill (mm2): 2628.48     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2392 3-1/C #4/0, 15 KV, EPR insulation 2628.48

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *5801 Reference: E-30

                   Size: 78           Type: RGS-PVC coated conduit

From: *Wireway 22E      To: *Utility Panel UP-271

Total Fill (mm2): 198.84     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP271-2A 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

UP271-5 1-2/C + Gnd, #12, 600 V, EPR insulation 102.61

Conduit/Tray No: *5802 Reference: E-30

                   Size: 78           Type: RGS-PVC coated conduit

From: *Wireway 22E      To: *Utility Panel UP-271

Total Fill (mm2): 126.88     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP271-10 1-2/C + Gnd, #10, 600 V, EPR insulation 126.88

Conduit/Tray No: *5416 Reference: E-18, E-31

                   Size: 103           Type: RGS conduit

From: 600 V cell at Pier E18R      To: Inside cell at Hinge FE

Total Fill (mm2): 0.00     Remarks: Connect to new conduit. Add pull rope

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *5417 Reference: E-18, E-31

                   Size: 103           Type: RGS conduit

From: 600 V cell at Pier E18R      To: Inside cell at Hinge FE

Total Fill (mm2): 794.27     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2621 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2626 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2656-1 1-3/C #16, 600 V, EPR insulation 62.07

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *5430 Reference: E-17, E-30, E-190

                   Size: 41           Type: RGS-PVC coated conduit

From: 
*Controller Cabinet

 #TOS-22EA
             To: Pole 2601-4 (CCTV-E03)

Total Fill (mm2): 78.50     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 702.80

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2851-5 TOS Hybrid Camera Cable (HCC) 78.50

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
ROADWAY AND GIRDER LEVEL EASTBOUND

Conduit/Tray No: *5803 Reference: E-30

                   Size: 78           Type: RGS-PVC coated conduit

From: *Wireway 22E      To: *Utility Panel UP-271

Total Fill (mm2): 624.31     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2626-2 1-4/C + Gnd, #2, 600 V, EPR insulation 624.31

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *5804 Reference: E-30

                   Size: 78           Type: RGS-PVC coated conduit

From: *Wireway 22E      To: *Lighting Panel LP-281

Total Fill (mm2): 624.31     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2621-2 1-4/C + Gnd, #2, 600 V, EPR insulation 624.31

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *5805 Reference: E-30

                   Size: 78           Type: RGS-PVC coated conduit

From: *Wireway 22E      To: *Lighting Panel LP-281

Total Fill (mm2): 266.38     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

LP281-1/3 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

LP281-6/8 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *5807 Reference: E-30

                   Size: 78           Type: RGS-PVC coated conduit

From: *Splice Cabinet TOS-22ES      To: *Controller Cabinet #TOS-22EA

Total Fill (mm2): 30.19     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2475-5A TOS 12 Fiber, SMFO , Black outer covering 30.19

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *5809 Reference: E-30

                   Size: 78           Type: Liquidtight flex metal conduit

From: TOS/COM cell at Pier E18R      To: *Splice Cabinet TOS-22ES

Total Fill (mm2): 2466.24     Remarks: (E) conduit. Add innerducts. For routed 

cables, see circuit schedule.
Allowable Fill (mm2): 2555.90

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2488-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2488-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2488-ID-C 12.70 mm, White, Smooth innerduct, HDPE w/ pull rope 357.35

2488-ID-D 12.70 mm, Blue, Smooth innerduct, HDPE w/ pull rope 357.35

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *5811 Reference: E-30

                   Size: 78           Type: Liquidtight flex metal conduit

From: 600 V cell at Pier E18R      To: *Wireway 22E

Total Fill (mm2): 732.20     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 1494.96

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2621 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2626 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *5812 Reference: E-30

                   Size: 78           Type: Liquidtight flex metal conduit

From: *Wireway 22E      To: 600 V cell at Pier E18R

Total Fill (mm2): 362.61     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 1928.98

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

LP281-1/3 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

LP281-6/8 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

Pull Rope Soft-Fiber Polyester 0.00

UP271-2A 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23
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CONDUIT AND TRAY SCHEDULE
ROADWAY AND GIRDER LEVEL EASTBOUND

Conduit/Tray No: *5813 Reference: E-30

                   Size: 78           Type: Liquidtight flex metal conduit

From: *Wireway 22E      To: 600 V cell at Pier E18R

Total Fill (mm2): 62.07     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 2555.90

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2656-1 1-3/C #16, 600 V, EPR insulation 62.07

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *5820 Reference: E-30

                   Size: 53           Type: Liquidtight flex metal conduit

From: *Wireway 22E      To: 15 kVA Transformer 480 V-208/120 V

Total Fill (mm2): 366.10     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 1109.96

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2626-1 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *5820A Reference: E-30

                   Size: 53           Type: Liquidtight flex metal conduit

From: *Wireway 22E      To: 15 kVA Transformer 480 V-208/120 V

Total Fill (mm2): 624.31     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 1109.96

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2626-2 1-4/C + Gnd, #2, 600 V, EPR insulation 624.31

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *5821 Reference: E-30

                   Size: 78           Type: RGS-PVC coated conduit

From: *Wireway 22E      To: 480 V Circuit Breaker

Total Fill (mm2): 732.20     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 1499.81

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2626 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2626-1 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *5822 Reference: E-30

                   Size: 53           Type: Liquidtight flex metal conduit

From: *Wireway 22E      To: 15 kVA Transformer 480 V-208/120 V

Total Fill (mm2): 366.10     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 1109.96

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2621-1 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *5822A Reference: E-30

                   Size: 53           Type: Liquidtight flex metal conduit

From: *Wireway 22E      To: 15 kVA Transformer 480 V-208/120 V

Total Fill (mm2): 624.31     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 1109.96

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2621-2 1-4/C + Gnd, #2, 600 V, EPR insulation 624.31

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *5823 Reference: E-30

                   Size: 78           Type: Liquidtight flex metal conduit

From: *Wireway 22E      To: 480 V Circuit Breaker

Total Fill (mm2): 732.20     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 1494.96

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2621 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2621-1 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *5845 Reference: E-18, E-30

                   Size: 78           Type: RGS-PVC coated conduit

From: 
*Controller Cabinet

 #TOS-22EA
             To: Splice Box PB-4D for PL-E10

Total Fill (mm2): 316.24     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2871 10 DLC 316.24

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
ROADWAY AND GIRDER LEVEL EASTBOUND

Conduit/Tray No: *5979 Reference: E-28

                   Size: 103           Type: RGS conduit

From: *Tel Term Box #TEL-21E      To: *2T43

Total Fill (mm2): 1201.71     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2473-24 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *7676 Reference: E-29

                   Size: 103           Type: RGS conduit

From: *2T43      To: *7935

Total Fill (mm2): 2403.42     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 2576.49

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2473-24 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

2474-24 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *7678 Reference: E-29

                   Size: 103           Type: RGS conduit

From: *2T43      To: *7936

Total Fill (mm2): 3503.08     Remarks: (E) conduit. Add innerducts. For routed 

cables, see circuit schedule.
Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2490-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2490-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2490-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2490-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00

E-217

Conduit/Tray No: *5951 Reference: E-17

                   Size: 103           Type: RGS conduit

From: Hinge EE Skyway Interface      To: TOS/COM Vault at Pier E17R

Total Fill (mm2): 2403.42     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 2576.49

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2473-24 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

2474-24 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *5952 Reference: E-17

                   Size: 103           Type: RGS conduit

From: Hinge EE Skyway Interface      To: TOS/COM Vault at Pier E17R

Total Fill (mm2): 3503.08     Remarks: (E) conduit. Add innerducts. For routed 

cables, see circuit schedule.
Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2490-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2490-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2490-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2490-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *5952A Reference: E-26

                   Size: 53           Type: RGS conduit

From: *2T42      To: *BASE Splice Cabinet #BSC-19E

Total Fill (mm2): 323.65     Remarks: (E) conduit, routed new cable inside 

(E) brown innerduct.
Allowable Fill (mm2): 1165.23

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2479-3 BASE 72 Fiber, SMFO, Brown outer covering 323.65

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *5954 Reference: E-17

                   Size: 103           Type: RGS conduit

From: Hinge EE Skyway Interface      To: TOS/COM Vault at Pier E17R

Total Fill (mm2): 3503.08     Remarks: (E) conduit. Add  innerducts. For routed 

cables, see circuit schedule
Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2483-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2485-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2485-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2485-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
ROADWAY AND GIRDER LEVEL EASTBOUND

Conduit/Tray No: *7680 Reference: E-29

                   Size: 103           Type: RGS conduit

From: *2T43      To: *7938

Total Fill (mm2): 3503.08     Remarks: (E) conduit. Add  innerducts. For routed 

cables, see circuit schedule
Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2483-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2485-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2485-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2485-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *7682 Reference: E-29

                   Size: 103           Type: RGS conduit

From: 15 kV Splice Cable Tray      To: *7957

Total Fill (mm2): 2628.48     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2392 3-1/C #4/0, 15 KV, EPR insulation 2628.48

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *7899 Reference: E-27

                   Size: 103           Type: RGS conduit

From: *2T42      To: *7903

Total Fill (mm2): 3503.08     Remarks: (E) conduit. Add innerducts. For routed 

cables, see circuit schedule.
Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2483-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2484-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2484-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2484-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *7903 Reference: E-27

                   Size: 103           Type: Liquidtight flex metal conduit

From: *7899      To: *7907

Total Fill (mm2): 3503.08     Remarks: (E) conduit. Add innerducts. For routed 

cables, see circuit schedule.
Allowable Fill (mm2): 4339.96

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2483-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2484-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2484-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2484-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *7907 Reference: E-27

                   Size: 103           Type: RGS conduit

From: *7903      To: *2T43

Total Fill (mm2): 3503.08     Remarks: (E) conduit. Add innerducts. For routed 

cables, see circuit schedule.
Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2483-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2484-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2484-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2484-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *7926 Reference: E-27

                   Size: 103           Type: Liquidtight flex metal conduit

From: *2T12      To: *7927

Total Fill (mm2): 2628.48     Remarks: (E) conduit and cables. For information only.

Allowable Fill (mm2): 3275.44

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2392 3-1/C #4/0, 15 KV, EPR insulation 2628.48

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *7926A Reference: 

                   Size: 103           Type: Liquidtight flex metal conduit

From: *2T12      To: 15 kV Splice Cable Tray

Total Fill (mm2): 2628.48     Remarks: (E) conduit and cables. For information only.

Allowable Fill (mm2): 3275.44

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2392 3-1/C #4/0, 15 KV, EPR insulation 2628.48

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
ROADWAY AND GIRDER LEVEL EASTBOUND

Conduit/Tray No: *7936 Reference: E-29

                   Size: 103           Type: Liquidtight flex metal conduit

From: *7678      To: *7940

Total Fill (mm2): 3503.08     Remarks: (E) conduit. Add innerducts. For routed 

cables, see circuit schedule.
Allowable Fill (mm2): 4339.96

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2490-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2490-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2490-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2490-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *7938 Reference: E-29

                   Size: 103           Type: Liquidtight flex metal conduit

From: *7680      To: *7942

Total Fill (mm2): 3503.08     Remarks: (E) conduit. Add innerducts. For routed 

cables, see circuit schedule.
Allowable Fill (mm2): 4339.96

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2483-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2485-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2485-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2485-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *7939 Reference: E-29

                   Size: 103           Type: RGS conduit

From: *7935      To: Hinge EE Skyway Interface

Total Fill (mm2): 2403.42     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 2576.49

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2473-24 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

2474-24 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *7926B Reference: 

                   Size: 103           Type: Liquidtight flex metal conduit

From: *2T12      To: 15 kV Splice Cable Tray

Total Fill (mm2): 2628.48     Remarks: (E) conduit and cables. For information only.

Allowable Fill (mm2): 3275.44

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2392 3-1/C #4/0, 15 KV, EPR insulation 2628.48

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *7927 Reference: E-27

                   Size: 103           Type: RGS conduit

From: *7926      To: *7928

Total Fill (mm2): 2628.48     Remarks: (E) conduit and cables. For information only.

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2392 3-1/C #4/0, 15 KV, EPR insulation 2628.48

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *7928 Reference: E-27

                   Size: 103           Type: Liquidtight flex metal conduit

From: *7927      To: *2T13

Total Fill (mm2): 2628.48     Remarks: (E) conduit and cables. For information only.

Allowable Fill (mm2): 3275.44

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2392 3-1/C #4/0, 15 KV, EPR insulation 2628.48

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *7935 Reference: E-29

                   Size: 103           Type: Liquidtight flex metal conduit

From: *7676      To: *7939

Total Fill (mm2): 2403.42     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 2538.46

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2473-24 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

2474-24 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
ROADWAY AND GIRDER LEVEL EASTBOUND

Conduit/Tray No: *Wireway 22E Reference: E-30

                   Size: 203.2           Type: 203 mm x 203 mm Wireway, Nema 4X

From: Service Platform # 22E      To: Service Platform # 22E

Total Fill (mm2): 3367.19     Remarks: (E) wireway, add new cable (s) as listed 

below.
Allowable Fill (mm2): 8258.05

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2621 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2621-1 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2621-2 1-4/C + Gnd, #2, 600 V, EPR insulation 624.31

2626 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2626-1 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2626-2 1-4/C + Gnd, #2, 600 V, EPR insulation 624.31

2656-1 1-3/C #16, 600 V, EPR insulation 62.07

LP281-1/3 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

LP281-6/8 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

UP271-10 1-2/C + Gnd, #10, 600 V, EPR insulation 126.88

UP271-2A 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

UP271-5 1-2/C + Gnd, #12, 600 V, EPR insulation 102.61

Conduit/Tray No: 2205 Reference: E-10

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2206 Reference: E-10

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *7940 Reference: E-29

                   Size: 103           Type: RGS conduit

From: *7936      To: Hinge EE Skyway Interface

Total Fill (mm2): 3503.08     Remarks: (E) conduit. Add innerducts. For routed 

cables, see circuit schedule.
Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2490-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2490-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2490-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2490-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *7942 Reference: E-29

                   Size: 103           Type: RGS conduit

From: *7938      To: Hinge EE Skyway Interface

Total Fill (mm2): 3503.08     Remarks: (E) conduit. Add innerducts. For routed 

cables, see circuit schedule.
Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2483-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2485-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2485-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2485-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *7957 Reference: E-29

                   Size: 103           Type: Liquidtight flex metal conduit

From: *7682      To: *7958

Total Fill (mm2): 2628.48     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 3275.44

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2392 3-1/C #4/0, 15 KV, EPR insulation 2628.48

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *7958 Reference: E-29

                   Size: 103           Type: RGS conduit

From: *7957      To: Contract Interface at Hinge EE

Total Fill (mm2): 2628.48     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2392 3-1/C #4/0, 15 KV, EPR insulation 2628.48

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
ROADWAY AND GIRDER LEVEL EASTBOUND

Conduit/Tray No: 2207 Reference: E-10, E-11

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2208 Reference: E-11

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2215 Reference: E-10

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2216 Reference: E-10

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 98.10     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2806 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2217 Reference: E-10, E-11

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 98.10     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2806 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2218 Reference: E-11

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2314 Reference: E-10

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 388.74     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2005-1 3-1/C #6, 600 V, RHH/RHW insulation 175.89

Pull Rope Soft-Fiber Polyester 0.00

S-2602-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Conduit/Tray No: 2315 Reference: E-10

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 388.74     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2005-1 3-1/C #6, 600 V, RHH/RHW insulation 175.89

Pull Rope Soft-Fiber Polyester 0.00

S-2602-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85
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CONDUIT AND TRAY SCHEDULE
ROADWAY AND GIRDER LEVEL EASTBOUND

Conduit/Tray No: 2316 Reference: E-10

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 484.97     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2005-1 3-1/C #6, 600 V, RHH/RHW insulation 175.89

Pull Rope Soft-Fiber Polyester 0.00

S-2602-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

UP272-2B 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 2317 Reference: E-10

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 484.97     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2005-1 3-1/C #6, 600 V, RHH/RHW insulation 175.89

Pull Rope Soft-Fiber Polyester 0.00

S-2602-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

UP272-2B 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 2318 Reference: E-10

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 388.74     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2005-1 3-1/C #6, 600 V, RHH/RHW insulation 175.89

Pull Rope Soft-Fiber Polyester 0.00

S-2602-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Conduit/Tray No: 2319 Reference: E-10

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 388.74     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2005-1 3-1/C #6, 600 V, RHH/RHW insulation 175.89

Pull Rope Soft-Fiber Polyester 0.00

S-2602-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Conduit/Tray No: 2320 Reference: E-11

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 388.74     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2005-1-1 3-1/C #6, 600 V, RHH/RHW insulation 175.89

Pull Rope Soft-Fiber Polyester 0.00

S-2602-2 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Conduit/Tray No: 2321 Reference: E-11

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 388.74     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2005-1-1 3-1/C #6, 600 V, RHH/RHW insulation 175.89

Pull Rope Soft-Fiber Polyester 0.00

S-2602-2 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Conduit/Tray No: 2322 Reference: E-11

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 388.74     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2005-1-1 3-1/C #6, 600 V, RHH/RHW insulation 175.89

Pull Rope Soft-Fiber Polyester 0.00

S-2602-2 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85
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CONDUIT AND TRAY SCHEDULE
ROADWAY AND GIRDER LEVEL EASTBOUND

Conduit/Tray No: 2414 Reference: E-10

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2415 Reference: E-10

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2416 Reference: E-10

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2417 Reference: E-10

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2418 Reference: E-10

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2419 Reference: E-10

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2420 Reference: E-11

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2421 Reference: E-11

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
ROADWAY AND GIRDER LEVEL EASTBOUND

Conduit/Tray No: 2422 Reference: E-11

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2483-ID-B Reference: 

                   Size: 25.4           Type: Brown, Smooth Innerduct, HDPE w/ pull rope

From: *2T42      To: *PB-COM Mole

Total Fill (mm2): 323.65     Remarks: 

Allowable Fill (mm2): 337.31

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2479-3 BASE 72 Fiber, SMFO, Brown outer covering 323.65

Conduit/Tray No: 2484-ID-A Reference: 

                   Size: 25.4           Type: Black, Smooth Innerduct, HDPE w/ pull rope

From: *7899      To: *7907

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 254.57

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Spare

Conduit/Tray No: 2484-ID-C Reference: 

                   Size: 25.4           Type: White, Smooth Innerduct, HDPE w/ pull rope

From: *7899      To: *7907

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 254.57

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Spare

Conduit/Tray No: 2484-ID-D Reference: 

                   Size: 25.4           Type: Blue, Smooth Innerduct, HDPE w/ pull rope

From: *7899      To: *7907

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 337.31

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Spare

Conduit/Tray No: 2485-ID-A Reference: 

                   Size: 25.4           Type: Black, Smooth Innerduct, HDPE w/ pull rope

From: *7680      To: *PB-COM Mole

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 254.57

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Spare

Conduit/Tray No: 2485-ID-C Reference: 

                   Size: 25.4           Type: White, Smooth Innerduct, HDPE w/ pull rope

From: *7680      To: *PB-COM Mole

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 254.57

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Spare

Conduit/Tray No: 2485-ID-D Reference: 

                   Size: 25.4           Type: Blue, Smooth Innerduct, HDPE w/ pull rope

From: *7680      To: *PB-COM Mole

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 337.31

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Spare
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CONDUIT AND TRAY SCHEDULE
ROADWAY AND GIRDER LEVEL EASTBOUND

Conduit/Tray No: 2488-ID-A Reference: 

                   Size: 25.4           Type: Black, Smooth Innerduct, HDPE w/ pull rope

From: TOS/COM Vault at Pier E18R      To: *Splice Cabinet TOS-22ES

Total Fill (mm2): 323.65     Remarks: 

Allowable Fill (mm2): 337.31

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2475-5 TOS 72 Fiber, SMFO, Black outer covering 323.65

Conduit/Tray No: 2488-ID-B Reference: 

                   Size: 25.4           Type: Brown, Smooth Innerduct, HDPE w/ pull rope

From: TOS/COM Vault at Pier E18R      To: *Splice Cabinet TOS-22ES

Total Fill (mm2): 323.65     Remarks: 

Allowable Fill (mm2): 337.31

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2475-6 TOS 72 Fiber, SMFO, Black outer covering 323.65

Conduit/Tray No: 2488-ID-C Reference: 

                   Size: 12.7           Type: White, Smooth Innerduct, HDPE w/ pull rope

From: TOS/COM Vault at Pier E18R      To: *Splice Cabinet TOS-22ES

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 99.26

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Spare

Conduit/Tray No: 2488-ID-D Reference: 

                   Size: 12.7           Type: Blue, Smooth Innerduct, HDPE w/ pull rope

From: TOS/COM Vault at Pier E18R      To: *Splice Cabinet TOS-22ES

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 131.53

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Spare

Conduit/Tray No: 2489-ID-A Reference: 

                   Size: 25.4           Type: Black, Smooth Innerduct, HDPE w/ pull rope

From: TOS/COM cell at Pier E21R      To: Fiberoptic Splice Closure FSC 23ES

Total Fill (mm2): 323.65     Remarks: 

Allowable Fill (mm2): 337.31

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2475-6 TOS 72 Fiber, SMFO, Black outer covering 323.65

Conduit/Tray No: 2489-ID-B Reference: 

                   Size: 25.4           Type: Brown, Smooth Innerduct, HDPE w/ pull rope

From: TOS/COM cell at Pier E21R      To: Fiberoptic Splice Closure FSC 23ES

Total Fill (mm2): 323.65     Remarks: 

Allowable Fill (mm2): 337.31

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2475-7 TOS 72 Fiber, SMFO, Black outer covering 323.65

Conduit/Tray No: 2489-ID-C Reference: 

                   Size: 12.7           Type: White, Smooth Innerduct, HDPE w/ pull rope

From: TOS/COM cell at Pier E21R      To: Fiberoptic Splice Closure FSC 23ES

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 99.26

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Spare

Conduit/Tray No: 2489-ID-D Reference: 

                   Size: 12.7           Type: Blue, Smooth Innerduct, HDPE w/ pull rope

From: TOS/COM cell at Pier E21R      To: Fiberoptic Splice Closure FSC 23ES

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 131.53

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Spare
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CONDUIT AND TRAY SCHEDULE
ROADWAY AND GIRDER LEVEL EASTBOUND

Conduit/Tray No: 2491-ID-B Reference: 

                   Size: 25.4           Type: Brown, Smooth Innerduct, HDPE w/ pull rope

From: TOS/COM Vault at Pier E18R      To: TOS/COM cell at Pier E21R

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 254.57

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Spare

Conduit/Tray No: 2491-ID-C Reference: 

                   Size: 25.4           Type: White, Smooth Innerduct, HDPE w/ pull rope

From: TOS/COM Vault at Pier E18R      To: TOS/COM cell at Pier E21R

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 254.57

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Spare

Conduit/Tray No: 2491-ID-D Reference: 

                   Size: 25.4           Type: Blue, Smooth Innerduct, HDPE w/ pull rope

From: TOS/COM Vault at Pier E18R      To: TOS/COM cell at Pier E21R

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 337.31

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Spare

Conduit/Tray No: 2490-ID-A Reference: 

                   Size: 25.4           Type: Black, Smooth Innerduct, HDPE w/ pull rope

From: *7678      To: TOS/COM Vault at Pier E18R

Total Fill (mm2): 323.65     Remarks: 

Allowable Fill (mm2): 337.31

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2475-5 TOS 72 Fiber, SMFO, Black outer covering 323.65

Conduit/Tray No: 2490-ID-B Reference: 

                   Size: 25.4           Type: Brown, Smooth Innerduct, HDPE w/ pull rope

From: *7678      To: TOS/COM Vault at Pier E18R

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 254.57

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Spare

Conduit/Tray No: 2490-ID-C Reference: 

                   Size: 25.4           Type: White, Smooth Innerduct, HDPE w/ pull rope

From: *7678      To: TOS/COM Vault at Pier E18R

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 254.57

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Spare

Conduit/Tray No: 2490-ID-D Reference: 

                   Size: 25.4           Type: Blue, Smooth Innerduct, HDPE w/ pull rope

From: *7678      To: TOS/COM Vault at Pier E18R

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 337.31

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Spare

Conduit/Tray No: 2491-ID-A Reference: 

                   Size: 25.4           Type: Black, Smooth Innerduct, HDPE w/ pull rope

From: TOS/COM Vault at Pier E18R      To: TOS/COM cell at Pier E21R

Total Fill (mm2): 323.65     Remarks: 

Allowable Fill (mm2): 337.31

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2475-6 TOS 72 Fiber, SMFO, Black outer covering 323.65
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CONDUIT AND TRAY SCHEDULE
ROADWAY AND GIRDER LEVEL EASTBOUND

Conduit/Tray No: 2492-ID-A Reference: 

                   Size: 25.4           Type: Black, Smooth Innerduct, HDPE w/ pull rope

From: TOS/COM cell at Pier E21R      To: *Manhole MH-12

Total Fill (mm2): 323.65     Remarks: 

Allowable Fill (mm2): 337.31

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2475-7 TOS 72 Fiber, SMFO, Black outer covering 323.65

Conduit/Tray No: 2492-ID-B Reference: 

                   Size: 25.4           Type: Brown, Smooth Innerduct, HDPE w/ pull rope

From: TOS/COM cell at Pier E21R      To: *Manhole MH-12

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 254.57

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Spare

Conduit/Tray No: 2492-ID-C Reference: 

                   Size: 25.4           Type: White, Smooth Innerduct, HDPE w/ pull rope

From: TOS/COM cell at Pier E21R      To: *Manhole MH-12

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 254.57

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Spare

Conduit/Tray No: 2492-ID-D Reference: 

                   Size: 25.4           Type: Blue, Smooth Innerduct, HDPE w/ pull rope

From: TOS/COM cell at Pier E21R      To: *Manhole MH-12

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 337.31

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Spare

Conduit/Tray No: 2615 Reference: E-10

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 98.10     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2802 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2616 Reference: E-10

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 98.10     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2802 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2617 Reference: E-10

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 98.10     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2802 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2618 Reference: E-10, E-11

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 98.10     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2802 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
ROADWAY AND GIRDER LEVEL EASTBOUND

Conduit/Tray No: 2619 Reference: E-11

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2710 Reference: E-10, E-41

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: Junction Box - Bike Path

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2711 Reference: E-10, E-41

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: Junction Box - Bike Path

Total Fill (mm2): 133.19     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

LP282-6/8 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2713 Reference: E-11, E-41

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: Junction Box - Bike Path

Total Fill (mm2): 133.19     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

LP282-1/3 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2715 Reference: E-10

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 266.38     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2006-1 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

A-2007-1 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2716 Reference: E-10

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 266.38     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2006-1 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

A-2007-1 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2717 Reference: E-10

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 266.38     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2006-1 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

A-2007-1 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2718 Reference: E-10

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 266.38     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2006-1 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

A-2007-1 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
ROADWAY AND GIRDER LEVEL EASTBOUND

Conduit/Tray No: 2719 Reference: E-10

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 266.38     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2006-1 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

A-2007-1 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2720 Reference: E-10

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 266.38     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2006-1 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

A-2007-1 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2721 Reference: E-10

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 266.38     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2006-1 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

A-2007-1 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2722 Reference: E-11

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2724 Reference: E-11

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2725 Reference: E-11

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2815 Reference: E-10

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2008-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2816 Reference: E-10

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 309.08     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2008-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

UP272-2B 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23
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CONDUIT AND TRAY SCHEDULE
ROADWAY AND GIRDER LEVEL EASTBOUND

Conduit/Tray No: 2817 Reference: E-10

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 309.08     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2008-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

UP272-2B 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 2818 Reference: E-10

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 309.08     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2008-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

UP272-2B 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 2819 Reference: E-10

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 346.04     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2008-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

LP282-1/3 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2820 Reference: E-10

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2008-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2821 Reference: E-10

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 346.04     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2008-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

LP282-1/3 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2822 Reference: E-11

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 346.04     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2008-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

LP282-1/3 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2824 Reference: E-11

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2008-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
ROADWAY AND GIRDER LEVEL EASTBOUND

Conduit/Tray No: 2T39 Reference: E-37

                   Size: 610           Type: 152 mm siderail ladder tray

From: Pier E22R column      To: Pier E22R column

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 16774.16

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Conduit/Tray No: 2T40 Reference: E-37

                   Size: 305           Type: 152 mm siderail ladder tray

From: Pier E22R column      To: Pier E22R column

Total Fill (mm2): 3086.77     Remarks: 

Allowable Fill (mm2): 8387.08

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2621 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2622 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2626 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2627 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2656-1 1-3/C #16, 600 V, EPR insulation 62.07

2656-2 1-3/C #16, 600 V, EPR insulation 62.07

A-2005 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

A-2006 1-3/C + Gnd, #8, 600 V, EPR insulation 262.68

A-2007 1-3/C + Gnd, #8, 600 V, EPR insulation 262.68

S-2601 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

S-2602 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Conduit/Tray No: 2T41 Reference: E-37

                   Size: 305           Type: 152 mm siderail ladder tray

From: Pier E22R column      To: Pier E22R column

Total Fill (mm2): 2628.48     Remarks: 

Allowable Fill (mm2): 8387.08

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2392 3-1/C #4/0, 15 KV, EPR insulation 2628.48

Conduit/Tray No: 2825 Reference: E-11

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 346.04     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2008-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

LP282-1/3 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2T25 Reference: E-37

                   Size: 610           Type: 152 mm siderail ladder tray

From: Pier E22R column      To: Pier E22R column

Total Fill (mm2): 4296.43     Remarks: 

Allowable Fill (mm2): 16774.16

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2473-26 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

2474-26 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

2475-7 TOS 72 Fiber, SMFO, Black outer covering 323.65

2483-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2506-12A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-12B 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-12C 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-12D 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-13A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-14A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-14B 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-15A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-16A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-17A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-18A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-19A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-19B 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-6 4 pair #24, overall shielded, 300 V, PE insulation (Type IC) 77.13
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CONDUIT AND TRAY SCHEDULE
ROADWAY AND GIRDER LEVEL EASTBOUND

Conduit/Tray No: 5305 Reference: E-19, E-31, E-33, E-36

                   Size: 103           Type: RGS conduit

From: 15 kV Vault at Hinge FE      To: 15 kV Vault at Pier E22R

Total Fill (mm2): 2628.48     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2392 3-1/C #4/0, 15 KV, EPR insulation 2628.48

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5306 Reference: E-19, E-31, E-33, E-36

                   Size: 103           Type: RGS conduit

From: 15 kV Vault at Hinge FE      To: 15 kV Vault at Pier E22R

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5307 Reference: E-20, E-36, E-37, E-47

                   Size: 103           Type: RGS conduit

From: Transition Cell at Pier E22R      To: 2T40

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5308 Reference: E-36, E-37, E-47

                   Size: 103           Type: RGS conduit

From: 15 kV Vault at Pier E22R      To:  2T41

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5309 Reference: E-36, E-37, E-47

                   Size: 103           Type: RGS conduit

From: 15 kV Vault at Pier E22R      To:  2T41

Total Fill (mm2): 2628.48     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2392 3-1/C #4/0, 15 KV, EPR insulation 2628.48

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5310 Reference: E-36, E-37, E-47

                   Size: 103           Type: RGS conduit

From: 15 kV Vault at Pier E22R      To:  2T41

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5317 Reference: E-19, E-31, E-33, E-36

                   Size: 103           Type: RGS conduit

From: 15 kV Vault at Hinge FE      To: 15 kV Vault at Pier E22R

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5318 Reference: E-19, E-31, E-33, E-36

                   Size: 103           Type: RGS conduit

From: 15 kV Vault at Hinge FE      To: 15 kV Vault at Pier E22R

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
ROADWAY AND GIRDER LEVEL EASTBOUND

Conduit/Tray No: 5319 Reference: E-19, E-31, E-33, E-36

                   Size: 103           Type: RGS conduit

From: 15 kV Vault at Hinge FE      To: 15 kV Vault at Pier E22R

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5328 Reference: E-19, E-31, E-48, E-49

                   Size: 103           Type: RGS conduit

From: TOS/COM Vault at Hinge FE      To: TOS/COM cell at Pier E21R

Total Fill (mm2): 3503.08     Remarks: 

Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2491-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2491-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2491-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2491-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5329 Reference: E-19, E-31, E-48, E-49

                   Size: 103           Type: RGS conduit

From: TOS/COM Vault at Hinge FE      To: TOS/COM cell at Pier E21R

Total Fill (mm2): 2403.42     Remarks: 

Allowable Fill (mm2): 2576.49

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2473-25 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

2474-25 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5330 Reference: E-19, E-31, E-33, E-36

                   Size: 103           Type: RGS conduit

From: TOS/COM Vault at Hinge FE      To: TOS/COM Vault at Pier E22R

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5331 Reference: E-19, E-31, E-33, E-36

                   Size: 103           Type: RGS conduit

From: TOS/COM Vault at Hinge FE      To: TOS/COM Vault at Pier E22R

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5332 Reference: E-19, E-31, E-33, E-36

                   Size: 103           Type: RGS conduit

From: TOS/COM Vault at Hinge FE      To: TOS/COM Vault at Pier E22R

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5333 Reference: E-19, E-31, E-33, E-36

                   Size: 103           Type: RGS conduit

From: TOS/COM Vault at Hinge FE      To: TOS/COM Vault at Pier E22R

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5335 Reference: E-36, E-37, E-47

                   Size: 103           Type: RGS conduit

From: TOS/COM Vault at Pier E22R      To: 2T25

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
ROADWAY AND GIRDER LEVEL EASTBOUND

Conduit/Tray No: 5336 Reference: E-36, E-37, E-47

                   Size: 103           Type: RGS conduit

From: TOS/COM Vault at Pier E22R      To: 2T39

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5337 Reference: E-36, E-37, E-47

                   Size: 103           Type: RGS conduit

From: TOS/COM Vault at Pier E22R      To: 2T39

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5338 Reference: E-36, E-37, E-47

                   Size: 103           Type: RGS conduit

From: TOS/COM Vault at Pier E22R      To: 2T39

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5339 Reference: E-36, E-37, E-47

                   Size: 103           Type: RGS conduit

From: TOS/COM Vault at Pier E22R      To: 2T39

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5342 Reference: E-19, E-31, E-33, E-36

                   Size: 103           Type: RGS conduit

From: TOS/COM Vault at Hinge FE      To: TOS/COM Vault at Pier E22R

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5343 Reference: E-19, E-31, E-33, E-36

                   Size: 103           Type: RGS conduit

From: TOS/COM Vault at Hinge FE      To: TOS/COM Vault at Pier E22R

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5346 Reference: E-19,E-33, E-36, E-47

                   Size: 103           Type: RGS conduit

From: TOS/COM cell at Pier E21R      To: TOS/COM Vault at Pier E22R

Total Fill (mm2): 3503.08     Remarks: 

Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2492-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2492-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2492-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2492-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5347 Reference: E-19, E-33, E-36, E-47

                   Size: 103           Type: RGS conduit

From: TOS/COM cell at Pier E21R      To: TOS/COM Vault at Pier E22R

Total Fill (mm2): 2403.42     Remarks: 

Allowable Fill (mm2): 2576.49

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2473-26 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

2474-26 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
ROADWAY AND GIRDER LEVEL EASTBOUND

Conduit/Tray No: 5348 Reference: E-36, E-37, E-47

                   Size: 103           Type: RGS conduit

From: 15 kV Vault at Pier E22R      To:  2T41

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5349 Reference: E-34

                   Size: 103           Type: Liquidtight flex metal conduit

From: TOS/COM cell at Pier E21R      To: Tel Term Box #TEL-23E

Total Fill (mm2): 1201.71     Remarks: 

Allowable Fill (mm2): 4339.96

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2473-26 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5352 Reference: E-19

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 98.10     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2804 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5354 Reference: E-34

                   Size: 103           Type: Liquidtight flex metal conduit

From: TOS/COM cell at Pier E21R      To: Tel Term Box #TEL-23E

Total Fill (mm2): 1201.71     Remarks: 

Allowable Fill (mm2): 4339.96

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2473-25 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5355 Reference: E-36, E-37, E-47

                   Size: 103           Type: RGS conduit

From: TOS/COM Vault at Pier E22R      To: 2T25

Total Fill (mm2): 3503.08     Remarks: 

Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2492-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2492-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2492-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2492-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5356 Reference: E-19, E-33

                   Size: 41           Type: RGS conduit

From: TOS/COM cell at Pier E21R      To: PB-COM

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5357 Reference: E-34

                   Size: 78           Type: RGS-PVC coated conduit

From: Wireway 23E      To: Lighting Panel LP-282

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5358 Reference: E-19, E-33

                   Size: 41           Type: RGS conduit

From: 600 V cell at Pier E21R      To: PB-LTG

Total Fill (mm2): 362.61     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

LP282-1/3 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

LP282-6/8 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

Pull Rope Soft-Fiber Polyester 0.00

UP272-2A 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23
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CONDUIT AND TRAY SCHEDULE
ROADWAY AND GIRDER LEVEL EASTBOUND

Conduit/Tray No: 5359 Reference: E-19, E-33

                   Size: 41           Type: RGS conduit

From: 600 V cell at Pier E21R      To: PB-LTG

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5362 Reference: E-19

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5364 Reference: E-19, E-33

                   Size: 41           Type: RGS conduit

From: TOS/COM cell at Pier E21R      To: PB-COM

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5365 Reference: E-36, E-37, E-47

                   Size: 103           Type: RGS conduit

From: TOS/COM Vault at Pier E22R      To: 2T25

Total Fill (mm2): 2403.42     Remarks: 

Allowable Fill (mm2): 2576.49

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2473-26 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

2474-26 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5366 Reference: E-34

                   Size: 103           Type: Liquidtight flex metal conduit

From: TOS/COM cell at Pier E21R      To: SCADA Com. Terminal Box #COM-23E

Total Fill (mm2): 1201.71     Remarks: 

Allowable Fill (mm2): 4339.96

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2474-26 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5367 Reference: E-34

                   Size: 103           Type: Liquidtight flex metal conduit

From: TOS/COM cell at Pier E21R      To: SCADA Com. Terminal Box #COM-23E

Total Fill (mm2): 1201.71     Remarks: 

Allowable Fill (mm2): 4339.96

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2474-25 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5367A Reference: E-34

                   Size: 103           Type: Liquidtight flex metal conduit

From: TOS/COM cell at Pier E21R      To: Service Platform # 23E

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 3275.44

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5372 Reference: E-19, E-31, E-33, E-36

                   Size: 103           Type: RGS conduit

From: TOS/COM Vault at Hinge FE      To: TOS/COM Vault at Pier E22R

Total Fill (mm2): 3503.08     Remarks: 

Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2483-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2485-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2485-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2485-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
ROADWAY AND GIRDER LEVEL EASTBOUND

Conduit/Tray No: 5377 Reference: E-34

                   Size: 78           Type: Liquidtight flex metal conduit

From: 
Fiberoptic Splice

 Closure FSC 23ES
             To: TOS/COM cell at Pier E21R

Total Fill (mm2): 2466.24     Remarks: 

Allowable Fill (mm2): 2555.90

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2489-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2489-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2489-ID-C 12.70 mm, White, Smooth innerduct, HDPE w/ pull rope 357.35

2489-ID-D 12.70 mm, Blue, Smooth innerduct, HDPE w/ pull rope 357.35

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5384 Reference: E-36, E-37, E-47

                   Size: 103           Type: RGS conduit

From: TOS/COM Vault at Pier E22R      To: 2T25

Total Fill (mm2): 3503.08     Remarks: 

Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2483-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2485-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2485-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2485-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5385 Reference: E-36, E-37, E-47

                   Size: 103           Type: RGS conduit

From: TOS/COM Vault at Pier E22R      To: 2T25

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5388 Reference: E-19, E-31, E-47, , E-48

                   Size: 103           Type: RGS conduit

From: *5388      To: 600 V cell at Pier E21R

Total Fill (mm2): 0.00     Remarks: Connect conduit to (E) conduit.

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5390 Reference: E-19, E-31, E-48

                   Size: 41           Type: RGS conduit

From: *5390      To: PB-COM

Total Fill (mm2): 98.10     Remarks: Connect conduit to (E) conduit.

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2802 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5391 Reference: E-19, E-31, E-48

                   Size: 41           Type: RGS conduit

From: *5391      To: PB-LTG

Total Fill (mm2): 266.38     Remarks: Connect conduit to (E) conduit.

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2006-1 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

A-2007-1 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5392 Reference: E-19, E-31, E-48

                   Size: 41           Type: RGS conduit

From: *5392      To: PB-LTG

Total Fill (mm2): 0.00     Remarks: Connect conduit to (E) conduit.

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
ROADWAY AND GIRDER LEVEL EASTBOUND

Conduit/Tray No: 5407 Reference: E-19, E-31, E-47, E-48

                   Size: 103           Type: RGS conduit

From: *5407      To: 600 V cell at Pier E21R

Total Fill (mm2): 324.29     Remarks: Connect conduit to (E) conduit.

Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

S-2601 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Conduit/Tray No: 5411 Reference: E-19, E-31, E-48

                   Size: 41           Type: RGS conduit

From: *5411      To: PB-LTG

Total Fill (mm2): 0.00     Remarks: Connect conduit to (E) conduit.

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5412 Reference: E-19, E-31, E-48

                   Size: 41           Type: RGS conduit

From: *5412      To: PB-LTG

Total Fill (mm2): 175.89     Remarks: Connect conduit to (E) conduit.

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2005-2 3-1/C #6, 600 V, RHH/RHW insulation 175.89

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5413 Reference: E-19, E-31, E-48

                   Size: 41           Type: RGS conduit

From: *5413      To: PB-COM

Total Fill (mm2): 0.00     Remarks: Connect conduit to (E) conduit.

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5416 Reference: E-19, E-31, E-48

                   Size: 103           Type: RGS conduit

From: *5416      To: TOS/COM cell at Pier E21R

Total Fill (mm2): 0.00     Remarks: Connect conduit to (E) conduit.

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5417 Reference: E-19, E-31, E-47, E-48

                   Size: 103           Type: RGS conduit

From: *5417      To: 600 V cell at Pier E21R

Total Fill (mm2): 794.27     Remarks: Connect conduit to (E) conduit.

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2621 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2626 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2656-1 1-3/C #16, 600 V, EPR insulation 62.07

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5419 Reference: E-19, E-33, E-36

                   Size: 103           Type: RGS conduit

From: 600 V cell at Pier E21R      To: Transition Cell at Pier E22R

Total Fill (mm2): 324.29     Remarks: 

Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

S-2601 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Conduit/Tray No: 5422 Reference: E-19, E-33

                   Size: 41           Type: RGS conduit

From: 600 V cell at Pier E21R      To: PB-LTG

Total Fill (mm2): 96.23     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP272-2A 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23
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CONDUIT AND TRAY SCHEDULE
ROADWAY AND GIRDER LEVEL EASTBOUND

Conduit/Tray No: 5423 Reference: E-19, E-33

                   Size: 41           Type: RGS conduit

From: 600 V cell at Pier E21R      To: PB-LTG

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5426 Reference: E-20, E-36

                   Size: 41           Type: RGS conduit

From: Transition Cell at Pier E22R      To: PB-LTG

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5427 Reference: E-20, E-36

                   Size: 53           Type: RGS conduit

From: Junction Box at Pier E22R      To: PB-LTG

Total Fill (mm2): 525.36     Remarks: 

Allowable Fill (mm2): 681.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2006 1-3/C + Gnd, #8, 600 V, EPR insulation 262.68

A-2007 1-3/C + Gnd, #8, 600 V, EPR insulation 262.68

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5428 Reference: E-20, E-36

                   Size: 103           Type: RGS conduit

From: TOS/COM Vault at Pier E22R      To: Junction Box

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5428A Reference: E-19, E-33, E-47

                   Size: 103           Type: RGS conduit

From: Junction Box      To: TOS/COM cell at Pier E21R

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5429 Reference: E-19, E-33, E-36

                   Size: 103           Type: RGS conduit

From: 600 V cell at Pier E21R      To: Transition Cell at Pier E22R

Total Fill (mm2): 1588.54     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2621 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2622 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2626 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2627 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2656-1 1-3/C #16, 600 V, EPR insulation 62.07

2656-2 1-3/C #16, 600 V, EPR insulation 62.07

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5432 Reference: E-20, E-36

                   Size: 41           Type: RGS conduit

From: Transition Cell at Pier E22R      To: PB-LTG

Total Fill (mm2): 324.29     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

S-2602 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Conduit/Tray No: 5433 Reference: E-20, E-36

                   Size: 41           Type: RGS conduit

From: Transition Cell at Pier E22R      To: PB-LTG

Total Fill (mm2): 324.29     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2005 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
ROADWAY AND GIRDER LEVEL EASTBOUND

Conduit/Tray No: 5436 Reference: E-34

                   Size: 78           Type: Liquidtight flex metal conduit

From: TOS/COM cell at Pier E21R      To: PB-2B

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 1928.98

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5437 Reference: E-34

                   Size: 78           Type: Liquidtight flex metal conduit

From: TOS/COM cell at Pier E21R      To: PB-2B

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 1928.98

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5442 Reference: E-19, E-20, E-33, E-34, E-36

                   Size: 41           Type: RGS-PVC coated conduit

From: Controller Cabinet #TOS-23EA     To: Splice Box PB-4D for PL-E10

Total Fill (mm2): 316.24     Remarks: 

Allowable Fill (mm2): 702.80

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2861 10 DLC 316.24

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5443 Reference: E-20, E-36, E-37

                   Size: 41           Type: RGS conduit

From: 
PB-2D inside Pier

 E22R column
             To: PB-LTG

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5444 Reference: E-20, E-36, E-37

                   Size: 41           Type: RGS conduit

From: 
PB-2D inside Pier

 E22R column
             To: PB-LTG

Total Fill (mm2): 324.29     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2008 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5445 Reference: E-36, E-37

                   Size: 41           Type: RGS conduit

From: 
PB-2C inside Pier

 E22R column
             To: PB-COM

Total Fill (mm2): 98.10     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2806 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5446 Reference: E-36, E-37

                   Size: 41           Type: RGS conduit

From: 
PB-2C inside Pier

 E22R column
             To: PB-COM

Total Fill (mm2): 98.10     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2802 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5450 Reference: E-20, E-36, E-37, E-47

                   Size: 103           Type: RGS conduit

From: Transition Cell at Pier E22R      To: 2T40

Total Fill (mm2): 1588.54     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2621 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2622 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2626 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2627 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2656-1 1-3/C #16, 600 V, EPR insulation 62.07

2656-2 1-3/C #16, 600 V, EPR insulation 62.07

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
ROADWAY AND GIRDER LEVEL EASTBOUND

Conduit/Tray No: 5451 Reference: E-20,E-36, E-47

                   Size: 103           Type: RGS conduit

From: Transition Cell at Pier E22R      To: 2T40

Total Fill (mm2): 972.87     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2005 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Pull Rope Soft-Fiber Polyester 0.00

S-2601 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

S-2602 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Conduit/Tray No: 5452 Reference: E-20, E-36, E-47

                   Size: 103           Type: RGS conduit

From: Junction Box at Pier E22R      To: 2T40

Total Fill (mm2): 525.36     Remarks: 

Allowable Fill (mm2): 2576.49

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2006 1-3/C + Gnd, #8, 600 V, EPR insulation 262.68

A-2007 1-3/C + Gnd, #8, 600 V, EPR insulation 262.68

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5453 Reference: E-20, E-36, E-47

                   Size: 103           Type: RGS conduit

From: Transition Cell at Pier E22R      To: 2T40

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5454 Reference: E-36, E-37, E-47

                   Size: 103           Type: RGS conduit

From: 15 kV Vault at Pier E22R      To:  2T41

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5549 Reference: E-19, E-48, E-49

                   Size: 103           Type: RGS conduit

From: Girder type D near Pier E21R     To: Girder type B near Pier E21R

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5554 Reference: E-19, E-48, E-49

                   Size: 103           Type: RGS conduit

From: Girder type D near Pier E21R     To: Girder type B near Pier E21R

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5566 Reference: E-19

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5567 Reference: E-20, E-36

                   Size: 103           Type: RGS conduit

From: Transition Cell at Pier E22R      To: Junction Box at Pier E22R

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
ROADWAY AND GIRDER LEVEL EASTBOUND

Conduit/Tray No: 5576 Reference: E-19

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5577 Reference: E-19, E-47

                   Size: 103           Type: RGS conduit

From: TOS/COM cell at Pier E21R      To: Girder type F near Pier E21R

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5578 Reference: E-19, E-47

                   Size: 103           Type: RGS conduit

From: TOS/COM cell at Pier E21R      To: Girder type F near Pier E21R

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5824 Reference: E-34

                   Size: 53           Type: Liquidtight flex metal conduit

From: Wireway 23E      To: 15 kVA Transformer 480 V-208/120 V

Total Fill (mm2): 366.10     Remarks: 

Allowable Fill (mm2): 1109.96

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2627-1 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5824A Reference: E-34

                   Size: 53           Type: Liquidtight flex metal conduit

From: Wireway 23E      To: 15 kVA Transformer 480 V-208/120 V

Total Fill (mm2): 624.31     Remarks: 

Allowable Fill (mm2): 1109.96

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2627-2 1-4/C + Gnd, #2, 600 V, EPR insulation 624.31

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5825 Reference: E-34

                   Size: 78           Type: RGS-PVC coated conduit

From: Wireway 23E      To: 480 V Circuit Breaker

Total Fill (mm2): 732.20     Remarks: 

Allowable Fill (mm2): 1499.81

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2627 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2627-1 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5826 Reference: E-34

                   Size: 53           Type: Liquidtight flex metal conduit

From: Wireway 23E      To: 15 kVA Transformer 480 V-208/120 V

Total Fill (mm2): 366.10     Remarks: 

Allowable Fill (mm2): 1109.96

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2622-1 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5826A Reference: E-34

                   Size: 53           Type: Liquidtight flex metal conduit

From: Wireway 23E      To: 15 kVA Transformer 480 V-208/120 V

Total Fill (mm2): 624.31     Remarks: 

Allowable Fill (mm2): 1109.96

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2622-2 1-4/C + Gnd, #2, 600 V, EPR insulation 624.31

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
ROADWAY AND GIRDER LEVEL EASTBOUND

Conduit/Tray No: 5827 Reference: E-34

                   Size: 78           Type: RGS-PVC coated conduit

From: Wireway 23E      To: 480 V Circuit Breaker

Total Fill (mm2): 732.20     Remarks: 

Allowable Fill (mm2): 1499.81

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2622 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2622-1 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5828 Reference: E-34

                   Size: 103           Type: Liquidtight flex metal conduit

From: Service Platform # 23E      To: 600 V cell at Pier E21R

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 3275.44

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5831 Reference: E-34

                   Size: 78           Type: RGS-PVC coated conduit

From: Wireway 23E      To: Utility Panel UP-272

Total Fill (mm2): 624.31     Remarks: 

Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2627-2 1-4/C + Gnd, #2, 600 V, EPR insulation 624.31

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5832 Reference: E-34

                   Size: 78           Type: RGS-PVC coated conduit

From: Wireway 23E      To: Utility Panel UP-272

Total Fill (mm2): 96.23     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP272-2A 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 5833 Reference: E-34

                   Size: 78           Type: RGS-PVC coated conduit

From: Wireway 23E      To: Utility Panel UP-272

Total Fill (mm2): 229.49     Remarks: 

Allowable Fill (mm2): 1499.81

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP272-10 1-2/C + Gnd, #10, 600 V, EPR insulation 126.88

UP272-5 1-2/C + Gnd, #12, 600 V, EPR insulation 102.61

Conduit/Tray No: 5834 Reference: E-34

                   Size: 78           Type: RGS-PVC coated conduit

From: Wireway 23E      To: Lighting Panel LP-282

Total Fill (mm2): 266.38     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

LP282-1/3 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

LP282-6/8 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5835 Reference: E-34

                   Size: 78           Type: RGS-PVC coated conduit

From: Wireway 23E      To: Lighting Panel LP-282

Total Fill (mm2): 624.31     Remarks: 

Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2622-2 1-4/C + Gnd, #2, 600 V, EPR insulation 624.31

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5836 Reference: E-34

                   Size: 78           Type: RGS-PVC coated conduit

From: Wireway 23E      To: Lighting Panel LP-282

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
ROADWAY AND GIRDER LEVEL EASTBOUND

Conduit/Tray No: 5837 Reference: E-34

                   Size: 78           Type: RGS-PVC coated conduit

From: 
Fiberoptic Splice

 Closure FSC 23ES
             To: Controller Cabinet #TOS-23EA

Total Fill (mm2): 30.19     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2475-5B TOS 12 Fiber, SMFO , Black outer covering 30.19

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5841 Reference: E-34

                   Size: 78           Type: Liquidtight flex metal conduit

From: Wireway 23E      To: 600 V cell at Pier E21R

Total Fill (mm2): 266.38     Remarks: 

Allowable Fill (mm2): 1928.98

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

LP282-1/3 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

LP282-6/8 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5842 Reference: E-34

                   Size: 78           Type: Liquidtight flex metal conduit

From: Wireway 23E      To: 600 V cell at Pier E21R

Total Fill (mm2): 732.20     Remarks: 

Allowable Fill (mm2): 1494.96

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2622 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2627 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5843 Reference: E-34

                   Size: 78           Type: Liquidtight flex metal conduit

From: Wireway 23E      To: 600 V cell at Pier E21R

Total Fill (mm2): 62.07     Remarks: 

Allowable Fill (mm2): 2555.90

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2656-2 1-3/C #16, 600 V, EPR insulation 62.07

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 5844 Reference: E-34

                   Size: 78           Type: Liquidtight flex metal conduit

From: Wireway 23E      To: 600 V cell at Pier E21R

Total Fill (mm2): 96.23     Remarks: 

Allowable Fill (mm2): 1928.98

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP272-2A 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 7001 Reference: E-33

                   Size: 41           Type: RGS conduit

From: PB-F      To: TOS/COM cell at Pier E21R

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 7002 Reference: E-10

                   Size: 41           Type: RGS conduit

From: PB-F      To: PB-F

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 7003 Reference: E-11

                   Size: 41           Type: RGS conduit

From: PB-F      To: PB-F

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
ROADWAY AND GIRDER LEVEL EASTBOUND

Conduit/Tray No: 7004 Reference: E-20, E-36

                   Size: 41           Type: RGS conduit

From: PB-F      To: Transition Cell at Pier E22R

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: Wireway 23E Reference: E-34

                   Size: 203.2           Type: 203 mm x 203 mm Wireway, Nema 4X

From: Service Platform # 23E      To: Service Platform # 23E

Total Fill (mm2): 3367.19     Remarks: 

Allowable Fill (mm2): 8258.05

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2622 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2622-1 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2622-2 1-4/C + Gnd, #2, 600 V, EPR insulation 624.31

2627 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2627-1 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2627-2 1-4/C + Gnd, #2, 600 V, EPR insulation 624.31

2656-2 1-3/C #16, 600 V, EPR insulation 62.07

LP282-1/3 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

LP282-6/8 3 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 133.19

UP272-10 1-2/C + Gnd, #10, 600 V, EPR insulation 126.88

UP272-2A 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

UP272-5 1-2/C + Gnd, #12, 600 V, EPR insulation 102.61
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: *0205 Reference: E-72, E-106

                   Size: 103           Type: RGS conduit

From: *12.47 kV Switchgear      To: *Manhole MH-1

Total Fill (mm2): 2628.48     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2392 3-1/C #4/0, 15 KV, EPR insulation 2628.48

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0212 Reference: E-72, E-106

                   Size: 103           Type: RGS conduit

From: *Manhole MH-1      To: *Manhole MH-5

Total Fill (mm2): 2628.48     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2392 3-1/C #4/0, 15 KV, EPR insulation 2628.48

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0225 Reference: E-72

                   Size: 103           Type: RGS conduit

From: *Manhole MH-5      To: *Manhole MH-9

Total Fill (mm2): 2628.48     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2392 3-1/C #4/0, 15 KV, EPR insulation 2628.48

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0238 Reference: E-37, E-66

                   Size: 103           Type: RGS conduit

From: *Manhole MH-9      To: Pier E22R column

Total Fill (mm2): 2628.48     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2392 3-1/C #4/0, 15 KV, EPR insulation 2628.48

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0300 Reference: E-72, E-106

                   Size: 103           Type: RGS conduit

From: *PB-COM Mole      To: *Manhole MH-4

Total Fill (mm2): 3503.08     Remarks: (E) conduit. Add innerducts. For routed 

cables, see circuit schedule
Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2483-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2485-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2485-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2485-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0301 Reference: E-72, E-106

                   Size: 103           Type: RGS conduit

From: *PB-COM Mole      To: *Manhole MH-4

Total Fill (mm2): 196.20     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 2576.49

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1807 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

1808 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0305 Reference: E-72, E-106

                   Size: 103           Type: RGS conduit

From: *PB-COM Mole      To: *Manhole MH-4

Total Fill (mm2): 2403.42     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 2576.49

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2473-26 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

2474-26 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: *0306 Reference: E-72, E-106

                   Size: 103           Type: RGS conduit

From: *PB-COM Mole      To: *Manhole MH-4

Total Fill (mm2): 392.40     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2802 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

2806 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

2807 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

2808 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0310 Reference: E-72, E-106

                   Size: 103           Type: RGS conduit

From: *Manhole MH-4      To: *Manhole MH-8

Total Fill (mm2): 392.40     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2802 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

2806 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

2807 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

2808 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0312 Reference: E-72, E-106

                   Size: 103           Type: RGS conduit

From: *Manhole MH-4      To: *Manhole MH-8

Total Fill (mm2): 196.20     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 2576.49

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1807 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

1808 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0314 Reference: E-72, E-106

                   Size: 103           Type: RGS conduit

From: *Manhole MH-4      To: *Manhole MH-8

Total Fill (mm2): 3503.08     Remarks: (E) conduit.  Add innerducts. For routed 

cables, see circuit schedule
Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2483-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2485-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2485-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2485-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0315 Reference: E-72, E-106

                   Size: 103           Type: RGS conduit

From: *Manhole MH-4      To: *Manhole MH-8

Total Fill (mm2): 2403.42     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 2576.49

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2473-26 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

2474-26 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0320 Reference: E-72

                   Size: 103           Type: RGS conduit

From: *Manhole MH-8      To: *Manhole MH-12

Total Fill (mm2): 3503.08     Remarks: (E) conduit. Add innerducts. For routed 

cables, see circuit schedule
Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2483-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2485-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2485-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2485-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0325 Reference: E-72

                   Size: 103           Type: RGS conduit

From: *Manhole MH-8      To: *Manhole MH-12

Total Fill (mm2): 392.40     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2802 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

2806 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

2807 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

2808 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: *0326 Reference: E-72

                   Size: 103           Type: RGS conduit

From: *Manhole MH-8      To: *Manhole MH-12

Total Fill (mm2): 1751.54     Remarks: (E) conduit and innerducts. For routed 

cables, see circuit schedule
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

*2494-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

*2494-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0329 Reference: E-72

                   Size: 103           Type: RGS conduit

From: *Manhole MH-8      To: *Manhole MH-12

Total Fill (mm2): 2403.42     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 2576.49

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2473-26 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

2474-26 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0330 Reference: E-72

                   Size: 103           Type: RGS conduit

From: *Manhole MH-8      To: *Manhole MH-12

Total Fill (mm2): 196.20     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 2576.49

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1807 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

1808 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0336 Reference: E-24, E-66

                   Size: 103           Type: RGS conduit

From: *Manhole MH-12      To: Pier E22L column

Total Fill (mm2): 1751.54     Remarks: (E) conduit and innerducts. For routed 

cables, see circuit schedule
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

*2494-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

*2494-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0346 Reference: E-37 , E-66

                   Size: 103           Type: RGS conduit

From: *Manhole MH-12      To: PB-2D inside Pier E22R column

Total Fill (mm2): 196.20     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 2576.49

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2802 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

2806 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0347 Reference: E-37, E-66

                   Size: 103           Type: RGS conduit

From: *Manhole MH-12      To: Pier E22R column

Total Fill (mm2): 3503.08     Remarks: (E) conduit. Add innerducts. For routed 

cables, see circuit schedule
Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2483-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2485-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2485-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2485-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0349 Reference: E-37, E-66

                   Size: 103           Type: RGS conduit

From: *Manhole MH-12      To: Pier E22R column

Total Fill (mm2): 3503.08     Remarks: (E) conduit. Add innerducts. For routed 

cables, see circuit schedule
Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2492-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2492-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2492-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2492-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: *0357 Reference: E-66

                   Size: 103           Type: RGS conduit

From: *Manhole MH-12      To: 3150 mm from MH-12

Total Fill (mm2): 196.20     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 2576.49

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1807 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

1808 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0358 Reference: E-66

                   Size: 103           Type: RGS conduit

From: *Manhole MH-12      To: 3150 mm from MH-12

Total Fill (mm2): 2466.24     Remarks: (E) conduit. Add innerducts. For routed 

cables, see circuit schedule
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2497-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2497-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2497-ID-C 12.70 mm, White, Smooth innerduct, HDPE w/ pull rope 357.35

2497-ID-D 12.70 mm, Blue, Smooth innerduct, HDPE w/ pull rope 357.35

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0350 Reference: E-37, E-66

                   Size: 103           Type: RGS conduit

From: *Manhole MH-12      To: Pier E22R column

Total Fill (mm2): 2403.42     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 2576.49

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2473-26 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

2474-26 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0355 Reference: E-37, E-66

                   Size: 103           Type: RGS conduit

From: *Manhole MH-12      To: Pier E22R column

Total Fill (mm2): 2403.42     Remarks: Connect to new conduit. Add pull rope

Allowable Fill (mm2): 2576.49

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0355A Reference: E-37, E-66

                   Size: 103           Type: RGS conduit

From: *Manhole MH-12      To: Pier E22R column

Total Fill (mm2): 2403.42     Remarks: Connect to new conduit. Add pull rope

Allowable Fill (mm2): 2576.49

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0356 Reference: E-66

                   Size: 103           Type: RGS conduit

From: *Manhole MH-12      To: 3150 mm from MH-12

Total Fill (mm2): 196.20     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 2576.49

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2807 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

2808 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: *0407 Reference: E-72, E-106

                   Size: 103           Type: RGS conduit

From: *600 V Pull Box Mole      To: *Manhole MH-2

Total Fill (mm2): 372.42     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1656-3 1-3/C #16, 600 V, EPR insulation 62.07

1656-4 1-3/C #16, 600 V, EPR insulation 62.07

1656-5 1-3/C #16, 600 V, EPR insulation 62.07

1656-6 1-3/C #16, 600 V, EPR insulation 62.07

2656-1 1-3/C #16, 600 V, EPR insulation 62.07

2656-2 1-3/C #16, 600 V, EPR insulation 62.07

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0408 Reference: E-72, E-106

                   Size: 103           Type: RGS conduit

From: *600 V Pull Box Mole      To: *Manhole MH-2

Total Fill (mm2): 2146.22     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2610 1-2/C + Gnd, #4, 600 V, EPR insulation 357.53

A-2009 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Pull Rope Soft-Fiber Polyester 0.00

S-2606 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

S-2607 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

S-2608 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

S-2609 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

Conduit/Tray No: *0358A Reference: E-37, E-66

                   Size: 103           Type: RGS conduit

From: *Manhole MH-12      To: Pier E22R column

Total Fill (mm2): 2403.42     Remarks: Connect to new conduit. Add pull rope

Allowable Fill (mm2): 2576.49

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0374 Reference: E-68

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: 150 mm away from end of concrete barrier

Total Fill (mm2): 192.46     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP173-16A 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

UP173-8A 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: *0404 Reference: E-72, E-106

                   Size: 103           Type: RGS conduit

From: *600 V Pull Box Mole      To: *Manhole MH-2

Total Fill (mm2): 1822.52     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2005 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

A-2006 1-3/C + Gnd, #8, 600 V, EPR insulation 262.68

A-2007 1-3/C + Gnd, #8, 600 V, EPR insulation 262.68

A-2008 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Pull Rope Soft-Fiber Polyester 0.00

S-2601 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

S-2602 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Conduit/Tray No: *0405 Reference: E-72, E-106

                   Size: 103           Type: RGS conduit

From: *600 V Pull Box Mole      To: *Manhole MH-2

Total Fill (mm2): 2972.76     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1628 1-2/C + Gnd,  #1/0, 600 V, EPR insulation 754.18

2621 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2622 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2626 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2627 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2629 1-2/C + Gnd,  #1/0, 600 V, EPR insulation 754.18

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: *0421 Reference: E-72, E-106

                   Size: 103           Type: RGS conduit

From: *Manhole MH-2      To: *Manhole MH-6

Total Fill (mm2): 372.42     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1656-3 1-3/C #16, 600 V, EPR insulation 62.07

1656-4 1-3/C #16, 600 V, EPR insulation 62.07

1656-5 1-3/C #16, 600 V, EPR insulation 62.07

1656-6 1-3/C #16, 600 V, EPR insulation 62.07

2656-1 1-3/C #16, 600 V, EPR insulation 62.07

2656-2 1-3/C #16, 600 V, EPR insulation 62.07

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0422 Reference: E-72, E-106

                   Size: 103           Type: RGS conduit

From: *Manhole MH-2      To: *Manhole MH-6

Total Fill (mm2): 2146.22     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2610 1-2/C + Gnd, #4, 600 V, EPR insulation 357.53

A-2009 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Pull Rope Soft-Fiber Polyester 0.00

S-2606 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

S-2607 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

S-2608 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

S-2609 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

Conduit/Tray No: *0413A Reference: E-72, E-73, E-113

                   Size: 103           Type: RGS conduit

From: *Manhole MH-6      To: PB-10

Total Fill (mm2): 324.29     Remarks: (E) conduit. add new cable (s) as listed 

below.
Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0414 Reference: E-113

                   Size: 78           Type: RGS conduit

From: PB-10      To: PB-10

Total Fill (mm2): 324.29     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0418 Reference: E-72, E-106

                   Size: 103           Type: RGS conduit

From: *Manhole MH-2      To: *Manhole MH-6

Total Fill (mm2): 2972.76     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1628 1-2/C + Gnd,  #1/0, 600 V, EPR insulation 754.18

2621 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2622 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2626 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2627 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2629 1-2/C + Gnd,  #1/0, 600 V, EPR insulation 754.18

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0419 Reference: E-72, E-106

                   Size: 103           Type: RGS conduit

From: *Manhole MH-2      To: *Manhole MH-6

Total Fill (mm2): 1822.52     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2005 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

A-2006 1-3/C + Gnd, #8, 600 V, EPR insulation 262.68

A-2007 1-3/C + Gnd, #8, 600 V, EPR insulation 262.68

A-2008 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Pull Rope Soft-Fiber Polyester 0.00

S-2601 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

S-2602 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: *0427 Reference: E-113

                   Size: 78           Type: RGS conduit

From: PB-10      To: Lighting Panel LP-283

Total Fill (mm2): 425.70     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

LP283-1/3 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

LP283-6/8 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0432 Reference: E-72

                   Size: 103           Type: RGS conduit

From: *Manhole MH-6      To: *Manhole MH-10

Total Fill (mm2): 1822.52     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2005 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

A-2006 1-3/C + Gnd, #8, 600 V, EPR insulation 262.68

A-2007 1-3/C + Gnd, #8, 600 V, EPR insulation 262.68

A-2008 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Pull Rope Soft-Fiber Polyester 0.00

S-2601 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

S-2602 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Conduit/Tray No: *0433 Reference: E-72

                   Size: 103           Type: RGS conduit

From: *Manhole MH-6      To: *Manhole MH-10

Total Fill (mm2): 2972.76     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1628 1-2/C + Gnd,  #1/0, 600 V, EPR insulation 754.18

2621 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2622 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2626 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2627 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2629 1-2/C + Gnd,  #1/0, 600 V, EPR insulation 754.18

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0436 Reference: E-72

                   Size: 103           Type: RGS conduit

From: *Manhole MH-6      To: *Manhole MH-10

Total Fill (mm2): 1821.93     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2610 1-2/C + Gnd, #4, 600 V, EPR insulation 357.53

Pull Rope Soft-Fiber Polyester 0.00

S-2606 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

S-2607 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

S-2608 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

S-2609 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

Conduit/Tray No: *0437 Reference: E-72

                   Size: 103           Type: RGS conduit

From: *Manhole MH-6      To: *Manhole MH-10

Total Fill (mm2): 372.42     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1656-3 1-3/C #16, 600 V, EPR insulation 62.07

1656-4 1-3/C #16, 600 V, EPR insulation 62.07

1656-5 1-3/C #16, 600 V, EPR insulation 62.07

1656-6 1-3/C #16, 600 V, EPR insulation 62.07

2656-1 1-3/C #16, 600 V, EPR insulation 62.07

2656-2 1-3/C #16, 600 V, EPR insulation 62.07

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0455 Reference: E-37, E-66

                   Size: 103           Type: RGS conduit

From: *Manhole MH-10      To: Pier E22R column

Total Fill (mm2): 1588.54     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2621 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2622 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2626 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2627 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2656-1 1-3/C #16, 600 V, EPR insulation 62.07

2656-2 1-3/C #16, 600 V, EPR insulation 62.07

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: *0456 Reference: E-37, E-66

                   Size: 103           Type: RGS conduit

From: *Manhole MH-10      To: PB-2C inside Pier E22R column

Total Fill (mm2): 324.29     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2008 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0458 Reference: E-37, E-66

                   Size: 103           Type: RGS conduit

From: *Manhole MH-10      To: Pier E22R column

Total Fill (mm2): 1498.23     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2005 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

A-2006 1-3/C + Gnd, #8, 600 V, EPR insulation 262.68

A-2007 1-3/C + Gnd, #8, 600 V, EPR insulation 262.68

Pull Rope Soft-Fiber Polyester 0.00

S-2601 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

S-2602 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Conduit/Tray No: *0460 Reference: E-66

                   Size: 78           Type: RGS conduit

From: *Manhole MH-10      To: 13000 mm away from MH-10

Total Fill (mm2): 1464.40     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

S-2606 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

S-2607 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

S-2608 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

S-2609 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

Conduit/Tray No: *0460A Reference: E-66

                   Size: 78           Type: RGS conduit

From: *Manhole MH-10      To: 13000 mm away from MH-10

Total Fill (mm2): 1111.71     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 1499.81

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2610 1-2/C + Gnd, #4, 600 V, EPR insulation 357.53

2629 1-2/C + Gnd,  #1/0, 600 V, EPR insulation 754.18

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0460B Reference: E-37, E-66

                   Size: 103           Type: RGS conduit

From: *Manhole MH-12      To: Pier E22R column

Total Fill (mm2): 2403.42     Remarks: Connect to new conduit. Add pull rope

Allowable Fill (mm2): 2576.49

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0461 Reference: E-66

                   Size: 78           Type: RGS conduit

From: *Manhole MH-10      To: 13000 mm away from MH-10

Total Fill (mm2): 248.28     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1656-3 1-3/C #16, 600 V, EPR insulation 62.07

1656-4 1-3/C #16, 600 V, EPR insulation 62.07

1656-5 1-3/C #16, 600 V, EPR insulation 62.07

1656-6 1-3/C #16, 600 V, EPR insulation 62.07

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0462 Reference: E-66

                   Size: 78           Type: RGS conduit

From: *Manhole MH-10      To: 13000 mm away from MH-10

Total Fill (mm2): 754.18     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 1499.81

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1628 1-2/C + Gnd,  #1/0, 600 V, EPR insulation 754.18

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: *0487C Reference: E-113

                   Size: 78           Type: RGS conduit

From: PB-10      To: PB-10

Total Fill (mm2): 324.29     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0489 Reference: E-68

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 98.10     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1807 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0600 Reference: E-72, E-73

                   Size: 103           Type: RGS conduit

From: *Manhole MH-8      To: *Manhole MH-19

Total Fill (mm2): 1751.54     Remarks: (E) conduit and innerducts. For routed 

cables, see circuit schedule
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

*2494-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

*2494-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0463 Reference: E-37, E-66

                   Size: 103           Type: RGS conduit

From: *Manhole MH-12      To: Pier E22R column

Total Fill (mm2): 2403.42     Remarks: Connect to new conduit. Add pull rope

Allowable Fill (mm2): 2576.49

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0478C Reference: E-113

                   Size: 78           Type: RGS conduit

From: PB-10      To: PB-10

Total Fill (mm2): 212.85     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

LP283-1/3 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0482 Reference: E-68

                   Size: 41           Type: RGS conduit

From: PB-COM      To: 150 mm away from end of concrete barrier

Total Fill (mm2): 196.20     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 414.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1807 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

1808 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: *0616 Reference: E-75, E-76

                   Size: 103           Type: RGS conduit

From: *Manhole MH-25      To: *Manhole MH-27

Total Fill (mm2): 3503.08     Remarks: (E) conduit. Add innerducts. For routed 

cables, see circuit schedule.
Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2496-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0620 Reference: E-76, E-77

                   Size: 103           Type: RGS conduit

From: *Manhole MH-27      To: *Manhole MH-29

Total Fill (mm2): 3503.08     Remarks: (E) conduit. Add innerducts. For routed 

cables, see circuit schedule.
Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2496-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0604 Reference: E-73, E-74

                   Size: 103           Type: RGS conduit

From: *Manhole MH-19      To: *Manhole-MH-21

Total Fill (mm2): 3503.08     Remarks: (E) conduit. Add innerducts. For routed 

cables, see circuit schedule.
Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2496-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0608 Reference: E-74

                   Size: 103           Type: RGS conduit

From: *Manhole-MH-21      To: *Manhole-MH-23

Total Fill (mm2): 3503.08     Remarks: (E) conduit. Add innerducts. For routed 

cables, see circuit schedule.
Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2496-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0612 Reference: E-74, E-75

                   Size: 103           Type: RGS conduit

From: *Manhole-MH-23      To: *Manhole MH-25

Total Fill (mm2): 3503.08     Remarks: (E) conduit. Add innerducts. For routed 

cables, see circuit schedule.
Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2496-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: *0624 Reference: E-77, E-78

                   Size: 103           Type: RGS conduit

From: *Manhole MH-29      To: *Manhole MH-31

Total Fill (mm2): 3503.08     Remarks: (E) conduit. Add innerducts. For routed 

cables, see circuit schedule.
Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2496-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0628 Reference: E-78, E-79

                   Size: 103           Type: RGS conduit

From: *Manhole MH-31      To: *Manhole MH-33

Total Fill (mm2): 3503.08     Remarks: (E) conduit. Add innerducts. For routed 

cables, see circuit schedule.
Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2496-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0632 Reference: E-79, E-80

                   Size: 103           Type: RGS conduit

From: *Manhole MH-33      To: *Manhole MH-35

Total Fill (mm2): 3503.08     Remarks: (E) conduit. Add innerducts. For routed 

cables, see circuit schedule.
Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2496-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0636 Reference: E-80, E-81

                   Size: 103           Type: RGS conduit

From: *Manhole MH-35      To: *Manhole MH-37

Total Fill (mm2): 3503.08     Remarks: (E) conduit. Add innerducts. For routed 

cables, see circuit schedule.
Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2496-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0640 Reference: E-81, E-82

                   Size: 103           Type: RGS conduit

From: *Manhole MH-37      To: *Manhole MH-39

Total Fill (mm2): 3503.08     Remarks: (E) conduit. Add innerducts. For routed 

cables, see circuit schedule.
Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2496-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0644 Reference: E-82

                   Size: 103           Type: RGS conduit

From: *Manhole MH-39      To: *Manhole MH-41

Total Fill (mm2): 3503.08     Remarks: (E) conduit. Add innerducts. For routed 

cables, see circuit schedule.
Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2496-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0648 Reference: E-82, E-83

                   Size: 103           Type: RGS conduit

From: *Manhole MH-41      To: *Manhole MH-2

Total Fill (mm2): 3503.08     Remarks: (E) conduit. Add innerducts. For routed 

cables, see circuit schedule.
Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2496-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: *601 Reference: E-105

                   Size: 103           Type: RGS conduit

From: *480 V LVCC-B Section 4      To: *T22

Total Fill (mm2): 357.53     Remarks: Mole substation conduit/cable tray. (E) 

conduit, add new cable (s) as listed below.
Allowable Fill (mm2): 2576.49

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2610 1-2/C + Gnd, #4, 600 V, EPR insulation 357.53

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *602 Reference: E-105

                   Size: 78           Type: RGS conduit

From: *480 V LVCC-B Section 4      To: *T22

Total Fill (mm2): 732.20     Remarks: Mole substation conduit/cable tray. (E) 

conduit, add new cable (s) as listed below.
Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2622 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

Pull Rope Soft-Fiber Polyester 0.00

S-2609 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

Conduit/Tray No: *1253 Reference: E-68

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 98.10     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1807 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *1653 Reference: E-68

                   Size: 41           Type: RGS conduit

From: PB-COM      To: 150 mm away from end of concrete barrier

Total Fill (mm2): 98.10     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1808 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *1753 Reference: E-68

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: 150 mm away from end of concrete barrier

Total Fill (mm2): 96.23     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP173-16B 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: *1T1 Reference: E-83, E-84, E-85

                   Size: 305           Type: 102 mm siderail ladder tray

From: Utility Tunnel      To: Utility Tunnel

Total Fill (mm2): 323.65     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 8387.08

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2475-7 TOS 72 Fiber, SMFO, Black outer covering 323.65

Conduit/Tray No: *268 Reference: E-83

                   Size: 103           Type: RGS conduit

From: *Manhole MH-2        To: 1T1

Total Fill (mm2): 3503.08     Remarks: 

Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2496-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-C 25.4 mm, White, Smooth innerduct, HDPE w/ pull rope 875.77

2496-ID-D 25.4 mm, Blue, Smooth innerduct, HDPE w/ pull rope 875.77

Pull Rope Soft-Fiber Polyester 0.00

(E) conduit. Add innerducts. For routed 

cables, see circuit schedule
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: *603 Reference: E-105

                   Size: 103           Type: RGS conduit

From: *480 V LVCC-B Section 3      To: *T22

Total Fill (mm2): 1788.69     Remarks: Mole substation conduit/cable tray. (E) 

conduit, add new cable (s) as listed below.
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2621 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

A-2005 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Pull Rope Soft-Fiber Polyester 0.00

S-2606 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

S-2607 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

S-2608 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

Conduit/Tray No: *605 Reference: E-105

                   Size: 78           Type: RGS conduit

From: *480 V LVCC-B Section 2      To: *T22

Total Fill (mm2): 1643.46     Remarks: Mole substation conduit/cable tray. (E) 

conduit, add new cable (s) as listed below.
Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2626 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2627 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

A-2006 1-3/C + Gnd, #8, 600 V, EPR insulation 262.68

Pull Rope Soft-Fiber Polyester 0.00

S-2601 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

S-2602 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Conduit/Tray No: *606 Reference: E-105

                   Size: 78           Type: RGS conduit

From: *480 V LVCC-B Section 2      To: *T22

Total Fill (mm2): 754.18     Remarks: Mole substation conduit/cable tray. (E) 

conduit, add new cable (s) as listed below.
Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2629 1-2/C + Gnd,  #1/0, 600 V, EPR insulation 754.18

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *607 Reference: E-105

                   Size: 78           Type: RGS conduit

From: 480 V LVCC-B Section 1      To: *T22

Total Fill (mm2): 911.26     Remarks: Mole substation conduit/cable tray. (E) 

conduit, add new cable (s) as listed below.
Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2007 1-3/C + Gnd, #8, 600 V, EPR insulation 262.68

A-2008 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

A-2009 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *616A Reference: E-105

                   Size: 78           Type: RGS conduit

From: *480 V LVCC-A Section 3      To: *T22

Total Fill (mm2): 754.18     Remarks: Mole substation conduit/cable tray. (E) 

conduit, add new cable (s) as listed below.
Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1628 1-2/C + Gnd,  #1/0, 600 V, EPR insulation 754.18

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *623A Reference: E-105

                   Size: 78           Type: RGS conduit

From: *Utility Panel UP-004      To: Tray *T25

Total Fill (mm2): 277.47     Remarks: Mole substation conduit/cable tray. (E) 

conduit, add new cable (s) as listed below.
Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP004-2 1-2/C + Gnd, #6, 600 V, EPR insulation 277.47

Conduit/Tray No: *651A Reference: E-105

                   Size: 103           Type: RGS conduit

From: 
*Telephone

 Backboard TEL-MOLE
             To: *PB-COM Mole

Total Fill (mm2): 1323.45     Remarks: Mole substation conduit/cable tray. (E) 

conduit, add new cable (s) as listed below.
Allowable Fill (mm2): 2576.49

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2473-26 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

2506-5 4 pair #22, shielded pairs, 300 V, PE insulation (Type ISDN) 121.74

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: *T20 Reference: E-105

                   Size: 610           Type: 152 mm siderail ladder tray

From: *T20/*T21/*T22      To: *T26

Total Fill (mm2): 434.49     Remarks: Mole substation conduit/cable tray. (E) 

conduit, add new cable (s) as listed below.
Allowable Fill (mm2): 16774.16

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1656-3 1-3/C #16, 600 V, EPR insulation 62.07

1656-4 1-3/C #16, 600 V, EPR insulation 62.07

1656-5 1-3/C #16, 600 V, EPR insulation 62.07

1656-6 1-3/C #16, 600 V, EPR insulation 62.07

2476 1-3/C #16, 600 V, EPR insulation 62.07

2656-1 1-3/C #16, 600 V, EPR insulation 62.07

2656-2 1-3/C #16, 600 V, EPR insulation 62.07

E-259

Conduit/Tray No: *654 Reference: E-105

                   Size: 103           Type: RGS conduit

From: 
*SCADA Com. Terminal

 Box #COM-Mole
             To: *PB-COM Mole

Total Fill (mm2): 1201.71     Remarks: Mole substation conduit/cable tray. (E) 

conduit, add new cable (s) as listed below.
Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2474-26 50 pair #18, shielded pairs, IS/OS shield 600 V, XLPE insul., PVC jacket 1201.71

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *657 Reference: E-105

                   Size: 53           Type: RGS conduit

From: 
*Remote Terminal

 Unit RTU #16
             To: *PB-COM Mole

Total Fill (mm2): 588.60     Remarks: Mole substation conduit/cable tray. (E) 

conduit, add new cable (s) as listed below.
Allowable Fill (mm2): 879.42

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1807 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

1808 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

2802 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

2806 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

2807 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

2808 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *657B Reference: E-105

                   Size: 103           Type: RGS conduit

From: *PB-COM Mole      To: *BASE COM Panel #BCP-MOLE

Total Fill (mm2): 323.65     Remarks: Mole substation conduit/cable tray. (E) 

conduit, routed new cable inside (E) 

brown innerduct.Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2479-3 BASE 72 Fiber, SMFO, Brown outer covering 323.65

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *714A Reference: E-105

                   Size: 78           Type: RGS conduit

From: 
*Remote Terminal

 Unit RTU #16
             To: *T20

Total Fill (mm2): 434.49     Remarks: Mole substation conduit/cable tray. (E) 

conduit, add new cable (s) as listed below.
Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1656-3 1-3/C #16, 600 V, EPR insulation 62.07

1656-4 1-3/C #16, 600 V, EPR insulation 62.07

1656-5 1-3/C #16, 600 V, EPR insulation 62.07

1656-6 1-3/C #16, 600 V, EPR insulation 62.07

2476 1-3/C #16, 600 V, EPR insulation 62.07

2656-1 1-3/C #16, 600 V, EPR insulation 62.07

2656-2 1-3/C #16, 600 V, EPR insulation 62.07

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: *T22 Reference: E-105

                   Size: 610           Type: 152 mm siderail ladder tray

From: *T20/*T21/*T22      To: *T23

Total Fill (mm2): 7375.99     Remarks: Mole substation conduit/cable tray. (E) 

conduit, add new cable (s) as listed below.
Allowable Fill (mm2): 16774.16

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1628 1-2/C + Gnd,  #1/0, 600 V, EPR insulation 754.18

1656-3 1-3/C #16, 600 V, EPR insulation 62.07

1656-4 1-3/C #16, 600 V, EPR insulation 62.07

1656-5 1-3/C #16, 600 V, EPR insulation 62.07

1656-6 1-3/C #16, 600 V, EPR insulation 62.07

2476 1-3/C #16, 600 V, EPR insulation 62.07

2610 1-2/C + Gnd, #4, 600 V, EPR insulation 357.53

2621 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2622 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2626 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2627 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2629 1-2/C + Gnd,  #1/0, 600 V, EPR insulation 754.18

2656-1 1-3/C #16, 600 V, EPR insulation 62.07

2656-2 1-3/C #16, 600 V, EPR insulation 62.07

A-2005 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

A-2006 1-3/C + Gnd, #8, 600 V, EPR insulation 262.68

A-2007 1-3/C + Gnd, #8, 600 V, EPR insulation 262.68

A-2008 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

A-2009 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

S-2601 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

S-2602 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

S-2606 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

S-2607 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

S-2608 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

S-2609 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

Conduit/Tray No: *T23 Reference: E-105

                   Size: 610           Type: 152 mm siderail ladder tray

From: *T22      To: *T24

Total Fill (mm2): 7375.99     Remarks: Mole substation conduit/cable tray. (E) 

conduit, add new cable (s) as listed below.
Allowable Fill (mm2): 16774.16

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1628 1-2/C + Gnd,  #1/0, 600 V, EPR insulation 754.18

1656-3 1-3/C #16, 600 V, EPR insulation 62.07

1656-4 1-3/C #16, 600 V, EPR insulation 62.07

1656-5 1-3/C #16, 600 V, EPR insulation 62.07

1656-6 1-3/C #16, 600 V, EPR insulation 62.07

2476 1-3/C #16, 600 V, EPR insulation 62.07

2610 1-2/C + Gnd, #4, 600 V, EPR insulation 357.53

2621 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2622 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2626 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2627 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2629 1-2/C + Gnd,  #1/0, 600 V, EPR insulation 754.18

2656-1 1-3/C #16, 600 V, EPR insulation 62.07

2656-2 1-3/C #16, 600 V, EPR insulation 62.07

A-2005 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

A-2006 1-3/C + Gnd, #8, 600 V, EPR insulation 262.68

A-2007 1-3/C + Gnd, #8, 600 V, EPR insulation 262.68

A-2008 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

A-2009 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

S-2601 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

S-2602 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

S-2606 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

S-2607 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

S-2608 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

S-2609 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

Conduit/Tray No: *T24 Reference: E-105

                   Size: 610           Type: 152 mm siderail ladder tray

From: Tray from pull box PB-600 V      To: *T23/*T25

Total Fill (mm2): 7653.46     Remarks: Mole substation conduit/cable tray. (E) 

conduit, add new cable (s) as listed below.
Allowable Fill (mm2): 16774.16

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1628 1-2/C + Gnd,  #1/0, 600 V, EPR insulation 754.18

1656-3 1-3/C #16, 600 V, EPR insulation 62.07

1656-4 1-3/C #16, 600 V, EPR insulation 62.07

1656-5 1-3/C #16, 600 V, EPR insulation 62.07

1656-6 1-3/C #16, 600 V, EPR insulation 62.07

2476 1-3/C #16, 600 V, EPR insulation 62.07

2610 1-2/C + Gnd, #4, 600 V, EPR insulation 357.53

2621 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2622 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2626 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2627 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

2629 1-2/C + Gnd,  #1/0, 600 V, EPR insulation 754.18

2656-1 1-3/C #16, 600 V, EPR insulation 62.07

2656-2 1-3/C #16, 600 V, EPR insulation 62.07

A-2005 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

A-2006 1-3/C + Gnd, #8, 600 V, EPR insulation 262.68

A-2007 1-3/C + Gnd, #8, 600 V, EPR insulation 262.68

A-2008 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

A-2009 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

S-2601 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

S-2602 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

S-2606 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

S-2607 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

S-2608 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

S-2609 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

UP004-2 1-2/C + Gnd, #6, 600 V, EPR insulation 277.47

E-260
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 0356A Reference: E-123, E-124

                   Size: 53           Type: RGS conduit

From: Manhole MH-45      To: 

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 879.42

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0357 Reference: E-121, E-124

                   Size: 78           Type: RGS conduit

From: *0357      To: Manhole MH-45

Total Fill (mm2): 196.20     Remarks: Connect conduit to (E) conduit.

Allowable Fill (mm2): 1499.81

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1807 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

1808 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *T25 Reference: E-105

                   Size: 610           Type: 152 mm siderail ladder tray

From: *T21      To: *T24

Total Fill (mm2): 277.47     Remarks: Mole substation conduit/cable tray. (E) 

conduit, add new cable (s) as listed below.
Allowable Fill (mm2): 16774.16

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

UP004-2 1-2/C + Gnd, #6, 600 V, EPR insulation 277.47

Conduit/Tray No: 0319 Reference: E-69, E-86, E-89, E-108, E-127

                   Size: 78           Type: RGS conduit

From: Manhole MH-51      To: 

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0355 Reference: E-121,E-124

                   Size: 78           Type: RGS conduit

From: *0355      To: Manhole MH-45

Total Fill (mm2): 0.00     Remarks: Connect conduit to (E) conduit.

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0355A Reference: E-121,E-124

                   Size: 41           Type: RGS conduit

From: *0355A      To: Manhole MH-45

Total Fill (mm2): 0.00     Remarks: Connect conduit to (E) conduit.

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0356 Reference: E-121,E-124

                   Size: 78           Type: RGS conduit

From: *0356      To: Manhole MH-45

Total Fill (mm2): 196.20     Remarks: Connect conduit to (E) conduit.

Allowable Fill (mm2): 1499.81

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2807 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

2808 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 0358 Reference: E-121, E-124

                   Size: 78           Type: RGS conduit

From: *0358      To: Manhole MH-45

Total Fill (mm2): 2466.24     Remarks: Connect to (E) conduit. For routed 

cables, see circuit schedules.
Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2497-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2497-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2497-ID-C 12.70 mm, White, Smooth innerduct, HDPE w/ pull rope 357.35

2497-ID-D 12.70 mm, Blue, Smooth innerduct, HDPE w/ pull rope 357.35

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0358A Reference: E-121, E-124

                   Size: 78           Type: RGS conduit

From: *0358A      To: Manhole MH-45

Total Fill (mm2): 0.00     Remarks: Connect conduit to (E) conduit.

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0359 Reference: E-121, E-124, E-125

                   Size: 78           Type: RGS conduit

From: Manhole MH-45      To: Manhole MH-47

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0360 Reference: E-121, E-124, E-125

                   Size: 78           Type: RGS conduit

From: Manhole MH-45      To: Manhole MH-47

Total Fill (mm2): 196.20     Remarks: 

Allowable Fill (mm2): 1499.81

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2807 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

2808 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0361 Reference: E-121, E-124, E-125

                   Size: 78           Type: RGS conduit

From: Manhole MH-45      To: Manhole MH-47

Total Fill (mm2): 196.20     Remarks: 

Allowable Fill (mm2): 1499.81

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1807 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

1808 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0362 Reference: E-121, E-124, E-125

                   Size: 78           Type: RGS conduit

From: Manhole MH-45      To: Manhole MH-47

Total Fill (mm2): 2466.24     Remarks: For routed cables, see circuit schedules.

Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2497-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2497-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2497-ID-C 12.70 mm, White, Smooth innerduct, HDPE w/ pull rope 357.35

2497-ID-D 12.70 mm, Blue, Smooth innerduct, HDPE w/ pull rope 357.35

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0362A Reference: E-121, E-124, E-125

                   Size: 78           Type: RGS conduit

From: Manhole MH-45      To: Manhole MH-47

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 0367B Reference: E-116, E-123

                   Size: 78           Type: RGS conduit

From: PB-11      To: PB-11

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0369B Reference: E-116, E-123

                   Size: 78           Type: RGS conduit

From: PB-11      To: PB-11

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0370 Reference: E-110, E-122, E-126, E-127

                   Size: 78           Type: RGS conduit

From: Manhole MH-49      To: Manhole MH-51

Total Fill (mm2): 196.20     Remarks: 

Allowable Fill (mm2): 1499.81

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2807 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

2808 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0363 Reference: E-121, E-125, E-126

                   Size: 78           Type: RGS conduit

From: Manhole MH-47      To: Manhole MH-49

Total Fill (mm2): 196.20     Remarks: 

Allowable Fill (mm2): 1499.81

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2807 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

2808 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0364 Reference: E-121, E-125, E-126

                   Size: 78           Type: RGS conduit

From: Manhole MH-47      To: Manhole MH-49

Total Fill (mm2): 196.20     Remarks: 

Allowable Fill (mm2): 1499.81

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1807 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

1808 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0365 Reference: E-121, E-125, E-126

                   Size: 78           Type: RGS conduit

From: Manhole MH-47      To: Manhole MH-49

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0366 Reference: E-121, E-125, E-126

                   Size: 78           Type: RGS conduit

From: Manhole MH-47      To: Manhole MH-49

Total Fill (mm2): 2466.24     Remarks: For routed cables, see circuit schedules.

Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2497-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2497-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2497-ID-C 12.70 mm, White, Smooth innerduct, HDPE w/ pull rope 357.35

2497-ID-D 12.70 mm, Blue, Smooth innerduct, HDPE w/ pull rope 357.35

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0366A Reference: E-121, E-125, E-126

                   Size: 78           Type: RGS conduit

From: Manhole MH-47      To: Manhole MH-49

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 0371 Reference: E-110, E-122, E-126, E-127

                   Size: 78           Type: RGS conduit

From: Manhole MH-49      To: Manhole MH-51

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0372 Reference: E-110, E-122, E-126, E-127

                   Size: 78           Type: RGS conduit

From: Manhole MH-49      To: Manhole MH-51

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0373 Reference: E-110, E-122, E-126, E-127

                   Size: 78           Type: RGS conduit

From: Manhole MH-49      To: Manhole MH-51

Total Fill (mm2): 2466.24     Remarks: For routed cables, see circuit schedules.

Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2498-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2498-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2498-ID-C 12.70 mm, White, Smooth innerduct, HDPE w/ pull rope 357.35

2498-ID-D 12.70 mm, Blue, Smooth innerduct, HDPE w/ pull rope 357.35

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0373A Reference: E-110, E-122, E-126, E-127

                   Size: 78           Type: RGS conduit

From: Manhole MH-49      To: Manhole MH-51

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0374 Reference: E-68, E-121, E-126

                   Size: 41           Type: RGS conduit

From: *0374      To: Manhole MH-48

Total Fill (mm2): 192.46     Remarks: Connect conduit to (E) conduit.

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP173-16A 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

UP173-8A 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 0375 Reference: E-111, E-112

                   Size: 41           Type: RGS conduit

From: PB-11      To: Controller Cabinet #TOS-25A

Total Fill (mm2): 357.35     Remarks: For routed cables, see circuit schedules.

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2487-ID-D 12.70 mm, Blue, Smooth innerduct, HDPE w/ pull rope 357.35

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0375A Reference: E-111, E-112, E-128

                   Size: 78           Type: RGS conduit

From: PB-11      To: Manhole MH-53

Total Fill (mm2): 2466.24     Remarks: For routed cables, see circuit schedules.

Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2487-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2487-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2487-ID-C 12.70 mm, White, Smooth innerduct, HDPE w/ pull rope 357.35

2487-ID-D 12.70 mm, Blue, Smooth innerduct, HDPE w/ pull rope 357.35

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 0376 Reference: E-67, E-121, E-126

                   Size: 78           Type: RGS conduit

From: Manhole MH-49      To: PB-11

Total Fill (mm2): 745.72     Remarks: 

Allowable Fill (mm2): 1499.81

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2856-1 Harness #4 569.34

2856-2 Harness #5 176.38

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0378 Reference: E-111, E-112

                   Size: 53           Type: RGS conduit

From: PB-11      To: Controller Cabinet #TOS-25A

Total Fill (mm2): 531.27     Remarks: 

Allowable Fill (mm2): 681.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1851-5 TOS Hybrid Camera Cable (HCC) 78.50

2872 12 DLC 452.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0379 Reference: E-108, E-122, E-128

                   Size: 53           Type: RGS conduit

From: Manhole MH-53      To: PB-11

Total Fill (mm2): 78.50     Remarks: 

Allowable Fill (mm2): 681.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1851-5 TOS Hybrid Camera Cable (HCC) 78.50

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0381 Reference: E-109, E-110

                   Size: 78           Type: RGS conduit

From: Controller Cabinet #TOS-24A      To: PB-11

Total Fill (mm2): 632.48     Remarks: 

Allowable Fill (mm2): 1499.81

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1872 10 DLC 316.24

2862 10 DLC 316.24

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0382 Reference: E-109, E-110

                   Size: 78           Type: RGS conduit

From: Controller Cabinet #TOS-24C      To: PB-11

Total Fill (mm2): 745.72     Remarks: 

Allowable Fill (mm2): 1499.81

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2856-1 Harness #4 569.34

2856-2 Harness #5 176.38

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0382A Reference: E-68, E-107, E-126

                   Size: 41           Type: RGS conduit

From: Manhole MH-49      To: PB-COM

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0387 Reference: E-111, E-112

                   Size: 53           Type: RGS conduit

From: PB-11      To: Controller Cabinet #TOS-25A

Total Fill (mm2): 316.24     Remarks: 

Allowable Fill (mm2): 1165.23

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1863 10 DLC 316.24

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 0387A Reference: E-111, E-112, E-128

                   Size: 78           Type: RGS conduit

From: PB-11      To: Manhole MH-53

Total Fill (mm2): 847.51     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1851-5 TOS Hybrid Camera Cable (HCC) 78.50

1863 10 DLC 316.24

2872 12 DLC 452.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0388 Reference: E-109, E-110

                   Size: 78           Type: RGS conduit

From: Controller Cabinet #TOS-24B      To: PB-11

Total Fill (mm2): 745.72     Remarks: 

Allowable Fill (mm2): 1499.81

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1856-1 Harness #4 569.34

1856-2 Harness #5 176.38

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0388A Reference: E-109, E-110, E-126

                   Size: 78           Type: RGS conduit

From: PB-11      To: Manhole MH-49

Total Fill (mm2): 1491.44     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1856-1 Harness #4 569.34

1856-2 Harness #5 176.38

2856-1 Harness #4 569.34

2856-2 Harness #5 176.38

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0388B Reference: E-109, E-110, E-126

                   Size: 78           Type: RGS conduit

From: PB-11      To: Manhole MH-49

Total Fill (mm2): 632.48     Remarks: 

Allowable Fill (mm2): 1499.81

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1872 10 DLC 316.24

2862 10 DLC 316.24

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0389 Reference: E-67, E-107, E-121, E-126

                   Size: 78           Type: RGS conduit

From: Manhole MH-49      To: PB-11

Total Fill (mm2): 745.72     Remarks: 

Allowable Fill (mm2): 1499.81

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1856-1 Harness #4 569.34

1856-2 Harness #5 176.38

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0390 Reference: E-122, E-127, E-128

                   Size: 78           Type: RGS conduit

From: Manhole MH-51      To: Manhole MH-53

Total Fill (mm2): 196.20     Remarks: 

Allowable Fill (mm2): 1499.81

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2807 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

2808 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0391 Reference: E-122, E-127, E-128

                   Size: 78           Type: RGS conduit

From: Manhole MH-51      To: Manhole MH-53

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 0392 Reference: E-122, E-127, E-128

                   Size: 78           Type: RGS conduit

From: Manhole MH-51      To: Manhole MH-53

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0393 Reference: E-122, E-127, E-128

                   Size: 78           Type: RGS conduit

From: Manhole MH-51      To: Manhole MH-53

Total Fill (mm2): 2466.24     Remarks: For routed cables, see circuit schedules.

Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2498-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2498-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2498-ID-C 12.70 mm, White, Smooth innerduct, HDPE w/ pull rope 357.35

2498-ID-D 12.70 mm, Blue, Smooth innerduct, HDPE w/ pull rope 357.35

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0393A Reference: E-122, E-127, E-128

                   Size: 78           Type: RGS conduit

From: Manhole MH-51      To: Manhole MH-53

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0394 Reference: E-112, E-123, E-128

                   Size: 41           Type: RGS conduit

From: Manhole MH-53      To: PB-COM

Total Fill (mm2): 196.20     Remarks: 

Allowable Fill (mm2): 414.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2807 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

2808 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0396 Reference: E-69,E-86, E-89, E-94, E-123

                   Size: 41           Type: RGS conduit

From: PB-COM      To: 

Total Fill (mm2): 98.10     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2808 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0397 Reference: E-109, E-110

                   Size: 41           Type: RGS conduit

From: PB-11      To: Controller Cabinet #TOS-24C

Total Fill (mm2): 357.35     Remarks: For routed cables, see circuit schedules.

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2486-ID-D 12.70 mm, Blue, Smooth innerduct, HDPE w/ pull rope 357.35

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0397A Reference: E-109, E-110, E-126

                   Size: 78           Type: RGS conduit

From: PB-11      To: Manhole MH-49

Total Fill (mm2): 2466.24     Remarks: For routed cables, see circuit schedules.

Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2486-ID-A 25.4 mm, Black, Smooth innerduct, HDPE w/ pull rope 875.77

2486-ID-B 25.4 mm, Brown, Smooth innerduct, HDPE w/ pull rope 875.77

2486-ID-C 12.70 mm, White, Smooth innerduct, HDPE w/ pull rope 357.35

2486-ID-D 12.70 mm, Blue, Smooth innerduct, HDPE w/ pull rope 357.35

Pull Rope Soft-Fiber Polyester 0.00
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Connect to (E) conduit *0396 installed

previously. Terminated into PB-COM in

Stages 1 and Stage 3.
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 0398 Reference: E-109, E-110

                   Size: 41           Type: RGS conduit

From: Controller Cabinet #TOS-24C      To: Controller Cabinet #TOS-24B

Total Fill (mm2): 20.26     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1872-1 CAT5E 20.26

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0399 Reference: E-109, E-110

                   Size: 41           Type: RGS conduit

From: Controller Cabinet #TOS-24B      To: Controller Cabinet #TOS-24A

Total Fill (mm2): 20.26     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1856-3 CAT5E 20.26

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0441 Reference: E-109, E-110

                   Size: 78           Type: RGS conduit

From: PB-10      To: Utility Panel UP-173

Total Fill (mm2): 1134.92     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP173-1/3 3 + 1 Gnd, #2, #6, 600 V, RHH/RHW insulation 410.43

UP173-16A 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

UP173-2 2 + 1 Gnd, #10, #10, 600 V, RHH/RHW insulation 60.80

UP173-5/7 3 + 1 Gnd, #2, #6, 600 V, RHH/RHW insulation 410.43

UP173-6 2 + 1 Gnd, #10, #10, 600 V, RHH/RHW insulation 60.80

UP173-8A 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 0442 Reference: E-109, E-110

                   Size: 78           Type: RGS conduit

From: PB-10      To: Utility Panel UP-173

Total Fill (mm2): 754.18     Remarks: 

Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1628 1-2/C + Gnd,  #1/0, 600 V, EPR insulation 754.18

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0442A Reference: E-109, E-110, E-126

                   Size: 78           Type: RGS conduit

From: PB-10      To: Manhole MH-48

Total Fill (mm2): 754.18     Remarks: 

Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1628 1-2/C + Gnd,  #1/0, 600 V, EPR insulation 754.18

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0442B Reference: E-109, E-110, E-126

                   Size: 78           Type: RGS conduit

From: PB-10      To: Manhole MH-48

Total Fill (mm2): 1134.92     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP173-1/3 3 + 1 Gnd, #2, #6, 600 V, RHH/RHW insulation 410.43

UP173-16A 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

UP173-2 2 + 1 Gnd, #10, #10, 600 V, RHH/RHW insulation 60.80

UP173-5/7 3 + 1 Gnd, #2, #6, 600 V, RHH/RHW insulation 410.43

UP173-6 2 + 1 Gnd, #10, #10, 600 V, RHH/RHW insulation 60.80

UP173-8A 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 0443 Reference: E-109, E-110

                   Size: 41           Type: RGS conduit

From: Controller Cabinet #TOS-24A      To: Utility Panel UP-173

Total Fill (mm2): 60.80     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP173-4 2 + 1 Gnd, #10, #10, 600 V, RHH/RHW insulation 60.80
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 0444 Reference: E-109, E-110

                   Size: 41           Type: RGS conduit

From: Utility Panel UP-173      To: Controller Cabinet #TOS-24B

Total Fill (mm2): 81.07     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP173-12 3 + 1 Gnd, #10, #10, 600 V, RHH/RHW insulation 81.07

Conduit/Tray No: 0445 Reference: E-109

                   Size: 78           Type: RGS conduit

From: PB-10      To: Controller Cabinet #TOS-24A

Total Fill (mm2): 62.07     Remarks: 

Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1656-3 1-3/C #16, 600 V, EPR insulation 62.07

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0445A Reference: E-109, E-110, E-126

                   Size: 78           Type: RGS conduit

From: PB-10      To: Manhole MH-48

Total Fill (mm2): 186.21     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1656-3 1-3/C #16, 600 V, EPR insulation 62.07

1656-5 1-3/C #16, 600 V, EPR insulation 62.07

1656-6 1-3/C #16, 600 V, EPR insulation 62.07

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0446 Reference: E-109, E-110

                   Size: 78           Type: RGS conduit

From: PB-10      To: Controller Cabinet #TOS-24B

Total Fill (mm2): 62.07     Remarks: 

Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1656-5 1-3/C #16, 600 V, EPR insulation 62.07

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0447 Reference: E-111, E-112

                   Size: 41           Type: RGS conduit

From: PB-10      To: Controller Cabinet #TOS-25A

Total Fill (mm2): 62.07     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1656-4 1-3/C #16, 600 V, EPR insulation 62.07

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0447A Reference: E-111, E-112, E-128

                   Size: 78           Type: RGS conduit

From: Manhole MH-52      To: PB-10

Total Fill (mm2): 62.07     Remarks: 

Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1656-4 1-3/C #16, 600 V, EPR insulation 62.07

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0448 Reference: E-109, E-110

                   Size: 41           Type: RGS conduit

From: Utility Panel UP-173      To: Controller Cabinet #TOS-24C

Total Fill (mm2): 60.80     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP173-13 2 + 1 Gnd, #10, #10, 600 V, RHH/RHW insulation 60.80

Conduit/Tray No: 0449 Reference: E-109, E-110

                   Size: 41           Type: RGS conduit

From: PB-10      To: Controller Cabinet #TOS-24C

Total Fill (mm2): 62.07     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1656-6 1-3/C #16, 600 V, EPR insulation 62.07

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 0449A Reference: E-68, E-107, E-109

                   Size: 41           Type: RGS conduit

From: Manhole MH-48      To: PB-LTG

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0459B Reference: E-116, E-123

                   Size: 78           Type: RGS conduit

From: PB-10      To: PB-10

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0460 Reference: E-121, E-124

                   Size: 78           Type: RGS conduit

From: *0460      To: Manhole MH-44

Total Fill (mm2): 1464.40     Remarks: Connect conduit to (E) conduit.

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

S-2606 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

S-2607 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

S-2608 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

S-2609 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

Conduit/Tray No: 0460A Reference: E-121, E-124

                   Size: 78           Type: RGS conduit

From: *0460A      To: Manhole MH-44

Total Fill (mm2): 1111.71     Remarks: Connect conduit to (E) conduit.

Allowable Fill (mm2): 1499.81

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2610 1-2/C + Gnd, #4, 600 V, EPR insulation 357.53

2629 1-2/C + Gnd,  #1/0, 600 V, EPR insulation 754.18

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0460B Reference: E-121, E-124

                   Size: 78           Type: RGS conduit

From: *0460B      To: Manhole MH-44

Total Fill (mm2): 0.00     Remarks: Connect conduit to (E) conduit.

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0461 Reference: E-121, E-124

                   Size: 78           Type: RGS conduit

From: *0461      To: Manhole MH-44

Total Fill (mm2): 248.28     Remarks: Connect conduit to (E) conduit.

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1656-3 1-3/C #16, 600 V, EPR insulation 62.07

1656-4 1-3/C #16, 600 V, EPR insulation 62.07

1656-5 1-3/C #16, 600 V, EPR insulation 62.07

1656-6 1-3/C #16, 600 V, EPR insulation 62.07

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0461A Reference: E-123, E-124

                   Size: 53           Type: RGS conduit

From: Manhole MH-44      To: 

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 879.42

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 0462 Reference: E-121, E-124

                   Size: 78           Type: RGS conduit

From: *0462      To: Manhole MH-44

Total Fill (mm2): 754.18     Remarks: Connect conduit to (E) conduit.

Allowable Fill (mm2): 1499.81

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1628 1-2/C + Gnd,  #1/0, 600 V, EPR insulation 754.18

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0463 Reference: E-121, E-124

                   Size: 78           Type: RGS conduit

From: *0463      To: Manhole MH-44

Total Fill (mm2): 0.00     Remarks: Connect conduit to (E) conduit.

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0464 Reference: E-121, E-124, E-125

                   Size: 78           Type: RGS conduit

From: Manhole MH-44      To: Manhole MH-46

Total Fill (mm2): 1098.30     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

S-2606 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

S-2607 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

S-2608 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

Conduit/Tray No: 0464A Reference: E-121, E-124, E-125

                   Size: 78           Type: RGS conduit

From: Manhole MH-44      To: Manhole MH-46

Total Fill (mm2): 1111.71     Remarks: 

Allowable Fill (mm2): 1499.81

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2610 1-2/C + Gnd, #4, 600 V, EPR insulation 357.53

2629 1-2/C + Gnd,  #1/0, 600 V, EPR insulation 754.18

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0464B Reference: E-121, E-124, E-125

                   Size: 78           Type: RGS conduit

From: Manhole MH-44      To: Manhole MH-46

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0465 Reference: E-121, E-124, E-125

                   Size: 78           Type: RGS conduit

From: Manhole MH-44      To: Manhole MH-46

Total Fill (mm2): 248.28     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1656-3 1-3/C #16, 600 V, EPR insulation 62.07

1656-4 1-3/C #16, 600 V, EPR insulation 62.07

1656-5 1-3/C #16, 600 V, EPR insulation 62.07

1656-6 1-3/C #16, 600 V, EPR insulation 62.07

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0466 Reference: E-121, E-124, E-125

                   Size: 78           Type: RGS conduit

From: Manhole MH-44      To: Manhole MH-46

Total Fill (mm2): 754.18     Remarks: 

Allowable Fill (mm2): 1499.81

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1628 1-2/C + Gnd,  #1/0, 600 V, EPR insulation 754.18

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 0467 Reference: E-121, E-124, E-125

                   Size: 78           Type: RGS conduit

From: Manhole MH-44      To: Manhole MH-46

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0468 Reference: E-121, E-125, E-126

                   Size: 78           Type: RGS conduit

From: Manhole MH-46      To: Manhole MH-48

Total Fill (mm2): 1098.30     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

S-2606 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

S-2607 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

S-2608 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

Conduit/Tray No: 0468A Reference: E-121, E-125, E-126

                   Size: 78           Type: RGS conduit

From: Manhole MH-46      To: Manhole MH-48

Total Fill (mm2): 1111.71     Remarks: 

Allowable Fill (mm2): 1499.81

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2610 1-2/C + Gnd, #4, 600 V, EPR insulation 357.53

2629 1-2/C + Gnd,  #1/0, 600 V, EPR insulation 754.18

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0468B Reference: E-121, E-125, E-126

                   Size: 78           Type: RGS conduit

From: Manhole MH-46      To: Manhole MH-48

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0469 Reference: E-121, E-125, E-126

                   Size: 78           Type: RGS conduit

From: Manhole MH-46      To: Manhole MH-48

Total Fill (mm2): 248.28     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1656-3 1-3/C #16, 600 V, EPR insulation 62.07

1656-4 1-3/C #16, 600 V, EPR insulation 62.07

1656-5 1-3/C #16, 600 V, EPR insulation 62.07

1656-6 1-3/C #16, 600 V, EPR insulation 62.07

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0470 Reference: E-121, E-125, E-126

                   Size: 78           Type: RGS conduit

From: Manhole MH-46      To: Manhole MH-48

Total Fill (mm2): 754.18     Remarks: 

Allowable Fill (mm2): 1499.81

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1628 1-2/C + Gnd,  #1/0, 600 V, EPR insulation 754.18

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0471 Reference: E-121, E-125, E-126

                   Size: 78           Type: RGS conduit

From: Manhole MH-46      To: Manhole MH-48

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 0472 Reference: E-110, E-122, E-126, E-127

                   Size: 78           Type: RGS conduit

From: Manhole MH-48      To: Manhole MH-50

Total Fill (mm2): 732.20     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

S-2606 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

S-2607 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

Conduit/Tray No: 0472A Reference: E-110, E-122, E-126, E-127

                   Size: 78           Type: RGS conduit

From: Manhole MH-48      To: Manhole MH-50

Total Fill (mm2): 1111.71     Remarks: 

Allowable Fill (mm2): 1499.81

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2610 1-2/C + Gnd, #4, 600 V, EPR insulation 357.53

2629 1-2/C + Gnd,  #1/0, 600 V, EPR insulation 754.18

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0472B Reference: E-110, E-122, E-126, E-127

                   Size: 78           Type: RGS conduit

From: Manhole MH-48      To: Manhole MH-50

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0473 Reference: E-110, E-122, E-126, E-127

                   Size: 78           Type: RGS conduit

From: Manhole MH-48      To: Manhole MH-50

Total Fill (mm2): 62.07     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1656-4 1-3/C #16, 600 V, EPR insulation 62.07

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0474 Reference: E-110, E-122, E-126, E-127

                   Size: 78           Type: RGS conduit

From: Manhole MH-48      To: Manhole MH-50

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 1499.81

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0475 Reference: E-110, E-122, E-126, E-127

                   Size: 78           Type: RGS conduit

From: Manhole MH-48      To: Manhole MH-50

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0476 Reference: E-67, E-121, E-126

                   Size: 78           Type: RGS conduit

From: Manhole MH-48      To: PB-10

Total Fill (mm2): 471.23     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP173-5/7 3 + 1 Gnd, #2, #6, 600 V, RHH/RHW insulation 410.43

UP173-6 2 + 1 Gnd, #10, #10, 600 V, RHH/RHW insulation 60.80

Conduit/Tray No: 0477 Reference: E-111, E-112

                   Size: 41           Type: RGS conduit

From: Controller Cabinet #TOS-25A      To: PB-10

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 0478 Reference: E-116

                   Size: 41           Type: RGS conduit

From: PB-10      To: PB-LTG

Total Fill (mm2): 425.70     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

LP283-1/3 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

LP283-6/8 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0478B Reference: E-116, E-123

                   Size: 78           Type: RGS conduit

From: PB-10      To: PB-10

Total Fill (mm2): 425.70     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

LP283-1/3 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

LP283-6/8 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0479 Reference: E-108, E-128

                   Size: 41           Type: RGS conduit

From: Manhole MH-52      To: PB-10

Total Fill (mm2): 96.23     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP274-12 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 0482 Reference: E-68, E-121, E-126

                   Size: 41           Type: RGS conduit

From: *0482      To: Manhole MH-49

Total Fill (mm2): 196.20     Remarks: Connect conduit to (E) conduit.

Allowable Fill (mm2): 414.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1807 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

1808 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0483 Reference: E-122, E-127, E-128

                   Size: 78           Type: RGS conduit

From: Manhole MH-50      To: Manhole MH-52

Total Fill (mm2): 732.20     Remarks: 

Allowable Fill (mm2): 1499.81

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

S-2606 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

S-2607 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

Conduit/Tray No: 0483A Reference: E-122, E-127, E-128

                   Size: 78           Type: RGS conduit

From: Manhole MH-50      To: Manhole MH-52

Total Fill (mm2): 1111.71     Remarks: 

Allowable Fill (mm2): 1499.81

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2610 1-2/C + Gnd, #4, 600 V, EPR insulation 357.53

2629 1-2/C + Gnd,  #1/0, 600 V, EPR insulation 754.18

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0483B Reference: E-122, E-127, E-128

                   Size: 78           Type: RGS conduit

From: Manhole MH-50      To: Manhole MH-52

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 0484 Reference: E-122, E-127, E-128

                   Size: 78           Type: RGS conduit

From: Manhole MH-50      To: Manhole MH-52

Total Fill (mm2): 62.07     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1656-4 1-3/C #16, 600 V, EPR insulation 62.07

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0485 Reference: E-122, E-127, E-128

                   Size: 78           Type: RGS conduit

From: Manhole MH-50      To: Manhole MH-52

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0486 Reference: E-122, E-127, E-128

                   Size: 78           Type: RGS conduit

From: Manhole MH-50      To: Manhole MH-52

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0487 Reference: E-116

                   Size: 41           Type: RGS conduit

From: PB-10      To: PB-LTG

Total Fill (mm2): 324.29     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0487B Reference: E-116, E-123

                   Size: 78           Type: RGS conduit

From: PB-10      To: PB-10

Total Fill (mm2): 324.29     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0488 Reference: E-122, E-128, E-129

                   Size: 78           Type: RGS conduit

From: Manhole MH-52      To: Manhole MH-54

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0488A Reference: E-122, E-128, E-129

                   Size: 78           Type: RGS conduit

From: Manhole MH-52      To: Manhole MH-54

Total Fill (mm2): 366.10     Remarks: 

Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

S-2606 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

Conduit/Tray No: 0488B Reference: E-122, E-128, E-129

                   Size: 78           Type: RGS conduit

From: Manhole MH-52      To: Manhole MH-54

Total Fill (mm2): 357.53     Remarks: 

Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2610 1-2/C + Gnd, #4, 600 V, EPR insulation 357.53

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 0489 Reference: E-122, E-128, E-129

                   Size: 78           Type: RGS conduit

From: Manhole MH-52      To: Manhole MH-54

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0490 Reference: E-122, E-128, E-129

                   Size: 78           Type: RGS conduit

From: Manhole MH-52      To: Manhole MH-54

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0491 Reference: E-122, E-128, E-129

                   Size: 78           Type: RGS conduit

From: Manhole MH-52      To: Manhole MH-54

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0492 Reference: E-122, E-129

                   Size: 78           Type: RGS conduit

From: Manhole MH-54      To: Manhole MH-56

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0492A Reference: E-122, E-129

                   Size: 78           Type: RGS conduit

From: Manhole MH-54      To: Manhole MH-56

Total Fill (mm2): 357.53     Remarks: 

Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2610 1-2/C + Gnd, #4, 600 V, EPR insulation 357.53

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0492B Reference: E-122, E-129

                   Size: 78           Type: RGS conduit

From: Manhole MH-54      To: Manhole MH-56

Total Fill (mm2): 366.10     Remarks: 

Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

S-2606 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

Conduit/Tray No: 0493 Reference: E-111

                   Size: 78           Type: RGS conduit

From: PB-10      To: Utility Panel UP-274

Total Fill (mm2): 288.69     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP274-12 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

UP274-4A 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

UP274-8A 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 0493A Reference: E-111, E-112, E-128

                   Size: 78           Type: RGS conduit

From: Manhole MH-52      To: PB-10

Total Fill (mm2): 288.69     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP274-12 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

UP274-4A 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

UP274-8A 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 0494 Reference: E-96, E-108, E-129

                   Size: 78           Type: RGS conduit

From: Manhole MH-56      To: Overhead Sign #01622

Total Fill (mm2): 357.53     Remarks: 

Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2610 1-2/C + Gnd, #4, 600 V, EPR insulation 357.53

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0495 Reference: E-111

                   Size: 78           Type: RGS conduit

From: PB-10      To: Utility Panel UP-274

Total Fill (mm2): 754.18     Remarks: 

Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2629 1-2/C + Gnd,  #1/0, 600 V, EPR insulation 754.18

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0495A Reference: E-111, E-112, E-128

                   Size: 78           Type: RGS conduit

From: Manhole MH-52      To: PB-10

Total Fill (mm2): 754.18     Remarks: 

Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2629 1-2/C + Gnd,  #1/0, 600 V, EPR insulation 754.18

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0496 Reference: E-111, E-112, E-123, E-128

                   Size: 41           Type: RGS conduit

From: Manhole MH-52      To: PB-LTG

Total Fill (mm2): 192.46     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP274-4A 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

UP274-8A 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 0497 Reference: E-111, E-112

                   Size: 41           Type: RGS conduit

From: Utility Panel UP-274      To: Controller Cabinet #TOS-25A

Total Fill (mm2): 60.80     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP274-1 2 + 1 Gnd, #10, #10, 600 V, RHH/RHW insulation 60.80

Conduit/Tray No: 0498 Reference: E-122, E-129

                   Size: 78           Type: RGS conduit

From: Manhole MH-54      To: Manhole MH-56

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0498A Reference: E-122, E-129

                   Size: 78           Type: RGS conduit

From: Manhole MH-54      To: Manhole MH-56

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0498B Reference: E-122, E-129

                   Size: 78           Type: RGS conduit

From: Manhole MH-54      To: Manhole MH-56

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

E-277

x

x

x

x

x

L
A

S
T

 R
E

V
I
S

I
O

N

S
T

A
T

E
 O

F
 C

A
L

IF
O

R
N

IA
  

- 
 D

E
P

A
R

T
M

E
N

T
 O

F
 T

R
A

N
S

P
O

R
T

A
T

IO
N

0 20 40 60 80

D
A

T
E

 P
L

O
T

T
E

D
 =

>

T
I
M

E
 P

L
O

T
T

E
D

 =
>

0
7

:
2

7

0
6

-
O

C

0
8
-
1
7
-
0
9

0120M1EA04251CU
RELATIVE BORDER SCALE

IS IN MILLIMETERS  
BORDER LAST REVISED 3/1/2007

R
E

V
I
S

E
D

 B
Y

D
A

T
E

 R
E

V
I
S

E
D

C
A

L
C

U
L

A
T

E
D

-

D
E

S
I
G

N
E

D
 B

Y

C
H

E
C

K
E

D
 B

Y

C
O

N
S

U
L

T
A

N
T

 F
U

N
C

T
I
O

N
A

L
 S

U
P

E
R

V
I
S

O
R

R
E

G
I

S
T

E
R

E

D
 

P
R O F E S S I O N

A

L

 
E

N
G

I
N

E
E

R

S

T
A

TE O F  CAL IF OR N
IA

THE STATE OF CALIFORNIA OR ITS OFFICERS

OR AGENTS SHALL NOT BE RESPONSIBLE FOR

THE ACCURACY OR COMPLETENESS OF ELECTRONIC

COPIES OF THIS PLAN SHEET.

Dist COUNTY ROUTE
KILOMETER POST

TOTAL PROJECT

SHEET

No.

TOTAL

SHEETS

DATEAPPROVALPLANS

REGISTERED ELECTRICAL ENGINEER

No.

Exp.

ELECTRICAL

303 Second St., Suite 700N

San Francisco, CA  94107-1317

PB AMERICAS, Inc.

B
R

A
D

Y
 N

A
D

E
L

L

10699

DAVID H. OTO

06/30/2013

USERNAME =>

DGN FILE => 40120mua

s1216

05/02/11

J
E

F
F

R
I
 H

A
L

I
M

E
L

L
E

R
Y

 L
U

C
A

S
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 0499 Reference: E-69, E-86, E-89, E-94, E-123

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: 

Total Fill (mm2): 96.23     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP274-8A 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 0515 Reference: E-121, E-126

                   Size: 78           Type: RGS conduit

From: Manhole MH-49      To: 150mm from concrete wall (Near PB-22)

Total Fill (mm2): 316.24     Remarks: Connect conduit to (E) conduit.

Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1872 10 DLC 316.24

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0516 Reference: E-67, E-121, E-126

                   Size: 78           Type: RGS conduit

From: Manhole MH-49      To: PB-11

Total Fill (mm2): 316.24     Remarks: 

Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2862 10 DLC 316.24

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0517 Reference: E-122, E-127, E-128

                   Size: 78           Type: RGS conduit

From: Manhole MH-51      To: Manhole MH-53

Total Fill (mm2): 316.24     Remarks: 

Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1863 10 DLC 316.24

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0518 Reference: E-69, E-127

                   Size: 78           Type: RGS conduit

From: Manhole MH-51      To: PB-11

Total Fill (mm2): 316.24     Remarks: 

Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1863 10 DLC 316.24

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0519 Reference: E-111, E-112, E-123, E-128

                   Size: 78           Type: RGS conduit

From: Manhole MH-53      To: PB-11

Total Fill (mm2): 452.77     Remarks: 

Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2872 12 DLC 452.77

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0800 Reference: E-107, E-121, E-124

                   Size: 53           Type: RGS conduit

From: Manhole MH-44      To: PB-12

Total Fill (mm2): 366.10     Remarks: 

Allowable Fill (mm2): 1165.23

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

S-2609 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

Conduit/Tray No: 0801 Reference: E-67, E-107, E-121, E-126

                   Size: 78           Type: RGS conduit

From: Manhole MH-48      To: PB-10

Total Fill (mm2): 471.23     Remarks: 

Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP173-1/3 3 + 1 Gnd, #2, #6, 600 V, RHH/RHW insulation 410.43

UP173-2 2 + 1 Gnd, #10, #10, 600 V, RHH/RHW insulation 60.80
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THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY.

* 0499

Connect to (E) conduit *0499 installed

previously.  Terminated into PB-LTG

in Stage l and Stage 3.
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 0802 Reference: E-69, E-86, E-89, E-108, E-127

                   Size: 78           Type: RGS conduit

From: Manhole MH-50      To: 

Total Fill (mm2): 0.00     Remarks: 

 
Allowable Fill (mm2): 2564.19

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 0804 Reference: E-70, E-108, E-122

                   Size: 53           Type: RGS conduit

From: Manhole MH-52      To: PB-12

Total Fill (mm2): 366.10     Remarks: 

Allowable Fill (mm2): 1165.23

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

S-2607 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

Conduit/Tray No: 0805 Reference: E-96, E-108, E-129

                   Size: 53           Type: RGS conduit

From: Manhole MH-56      To: PB-12

Total Fill (mm2): 366.10     Remarks: 

Allowable Fill (mm2): 1165.23

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

S-2606 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

Conduit/Tray No: 0806 Reference: E-108, E-110, E-122, E-126

                   Size: 53           Type: RGS conduit

From: Manhole MH-48      To: PB-12

Total Fill (mm2): 366.10     Remarks: 

Allowable Fill (mm2): 1165.23

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

S-2608 1-3/C + Gnd, #4, 600 V, EPR insulation 366.10

Conduit/Tray No: 1653 Reference: E-68

                   Size: 41           Type: RGS conduit

From: *1653      To: PB-COM

Total Fill (mm2): 98.10     Remarks: Connect conduit to (E) conduit.

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1808 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 1654 Reference: E-68, E-69

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 98.10     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1810 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 1655 Reference: E-69

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 98.10     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1810 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 1656 Reference: E-69

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 98.10     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1810 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00
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THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY.

* 0802

Connect to (E) conduit * 0802 installed

previously. Terminated into MH-50 in

Stage 1 and PB-10 Stage 3.
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 1657 Reference: E-69

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 98.10     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1810 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 1658 Reference: E-70

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 98.10     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1810 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 1659 Reference: E-70,  E-87, E-95

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 98.10     Remarks: Stub out and cap conduit in Stage 1. 

Conduit shall be extended in Stage 2.
Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1810 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 1660 Reference: E-88, E-96

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 98.10     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1810 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 1753 Reference: E-68

                   Size: 41           Type: RGS conduit

From: *1753      To: PB-LTG

Total Fill (mm2): 96.23     Remarks: Connect conduit to (E) conduit.

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP173-16B 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 1754 Reference: E-68, E-69

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 96.23     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP173-16B 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 1755 Reference: E-69

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 96.23     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP173-16B 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 1756 Reference: E-69

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 96.23     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP173-16B 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 1757 Reference: E-69

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 96.23     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP173-16B 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 1758 Reference: E-70

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 96.23     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP173-16B 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 1759 Reference: E-70, E-87, E-95

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 96.23     Remarks: Stub out and cap conduit in Stage 1. 

Conduit shall be extended in Stage 2.
Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP173-16B 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 1760 Reference: E-88, E-96

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 96.23     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP173-16B 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 2251 Reference: E-67

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2252 Reference: E-67, E-68

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2253 Reference: E-68

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2254 Reference: E-68, E-69

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 196.20     Remarks: 

Allowable Fill (mm2): 414.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2807 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

2813 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 2255 Reference: E-69

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 196.20     Remarks: 

Allowable Fill (mm2): 414.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2807 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

2813 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2256 Reference: E-69

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 196.20     Remarks: 

Allowable Fill (mm2): 414.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2807 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

2813 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2257 Reference: E-69, E-70, E-87, E-94, E-95

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 98.10     Remarks: Stub out and cap conduit in Stage 1. 

Conduit shall be extended in Stage 2.
Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2813 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2258 Reference: E-87, E-95

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 98.10     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2813 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2259 Reference: E-87, E-88, E-95, E-96

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 98.10     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2813 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2260 Reference: E-88, E-96

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 98.10     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2813 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2351 Reference: E-67

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2352 Reference: E-67, E-68

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 2353 Reference: E-68

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2354 Reference: E-68, E-69

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 96.23     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP274-4B 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 2355 Reference: E-69

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 96.23     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP274-4B 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 2356 Reference: E-69

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 96.23     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP274-4B 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 2357 Reference: E-69, E-70, E-87, E-94, E-95

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 96.23     Remarks: Stub out and cap conduit in Stage 1. 

Conduit shall be extended in Stage 2.
Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP274-4B 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 2358 Reference: E-87, E-95

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 96.23     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP274-4B 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 2359 Reference: E-87, E-88, E-95, E-96

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 96.23     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP274-4B 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 2360 Reference: E-88, E-96

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 96.23     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP274-4B 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 2486-ID-A Reference: 

                   Size: 25.4           Type: Black, Smooth Innerduct, HDPE w/ pull rope

From: Manhole MH-49      To: PB-11

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 254.57

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Spare

Conduit/Tray No: 2486-ID-B Reference: 

                   Size: 25.4           Type: Brown, Smooth Innerduct, HDPE w/ pull rope

From: Manhole MH-49      To: PB-11

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 254.57

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Spare

Conduit/Tray No: 2486-ID-C Reference: 

                   Size: 12.7           Type: White, Smooth Innerduct, HDPE w/ pull rope

From: Manhole MH-49      To: PB-11

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 99.26

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Spare

Conduit/Tray No: 2486-ID-D Reference: 

                   Size: 12.7           Type: Blue, Smooth Innerduct, HDPE w/ pull rope

From: Manhole MH-49      To: Controller Cabinet #TOS-24C

Total Fill (mm2): 30.19     Remarks: 

Allowable Fill (mm2): 131.53

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1475-7A TOS 12 Fiber, SMFO , Black outer covering 30.19

Conduit/Tray No: 2487-ID-A Reference: 

                   Size: 25.4           Type: Black, Smooth Innerduct, HDPE w/ pull rope

From: Manhole MH-53      To: PB-11

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 254.57

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Spare

Conduit/Tray No: 2487-ID-B Reference: 

                   Size: 25.4           Type: Brown, Smooth Innerduct, HDPE w/ pull rope

From: Manhole MH-53      To: PB-11

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 254.57

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Spare

Conduit/Tray No: 2487-ID-C Reference: 

                   Size: 12.7           Type: White, Smooth Innerduct, HDPE w/ pull rope

From: Manhole MH-53      To: PB-11

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 99.26

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Spare

Conduit/Tray No: 2487-ID-D Reference: 

                   Size: 12.7           Type: Blue, Smooth Innerduct, HDPE w/ pull rope

From: Manhole MH-53      To: Controller Cabinet #TOS-25A

Total Fill (mm2): 30.19     Remarks: 

Allowable Fill (mm2): 131.53

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1475-7B TOS 12 Fiber, SMFO , Black outer covering 30.19
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 2497-ID-B Reference: 

                   Size: 25.4           Type: Brown, Smooth Innerduct, HDPE w/ pull rope

From: *Manhole MH-12      To: Manhole MH-49

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 254.57

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Spare

Conduit/Tray No: 2497-ID-C Reference: 

                   Size: 12.7           Type: White, Smooth Innerduct, HDPE w/ pull rope

From: *Manhole MH-12      To: Manhole MH-49

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 99.26

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Spare

Conduit/Tray No: 2497-ID-D Reference: 

                   Size: 12.7           Type: Blue, Smooth Innerduct, HDPE w/ pull rope

From: *Manhole MH-12      To: Manhole MH-49

Total Fill (mm2): 60.38     Remarks: 

Allowable Fill (mm2): 131.53

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1475-7A TOS 12 Fiber, SMFO , Black outer covering 30.19

1475-7B TOS 12 Fiber, SMFO , Black outer covering 30.19

Conduit/Tray No: 2496-ID-A Reference: 

                   Size: 25.4           Type: Black, Smooth Innerduct, HDPE w/ pull rope

From: *Manhole MH-19      To: *ATOS-A04

Total Fill (mm2): 323.65     Remarks: 

Allowable Fill (mm2): 337.31

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2475-7 TOS 72 Fiber, SMFO, Black outer covering 323.65

Conduit/Tray No: 2496-ID-B Reference: 

                   Size: 25.4           Type: Brown, Smooth Innerduct, HDPE w/ pull rope

From: *Manhole MH-19      To: *Manhole MH-2

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 254.57

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Spare

Conduit/Tray No: 2496-ID-C Reference: 

                   Size: 25.4           Type: White, Smooth Innerduct, HDPE w/ pull rope

From: *Manhole MH-19      To: *Manhole MH-2

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 254.57

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Spare

Conduit/Tray No: 2496-ID-D Reference: 

                   Size: 25.4           Type: Blue, Smooth Innerduct, HDPE w/ pull rope

From: *Manhole MH-19      To: *Manhole MH-2

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 337.31

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Spare

Conduit/Tray No: 2497-ID-A Reference: 

                   Size: 25.4           Type: Black, Smooth Innerduct, HDPE w/ pull rope

From: *Manhole MH-12      To: Manhole MH-49

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 254.57

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Spare
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 2498-ID-A Reference: 

                   Size: 25.4           Type: Black, Smooth Innerduct, HDPE w/ pull rope

From: Manhole MH-49      To: Manhole MH-53

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 254.57

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Spare

Conduit/Tray No: 2498-ID-B Reference: 

                   Size: 25.4           Type: Brown, Smooth Innerduct, HDPE w/ pull rope

From: Manhole MH-49      To: Manhole MH-53

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 254.57

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Spare

Conduit/Tray No: 2498-ID-C Reference: 

                   Size: 12.7           Type: White, Smooth Innerduct, HDPE w/ pull rope

From: Manhole MH-49      To: Manhole MH-53

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 99.26

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Spare

Conduit/Tray No: 2498-ID-D Reference: 

                   Size: 12.7           Type: Blue, Smooth Innerduct, HDPE w/ pull rope

From: Manhole MH-49      To: Manhole MH-53

Total Fill (mm2): 30.19     Remarks: 

Allowable Fill (mm2): 131.53

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

1475-7B TOS 12 Fiber, SMFO , Black outer covering 30.19

Conduit/Tray No: 2648 Reference: E-97

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2649 Reference: E-97

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2650 Reference: E-97, E-98

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2651 Reference: E-98

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 2652 Reference: E-98

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2653 Reference: E-98

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2654 Reference: E-98, E-99

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 196.20     Remarks: 

Allowable Fill (mm2): 414.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2808 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

2814 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2655 Reference: E-99

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 196.20     Remarks: 

Allowable Fill (mm2): 414.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2808 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

2814 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2656 Reference: E-99

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 196.20     Remarks: 

Allowable Fill (mm2): 414.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2808 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

2814 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2657 Reference: E-90, E-99, , E-100

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 98.10     Remarks: Stub out and cap conduit in Stage 2. 

Conduit shall be extended in Stage 3.
Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2814 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2658 Reference: E-90, , E-100

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 98.10     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2814 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2659 Reference: E-90, E-91, , E-100, E-101

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 98.10     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2814 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 2660 Reference: E-91, E-101

                   Size: 41           Type: RGS conduit

From: PB-COM      To: PB-COM

Total Fill (mm2): 98.10     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2814 1 - 2 pair, shielded #18 with IS/OA, 600 V, PVC jacket 98.10

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2740 Reference: E-97

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

LP283-1/3 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2741 Reference: E-97

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

LP283-1/3 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2742 Reference: E-97

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

LP283-1/3 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2743 Reference: E-97

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

LP283-1/3 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2744 Reference: E-97

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 425.70     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

LP283-1/3 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

LP283-6/8 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2745 Reference: E-97

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 425.70     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

LP283-1/3 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

LP283-6/8 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2746 Reference: E-97

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

LP283-6/8 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 2747 Reference: E-97

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

LP283-6/8 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2748 Reference: E-97

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

LP283-6/8 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2749 Reference: E-97

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

LP283-6/8 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2750 Reference: E-97, E-98

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

LP283-6/8 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2751 Reference: E-98

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

LP283-6/8 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2752 Reference: E-98

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

LP283-6/8 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2753 Reference: E-98

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

LP283-6/8 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2754 Reference: E-98

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 2755 Reference: E-98

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2756 Reference: E-98

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 96.23     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP274-8B 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 2757 Reference: E-99

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 96.23     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP274-8B 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 2758 Reference: E-99

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 96.23     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP274-8B 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 2759 Reference: E-99

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 96.23     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP274-8B 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 2760 Reference: E-99

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 96.23     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP274-8B 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 2761 Reference: E-99, E-100

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 96.23     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP274-8B 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 2762 Reference: E-90, E-100

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 96.23     Remarks: Stub out and cap conduit in Stage 2. 

Conduit shall be extended in Stage 3.
Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP274-8B 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 2763 Reference: E-90, E-100

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 96.23     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP274-8B 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 2764 Reference: E-90, E-100

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 96.23     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP274-8B 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 2765 Reference: E-90, E-100

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 96.23     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP274-8B 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 2766 Reference:  E-91, E-101

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 96.23     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP274-8B 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 2767 Reference:  E-91, E-101

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 96.23     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP274-8B 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 2768 Reference:  E-91, E-101

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 96.23     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

UP274-8B 2 + 1 Gnd, #8, #10, 600 V, RHH/RHW insulation 96.23

Conduit/Tray No: 2769 Reference:  E-91, E-101

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2770 Reference:  E-92, E-102

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 2771 Reference:  E-92, E-102

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2772 Reference:  E-92, E-102

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2773 Reference:  E-92, E-93, E-102, E-103

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2774 Reference: E-93, E-103

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2840 Reference: E-97

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2841 Reference: E-97

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2842 Reference: E-97

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2843 Reference: E-97

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 0.00     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 2844 Reference: E-97

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 324.29     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2845 Reference: E-97

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 324.29     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2846 Reference: E-97

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 324.29     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2847 Reference: E-97

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 324.29     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2848 Reference: E-97

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 324.29     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2849 Reference: E-97

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 324.29     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2850 Reference: E-97, E-98

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 324.29     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2851 Reference: E-98

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 324.29     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 2852 Reference: E-98

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 324.29     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2853 Reference: E-98

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 324.29     Remarks: 

Allowable Fill (mm2): 708.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009 1-3/C + Gnd, #6, 600 V, EPR insulation 324.29

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2854 Reference: E-98

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2855 Reference: E-98

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2856 Reference: E-98

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2857 Reference: E-99

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2858 Reference: E-99

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2859 Reference: E-99

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 2860 Reference: E-99

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2861 Reference: E-99, E-100

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2862 Reference: E-90, E-100

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: Stub out and cap conduit in Stage 2. 

Conduit shall be extended in Stage 3.
Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2863 Reference: E-90, E-100

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2864 Reference: E-90, E-100

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2865 Reference: E-90, E-100

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2866 Reference:  E-91, E-101

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2867 Reference:  E-91, E-101

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
UNDERGROUND ROADWAY AT GRADE

Conduit/Tray No: 2868 Reference:  E-91, E-101

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2869 Reference:  E-91, E-101

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2870 Reference:  E-92, E-102

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2871 Reference:  E-92, E-102

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2872 Reference:  E-92, E-102

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2873 Reference:  E-92, E-93, E-102, E-103

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 2874 Reference: E-93, E-103

                   Size: 41           Type: RGS conduit

From: PB-LTG      To: PB-LTG

Total Fill (mm2): 212.85     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

A-2009-1 3 + 1 Gnd, #6, #8, 600 V, RHH/RHW insulation 212.85

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
STRONG MOTION DETECTION SYSTEM

Conduit/Tray No: *0302 Reference: E-185

                   Size: 103           Type: RGS conduit

From: *PB-COM Mole      To: *Manhole MH-4

Total Fill (mm2): 121.74     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 4404.97

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2506-5 4 pair #22, shielded pairs, 300 V, PE insulation (Type ISDN) 121.74

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0311 Reference: E-185

                   Size: 103           Type: RGS conduit

From: *Manhole MH-4      To: *Manhole MH-8

Total Fill (mm2): 246.29     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2506-21A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-5 4 pair #22, shielded pairs, 300 V, PE insulation (Type ISDN) 121.74

2506-8 4 pair #24, overall shielded, 300 V, PE insulation (Type IC) 77.13

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0323 Reference: E-185

                   Size: 103           Type: RGS conduit

From: *Manhole MH-8      To: *Manhole MH-12

Total Fill (mm2): 246.29     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2506-21A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-5 4 pair #22, shielded pairs, 300 V, PE insulation (Type ISDN) 121.74

2506-8 4 pair #24, overall shielded, 300 V, PE insulation (Type IC) 77.13

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *0403 Reference: E-185

                   Size: 103           Type: RGS conduit

From: *600 V Pull Box Mole      To: *Manhole MH-2

Total Fill (mm2): 339.54     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 2576.49

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2476 1-3/C #16, 600 V, EPR insulation 62.07

Pull Rope Soft-Fiber Polyester 0.00

UP004-2 1-2/C + Gnd, #6, 600 V, EPR insulation 277.47

Conduit/Tray No: *0417 Reference: E-185

                   Size: 103           Type: RGS conduit

From: *Manhole MH-2      To: *Manhole MH-6

Total Fill (mm2): 339.54     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 2576.49

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2476 1-3/C #16, 600 V, EPR insulation 62.07

Pull Rope Soft-Fiber Polyester 0.00

UP004-2 1-2/C + Gnd, #6, 600 V, EPR insulation 277.47

Conduit/Tray No: *0435 Reference: E-185

                   Size: 103           Type: RGS conduit

From: *Manhole MH-6      To: *Manhole MH-10

Total Fill (mm2): 339.54     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 2576.49

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2476 1-3/C #16, 600 V, EPR insulation 62.07

Pull Rope Soft-Fiber Polyester 0.00

UP004-2 1-2/C + Gnd, #6, 600 V, EPR insulation 277.47

Conduit/Tray No: *7686 Reference: E-180

                   Size: 103           Type: RGS conduit

From: 
End of conduit at

 Pipe rollers
             To: 9015

Total Fill (mm2): 124.55     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 2576.49

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2506-20A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-7 4 pair #24, overall shielded, 300 V, PE insulation (Type IC) 77.13

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
STRONG MOTION DETECTION SYSTEM

Conduit/Tray No: *9001 Reference: E-180, E-181

                   Size: 27           Type: RGS conduit

From: *Sensor Enclosure 1-1      To: TOS/COM Transition cell

Total Fill (mm2): 94.84     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 177.49

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2506-19A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-19B 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *9002 Reference: E-180, E-181

                   Size: 41           Type: RGS conduit

From: Junction Box      To: TOS/COM Transition cell

Total Fill (mm2): 266.81     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2506-12A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-12B 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-12C 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-12D 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-6 4 pair #24, overall shielded, 300 V, PE insulation (Type IC) 77.13

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *9004 Reference: E-181

                   Size: 27           Type: RGS conduit

From: *Sensor Enclosure 3-1      To: TOS/COM Transition cell

Total Fill (mm2): 47.42     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 303.46

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2506-13A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *9006 Reference: E-181

                   Size: 27           Type: RGS conduit

From: *Sensor Enclosure 4-1      To: TOS/COM Transition cell

Total Fill (mm2): 94.84     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 177.49

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2506-14A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-14B 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *9008 Reference: E-181

                   Size: 27           Type: RGS conduit

From: *Sensor Enclosure 5-1      To: TOS/COM cell at Pier E18R

Total Fill (mm2): 47.42     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 303.46

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2506-15A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *9011 Reference: E-181

                   Size: 27           Type: RGS conduit

From: *Sensor Enclosure 6-1      To: TOS/COM cell at Pier E18R

Total Fill (mm2): 47.42     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 303.46

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2506-16A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *9012 Reference: E-182

                   Size: 27           Type: RGS conduit

From: *Sensor Enclosure 7-1      To: Junction Box

Total Fill (mm2): 47.42     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 303.46

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2506-17A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
STRONG MOTION DETECTION SYSTEM

Conduit/Tray No: *9013 Reference: E-182

                   Size: 27           Type: RGS conduit

From: *Sensor Enclosure 8-1      To: Junction Box

Total Fill (mm2): 47.42     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 303.46

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2506-18A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *9025A Reference: E-181

                   Size: 103           Type: RGS conduit

From: TOS/COM Transition cell      To: TOS/COM cell at Pier E18R

Total Fill (mm2): 142.26     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2506-13A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-14A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-14B 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *9025B Reference: E-181

                   Size: 103           Type: RGS conduit

From: TOS/COM Transition cell      To: TOS/COM cell at Pier E18R

Total Fill (mm2): 361.65     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2506-12A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-12B 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-12C 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-12D 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-19A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-19B 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-6 4 pair #24, overall shielded, 300 V, PE insulation (Type IC) 77.13

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *9026 Reference: E-181, E-182

                   Size: 103           Type: RGS conduit

From: TOS/COM cell at Pier E18R      To: Junction Box

Total Fill (mm2): 598.75     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2506-12A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-12B 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-12C 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-12D 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-13A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-14A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-14B 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-15A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-16A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-19A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-19B 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-6 4 pair #24, overall shielded, 300 V, PE insulation (Type IC) 77.13

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *9027 Reference: E-182

                   Size: 103           Type: RGS conduit

From: Junction Box      To: Inside cell at Hinge FE

Total Fill (mm2): 693.59     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2506-12A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-12B 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-12C 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-12D 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-13A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-14A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-14B 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-15A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-16A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-17A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-18A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-19A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-19B 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-6 4 pair #24, overall shielded, 300 V, PE insulation (Type IC) 77.13

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
STRONG MOTION DETECTION SYSTEM

Conduit/Tray No: *9030 Reference: E-37, E-185

                   Size: 103           Type: RGS conduit

From: Pier E22R column      To: Strong Motion Recorder #1

Total Fill (mm2): 693.59     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2506-12A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-12B 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-12C 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-12D 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-13A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-14A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-14B 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-15A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-16A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-17A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-18A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-19A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-19B 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-6 4 pair #24, overall shielded, 300 V, PE insulation (Type IC) 77.13

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *9035 Reference: E-185

                   Size: 53           Type: RGS conduit

From: SMD-PB #3 (600 V)      To: Strong Motion Recorder #1

Total Fill (mm2): 339.54     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 681.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2476 1-3/C #16, 600 V, EPR insulation 62.07

Pull Rope Soft-Fiber Polyester 0.00

UP004-2 1-2/C + Gnd, #6, 600 V, EPR insulation 277.47

Conduit/Tray No: *9036 Reference: E-185

                   Size: 53           Type: RGS conduit

From: SMD-PB #1 (Low Level Signal)      To: Strong Motion Recorder #1

Total Fill (mm2): 246.29     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 879.42

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2506-21A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-5 4 pair #22, shielded pairs, 300 V, PE insulation (Type ISDN) 121.74

2506-8 4 pair #24, overall shielded, 300 V, PE insulation (Type IC) 77.13

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *9041 Reference: E-185

                   Size: 78           Type: RGS conduit

From: SMD-PB #1 (Low Level Signal)      To: *Manhole MH-12

Total Fill (mm2): 246.29     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 1935.24

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2506-21A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-5 4 pair #22, shielded pairs, 300 V, PE insulation (Type ISDN) 121.74

2506-8 4 pair #24, overall shielded, 300 V, PE insulation (Type IC) 77.13

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: *9043 Reference: E-185

                   Size: 78           Type: RGS conduit

From: SMD-PB #3 (600 V)      To: *Manhole MH-10

Total Fill (mm2): 339.54     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 1499.81

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2476 1-3/C #16, 600 V, EPR insulation 62.07

Pull Rope Soft-Fiber Polyester 0.00

UP004-2 1-2/C + Gnd, #6, 600 V, EPR insulation 277.47

Conduit/Tray No: *9052 Reference: E-185

                   Size: 41           Type: RGS conduit

From: Strong Motion Recorder #2      To: *Manhole MH-4

Total Fill (mm2): 124.55     Remarks: (E) conduit, add new cable (s) as listed 

below.
Allowable Fill (mm2): 414.28

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2506-21A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-8 4 pair #24, overall shielded, 300 V, PE insulation (Type IC) 77.13

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
STRONG MOTION DETECTION SYSTEM

Conduit/Tray No: 9014 Reference: E-180

                   Size: 41           Type: RGS conduit

From: *Sensor Enclosure 2-1      To: Junction Box

Total Fill (mm2): 391.36     Remarks: 

Allowable Fill (mm2): 534.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2506-12A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-12B 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-12C 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-12D 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-20A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-6 4 pair #24, overall shielded, 300 V, PE insulation (Type IC) 77.13

2506-7 4 pair #24, overall shielded, 300 V, PE insulation (Type IC) 77.13

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 9015 Reference: E-180

                   Size: 53           Type: RGS conduit

From: *7686      To: Junction Box

Total Fill (mm2): 124.55     Remarks: 

Allowable Fill (mm2): 681.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2506-20A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-7 4 pair #24, overall shielded, 300 V, PE insulation (Type IC) 77.13

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 9016 Reference: E-29, E-180

                   Size: 53           Type: Liquidtight flex metal conduit

From: *7686      To: 9017

Total Fill (mm2): 124.55     Remarks: 

Allowable Fill (mm2): 649.22

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2506-20A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-7 4 pair #24, overall shielded, 300 V, PE insulation (Type IC) 77.13

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 9017 Reference: E-29, E-180

                   Size: 53           Type: RGS conduit

From: 9016      To: *Sensor Enclosure 29-2

Total Fill (mm2): 124.55     Remarks: 

Allowable Fill (mm2): 681.55

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2506-20A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-7 4 pair #24, overall shielded, 300 V, PE insulation (Type IC) 77.13

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 9027 Reference: E-19, E-31, E-48, E-183

                   Size: 103           Type: RGS conduit

From: Inside cell at Hinge FE      To: TOS/COM cell at Pier E21R

Total Fill (mm2): 693.59     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2506-12A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-12B 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-12C 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-12D 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-13A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-14A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-14B 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-15A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-16A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-17A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-18A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-19A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-19B 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-6 4 pair #24, overall shielded, 300 V, PE insulation (Type IC) 77.13

Pull Rope Soft-Fiber Polyester 0.00
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CONDUIT AND TRAY SCHEDULE
STRONG MOTION DETECTION SYSTEM

Conduit/Tray No: 9060 Reference: E-19, E-20, E-33, E-36, E-47, E-183, E-184

                   Size: 103           Type: RGS conduit

From: TOS/COM cell at Pier E21R      To: TOS/COM Vault at Pier E22R

Total Fill (mm2): 693.59     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2506-12A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-12B 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-12C 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-12D 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-13A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-14A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-14B 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-15A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-16A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-17A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-18A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-19A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-19B 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-6 4 pair #24, overall shielded, 300 V, PE insulation (Type IC) 77.13

Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No: 9061 Reference: E-36, E-37, E-47, E-184

                   Size: 103           Type: RGS conduit

From: 2T25      To: TOS/COM Vault at Pier E22R

Total Fill (mm2): 693.59     Remarks: 

Allowable Fill (mm2): 3324.51

Description of Changes: 

Included Cable No. Conductor Type Area (mm2)

2506-12A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-12B 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-12C 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-12D 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-13A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-14A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-14B 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-15A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-16A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-17A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-18A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-19A 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-19B 4 pair #22, shielded pairs, FEP insulation (Type SSC) 47.42

2506-6 4 pair #24, overall shielded, 300 V, PE insulation (Type IC) 77.13

Pull Rope Soft-Fiber Polyester 0.00
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CABLE AND CIRCUIT SCHEDULE

Cable/Ckt #: *2493-ID-A Reference:

Function: TOS Innerduct Conductor Type:
25.4 mm, Black, Smooth

 innerduct, HDPE w/ pull rope

From: Splice Cabinet TOS-23WS To: TOS/COM Cell at Pier E21L

Remarks: (E) Innerduct use for routing fiber optic cable.

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 *4356A

Cable/Ckt #: *2494-ID-A Reference:

Function: TOS Innerduct Conductor Type:
25.4 mm, Black, Smooth

 innerduct, HDPE w/ pull rope

From: TOS/COM Cell at Pier E21L To: *Manhole MH-19

Remarks: (E) Innerduct.  Cut at Manhole MH-12.

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 *4393 2 TOS/COM Vault 3 *4397 4 *1T25

5 *0336 6 MH-12 7 *0326 8 MH-8

9 *0600

Cable/Ckt #: *2494-ID-B Reference:

Function: TOS Innerduct Conductor Type:
25.4 mm, Brown, Smooth

 innerduct, HDPE w/ pull rope

From: TOS/COM Cell at Pier E21L To: *Manhole MH-19

Remarks: (E) Innerduct.  Cut at Manhole MH-12.

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 *4393 2 TOS/COM Cell 3 *4397 4 *1T25

5 *0336 6 MH-12 7 *0326 8 MH-8

9 *0600

Cable/Ckt #: 1475-7A Reference: E-198, E-203

Function: TOS Data Com Conductor Type:
TOS 12 Fiber, SMFO , Black

 outer covering

From: Splice Cabinet TOS-23WS To: Controller Cabinet #TOS-24C

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 *2493-ID-A 2 TOS/COM Cell 3 *2494-ID-A 4 MH-12

5 2497-ID-D 6 MH-49 7 2486-ID-D

Cable/Ckt #: 1475-7B Reference: E-198, E-203

Function: TOS Data Com Conductor Type:
TOS 12 Fiber, SMFO , Black

 outer covering

From: Splice Cabinet TOS-23WS To: Controller Cabinet #TOS-25A

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 *2493-ID-A 2 TOS/COM Cell 3 *2494-ID-A 4 MH-12

5 2497-ID-D 6 MH-49 7 2498-ID-D 8 MH-53

9 2487-ID-D

Cable/Ckt #: 1628 Reference: E-134, E-142

Function: 480 V Power Conductor Type:
1-2/C + Gnd,  #1/0, 600 V, EPR

 insulation

From: *480 V LVCC-A Cubicle #14B To: Utility Panel UP-173

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 *616A 2 *T22 3 *T23 4 *T24

5 PB-600 V 6 *0405 7 MH-2 8 *0418

9 MH-6 10 *0433 11 MH-10 12 *0462

13 0462 14 MH-44 15 0466 16 MH-46

17 0470 18 MH-48 19 0442A 20 PB-10

21 0442
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CABLE AND CIRCUIT SCHEDULE

Cable/Ckt #: 1656-6 Reference: E-164

Function: 120 V DI Conductor Type:
1-3/C #16, 600 V, EPR

 insulation

From: Controller Cabinet #TOS-24C To: *Remote Terminal Unit RTU #16

Remarks: Cabinet door switch input

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 0449 2 PB-10 3 0445A 4 MH-48

5 0469 6 MH-46 7 0465 8 MH-44

9 0461 10 *0461 11 MH-10 12 *0437

13 MH-6 14 *0421 15 MH-2 16 *0407

17 PB-600 V 18 *T24 19 *T23 20 *T22

21 *T20 22 *714A

Cable/Ckt #: 1807 Reference: E-163, E-177

Function: Low Level Signal Conductor Type:
1 - 2 pair, shielded #18 with

 IS/OA, 600 V, PVC jacket

From: Call Box CB-159A To: *Remote Terminal Unit RTU #16

Remarks: Install in Stage 3. See sheet E-175.

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 FIELD 2 *1253 3 *0489 4 *0482

5 0482 6 MH-49 7 0364 8 MH-47

9 0361 10 MH-45 11 0357 12 *0357

13 MH-12 14 *0330 15 MH-8 16 *0312

17 MH-4 18 *0301 19 PB-COM 20 *657

Cable/Ckt #: 1656-3 Reference: E-164

Function: 120 V DI Conductor Type:
1-3/C #16, 600 V, EPR

 insulation

From: Controller Cabinet #TOS-24A To: *Remote Terminal Unit RTU #16

Remarks: Cabinet door switch input

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 0445 2 PB-10 3 0445A 4 MH-48

5 0469 6 MH-46 7 0465 8 MH-44

9 0461 10 *0461 11 MH-10 12 *0437

13 MH-6 14 *0421 15 MH-2 16 *0407

17 PB-600 V 18 *T24 19 *T23 20 *T22

21 *T20 22 *714A

Cable/Ckt #: 1656-4 Reference: E-164

Function: 120 V DI Conductor Type: 1-3/C #16, 600 V, EPR insulation

From: Controller Cabinet #TOS-25A To: *Remote Terminal Unit RTU #16

Remarks: Cabinet door switch input

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 0447 2 PB-10 3 0447A 4 MH-52

5 0484 6 MH-50 7 0473 8 MH-48

9 0469 10 MH-46 11 0465 12 MH-44

13 0461 14 *0461 15 MH-10 16 *0437

17 MH-6 18 *0421 19 MH-2 20 *0407

21 PB-600 V 22 *T24 23 *T23 24 *T22

25 *T20 26 *714A

Cable/Ckt #: 1656-5 Reference: E-164

Function: 120 V DI Conductor Type:
1-3/C #16, 600 V, EPR

 insulation

From: Controller Cabinet #TOS-24B To: *Remote Terminal Unit RTU #16

Remarks: Cabinet door switch input

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 0446 2 PB-10 3 0445A 4 MH-48

5 0469 6 MH-46 7 0465 8 MH-44

9 0461 10 *0461 11 MH-10 12 *0437

13 MH-6 14 *0421 15 MH-2 16 *0407

17 PB-600 V 18 *T24 19 *T23 20 *T22

21 *T20 22 *714A
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CABLE AND CIRCUIT SCHEDULE

Cable/Ckt #: 1808 Reference: E-163, E-176

Function: Low Level Signal Conductor Type:
1 - 2 pair, shielded #18 with

 IS/OA, 600 V, PVC jacket

From: Call Box CB-159B To: *Remote Terminal Unit RTU #16

Remarks: Install in Stage 3. See sheet E-175.

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 FIELD 2 1653 3 *1653 4 *0482

5 0482 6 MH-49 7 0364 8 MH-47

9 0361 10 MH-45 11 0357 12 *0357

13 MH-12 14 *0330 15 MH-8 16 *0312

17 MH-4 18 *0301 19 PB-COM 20 *657

Cable/Ckt #: 1810 Reference: E-176

Function: Low Level Signal Conductor Type:
1 - 2 pair, shielded #18 with

 IS/OA, 600 V, PVC jacket

From: Call Box CB-159B To: Call Box CB-161B

Remarks: Install in Stage 3. See sheet E-175.

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 FIELD 2 1654 3 1655 4 1656

5 1657 6 1658 7 1659 8 1660

9 FIELD

Cable/Ckt #: 1851-5 Reference: E-148

Function: Low Level Signal Conductor Type: TOS Hybrid Camera Cable (HCC)

From: Controller Cabinet #TOS-25A To: CCTV-W03

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 0378 2 PB-11 3 0387A 4 MH-53

5 0379 6 PB-11 7 FIELD

Cable/Ckt #: 1856-1 Reference: E-148

Function: Low Level Signal Conductor Type: Harness #4

From: Controller Cabinet #TOS-24B To: CMS-W03

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 0388 2 PB-11 3 0388A 4 MH-49

5 0389 6 PB-11 7 FIELD

Cable/Ckt #: 1856-2 Reference: E-148

Function: Low Level Signal Conductor Type: Harness #5

From: Controller Cabinet #TOS-24B To: CMS-W03

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 0388 2 PB-11 3 0388A 4 MH-49

5 0389 6 PB-11 7 FIELD

Cable/Ckt #: 1856-3 Reference: E-198

Function: Low Level Signal Conductor Type: CAT5E

From: Controller Cabinet #TOS-24A To: Controller Cabinet #TOS-24B

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 0399

Cable/Ckt #: 1863 Reference: E-148, E-196

Function: Low Level Signal Conductor Type: 10 DLC

From: Controller Cabinet #TOS-25A To: PL-W13

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 0387 2 PB-11 3 0387A 4 MH-53

5 0517 6 MH-51 7 0518 8 PB-11
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CABLE AND CIRCUIT SCHEDULE

Cable/Ckt #: 2473-25 Reference: E-165, E-171, E-172

Function: Caltrans Telephone Conductor Type:
50 pair #18, shielded pairs,

 IS/OS shield 600 V, XLPE

From: *Telephone Terminal Box #TEL-22E To: Telephone Terminal Box #TEL-23E

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 *5368 2 TOS/COM Cell 3 *5383 4 TOS/COM Vault

5 *5351 6 TOS/COM Vault 7 5329 8 TOS/COM Cell

9 5354

Cable/Ckt #: 2473-26 Reference: E-165, E-172, E-173

Function: Caltrans Telephone Conductor Type:
50 pair #18, shielded pairs,

 IS/OS shield 600 V, XLPE

From: Telephone Terminal Box #TEL-23E To: *Telephone Terminal Box #TEL-Mole

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 5349 2 TOS/COM Cell 3 5347 4 TOS/COM Vault

5 5365 6 2T25 7 *0350 8 MH-12

9 *0329 10 MH-8 11 *0315 12 MH-4

13 *0305 14 PB-COM 15 *651A

Cable/Ckt #: 1872 Reference: E-148, E-196

Function: Low Level Signal Conductor Type: 10 DLC

From: Controller Cabinet #TOS-24A To: *PL-W10

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 0381 2 PB-11 3 0388B 4 MH-49

5 0515 6 PB-22

Cable/Ckt #: 1872-1 Reference: E-198

Function: Low Level Signal Conductor Type: CAT5E

From: Controller Cabinet #TOS-24B To: Controller Cabinet #TOS-24C

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 0398

Cable/Ckt #: 2392 Reference: E-133

Function: 12.47 kV Feeder Conductor Type: 3-1/C #4/0, 15 KV, EPR insulation

From:
*12.47 kV Swgr. Bkr. # 52-17N

 (Mole Substation)
To:

*12.47 kV Swgr. Bkr. # 52-15N

 (Midspan EB Substation)

Remarks:
Splice cable in splice tray at Hinge EE. Route 23 through 39 is existing. Terminate coiled

 cable into 12.47 kV Swgr Bkr # 52-15N.

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 *0205 2 MH-1 3 *0212 4 MH-5

5 *0225 6 MH-9 7 *0238 8 2T41

9 5309 10 15 kV Vault 11 5305 12 15 kV Vault

13 *5303 14 15 kV Vault 15 *5301 16 15 kV Vault

17 *2934 18 *7958 19 *7957 20 *7682

21 *Tray Splice 22 *2T13 23 *7928 24 *7927

25 *7926 26 *2T12 27 *7926B 28 *Tray Splice

29 *7926A 30 *2T12. 31 *2595 32 *2594

33 *2593 34 *2T11. 35 *2593B 36 *Tray Splice

37 *2593A 38 *2T11 39 *5682

Cable/Ckt #: 2473-24 Reference: E-165, E-170, E-171

Function: Caltrans Telephone Conductor Type:
50 pair #18, shielded pairs,

 IS/OS shield 600 V, XLPE

From: *Telephone Terminal Box #TEL-21E To: *Telephone Terminal Box #TEL-22E

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 *5979 2 *2T43 3 *7676 4 *7935

5 *7939 6 *5951 7 TOS/COM Vault 8 *5350

9 TOS/COM Vault 10 *5393 11 TOS/COM Cell 12 *5375
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CABLE AND CIRCUIT SCHEDULE

Cable/Ckt #: 2474-24 Reference: E-165, E-166, E-167

Function: Scada Data Com Conductor Type:
50 pair #18, shielded pairs,

 IS/OS shield 600 V, XLPE

From: *SCADA Com. Terminal Box #COM-21E To: *SCADA Com. Terminal Box #COM-22E

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 FIELD 2 *2T43 3 *7676 4 *7935

5 *7939 6 *5951 7 TOS/COM Vault 8 *5350

9 TOS/COM Vault 10 *5396 11 TOS/COM Cell 12 *5369

Cable/Ckt #: 2474-25 Reference: E-165, E-167, E-168

Function: Scada Data Com Conductor Type:
50 pair #18, shielded pairs,

 IS/OS shield 600 V, XLPE

From: *SCADA Com. Terminal Box #COM-22E To: SCADA Com. Terminal Box #COM-23E

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 *5369 2 TOS/COM Cell 3 *5382 4 TOS/COM Vault

5 *5351 6 TOS/COM Vault 7 5329 8 TOS/COM Cell

9 5367

Cable/Ckt #: 2474-26 Reference: E-165, E-168, E-169

Function: Scada Data Com Conductor Type:
50 pair #18, shielded pairs,

 IS/OS shield 600 V, XLPE

From: SCADA Com. Terminal Box #COM-23E To: *SCADA Com. Terminal Box #COM-Mole

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 5366 2 TOS/COM Cell 3 5347 4 TOS/COM Vault

5 5365 6 2T25 7 *0350 8 MH-12

9 *0329 10 MH-8 11 *0315 12 MH-4

13 *0305 14 PB-COM 15 *654

Cable/Ckt #: 2475-5 Reference: E-199

Function: TOS Data Com Conductor Type: TOS 72 Fiber, SMFO, Black outer covering

From: TOS Fiberoptic Splice Closure FSC Hinge EE To: TOS Fiberoptic Splice Closure  FSC 22ES

Remarks: Terminate coiled cable and new cable inside the splice cable tray.

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 *2T43 2 2490-ID-A 3 TOS/COM Vault 4 2488-ID-A

Cable/Ckt #: 2475-5A Reference: E-199

Function: TOS Data Com Conductor Type:
TOS 12 Fiber, SMFO , Black

 outer covering

From: *Splice Cabinet TOS-22ES To: *Controller Cabinet #TOS-22EA

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 *5807

Cable/Ckt #: 2475-5B Reference: E-199

Function: TOS Data Com Conductor Type:
TOS 12 Fiber, SMFO , Black

 outer covering

From: Fiberoptic Splice Closure FSC 23ES To: Controller Cabinet #TOS-23EA

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 5837

Cable/Ckt #: 2475-6 Reference: E-199

Function: TOS Data Com Conductor Type:
TOS 72 Fiber, SMFO, Black

 outer covering

From: TOS Fiberoptic Splice Closure  FSC 22ES To: TOS Fibero[ptic Splice Closure FSC 23ES

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 2488-ID-B 2 TOS/COM Vault 3 2491-ID-A 4 TOS/COM Cell

5 2489-ID-A
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CABLE AND CIRCUIT SCHEDULE

Cable/Ckt #: 2484-ID-A Reference:

Function: BASE Innerduct Conductor Type:
25.4 mm, Black, Smooth

 innerduct, HDPE w/ pull rope

From: *7899 To: *7907

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 *7899 2 *7903 3 *7907

Cable/Ckt #: 2484-ID-C Reference:

Function: BASE Innerduct Conductor Type:
25.4 mm, White, Smooth

 innerduct, HDPE w/ pull rope

From: *7899 To: *7907

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 *7899 2 *7903 3 *7907

Cable/Ckt #: 2484-ID-D Reference:

Function: BASE Innerduct Conductor Type:
25.4 mm, Blue, Smooth

 innerduct, HDPE w/ pull rope

From: *7899 To: *7907

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 *7899 2 *7903 3 *7907

Cable/Ckt #: 2475-7 Reference: E-199, E-200

Function: TOS Data Com Conductor Type: TOS 72 Fiber, SMFO, Black outer covering

From: TOS Fibero[ptic Splice Closure FSC 23ES To: TOS Cabinet TOS-A04

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 2489-ID-B 2 TOS/COM Cell 3 2492-ID-A 4 2T25

5 2492-ID-A. 6 MH-12 7 *2494-ID-B 8 MH-19

9 2496-ID-A 10 *1T1 11 FIELD

Cable/Ckt #: 2476 Reference: E-164, E-188

Function: 120 V DI Conductor Type:
1-3/C #16, 600 V, EPR

 insulation

From: Strong Motion Recorder #1 To: *Remote Terminal Unit RTU #16

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 *9035 2 SMD-PB #3 3 *9043 4 MH-10

5 *0435 6 MH-6 7 *0417 8 MH-2

9 *0403 10 PB-600 V 11 *T24 12 *T23

13 *T22 14 *T20 15 *714A

Cable/Ckt #: 2479-3 Reference:

Function: BASE Data Com Conductor Type:
BASE 72 Fiber, SMFO, Brown

 outer covering

From: *BASE Splice Cabinet #BSC-19E To: *BASE COM Panel #BCP-MOLE

Remarks: Coil 4 M of cable inside #BSC-19E and 7 M of cable inside  #BCP-MOLE.

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 *5952A 2 2483-ID-B 3 PB-COM 4 *657B

Cable/Ckt #: 2483-ID-B Reference:

Function: BASE Innerduct Conductor Type:
25.4 mm, Brown, Smooth

 innerduct, HDPE w/ pull rope

From: *2T42 To: *PB-COM Mole

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 *2T42 2 *7899 3 *7903 4 *7907

5 *2T43 6 *7680 7 *7938 8 *7942

9 *5954 10 TOS/COM Vault 11 *5360 12 TOS/COM Vault

13 *5361 14 TOS/COM Vault 15 5372 16 TOS/COM Vault

17 5384 18 2T25 19 *0347 20 MH-12

21 *0320 22 MH-8 23 *0314 24 MH-4

25 *0300
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CABLE AND CIRCUIT SCHEDULE

Cable/Ckt #: 2486-ID-B Reference:

Function: TOS Innerduct Conductor Type:
25.4 mm, Brown, Smooth

 innerduct, HDPE w/ pull rope

From: Manhole MH-49 To: PB-11

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 0397A

Cable/Ckt #: 2486-ID-C Reference:

Function: TOS Innerduct Conductor Type:
12.70 mm, White, Smooth

 innerduct, HDPE w/ pull rope

From: Manhole MH-49 To: PB-11

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 0397A

Cable/Ckt #: 2486-ID-D Reference:

Function: TOS Innerduct Conductor Type:
12.70 mm, Blue, Smooth

 innerduct, HDPE w/ pull rope

From: Manhole MH-49 To: Controller Cabinet #TOS-24C

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 0397A 2 PB-11 3 0397

Cable/Ckt #: 2485-ID-A Reference:

Function: BASE Innerduct Conductor Type:
25.4 mm, Black, Smooth

 innerduct, HDPE w/ pull rope

From: *7680 To: *PB-COM Mole

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 *7680 2 *7938 3 *7942 4 *5954

5 TOS/COM Vault 6 *5360 7 TOS/COM Vault 8 *5361

9 TOS/COM Vault 10 5372 11 TOS/COM Vault 12 5384

13 *0347 14 MH-12 15 *0320 16 MH-8

17 *0314 18 MH-4 19 *0300

Cable/Ckt #: 2485-ID-C Reference:

Function: BASE Innerduct Conductor Type:
25.4 mm, White, Smooth

 innerduct, HDPE w/ pull rope

From: *7680 To: *PB-COM Mole

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 *7680 2 *7938 3 *7942 4 *5954

5 TOS/COM Vault 6 *5360 7 TOS/COM Vault 8 *5361

9 TOS/COM Vault 10 5372 11 TOS/COM Vault 12 5384

13 *0347 14 MH-12 15 *0320 16 MH-8

17 *0314 18 MH-4 19 *0300

Cable/Ckt #: 2485-ID-D Reference:

Function: BASE Innerduct Conductor Type:
25.4 mm, Blue, Smooth

 innerduct, HDPE w/ pull rope

From: *7680 To: *PB-COM Mole

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 *7680 2 *7938 3 *7942 4 *5954

5 TOS/COM Vault 6 *5360 7 TOS/COM Vault 8 *5361

9 TOS/COM Vault 10 5372 11 TOS/COM Vault 12 5384

13 *0347 14 MH-12 15 *0320 16 MH-8

17 *0314 18 MH-4 19 *0300

Cable/Ckt #: 2486-ID-A Reference:

Function: TOS Innerduct Conductor Type:
25.4 mm, Black, Smooth

 innerduct, HDPE w/ pull rope

From: Manhole MH-49 To: PB-11

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 0397A
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CABLE AND CIRCUIT SCHEDULE

Cable/Ckt #: 2487-ID-A Reference:

Function: TOS Innerduct Conductor Type:
25.4 mm, Black, Smooth

 innerduct, HDPE w/ pull rope

From: Manhole MH-53 To: PB-11

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 0375A

Cable/Ckt #: 2487-ID-B Reference:

Function: TOS Innerduct Conductor Type:
25.4 mm, Brown, Smooth

 innerduct, HDPE w/ pull rope

From: Manhole MH-53 To: PB-11

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 0375A

Cable/Ckt #: 2487-ID-C Reference:

Function: TOS Innerduct Conductor Type:
12.70 mm, White, Smooth

 innerduct, HDPE w/ pull rope

From: Manhole MH-53 To: PB-11

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 0375A

Cable/Ckt #: 2487-ID-D Reference:

Function: TOS Innerduct Conductor Type:
12.70 mm, Blue, Smooth

 innerduct, HDPE w/ pull rope

From: Manhole MH-53 To: Controller Cabinet #TOS-25A

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 0375A 2 PB-11 3 0375

Cable/Ckt #: 2488-ID-A Reference:

Function: TOS Innerduct Conductor Type:
25.4 mm, Black, Smooth

 innerduct, HDPE w/ pull rope

From: TOS/COM Vault at Pier E18R To: *Splice Cabinet TOS-22ES

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 *5394 2 TOS/COM Cell 3 *5809

Cable/Ckt #: 2488-ID-B Reference:

Function: TOS Innerduct Conductor Type:
25.4 mm, Brown, Smooth

 innerduct, HDPE w/ pull rope

From: TOS/COM Vault at Pier E18R To: *Splice Cabinet TOS-22ES

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 *5394 2 TOS/COM Cell 3 *5809

Cable/Ckt #: 2488-ID-C Reference:

Function: TOS Innerduct Conductor Type:
12.70 mm, White, Smooth

 innerduct, HDPE w/ pull rope

From: TOS/COM Vault at Pier E18R To: *Splice Cabinet TOS-22ES

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 *5394 2 TOS/COM Cell 3 *5809

Cable/Ckt #: 2488-ID-D Reference:

Function: TOS Innerduct Conductor Type:
12.70 mm, Blue, Smooth

 innerduct, HDPE w/ pull rope

From: TOS/COM Vault at Pier E18R To: *Splice Cabinet TOS-22ES

Remarks:

Description Of

 Changes:

Route Conduit No. Route Conduit No. Route Conduit No. Route Conduit No.

1 *5394 2 TOS/COM Cell 3 *5809
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