POST MILES
COUNTY TOTAL PROJECT

. C1.8/L2.0,
?ﬁ7§EEﬁuDE Sol 13.3/15.7
(FOR CABLE)

M 0 75,, WIDE REGISTERED CIVIL ENGINEER DATE
WIM SCALE DRAIN PIPE, LOCATION AND TERMINATION SHALL BE 1" DEEP
AS RECOMMENDED BY THE WIM MANUFACTURER (FOR CABLE)

@ CONFIGURATION, DIMENSIONS AND EXACT LOCATION OF THE
LOOPS SHALL BE AS RECOMMENDED BY THE WIM MANUFACTURER

The State of California or Its officers or agents shall not be responsible
CONFIGURATION. DIMENSIONS AND EXACT LOCATION OF THE o1y 3N for the accuracy or completeness of electronic coples of this plan sheet.

VWI SENSOR TUBE 52" WMH CORPORATION SOLANO TRANSPORTATION
SCALES SHALL BE AS RECOMMENDED BY THE WIM MANUFACTURER @ 555 19+ Street AUTHORITY

" " Suite 1900 ONE HARBOR CENTER, SUITE 130
@FOR VAULT DETAILS SEE SHEET EST1-8 2 X 3

Oakland, CA 94607 SUISUN CITY, CA 94585

<:>VWISENSOR TUBE 37"
(5) FURNISHED AND INSTALLED BY OTHERS

=~ ENTRaNCE (5)
ﬁ, CAP

@ DRILL AND WELD 1-1/2" COUPLING SUITABLE FOR PULLING WIRES

VWI SENSORS MUST BE EMBEDDED INTO ROAD SUCH THAT THE TOP
SURFACE OF SENSOR TUBE IS 1" FROM THE SURFACE OF CONCRETE
THEN BACKFILLED WITH EPOXY

(8) NON METALLIC SPACERS MAY HAVE TO BE USED TO LEVEL SENSOR SAWCUT YWI SENSOR TUBE
TUBES AT PROPER POSITION/HEIGHT WHILE GROUT/EPOXY IS

POURED INTO PLACE | i (Ei L <:>¥/////////*

3.5"

@ VWI SENSOR PROVIDED BY OTHERS, INSTALLED BY CONTRACTOR

VWI DETAIL 5

i <~ USE 25’ CCTV POLE
AND FOUNDATION.
CUT POLE TO 15’ HEIGHT.

(:) SORTING TECHNOLOGY

17:43

18-MAY-2011

| . = CONTROL CABINET——
3 22| o Bve | B
> 0 PVC-. =5
=o|| DRAIN ||&o =
,,,,,,, go go CALIFORNIA STATE FIRE MARSHAL
N Ea APPROVED
N Approval of this plon does not cuthorize or approve
any omissicn or deviation from @p egula-
N—— tions. Final approval is subject to fic
(ne set of sptproifetd plens shall be am.;. n the
\ project site 0! es /?f&i
Reviewed by SBuste P ora Cal BT, 1or
VAULT J1z Hans Henneberque
(TYPE L) @ Senior Deputy State Fire Marshal
|_ v 1 ’ ' """"
gp—g——CONDUITS TO PULL BOXES
{
OV OF THE GTATE ARCHITECT
A.TECHNOLOGY POLE
7T 44
TP1, TP2 AND TP3 o2 L11T 44
wlans ~ 5.~
DATE__ &~ Be1)
THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY. NO SCALE
BY CHECKED BRIDGE NO. SHEET
DESIGN SHAWN VOGTMAN SEAN CHARLES PREPARED FOR THE DIVISION OF ENGINEERING SERVICES 30001 R EASTBOUND CORDELIA CVEF
DETAILS SHAWN VOGTMAN CSHIE:CKEIEJ CHARLES STATE GF CALEFGBMEA ELECTRICAL-ME,\%HANICAL-WATER POST MILE WIM SCALES (SORTER) EEO-11
QUANTITIES [BEATHER CHARLES  ISEAN CHARLES DEPARTMENT OF TRANSPORTATION WASTEWATER DESIGN 14.8 ENLARGED PLAN FROM EEO-1
40a535weEEO0-11.dgn ORIGINAL SCALE IN INCHES CU 04264 DISREGARD PRINTS BEARING REVISION DATES (PRELIMINARY STAGE ONLY SHEET| OF
DOES SD Imperial Rev. /07  18-MAY=2011 17:43 FOR REDUCED PLANS EA OA5351 EARLIER REVISION DATES ——= (13/\7/10/03/30/10[06/29/10 0/43/10 1 12010 i1/22/10 050011

40a535weEEO-11.dgn



POST MILES
COUNTY TOTAL PROJECT

L1.8/L2.0,
13.3/15.7

Sol

GE+801 VLS
“U3aNIT LG,

REGISTERED CIVIL ENGINEER DATE

GRATED LINE
DRAIN

L2E SEE DRAINAGE 14.0°
PLANS
(Typ)

0V dHOT3NAYJHOI 3N

132915 [31 97
(CEGRIELN Y ELRIEL

3y 07s 3¢ 278

The State of California or Its officers or agents shall not be responsible
for the accuracy or completeness of electronic coples of this plan sheet.

WMH CORPORATION SOLANO TRANSPORTATION
555 12th Street AUTHORITY

Suite 1900 ONE HARBOR CENTER, SUITE 130
Oakland, CA 94607 SUISUN CITY, CA 94585

QVdHITIMAVAHOTIM
1Ay 378 A€ J1S

VdHOT IMAVJHIT IM
| 10¢ 91S [dl J1S

NOTES:

WIM SCALE DRAIN PIPE, LOCATION AND
TERMINATION SHALL BE AS RECOMMENDED
BY THE WIM MANUFACTURER

PCC ISLAND

<:>CONFIGURATION,DIMENSIONS AND EXACT
LOCATION OF THE LOOPS SHALL BE AS
RECOMMENDED BY THE WIM MANUFACTURER

<:>CONFIGURATION,DIMENSIONS AND EXACT
LOCATION OF THE SCALES SHALL BE AS
RECOMMENDED BY THE WIM MANUFACTURER

oy 975 og 97S

(4)FOR VAULT DETAILS SEE SHEET ES1-9

— PCC ISLAND

(5)FOR VWI DETAILS SEE SHEET EEO-11

LANE B

OVdAHOTIMAY4HITIM
gy 31S 8¢ J1S

PCC ISLAND

CALIFORNIA STATE FIRE MARSHAL
PROVE

Approval of this plan does not cuthori
any omission or deviation from appli
tions. Final approval is subject to fic ection.
{ine set of approved plans shali be avaiitble on the
project site of ail times. |

Reviewed by:

L. T o i
e e

ou Hnorge 4 A1-6 CURB I I
Senior Deputy State Fire Marshal i

IDENTIFICATION STAMP
DIV. OF THE STATE ARCHITECT

4

\\¥——WIM CONTROL

021117 44

M@%%hs“'w"

GUARD POST
SEE SHEET C-30 >

o e —| 00— FOR DETAILS—— ™~ CABINET S FENCE
TRANSFORMER
o0 TO BUILDING
THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY. NO SCALE

CHECKED

BY
DESICN LUCAS HATCH SEAN CHARLES

BRIDGE NO. SHEET

>3W0001R EASTBOUND CORDELIA CVEF

PREPARED FOR THE DIVISION OF ENGINEERING SERVICES

STATE OF CALIFORNIAI ELECTRICAL-MECHANICAL-WATER

= S EaReD AND FosT MILE WIM SCALES (VERIFICATION)
umnTiTiEs IBEATHER CHARLES  |SEXR CHARLES DEPARTMENT OF TRANSPORTATION WASTEWATER DESIGN 14.8 ENLARGED PLAN FROM EEO-3 & EEO-4

40a535wekE0-12.dgn ORIGINAL SCALE IN INCHES CU 04264 DISREGARD PRINTS BEARING REVISION DATES (PRELIMINARY STAGE ONLY SHEET| OF
DOES SD_imperial Rev.1/07  18-MAY-2011 17:43 FOR REDUCED PLANS EA OA5351 EARLIER REVISION DATES ——= (134310033410 0844710 10443710 11210 1122010 o502

40a535weEEO0-12.dgn

CHECKED

BY
DETAILS | UCAS HATCH SEAN CHARLES EEO-12

17:43

18-MAY-2011



POST MILES
COUNTY TOTAL PROJECT

L1.8/L2.0,
13.3/15.7

Sol

REGISTERED CIVIL ENGINEER DATE

SUMP PUMP

WMH CORPORATION SOLANO TRANSPORTATION

555 12th Street AUTHORITY

Suite 1900 ONE HARBOR CENTER, SUITE 130
Oakland, CA 94607 SUISUN CITY, CA 94585

JT16

PUBLIC ADDRESS SYSTEM MICROPHONE

2-32" FLAT SCREEN
CCTV MONITORS

(BY OTHERS)

CVMS PRINTER
(BY OTHERS) CHP PURSUIT

SINGLE-PLATFORM PARKING

STATIC SCALE
PRINTER —_~

MULTI-PLATFORM -
STATIC SCALE
PRINTER

3-CVMS OPERATOR
WORKSTATIONS

(BY OTHERS)

.”Wﬁ;' LV10

T ? FOR CONTINUATION I e
: i EE2-1 »

>2-32" FLLAT SCREEN T S 3 """" R ______ S SEE SHEET
CCTV MONITORS T e B e

( BY OTHERS ) ) S R . ;:‘: o e T

FELECTRICAL
. ROOM 8
STORAGE ] SEE BUILDING PLANS

CALIFCRNIA STATE FIRE MARSHAL
APPROVED

Approval of this plon does not cutherize or approve
any omission or deviation from 6 da=
tions. Final approval is subject to {icld tion

t of approved plans shali be avaiicble on the IDENTIFIGATION STAVP
| OBBY I One set of approved plans shall be avaiicbl on the DIV. OF THE STATE ARCHITECT
_ E project site of ail times. | ;

[P P 02 1 117 4 4

Hans Henneberque AC#%S ~ g5 ™

Senior Deputy State Fire Marshal DATE &~ Balh

;;;;;

! 777777 TRAINING Reviewed by:

THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY. NO SCALE

CHECKED

- BRIDGE NO.
DESIGN SHAWN VOGTMAN SEAN CHARLES

SHEET
>3W0001R EASTBOUND CORDELIA CVEF
POST MILE EEO_13

PREPARED FOR THE DIVISION OF ENGINEERING SERVICES

STATE OF CALIFORNIAI ELECTRICAL-MECHANICAL-WATER

AND ELECTRICAL ROOM 8
QUANTITIES I?IYEATHER CHARLES %”ECEEND CHARLES DEPARTMENT OF TRANSPORTATION WASTEWATER DESIGN 14.8 ENLARGED PLAN

40a535weEE0-13.dgn ORIGINAL SCALE IN INCHES CU 04264 DISREGARD PRINTS BEARING REVISION DATES (PRELIMINARY STAGE ONLY SHEET| OF
DOES SD Imperial Rev.l/07  18-MAY-2011 17:44 FOR REDUCED PLANS EA OA5351 EARLIER REVISION DATES —» ()()005/02/11

40a535weEEO0-13.dgn

CHECKED

BY
DETAILS HEATHER CHARLES SEAN CHARLES

17:44

18-MAY-2011



POST MILES
COUNTY
NOTES: TOTAL PROJECT

L1.8/L2.0,
13.3/15.7

1. SEE SHEET EEO-7 THROUGH EEO-10 FOR TYPE AND SIZE OF CONDUIT AND CONDUCTORS >0

FG\

A
REGISTERED CIVIL ENGINEER DATE
e = ~
Z = & REMOVABLE COVER FINISHED GRADE
= AND LENS GUARD\
g The State of California or Its officers or agents shall not be responsible
N for the accuracy or completeness of electronic coples of this plan sheet.
PR \ WMH CORPORATION SOLANO TRANSPORTATION
! ! 555 12th Street AUTHORITY
6" Min | | Suite 1900 ONE HARBOR CENTER, SUITE 130
v : ) Oakland, CA 94607 SUISUN CITY, CA 94585
/,888 Sess 50 WATT WATER PROOF———= | y JOINT TRENCH TABLE
N naSo
% N SR NUMBER AND SIZE OF CONDUITS
3 /_'Zln : : :E*—*F_*—J
SIGNAL CONDUITS (Typ) L EQLL& SIGNAL POWER
. .. . 1 A il D
K " I ) = V) WAL " " |/ 1 " " I
‘ SAND ENCASED| 1'-0" O JOINT TRENCH [1'5"| 2" | 4" [16"] 2" | 3" | 4
i I I 11/,"C, PVC, 2 #14, 1 #14G JT1 1 3 1 >
oot | = X JT2 2 |5 3
S
: ! : » - ]
IR POWER CONDUIT (Typ)/. — 2" v JT3 2 5 3
I___*_--.I
e R A * o TLAXTURE DETAIL S L
|
| | JOINT TRENCH JT5 2 | 4
/M _____ . B (TYPICAL JT1 TO JT23) JT6 2 4
-7 N \ Z{%\\\\\\\\\ SEE TABLE
- \ [ R FG
\ JTT 2 |3 1
JT8 3 3 1
JT9 4 © 1 1 1
- C JT10 4 6 1 1 1
= RN
o = JT11 41 6 11 ]
\' |
N < JT12 5 5 1 2 1
JT13 5 © 1 3 1
6" Min
j JT14 5 5 1 3 1
v
SEE JT15 4 | 5 1 3 1
MECHANICAL
PLANS JT16 4 S 1 5 1
SIGNAL CONDUITS (Typ) .y
I =) JT17 3 7 8 | 1| 4 | 1
SAND 'ENZCASED 1'-0" B e f,: JT18 : > 1 :
R P I A SAND- ENCASED -~ = o
/88 O T R St JT19 2 7 | 2 3
POWER CONDUITS (Typ){+~ ~ T e g b
o T ;o o CALIFORNIA STATE FIRE MARSHAL JT120 ‘ 1 2 g
SAND ENCASED 1°-0 :N | APPROVED
- N S Approval of this plan does not cuthori JT21 2 3 1
T Y. mission or deviation from &
Q S ’ % %Eis??ﬁi’lelpgmvei is f::Jl to fic! JT22 1 3 1
PG&E GAS/ ] o T One set of approved plens shall be o on the
SEE MECHANICAL PLANS ’ ’ : project site at alf times. | s/f
1'-6" ! 1'-4" Reviewed by ol & J123 1 2 1
lt—— _., eviewed DY, MBhDiiduw P8 Qb Suler T iy fug
Hans Henneberat
Min SEE St Dopty Stte Fre Marhal JT24 > 7 | 8 4 | 1
3k’/|—,0" 6”er 2'-0" MECHANICAL e 1 , . 1
1N
PLANS o T ecr
JOINT TRENCH JT26 111 | 6 1
(TYPICAL JT24 TO JT28) o o > | 6 1
SEE TABLE B T 1
THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY. NO SCALE JT28 1 2 1

CHECKED

BY
DESICN BEN GRIMM SEAN CHARLES

BRIDGE NO. SHEET

>3W0001R EASTBOUND CORDELIA CVEF

PREPARED FOR THE DIVISION OF ENGINEERING SERVICES

STATE OF CALIFORNIAI ELECTRICAL-MECHANICAL-WATER

CHECKED

DETAILS  [BEN GRIMM SEAN CHARLES FOST WILE EEO-14

AND
QUANTITIES [BEN GRIMM SENN CHARLES DEPARTMENT OF TRANSPORTATION WASTEWATER DESIGN 14.8 MISCELLANEOUS ELECTRICAL "DETAILS
40a535wekEE0-14.dgn ORIGINAL SCALE IN INCHES CU 04264 DISREGARD PRINTS BEARING REVISION DATES (PRELIMINARY STAGE ONLY SHEET| OF
DOES SD_imperial Rev.1/07  19-MAY-2011 11:32 FOR REDUCED PLANS EA OA5351 EARLIER REVISION DATES ——= [I3/t7/10 13/30/10 01/08/10|0848/10] 10/43710] 114271011 22710] 05021

40a535wekEEO0-14.dgn

11:32

19-MAY-2011



POST MILES
COUNTY ROUTE TOTAL PROJECT

L1.8/L2.0,
13.3/15.¢

SOLAR PANELS

04| Sol 12,80

ARRAY #|  ARRAY #2 ARRAY *#3 ARRAY #4 ARRAY #5 ARRAY #*6 ARRAY #7  ARRAY #8 ARRAY #*9 ARRAY #|0 ARRAY #[| ARRAY *[2 ARRAY #|3 ARRAY #4 ARRAY #[5 ARRAY *lo ARRAY #|7 ARRAY #I8 ARRAY *|9 ARRAY #20 ARRAY #2|

J PANEL WW 05/02/11

ARRAY Z
(TYP OF 2D REGISTERED ELECTRICAL ENGINEER DATE

*\ £.09/30/12/%

ELEC
S \)
" # 5_1 6_1 1 4f£ OF CA\-\?@\%
o— 3/4"C-2*¥I0 PLANS APPROVAL DATE

(TYP) The State of California or Its officers or agents shall not be responsible
FUSED for the accuracy or completeness of electronic coples of thls plan sheet.
(STWJ;)CH KENNEDY/JENKS CONSULTANTS  |SOLANO TRANSPORTATION
303 SECOND STREET AUTHORITY
_ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ SUITE 300 SOUTH ONE HARBOR CENTER, SUITE 130
SAN FRANCISCO, CA 94960 SUISUN CITY, CA 94585
B - (NEMA 4) COMBINER PV-I 1 B - (NEMA 4) COMBINER PV-2 1 - B (NEMA 4) COMBINER PV-3 1
N
METER SECTION MAIN CB ATS DISTRIBUTION SWITCHBOARD AIC RATING: 30,000
600AF 277V/480V, 3 PHASE, 4W, 600A BUS
! ! 400AT0>"'1 ; ! !
REMOTE . *
VETER g*——(i) )20 A )70 A O>E§LA ) 225 A 100 A BE =t )50 A )50 A )40 A )40 A )30 A )5 A 1) 200 A
"~ N 1 4 [MONITOR 600 A
N, ., 1 60075 d—1"powER :] B ,
480-120 SPD
| | | | |
NEUTRAL BUS
GROUND BUS
e O—) i
=
= “\00 A
3= T 90 _A
1es 3P 55
ok XFMR-B
g XFMR-A 37.5k VA DPI' ~
L 45K VA U 480 V-120/240 V S 00 A
PG&E LU / Yy 480 V- T I PHASE, 3W LU XFMR-G E g i
NEMR (0 JFer id goggfgg\/ ud MO 15k VA 5%
j "o : i 1 | 480 V- O o
1 4W @ 10 A XFMR-C | 1207240 V 2
5k VA | PHASE, | PR
o 3 CEMR-D 480 V- 3W } ! ! ! >§[F3(E)A£E$C
1) 45KVA NN 208/120 V 60 A 60 A 60 A )
“ @ SO 480 V- A 2WPHASE, | U | SOLAR
LP UPS | 5kVA LP | 208/120 V L P2 Lp ffrﬂ INVERTER
m "E" 20/240 vV |"H" " | 3 PHASE, G PN gggy&&o v
4W
ﬁ = U HENTFCATION STaME INVERT 3 PHASE,
s —_ _ i . E Y, OF ThE STATE ARCHITECY | l | 4W
= 400 A AP < e = | nas | 300 A DC
= N - @ - LP - EE% |||_|:|>| ||L|:|)| ||LP|| s >BREAKER
8 I O—— g ] ; nR" N = D Cl C2 : —— g : T
< P I L W T e r—
<3 <z <= <= _ _ COMBINER
. - N oo _ oo = _ 4 Y =9 ~ YL o 9 - S —
STANDBY GENERATOR SR On= 2 ® O = © e 2 1 2< S 2 < e _ =
250 kW e 0.8 pF —d Ed- = Ead- £°9 nkk © z dz Gz o =z n | S >
T T 1 T T )
27(71/480 V, 3 PHASE, 4W %Zm %Zé %Qg %Z% %§ 55 % S g{g g{g % S g{% ﬂ [
- == [ — Q O O O O = 'S [ r =
NOTES: o bcIs 5w w 5w o 0. N (28
° O = = _ M LO w0 L
R Z 0 0 n ZWn ZWn D Z S O O O )
(1) REFER TO SHEET EE4-3 FOR CONDUIT AND WIRE SCHEDULE. Q< —Su  E-Z EZ  EZ X3 Z =& 0 n n n O <
S-S k- Or O = - O o o o o s o
<< A= << << 1 <t A= << << < < < < <t wn
CHECKED BRIDGE NO. SHEET
DESIGN . T. WAKIM PREPARED FOR THE DIVISION OF ENGINEERING SERVICES 30000 R EASTBOUND CORDELIA CVEF
CHECKED - -
DETAILS . T. WAKIM STATE OF CALIFORNIA ELECTRICAL MEAE]ISANICAL WATER POST MILE EE1-1
auantiTies |* g A M DEPARTMENT OF TRANSPORTATION WASTEWATER DESIGN 14.8 CVEF SINGLE LINE DIAGRAM
40a535weeel1-01.dgn ORIGINAL SCALE IN INCHES CU 04264 DISREGARD PRINTS BEARING REVISION DATES (PRELIMINARY STAGE ONLY SHEET| OF
DOES SD imperial Rev. /07 18-MAY-2011 13:56 FOR REDUCED PLANS 0 EA OA535] EARLIER REVISION DATES ——= |10:34708)03/22710]05.06710|0p/23710[1 12zt /0011

40a535weee1-01.dgn

13:56

18-MAY-2011



40a535weee1-02.dgn

DOES SD imperial Rev. /07

18-MAY-2011

13:56

DESIGN

TYPICAL NA

DISTRIBUTION SWITCHBOARD
NAMEPLATE SCHEDULE

PHOTO VOLTAIC SYSTEM

PANEL ‘A’

PANEL "B’

PANEL C

PANEL "D’

PANEL ‘G

ACU-I10I

ACU-103

ACU-105

ACU-106

HOT WATER CIRCULATION PUMP

OSO0CCROOOOS

AIR COMPRESSOR

CHECKED

T. WAKIM

DETAILS

CHECKED

T. WAKIM

QUANTITIES

CHECKED

1. WAKIM

ORIGINAL SCALE IN INCHES
FOR REDUCED PLANS 0

POST MILES
COUNTY ROUTE TOTAL PROJECT

L1.8/L2.0
04] Sof 112,80 | 4133157

’—i725;?37/-é{/éz/éiﬁ;;k\_ 05/02/11

REGISTERED ELECTRICAL ENGINEER DATE

The State of California or Its officers or agents shall not be responsible
for the accuracy or completeness of electronic coples of this plan sheet.

KENNEDY /JENKS CONSULTANTS SOLANO TRANSPORTATION
303 SECOND STREET AUTHORITY

SUITE 300 SOUTH ONE HARBOR CENTER, SUITE 130
SAN FRANCISCO, CA 94960 SUISUN CITY, CA 94585

e
(@)
=
o
Lol
(V)
o
Lol
e
(0l
(@)
3/_O|| 3/_O|| 3/_0” O 3/_O||
1
DISTRIBUTION
SWITCHBOARD
POWER SPD
MONITOR
MEPLATE —IMETER SECTION 2 D
ATS ) (®)
(D) (@ ©
TSPARE |
INCOMING FEEDER MAIN CB L
,,,,,,, |

PREPARED FOR THE

DIVISION OF ENGINEERING SERVICES

S TATE @ F C ALIF Q RNIA ELECTRICAL-MEA%I[-)IANICAL-WATER

DEPARTMENT OF TRANSPORTATION

WASTEWATER DESIGN

CU 04204
EA OA5351

] RN TEEATION &) AR i
gk Y eI 5 cg o s £
POBOF THE STATE ARCHITECTY ¢

BRIDGE NO. Py
23W000 IR EASTBOUND CORDELIA CVEF
POST MILE EE1—2

14 .8 CVEF

DISREGARD PRINTS BEARING
EARLIER REVISION DATES ——

SWITCHBOARD ELEVATION

REVISION DATES (PRELIMINARY STAGE ONLY SHEET OF

109700 3122770] 0506710 0B23710] 1 .22710] 06021

40a535weee1-02.dgn

13:56

18-MAY-2011



POST MILES SHEET | TOTAL
DIST.| COUNTY ROUTE TOTAL PROJECT NO. | SHEETS

L1.8/L2.0
04] >ol 112,80 | 433/15,7

W W 05/02/11

REGISTERED ELECTRICAL ENGINEER DATE

;;;;; e 4 KENNEDY/JENKS CONSULTANTS _ |SOLANO TRANSPORTATION
PG&E XFMR 303 SECOND STREET AUTHORITY
SEE SHEET EEO-I2 ) e, SUITE 300 SOUTH ONE HARBOR CENTER, SUITE 130
SAN FRANCISCO, CA 94960 SUISUN CITY, CA 94585

SEWAGE_LIFT STATION,
SEE SHEET MI-I4

NOTE:
SEE EE4-3 FOR COUDUIT AND WIRE SCHEDULE

TOR BUILDING
(SEE EE3-D)

... COMMERCIAL VEHICLE
R ENFORCEMENT FACILITY

[

I ENTECATION STaMP
i DY, OF ThE STATE ARCHITESY

T o PULL BOX SIZE

L" x W" x D" (.D.) | DESIGNATION
36" x 36" x 36" EHI, SHI

SITE PLAN
SCALE: I' = 20’-0"

CHECKED

DESION . T. WAKIM

BRIDGE NO. SHEET

23WO00IR EASTBOUND CORDELIA CVEF

PREPARED FOR THE DIVISION OF ENGINEERING SERVICES

STATE OF CALIFORNIA|ELECTRICAL-MECHANICAL-WATER §—semre EE2-1
QUANTITIES , e WAKIM DEPARTMENT OF TRANSPORTATION WASTEWATER DESIGN 14.8 CVEF ELECTRICAL SITE PLAN

40a535weee2-01.dgn ORIGINAL SCALE IN INCHES CU 04264 DISREGARD PRINTS BEARING REVISION DATES (PRELIMINARY STAGE ONLY SHEET| OF
DOES SD imperial Rev. /07  18-MAY-2011 13:56 FOR REDUCED PLANS 0 EA OQA5351 EARLIER REVISION DATES ——= |10:34708)03/22710]05.06710|0p/23710[1 12zt /0011

40a535weee2-01.dgn

CHECKED

DETAILS . T. WAKIM

13:56

18-MAY-2011



POST MILES
COUNTY ROUTE TOTAL PROJECT

L1.8/L2.0,
13.3/15.7

04 SOl 12,80

W W 05/02/11

REGISTERED ELECTRICAL ENGINEER DATE

PLAN NORTH

KENNEDY /JENKS CONSULTANTS SOLANO TRANSPORTATION

303 SECOND STREET AUTHORITY

SUITE 300 SOUTH ONE HARBOR CENTER, SUITE 130
SAN FRANCISCO, CA 94960 SUISUN CITY, CA 94585

ROOM NAMES
"""""""""""""" 0] SERGEANTS OFFICE 24] UNIFORM
] CLERICAL OFFICE 25] CHP EQUIPMENT
7] MAIL/CLERICAL STORAGE  [26] STORAGE
3] VESTIBULE 27] BREAK ROOM
3A] VESTIBULE D7A] PATIO
38] VESTIBULE 28] STAFF WOMEN
5] ELEC/COMM 23] WOMEN LOCKER
6] ENFORCEMENT OFFICE 30] STAFF MEN
7] INTOX 37] MEN LOCKER
8] CLERICAL SUPERVISOR 32] JANITOR
9] LIEUTENANT OFFICE 33] LACTATION
20] SPECIAL DUTY OFFICE 34] TOOL STORAGE
~ e - i 87 Y (@ N | e T S 7 2] EVIDENCE 35] MECHANICAL ROOM
"""""""""" MRROR S .m0 49 L 50 Brte———m——Ob JEAS T T T ' NG 19 kN g 2A] EVIDENCE VESTIBULE 36] HALLWAY
(XTURE HANGER | —L e ? - | ’ R | [22] weaPoNs 37] ELECTRICAL ROOM
L , SR S Y SO} R R S R | B S S TR T . — SN WA S N——— 1 23| INTERAGENCY 38] INSPECTION BAYS
P (G5
LP" AT— NOTES:

TIMER SW FOR
EXTERIOR LTG

XFMR A

CONTROL BY TIMER SWITCH IN RM 37.

®©
() SEE ARCHITECTURAL SHEET FOR
®
@

FIXTURE HANGER o o LIGHTING LOCATION.
AT 10’-0" AFF Y I TC RTINS et R
e L @ e et — THIS FIXTURE SHALL BE UNSWITCHED.
B B o o == ;*-_.E"” ‘ _*__-_g_
AR JE e ASTRONOMICAL TIMER SWITCH.
E=3-#---—

opave s

+0'-0" AFF

@(TYP 2)

SEE EE2-3 FOR CONTINUATION

5 ) — Lfﬁ}f,,”ffffff::ff%% ,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,

OFFICE LIGHTING PLAN NO. 1

SCALE: 3/16"" = I"’-0"

CHECKED

BRIDGE NO.
PESTON T. WAKIM SHEET

23WO00IR EASTBOUND CORDELIA CVEF

STATE OF CALIFORNIA |E-ECTRICAL-MECHANICAL-WATER ¥ e EE2-2
QUANTITIES | |y . D WAKIM DEPARTMENT OF TRANSPORTATION WASTEWATER DESIGN 14.8 CVEF OFFICE BUILDING LIGHTING PLAN NO. |

40a535weee2-02.dgn ORIGINAL SCALE IN INCHES CU 04264 DISREGARD PRINTS BEARING REVISION DATES (PRELIMINARY STAGE ONLY SHEET| OF
DOES SD imperial Rev. /07  18-MAY-2011 13:56 FOR REDUCED PLANS 0 EA OQA5351 EARLIER REVISION DATES ——= (1034708 03/22710]05.06710| 082371012zt /0011

40a535weee2-02.dgn

PREPARED FOR THE DIVISION OF ENGINEERING SERVICES

CHECKED

DETAILS . T. WAKIM

13:56

18-MAY-2011



POST MILES
COUNTY ROUTE TOTAL PROJECT

L1.8/L2.0,
13.3/15.7

[:E:] [:E:] [:é:] [:E:] ’—i72§;?37/-é{/éz/éiﬁ;;k\_ 05/02/11

REGISTERED ELECTRICAL ENGINEER DATE

04 SOl 12,80

B v !
e B B e s aBOVE ToP oF silaB
?ng RN Ly 4!}5»(

kT )
PLAN NORTH e T%h‘a, ’,-@Q_TYP 5)

et The State of California or Its officers or agents shall not be responsible
(DESIGNATED| "r", TYP 5) for the accuracy or completeness of electronic coples of this plan sheet.

KENNEDY /JENKS CONSULTANTS SOLANO TRANSPORTATION
303 SECOND STREET AUTHORITY

SUITE 300 SOUTH ONE HARBOR CENTER, SUITE 130
SAN FRANCISCO, CA 94960 SUISUN CITY, CA 94585

— — — — — — 1) ROOM NAMES

| ] LOBBY
FOYER
MEN
WOMEN
. OBSERVATION DECK
R N <:>~\,"' e TMER SW FOR  EXTERIOR 5A] TRANSACTION COUNTER
St SURFACE MTD HD | B - TG
e T = 6 ] PURSUI
B T 7] STORAGE ROOM
R T et A S | 78] MEDIA CLOSET
= TN BN SURFACH
o Lot N 8 | ELECTRICAL ROOM

,,,,,,,, - aye nEy CTTTIIIY TN e B e 3  HEEOT AR @CX) | - < > 9] CONFERENCE/TRAINING ROOM

- . < i < 1 g 1 d o +I07-0" AFF

"""" o R S A A o R R ; T ¥ — - - - o M) (1yp g
,,,,,,,, - T N % | 1 | ; 5 A 1 LR SEE NOTES:

(@p -~ (O N

SEE ARCH SHEET FOR LIGHTING LOCATION.

NO LIGHT SWITCHES IN RESTROOM. ALL FIXTURES SHALL BE
CONTROLLED BY SENSOR AND SWITCHED AT PANELBOARD, UNLESS
OTHERWISE NOTED.

+6" ABOVE MIRROR. - (F)-

ASTRONOMICAL TIMER SWITCH.

+6" ABOVE
(TYP 2)

@ ©®@ OO

NO LIGHT SWITCHES AND SENSOR IN LOBBY. ALL FIXTURES SHALL
BE SWITCHED AT PANELBOARD.

@ SURFACE MOUNT CONDUIT ABOVE FLOATING CEILING PANEL. JB AND
CONDUIT SHALL BE PAINTED TO MATCH ARCHITECTURE COLOR CEILING.

"""" I B R I e C AL - 33” ¥ - - 1 o (7) SURFACE MOUNT CONDUIT. JB AND CONDUIT SHALL BE PAINTED TO
L & | d s f 3 X ¥ 3 3 1 S 1 MATCH ARCHITECTURE COLOR CEILING.

COVE LTG

SEE
(TYP 12)

ON TOP OF CANOPY TO
ILLUMINATE CHP SIGN ON 3 B N _ _ _ _ _ _ _ _ _ p
WALL

SEE EE2-2 FOR CONTINUATION

OFFICE LIGHTING PLAN NO. 2

SCALE: 3/16" = I'-0"

CHECKED

BRIDGE NO.
PESTON T. WAKIM SHEET

23WO00IR EASTBOUND CORDELIA CVEF

STATE @F CALEFQBﬁEA ELECTRICAL-MEA%EMNICAL-WATER POST MILE EE2-3
auantities |7y T WAK M DEPARTMENT OF TRANSPORTATION WASTEWATER DESIGN 14.8 CVEF OFFICE BUILDING LIGHTING PLAN NO. 2

40a535weee2-03.dgn ORIGINAL SCALE IN INCHES CU 04264 DISREGARD PRINTS BEARING REVISION DATES (PRELIMINARY STAGE ONLY SHEET| OF
DOES SD imperial Rev. /07  18-MAY-2011 FOR REDUCED PLANS 0 EA OQA5351 EARLIER REVISION DATES ——= |10:34708)03/22710]05.06710|08/23710[1 1soz710] /0011

40a535weee2-03.dgn

PREPARED FOR THE DIVISION OF ENGINEERING SERVICES

CHECKED

DETAILS W T. WAKIM

13:57

18-MAY-2011



POST MILES SHEET | TOTAL
DIST.| COUNTY ROUTE TOTAL PROJECT NO. | SHEETS

CT.8/L2.0
04] Sol | 12,80 43 35/15,7

W W 05/02/11

O el B © OENO O S
REGISTERED ELECTRICAL ENGINEER DATE
— ENVIRONMENT DIMMING

CONTROLLER WITH 4

PLAN NORTH MANUAL OVERRIDE
SWITCHES; sagbgesd

i KENNEDY/JENKS CONSULTANTS  |SOLANO TRANSPORTATION
pFEAAENRSLSUWCEi\JTR LlEGXI—ITTER(lJ(I)\JR - 303 SECOND STREET AUTHORITY

Cl-21,23,25,21 SUITE 300 SOUTH ONE HARBOR CENTER, SUITE 130

INSPECTION | SAN_FRANCISCO, CA 94960 SUISUN CITY, CA 94585

,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,

- - |:| """"" e S — ,, .
DP2" "DPI" LP"CI" LP"C2 Cl=1,3,5, 7 i LA S T S 105, UP TO ROOF,

| XFMR € Cl-33 SEE EE2-12
+|8” AFF T
(TYP T) 2 | i .
: P X ZI %
FIXTURE ABOVE CANOPY | c N orzs | ~ «--@«— SEE ARCHITECTURAL DWGS FOR LIGHT
TO LIGHT NUMBER SIGN | - 20/-0" =. | I LOCATION/DIMENSION
(STEYEH S : —b—+—@—+—@—+—@—+—@—+—@—+—@—+—@—+—@—+—@—+—@—+—@—+—@—+—9 L
55 - LJ 5-0" 8’2" I
z = (TYP) ! L
S S -~ — O~ — —DI— --+--—+-—~+-—+--——5F—-- — &+ — O — O — —?D] |
| / I B | 3
aay | 8"-2 J (VY(TYP 30) L 1c-q Tsp L
| |
1 O+@ @ QS (TYP 7
3 P + |
--------------------------------------- N R T B B
6y _ _ _ SN B R [ 3 P SEE m a yxla rla b NOTES:
— ; - TYP) E52) oo o B o ~ e n |
--------------------------------------------------------------- 5 e 16 THIS SHT) | (O MFR KIOSK PROVIDES LIGHT SWITCH,
| A DU | CONDUIT, WIRE AND JB. INSTALL FIXTURE
a0 | 1 | ON KIOSK CEILING JB.
I Bgy
!C"%” 9@ | K > (2) MOUNT ON TOP OF KIOSK. POWER
(TYP 9) YR 16 | ol S 2 BY KIOSK CIRCUIT.
__________________________________________________________________ | 4128 <
| | | gpﬁquﬂq%p*quﬁq9WSPECTMNPH_9Pﬁq€pﬁq : u1'%S§: Z; C) ASTRONOMWAL ﬂMER SWWCH,
— =
T | [ ea % (@ MOUNT AMBIENT LIGHT SENSOR ON INTERIOR
BAY 2 " on | PlEa 5 SIDE OF ROOF SKYLIGHT.
: 2 | 9’-0 | ~ | Z > >
| (TYP 9) il | sl =
: . : | :
| l |
| = =
- T l
. Y 3b y~ 3b
’NA I A

INSPECTION BAYS

BAY 3

_3/4"C-I TSP

$— 3/4"C-2 TSP

SEE EE2-5 FOR CONTINUATION N N e ;3 N
INSPECTION AREA LIGHTING PLAN NO. 1 (CTOYNPS)OLE,SEE
SCALE: 3/16 = I'-0""

CHECKED

BRIDGE NO.
PESION T. WAKIM SHEET

23WO00IR EASTBOUND CORDELIA CVEF

STATE OF CALIFORNIA |ELECTRICAL-MECHANICAL-WATER | o o4
QUANTITIES ., CHECKEDTE WAK IM DEPARTMENT OF TRANSPORTATION WASTEWATER DESIGN 14.8 CVEF INSPECTION BUILDING LIGHTING PLAN NO. |

40a535weee2-04.dgn ORIGINAL SCALE IN INCHES CU 04264 DISREGARD PRINTS BEARING REVISION DATES (PRELIMINARY STAGE ONLY SHEET| OF
DOES SD imperial Rev. /07  18-MAY-2011 : FOR REDUCED PLANS 0 EA OQA5351 EARLIER REVISION DATES ——= |10:34708)03/22710]05.06710|0p/23710[1 12zt /0011
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PREPARED FOR THE DIVISION OF ENGINEERING SERVICES

CHECKED

DETAILS W T. WAKIM
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SEE EE2-4 FOR CONTINUATION

POST MILES

O COUNTY ROUTE TOTAL PROJECT
. L1.8/L2.0,
O4] S0l | 12,80 13.3/15.7

FIXTURE ABOVE CANOPY
TO LIGHT NUMBER SIGN

(TYP 2)
SEE
oL AN NORTH

|/\/i

E

BAY 5

BAY 6

BAY 71

40a535weee?2-05.dgn
DOES SD imperial Rev. /07 18-MAY-2011

!Cﬁ%3J5

'LOCATED ON CONTROL

W W 05/02/11

REGISTERED ELECTRICAL ENGINEER DATE

KENNEDY /JENKS CONSULTANTS SOLANO TRANSPORTATION

I

|

|

|

|

I

I

I

I

: The State of California or Its officers or agents shall not be responsible
o5 K:>:| for the accuracy or completeness of electronic coples of this plan sheet.

I

I

303 SECOND STREET AUTHORITY
e SUITE 300 SOUTH ONE HARBOR CENTER, SUITE 130
P : SAN FRANCISCO, CA 94960 SUISUN CITY, CA 94585
I
I
"""""""""""""""""""""" I

NOTES:

/ | CONSOLE, SEE 25 (D MFR KIOSK PROVIDES LIGHT SWITCH, CONDUIT, WIRE
/ (TYP) AND JB. INSTALL FIXTURE ON KIOSK CEILING JB.
| |
| (2 MOUNT ON TOP OF KIOSK. POWER BY KIOSK
I

o216 INSPECTION BAYS
1 | 3/4"C-| TSP 38
SEE m 5 Jso 5o 3
+HT/-0" AFF
(TYP lo THIS SHT) 4——3/4"C-I TSP SRR

1d
@ (3)
L 3/4"C-I TSP

DESIGN

INSPECTION AREA LIGH

TING PLAN NO. 2

SCALE: 3/16" = I’'-0"

CHECKED

T. WAKIM

DETAILS

CHECKED

T. WAKIM

QUANTITIES

CHECKED

1. WAKIM
ORIGINAL SCALE IN INCHES

PREPARED FOR THE

STATE OF CALIFORNIA

DEPARTMENT OF TRANSPORTATION

FOR REDUCED PLANS 0

+0'-0" AFF

DIVISION OF ENGINEERING SERVICES

ELECTRICAL-MECHANICAL-WATER
AND

WASTEWATER DESIGN

CU 04204
EA OA5351

MOUNT AMBIENT LIGHT SENSOR ON INTERIOR

I

I

I

I

I

I

I CIRCUIT.
I

I

: SIDE OF ROOF SKYLIGHT.
I

I

g I
S |
R I
|
T~
L o
e
Al 1 <
L e 1k
—1& 1
L le® 2
N | i |
Jl=> 3 | b
Lr) IEI_)J t I T VP ORGSR —
; 25
ik Ad=———— SEE ARCHITECTURAL DWGS FOR
——====7(S)(TYP 71 LIGHT LOCATION/DIMENSION

{0)+9'-0" AFF

BRIDGE NO. SHEET

23WO00IR EASTBOUND CORDELIA CVEF

POST MILE EE2-5

14 .8 CVEF INSPECTION BUILDING LIGHTING PLAN NO. 2

REVISION DATES (PRELIMINARY STAGE ONLY SHEET OF

DISREGARD PRINTS BEARING

EARLIER REVISION DATES — 1() 06 105/02/11

40a535weee2-05.dgn

13:57

18-MAY-2011



POST MILES
COUNTY ROUTE TOTAL PROJECT

L1.8/L2.0,
13.3/15.7

04 SOl 12,80

W W 05/02/11

[:%:] [:E:] [:E:] [:&[] REGISTERED ELECTRICAL ENGINEER DATE

PLAN NORTH
| KENNEDY /JENKS CONSULTANTS SOLANO TRANSPORTATION
, 303 SECOND STREET AUTHORITY
| FULL HEIGHT STOR CUBICLE . SUITE 300 SOUTH ONE HARBOR CENTER, SUITE 130
| : : I rrrrrrrrrrrr SAN FRANCISCO, CA 94960 SUISUN CITY, CA 94585
< > - b ) SRS S 1 1 1 el <L ROOM NAMES
O+36" AFF | ¥ —Drk—F | | ‘ <
ioF A-23.25 ¥ T 5 0 | SERGEANTS OFFICE 24| UNIFORM
| j0 O — 487 AFF , I | CLERICAL OFFICE 25| CHP EQUIPMENT
7 | —@+—DISHWASHER i 2 | MAIL/CLERICAL STORAGE [26] STORAGE
I 10 %
! REFRIG, UNDER SINK FOOD DISPOSAL I I 3 | VESTIBULE 27| BREAK ROOM
| MACHINE | 3A | VESTIBULE 27TA| PATIO
1 448" AFF
1360 AFF | 38 | VESTIBULE 28 | STAFF WOMEN
S 5 | ELEC/COMM 29| WOMEN LOCKER
6 | ENFORCEMENT OFFICE 30| STAFF MEN
A-l4.l6,18 | [1I7] wrox 31| MEN LOCKER
18 | CLERICAL SUPERVISOR 32 | JANITOR
,?%ﬂ:::::i::i: o 19 LIEUTENANT OFFICE 33 LACTATION
""""" ' 20| SPECIAL DUTY OFFICE 34| TOOL STORAGE
21 | EVIDENCE 35 | MECHANICAL ROOM
b3 SECURITY 21A | EVIDENCE 36| HALLWAY
ALARM PANEL 22 | WEAPONS 37| ELECTRICAL ROOM
23 | INTERAGENCY 38 | INSPECTION BAYS
DGE  OFUME
| < 148" AF /" HOOD Vs
t 6 — -7, ., E-56,7 NOTES:
-6 SOLAR o =
NVERTER A-24,26,28 E ™ ggigIDNAL (1) PROVIDE WP LOCKABLE OUTLET COVER.
5 '- = 2 (2) UFER GND WIRE, SEE DETAIL 3 ON SHEET EES-I.
— < . . .
2 S = SERVER RACK (NIC) (3) BOND TO STRUCTURAL COLUMN.
= . — X 1 \ I
5 : =
Z i <2 9, 9l 13,5 (4) BOND TO WATER RISER.
fa 1 - —
S (@ P36 AFF= \ 3 ; — ooy e (5) GAS WATER HEATER.
- TEMP 1 | ¢
o CONTROL . BOILER \ T s S,
3 BLR-1 (6) CONDUITS STUB-UP AREA FOR SIGNAL.
L PANEL —
Z : e o F g e Ak dede (7) 4'x8’x3/4"THICK FIRE RATED PLYWOOD BOARD
L N e FOR MOUNTING PATCH PANELS AND RADIO
~ R 7 1A 1 B 1 S TERMINAL.
_ > CONDUITS STUB-UP AND CAPPED FOR EITHER
@o— —i A E = POWER OR SIGNAL.
i U] . ; Lo N = (9) CONNECT CIRCUIT TO IR SENSORS IN LAVATORY.
| ; P \ : : ! P =Nl R O
(TYP 3) 1 1 » | ©
ez :
30 o
+36 AFF & %
(5 ) - - - - - —
S o
L -
N = 9 N N SEE EE2-10 FOR CONTINUATION
SRR
o 3 b OFFICE POWER PLAN NO. 1
SCALE: 3/16 = I'-0"’
CHECKED BRIDGE NO. SHEET
DESIGN . T. WAKIM PREPARED FOR THE DIVISION OF ENGINEERING SERVICES > 3WO00 IR EASTBOUND CORDELIA CVEF
CHECKED - -
DETAILS : T. WAKIM STATE OF CALIFORNIA|ELECTRICAL MEA%E'ANICAL WATER I sosrwiie EE2-6
auantities |* T WAK T DEPARTMENT OF TRANSPORTATION WASTEWATER DESIGN 14.8 CVEF OFFICE BUILDING POWER PLAN NO. |
40a535weee2-06.dgn ORIGINAL SCALE IN INCHES CU 04264 DISREGARD PRINTS BEARING REVISION DATES (PRELIMINARY STAGE ONLY SHEET| OF
DOES SD Imperial Rev. /07 18-MAY-2011 13:57 FOR REDUCED PLANS 0 EA OA535] EARLIER REVISION DATES ——= |10:3470803/22710]05.06710|0p/23710[1 2zt /0011

40a535weee2-06.dgn

13:57

18-MAY-2011



PLAN NORTH

40a535weee2-07.dgn

DOES SD imperial Rev. /07

|BU—‘i";-3 \

N

e 6&//
””JH#,~"4181L’A$;F

+48"AFF 8
A

8 7/

,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,

*
#I |LCD SCREEN
B-29,30,32,34,36 & 17/-g" AFF

o™ P20 T P 2”'*”'H I 7N YR U
| | | | | | | i
$20 o 2o di2e @22 g2 | B22 24

MD(TYP
B-23
J I/‘

©)

@

VENDING
MACHINE

i

Q5 W5 Wy Q5+ Qi Qs ik~ — D 24
| | | | | | | | |
G238 @28 ©R8 6 e 26 @6 mp4 @4

448" AFF

@ +7'-6" AFF

POST MILES

COUNTY TOTAL PROJECT

ROUTE

L1.8/L2.0,
13.3/15.7

04 SOl

12,80

W W 05/02/11

REGISTERED ELECTRICAL ENGINEER DATE

KENNEDY /JENKS CONSULTANTS
303 SECOND STREET

SUITE 300 SOUTH

SAN FRANCISCO, CA 94960

SOLANO TRANSPORTATION
AUTHORITY

ONE HARBOR CENTER, SUITE 130
SUISUN CITY, CA 94585

<]:> ROOM NAMES
| | LOBBY
2 | FOYER
3 | MEN
4 | WOMEN

5 | OBSERVATION DECK

TRANSACTION COUNTER

6 | PURSUIT

7 | STORAGE ROOM

MEDIA CLOSET

SCREEN

OVERHEAD PROJECTOR

8 | ELECTRICAL ROOM

9 | CONFERENCE/TRAINING ROOM

NOTES:
DUPLEX RCPT RECESS MOUNTED IN FLOOR.

DUPLEX RCPT RECESS MOUNTED IN DROP CEILING.

CHONG.

DUPLEX RCPT FOR OVERHEAD PROJECTOR, SURFACE MOUNTED
UNDER STRUCTURE BEAM ABOVE FLOATING CEILING PANEL.
OUTLET BOX AND CONDUIT SHALL BE PAINTED TO MATCH
ARCHITECTURE COLOR CEILING.

DUPLEX RCPT RECESS MOUNTED IN WALL BEHIND LCD
SCREEN AT 77-6" AFF.

SURFACE MOUNTED UNDER COUNTER TOP @ [8"AFF.

SURFACE MOUNT CONDUIT ABOVE FLOATING CEILING

SEE EE2-6 FOR CONTINUATION

PANEL. JB AND CONDUIT SHALL BE PAINTED TO MATCH
ARCHITECTURE COLOR CEILING.

CONDUITS STUB-UP AND CAPPED FOR EITHER
POWER OR SIGNAL.

CONNECT IR SENSORS TO SINKS AND BASINS.

OFFICE POWER PLAN
SCALE: 3/16" = I'-0"

NO. 2

CHECKED
DESIGN T

PREPARED FOR THE

STATE OF CALIFORNIA

DEPARTMENT OF TRANSPORTATION

WAKIM
WAKIM

WAKIM

ORIGINAL SCALE IN INCHES
FOR REDUCED PLANS 0

CHECKED
DETAILS T

CHECKED
QUANTITIES . T.

18-MAY-2011 13:57

©® 0 o 6

RECEPTACLE FOR LCD SCREEN PROVIDED BY

DIVISION OF ENGINEERING SERVICES

ELECTRICAL-MECHANICAL-WATER
AND

WASTEWATER DESIGN

CU 04204
EA OA5351

OTHERS.

BRIDGE NO.

SHEET
>3WO00 IR EASTBOUND CORDELIA CVEF
POST MILE EE2_7
14.8 CVEF OFFICE BUILDING POWER PLAN NO. 2
REVISION DATES (PRELIMINARY STAGE ONLY SHEET OF
Ty T T T e o e

40a535weee2-07.dgn

13:57

18-MAY-2011



POST MILES
COUNTY ROUTE TOTAL PROJECT

L1.8/L2.0,
13.3/15.7

[:é:] [:éij []%:] [:§:] [ji:] [:E:] "T72§;fg¢/-44/22745222x\_ 05/02/11

REGISTERED ELECTRICAL ENGINEER DATE

04 SOl 12,80

*\ £.09/30/12/%

A ELEC
L 7 »
AN N S NN O N N ) 5-16-11 oS
| B ey PLANS APPROVAL DATE

The State of California or Its officers or agents shall not be responsible
for the accuracy or completeness of electronic coples of this plan sheet.

KENNEDY /JENKS CONSULTANTS SOLANO TRANSPORTATION
303 SECOND STREET AUTHORITY

PLAN NORTH

SUITE 300 SOUTH ONE HARBOR CENTER, SUITE 130
SAN FRANCISCO, CA 94960 SUISUN CITY, CA 94585

: i S : : : : : : : : : : i - | ‘ : : o pr . T I S e e ————— i : . . : : : : : G ROOM NAMES
e T T = RN B b e o S S S s - TR W<*. R T T LT TN T T L o T o O - 0 | SERGEANTS OFFICE 24| UNIFORM

— D e e B e e e S s s SNSRI & - | e P rE LI —— s | [0 ] CLERICAL OFFICE 25| CHP EQUIPMENT

12 | MAIL/CLERICAL STORAGE 26 | STORAGE

§+EZ/_OH

13 | VESTIBULE 27| BREAK ROOM

AFF

I3A | VESTIBULE 2TA| PATIO

o 3B | VESTIBULE 28 | STAFF WOMEN

R : T . . . . . . . : Lo
P : R ; ; : HI ; : ; ; ; Lo

- - L= -
70 R 1Y)

110" AFF

5 | ELEC/COMM 29 | WOMEN LOCKER

e e e | EO IR MW | it e s e LT OO | [I6] ENFORCEMENT OFFICE 30] STAFF MEN

7T | INTOX 31 | MEN LOCKER

18 | CLERICAL SUPERVISOR 32| JANITOR

-V St
AFF ] yATS|S | S

DISTR.S 19 | LIEUTENANT OFFICE 33| LACTATION

,—:‘—',—_""—‘:'— -F-— D~ | R A e E L RADIO... . (§)

R N S 20| SPECIAL DUTY OFFICE 34| TOOL STORAGE
o TS g S SUBOARD T

21 | EVIDENCE 35| MECHANICAL ROOM

+60" AFF

T i V : L | i i o , - S 1 | : 21A EVIDENCE 36 HALLWAY

FLOW & I
TAMPER SW AT @
FIRE R ‘ _

22 | WEAPONS 37| ELECTRICAL ROOM

Lesorarr 1 _

23| INTERAGENCY 38 | INSPECTION BAYS

+60" AF

NOTES:

TRADIANT HEAT b SCELMID

PUMP (P-101)

SINGLE GANG BOX WITH ["C WITH PULL STRING
AND CONDUIT BUSHING STUB-UP 6" ABOVE CEILING
TILE.

SINGLE GANG BOX WITH ["C WITH PULL STRING
TO 4 GANG BOX ABOVE CEILING TILE.

STUB-UP 36" AFF AND PROVIDE CONDUIT
BUSHING AT END.

STUB DOWN 24" FROM THE CEILING AND PROVIDE
CONDUIT BUSHING AT END.

TYPICAL VAV, SEE CONDUIT AND WIRING DIAGRAM
ON EE5-5.

TYPICAL BYPASS DAMPER, SEE CONDUIT AND
WIRING DIAGRAM ON EE5-5.

4'x8'x3/4"THICK FIRE RATED PLYWOOD BOARD
FOR MOUNTING PATCH PANELS AND RADIO
TERMINAL.

SEE FE2-9 FOR CONTINUATION

Q@ & O © O

SEE EE2-10

= AR

R Jsee ge2-l0

OFFICE SIGNAL PLAN NO. 1

SCALE: 3/l6”" = I'-0""

CHECKED

DESION . T. WAKIM

BRIDGE NO.

PREPARED FOR THE DIVISION OF ENGINEERING SERVICES 30000 R EASTBOUND CORDELIA CVEF

STATE OF CALIFORNIA|ELECTRICAL-MECHANICAL-WATER 10 orrie EE2-8
QUANTITIES | |y . D WAKIM DEPARTMENT OF TRANSPORTATION WASTEWATER DESIGN 14.8 CVEF OFFICE BUILDING SIGNAL PLAN NO.

40a535weee2-08.dgn ORIGINAL SCALE IN INCHES CU 04264 DISREGARD PRINTS BEARING REVISION DATES (PRELIMINARY STAGE ONLY SHEET| OF
DOES SD imperial Rev. /07  18-MAY-2011 FOR REDUCED PLANS 0 EA OQA5351 EARLIER REVISION DATES ——= |10:34708)03/22710]05.06710|0p/23710[1 12zt /0011

40a535weee2-08.dgn

CHECKED

DETAILS . T. WAKIM

13:57

18-MAY-2011



POST MILES
COUNTY ROUTE TOTAL PROJECT

L1.8/L2.0,
13.3/15.7

04 SOl 12,80

@ @ W W 05/02/11

REGISTERED ELECTRICAL ENGINEER DATE

PLAN NORTH The State of California or Its officers or agents shall not be responsible
for the accuracy or completeness of electronic coples of this plan sheet.
KENNEDY/JENKS CONSULTANTS SOLANO TRANSPORTATION
303 SECOND STREET AUTHORITY
SUITE 300 SOUTH ONE HARBOR CENTER, SUITE 130
SAN FRANCISCO, CA 94960 SUISUN CITY, CA 94585
— — — — — — — — — 1) ROOM NAMES
TO PBI
SEE EE2-I0 | | LOBBY
FOR CONTINUATION > FOYER
| 3 | MEN
{ —T0 PB2
M SEE EE2-10 FOR CONTINUATION 4 | WOMEN

| 5 | OBSERVATION DECK

U 20" AFF

5A | TRANSACTION COUNTER

O RADIO VAULT.

6 | PURSUIT

7 | STORAGE ROOM

78| MEDIA CLOSET

8 | ELECTRICAL ROOM

9 | CONFERENCE/TRAINING ROOM

NOTES:
TEL/DATA OUTLET MOUNTED RECESS ON FLOOR.

MTD BEHIND LCD SCREEN (NIC) AT T7'-6" AFF.

2 —sreass
— S ST | B DAMPER (

@O

| ke JB AND CONDUIT FOR OVERHEAD PROJECTOR. SURFACE MOUNT JB AND
o I g Dt T T S CONDUIT UNDER STRUCTURE BEAM, ABOVE FLOATING CEILING PANEL. JB AND
— — 3 CONDUIT SHALL BE PAINTED TO MATCH ARCHITECTURE COLOR CEILING.
3/4"C-CAT 6E CABLE.

SURFACE MOUNT UNDER COUNTER TOP © I8"AFF.

STUB DOWN 24" BELOW CEILING AND PROVIDE CONDUIT BUSHING AT END.

MTD BEHIND LCD SCREEN (NIC) AT 7'-0" AFF.

SURFACE MOUNT CONDUIT ABOVE FLOATING CEILING PANEL. JB AND CONDUIT
SHALL BE PAINTED TO MATCH ARCHITECTURE COLOR CEILING.

TYPICAL VAV, SEE CONDUIT AND WIRING DIAGRAM ON EE5-5.

FIRE ALARM CABLES SHALL BE AS REQUIRED BY FIRE ALARM MFR.
TYPICAL BYPASS DAMPER, SEE CONDUIT AND WIRING DIAGRAM ON EE5-5.

SPEAKER VOLUME CONTROLLER MTD AT 60" AFF.

STUB-UP 6" AFF. PROVIDE CONDUIT BUSHING AT END.

SURFACE MOUNT. JB AND CONDUIT SHALL BE PAINTED TO MATCH o
ARCHITECTURE COLOR CEILING. EWWW“ P

CONDUITS FOR TEL/DATA OUTLET JACKS TO ELEC/COMM ROOM
COULD BE COMBINED AS APPROVED BY OWNER.

STUB DOWN 24" BELOW CEILING AND PROVIDE CONDUIT BUSHING AT END.
CLOSED CIRCUIT TV EQUIPMENT LOCATION.

MOUNTED ON DROP CEILING PANEL.

OFFICE SIGNAL PLAN NO. 2

SCALE: 3/l6" = I"'-0"

@
®
®
@
O,
©
@
®
®

BRIDGE NO. SHEET
23WOO00IR

CHECKED

DESION . T. WAKIM

PREPARED FOR THE DIVISION OF ENGINEERING SERVICES

STATE OF CALIFORNIA|ELECTRICAL-MECHANICAL-WATER |0 orrie EE2-9
QUANTITIES | |y . D WAKIM DEPARTMENT OF TRANSPORTATION WASTEWATER DESIGN 14.8 CVEF OFFICE BUILDING SIGNAL PLAN NO. 2

40a535weee2-09.dgn ORIGINAL SCALE IN INCHES CU 04264 DISREGARD PRINTS BEARING REVISION DATES (PRELIMINARY STAGE ONLY SHEET| OF
DOES SD imperial Rev. /07  18-MAY-2011 FOR REDUCED PLANS 0 EA OQA5351 EARLIER REVISION DATES ——= |10:34708)03/22710]05.06710|0p/23710[1 12zt /0011

40a535weee2-09.dgn

EASTBOUND CORDELIA CVEF

CHECKED

DETAILS . T. WAKIM

13:58

18-MAY-2011



POST MILES SHEET | TOTAL
DIST.| COUNTY ROUTE TOTAL PROJECT NO. | SHEETS

L1.8/L2.0
04 SOl 12,80 13,3/15,,75

W W 05/02/11

REGISTERED ELECTRICAL ENGINEER DATE
PLAN NORTH
10 RADIANT HEAT CIRC | SEE EE2-6/EE2-8 FOR CONTINUATION | | | |
PUMP CONTROL PANEL T /V /\/ ¥ s ¥
() 3/4"C-12#[2 | SFE FEo-lp o /L
() 3/4"C-12#I6 UP TO ROOF f WATER | @OBSERVAHON DECK KENNEDY/JENKS CONSULTANTS  |SOLANO TRANSPORTATION
> @TRAFFIC MECH RM 39 | 1B _ COOLER . . 303 SECOND STREET AUTHORITY
SIGNAL — ST id (0DELEC RM 8 SUITE 300 SOUTH ONE HARBOR CENTER, SUITE 130
I I D i = T s st et A T e S T e ° SAN FRANCISCO, CA 94960 SUISUN CITY, CA 94585
"""""""""""""""""""""""""""""""""" )(®H+"
LPrei LPrce ;O Jo O, WP Rk |
~ A D +40" AFF O NG |
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Cl_loylz SEEEE28 e LD TRAFF|C SlGNAL @ +9/ O” AFF
) / +48" AFF (TYP 4)
L +40" AFF (TYP 4) 3/4"C-4%14
| = TO KIOSK | / NOTES:
"C_2# ne_Q# #
WHITE TRAFFIC SIGNAL © Iy 4°C-2%14 — = 2 ane-n#4 %' (=972, ¥4 (1) SEE ARCHITECTURAL SHEET A5-3 &
+21'-0" AFF ‘ TO KIOSK 2,3.4,5.6 A5-14 FOR MOUNTING HEIGHT & DETAIL.
SEE ARCH SHT A3-0l | N TO RM 8 BAY | - v _ TYP OF 5 CONDUIT)
FOR LOCATION s/ac-p#4  — 4| ) (2) MOUNT ON COLUMN.
BAY (TYP)3/4"C-3%14 —~ | |
OVERHEAD DOOR . - INSPECTION BAYS DRAINAGE 3/ 41C-6%4 (3) SECURITY CAMERA MOUNTED UNDER
3.5 | LAt 25 T PUMP o3 \'B 1 o5 N OVERHEAD BEAM @ +7'-0" AFF.
N AN\, STATION ’ 112 y -
30A, 3 POLE FUSED SW B S O R } /@ Wmﬁéﬂ?ﬁ @ FACP/’ P-1027103 :\*#8\\ 1 v l& ggggHgAlea (4) TO APPLIED BRAKE LIGHT MOUNTED ON
N GpD"bP2" +10’-0" AFF - S N I i TOP OF KIOSK.
6 P)— rrrrrrrrrrrrrrrrrrrrr — - — 77777777 L J ;/ A g X \" EOS_KDI_ o _'{>' R BN S A g
@ .................................................................................... . N[ e & F F AT T s 8,WP...
TRAFFIC SIGNAL (N $-3/47c-6%14 - VAR I ey s L TRAFFIC SIGNAL @ +9'-0" AFF
3/4'c-3#14 1 N~ — FOR APPLIED BRAKE CONTROL STATION m :>/ | =z L OVERHEAD DOOR
OVERHEAD DOOR - 719 s S LIGHT (TYP 2 PER PIT) SEE | | ~ 0 8.10.12
LIl L s - h o PANIC BUTTON +36" i EES-3 | 5 + o
WHITE TRAFFIC SIGNAL 3/4"C-2%14  — d BAY 2 ; > 5/47°C-2714 /L—j o e !
SEE ARCH SHT A3-0l \__ 3/4"C-I2#12 sl N PITBC'%VER S S
FOR LOCATION VALVE CONTROL IN 4 | .
(_ VALVE BOX (TYP 2) —F— R | +36" ABOVE |
| [— —|= =~ &9 —'= PIT FLOOR,
3/4'C-l2#le 1 | | | Ser ﬁ'} C1-26,28,30 |
/40N ———y ¢ L (TYP) a 3y 4°c-4%4 261 PIT INLINE CENTRIFUGAL
3/4"C-10%2  — Rl - W 1 Jo J/ ------------------ 4
SO S Y (adnl 0 +8-0" AFF : : i I oL ‘
e § ii """"""""" : 2 i d]PAMC BUTTON <:> (TYP) [T\ e [LAN&ﬁ? L T
) - B B R = ) | v3/4C <MTD +40" AFF o _BUTTONT
S NG ] %% @ F F o i o'l
TRAFFIC SIGNAL RN ey SR B /&4
ne - ~— | — | \ |
3/4'C-3%4 g | i 3] C@/ | N1 _3/4"C-3#I4 (TYP)
3/4"C-6%4 ——— | | FOR APPLIED BRAKE | |
3/4"C-10%14 | A LIGHT (TYP 2 PER PIT) ] L 22—t | 1 TRAFFIC SIGNAL
3/4'c-2%4 —f 71 Bay 3 _ ; e o @ TIOT A
WHITE TRAFFIC SIGNAL e +2I'- o" AFF | 7.9 ®29Wp ' . _ | 3747032 X3 Ry | t g
SEE ARCH SHT A3-0l | 3/4C- 2‘*|‘LJ —F—3/4"C-6%14
s 1 . +36" \
(112PB2
3/4"C-8%[2 T 4 {?_AEE - HKI/Z”C—ZWG - — — ABOVE PIT FLOOR yﬁl/Z”C—ZWG .
Y - «< Lo .
OVERHEAD DOOR ‘ I T b3 anCmnt| 3/4"C-4%14
13,1517 (e oo N < ~+—OVERHEAD DOOR
e i . nppo! v—3/4"C-8*|6 F CONTROL ). KIOSK...3.... T |4 |6 |8 ;
RIS 3 L PANIC BUTTON STATION B °f —D— —|>| oo
@ - B B v HO'~0"AFF @EMTD +40" AFF = SEE PANC [V
i D T g L 3/47C-3%(4 & F F BUTTON TRAFFIC SIGNAL
@TRAFHC SIGNAL """" I : : > _ - _|= _J- Rl abalv 5 0 +9'-0" AFF
w i ! S h R
| L I I / N I N | | A\ N |
OVERHEAD DVOR — L— 3/4nc_g#)4 SEE EE2-IIFOR CONTINUATION % _ % N\ OVERHEAD DOOR
19,21,23 INSPECTION AREA LIGHTING PLAN NO. 1 O g O 20,22,24
SCALE: 3/16" = I'-0"" S g J
M
DESIGN CHECKED BRIDGE NO. SHEET
. T. WAKIM PREPARED FOR THE DIVISION OF ENGINEERING SERVICES >3IWO00 IR EASTBOUND CORDELIA CVEF
CHECKED - -
DETAILS . T. WAKIM STATE OF CALIFORNIA ELECTRICAL MEAE]EANICAL WATER Ioosrwie INSPECTION BUILDING EE2-10
CHECKED CVEF
QUANTITIES , T WAKIM DEPARTMENT OF TRANSPORTATION WASTEWATER DESIGN 14.8 POWER AND SIGNAL PLAN NO. |
40a535weee2-10.dgn ORIGINAL SCALE IN INCHES CU 04264 DISREGARD PRINTS BEARING REVISION DATES (PRELIMINARY STAGE ONLY SHEET| OF
DOES SD imperial Rev. /07 18-MAY-2011 13:58 FOR REDUCED PLANS 0 EA OA5351 EARLIER REVISION DATES — 10 b 105/02/11

40a535weee2-10.dgn

13:58

18-MAY-2011



COUNTY ROUTE TOTAL PROJECT
) [ 1.8/L2.0,
f C2-14,16,21,23 041 Sol | 12,80 1 43 3,15,7
3/4'C-8%16 +36" ABOVE PIT FLOOR
3/4"C-8%12 SEE EE2-I0 FOR CONTNUATION. V(TYP K A, | ‘
3/41¢-8414 FOR APPLIED BRAKE I n | oy i osiman
N LIGHT (TYP 2 PER PIT) 3/4"C-2#%l4 = ‘ - [REGISTERED ELECTRICAL ENGINEER DATE
3/4“@ 2%4 —\ o I |
PLAN NORTH  3/4"C- 2#|2 (TYP) @1 A 21,23 L | = :
of |
VALVE CONTROL IN =~ AP COVER e | —PIT INLNE o
VALVE BOX (TYP 4) —}— T | +36" aBOVE 3/47C-2%4 WP ANE | | CENTRIFUGAL EF
- f— =B — T — - The State of California or Its officers or agents shall not be responsible
3/4"C-6#12 | vy a e T C2-2,4 3/4'C-4%14 T - JKENNEDY/JENKS CONSULTANTS  |SOLANO TRANSPORTATION
(TYP 4) +48" AFF — = - | | +10'-0"AFF T | N 303 SECOND STREET AUTHORITY
e W | ! S — A  Jsurre 300 soutH ONE HARBOR CENTER, SUITE 130
------------------------------------------------------------------------ o |£|PAN|C BUTTON @ : RS L }ff::f‘f'”‘3 SAN FRANCISCO, CA 94960 SUISUN CITY, CA 94585
- - - > a/ ) i%"—3/4"c 6*l6 . MTD +40" AFF 1 - TRAFFIC SIGNAL
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, ' * B i i | 30| @ *9-0" AFF
(1) TRAFFIC SIGNAL PANIC '&20,WP |
3/4"C-3%/4 1E. BUTTON |\ I
8 3/47C-3%14 (TYP)
S/4C0HA —/—v [ FOR APPLIED BRAKE )
3/4“0 644 — 13 , LIGHT (TYP 2 PER PIT) _ [lr2t-2%e acena OTES
I 416 — 3/4"C-3#12 (1) SEE ARCHTECTURAL SHEET A5-3 &
PIT COVER SPANC BUTTON |~~~ T T T T —m e _ A5-14 FOR MOUNTING HEIGHT & DETAIL.
3/4"C-4%14 —— 14 AL A i i — >
3/4"C-4#12 ! 3/4"C-2%14 T (2) MOUNT ON COLUMN.
2 $—3/4"C-4*%6 PBl D YERAEAD
OVERHEAD DOOR | 2 ane- / ' DOOR (3) SECURITY CAMERA MOUNTED UNDER OVER
25,2123 | L T 1 4 C2-6,8 \ o | 26,28,30 HEAD BEAM @ +I7'-0" AFF.
------------------------------------------------------------------------------------------- e 17— / PANIC BUTTON l ‘ I (4) TO APPLIED BRAKE LIGHT MOUNTED ON
- — - = = "DP2" | UMD +40" AFF W (3) CONTROL STATI%\JE | Ve pDA,\“C_D'i TOP OF KIOSK.
B o ?i: e fLﬁ Y, 3/4"C-3%|4 4} F F FE5-3 §5A 3 BUTTON »ﬁf
(1) TRAFFIC SIGNAL 1 L |
OVERHEAD DOOR — A OVERHEAD
31,33,35 [ gg‘zlilov Y FOR APPLIED BRAKE i < DOOR
;jjg;:llj ¥ 7 , LIGHT (TYP 2 PER PIT) % 334 36
rhe T {< s 1] ————— — — — — — — — — — - - - — — — — — — d O
| Lo BUTTON 3/4'C-3%2 TN
§£ 9 - | N
| \t; - - --—-——-——"—"-"\—-—=7=-——=_ =% .. |
i | ] '
3/4"C-2+%14 b | -3/47c-2%14 | |
| — ’ C/on0- |
i | | INSPECTION BAYS /2t-zxle | | 1 |
3/4"C-2#12 ' $—3/41C-2% 38 I B Y|
1 Y] 1f3/41C-2%e =< \ | M §3oi;,,/—P|T INLINE CENTRIFUGAL
o A N o KIGSK B A EF |
------------------------------------------------------------------------------------------ PANIC BUTTON
_ _ _ = 0 *IMTD +40" AFF - EF-I6}RAFFIC SIGNAL
............................................................................................. & F F e e @ +9-0" AFF
@TRAFF(I)CVESFLEll;il[_) - : ’ e ) fffffff VAR B \ S S |
37,394 (D) FOR APPLIED BRAKE - Z . T %EEHEAD
LIGHT (TYP 2 PER PIT) 1/27°C-2%6 3/4"C- 2#|4| /% = 5 | 38.40.49
3/4"C 24—l 6,WP 3402020 — | B O o
‘Q % ~f@ix,xﬁ:,,ix,1,:,,ix,x,:,,ix,x,:,1im:i,:,,ix,1,:,,ix,x,:,,ix,x,:,,ix,x,i s - 3
WHITE TRAFFIC SIGNAL © +2I"- o“ AFF — ' _ IR =
| T COVER ’ =
3/4"C-2%14
T
- Leup for22,24 +0-0" AFF ~ PANIC BUTTON (2) - -
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, hit | A | MTD +40" AFF 8,WP P Ty |
— — - — ’ N +48" AFF O —{S +I4’ O" AFF
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, +]4/QHA|:|: A ey

+48" AF

+40" AFF +48'" AFF

FOR FLOOR SWEEPER CHARGING STATION +48" AFF

INSPECTION AREA LIGHTING PLAN NO. 2

SCALE: 3/16" = I'-0"

CHECKED

BRIDGE NO.
PESION T. WAKIM SHEET

23WO00IR EASTBOUND CORDELIA CVEF

PREPARED FOR THE DIVISION OF ENGINEERING SERVICES

S TATE Q F c ALIF @ RNIA ELECTRICAL-MEA%I[-)IANICAL-WATER

QUANTITIES , T. WAKIM DEPARTMENT OF TRANSPORTATION WASTEWATER DESIGN

40a535weee2-11.dgn ORIGINAL SCALE IN INCHES CU 04264 DISREGARD PRINTS BEARING REVISION DATES (PRELIMINARY STAGE ONLY SHEET| OF
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POST MILE
14.8 CVEF POWER AND SIGNAL PLAN NO. 2

INSPECTION BUILDING EE2-11
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POST MILES
TOTAL PROJECT

L1.8/L2.0,
13.3/15.7

COUNTY

Sol

ROUTE
12,80

04

+36"AFF (TYP)

5 SEE PLAN BELOW FOR CONTINUATION

SURFACE
MTD (TYP 8)

W W 05/02/11

REGISTERED ELECTRICAL ENGINEER DATE

ACCESS HATCH TO UPPER ROOF

PLAN NORTH

MECHANICAL ROOM REFELCTED CEILING PLAN

SCALE: [/8" = |"-0"

The State of California or Its officers or agents shall not be responsible
for the accuracy or completeness of electronic coples of this plan sheet.

KENNEDY /JENKS CONSULTANTS SOLANO TRANSPORTATION

303 SECOND STREET AUTHORITY

SUITE 300 SOUTH ONE HARBOR CENTER, SUITE 130
SAN FRANCISCO, CA 94960 SUISUN CITY, CA 94585

ACU-105!

P g ONE - | Lpw"BELOW -

e ,,,,,,,,,,,,,,,,,,JEZLJ;;ifff,f%{,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, = 7 e 7777777:""iiiliiiliiﬂlﬂiﬂliiﬂliiiliiiliiiliiﬂliiﬂliiiliiiliiiliiﬂlﬂiﬂliiﬂliiiliiiliiilﬂiﬂliiﬂliiilii"iﬁ ,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, F;;,;;; ,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,
@?\\D—% CS%%D (TYP) 4',.\_:\,/__9@.---- -------------------------------------------------------------------- ‘ __________________________________
EF-48 EXPOSE CONDUIT RUN
| —— + - M2 0w pote v / SELOW ROOF (TYR)
DISTR SWBD BELOW — | oS 0]
- o SWED D-14,6
SOLAR INVERTER BELOW — & EF-38(f" D-343¢ Swep  ACU-106
3 = EF-6 oo o

LP"A" BELOW

ROOF ACCESS HATCH

TO TOOL RM BELOW —_

N L—3/4”C—2#|4 (TYP“”?) TYP -

"SEE PLAN ABOVE FOR

CONTINUATION (1)

MECH ROOM

RUN EXPOSE CONDUIT BELOW ROOF.

COMBINER, COORDINATE INSTALLATIONS WITH MFR OF
PHOTOVOLTAIC SOLAR SYSTEM.

TRANSLUCENT LIGHT ENCLOSURE
FOR LOCATION SEE ARCHITECTURAL
SHEET A5-19. (TYP [4)

INSPECTION
BAY

NEMA SIZE |, COMBINATION MOTOR STARTER AND

DISCONNECT SWITCH.

©

ARRAY #|

ARRAY #8 ARRAY *#[5

SOLAR PANEL (TYP) PARTIAL INSPECTION
A . BAY ROOF o Ty |
SEE EE2-13 FOR CONTINUATION L—+36"ABOVE LDN TO TIMER SW |
ROOF DECK AT INSPECTION BAY, OFFICE ROOF PLAN
(TYP) SEE EE2-4

SCALE: I/8" = |I"'-0"

13:58

DESIGN , CHECKEDT C WAKIM PREPARED FOR THE DIVISION OF ENGINEERING SERVICES ;F;I\;;EOS?'R EASTBOUND CORDELIA CVEF SHEET
CHECKED - -
DETAILS : T. WAKIM STATE OF CALIFORNIA]ELECTRICAL-MECHANICAL-WATER oo vme EE2-12
QUANTITIES e WAKIM DEPARTMENT OF TRANSPORTATION WASTEWATER DESIGN 14.8 CVEF OFFICE BUILDING ROOF ELECTRICAL PLAN
40a535weee2-12.dgn ORIGINAL SCALE IN INCHES CU 04264 DISREGARD PRINTS BEARING REVISION DATES (PRELIMINARY STAGE ONLY SHEET| OF
DOES SD Imperial Rev. /07  18-MAY-2011 13:58 FOR REDUCED PLANS 0 EA OA5351 EARLTER REVISION DATES ——= |10a709/03/22710{05s06710]08/23710[1.c22710] 050211
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POST MILES
COUNTY ROUTE TOTAL PROJECT

L1.8/L2.0,

SEE EE2-12 FOR CONTINUATION

04 Sol 12,80
7777777777777777777777777777777777777777777777777777777777777777777777777777777777777777777777777777777777 \ 06 \ 5 13.3/15.7
& 5 ~
[T ABOVE | W W 05/02/11
1 I I ARRAY #9 | ROOF I ARRAY *I6 REGISTERED ELECTRICAL ENGINEER DATE
(D . : s DECK e
(TYP) E | ayp 3 g
@ae |
N\ PLAN NORTH The State of California or Its officers or agents shall not be responsible
N ) Y for the accuracy or completeness of electronlc coples of this plan sheet.
"""" OSSOSO OSSOSO S ORI OISO T KENNEDY/JENKS CONSULTANTS SOLANO TRANSPORTATION
@ _ _ _ SOLAR PANELS +36" ABOVE ROOF ! 303 SECOND STREET AUTHORITY
SRUUUUE 3 rares el SUITE 300 SOUTH ONE HARBOR CENTER, SUITE 130
"""" e DECKTYE) {T1) TRANSLUCENT LIGHT ENCLOSURE SAN FRANCISCO, CA 94960 SUISUN CITY, CA 94585
. ARRAY #3 o ARRAY #0 —+  ( J ARRAY #I7 SEE ARCHITECTURAL SHEET AS-IS.
"""""""""""""""""""""""""""""" i N @ (TYP 14)
NOTES:
B . OSSOSO OSSOSO OSSOSO SISIBIIEIIS SIS OO SOOI OO OO OsIUOOEOs OISO SOOOSOOSOL SR <:> RUN EXPOSE CONDUIT BELOW ROOF.
- - - v P 3 '@ WP P L
o e @ (2) COORDINATE INSTALLATIONS WITH MFR OF PHOTOVOLTAIC SOLAR SYSTEM.
_ ARRAY *4 _ ARRAY *I _ ARRAY %18
o ARRAY *> ~_ ARRAY ®l2 . ARRAY *I9
{III} - - - o T BT ROOE %@VVP ,,,,,,,,,,,,,,,,,,,,,,,
. ARRAY "6 . ARRAY I3 . ARRAY %20
o ARRAY *r ~_ARRAY ¥4 o ARRAY T2
: - B - T SO USRI T ; fl\f‘%jk;l}QI‘%&;;#E” ll[
INSPECTION BAY ROOF PLAN CRTSTRTIN
SCALE: [/8" = |I"-0" '

DESIGN , e WAKIM PREPARED FOR THE DIVISION OF ENGINEERING SERVICES ;F;IV;);EOS?.R EASTBOUND CORDELIA CVEF SHEET
CHECKED - -

DETAILS : T. WAKIM STATE OF CALIFORNIA|ELECTRICAL MEA%E'ANICAL WATER I sosrwiie INSPECTION BAY BUILDING EE2-13

umnTITIES |° W . e WAKIM DEPARTMENT OF TRANSPORTATION WASTEWATER DESIGN 14.8 CVEF ROOF ELECTRICAL PLAN

40a535weee2-13.dgn ORIGINAL SCALE IN INCHES CU 04264 DISREGARD PRINTS BEARING REVISION DATES (PRELIMINARY STAGE ONLY SHEET| OF
DOES SD imperial Rev. /07  31-AUG-2011 06:15 FOR REDUCED PLANS 0 EA OA5351 EARLTER REVISION DATES ——= |10:3470803/22710]05.06710|08/23710[1 .c2z70] /0011

40a535weee2-13.dgn

06:15

31-AUG-2011



COUNTY ROUTE COST MLES

TOTAL PROJECT
04 Sol 12,80

L1.8/L2.0,
13.3/15.7

TO OFFICE BLDG SEE EEZ2-6
SITE PLAN SEE EEZ2-I

[
SLAN NORTH / PLAN NORTH /

/

TO OFFICE BLDG SEE EEZ2-6
SITE PLAN SEE EEZ2-I

[

”77255?37/-é{/éz/éiﬁ;;k\_ 05/02/11

REGISTERED ELECTRICAL ENGINEER DATE

The State of California or Its officers or agents shall not be responsible
for the accuracy or completeness of electronic coples of this plan sheet.
KENNEDY/JENKS CONSULTANTS SOLANO TRANSPORTATION
303 SECOND STREET AUTHORITY

SUITE 300 SOUTH ONE HARBOR CENTER, SUITE 130
SAN FRANCISCO, CA 94960 SUISUN CITY, CA 94585

G
\ &
ACU-20

FLARE \j o . FLARE T » FLARE
i G-3 - |

. STORAGE STORAGE \ » STORAGE

\\ i 42 .
5 #WE&'AFF s

‘G—Z

NOTES:

\\ : g (1) BOND TO GENERATOR FRAME.

DUMPSTER | : X . DUMPSTER . } X . DUMPSTER
ENCLOSURE 5 | 3 ENCLOSURE o 5 o

| | N ENCLOSURE
40 | ; - 40
(NO ROOF) 7 g

40
GND BOX

EEs-1 )

LPIIGII G—l

o CB LPIIGII
N XFMR
Si=—+48" AFF (TYP 2) e N

8 ~ GEN cB[][GEN cP

3/4"C-1%¥2G

+6'-6" AFF
(TYP 5)

,,,,,,,,,,,,,,,,,,,,,,,,,,,,

N

SENERATOR g 3/4"C-1#26

43 BATTERY CHARGER
NO ROOF

K}?f BATTERIES TO JACKET HEATER

. 3 . s g GENERATOR
i&j - » . - 43

ENERATO
43

e iy T T T T

(o e |
LIGHTING PLAN POWER PLAN SIGNAL PLAN
SCALE: 1/4" = I'-0"" SCALE: 1/4" = I'-0" |

SCALE: /74" = I'-0"

DESICGN CHECKEDT . WAKIM PREPARED FOR THE DIVISION OF ENGINEERING SERVICES ;F;I\;;EOS?'R EASTBOUND CORDELIA CVEF SHEET o

CHECKED - - -

Skl : L. WAKIM STATE OF CALIFORNIA)=-=:T=ARHEGANEARWATER | eosT e GENERATOR BUILDING ELECTRICAL PLANS EE3-1

QUANTITIES | |y . e . WAKIM DEPARTMENT OF TRANSPORTATION WASTEWATER DESIGN 14.8 CVEF !

40a535weee3-01.dgn ORIGINAL SCALE IN INCHES CU 04264 DISREGARD PRINTS BEARING REVISION DATES (PRELIMINARY STAGE ONLY SHEET| OF J=
DOES SD Imperial Rev. /07 18-MAY-2011 13:59 FOR REDUCED PLANS 0 EA OA5351 EARLIER REVISION DATES ——= |10:34708)03/22710]05.06710|0p/23710[1 12zt /0011 ©

40a535weee3-01.dgn



POST MILES
COUNTY ROUTE TOTAL PROJECT

[1.8/L2.0,
04] Sol 112,80 | 13 3/15.7

W UK 05100011

REGISTERED ELECTRICAL ENGINEER DATE

INSPECTION AREA DISTRIBUTION PANELBOARD "DP1" SCHEDULE WEST WING AT RM 37 PANELBOARD "A" SCHEDULE

480/277 VOLTS, 3 PHASE, 4 WIRE 225 AMP BUS 225 AMP MAIN MOUNTING: SURFACE 208/120 VOLTS, 3 PHASE, 4 WIRE 225 AMP BUS 150 AMP MAIN MOUNTING: SURFACE
KT CONNECTED VOLT-AMPS |AMPS/ okt CONNECTED VOLT-AMPS |AMPS KT CONNECTED VOLT-AMPS |AMPS/ okt CONNECTED VOLT-AMPS |AMPS
N DESCRIPTION ) 5 = {POLES| o, DESCRIPTION ) 5 = |POLES N DESCRIPTION ) 5 = POLES| o, DESCRIPTION ) 5 = |POLES
| | XFMR-D 15,000 2 | XFMR-C 25,000 | |LTG-RM 36 525 20/1 | 2 |RCPT-RM 37,35,32,27 720 20/
3 15,000 70/3 | 4 25,000 125/3 3 |LTG-RM 32,33,37,35 342 20/1 | 4 |RCPT-RM 37,35,36,27,27A 900 20/ KENNEDY /JENKS CONSULTANTS SOLANO TRANSPORTATION
5 , 15,000 6 , 25,000 5 |LTG-RM I3,13A,34,23,24,21,22 508 |20/1 | 6 |RCPT-RM 30,31,33,28,29 900 |20/ gS?TSEgggDSSJEEET éHgHai%\éR CENTER. SULTE 130
7 | SPACE 8 | SPACE 7 |LTG-RM 28,29,30,3 556 20/1 | 8 |RCPT-RM 27 (REFRIG) 150 20/I SAN FRANCISCO, CA 94960 SUISUN CITY, CA 94585
9 10 9 [LTG-RM 10,12 662 20/1 | 10 |RCPT-RM 27 (FOOD DISPOSAL) 1670 20/I
I , 12 , I [LTG-RM 15,I6,I7,I3B 590 |20/1 | 12 |RCPT-RM 27 (DISHWASHER) 1800 |20/I
I3 | SPACE 14 | SPACE I3 [LTG-RM I,18,19 800 20/1 | 14 |RCPT-RM 25,26,20,19 1080 20/
15 16 5 [LTG-RM 20,25,26 420 20/1 | 16 |RCPT-RM 25,20,19,8 1080 20/I AT RM PANELBOARD wgn SCHEDULE
I , 18 , 17 [LTG-RM 27, PATIO 455 |20/1 | 18 |RCPT-RM 36,25,20,18 1080 |20/I
19 | SPACE 20 | SPACE 19 [LTG-RM EXTERIOR ON TIMER 78 20/1 | 20 |RCPT-RM 12,18l 1080 20/I 208/120 VOLTS, 3 PHASE, 4 WIRE 100 AMP BUS 60 AMP MAIN MOUNTING: RECESS IN WALL
2l 22 2l |FUME HOOD @ RM 2 1500 20/1 | 22 |RCPT-RM 12,36,1,18 1260 20/I CKT CONNECTED VOLT-AMPS | AMPS/| okt CONNECTED VOLT-AMPS |AMPS

DESCRIPTION DESCRIPTION
23 , 24 , 23 |RANGE TOP @ RM 27 2800 30/2 24 |RCPT-RM 21,22,24 1080 |20/I No. A B c |POLES|No. A B c |POLES
25 | SPACE 26 | SPACE 25 2800 26 |RCPT-RM 36,17,16,10,13 1080 20/I | |RCPT-RM 15 540 20/1 | 2 |SPARE - 20/
21 28 27 | TEMPERATURE CONTROL PANEL 2500 30/1 | 28 |RCPT-RM 10 900 20/I 3 |RCPT-RM 15 540 20/1 | 4 |SPARE - 20/
29 | 30 , 29 |BOILER BLR-I 1800 |20/1 | 30 |RCPT-RM 13,34,23 720 |20/ 5 |RCPT-RM 15 360 |20/ | 6 |SECURITY ALARM PANEL 500 |20/
3l | SPACE 32 | SPACE 3l [RCPT-RM 27 (VEND MACHINE) | 1500 20/1 | 32 |RCPT-RM 34,23,24 900 20/I 7 |RCPT-RM 15 360 20/1 | 8 |SPARE - 20/
33 34 33 |RCPT-RM 27 (VEND MACHINE) 1500 20/1 | 34 |RADIANT HEAT CIRC PUMP 2800 9 |RCPT-RM 15 360 20/1 | 10 |SPARE - 20/
3B 36 , 35 |FUME HOOD @ RM 22 1500 |20/1 | 36 2800 [30/3 I |RCPT-RM I5 360 |20/1 | 12 |SPACE -
37 | SPACE 38 | SPACE 37 |PANEL "E" 1260 38 , 2800 I3 |RCPT-RM 15 360 20/1 | 14 |SPACE -
39 40 39 1260 60/3 | 40 |RM 23,30 IR SENSORS (LAVATORY) 200 20/I I5 |RCPT-RM I5 360 20/1 | 16 |SPACE
4 , 42 , 4 1220 42 , - |20/ 1T |RCPT-RM 15 360 |20/1 | 18 |SPACE
SUBTOTALS 15,000 | 15,000 |15,000 25,000 | 25,000 | 25,000 SUBTOTALS 7519 | 8184 | 8873 8990 | 8810 | 8380 SUBTOTALS 1260 | 1260 | 1080 - - 500
PHASE TOTALS 40,000 | 40,000 | 40,000 PHASE TOTALS 16509 | 16994 | 17253 PHASE TOTALS 1260 | 1260 | 1580
TOTAL VOLT-AMPS 120,000 TOTAL VOLT-AMPS 50,756 TOTAL VOLT-AMPS 4100
A = GFICRCUIT BREAKER A = GFICRCUIT BREAKER

INSPECTION AREA DISTRIBUTION PANELBOARD "DpP2" SCHEDULE EAST WING AT RM 8 PANELBOARD "B" SCHEDULE EAST WING AT RM 8 UPS PANELBOARD “BU" SCHEDULE

480/277 VOLTS, 3 PHASE, 4 WIRE 225 AMP BUS 225 AMP MAIN MOUNTING: SURFACE 120/240 VOLTS, | PHASE, 3 WIRE 225 AMP BUS 150 AMP MAIN MOUNTING: SURFACE 120/240 VOLTS, | PHASE, 3 WIRE 100 AMP BUS 60 AMP MAIN MOUNTING: SURFACE
KT DESCRIPTION CONNECTED VOLT-AMPS |AMPS/| okt DESCRPTION CONNECTED VOLT-AMPS |AMPS KT DESCRPTION VOLT-AMPS | AMPS/ okt DESCRIPTION VOLT-AMPS [ AMPS CKT DESCRPTION VOLT-AMPS | AMPS/| okt DESCRPTION VOLT-AMPS | AMPS
No. A B C POLES|No. A B C POLES No. A B POLES| No. A B POLES No. A B POLES| No. A B POLES
| |[MOTORIZED OVERHEAD DOOR | 1000 2 |MOTORIZED OVERHEAD DOOR | 1000 | | LTG-RM 2 525 20/1 | 2 | RCPT-RM 5A 540 20/I | | RCPT-RM 5 540 20/1 | 2 | SPARE - 20/
3 1000 5/3 | 4 1000 15/3 3 | LTG-RM 9 1245 |20/ | 4 | RCPT-RM 5A 540 |20/ 3 | RCPT-RM 5 540 |20/1 | 4 | SPARE - |20/
5 , 1000 6 , 1000 5 | LTG-RM 1,5,5A 1056 20/1 | 6 | RCPT-RM 6 540 20/I 5 | SPACE - 6 | SPACE -
7 |MOTORIZED OVERHEAD DOOR | 1000 8 [MOTORIZED OVERHEAD DOOR | 1000 7 | LTG-RM 6,7,8 175 [20/1 | 8 | RCPT-RM 8,7, 720 |20/ 7 - 8 -
9 1000 5/3 | 10 1000 5/3 9 | LTG-EXTERIOR ON TIMER 140 20/1 | 10 | RCPT-RM 7B 1500 20/I g 10
I , 1000 12 , 1000 I | LTG-EXTERIOR OBSERVATION DECK 1500 |20/1 | 12 | RCPT-RM 7B 1500 |20/I I 12
I3 [MOTORIZED OVERHEAD DOOR | 1000 14 |MOTORIZED OVERHEAD DOOR | 1000 13 | RM 3,4 IR SENSORS (LAVATORY) 100 20/1 | 14 | RCPT-RM 2 (LCD SCREEN) 1200 20/I 13 14
15 1000 5/3 | 16 1000 5/3 5 | LTG-RM 3,4 280 |20/1 |16 | UPS 2500 |30/2 15 16
I , 1000 18 , 1000 I7 | RCPT-LCD SCREEN 1000 20/1 | 18 2500 I 18 ,
19 [MOTORIZED OVERHEAD DOOR | 1000 20 [MOTORIZED OVERHEAD DOOR | 1000 19 | FACP 300 |20/l | 20 | RCPT-RM 9 (FLOOR OUTLET) 1260 |20/ SUBTOTALS 540 | 540 540 | 540
2l 1000 5/3 | 22 1000 5/3 2l | PROJECTOR SCREEN 200 20/| | 22 | RCPT-RM 9 (FLOOR OUTLET) 1260 20/I PHASE TOTALS 540 | 540
23 , 1000 24 , 1000 23 | OVERHEAD PROJECTOR 400 |20/1 | 24 | RCPT-RM 9 (FLOOR OUTLET) 1260 |20/I TOTAL VOLT-AMPS 1080
25 [MOTORIZED OVERHEAD DOOR | 1000 26 [MOTORIZED OVERHEAD DOOR | 1000 25 | RCPT-VENDING MACHINE 150 20/| | 26 | RCPT-RM 9 (FLOOR OUTLET) 1260 20/I
21 1000 I5/3 | 28 1000 5/3 27 | RCPT-VENDING MACHINE 150 [20/1 | 28 | RCPT-RM 9 (FLOOR OUTLET) 1080 |20/I
29 , 1000 30 , 1000 29 | RCPT-WATER COOLER 380 20/1 | 30 | RCPT-RM 9 900 20/I
3l [MOTORIZED OVERHEAD DOOR | 1000 32 [MOTORIZED OVERHEAD DOOR | 1000 3l | SPARE - |20/1 | 32 | RCPT-RM 9,2 1080 |20/I
33 1000 5/3 | 34 1000 5/3 33 | SPARE - 20/1 | 34 | RCPT-RM 9 (LCD SCREEN) 1000 20/
35 , 1000 36 , 1000 35 | SPACE - 36 | RCPT-RM 9 (LCD SCREEN) 1000 |20/I
37 [MOTORIZED OVERHEAD DOOR | 1000 38 [MOTORIZED OVERHEAD DOOR | 1000 37 - 38 | SPACE -
39 1000 5/3 | 40 1000 15/3 39 - 40 -
4 , 1000 42 , 1000 4 - 42 , -
SUBTOTALS 7000 | 7000 | 7000 7000 | 7000 | 7000 SUBTOTALS 55 | 5050 10700 | 10940
PHASE TOTALS 14000 | 14000 | 14000 PHASE TOTALS 15851 | 15990
TOTAL VOLT-AMPS 42,000 TOTAL VOLT-AMPS 31,84l

A = GFICIRCUIT BREAKER

CHECKED

BRIDGE NO.
PESION T. WAKIM SHEET

23WO00IR EASTBOUND CORDELIA CVEF

STATE OF CALIFORNIA | ELECTRICAL-MECHANICAL-WATER e EE4-1
QUANTITIES e WAKIM DEPARTMENT OF TRANSPORTATION WASTEWATER DESIGN 14.8 CVEF PANELBOARD SCHEDULES

40a535weee4-01.dgn ORIGINAL SCALE IN INCHES CU 04264 DISREGARD PRINTS BEARING REVISION DATES (PRELIMINARY STAGE ONLY SHEET| OF
DOES SD imperial Rev. /07  18-MAY-2011 15:05 FOR REDUCED PLANS EA OQA5351 EARLIER REVISION DATES ——= |10:34708)03/22710]05.06710|0p/23710[1 12zt /0011

40a535weee4-01.dgn

PREPARED FOR THE DIVISION OF ENGINEERING SERVICES

CHECKED

DETAILS T. WAKIM

15:05

18-MAY-2011



POST MILES

COUNTY ROUTE TOTAL PROJECT
04 Sol 12,80 L1.8/L2.0,
13.3/15.7
INSPECTTION BAYS PANELBOARD "c1" SCHEDULE AT MECH RM 39 PANELBOARD "D" SCHEDULE % W 05/02/11
208/120 VOLTS, 3 PHASE, 4 WIRE 225 AMP BUS 150 AMP MAIN MOUNTING: SURFACE 208/120 VOLTS, 3 PHASE, 4 WIRE 225 AMP BUS 150 AMP MAIN MOUNTING: SURFACE REGISTERED ELECTRICAL ENGINEER DATE
CKT OESCRIPTION CONNECTED VOLT-AMPS | AMPS/ okt DESCRIPTION CONNECTED VOLT-AMPS | AMPS CKT DESCRIPTION CONNECTED VOLT-AMPS | AMPS/ okt DESCRPTION CONNECTED VOLT-AMPS |AMPS
No. A B c |POLES|No. A B c |POLES No. A B Cc |POLES|No. A B c |POLES
| [LTG-INSPECTION BAYS 2352 30/1 | 2 |RCPT-INSPECTION PIT 1080 20/I | [LTG-MECH RM 39 496 20/1 | 2 |RCPT-RM 39/ ROOF 360 20/
3 [LTG-INSPECTION BAYS 2352 30/1 | 4 |RCPT-INSPECTION PIT 1080 20/I 3 |EF-2 130 20/1 | 4 |RCPT-RM 39/ ROOF 540 20/
5 [LTG-INSPECTION BAYS 2352 |30/1 | 6 |RCPT-INSPECTION PIT 1080 |20/ 5 |EF-6 500 [20/1 | 6 |RCPT-INSPECTION ROOF 540 |20/
7 |[LTG-INSPECTION BAYS 2352 30/1 | 8 |RCPT-INSPECTION PIT 540 20/I 7 |INSPECTION BAY EF-7 2150 8 |INSPECTION BAY EF-I3 2150
9 |LTG-INSPECTION PIT 960 20/1 | 10 |RCPT-INSPECTION BAY | 540 20/ 9 2150 30/3 | 10 2150 30/3 for fhe acouracy or complereness oF electronic coples of This pian sheet.
I |LTG-INSPECTION PIT 960 [20/1 | 12 |RCPT-WATER COOLER 800 |[20/I I 2150 12 2150 gEQNEEE&ENE%E%SULTANTS 28%5&;&ANSPORTATION
13 [LTG-INSPECTION PIT 960 20/1 | 14 |RCPT-WEST WALL COLUMN 720 20/I I3 |INSPECTION BAY EF-8 2150 14 | ACU-102 1227 20/2 SUITE 300 SOUTH ONE HARBOR CENTER, SUITE 130
IS [LTG-INSPECTION PIT 960 20/1 | loe |RCPT-WEST WALL COLUMN 120 20/1 15 2150 30/3 | I6 ] 1227 SAN FRANCISCO, CA 94960 SUISUN CITY, CA 94585
17 [LTG-INSPECTION PIT 960 |20/ | 18 |RCPT-EAST WALL COLUMN 720 |20/ I 2150 18 |ACU-104 435 |,
19 [LTG-INSPECTION PIT 960 20/1 | 20 |RCPT-EAST WALL COLUMN 720 20/I 19 [INSPECTION BAY EF-9 2150 20 , 1435
21 [LTG-EXTERIOR LOW ENTRY 952 20/1 | 22 |RCPT-FLOOR SWEEPER CHARGER 1000 202 2l 2150 30/3 | 22 |EF-I 500 20/
23 [LTG-EXTERIOR OVERHEAD CANOP 1470 |20/1 | 24 , 1000 23 2150 24 |EF-3 500 |20/I
25 [LTG-EXTERIOR OVERHEAD CANOPY 1516 20/1 | 26 |PIT EF-14 200 20/I 25 [INSPECTION BAY EF-I0 2150 26 |EF-4 500 20/
27 |LTG-EXTERIOR DOOR NUMBER SIGN 329 20/1 | 28 |PIT EF-I5 200 20/I 27 2150 30/3 | 28 |EF-5 500 20/
29 [LTG-BAY IFLOOR 1500 |20/1 | 30 |PIT EF-l6 200 |20/ 29 2150 30 | SPARE - |20/
3l |SPARE - 20/1 | 32 |BAY DRAINAGE PUMP P-102 2000 30/I 3l [INSPECTION BAY EF-I 2150 32 | SPARE - 20/
33 [LTG-ROOF TOP TRANSLUCENT 52 20/1 | 34 |BAY DRAINAGE PUMP P-103 2000 30/I 33 2150 30/3 | 34 |EF-38 670 20/
35 | SPARE - |20/1 | 36 |SPARE - |20/ 35 2150 36 |EF-48 670 |20/
37 | SPACE - 38 | SPARE - 20/I 37 [INSPECTION BAY EF-I2 2150 38 | SPACE -
39 - 40 [SINK SENSOR/WATER COOLER 500 20/I 39 2150 30/3 | 40 -
4 , - 42 |SPACE 4 2150 42 -
SUBTOTALS 8140 | 6065 | 7242 5260 | 6040 | 3800 SUBTOTALS 13396 | 14030 | 13400 5672 | 5587 | 5295
PHASE TOTALS 13400 | 12105 | 1042 PHASE TOTALS 19068 | 196I7 | 18695
TOTAL VOLT-AMPS 36,547 TOTAL VOLT-AMPS 57,380
A = GFICRCUIT BREAKER A = GFICRCUIT BREAKER
INSPECTTION BAYS PANELBOARD “c2" SCHEDULE AT GENERATOR BLDG PANELBOARD "G" SCHEDULE EAST WING AT RM 8 PANELBOARD "H" SCHEDULE FOR AREA SITE LIGHTING
208/120 VOLTS, 3 PHASE, 4 WIRE 225 AMP BUS 150 AMP MAIN MOUNTING: SURFACE 120/240 VOLTS, | PHASE, 3 WIRE 100 AMP BUS 60 AMP MAIN MOUNTING: SURFACE 120/240 VOLTS, | PHASE, 3 WIRE 100 AMP BUS 100 AMP MAIN MOUNTING: SURFACE
oKT DESCRIPTION CONNECTED VOLT-AMPS | AMPS/ okt DESCRIPTION CONNECTED VOLT-AMPS | AMPS CKT DESCRIPTION VOLT-AMPS | AMPS/| ok T DESCRIPTION VOLT-AMPS | AMPS CKT DESCRIPTION VOLT-AMPS | AMPS/| ek 7 DESCRIPTION VOLT-AMPS | AMPS
No. A B C |POLES|No. A B c |POLES No. A B [POLES|No. A B |POLES No. A B |POLES|No. A B |POLES
| |KIOSK | 3800 1077 |-2|KIOSK 4 3800 10/ | [LTG-GENERATOR AREA 175 20/ | 2 |RCPT-KENNEL/FLARE STOR/DUMPSTER | 540 20/ j | [SITE LTG CIRCUIT | 3185 30/ |-2_|SITE LTG CIRCUIT 2 2830 30/7
3 , 3800 4 , 3800 3 |LTG-FLARE STORAGE/KENNEL RM 154 [20/1 | 4 |RCPT-GENERATOR AREA 360 |20/ 3 [SITE LTG CIRCUIT | 3185 4 |SITE LTG CIRCUIT 2 2830
5 [KIOSK 2 3800 |, | 6 |KIOSK 5 3800 |, 5 [BATTERY CHARGER 1000 20/1 | 6 |SPARE - 20/ 5 |PEDESTRIAN LTG CIRCUIT 3 150 3077 | 6_[SPARE - 20/
7 , 3800 8 , 3800 7 |GENERATOR JACKET HEATER 1000 |20/ | 8 |SPARE - |20/ 7 |PEDESTRIAN LTG CIRCUIT 3 150 8 |SPARE - |20/
9 [KIOSK 3 3800 10 [KIOSK 6 3800 g |ACU-20l 800 10 |SPARE - 20/ 9 |SPARE - 20/ | 10 [SPARE - 20/
40/2 40/2 20/2
I , 3800 12 , 3800 I [ACU-20 800 12 | SPACE - I |SPARE - |20/1 | 12 |SPACE -
I3 |[PIT COVER BAY 2 728 14 [PIT COVER BAY 5 728 13 |SPACE - 14 - 13 | SPACE - 14 -
20/2 20/2
5 , 728 16 , 728 15 - 16 - 5 - 16 -
I7 [PIT COVER BAY 3 728 20/7 I8 [PIT COVER BAY 6 728 20/ I - 18 - 17 - 18 -
19 , 728 20 , 728 SUBTOTALS 1975 | 1954 540 | 360 19 - 20 -
21 [PIT COVER BAY 4 728 20/7 22 |PIT COVER BAY 7 728 20/ PHASE TOTALS 2515 | 23I14 2l - 22 -
23 , 728 24 | 728 TOTAL VOLT-AMPS 4,829 23 - 24 -
25 | SPARE - 20/1 | 26 |SPACE - 4 - GFICRCUIT BREAKER 25 - 26 -
27 | SPARE - 20/1 | 28 - 27 - 28 -
29 | SPARE - 2071 | 30 - 29 - 30 -
3l |SPARE - 20/1 | 32 - 3| - 32 -
33 | SPACE - 34 - 33 - 34 -
35 - 36 - 35 - 36 -
37 - 38 - 37 - 38 -
39 - 40 - 39 - 40 -
4 , - 42 , - 4 - 42 , -
SUBTOTALS 9056 | 9056 | 9056 9056 | 9056 | 9056 SUBTOTALS 4335 | 4335 2830 | 2830
PHASE TOTALS 8lI2 | 1812 | 18112 PHASE TOTALS 7165 | 7165
TOTAL VOLT-AMPS 54,336 TOTAL VOLT-AMPS 14,330

A = GFICIRCUIT BREAKER

DESIGN CHECKEDT, WAK IM PREPARED FOR THE DIVISION OF ENGINEERING SERVICES ;F;I\;;EOS?'R EASTBOUND CORDELIA CVEF SHEET
CHECKED - -

DETAILS T. WAKIM STATE OF CALIFORNIA |E-ECTRICAL MEA%E'ANICAL WATER |55t wie EE4-2

QUANTITIES e WAKIM DEPARTMENT OF TRANSPORTATION WASTEWATER DESIGN 14.8 CVEF PANELBOARD SCHEDULES

40a535weee4-02.dgn ORIGINAL SCALE IN INCHES CU 04264 DISREGARD PRINTS BEARING REVISION DATES (PRELIMINARY STAGE ONLY SHEET| OF
DOES SD imperial Rev. /07  18-MAY-2011 15:05 FOR REDUCED PLANS EA OQA5351 EARLIER REVISION DATES ——= |10:34708)03/22710]05.06710|0p/23710[1 12zt /0011
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POST MILES
TOTAL PROJECT

L1.8/L2.0,

COUNTY

04 Sol

ROUTE

12,80

13.3/15.7¢

W W 05/02/11

REGISTERED ELECTRICAL ENGINEER DATE

The State of California or Its officers or agents shall not be responsible
for the accuracy or completeness of electronic coples of this plan sheet.

KENNEDY /JENKS CONSULTANTS

SOLANO TRANSPORTATION

303 SECOND STREET

AUTHORITY

SUITE 300 SOUTH
SAN FRANCISCO, CA 94960

ONE HARBOR CENTER, SUITE 130
SUISUN CITY, CA 94585

! GEMTEEDATION 57 A0 E

bOBHV, OF THEE STATE ARCHITEST

CONDUIT AND WIRE SCHEDULE CONDUIT AND WIRE SCHEDULE
WIRE WIRE
NOMBER FROM ' N T GROUND [ CONTROL [SIGNAL | REMARKS NENBER ROV ' Size X' | POWER | GRoUND [ CONTROL | st REMARKS
| PGXE XFMR METER SECTION (3)5 WIRES BY PG&E
2 METER SECTION REMOTE METER -1/2 12#10 1#10 71 |KIOSK CONTROL CONSOLE [EXIT DOOR & TRAFFIC SIGNAL | 3/4 18%(4
3 ATS STANDBY GENERATOR 3 4%500 KCMIL | 1%2/0 72 |KIOSK CONTROL CONSOLE |EXIT DOOR & TRAFFIC SIGNAL | 3/4 9#(4
4 DISTR SWBD XFMR A -1/2 3#4 6 73 [KIOSK CONTROL CONSOLE |EXIT DOOR & TRAFFIC SIGNAL | 3/4 9#(4
5 XFMR A PANEL "A" 2-1/2 4%/0 #2 74 |KIOSK CONTROL CONSOLE [EXIT DOOR & TRAFFIC SIONAL | 3/4 9#[4
6 PANEL "A" PANEL "E" -1/2 4#6 #8 75  [KIOSK CONTROL CONSOLE |EXIT DOOR & TRAFFIC SIGNAL | 3/4 9%[4
7 DISTR SWBD XFMR B 2 3#] #6 76 |KIOSK CONTROL CONSOLE |EXIT DOOR & TRAFFIC SIGNAL | 3/4 9#(4
8 XFMR B PANEL "B" 2-1/2 3#/0 #4
9 XFMR B PANEL "H" 2 3#(/0 #6
0 [DISTR SWBD "DPY" 3 34250 KCMIL | 1#2
I "DPY" XFMR D 2-1/2 3#4 %6
2 [XFMR D PANEL D" 2-1/2 4%/0 #4
3 |"DPI" XFMR C 3 3#(/0 4
4 |XFMR C PANEL "CI" 2-1/2 4%/0 #4
5  [XFMR C PANEL "C2" 2-1/2 4#/0 1#4 0l ATS GEN CONTROL PANEL | 444 PLUS 6*%4 SPARE
6 [DISTR SWBD "DP2" 2 3# #6 02 PB OBSERVATION DECK 3/4 4414
7 [DISTR SWBD XFMR G -1/2 %6 #8 03 PB? FLEC RM 8 3/4 444
8 [XFMR G PANEL "G" 2 3#4 #8 04 FLEC/COMM RM 15 OBSERVATION & TO RM 8 2 * CAT 6 CABLE
9 [DISTR SWBD ACU-I0I -1/2 3%6 %8 105 FLEC/COMM RM 15 OBSERVATION & TO RM 8 2 * CAT 6 CABLE
20 |DISTR SWBD ACU-103 -1/2 3%6 #8 06 FLEC/COMM RM 15 FOYER RM 2 2 * CAT 6 CABLE
2l |DISTR SWBD ACU-105 -1/2 3%8 %8 07 FLEC/COMM RM 15 MEDIA CLOSET 7B 2 * CAT 6 CABLE
22 |DISTR SWBD ACU-106 -1/2 348 48 08 MEDIA CLOSET 7B LCD SCREEN JB RM 2 | MFR CABLE
23 |DISTR SWBD AIR COMPRESSOR 3/4 3#(Q 1#2 09 MEDIA CLOSET 7B LCD SCREEN JB RM 9 | MFR CABLE
24 |PANEL "A" RADIANT HEAT CIRC PUMP 3/4 3#/0 1#10 10 MEDIA CLOSET 78 LCD SCREEN JB RM 9 | MFR CABLE
25  |DISTR SWBD SOLAR INVERTER 2-1/2 443/0 |#4 I FLEC/COMM RM 15 FLEC RM 8 (2) 4 EMPTY
26 |INVERTER JB PV-| 2 24 #8 12 PB? FACH KIOSK 3/4 444
27 |INVERTER JB PV-2 2 %7 |#8
28 |INVERTER JB PV-3 2 2% #8
29 |[PANEL "D" FF-3 3/4 3#(0 1#10
30  |PANEL "D" FF-4 3/4 3#(0 1410
3l [PANEL "D" FF-5 3/ 3#(0 110 20 FACP FLARE STOR * AS REQUIRED
32 |PANEL "D" FF-6 3/4 3#|0 1#10 RM & GEN BY FA MFR
33 |PANEL 'D" FF-T 3/4 3#0 1#10 BLDG
34 |PANEL "D" FF-8 3/4 3#(0 1#10
35  |PANEL "D" FF-9 3/4 3#(0 1410 300 |SHI FLEC RM 8 (3) 4 EMPTY
36 |DISTR SWBD GND ROD BOX ? 1%#4/0 30| FLEC RM 8 RADIO VAULT (OUTSIDE) (2) 4 EMPTY
37 |"'DP2" OVERHEAD DOOR | 6#0 1#10 302 |ELEC RM 8 FLEC/COMM RM 15 (4) 4 EMPTY
38 |"DP2" OVERHEAD DOOR | 6#0 1#10
39 |'pp2" OVERHEAD DOOR | 640 1410
40  |"pp2" OVERHEAD DOOR | 6#0 1#10
a |8 JB (EF 7 TO I3) | 14#14
42 |"pp2" OVERHEAD DOOR | 6#0 1#10
43 |"pp2" OVERHEAD DOOR | 6+0 1#10
44 |'pp2" OVERHEAD DOOR | 6+0 1#10
45 |"pp2" OVERHEAD DOOR | 6#0 1#10
46 [DISTR SWBD SEWAGE LIFT STATION CP 3/4 3#(2 | #]2
47 |SEWAGE LIFT STATION CP|SEWAGE LIFT STATION -1/2 6#2 | #]2 4%|4
48 |SEWAGE LIFT STATION CP|SEWAGE LIFT STATION | SPECIAL CABLE
49 |[PANEL "B" UPS 3/4 3#/0 | #]0
50 |UPS PANEL "BU" 3/4 3#/0 | #10
51 |KIOSK CONTROL CONSOLE |OVERHEAD DOOR 3/4 9#(4
52 |KIOSK CONTROL CONSOLE |OVERHEAD DOOR 3/4 9#(4
53 |KIOSK CONTROL CONSOLE |OVERHEAD DOOR 3/4 9#(4
54 |KIOSK CONTROL CONSOLE |OVERHEAD DOOR 3/4 9#|4
55  |KIOSK CONTROL CONSOLE |OVERHEAD DOOR 3/4 9#|4
56 |KIOSK CONTROL CONSOLE |OVERHEAD DOOR 3/4 9%|4
57 |KIOSK CONTROL CONSOLE [PIT COVER 3/4 3#(4
58  |KIOSK CONTROL CONSOLE |PIT COVER 3/4 3#(4
59 |KIOSK CONTROL CONSOLE [PIT COVER 3/4 3#|4
60  |KIOSK CONTROL CONSOLE [PIT COVER 3/4 3%(4
6 |KIOSK CONTROL CONSOLE [PIT COVER 3/4 3#(4
62  |KIOSK CONTROL CONSOLE [PIT COVER 3/4 3%(4
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CONTROL
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The State of California or Its officers or agents shall not be responsible
for the accuracy or completeness of electronic coples of this plan sheet.
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REGISTERED ELECTRICAL ENGINEER DATE

PLAN NORTH

KENNEDY /JENKS CONSULTANTS SOLANO TRANSPORTATION

303 SECOND STREET AUTHORITY

SUITE 300 SOUTH ONE HARBOR CENTER, SUITE 130
SAN FRANCISCO, CA 94960 SUISUN CITY, CA 94585

- - - ROOM NAMES 21 | EVIDENCE
| | LOBBY 21A | EVIDENCE
2 | FOYER 22 | WEAPONS
3 | MEN 23 | INTERAGENCY
4 | WOMEN 24| UNIFORM
'*~;jf%3£t“:if__ﬁaf’“’*"ﬂ 5 | OBSERVATION DECK 25| CHP EQUIPMENT
O 5A] TRANSACTION COUNTER 26] STORAGE
6 | PURSUIT 27| BREAK ROOM
7 | STORAGE ROOM PTA| PATIO
7B | MEDIA CLOSET 28 | STAFF WOMEN
8 | ELECTRICAL ROOM 29| WOMEN LOCKER
9 | CONFERENCE/TRAINING ROOM 30| STAFF MEN
0 | SERGEANTS OFFICE 31 | MEN LOCKER
I | CLERICAL OFFICE 32| JANITOR
2 | MAIL/CLERICAL STORAGE 33 ] LACTATION
B 3 | VESTIBULE 34| TOOL STORAGE
3A | VESTIBULE 35 | MECHANICAL ROOM
3B | VESTIBULE 36 HALLWAY
5 | ELEC/COMM 37 ELECTRICAL ROOM
SYMBOL S 6 | ENFORCEMENT OFFICE 38 | INSPECTION BAYS
@ CARD READER 7 ] INTOX 40 | DUMPSTER ENCLOSURE
B B0 READER 8 | CLERICAL SUPERVISOR 41 | KENNEL
© INTRUSION DOOR CONTACT SWITCH 9 | LIEUTENANT OFFICE 42 | FLARE STORAGE
NTRUSION KEY PAD 20| SPECIAL DUTY OFFICE 43 | GENERATOR

! IGENTETATION 5748

F L o O R P L A N S . E CHY O}'v”‘i",u'.“ :w.;“f;‘\"f'i ,’,’lﬁvli:.;!';[‘:{_‘ﬁ' LE
SCALE: 1/16" = I'-0"’ 02111744 |
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POST MILES

COUNTY ROUTE TOTAL PROJECT
LIGHT FIXTURE SCHEDULE LIGHT FIXTURE SCHEDULE 04 o 1280 L1.8/L2.0,
? 13.3/15.7
FIXTURE LAMP TOTAL| I» MOUNTING FIXTURE LAMP TOTAL| I» MOUNTING
DESCRIPTION CATALOG NUMBER DESCRIPTION CATALOG NUMBER
TYPE I'No. T TYPE/WATTAGE  |WATTS|VOLTS | ARRANGEMENT TYPE 'No. T TYPE/WATTAGE  |waTTS|VOLTS | ARRANGEMENT )
2 | FLUOR 62 120 RECESS IN 2x4 LAY-IN, 5" DEEP. SEMI-SPECULAR ALUMINUM PARABOLIC H.E. WILLIAMS, INC | COMPACT FLUOR 35 | 120 WALL CORROSION RESISTANT DIE-CAST ALUMINUM HOUSING, FRONT LITHONIA LIGHTING: TWS-32TRT-120-LPI ”’;7—__ L{,ZQQ/%ZQ&VL\_
2950 LUMENS CELL GRID LOUVER WITH I2 CELLS, STEEL HOUSING ON BAKE WHITE HE3G-D24-232-26S-EB2-120 5400 LUMENS HOUSING AND REFRACTOR ARE ONE-PIECE INJECTION MOLDED ' W 05/02/11
18 32W NEMA "G ENAMEL FINISH, ONE ELECTRONIC BALLAST. PRUDENTIAL LIGHTING 32W TRIPLE POLYCARBONATE, GASKETED, ONE ELECTRONIC BALLAST, UL ESCO LIGHTING; GSM352T4 PLT-32 CF REGISTEREL ELECTRICAL ENGINEER DATE
3000K P-8024S-2T8-12PL-W-SC-120-XI| LISTED FOR WET LOCATION.
OR EQUAL
OR EQUAL
3 | FLUOR 94 | 120 | RECESS IN | 2x4 LAY-IN, 5" DEEP. SEMI-SPECULAR ALUMINUM PARABOLIC H.E. WILLIAMS, INC || COMPACT FLUOR | 35 | le0 | PENDENT ON 18" DIAMETER CYLINDER CAN DOWNLIGHT, ALUMINUM HOUSING GOTHAM ARCHITECTURAL DOWNLIGHTING;
2950 LUMENS CEIL GRID LOUVER WITH I8 CELLS, STEEL HOUSING ON BAKE WHITE HE3G-D24-332-36S-EB3-120 @ 2400 LUMENS STEM, FINISHED IN NATURAL ALUMINUM, CLEAR REFLECTOR, COMPACT CFV8-32TRT-6AR-120-DMHL-PM-DNA
18 30N NEMA "G ENAMEL FINISH. 2 ELECTRONIC BALLAST FOR BI-LEVEL o DENTIAL LIGHTING 390 TRPLE JB WITH BALL |'SE’ ELECTRONIC DIMMING BALLAST. PROVIDE 72'L x 3/8 STEM: CYS-72
3000K SWITCHING. R o ama N oy SWIVEL DIAMETER STEM AND CANOPY WITH 5° HANG STRAIGHT SWIVEL. RESCOLITE: CFaP-57 TEB-DM-CR_2
COVER ’ The State of California or Its officers or agents shall not be responsible
OR EQUAL OR EQUAL for the accuracy or completeness of electronic coples of this plan sheet.
2 FLUOR 62 | 120 RECESS IN 2x4 LAY-IN, 5" DEEP. ACRYLIC PRISMATIC LENS ON FLUSH H.E. WILLIAMS, INC - KENNEDY/JENKS CONSULTANTS SOLANO TRANSPORTATION
| cmmr ruon | 55 [0 | rass [ BETER TS K L e SRS MR | o CATECTn bOMIGTIG
T8 32W NEMA "G" ON BAKED WHITE ENAMEL FINISH, ONE ELECTRONIC BALLAST. 2400 LUMENS ’ ' SUITE 300 SOUTH ONE HARBOR CENTER, SUITE 130
PRUDENTIAL LIGHTING 300 TRIPLE TEMPERED PRISMATIC LENS SHIELDING.
3000K P-8624-2T8-PRA-SW-W-SC-120-X] UL LISTED FOR WET LOCATION. EXTERIOR FIXTURE. PRESCOLITE; LF8CFV-32-EB-8CFV-PL-TRG-B6 SAN FRANCISCO, CA 94960 SUISUN CITY, CA 94585
OR EQUAL OR EQUAL
| coveacT FLuor | 35 | 2o | RECESS 8" DIAMETER OPEN DOWNLIGHT, VERTICAL LAMP, CLEAR ALZAK GOTHAM ARCHITECTURAL DOWNLIGHTING | | COMPACT FLUOR | 35 | 120 | WALL EXTERIOR FIXTURE, QUARTER SPHERE SCONCE FINISHED IN DARK | LITHONIA LIGHTING;
2400 LUMENS REFLECTOR, HI-LUME ELECTRONIC DIMMING BALLAST. AFV-32TRT-8AR-120-DMHL-WLP @ 2400 LUMENS BRONZE, SINGLE PIECE DIE-CAST ALUMINUM HOUSING AND DOOR | WSQ-32TRT-FT-I20-SF-LPI-DDBT
320 TRPLE PROVIDE RED FILTER COLOR LENSES. 32W TRIPLE FRAME, IMPACT RESISTANT TEMPERED GLASS LENS, DOOR
PRESCOLITE; LF8CFV-32-EB-DM-8CFV GASKETED, ONE ELECTRONIC BALLAST. HUBBELL LIGHTING; BWDIS-2PLC26
OR EQUAL UL LISTED FOR WET LOCATION. OR EQUAL
| FLuoR 32 | o | SURFACE FOR SMALL COVE MOUNT. 4 FOOT OPEN STRIPLIGHT WITH WINONA LIGHTING; PI-SC-148T8-120-SCVU-RA
| | FLUOR 32 | 120 | RECESS IN | Ix4, BAKED WHITE ENAMEL FINISH, FLUSH ALUMINUM DOOR, H.E. WILLIAMS, INC 2950 LUMENS SPECULAR REFLECTOR. STEEL BOX CONSTRUCTION ON WHITE
2950 LUMENS DRYWALL SPRING LATCHES, HINGED SIDE, GASKETED DOOR, ACRYLIC EPF-SI4-132-RAI2125-EBI-I20 18 32W BAKED ENAMEL FINISHED. ONE ELECTRONIC HPF BALLAST. ALERA LIGHTING; PICIT8-EB8-120
P-8604-IT8-PI9A-SW-W-SC-I120-X]
OR EQUAL 2| FLUOR 62 | 120 | SURFACE  |3'x4°x36" INDUSTRIAL FIXTURE, LAMP IN TANDEM, ENCLOSED PARAMOUNT INDUSTRIES, INC
@ 2950 LUMENS AND GASKETED, 304 STAINLESS STEEL OUTER CHANNEL, 02-T2-32-4-S2-E0/M3-120
2| FLUOR 62 | 120 | RECESS IN | Ix4, BAKED WHITE ENAMEL FINISH, FLUSH ALUMINUM DOOR, H.E. WILLIAMS, INC T8 32W PRISMATIC_ ACRYLIC LENS, ONE_LOW TEMPERATURE ELECTRONIC
2950 LUMENS DRYWALL SPRING LATCHES, HINGED SIDE, GASKETED DOOR, ACRYLIC EPF-SI4-232-RAI2I25-EB2-120 4100K E%Eﬁ\m& ML(')SULF}?NGFOBRRXVCE}JETLOCAT'ON- PROVIDE STAINLESS | DURAY FLUORESCENT MANUFACTURERING CO;
T8 32W NEMA "F" PRISMATIC LENS, ONE ELECTRONIC BALLAST. - OLII32CW
300 PRUDENTIAL LIGHTING
P-8604-2T8-PI9A-SW-W-SC-120-XI OR EQUAL
OR EQUAL
— | | METAL HALIDE 68 | 120 | RECESS IN  |CAST ALUMINUM FACE AND BACK HOUSING, TEMPERED FROSTED | DEVINE DESIGN; LMS200-50MH-I20-DBZ-CP
|| FLUOR 32 | 20 | WALL 4"x5"x48"L, A NARROW WRAP-AROUND HI-IMPACT ACRYLIC LENS | PRUDENTIAL LIGHTING 3400 LUMENS CONCRETE GLASS LENS, HPF BALLAST, DARK BRONZE FINISH FACE PLATE,
2950 LUMENS PATTERN 12, DIE-FORMED STEEL HOUSING ON BAKED WHITE P-1220-1T8-04-HPRA-YGW-I20-SUR 50 WATTS WALL UL LISTED FOR WET LOCATION. COLE LIGHTING; 3100-EB-B-W
T8 32W ENAMEL FINISH, ONE ELECTRONIC BALLAST, UL LISTED FOR EDI7 MED
oy DAMP LOCATION. H.E. WILLIAMS, INC; 20-4-132-A-EBI OR EQUAL
OR EQUAL ' | METAL HALIDE 86 | o | Recess 10" DIAMETER DOWNLIGHT, HORIZINTAL LAMP, CLEAR REFLECTOR GOTHAM ARCHITECTURAL DOWNLIGHTING;
@ 70 WATTS WITH ONE ELECTRONIC BALLAST. STEPPED BLACK BAFFLE DOOR | LGHZ-7OM-IOSB-T73-I20
| covenct Fuor | 35 | 2o | Recess 8" DIAMETER OPEN DOWNLIGHT, VERTICAL LAMP, CLEAR ALZAK | GOTHAM ARCHITECTURAL DOWNLIGHTING 5600 LUMENS o 1 TEMPERED PRISMATIC LENS. UL LISTED FOR-WET 1 pathway LiGHTING
@ 2400 LUMENS REFLECTOR, ONE ELECTRONIC BALLAST. AFV-32TRT-8AR-120-GEBIO-WLP EDI7 MED - ASIOMHTOC-1/ABPLHRIOSCL /BL
32W TRIPLE PRESCOLITE; LF8CFV-32-EB-8CFV OR EQUAL
OR EQUAL || FLUOR 32 | 120 EERE%E OR |4 FOOT OPEN STRIPLIGHT WITH WIRE GUARD. STEEL BOX PRUDENTIAL LIGHTING;
’ 2950 LUMENS CONSTRUCTION WITH WHITE BAKED ENAMEL FINISHED. PIOI-WG-IT8-04-BWE-I20
| compact FLuor | 35 | 120 | Recess 8" DIAMETER OPEN DOWNLIGHT, VERTICAL LAMP, CLEAR GOTHAM ARCHITECTURAL DOWNLIGHTING @
2400 LUMENS REFLECTOR, HI-LUME ELECTRONIC DIMMING BALLAST. AFV-32TRT-8AR-I20-DMHL-WLP 18 SoW ONE ELECTRONIC BALLAST. UL LISTED FOR DAMP LOCATION. LITHONIA  LIGHTING;
32W TRIPLE PRESCOLITE; LF8CFV-32-EB-DM-8CFV o N 32-120-GEBIO
' OR EQUAL
OR EQUAL
— 2 | FLUOR 64 | 120 | PENDENT OR |4 FOOT OPEN STRIPLIGHT WITH WIRE GUARD. STEEL BOX PRUDENTIAL LIGHTING;
| | FLUOR 32 | 120 | SURFACE OR | ©"x48" WRAPAROUND WITH HI-IMPACT ACRYLIC LENS PATTERN | PRUDENTIAL LIGHTING 2950 LUMENS SURFACE CONSTRUCTION WITH WHITE BAKED ENAMEL FINISHED. ONE PI22-WG-2T8-04-BWE-SC-120
2950 LUMENS PENDENT |2. DIE-FORMED STEEL HOUSING IN BAKED WHITE ENAMEL F|N|SH. P-1600-1-1T8-04-HPRA-YGW-SC-I20-RSE-GL T8 32W ELECTRONIC BALLAST. UL LISTED FOR DAMP LOCATION.
@ T8 30W SPRING LOADED BARREL LATCHES, ONE ELECTRONIC BALLAST, 4100K LITHONIA LIGHTING;
3000K UL LISTED FOR DAMP LOCATION. H.E. WILLIAMS, INC; 20-4-132-A-EBI UN-2-32-120-GEBIOIS
OR EQUAL OR EQUAL
2 | FLUOR 62 | 20 | SURFACE OR | x4 WRAPAROUND WITH HI-IMPACT ACRYLIC LENS PATTERN 12, | PRUDENTIAL LIGHTING | | COMPACT FLUOR | 45 | 120 | RECESS IN  |ROUND FIBERGLASS POLYSTER HOUSING. LENS: CLEAR CONVEX, LIGHTOLIER;
2950 LUMENS PENDENT DIE-FORMED STEEL HOUSING IN BAKED WHITE ENAMEL FINISH, P-1600-2-2T8-04-HPRA-YGW-SC-120-RSE-GL @ 3200 LUMENS CONCRETE TEMPERED SODA-LIME GLASS FOR HI-IMPACT. GASKETED SEAL, AGO3-SS-FL-42PLT-120-CPAGO2
T8 32W SPRING LOADED BARREL LATCHES, ONE ELECTRONIC BALLAST, | L& WILLIAMS. INC: 35-4-232-ID-EB2-120 42W TRIPLE WALL ONE ELECTRONIC BALLAST, TRIM FINISHED IN STAINLESS STEEL, | | UMASCAPE; LS343-262-X-I-82-XL-27-N-4
3000K UL LISTED FOR DAMP LOCATION. oL v [NV COLOR TEMP UL LISTED FOR WET LOCATION. PROVIDE PVC CONCRETE POUR R EQUAL
KIT.
OR EQUAL 3000K
|| FLUOR 32 | po | SURFACE INSTITUTIONAL HI-ABUSE FIXTURE, ONE PIECE WRAPAROUND KENALL; N548-C-I-32-EB-120 | | HALOGEN 50 | 120 | RECESS IN UP-LIGHTING VEHICLE UNDERCARRIAGES. HIGH STATIC LOAD TRAFFIC SAFETY CORP; FI-TS300 C50
@ 2950 LUMENS H-MPACT CLEAR PRISMATIC LENS, GASKETED, STEEL HOUSING | | oo i vl oo ivo oo @ 50 WATTS CONCRETE RATING OF 44,000 Ib. TOP BODY CASTING IN YELLOW,
T8 32W FINISHED IN GLOSS WHITE, ONE ELECTRONIC BALLAST, UL ' MRI6 FLOOR CORROSION RESISTANT ALUMINUM BODY HOUSING, SEALED FLIGHT LIGHT INC: 80-ZA292A C50
3000K LISTED FOR WET LOCATION. OR EQUAL GASKETED, STAINLESS STEEL HARDWARE, CLEAR PRISM DOME
LENS SHALL BE MOLDED OPTICAL GRADE GLASS, PROVIDE
2 | FLUOR 62 | 120 | SURFACE INSTITUTIONAL HI-ABUSE FIXTURE, ONE PIECE WRAPAROUND KENALL; N548-C-2-32-EB-I20 MOUNTING BASE OF HIGH STRENGTH STEEL PER MFR. OR EQUAL
@ 2950 LUMENS HI-IMPACT CLEAR PRISMATIC LENS, GASKETED, STEEL HOUSING LITHONIA. LIGHTING VSL-2-32-MVOLT-DL
T8 32W FINISHED IN GLOSS WHITE, ONE ELECTRONIC BALLAST, UL - | | METAL HALIDE 68 | 120 | SURFACE ON | MICRO FLOOD LIGHT. DIE-CAST ALUMINUM HOUSING, BLACK LIGHTOLIER; AF04-BK-50H-E
3000K LISTED FOR WET LOCATION. OR EQUAL @ 50 WATTS JB POWDER COATED FINISHED, ALUMINUM DIE-CAST DOOR FRAME
3400 LUMENS WITH CLEAR TEMPERED GLASS LENS, SILICONE GASKET ON LITHONIA" LIGHTING; ASFI-50M-MDF
3 | FLUOR 92 | 1o SURFACE Ix4 INDUSTRIAL FIXTURE, ENCLOSED AND GASKETED STRIP H.E. WILLIAMS, INC EDIT MED DOOR, ONE ELECTRONIC BALLAST. OR EQUAL
INSIDE A FIBERGLASS HOUSING, HI-IMPACT CLEAR ACRYLIC LENS | 92-4-332-A-SS LATCH-EB2-120
2950 LUMENS ;
@ T8 3oW SECURED BY STAINLESS STEEL LATCHES, ONE ELECTRONIC - | SELF LUMINOUS - |- WALL OR EXIT SIGN, NO POWER SOURCE REQUIRED. ALUMINUM HOUSING, HOLOPHANE; LSLE-T-20-A-A-GR-S-U
BALLAST, UL LISTED FOR WET LOCATION. PRUDENTIAL LIGHTING PENDANT FIELD SELECTABLE ARROW CONFIGURATION, GREEN LETTERS. SKYLINE LIGHTING INC; SXU-I-G-C-20
3000K P-5360-3T8-04-PA-SC-120 @ PROVIDE PENDANT MOUNTING KIT AS SHOWN ON DRAWING. S
UL LISTED FOR 20 YEARS WARRANTY. NO EQUAL
OR EQUAL
2 | INCAND 75 | 120 | SURFACE INDUSTRIAL, 6 VOLT SEALED PURE LEAD BATTERY, HEAVY DUAL-LITE; AS-80-BC
| METAL HALIDE 294 | 120 PENDENT INDUSTRIAL FIXTURE, OPTICAL ASSEMBLY SHALL CONSIST OF HOLOPHANE (INDOOR REFRACTOPACK V) @ 1.2 WATT STEEL HOUSING, AUTO SCR SOLID-STATE CHARGER & AUTO
250 WATTS AN ENCLOSED PRISMATITE GLASS REFLECTOR WHICH IS IR-25L MH-I2-Q-SQ-ER-CDP-L5-I5-3-PFI2l SEALED BEAM TRANSFER CIRCUIT, DUAL HEAD ASSEMBLY, TEST SWITCH, AND | HOLOPHANE; DMe-C-28-5-XX-2 |
20,500 LUMENS ATTACHED TO AN INTEGRAL BALLAST HOUSING, SUPPORTED BY CHARGE RATE IS INDICATED BY A PILOT LIGHT. OR EQUAL | AT ST
£D28 MOG HOOKS AND ASSEMBLY. INCLUDES EMERGENCY HALOGEN LAMP ‘
FOR TEMPORARY POWER FAILURE. PROVIDE POWER CORD AND HUBBELL LIGHTING; TRIBAY REMOTE SERIES 2 | FLUOR 62 |120 | PENDENT 4'-0" LINFAR DIRECT/INDIRECT FIXTURE WITH RADIAL FOCAL POINT;
NEMA PLUG CONNECTION. CH-SW, CH-25-H-I-M-R0-QSS, R0O-25-M-SW @ 2350 LUMENS PARABOLIC LOUVER WITH 10% UPLIGHT, 807% DOWN LIGHT. ONE FV3S-DRI-ST8-IC-120-E-C96-1835-TS-4’
ggogﬁw PIECE STEEL HOUSING FINISHED IN TITANIUM SILVER AND WITH | PEERLESS; _—
OR EQUAL 2 DIE-CAST 5" ENDCAP. PROVIDE CABLE SUSPENSION AND CUT | PRM4-2-32-4F T-GEB-SCT-LP735-F2-XX" .
TO SUIT, MOUNT ON JB IN CEILING, IELECTRONIC BALLAST. OR EQUAL
CHECKED BRIDGE NO. SHEET
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QUANTITIES T WAKIM DEPARTMENT OF TRANSPORTATION WASTEWATER DESIGN 14.8 CVEF
40a535weee4-06.dgn ORIGINAL SCALE IN INCHES CU 04264 DISREGARD PRINTS BEARING REVISION DATES (PRELIMINARY STAGE ONLY SHEET| OF
DOES SD imperial Rev. /07 18-MAY-2011 18:03 FOR REDUCED PLANS EA OA5351 EARLIER REVISION DATES — 10"(&]0 ,‘4@0 b5 OMEHAIJOS/OZ/H

40a535weee4-06.dgn

18:03

18-MAY-2011



POST MILES
COUNTY ROUTE TOTAL PROJECT

[1.8/L2.0,
04] >ol 112,80 | 133,15.7

STEEL ROOF DECKING WASHER & NUT (TYP) SECTION) WITH ANCHOR BOLTS

/_I@ SIZED PER ANCHORAGH}B%N\
] 4

[
U-CHANNEL —~ EQUIPMENT -
U-CHANNEL NUT 178" AR SPACE

3/8"s ROD PROVIDED AS REQUIRED TO CoNDUERT GROUTOING

SUPPORT U-CHANNEL AT [2"INTERVALS —= NEC OR CONDUIT

HALF SLOT U-CHANNEL 4 HEX HEAD cap | SCHEDULE AS

-5/8" x |1-5/8" x 12 GAGE APPLICABLE
WITH 9/16" x I-1/8" SLOTS HOLE SCREW WITH WASHER

IfBOTTOM OF I/4"* HEX HEAD CAP SCREW WITH ANGLE BRACKET (2 PER -

W W 05/02/11

REGISTERED ELECTRICAL ENGINEER DATE

ASSEMBLY KENNEDY /JENKS CONSULTANTS SOLANO TRANSPORTATION
303 SECOND STREET AUTHORITY
SUITE 300 SOUTH ONE HARBOR CENTER, SUITE 130

SAN FRANCISCO, CA 94960 SUISUN CITY, CA 94585

n & NUT (TYP) INSULATED  GND
HANGER ANCHOR BOLTS SIZED for the accuracy or completeness of electronic coples of this plan sheet.
e L

PER ANCHORAGE DESIGN
_\'\

(2 PER SECTION) SUPPLEMENTARY

ﬁ —
[~ [FLUORESCENT LIGHT FIXTURE ARACKET s 5 P o FQUIPMENT GROUNDING
7 1 1l CONC PAD — & CONDUCTOR - SIZE

|74"« LAG BOLT (TYP) // PER NEC; WITH

, #TAWG MIN
WALL AND/OR o N o CONDUIT 1 enp Rop
CEILING TRUSS

FIXTURE DETAIL SWITCHBOARD DETAIL @

NOT TO SCALE NOT TO SCALE

CABLE RACK AS REQUIRED — PLASTIC CIRCUIT TAG
PERMANENTLY MARKED

INTERIOR OF BLDG TRAFFIC COVER AS REQUIRED WITH CIRCUIT NAME FINISHED GRADE

polpolpo

Q%Q%Q % \ w
055053053
oUpolpo
QODQOC\P ~

05%ﬂ°/

t— COMPACTED FILL

__FINISHED GRADE

—— WARNING TAPE

CONDUlT BUSHlNG PLASTlC CABLE m;m"' “l IIIIIIIIIIII/IIIIIIIIII

TIE EVERY 6" (TYP) EXTENSION RING

FINISHED GRADE \ e
CABLE RACK INSULATOR L | CONDUIT
(3 PER HOOK) | BUSHING (TYP)
AS REQUIRED
CONDUIT (NUMBER

0" CABLE HOOK =z X,]  AS REQURED)
(2 PER RACK) doégggogggé“ % PULLING
AS REQUIRED g | Caen DEVICES (TYP)

Co VL35S

6" DIA SUMP —
() | '8" DEEP OF 374" PEA GRAVEL

O O=<— conpuITs

3 (TYP) N\ CONCRETE ENCASEMENT

NOTES:
l. ALL DIMENSIONS ARE MINIMUMS.
2. ADD 6" FOR RUNS BENEATH ROADS.

GRS/PVC COATED CONDUIT PVC CONDUIT

CONDUIT SECTION DETAIL
NOT TO SCALE

CONDUIT ROUTING DETAIL ) HANDHOLE DETAIL 4
NOT TO SCALE NOT TO SCALE

CAST IRON TRAFFIC COVER
EMBOSSED "GROUND ROD"

CAST IRON GRADE RING.
ADJUST TO FINISHED GRADE7 FINISHED GRADE —

PRECAST S
CONCRETE BOX

i/iw GAGE WIRE
(TYP 2)

LIGHT
FIXTURE

9" MIN. DIA.

GROUND CONNECTOR m

BARE COPPER
GROUNDING

CONDUCTOR ———— [ %%%
PEA GRAVEL——— ===l
COMPACTED EARTH == H:I|E”||:||E”|ﬁ|5” os

PLAN VIEW

BOTTOM OF |
STEEL ROOF |/74"* HEX HEAD CAP SCREW

DECKING WITH WASHER & NUT (TYP)

B , , Ve

]
SWIVEL N S 4 FULL TURN
HANGER U-CHANNEL MIN. (TYP)

(TYP)

— = — |2 GAGE WIRE
I GENTERATION STaMP | 2 ) ) MIN. (TYF)
| V. OF THE STATE ARCHITECT | LIGHT FIXTURE

!

CONDUIT ———
GROUND ROD 3/4”X|O’Ua
COPPER-CLAD STEEL

10-3/8"
MIN. DIA.

GROUND ROD BOX DETAIL
NOT TO SCALE

FIXTURE MOUNTING DETAIL =
NOT TO SCALE

DESIGN , CHECKEDT CWAKIM PREPARED FOR THE DIVISION OF ENGINEERING SERVICES ;F;I\;;EOS?'R EASTBOUND CORDELIA CVEF SHEET
CHECKED - -
DETAILS . T. WAKIM STATE QF CAE.EFQRE“A ELECTRICAL MEAE]EANICAL WATER POST MILE EE5-1
oumtiTies |° N WAKIM DEPARTMENT OF TRANSPORTATION WASTEWATER DESIGN 14.8 CVEF DETAILS NO. |
40a535weeeb5-01.dgn ORIGINAL SCALE IN INCHES CU 04264 DISREGARD PRINTS BEARING REVISION DATES (PRELIMINARY STAGE ONLY SHEET| OF
DOES SD imperial Rev. /07  18-MAY-2011 18:03 FOR REDUCED PLANS 0 EA OQA5351 EARLIER REVISION DATES ——= |10:34708)03/22710]05.06710|0p/23710[1 12zt /0011

40a535weeeb5-01.dgn

18:03

18-MAY-2011



COUNTY ROUTE TOTAL PROJECT :
/ L1.8/L2.0,
: s R m— O4] >of | 12,80 | 133/15.7
/ LT PIT_COVER R I :
- Rt vl ”7725;?g7/-é{/éz/éiﬁﬁyk\_ 05/02/11 -
/,: 1 . PIT LIGHT FIXTURE oo REGlSTEREDVELECTRl(:AL ENGINEER DATE
NUMBER SIGN 11 o _ __:_\\‘Z:ﬂ e
AL | FIXTURE ON 2 e L
5 W [ DUPLEX RECEPTACLE Tae
k MCCESS DOOR e HORIZONTAL MOUNTED — " | | -~ -
- (WITH WP COVER) L
3-WAY SWITCH FOR BRAKE KENNEDY/JENKS CONSULTANTS SOLANO TRANSPORTATION
/ ol - T 303 SECOND STREET AUTHORITY
Y o éBSEIRE)D LIGHT (WITH WP o - SUITE 300 SOUTH ONE HARBOR CENTER, SUITE 130
S SAN FRANCISCO, CA 94960 SUISUN CITY, CA 94585
| e PIT_FLOOR HERNE ™ S
SIGN LIGHTING DETAIL PIT LIGHTING
NOT TO SCALE NOT TO SCALE | | . G|
% JB WITH BALL SWIVEL COVER
PAINT OUTLET BOX TO MATCH
ARCHITECTURE
COLOR CEILING
—-——3/8" x 6'-0" STEM
PAINT STEM TO MATCH ARCHITECTURE
COLOR CEILING
Ii* LIGHT
I FIXTURE STRUCTURAL BEAM
APPROX 10'-0" — CONDUIT BEAM CLAMP
3/8"« ROD REQUIRED
T JUNCTION BOX AT 12 FT INTERVALS
| FLOOR
METAL RACEWAY CHANNEL
KNOCK-OUT TYPE
FIXTURE MOUNTING DETAIL /2" x 17/8" x 12 GA CLOSURE STRIP
NOT TO SCALE <:§:>
NIPPLE/HANGER ’) LAY-IN CHANNEL
ADAPTER HANGER
HODK/LOOP - RACEWAY OUTLET
. . - CORD AND PLUG
HID 21. 75" FIXTURE HEIGHT (MAX)
FIXTURE
N |
1
CERTECATION oo |
ElY. OF THE STATE ARCHITECY
TOWARD WALL 0111764 |
SUSPENDED METAL CEILING T i —
I6’-6" ABOVE FINISH FLOOR
FIXTURE MOUNTING DETAIL 4 FIXTURE MOUNTING DETAIL |
NOT TO SCALE NOT TO SCALE
DESIGN CHECKED BRIDGE NO. SHEET
. . WAKIM PREPARED FOR THE DIVISION OF ENGINEERING SERVICES >3IWO00 IR EASTBOUND CORDELIA CVEF
CHECKED - -
serais |y, _wakiv_ |STATE OF CALIFORNIA |ELECTRICAL-MECHANICAL-WATER | EE5-2
auTiTies |° g D WAKIM DEPARTMENT OF TRANSPORTATION WASTEWATER DESIGN 14.8 CVEF DETAILS NO. 2
40a535weeeb-02.dgn ORIGINAL SCALE IN INCHES CU 04264 DISREGARD PRINTS BEARING REVISION DATES (PRELIMINARY STAGE ONLY SHEET| OF
DOES SD Imperial Rev. /07 18-MAY-2011 18:03 FOR REDUCED PLANS 0 EA OA5351 EARLIER REVISION DATES ——= |10:34708)03/22710]05.06710|0p/23710[1 12zt /0011
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POST MILES
COUNTY ROUTE TOTAL PROJECT

L1.8/L2.0,
13.3/15.7¢

04 Sol 12,80

W W 05/02/11

REGISTERED ELECTRICAL ENGINEER DATE

KENNEDY /JENKS CONSULTANTS SOLANO TRANSPORTATION

303 SECOND STREET AUTHORITY
FLASHING INDICATOR SUITE 300 SOUTH ONE HARBOR CENTER, SUITE 130
TYPICAL PER BAY 3,4,5,6,7 (2) O / LIGHT WITH COLOR LENS . SAN FRANCISCO, CA 94960 SUISUN CITY, CA 94585
A ) [ i
FLASHING INDICATOR NAMEPLATE (TYP) —= BAY 2 BAY |
LIGHT WITH COLOR LENS
- INDICATOR LIGHT WITH
cRORC RO mE I S E EBE BEE E
COLOR LENS (TYP)
STOP STOP STOP “/////,______ ESCUTCHEON PLATE STOP STOP STOP STOP STOP
OV (0 OP {0 OP L WITH 3 DESCRIPTION —OV 0 Op" L0 OPF N OP P 0
@ @ @ (TYP) @ @ @ @ ® SELECTOR SWITCH (TYP)
_ PIT COVER ENTRANCE DOOR EXIT DOOR |~ NAMEPLATE (TYP) - PIT COVER ENTRANCE DOOR 2 EXIT DOOR 2 ENTRANCE DOOR | EXIT DOOR | _
L ESCUTCHEON PLATE

WITH 2 DESCRIPTION —__

@ @ SELECTOR SWITCH (TYP) ® @ @ @

PIT LIGHTS INSPECTION BAY PIT LIGHTS INSPECTION BAY FLOOR LIGHTS INSPECTION BAY
EXHAUST FAN [~ NAMEPLATE (TYP) EXHAUST FAN EXHAUST FAN
" D D D D D D |
— |6” - - 24” _
TOP COVER VIEW TOP COVER VIEW

CONTINUOUS HINGE
; NOTES:

@ CONSOLE; NEMA TYPE 12, 14 GAUGE STEEL. ANSI6lGRAY
POWDER COATED FINISH.

TOP COVER (SEE TOP COVER VIEW
ABOVE) @ CONSOLE; NEMA TYPE 12, 14 GAUGE STEEL. ANSI6|GRAY
POWDER COATED FINISH.
>
S
o |~ CAPTIVATED SCREWS
T
o
al
|
10.9]"
PANEL DETAIL m SIDE VIEW I
' e 18357 44

SCALE: 6"= I"-0" EE2-4, EE2-5, EE2-]l EE2-10

DESIGN , CHECKEDT CWAKIM PREPARED FOR THE DIVISION OF ENGINEERING SERVICES ;F;IVESEO(,;?-R EASTBOUND CORDELIA CVEF SHEET
CHECKED - -
DETAILS . T. WAKIM STATE QF CAE.EFQRE“A ELECTRICAL MEAE]EANICAL WATER POST MILE EE5-3
QUANTITIES | |y | D WAKIM DEPARTMENT OF TRANSPORTATION WASTEWATER DESIGN 14.8 CVEF DETALLS NO. 3
40a535weeeb-03.dgn ORIGINAL SCALE IN INCHES CU 04264 DISREGARD PRINTS BEARING REVISION DATES (PRELIMINARY STAGE ONLY SHEET| OF
DOES SD imperial Rev. /07  18-MAY-2011 18:03 FOR REDUCED PLANS 0 EA OQA5351 EARLIER REVISION DATES ——= |10:34708)03/22710]05.06710|0p/23710[1 12zt /0011
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POST MILES

COUNTY ROUTE TOTAL PROJECT
L1.8/L2.0,
] \ 04] >ol 112,80 | 133,15.7
20VAC L 20VAC N
STOP ‘
OPEN _ CLOSE WW 05/02/11
<;§;> ENTRANCE %egr}_g i <;§;> ENTRANCE REGBTERHY%IECTNCM_ENGWEER DATE
DOOR | —+— | DOOR
2 BN 2 BAY |
\CR/ NV
) OO A
YRy —, - v~ OPEN
%9/\ (] /\(_3/\ KENNEDY/JENKS CONSULTANTS SOLANO TRANSPORTATION
T R 303 SECOND STREET AUTHORITY
TRAFFIC SIGNAL — TRAFFIC SUITE 300 SOUTH ONE HARBOR CENTER, SUITE 130
/R} LIGHT (AT DOOR) —{R} = SIGNAL LIGHT 208/120V FROM PANEL SAN FRANCISCO, CA 94960 SUISUN CITY, CA 94585
zgz - Z@i (AT DOOR) / N
STOP | STOP | _ MOTOR STARTER (NEAR FAN)
OPEN _ CLOSE OPEN _ CLOSE
. 30 ),“q o 30 5y ¢
' ! R/ | | \CR ENTRANCE F—¥
|—I—| |—I—| DOOR l
PN @ BN @ BAY 2 20VAC
>10" STARTER
OPEN _ CLOSE -
\ N ., O o @ gy CLOSE o
l l \CR/ —., - v~ OPEN
| —+— . $EL
| =L /60 —— -
o \CR) ~ TRAFFIC
RO SIGNAL LIGHT
- (AT ENTRY
Tl DOOR)
R} STOP — — -
o (FLASHING LIGHT) OPEN ' CLOSE N
ol ’F"q—° | \CR PIT
TRAFFIC | —+— COVER
(R} SIGNAL LIGHT -1 /60 BAY 2
oy (AT EXIT R/ AT KIOSK
YL DOOR) STOP A
_ OPEN  CLOSE
2CR 4CR 6CR X ) o () YT DOOR
X X X Fr R/ Sy DIAGRAM | 1
CLOSE CLOSE CLOSE | —L_ /8 TYPICAL INSPECTION BAY EXHAUST FAN 7,8, 9,10, 1,12, I3
AR R/
ENTRANCE DOOR CONTROLS PIT COVER CONTROLS EXIT DOOR CONTROLS
N O O 7y CLOSE
@ LIMIT SWITCH OPEN WHEN DOOR IS BELOW 3 FEET. —, - ® OPEN (FLASHING LIGHT)
(2) LIMIT SWITCH CLOSES WHEN DOOR OPEN. - TRAFFIC
RO SIGNAL LIGHT
DIAGRAM | 3 LI (AT EXIT
TYPICAL INSPECTION BAY 3, 4,5, 6, T TP el DOOR)
CONTROLS, DOORS, TRAFFIC LIGHTS AND PIT COVER
OPEN' | CLOSE N ICR  2CR 3CR  4CR 5CR 6CR
L—+— Ay 2 OPEN |CLOSE OPEN |CLOSE OPEN |CLOSE
ENTRANCE DOOR BAY | ENTRANCE DOOR BAY 2 PIT COVER BAY 2
COMBINATION MOTOR STARTER AND DISCONNECT SW (ON WALL) CONTROLS CONTROLS CONTROLS
. 120VAC N NN O O [7yCLOSE
FAN MOTOR o— . _ S~ OPEN (FLASHING LIGHT) fCR 8CR LR I0CR
A — = (Y5 ! ! ! !
- I Sp— OPEN |CLOSE OPEN |CLOSE
B It o
ReT T ooNAL LIHT EXIT DOOR BAY | EXIT DOOR BAY 2
—{§ DO0R) CONTROLS CONTROLS
- - I DENTIECATION STAME |
E EHV. OF Thiz STATE ARCHITECT [
(1) LIMIT SWITCH OPEN WHEN DOOR IS BELOW 3 FEET. (PROVIDED WITH DOOR EQUIP)
DIAGRAM DIAGRAM | 2
(2) LIMIT SWITCH CLOSES WHEN DOOR OPEN. (PROVIDED WITH DOOR EQUIP)
TYPICAL PIT FAN INSPECTION BAY [AND 2

CONTROLS, DOORS, TRAFFIC LIGHTS AND PIT COVER

DESIGN , CHECKEDT CWAKIM PREPARED FOR THE DIVISION OF ENGINEERING SERVICES ;F;IVESEO(,;?-R EASTBOUND CORDELIA CVEF SHEET
CHECKED - -
DETAILS . T. WAKIM STATE QF CAE.EFQRE“A ELECTRICAL MEA%ISANICAL WATER POST MILE EE5-4
oumtiTies |° N WAKIM DEPARTMENT OF TRANSPORTATION WASTEWATER DESIGN 14.8 CVEF DIAGRAMS
40a535weeeb5-04.dgn ORIGINAL SCALE IN INCHES CU 04264 DISREGARD PRINTS BEARING REVISION DATES (PRELIMINARY STAGE ONLY SHEET| OF
DOES SD imperial Rev. /07 18-MAY-2011 18:04 FOR REDUCED PLANS 0 EA OA5351 EARLIER REVISION DATES — 10 Y 105/02/11
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COUNTY ROUTE COST MLES

TOTAL PROJECT

[1.8/L2.0,
04] >ol 112,80 | 133,15.7
HEAT DUCT
DETECTOR (TYP) ’
) & & & e & g WS o501
ROOM 30 ROOM 36 ROOM |4 ROOM 5 ROOM 9 REG|STERED(/ELECTR|CAL ENGINEER DATE
SMOKE DUCT 3/4'C-2%14 (TYP)

DETECTOR (TYP) 1611
@ @ @ @ v <S> PLANS APPROVAL DATE

ROOM 30 ROOM 36 ROOM 14 ROOM 5 ROOM 9 The State of California or Its officers or agents shall not be responsible
for the accuracy or completeness of electronic coples of this plan sheet.

KENNEDY /JENKS CONSULTANTS SOLANO TRANSPORTATION

303 SECOND STREET AUTHORITY
J J J J J SUITE 300 SOUTH ONE HARBOR CENTER, SUITE 130
SMOKE +— 3/4"C-4#|4 SAN FRANCISCO, CA 94960 SUISUN CITY, CA 94585
DAMPERS (TYP)
(TYP)
SD-| SD-2 SD-3 SD-4 SD-5
ROOM 31-34 ROOM 29-23 ROOM 24-23 ROOM 10-16 ROOM 10-16
24 v VAV-I VAV-2 VAV-3 VAV-4 VAV-5 VAV-6 VAV-T VAV-8 VAV-9 VAV-I0 VAV-I| VAV-I2 VAV-I13 > VAV-I14
VARIABLE AR
VOLUME (TYP) —3/4"C-4%14 (TYP)
24V

J J J J J J J J J

THERMOSTAT(B CB (5 CB CB e) 83 a) GS——Vz“cayﬂ6(TYP)

TEMPERATURE (TYP)

Val

CONTROL ROOM 27 ROOM 25 ROOM 33 ROOM 22 ROOM 24 ROOM 23 ROOM 20 ROOM 19 ROOM 18
PANEL g\
J J J J J J J J J J
$—1/2"C-3*I6 (TYP)
THERMOSTAT Q)
(TYP) ROOM |l ROOM 10 ROOM 16 ROOM 5 ROOM 20 ROOM 9 ROOM 36 ROOM 36 ROOM ROOM 14
?

(0.) (0.) (0.) (0.) o (o

NG NG NG 2/ &/ <::£>

ROOM 27 ROOM || ROOM 10 ROOM 5 ROOM 2 ROOM 9

L 3/4"C-SPECIAL CABLE
(TYP) <:>
24 V BP-| BP-2 BP-3 > | Bp-4
BYPASS DAMPER
(TYP) L 3/4"C-4%|4 (TYP)
——<:> TYP FOR ALL | W.w; oy |
! NOTES:
MODULATING CONTROL VALVES AT INSPECTION BAY (TYP 6) "
(:) COORDINATE WIRING REQUIREMENTS WITH HVAC MFR.
ALARM .
PROVIDE CABLE AS REQUIRED
FACP <:> BY CO MONITOR MANUFACTURER.
——3/4"C-4%|4
(:) ALL CONDUITS SHALL BE 3/4" MINMUM. LARGER CONDUITS
(20 V

SHALL BE PROVIDED AS REQUIRED BY MFR. COORDINATE
WIRING WITH MFR.

I ENTEDATION §

- # STAME £
PoLHY.OF Thi STATE ARCHITECT ¢

DESIGN . T WAKIM PREPARED FOR THE DIVISION OF ENGINEERING SERVICES ;F;IVESEO(,;?-R EASTBOUND CORDELIA CVEF SHEET S

CHECKED - - -

DETAILS . T. WAKIM STATE OF CALIFORNIA ELECTRICAL MEAEEANICAL WATER I osr e CLIMATE CONTROLS EES-5 |5

QUANTITIES |° | . e WAKIM DEPARTMENT OF TRANSPORTATION WASTEWATER DESIGN 14.8 CVEF CONDUIT AND WIRING DIAGRAM ¥

40a535weeeb5-05.dgn ORIGINAL SCALE IN INCHES CU 04264 DISREGARD PRINTS BEARING REVISION DATES (PRELIMINARY STAGE ONLY SHEET| OF J=
DOES SD Imperial Rev. /07 19-MAY-2011 07:51 FOR REDUCED PLANS 0 EA OA5351 EARLIER REVISION DATES ——= |10:34708)03/22710]05.06710|0p/23710[1 12zt /0011 >
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POST MILES
TOTAL PROJECT

L1.8/L2.0,
13.3/15.7¢

TOTAL
SHEETS

NOTES:

1. DRILL AND WELD 15" COUPLING, 04
STUD AND TYPE LB CONDUIT BODY

0 CMS{F

|

|

COUNTY

Sol

ROUTE

12,80

SUITABLE FOR WIRE PULLING SIMILAR
TO SPEAKER MOUNTING DETAILS ON SHEET ES1-4.

é (CC o5/02/11

CMS PANEL
2. MAXIMUM SIGN WEIGHT 650 POUNDS EACH. SEE NOTE 2 e
3. SEE SHEET ES1-4 FOR CCTV o
CAMERA AND RECEIVER MOUNTING DETAILS. 9°-10
4, FOR ADDITIONAL OVERHEAD SIGNS
SEE ROADWAY SIGN PLAN S-SHEETS. SEE NOTE 1 5-16-11
PLANS APPROVAL DATE
The State of Callfornia or Its officers or agents shall not be responsible
| for the accuracy or complefeness of electronic copies of this plan sheet.
S T A \( S T R A I G H T - WMH CORPORATION SOLANO TRANSPORTATION
| < 555 12+h Street AUTHORITY
=== - - - - - - - - - - ~ Suite 1900 ONE HARBOR CENTER, SUITE 130
USE  |IANE ) > Oakland, CA 94607 SUISUN CITY, CA 94585
—— |
HANDHOLE
‘ I
DETAIL 1
Le post ¢ CMs— ¢ CMS-4 & POST
| |
| | ,
3 17’ L 12 L 21
| | |
| |
| i SEE DETAIL 1
| | (Typ)
| |
|
o STAY STRAIGHT MERGE LEFT - B ~
A USE LANE D USE LANE E L POST
LANE CLOSED LANE CLOSED
MERGE RIGHT MERGE LEFT S32
TUBULAR POST
MESSAGE No. 1 MESSAGE No. 2 TYPE V VERTICAL PQSTA\j;//
|
STAY STRAIGHT STAY STRAIGHT (e = —
USE LANE D USE LANE B iJ = N
MESSAGE No. 3 MESSAGE No. 4 w .g o
T "D1" LINE i
STAY STRAIGHT STAY STRAIGHT 'y
USE LANE E USE LANE C | | @
MESSAGE No. 5 MESSAGE No. 6 BOTTOM OF BASE cp , , cp
ELEVATION =38.1 & 4 24 ETW 8 7 || ' ——BOTTOM OF BASE P
D o ELEVATION =39.1
BASE E AND 1 l<— HANDHOLE
MERGE RIGHT MERGE LEFT ANCHORAGE DETAIL _E ! i_
USE LANE B USE LANE D /

MESSAGE No. 7

MESSAGE No. 8

MERGE RIGHT

MERGE LEFT

USE LANE C

USE LANE E

MESSAGE No. 9

MESSAGE No. 10

MERGE RIGHT

MERGE LEFT

LANE CLOSED

LANE CLOSED

MESSAGE No. 11

MESSAGE No. 12

MESSAGES

&> cus

U /4

<[> ELEVATION

"D1" LINE 90+00

CIDH PILE
ROUND PILE PEDESTAL

ELECTRICAL CONDUIT TO PULL BOX

CALIFORNIA STATE FIRE MARSHAL
APPROVED

Approval of this plan does not cuthorize or epprove
any omissicn or deviation |

Reviewed Dy._Tpissde o orn buide
Hans Henneberque
Senior Deputy State Fire Marshal

IDENTIEJCATION STAMP
DIV. OF THE STATE ARCHITECT

02 1117 44

Acxﬁﬁ«ffm,s ~ 85

DATE e~ B4y

13:43

24-MAY-2011

NO SCALE
DESIGN  |BERNARD ENRILE SEAN CHARLES PREPARED FOR THE DIVISION OF ENGINEERING SERVICES BS;SV%EOSF EASTBOUND CORDELIA CVEF SHEET
ETAILS  |BFRNARD ENRILE  |SEAN CHARLES STATE OF CALIFORNIA ARCHITECTURAL PoST WILE ES1-1
ausnTITIES |[BERNARD ENRILE SR CHARLES DEPARTMENT OF TRANSPORTATION STRUCTURAL DESIGN 4.8 CVEF OVERHEAD SIGN STRUCTURE D
40a535wekES1-01.dgn ORIGINAL SCALE IN INCHES CU 04264 DISREGARD PRINTS BEARING REVISION DATES (PRELIMINARY STAGE ONLY SHEET| OF
DS 0SD imperialRev.10/07  24-MAY-2011 13:43 FOR REDUCED PLANS EA OA5351 EARLIER REVISION DATES —» 7/ 105/02/11

40a535weES1-01.dgn



COUNTY ROUTE POST MILES TOTAL

TOTAL PROJECT .| SHEETS
L1.8/L2.0,
¢ SIGN —o 04 >ol 112,80 1 433,957
> -0 5 (E2C o501
SEE NOTE 2 REGISTERED CIVIL ENGINEER  DATE

SEE NOTE 1

5-16-11
PLANS APPROVAL DATE

o 3 5 10 The State of California or Its officers or agents shall not be responsible
- - — R for the accuracy or complefeness of electronic copies of this plan sheet.
M

(] LANED

O WMH CORPORATION SOLANO TRANSPORTATION
__ <L O MPH MESSAGE No. 1 MESSAGE No. 2 MESSAGE No. 3 WIVH - CORPORATION SOLANO TP
| Suite 1900 ONE HARBOR CENTER, SUITE 130
Oakland, CA 240607 SUISUN CITY, CA 94585
1 9 9
HANDHOLE // <§§§ $ 20 23
CMS PANEL

MESSAGE No. 4 MESSAGE No. 5 MESSAGE No. ©

\SIGNAL HEAD

30
&
WSV MESSAGE No. 7

CONCRETE BARRIER

sl es ~ 55—
DATE__ =~ 8.1y
>— (TYPE 60R MOD) W @CIDH PILE
| | ROUND PILE PEDESTAL
@ ELEVATION

@ CMS MESSAGES
| | | | |
¢ POST— ¢ SIGN— ¢ SIGN-—< ¢ SIGN— ¢ SIGN— ¢ SIGN—< o ¢ POST
| | | | |
9’ B 16’ B 21’ 0 18’ 0 21’ B 15’ X
!SEE NoTE | SeE NOTE ! >Ek NOTE 1 ! SEE NOTE 1 | CALIFORNIA STATE FIRE MARSHAL )
ICCTV (Typ) | | | | APPROVED
|SEE NOTE 3 | | | | Approval of this plon does not authorize or epprove
| ' | any omission or deviation from ¢ jom
! | l l l }ions. Finc; apprcvei is subject to i n
| | | | | e set of approved plans shall be avaiiable on the
LANE E LANE D LANE C LANE B LANE A project site at al times. .
¢ POST - | \ N — 4| PERMIT LOADS [ - - - Reioned by s oo dor 9/’.;;
g ueH Lo WP Vg WP 00 uPH SEIVPH ~ fiaew—
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/ SEE DETAIL 2 \ TYPE V VERTICAL POSTi\t- )
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— | - _
T = ~
o 0 o~
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1.5 "D1" LINE
— ETW i ETW ES @
: | ' BOTTOM OF BASE R
| , , , | ELEVATION=33.5
BOTTOM OF BASE R 18.9" . 8.5 7 32 4 16 4’ J45,2’ <— HANDHOLE
ELEVATION=35.2 i 'r OV o N T or
d N W
BASE B AND . . )
ANCHORAGE DETAIL 4 d i ) 02111744
A1-6 CURB i
| |

13:43

24-MAY-2011

1 I i\;
D17 LINE 106+60 ELECTRICAL CONDUIT TO PULL BOX
FOR NOTES, SEE
SHEET ES1-1 O SCALE
DESIGN  |BEN GRIMM SEAN CHARLES PREPARED FOR THE DIVISION OF ENGINEERING SERVICES | o EASTBOUND CORDELIA CVEF SHEET
2 STATE OF CALIFORNIA ARCHITECTURAL 2 SWOOOR
DETAILS  |BEN GRIMM SEAN CHARLES AND POST MILE ES1-2
auantITIEs [BEN GR IMM S CUARLES DEPARTMENT OF TRANSPORTATION STRUCTURAL DESIGN 4.8 CVEF OVERHEAD SIGN STRUCTURE F
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COUNTY ROUTE TOPTOA?_TP,\F/%”(%LIJEIESCT | IEETs
[1.8/L2.0,
¢ CMST 04 So| 12,80 3 3157
9'-10"
5'-0" Af (E2C o501
REGISTERED CIVIL ENGINEER DATE
SEE NOTE 1 : oM PANEL
o | SEE NOTE 2
N LAN E A CIRCLE BUILDING TO TURN RIGHT INTO CIRCLE BUILDING TO 5-16-11
STATIC SCALE LANE SHORT TERM PARKING INSPECTION BAY 1 PLANS APPROVAL DATE
| MESSAGE No. 1 MESSAGE No. 2 MESSAGE No. 3 The State of California or Its officers or agents shall not be responsible
< \ __________________________ O _ for the accuracy or complefeness of electronic copies of this plan sheet.
Ao CIRCEE BUILDING 10 | ) 9 CIRCLE BUILDING TO CIRCLE BUILDING TO CIRCLE BUILDING TO W CORPORATION SOLANO TRANSPORTATION
O STATIC SCALE | ANE > ™ INSPECTION BAY 2 INSPECTION BAY 3 INSPECTION BAY 4 555 12th Street AUTHORITY
é Sulrte 1900 ONE HARBOR CENTER, SUITE 130
- _ MESSAGE No. 4 MESSAGE No. 5 MESSAGE No. © Oakland, CA 94607 SUISUN CITY, CA 94585
f k J CIRCLE BUILDING TO CIRCLE BUILDING TO CIRCLE BUILDING TO
HANDROLE INSPECTION BAY 5 INSPECTION BAY 6 INSPECTION BAY 7
MESSAGE No. 7 MESSAGE No. 8 MESSAGE No. 9
[
' CIRCLE BUILDING TO CIRCLE BUILDING TO
SIGNAL HEAD AUX INSPECTION A AUX INSPECTION B

MESSAGE No. 10 MESSAGE No. 11
DETAIL 3 &V

@ CMS MESSAGES

' ' ' ' ' I
| | | | | |
¢ POST— C CMS— ¢ CMS— C CMS— C CMS— C CMS— + ¢ POST
| | | | | |
12° | 16 | 18’ i 18’ ! 18’ | 19.5
o o o o o
| 'SEE NOTE 1 ' SEE NOTE 1 ' SEE NOTE 1 ' SEE NOTE 1 | gy
! CCTV (Typ) | | | | CALIFORNIA Eé?ég\iigt MARSHAL
! SEE NOTE 3 l l l l Rpproval of this p!@{i does r-.c-_i c:ail*_.-c-rize or approve
| | | | l s, e gpprovel b assoe 1
LANE E z LANE D 5 LANE C S LANE B LANE A i One set of approved pcn
[ project site of ail times.
. CIRCLE BUILDING TO . |CIRCLE BUILDING TO _ | _ | % | TURN RIGHT INTO _ ___ % |CIRCLE BUILDING TO[___ _ , _ _ . Reviewed by Himsra Blomm cr e AT, 1
L POST INSPECTION BAY 6 b ARB INSPECTION B > 1STATIC SCALE LANE ® |SHORT TERM PARKING " | INSPECTION BAY 3 e by?““ﬁﬁg“”e?”gi‘i Fire Marsl
enior Deputy State Fire Marshal
000 000 000 000 000
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ANCHORAGE DETAIL \ | L HANDHOLE CLEVATION=33 5
. . —— DIV OF THE STATE ARCHITECT
$ﬁ 7 H 021117 44
ONCRETE BARRIER A1-o CURB : I i
(TYPE 60 R MOD) | 1 DATE_ &~ Bo1j
| I
I Q\ —ELECTRICAL CONDUIT TO PULL BOX
ELEVATION S37
SHEET ES1-1 ROUND PILE PEDESTAL NO SCALE
BY CHECKED BRIDGE NO. <
DESIGN BEN_GRIMM CSHECAK\EIBJ CHARLES PREPARED FOR THE DIVISION OF ENGINEERING SERVICES OO0 EASTBOUND CORDELIA CVEF SHEET ¥
DETAILS  |BEN GRIMM SEAN CHARLES STATE OF CALIFORNIA ARCHITECTURAL POST WILE ES1-3 |
auantITIEs [BEN GR IMM S CUARLES DEPARTMENT OF TRANSPORTATION STRUCTURAL DESIGN 4.8 CVEF OVERHEAD SIGN STRUCTURE H ;
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COUNTY ROUTE TOTAL PROJECT .| SHEETS
[1.8/L2.0,
04 Sol 12,80 3 34
OB
y //4552? (CC o5/02/11
DRILL AND WELD 1!%" COUPLING . REGISTERED CIVIL ENGINEER  DATE
AND PLUG WITH RECESSED PIPE PLUG T X i S
L VIDEO AND CONTROL CABLES TO
34" U-BOLT— CCTV AND PAN AND TILT UNIT
5-16-11
PLANS APPROVAL DATE
115" TYPE LB CONDUIT BODY—= MOUNTING BRACKET, The State of California or Its officers or agents shall not be responsible
( Tot 2 for the accuracy or complefeness of electronic copies of this plan sheet.
1 WMH CORPORATION SOLANO TRANSPORTATION
! ) 555 12+th Street AUTHORITY
Suite 1900 ONE HARBOR CENTER, SUITE 130
E . Oakland, CA 94607 SUISUN CITY, CA 94585
. CCTV CAMERA RECEIVER 211 2% /s PLATE, Typ
SURFACE MOUNT SPEKER ¥%'" U-BOLT N |
i | ' CABLE
1 V’ Typ // //// CONNECTOR d
[ I N
POLE MOUNT ADAPTER PER — Typ % 7J \
MANUFACTURER SPECIFICATION EEEE%SAﬁgREE ,
/
11/," TYPE LB CONDUIT BODY = POLE TYPE -
O AND LOCATION f AR
/" PLATE
11/, C,2°10 AND ONE COAXIAL CABLE
(5) SPEAKER MOUNTING DETAILS O CCTV CAMERA RECEIVER
DRILL AND WELD 1 1/2 " COUPLING AND CALIFORNA STATE FRE MARSHAL
SIDE VIEW SUITABLE FOR WIRE PULLING FRONT VIEW PLAN Approve]qfthisglﬂ&{!fi_-?eaﬁrﬁt prove
(t}lgism;iiscif Zp?)rmvii”z:; j m
Ong set pf apprqva? m?ns shall be avaiicble on the
r _______________ project site ot ii i:mes., ) g /? /&f
— Reviewed by, Sbiesde Poore a8, 4 o
] WEATHER-PROOF CAP (4)CCTV _CAMERA RECEIVER MOUNTING DETAILS
- |
(3 - fEs-7) (POLE)
3 : \
- \ ﬁ A ' POLE MOUNTED ADAPTER PER
"/ . / _ 5\ D /OR {EEEE} MANUFACTURER SPECIFICATION
P I ; NG CCTV CAMERA AND HOUSING
a0\ / \ o "~ CCTV CAMERA AND HOUSING\ S8 /
= g ' "R ron /
i POLE 78" U-BOLT
<~ SEE E-SHEETS FOR LOCATION © \
FLECTROLIER PLACEMENT, //’\\\ . \ (:) < PAN AND TILT UNIT
TYPE AND LOCATIONS. SEE ES-/B 10°-0 5AN AND TILT UNIT <:>
FE-SHEETS FOR CCTV AND 7
SPEAKER PLACEMENT AND
LOCATIONS
. TYPE 1-B [ ' 1 — HEAVY DUTY WALL
A ey o STANDARD HEAVY DUTY WALL — i W\ MOUNTING BRACKET
/ \ . MOUNTING BRACKET — = .
@ . S - - FG [/ |6 j/ %" U-BOLT 1
\ CONDUITS 7%= 4 L
25 PUL L BOX /] VIDEO AND CONTROL CABLES
5 VIDEO AND CONTROL CABLE 1 TO CCTV CAMERA RECEIVER
GROUND BUSHING, - 1O CCTV CAMERA RECEIVER POLE MOUNT ADAPTER PER
BOND CONDUIT TO POLE = MANUFACTURER SPECIFICATION oIV OF THE GTATE ARGHITECT
0 TUBULAR OH SIGN STRUCTURE 1117 44
(O SEE ES SHEETS FOR DETAILS o — - —
%\ SEE STANDARD PLANS FOR CAMBER [

bz

CONDUITS TO PULL BOX

E%

I
:I
1
AN
Y

@SPEAKER POLE @CCTV CAMERA MOUNTING DETAILS ccw CAMERA MOUNTING DETAILS

(TUBULAR OVERHEAD SIGN)

CCTV CAMERA AND
SPEAKER MOUNTING LOCATIONS

NO SCALE
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DESICGN BYBI—ZRNARD ENRILE SEAN CHARLES PREPARED FOR THE DIVISION OF ENGINEERING SERVICES
DETAILS  |PLUCAS HATCH e CHARLES STATE OF CALIFORNIA ARCHITECTURAL

BRIDGE NO.

SHEET
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POST MILES TOTAL

COUNTY ROUTE TOTAL PROJECT .| SHEETS
L1.8/L2.0,
GENERAL NOTES: 04 >ol 112,80 1 433,957

1. PLACE A UFER GROUND PER TOWER MANUFACTURERS RECOMMENDATIONS 5 W
- 05/02/11
2. PROVIDE 2-CLAMPS AT THE TOWER FOR UFER GROUNDS SEGISTERED CIVIL ENGINEER  DATE

3. DIMENSIONS ARE APPROXIMATE AND MAY VARY WITH
COMMUNICATION TOWER SELECTED. EXACT DIMENSIONS
AND MOUNTING STRUCTURE SHALL BE PER TOWER

5-16-11
MANUFACTURERS RECOMMENDATIONS SCANS APPROVAL DATE

4, FOUNDATION SLAB TO BE LEVEL #!/4" TOLERANCE FOR The State of California or Its officers or agents shall not be responsible
FUTURE PRE-FABRICATED COMMUNICATION BUILDING for the accuracy or completeness of electronic coples of this plan sheet.
PROVIDED AND INSTALLED BY OTHERS WMH CORPORATION SOLANO TRANSPORTATION

555 12th Street AUTHORITY

Suite 1900 ONE HARBOR CENTER, SUITE 130
Oakland, CA 94607 SUISUN CITY, CA 94585

18/—0”
3/—0”
B
TOWER MOUNTING STRUCTURE (Typ) ;
- SEE NOTE 3 ALIFORNIA STA IRE MARSHAL N
= CALIFORI TATE FIRE MARSH
GNY APFROVED
l f this plan does not cuthorize or approve
" %% a T T e e e e e e e e e e e e e e e e e e | ggsrg:gs;i}nﬂz? ELC\E«"S;:J o Gpplisctle regune
———4"C, WITH LONG SWEEP AND PULL | | One S8t of approved pns shal bo avalcla on te
ROPE TO FOUNDATION SLAB FOR | | projct site ot i times. el
) FUTURE PRE-FABRICATED | | it o i g o
o . COMMUNICATION BUILDING | | Senior Depaty State Fire Marshal
~ ] | |
LO | |
— | |
: :
A A o | |
) N | | SEE NOTE 4
ER = | | ////ﬁ
[ | |
l L
| CZ%T/// COMMUNICATION TOWER
' O
| | N I
COMMUNICATION TOWER PAD | QA'/'>iNDC’pYJVﬂTLHR%%NEGT%WEEP
|
PLAN L | FLECTRICAL ROOM #8
B
UFER GROUND 'E
CONDUIT CAP (Typ)
SEE NOTE 1 \ / FUTURE COMMUNICATION BUILDING SLAB
COMMUNICATION TOWER PAD PLAN

6"
—{

6' X 6" WELDED

| FG
: g CONDUIT CAP (Typ) WIRE FABRIC
}H—~—————4*TOWER MOUNTING STRUCTURE (Typ) ﬁ\\\\\L

) S 3 CLEAR—= =~ ..
¥ I SEE NOTE 3 N 4 3 CLEAR G
) N 1" CHAMFER | | /
:: : : : : 77777 I N T L__ ‘liiiiﬁi
i RPN SR T2t Minl 54" Min
1 : RERIREE 3" Max BELOW GRADE
v - o RERERER . ! /._,R
------------------------------- JULPR PG 3 CLEAR [/
IDENTIFJCATION STAMP
N T 2 #4 REBAR DIV, OF THE STATE ARCHITECT
2 Min TOP AND BOTTOM 1174
: #3 TIES @ 24" 0.C. o
he Acsﬁﬁ%i* ss_—~
SECTION A-A SECTION B-B DATE e~ B
NO SCALE
DESIGN "BEN GRIMM SEAN CHARLES PREPARED FOR THE DIVISION OF ENGINEERING SERVICES | o EASTBOUND CORDELIA CVEF SHEET
| STATE OF CALIFORNIA 231000F
DETAILS HEATHER CHARLES |SEAN CHARLES ARCHILE[?TURAL POST MILE ES1-5
aumNTITIES |"HEATHER CHARLES |SEAN CHARLES DEPARTMENT OF TRANSPORTATION STRUCTURAL DESIGN 4.8 CVEF COMMUNICATION TOWER
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POST MILES TOTAL
COUNTY ROUTE TOTAL PROJECT .| SHEETS

L1.8/L2.0,
13.3/15.7¢

04 Sol 12,80

REGISTERED CIVIL ENGINEER  DATE
._ 50767

5-16-11

PLANS APPROVAL DATE

15:23

18-MAY-2011

10” 1
NEMA 3X ENCLOSURE r 2 The State of California or Its officers or agents shall not be responsible
FACE PLATE ? ///FBEIGE POWDER COAT éﬁg%i%%MMéﬁﬂPOOR for the accuracy or completeness of electronic coples of this plan sheet.
\ FACING PARKING AREA———— FACEPLATE-WELDED //—]/ WMH CORPORATION SOLANO TRANSPORTATION
. ////TO TUBE 555 12th Street AUTHORITY
N oD 3'-0 = P ' SOUARE TUBE 48" GOOSENECK Suite 1900 ONE HARBOR CENTER, SUITE 130
o [ | o X ’ £ FACEPLATE - Oakland, CA 94607 SUISUN CITY, CA 94585
W T R HONE 45 2 L OCK /BI_ACK POWDER COAT 2" x 2" SQUARE TUBE WELDED
INSIDE ENCLOSURE —— | '| |' |<—— WP _RECEPTACLE HASP WITH WEATHERPROOF CAP BLACK POWDER COAT TO TUBE
Clotlol o INSIDE ENCLOSURE \ 4l o
BASEPLATE -
WELDED
— 3" BOTH SIDES 1O TUBE
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- - BASEPLATE - WELDED 4-7s X 18 SN 4,"
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P s e B \; v [ar WITH 47 TOE == e i w0 . . —
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N ST N SR e I SN 0% 3 Y6
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’} E P \%»p A A'E__ﬁ-. $I' AT_:A' PULL BOX s A»VA!I’ A OOOOOOOOO =
N CONDUITS TO PULL BOX I 0 0o —
A N s L
=3 2'-0" = =
- N J
3'-0" m 2'-0" ES-78B ="
E>- 7B \ jTYPE 1-B
TYPE 1—5%/ STANDARD
STANDARD PLAN VIEW SIDE VIEW
ELEVATION END VIEW END VIEW INTERCOM
(OUTDOOR SURFACE MOUNT)
¥4" DIAMETER ———_, .
o O
8II
e \ [ e N 4"
O O o O . \
172" DIAMETER 1%," DIAMETER 1%," DIAMETER Q> O O
@ 8" o @ o @ 5" 1%," DIAMETER
¥," DIAMETER o 5 ! | Y," DIAMETER — |~ - O O |4
Q %
\§ J \_ ) O O
N J
/|/|II
BASEPLATE FACEPLATE BASEPLATE FACEPLATE
CALIFORNIA STATE FIRE MARSHAL B
APPROVED
Rpproval of this glcn does not quthorize or approve
oy omisr o b fom e v | R e
INTERCOM DETAILS o o o e e,
AUX INSPECTION PEDESTAL DETAIL =i i T TR
Reviewed by s Porm 802 WY Lo AC%S e
Hans hennenﬂrrue DATE_S=5e=N
Senior Deputy State Fire Marshal
NO SCALE
BY CHECKED BRIDGE NO.
DESIGN BERNARD ENRILE SEAN CHARLES PREPARED FOR THE DIVISION OF ENGINEERING SERVICES SOOI EASTBOUND CORDELIA CVEF SHEET
oETAILS |2 STATE OF CALIFORNIA ARCHITECTURAL ES1-6
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CALIFORNIA STATE FIRE MARSHAL - o L TRATES . S
AL Il Ii‘-s—!‘t\- oy L1u8/L2UO
APPROVED 04 Sol 12,80 13.3/15 7B
Approval of this plon does not cuthorize or approva ” -

ALL CONCRETE PARTS any om{ssicn of davicjtém‘ﬁc:':l P -
3” SHALL HAVE THE WEIGHT tions. Final approval is subject to

{ine set of approved plans shall be availcble c-ﬂ“t.?':e
STENCILED ON THE opct e o gl ines. 5
l OUTSIDE SURFACE .- - W 05/02/11

| fodosed by, St hatal REGISTERED CIVIL ENGINEER  DATE
- N L Y — : O T . ¢ — 0 . Senior Deputy State Fire Marsha!
| IR i o S 1" Dia HOLES FOR
1o ° A%, 9 e @9 o .o Y GROUND ROD,
i o 1 e TWO PLACES (BLIND) - , - 1611
L e ) , - T = - = PLANS APPROVAL DATE
: - : Z — - — The State of Callfornia or Its officers or agents shall not be responsible
T 6ﬁ | | for the accuracy or complefeness of electronic copies of this plan sheet.
#4 ALL = 10" = - g D
T WEH] WMH CORPORATION SOLANO TRANSPORTATION
AROUND 6" P& 555 12th Street AUTHORITY
B b | B Suite 1900 ONE HARBOR CENTER, SUITE 130
SECTION A-A Hi Oakland, CA 94607 SUISUN CITY, CA 94585
26" B 0]
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. 20_| ]
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‘ -1 I a - '
_ ? T3 4" DEEP CENGT 32-1/4
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_________________________________ & - A\ = 16-4" Dia DUCT o +
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| / | N N
: / : A
| |
| | DETAIL A
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106" | | JOINTS BELOW SURFACE LEVEL—— 50" 30"
| #4 CORNER | 41" —
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| | l 14 ‘ e ] TERMINATORS ‘ %@(w 4%» 4@()% ,
L ’|2" " > C
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NO SCALE
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NOTE: PHYSICALLY SEPARATE POWER COUNTY | ROUTE TOTAL PROJECT | Srieets
NOTE. [1.8/L2.0
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VAULT 4" Dia : :

FOR 4.35" Dia PIPE

6 EACH END, 2 ENDS [//Zﬁif? <1223?7
; 05/02/11
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6/_1 OII
6/_OII
/ I 2/_4” / I 5_16_11
o 1°=3 1°-3 =< PLANS APPROVAL DATE
2" Dia GROUND ROD KNOCKOUT S . . .
The State of Callfornia or Its officers or agents shall not be responsible
ALL COVERS SHALL BE MARKED WITH JwvH CORPORATION SOLANO TRANSPORTATION
ONE "HIGH VOLTAGE AND THREE 555 12+h Street AUTHORITY
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