NOTE:

Type SC1A, SC2A, SC3A controls are similar to Types SC1, SC2 and SC
controls respectively except test switch and wiring are not required.
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For 120 V unswitched circuit
with no more than 1000 W load.
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TYPE SC1 CONTROL

For 120 V switched circuit,
see Note 1 for Type SC1A

TYPE LC2 CONTROL

For 120 V unswitched circuit
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For 240 V switched circuit,
see Note 1 for Type SCZA
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For 240 V unswitched circuits
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For 480 V unswitched circuits

15 A, TEST SWITCH

____________ | NEMA 3R
F///kENCLOSURE

TO LIGHTING FIXTURES

SWITCH CIRCUIT =

I

I

J/L///////////”€}<: |

15 A, 2P , |

CIRCUIT BREAKER L

|
120/240 V
I
480‘2::j\\\T\\\‘500 VA
| TRANSFORMER
1 A, FUSE

dS1-S3 dSd NVi1d ddVANV.LS d3SIA3dd 010¢

TO 480 V
SERVICE

STATE OF CALIFORNIA

TYPE SC3 CONTROL
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For 480 V switched sign circuit,

see Note

(LIGHTING AND SIGN
ILLUMINATION CONTROL)

NO SCALE

RSP ES-15D DATED OCTOBER 30, 2015 SUPERSEDES STANDARD PLAN ES-15D DATED
MAY 20, 2011 - PAGE 499 OF THE STANDARD PLANS BOOK DATED 2010.

1 for Type SC3A
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