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JDL Design, LLC
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BRIDGE NO.

VARIES

VARIES

1A4604

SCADA SYSTEM UPGRADE: POSEY/WEBSTER

STREET TUBES AND CALDECOTT TUNNEL

04220

TYPICAL FOR ALL SUPPLY DAMPERS AT CALDECOTT BORES 1-2

CALDECOTT 1 & 2 EAST/WEST

SUPPLY DAMPER CONTROL WIRING

SEE DWG. EE4-13 FOR POWER WIRING DETAILS.

EXISTING POWER, REFER TO PLAN SHEETS EE1-1 & 2.

IN VFD, SEE PLAN SHEET EE4-4.
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