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NO SCALE

(TDC WIRING)

T/R    TIP AND RING

TB0    TERMINAL BLOCK 0

N/C    NO CONNECTION

PAIR 

1

PAIR 

3

PAIR 
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PAIR 
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PAIR ID PIN #
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PAIR 
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PAIR ID PIN #
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T2
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T3

R4
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3

6
N/C

PAIR

3

T3

T/R PAIR FOR DIAL-UP CIRCUIT

N/C N/C

N/C

2

FUNCTION 

1R3

PAIR 
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PAIR 
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PAIR 
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PAIR 
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PAIR ID PIN #
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PAIR ID PIN #
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PAIR 

1 23 4 5 6 78
T1
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T2
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T4
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1

2 4 53
T1
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T2
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1 6
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N/C

DETAIL A
DETAIL B

PAIR

3

T3

R3

T/R PAIR FOR DIAL-UP CIRCUIT

N/C N/C

N/C

2

CONNECTING BLOCK

FUNCTION 

WHITE

BLUE

WHITE

ORANGE

WHITE

GREEN

BROWN

GRAY

RED

BLUE

WHITE

WHITE

PAIR 1

PAIR 2

PAIR 3

PAIR 5

PAIR 6

6-PAIR TELEPHONE CABLE

WHITE

BLUE

WHITE

ORANGE

WHITE

GREEN

GRAY

RED

BLUE

WHITE

PAIR 1

PAIR 2

PAIR 3

PAIR 4

PAIR 5

PAIR 6

CABINET 

TO TB0 IN THE CONTROLLER

N/C

5

5

3

4

2

1

1

1

TELEPHONE DEMARCATION CABINET, TYPE B WIRING DETAIL

8P8C MODULAR PLUG

TRANSMIT AND RECEIVE PAIR

SEE DETAIL B (CIRCUIT 1)

SEE DETAIL B (CIRCUIT 2)

SEE DETAIL A (CIRCUIT 3, DIAL UP)

5  PLUG CONTACTS SHALL BE GRADE A COPPER ALLOY PLATED WITH 50 MICRO INCHES GOLD OVER NICKEL.

4  USE SAME TWISTED PAIR CONDUCTOR COLOR ARRANGEMENT FOR OTHER CABLES IF REQUIRED.

3  TERMINATE EACH CABLE TO A COLUMN OF CLIPS AS SHOWN.

1  SINGLE ENDED 2-PAIR MODULAR CORD, 3’ LONG. CONDUCTORS SHALL BE 22 AWG, SOLID.

FROM THE END OF CONDUCTOR BEFORE TERMINATING TO THE CLIP.

2  USE PUNCH DOWN IMPACT TOOL TO TERMINAL CONDUCTORS ON THE CLIP. STRIP INSULATION �"

NOTES (FOR THIS SHET ONLY)

6P4C MODULAR PLUG

ABBREVIATIONS (FOR THIS SHEET ONLY)

E-30

SEE ES-3E

601 814
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NO SCALE

ES

6" BUFFER

SIGNAL STANDARD

RETAINING WALL

10"

FG

BOTTOM OF BASE PLATE OF SIGNAL STANDARD

TOP OF CONCRETE BARRIER AND 

SIGNAL STANDARD

FOUNDATION OF 

IN FRONT OF RETAINING WALL DETAIL

SIGNAL STANDARD ON CONCRETE BARRIER 

CONCRETE

CEMENT 

PORTLAND TYPE 60 (Mod)

CONCRETE BARRIER 

STANDARD PLAN (16’ Max)

FOUNDATION DEPTH FROM CALTRANS 

CALTRANS STANDARD PLAN (3’ Max)

FOUNDATION DIAMETER FROM 

3’

LEGEND, SEE SHEET E-1

FOR NOTES, ABBREVIATIONS AND

REINFORCEMENT

Typ BARRIER

CL PULL BOX

B.  SEE ROADWAY PLANS FOR CONDUIT LAYOUT AND ELECTRICAL DETAILS.

#13   Tot 3 @ 6"

#13   Tot 3 @ 6"

EACH PULL BOX

Tot 2 CENTERED

#16 x 60"

CONCRETE BARRIER TYPE 60C

SECTION DETAIL 3

FOR REINFORCEMENT

SEE DETAIL

OPTIONAL jt.

5
0
0

OVER PULL BOXES

#16   Tot 3

T
Y

P
I

C
A

L

REINFORCEMENT

Typ BARRIER

4�" 

3
6
"

3
6
"
 

M
a
x

4�" 

EACH PULL BOX

Tot 2 CENTERED

#16 x 60"

.

E-31

BELOW

SEE NOTE 1

PULL BOX

No. 9

ELIMINATE EITHER ONE WHEN NOT REQUIRED.

PULL BOXES SHOWN FOR BOTH UPPER AND LOWER ROADWAYS.

NOTE 1

    OF LONGITUDINAL CONDUIT NOT CONSIDERED WITH THIS DETAIL.

C.  TYPICAL CONDUIT ACCESS AND EGRESS SHOWN IN DETAIL 1, SANCTION

STATION OF THE ADJACENT ELECTROILER, POST OR SIGNAL STANDARD.

PULL BOXES FOR ELECTROILERS, POST AND SIGNAL STANDARDS MUST BE LOCATED WITHIN  5’0" FROM THE 

5’-6" FROM THE PULL BOX.

CONDUITS ENTERING THE PULL BOX MUST BE ENCASED IN PCC (3" ALL AROUND).  PCC ENCASEMENT MUST EXTEND 

WELDING MUST COMPLY WITH STANDARD SPECIFICATION SECTION 75.

3.

2.

1.

ELEVATION

NOTES ON PULL BOXES

TRAFFIC PULL BOX WELDING DETAIL

TOP VIEW

NOTE 1:

 BELOWSEE NOTE 1

PULL BOX

A.  SEE ES-9C FOR PULL BOX DETAILS.

SEE NOTE 1 BELOW

No. 9 PULL BOX

FG

15’-6"

AT ANCHOR BOLTS

2
’
-
0
"

#4

#4

#5    

#5    

6’-6"

@ 6" Tot 8

@ 6" Tot 8

Tot 2 

 @ 1’-0" Tot 21 3
’
-
0
"

ELECTRICAL PLANS

CONDUIT SEE 

ANCHOR BOLTS TYPE 21

1’-8"

3’-0"

5
’
-
8
"

3’-0"

FG

25

4

   POLE 

4
’
-
0
"

1�" Dia x 3’-6" x 6"

ROUTE 101 SIDE

M
a
x
 
6
’

2
"

M
O

R
T

A
R

VINYL CLAD

FENCE (TYPE CL-4)

ON TYPE 60C MOD

BARRIER MOUNTED ELECTROLER

602

EACH SIDE, SEE NOTE 1 ABOVE

WELD A MINIMUM 3" WELD TO

814

2-23-15



04 Ala 84 22.9/25.7

Oakland, CA 94612

1333 Broadway, Suite 300

IMPROVEMENT AUTHORITY (ACTIA)

ALAMEDA COUNTY TRANSPORTATION

A
B

H
I
J

E
E

T
 

B
H

O
I

Sacramento, CA 95827

3250 Ramos Circle

CONSULTANTS, INC.

Y&C TRANSPORTATION 

M
E

N
G
 

Y
A

N
G

D
A

N
 

Y
A

U

x

x

x

x

x

Dist COUNTY ROUTE
POST MILES

TOTAL PROJECT

SHEET

No.

TOTAL

SHEETS

L
A

S
T
 

R
E

V
I
S
I

O
N

S
T

A
T

E
 

O
F
 

C
A

L
I
F

O
R

N
I

A
 
 
-
 
 

D
E

P
A

R
T

M
E

N
T
 

O
F
 

T
R

A
N

S
P

O
R

T
A

T
I

O
N

REGISTERED CIVIL ENGINEER

T
I

M
E
 

P
L

O
T

T
E

D
 

=
>

D
A

T
E
 

P
L

O
T

T
E

D
 

=
>

1
1
:
1
0

2
4
-

M
A

R
-
2
0
1
5

C
H

E
C

K
E

D
 

B
Y

D
E

S
I

G
N

E
D
 

B
Y

C
A

L
C

U
L

A
T

E
D
-

R
E

V
I
S

E
D
 

B
Y

D
A

T
E
 

R
E

V
I
S

E
D

PLANS APPROVAL DATE

DATE

C
O

N
S

U
L

T
A

N
T
 

F
U

N
C

T
I

O
N

A
L
 

S
U

P
E

R
V
I
S

O
R

R

COPIES OF THIS PLAN SHEET.

THE ACCURACY OR COMPLETENESS OF SCANNED

OR AGENTS SHALL NOT BE RESPONSIBLE FOR

THE STATE OF CALIFORNIA OR ITS OFFICERS

R

1
2
-
3
0
-
1
4

USERNAME => s114360

DGN FILE => 0400020581ua032.dgn

RELATIVE BORDER SCALE

IS IN INCHES

0 1 2 3
UNIT 0733 PROJECT NUMBER & PHASE 04000205811BORDER LAST REVISED 7/2/2010

KIN Y. CHAN

55391

12/31/16

12/30/2014

No.

Exp.

CIVIL

R
E

G
I

S
T

E
R

E

D
P

ROFESSIONA
L

E
N

G
I

N
E

E
R

S

T
A
TE

OF CALIF
ORN

IA

ELECTRICAL DETAILS

NO SCALE

WIRING DIAGRAM TYPE III-A SERIES)
(SERVICE EQUIPMENT AND TYPICAL 

ITEM No. NAME PLATE DESCRIPTION

NEUTRAL BUS

COMPONENT

1

2

3

4

5

6

7

8

9

10

11

NEUTRAL LUG

LANDING LUG

TEST BYPASS FACILITY

METER SOCKET AND SUPPORT

GROUND BUS

TYPE III-A SERVICE (120/240 V) EQUIPMENT LEGEND 

120/240 V SERVICE WIRING DIAGRAM (TYPICAL)

TO THE SERVICE VOLTAGES INDICATED ON THE PLANS.

1.  VOLTAGE RATINGS OF SERVICE EQUIPMENT SHALL CONFORM

2.  UNLESS OTHERWISE INDICATED ON THE PLANS, ALL SERVICE

EQUIPMENT ITEMS SHALL BE PROVIDED FOR EACH SERVICE

EQUIPMENT ENCLOSURE AS SHOWN.

4.  METER SOCKETS SHALL BE 5 CLIP TYPE.

NOTES: (FOR SERVICE EQUIPMENT)

5.  SERVICE UTILITY WILL INSTALL THE TIME-OF-USE
METER IF APPLICABLE.

6.  UNLESS OTHERWISE NOTED, THE MAXIMUM NUMBER OF SINGLE-POLE 

CB SPACES IN THE ENCLOSURE IS FOURTEEN.

LEGEND:

3.  ITEM No.  1  AND No.  5  SHALL BE ISOLATED FROM THE CABINET.

{

 
 

 
 

1

2

7

3

SINGLE-PHASE SECONDARY,

SERVICE UTILITY

120/240 V 3-WIRE BY THE

GROUND LUG

BONDED TO

4

ENCLOSURE

SERVICE EQUIPMENT

5

NB GB

N

{

M M

 
 

 
 

E-32

6

8

9

120 V IRRIGATION

BOOSTER PUMP

240 V 

11

SPARE

10

GROUNDING ELECTRODE

100 A, 240 V, 2P, CB

20 A, 120 V, 1P, CB

MAIN BREAKER

IRRIGATION

BOOSTER PUMP

SPARE15 A, 120 V, 1P, CB

30 A, 240 V, 2P, CB

(SEE RSP ES-1A & ES-1C)

TEST
N

AUTO

{

N

WHEN REQUIRED

POST OR STRUCTURE

MOUNTED ON SIGN

TO TEST SWITCH

SPACE

SPACE

30 A

30 A

12

12

13
14

15

16

17

120 V SPARE FOR UPLIGHTING

120 V SPARE FOR UPLIGHTING

LIGHTING

15 A, 120 V, 1P, CB LIGHTING CONTROL

15 A, 1P, TEST SWITCH TEST SWITCH

30 A, 2PNO, CONTACTOR

TERMINAL BLOCK

PHOTOELECTRIC UNIT (NOTE 7)

12

13

14

15

16

17

7.  PHOTOELECTRIC CONTROL SHALL BE TYPE V.

30 A, 120 V, 2P, CB

603 814
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9.

8.

7.

6. 

5. 

4. 

3. 

2. 

1. 

57

59

58

ELECTRICAL GENERAL NOTES (FOR STAGE CONSTRUCTION)

(STAGE CONSTRUCTION)

AND PROJECT NOTES

ELECTRICAL NOTES, LEGEND

LEGEND (FOR STAGE CONSTRUCTION)

46

47

48

50

49

51

52

53

54

55

41

PROJECT NOTES (FOR STAGE CONSTRUCTION)

42

43

44

45

56

EXISTING WOOD POLE WITH NEW LUMINAIRE

AS NOTED UNLESS OTHERWISE SPECIFIED

�", 7 STRAND GALVANIZED MESSENGER WIRE, CONDUCTORS 

EXISTING 7 STRAND GALVANIZED MESSENGER WIRE

NEW OVERHEAD SPAN WIRE

EXISTING OVERHEAD SPAN WIRE

60

61

62

63

64

IN THE FIELD DURING STAGE CONSTRUCTION.

CONTRACTOR SHALL PROVIDE PROTECTION FOR ALL TEMPORARY EQUIPMENT 

OTHERWISE NOTED.

ADAJCENT TO WOOD POLES AND BOND TO RIGID METAL CONDUIT, UNLESS 

A GROUNDING ELECTRODE SHALL BE INSTALLED IN THE PULL BOX 

SHALL BE INSTALLED AS DIRECTED BY THE ENGINEER.

PROVIDE GUY WIRE, GUY GUARDS AND ANCHOR AS REQUIRED.  POLE GUY 

ENTRANCE FITTING.

EQUIPMENT THROUGH THE ENTRANCE FITTING.  FORM A DRIP LOOP AT THE 

WAY SO THAT RAINWATER SHALL NOT SEEP INTO THE ELECTRICAL 

OVERHEAD ENTRANCE CONDUIT FITTING SHALL BE INSTALLED IN SUCH A 

FT MAXIMUM WITH SELF-CLINGING NYLON TIES.

OVERHEAD CONDUCTORS SHALL BE TIED ON MESSENGER WIRE AT EVERY 3 

MINIMUM CLEARANCE FROM FINISHED GRADE/ROADWAY.

THE LOWEST SAG POINT OF THE MESSENGER WIRE SHALL BE 25 FT 

CONFLICT BETWEEN PERMANENT AND TEMPORARY EQUIPMENT.

PRIOR TO INSTALLING TEMPORARY ELECTRICAL EQUIPMENT TO AVOID 

CONTRACTOR SHALL VERIFY PERMANENT ELECTRICAL EQUIPMENT LOCATIONS 

CONTRACTOR UNLESS OTHERWISE DIRECTED BY THE ENGINEER.

CONSTRUCTION, SHALL BE REMOVED AND BECOME THE PROPERTY OF THE 

TEMPORARY ELECTRICAL EQUIPMENT, WHEN NO LONGER REQUIRED FOR STAGE 

BETWEEN CONTROLLER AND TERMINATION PULL BOX.

INTENDED FOR PERMANENT USE SHALL BE REWIRED WITH ALL NEW DLC 

DURING STAGE CONSTRUCTION.  ANY DETECTOR LEAD-IN INSTALLATION 

SPLICING OF EXISTING DETECTOR LEAD-IN CABLE IS ALLOWED ONLY 

CONSTRUCTION.

MAINTAINED IN EFFECTIVE OPERATION THROUGHOUT THAT STAGE OF 

INSTALLED PRIOR TO BEGINNING OF EACH STAGE OF CONSTRUCTION AND 

TEMPORARY SIGNAL AND LIGHTING SHOWN ON THESE PLANS SHALL BE 

AT ALL TIMES DURING CONSTRUCTION.

CONTRACTOR SHALL MAINTAIN THE OPERATION OF THE EXISTING SIGNALS 

11.

10.

E-33

65

66

67

68

69

70

71

72

73

74

76

77

78

79

80

81

82

83

84

85

86

87

88

89

90

91

92

93

94

95

96

97

75

98

99

INSTALL 3-SECTION VEHICLE SIGNAL HEAD.  SEE DETAIL D ON SHEET E-44.

SHEET E-44.

INSTALL 5-SECTION VEHICLE SIGNAL HEAD ON SPAN WIRE.  SEE DETAIL C ON 

REMAIN.

EXISTING CONDUIT AND CONDUCTORS FOR CITY’S IRRIGATION CONTROLLER TO 

EXISTING 2"C, 1 DLC.  REMOVE 1 DLC.  ADD 2 DLC.

EXISTING 1 DLC.  REMOVE 1 DLC.  ADD 1 DLC.

(CONTROLLER).  REMOVE 2#14 (IISNS).

EXISTING 2"C, 3#14 (PEU), 2#14 (IISNS), 2#8 (LIGHTING), 2#6 

EXISTING WOOD POLE.  SEE SHEETS E-62 TO E-71 FOR DETAILS.

INSTALL 12’ LMA, ROADWAY 2 LED LUMINAIRE AND SIGNAL EQUIPMENT ON 

EXISTING 4 DLC.  REMOVE 4 DLC.  ADD 4 DLC.

EXISTING 6 DLC.  REMOVE 6 DLC.  ADD 6 DLC.

INSTALL 4-SECTION HEAD.  SEE DETAIL ON SHEET E-19.

EXISTING 2"C, 1 SIC TO REMAIN.

INSTALL TEMPORARY CONNECTION.  SEE DETAIL ON SHEET E-61.

2"C, 2#8 (120 V FB), 4 DLC.

2"C, 2#8 (120 V FB).

2"C, 2#8 (120 V FB), 2 DLC.

2"C, 2#10 (120 V TDC).

EXISTING 2 DLC.  REMOVE 2 DLC.  ADD 2 DLC.

EXISTING 3-SECTION RIGHT ARROW HEAD.  SEE DETAIL B ON SHEET E-43.

DETAIL A ON SHEET E-43.

EXISTING 5-SECTION HEAD WITH DUAL RIGHT AND DUAL LEFT ARROWS.  SEE 

2"C, 2#6 (120 V CONTROLLER FOR CCTV).

EXISTING SERVICE CONDUIT AND CONDUCTORS TO REMAIN.

FOR DETAILS.  

INSTALL GPS CLOCK ASSEMBLY.  SEE SHEET E-61 AND SPECIAL PROVISIONS 

TO REMAIN.

EXISTING 2"C, 3#14 (PEU), 2#14 (IISNS), 2#8 (LIGHTING), 2#6 (CONTROLLER) 

INSTALL RELOCATED EVUD TO VEHICLE SIGNAL HEAD.

TO E-71 FOR DETAILS.

INSTALL RELOCATED VEHICLE SIGNAL HEAD ON SPAN WIRE.  SEE SHEETS E-62 

SEE SHEET E-1 TO E-32 FOR DETAILS.

CONTRACTOR SHALL INSTALL PERMANENT EQUIPMENT TO THE FINAL GRADE.  

PART OF SIGNAL AND LIGHTING BID ITEM PERTAINING TO THIS LOCATION.  

EXISTING WOOD POLE.  SEE SHEETS E-62 TO E-71 FOR DETAILS.

CONDUCTORS/CABLES, CONDUIT RISER AND SIGNAL EQUIPMENT AS REQUIRED ON 

INSTALL 12’ LMA, ROADWAY 1 LED LUMINAIRE, POLE GUY, 

100

101

604

IRRIGATION), 3#14 (PEU).

EXISTING 2"C, 2#6 (120 V CONTROLLER), 2#8 (LIGHTING), 2#10 (120 V  

EXISTING 2"C 3 DLC.  REMOVE 3 DLC.  ADD 3 DLC.

LIGHTING FIXTURE.  SEE CALTRANS ES-7K AND ES-7L FOR DETAILS.

INSTALL TYPE 9B CANTILEVER FLASHING BEACON WITH W3-3 SIGN AND SIGN 

EXISTING 1�"C 1 DLC.  REMOVE 1 DLC.  ADD 1 DLC.

DETAILS.

RISER AND SIGNAL EQUIPMENT AS REQUIRED.  SEE SHEETS E-62 TO E-71 FOR 

INSTALL TEMPORARY WOOD POLE WITH POLE GUY, CONDUCTORS/CABLES, CONDUIT 

EXISTING 2"C, 6 DLC.  REMOVE 6 DLC.  ADD 6 DLC.

EXISTING 2"C, 5 DLC.  REMOVE 3 DLC.

INSTALL PULL BOX PER SERVICE UTILITY REQUIREMENTS.

INSTALL No. 5 PULL BOX WITH COVER MARKINGS "CALTRANS/PG&E".

THE EDGE OF TRAVELED WAY.

ALL CABINETS AND POLES SHOULD BE INSTALLED AT LEAST 20 FEET AWAY FROM 

332 CABINET.  FRONT DOOR SHALL FACE EAST.

INSTALL DEPARTMENT-FURNISHED MODEL 2070 CONTROLLER ASSEMBLY WITH MODEL 

EXISTING OVERHEAD SPAN WIRE TO REMAIN.

SHOWN.

EXISTING OVERHEAD MESSENGER WIRE TO REMAIN.  PROVIDE CONDUCTORS/CABLES AS 

CONTROLLER).

2#8 (240 V LIGHTING), 2#6 (120 V CONTROLLER FOR CCTV), 2#6 (120 V 

3"C, 3#14 (PEU), 2#10 (120 V TDC), 2#10 (120 V IRRIGATION), 2#8 (120 V FB), 

EXISTING 2"C, 2 DLC.  REMOVE 2 DLC.  ADD 2 DLC.

CONTROLLER).

2"C, 3#14 (PEU), 2#8 (120 V FB), 2#8 (240 V LIGHTING), 2#6 (120 V 

CONTRACTOR SHALL COORDINATE WITH PG&E FOR SERVICE CONNECTION.

(PEU).

2"C, 2#6 (120 V CONTROLLER), 2#8 (LIGHTING), 2#10 (120 V IRRIGATION), 3#14 

EXISTING TYPE III-AF SERVICE EQUIPMENT ENCLOSURE TO REMAIN.

EXISTING CONTROLLER ASSEMBLY WITH MODEL 332 CABINET TO REMAIN. 

 

EXISTING 2"C, 3#14 (PEU), 2#8 (FB), 2#8 (LIGHTING) TO REMAIN.  

 

CONSTRUCT 25’ x 10’ x 4" PCC PAD.

E-71 FOR DETAILS.

GUY, CONDUCTORS/CABLES AND CONDUIT RISER AS REQUIRED.  SEE SHEETS E-62 TO 

INSTALL TEMPORARY WOOD POLE WITH 12’ LMA, ROADWAY 2 LED LUMINAIRE, POLE 

 

WOOD PLATFORM.  SEE DETAIL ON SHEET E-61.

INSTALL 2070 CONTROLLER ASSEMBLY WITH MODEL 332 CABINET ON TEMPORARY 

 

2"C, 2#10 (120 V IRRIGATION).

INSTALL VEHICLE SIGNAL HEAD ON EXISTING WOOD POLE.

 

CONSTRUCTION.

CONTRACTOR SHALL EXERCISE CAUTION TO PROTECT CONDUIT DURING 

 

EXISTING 2"C, 2#6 (120 V CONTROLLER).

 

PLAN.  SEE SHEETS E-62 TO E-71 FOR APPLICABLE DETAILS.

INSTALL OVERHEAD MESSENGER WIRE WITH CONDUCTORS AS INDICATED ON THE 

 

DETAILS.

INSTALL OVERHEAD SPAN WIRE.  SEE SHEETS E-62 TO E-71 FOR APPLICABLE 

 

DETAILS.

INSTALL VEHICLE SIGNAL HEAD ON SPAN WIRE.  SEE SHEETS E-62 TO E-71 FOR 

RISER AS REQUIRED.  SEE SHEETS E-62 TO E-71 FOR DETAILS.

INSTALL TEMPORARY WOOD POLE WITH POLE GUY, CONDUCTORS/CABLES AND CONDUIT 

SEE SHEETS E-62 TO E-71 FOR DETAILS.

GUY, CONDUCTORS/CABLES, CONDUIT RISER AND SIGNAL EQUIPMENT AS REQUIRED.  

INSTALL TEMPORARY WOOD POLE WITH 12’ LMA, ROADWAY 2 LED LUMINAIRE, POLE 

SEE SHEETS E-62 TO E-71 FOR DETAILS.

GUY, CONDUCTORS/CABLES, CONDUIT RISER AND SIGNAL EQUIPMENT AS REQUIRED.  

INSTALL TEMPORARY WOOD POLE WITH 12’ LMA, ROADWAY 1 LED LUMINAIRE, POLE 

814
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ELECTRICAL DETAILS

(STAGE CONSTRUCTION)

STRAPS

LIGHTING

STANDARD

CLEVIS

TYPICAL OVERHEAD DROP

INSTALLATION DETAIL

STAINLESS STEELNYLON CABLE TIES

AT 2’ INTERVALS

CONDUCTORS

TYPE "C"

SPLICE

45 DEGREE ANGLE

TO ADAPTER

OVERHEAD DROP 

MESSENGER WIRE 

AND CONDUCTORS

AS NOTED.

LUMINAIRE MASTARM

CAPPED AND 3 SET SCREWS

AT THE OTHER END  

PIPE ADAPTER WITH ONE END 

WELD 1" NIPPLE AT

SELF-CLINCHING

4�" Dia x 6" STEEL

NOTE:

ANY MATERIAL.

BEFORE ORDERING OR FABRICATING 

CONTROLLING FIELD DIMENSIONS

THE CONTRACTOR SHALL VERIFY ALL

TEMPORARY WOOD FOUNDATION FOR TYPE 332 CABINET

CONDUIT

OPENING

~

~

BOLT AND NUT

2 WASHER AND 

ONE LOCK WASHER

(TYPICAL OF 4)

FILL WITH PCC

(28" x 30")

(PRESSURE-TREATED

 TYPE) TYPICAL OF 4

~

12
�
"

O

UNDER PLYWOOD

IN SHADED AREA

CDX GRADE PLYWOOD

6" x 6" x 4’

3/4 " x 6"

1 1/4" THICK, 4’ x 8’ 
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32
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8"

1
6
"

25
"

15"

15"

LC

15"

32
"

48"

32
"

48
"

24"

7"

   THE MODEL 2070 CONTROLLER UNIT AS SHOWN.

6.  CONNECT INTERFACE CABLE BETWEEN THE RECEIVER AND 

5.  CONNECT THE ANTENNA COAXIAL CABLE TO THE RECEIVER.

4.  CONNECT POWER CABLE TO POWER ADAPTER.

3.  MOUNT THE POWER SUPPLY DIRECTLY TO CABINET.  

   WITH MOUNTING BRACKET PROVIDED BY THE MANUFACTURER.

2.  MOUNT THE RECEIVER ON THE CABINET REAR MOUNTING RAIL 

   ANTENNA ON THE CABINET AS DIRECTED BY THE MANUFACTURER.

1.  DRILL 1" HOLE THROUGH THE TOP OF THE CABINET.  ATTACH THE 

REAR VIEW OF THE MODEL 332 CONTROLLER CABINET

CONTRACTOR’S WORK IN

THE CONTROLLER CABINET

DISC ANTENNA
DRILL 1" HOLE

(LENGTH = 3’ Max)
ANTENNA COAXIAL CABLE

CABLE
INTERFACE

CONTROLLER UNIT
MODEL 2070 GPS CLOCK RECEIVER

POWER CABLE

POWER SUPPLY

INSTALLATION DETAIL

GPS CLOCK ASSEMBLY

E-61
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TOP OF POLE

CONNECTION

CONNECTION
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Design: AASHTO Standard Specifications for Structural Supports for

Highway Signs, Luminaires and Traffic Signals, Fifth Edition (LTS-5).

GROUP LOAD COMBINATIONS:

I Dead Load

II Dead Load + Wind Load

III Dead Load + 0.5 (Wind Load) + Ice Load

IV Fatigue: Not used

LOADING:

Wind Loading: 100 mph (3-second gust)

Wind Recurrence Interval: 10 years

Combined height, exposure, and elevated terrain factor = 1.05

(Exposure C, structure is not located on or over the top half

BASIC DESIGN VALUES:

Timber Poles: Fb = 1850 psi

             Fv = 110 psi 

             Fcp = 230 psi

             Fc = 950 psi

             E = 1500 x 10¯ psi

ASTM A475, Utilities Grade, 7 strand modified by termination

efficiency factor of 0.8

FOUNDATION DESIGN NOTES:

1. Pole embedment depth design is based on Broms’ approximate

procedure as described in Article 13.6 of AASHTO LTS-5.

DESIGN WIRE BREAKING STRENGTHS:

of a ridge, hill, or escarpment)

Ice Loading: 3.0 psf on surfaces, 0.60 in radial thickness of

Embedment depth is calculated based on following soil

parameters,

Cohesive Soil:

Cohesionless Soil:

Ø = 30 deg, ˚ = 120 pcf.

Shear strength of soil c = 1500 psf.

An overload factor of 2.0 and an undercapacity factor of

0.7 were used for safety factor of 2.86.

Soil assumed to be unsaturated.

2.

3.

4.

4.

3.

1.

TEMPORARY WOOD POLES

GENERAL NOTES

d

2 n1Max 

d

Max
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2

DETECTOR LEAD-IN CABLE (DLC)
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0.2760
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0.900
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0.166
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0.271

0.310
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0.3340
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0.1440

0.0440
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 d (in)
 

DIAMETER

 w (plf)
 

WEIGHT

0.375 0.2730
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6-CONDUCTOR SIGNAL INTERCONNECT CABLE (SIC)

12-CONDUCTOR SIGNAL INTERCONNECT CABLE (SIC)

72-STRAND FIBER OPTIC CABLE (72FOC)

96-STRAND FIBER OPTIC CABLE (96FOC)

144-STRAND FIBER OPTIC CABLE (144FOC)

xs18-010

3 CONDUCTOR SIGNAL CABLE (3CSC)

5 CONDUCTOR SIGNAL CABLE (5CSC)

9 CONDUCTOR SIGNAL CABLE (9CSC)

12 CONDUCTOR SIGNAL CABLE (12CSC)

28 CONDUCTOR SIGNAL CABLE (28CSC)

1-#14

1-#12

1-#10

1-#8

1-#6

1-#4

1-#3

1-#2

1-#1

d
p

d   

LASHING WIRE

p

p

�" Ø MESSENGER WIRE

OVERHEAD BUNDLE, (d )

PROJECTED DEPTH OF

OVERHEAD BUNDLE
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CONDUCTOR OR CABLE TYPE

�" Ø MESSENGER WIRE

NO SCALE

            ice at a unit weight of 60 pcf on overhead bundles

d  = �" + d   + 0.30 * (d + d +...d )

SAG

Add 2’-0" for slopes above 1V:4H.
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12 to 48-STRAND FIBER OPTIC CABLE (48FOC)

OVERHEAD CONDUCTORS

DIAMETERS AND SELF WEIGHT OF 
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D
M
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N

T

END Dia + 8" Min

Min Fdn Dia

POLE

SAND BACKFILL

MANUFACTURED

DURING SERVICE

LOWEST GRADE

BACKFILL

GRANULAR

POLE FOUNDATION 

E
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D
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i
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END Dia

Do not exceed the attachments shown.

p
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E
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E
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N
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E
 
4
)

1

2 Min

The maximum vertical span is 10% of the horizontal span.

horizontal span must be at least 50% of the largest horizontal span.

For poles with adjacent unbalanced horizontal spans, the shortest

the largest value.

For a pole supporting multiple spans, calculate d  for each span and use 

d in the pole selection tables.

must not exceed either a self weight of 3.0 lb/ft or the maximum 

The messenger wire and any combination of overhead conductors

July 2014

  

Max

conductor
largest overhead
d   = Diameter of

d d1 n

conductors
of other overhead
d ....    = Diameter

5.

poles is 3000 psf at 6 feet or more embedment.

Allowable vertical bearing pressure at the end bearing of

Guy wire anchor minimum allowable tension capacity, 

"Qa" = 8,900 lbs.

�
"

HORIZONTAL SPAN OF OVERHEAD BUNDLE
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POLE EMBEDMENT (E)
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POLE EMBEDMENT (E)
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11’
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H-1

H-2

H-4

H-5

E = 10’

CLASS 1

1" 1.5" 2.0" 1" 1.5" 2.0" N/A

A

No Attachments

Wood Pole

 Attachments

Wood Pole with

LEGEND

H-4

H-5

H-6

NOTE 1

SEE 

1

2

3

4
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90^ Min
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60^ Min
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Overhead Bundle

MAXIMUM dp 2.5"
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H-2 H-3

H-3 H-5
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12’
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H-1

H-2
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H-3

4 3 2 1

H-5H-4
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10’

H-5

H-3
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12’

H-5

H-4

H-6

2.5"

H-5

H-11

H-3

For Case 1N without an overhead bundle (item 2 ) use minimum pole class H-1 with E=11’.

1.

2.

NOTES:

25’ SQFT Max total photovoltaic panels mounted as shown as required

including batteries, 450 lbs

NEMA 3R enclosure, 26"(W) x 56"(H) x 12"(D) Max dimensions.  Max weight

span must not exceed 100’.

In addition to other restrictions on maximum horizontal span, this horizontal 

panel is not included.

Cases 1N, 3N and 4N may substitute the attachments shown in Case 5N if the photovoltaic

2-12" flashing beacons

3.

Pull box as required

Grounding as required

Flashing beacon control assembly

Single sheet sign panel (4’ x 4’ Max) or signal face with 3 indications

sheet sign panel (10 SQFT Max)

Signal face with 3 indications or single 

CCTV camera assembly or vehicle detection system

Riser with weather head as required

Luminaire with mast arm

overhead conductors, and lashing wire

Overhead bundle consisting of a �" Ø messenger wire,

Pedestrian push button assembly or accessible push button assembly

Single flashing beacon or single sheet sign panel (4 SQFT Max)
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In addition to other restrictions on maximum horizontal span, this horizontal span must not exceed 100’.1.

2.

NOTES:

1

2

3

4

5

6

7

8

9

10

Pull box as required

Grounding as required

11

12

Flashing beacon control assembly

Single sheet sign panel (4’ x 4’ Max) or signal face with 3 indications

CCTV camera assembly or vehicle detection system

Signal face with 3 indications or single sheet sign panel (10 SQFT Max)

Riser with weather head as required

Luminaire with mast arm

 

Guy wire in line with opposing span – 5^.

see "TEMPORARY WOOD POLES-DETAILS No. 2" sheet)

�" Ø guy wire with white guy marker and strain insulator (for anchorage

overhead conductors, and lashing wire

Overhead bundle consisting of a �" Ø messenger wire,

Pedestrian push button assembly or accessible push button assembly

Single flashing beacon or single sheet sign panel (4 SQFT Max)
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CLEARANCE

MINIMUM

GRADE AT

(Typ)

35^ Min

1
3

1 2

5SEE NOTE 1

1

1

1

3

1

2

T
y
p

3

5

VARIES (SEE NOTE 2) VARIES (SEE NOTE 2)

(Typ) (Typ)

12’-0" Max (Typ)

32’-0" Max

2

3

4

5

6

7

8

9

10

Pull box as required

Grounding as required

11

sheet sign panel (10 SQFT Max)

Signal face with 3 indications or single 

Riser with weather head as required

Pedestrian signal head

Luminaire with mast arm

�" Ø tether wire

detection system

CCTV camera assembly or vehicle

wire and overhead conductors and lashing wire

Overhead bundle consisting of �" Ø messenger

push button assembly
Pedestrian push button assembly or accessible

POLES-DETAILS No. 2" sheet

insulator. For anchorage see "TEMPORARY WOOD

�" Ø guy wire with white guy marker and strain

1

32’-0" Max 32’-0" Max

1.

2.

NOTES:

POLES

� WOOD

HORIZONTAL SPAN

ALLOWED
NOT

SIGNAL FACES

LOCATION OF SIGNAL FACES

Guy wire in line with opposing span – 5^.

 

3.

exceed 100’.

In addition to other restrictions on maximum horizontal span, this horizontal span must not

OF SIGNAL FACES".

Maximum of 2 SIGNAL FACES per span within the hatched regions indicated by "LOCATION 

A

A

1
5
0
’

1
0
0
’

5
0
’ MINIMUM POLE CLASS

POLE EMBEDMENT (E)

MINIMUM POLE CLASS

POLE EMBEDMENT (E)

MINIMUM POLE CLASS

POLE EMBEDMENT (E)

H-3 H-3

H-3 H-4

H-4 H-4

10’

11’

11’

H-2

H-3

H-3

1" 1.5" 2.0" 1" 1.5" 2.0" 1" 1.5" 2.0"

A

 Attachments

Wood Pole with

LEGEND

Guy Anchor

TS

TS

TS

TS

A

TS

NOTE 3

SEE 

H-2 H-2 H-2

H-2 H-3 H-3

H-2 H-3 H-4

H-4 H-4

H-4 H-4

H-4

H-5

H-5 H-5

10’

10’

10’

11’

11’

11’

NOTE 3

SEE NOTE 1

SEE 

H-3

CASE 1GT CASE 2GT CASE 3GT

90^ Max

80^ Min

90^ Max

75^ Min

NOTE 3

SEE 

POLE SELECTION TABLE

O
H

O
H

OH

90^
(See Note 2)
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Overhead Bundle

Overhead Bundle
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32’-0" Max 32’-0" Max

POLES

WOOD

�

HORZONTAL SPAN

ALLOWED
NOT

SIGNAL FACES

LOCATION OF SIGNAL FACES

A

7
5
’

MINIMUM POLE CLASS

POLE EMBEDMENT (E)

H-6 H-6

13’

H-5

1" 1.5" 2.0"

A

 Attachments

Wood Pole with

LEGEND

TS

TS

1

10

5

T
y
p

3

VARIES (SEE NOTE 1) VARIES (SEE NOTE 1)

CASE 1NT

CASE 1NT

TABLE 

SELECTION 

POLE 

1

2

3

4

5

6

7

8

9

10

Pull box as required

Grounding as required

detection system

CCTV camera assembly or vehicle

sheet sign panel (10 SQFT Max)

Signal face with 3 indications or single 

5

9

2

5

1

6

4

7

8

10

Riser with weather head as required

Pedestrian signal head

MAXIMUM dp

(
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x
)
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R
I
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E
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D
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(See Note 1)

Signal Faces
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Overhead Bundle

Luminaire with mast arm
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(
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p
) 12’-0" Max (Typ)

32’-0" Max

and lashing wire

messenger wire and overhead conductors

Overhead bundle consisting of a �" Ø 

push button assembly
Pedestrian push button assembly or accessible

1.

NOTE:

regions indicated by "LOCATION OF SIGNAL FACES".

Maximum of 2 SIGNAL FACES per span within the hatched

WITH ATTACHMENTS

POLE AT DEAD END

3
0
’
-
-
0
"
 

M
a
x
 
(
T
y
p
)

1
0
’
-
0
"
 
(
T
y
p
)

"
E
"

3
’
-
0
"

NO SCALE E-66

637 814

2-23-15



CALIFORNIA

STATE OF

DEPARTMENT OF TRANSPORTATION
ENGINEERING SERVICES

DIVISION OF

APPROVAL DATE

NO.

FILE 

ORIGINAL SCALE IN INCHES

FOR REDUCED PLANS
0 1 2 3

STANDARD DRAWING BRIDGE NO.

POST MILE

0400020581ua067.dgnFILE =>

T
I

M
E
 

P
L

O
T

T
E

D
 

=
>

D
A

T
E
 

P
L

O
T

T
E

D
 

=
>

1
1
:
1
1

2
4
-

M
A

R
-
2
0
1
5

U
S

E
R

N
A

M
E
 

=
>

s
1
1
4
3
6
0

SHEET OFUNIT:

PROJECT NUMBER & PHASE: CONTRACT NO.:

REVISION DATES

EARLIER REVISION DATES

DISREGARD PRINTS BEARING

X

DS OSD 2147A (ENGLISH STANDARD DRAWING "XS" BORDER REV. (02-02-11)

       

X6-19-14 X

TEMPORARY WOOD POLES

GENERAL NOTES

        

July 2014

  

04 Ala 84 22.9/25.7

Oakland, CA 94612

1333 Broadway, Suite 300

IMPROVEMENT AUTHORITY (ACTIA)

ALAMEDA COUNTY TRANSPORTATION

Sacramento, CA 95827

3250 Ramos Circle

CONSULTANTS, INC.

Y&C TRANSPORTATION 

Dist COUNTY ROUTE
POST MILES

TOTAL PROJECT

SHEET

No.

TOTAL

SHEETS

No.

Exp.

CIVIL

R
E

G
I

S
T

E
R

E

D
P

ROFESSIONA
L

E
N

G
I

N
E

E
R

S

T
A
TE

OF CALIF
ORN

IA

REGISTERED CIVIL ENGINEER

PLANS APPROVAL DATE

DATE

COPIES OF THIS PLAN SHEET.

THE ACCURACY OR COMPLETENESS OF SCANNED

OR AGENTS SHALL NOT BE RESPONSIBLE FOR

THE STATE OF CALIFORNIA OR ITS OFFICERS

KIN Y. CHAN

55391

12/31/16

12/30/2014

N/A

22.9/25.7

04000205811

0733

xs18-080-1

WOOD POLE

SPIRAL PER FOOT COUNTERCLOCKWISE

PER FOOT CLOCKWISE AND ONE 360^

LASHING WIRE WITH ONE 360^ SPIRAL

360^ SPIRAL PER FOOT

LASHING WIRE WITH ONE

MESSENGER WIRE

MESSENGER WIRE

WOOD POLE

SQUARE WASHER Typ

AND 3"x3" CURVED

NUT, JAM NUT

SQUARE WASHER Typ

AND 3"x3" CURVED

NUT, JAM NUT

 

NOTES:

WOOD POLE

WIRE

MESSENGER

CURVED SQUARE WASHER, Typ

NUT, JAM NUT AND 3" X 3" 

CURVED SQUARE WASHER, Typ

NUT, JAM NUT AND 3" X 3" 

SEE NOTE 3

1.  For guy wires use 3 clamps.

SQUARE CURVED WASHER

JAM NUT (SEE NOTE 2)

THIMBLE EYE NUT WITH

JAM NUT Typ (SEE NOTE 2)

THIMBLE EYE NUT WITH

(SEE NOTE 2)

THREADED ROD

SQUARE CURVED WASHER, Typ

SQUARE CURVED WASHER, TypJAM NUT Typ (SEE NOTE 2)

THIMBLE EYE NUT WITH
JAM NUT (SEE NOTE 2)

THIMBLE EYE NUT WITH

SQUARE CURVED WASHER

(SEE NOTE 2)

THREADED ROD

(SEE NOTE 2)

THREADED ROD

EYELET (SEE NOTE 3)

ANGLE THIMBLE

POLE AT TANGENT OR CORNER CONNECTION POLE AT DEAD END WITH GUY-WIRE CONNECTION

LASHING

GROUND CLAMP IF REQUIRED

GROUND CLAMP IF REQUIRED

LASHING

IF REQUIRED

GROUNDING

WEATHER HEAD

GROUND CLAMP IF REQUIRED

LASHING

IF REQUIRED

GROUNDING

CONDUIT

WEATHER HEAD

LASHING

IF REQUIRED

GROUNDING

GROUND CLAMP IF REQUIRED

LASHING

IF REQUIRED

GROUNDING

LASHING

IF REQUIRED

GROUND CLAMP

USE IF d IS 1�" OR LESS

MESSENGER WIRE

GUY-WIRE

MESSENGER WIRE 

TOGETHER EVERY 6"

CONDUCTOR CABLES

BAND MULTIPLE OVERHEAD 

HORIZONTAL SPAN

100’ Max

TERMINATION, Typ

EVERY 6"

CONDUCTORS TOGETHER

BAND MULTIPLE OVERHEAD

CONDUCTORS

OVERHEAD

CONDUCTORS

OVERHEAD

p

p

USE IF d IS GREATER THAN 1�"

CONDUCTORS TOGETHER EVERY 6"

BAND MULTIPLE OVERHEAD

EVERY 6"

CONDUCTORS TOGETHER

BAND MULTIPLE OVERHEAD

TERMINATION

TERMINATION

TERMINATION, Typ

TERMINATION

2.  Use �" Ø except �" Ø at guyed wires

   at poles with two guy wires.

3.  Install additional angle thimble eyelet

TYPICAL LASHING DETAIL

DOUBLE LASHING DETAIL

WOOD POLE

POLE AT JUNCTION CONNECTION

POLE AT DEAD END CONNECTION

CONDUIT

TERMINATION OF WIRES USING AUTOMATIC DEAD END

DEAD END

AUTOMATIC

GUY-WIRE

TETHER, OR

MESSENGER, 

(SEE NOTE 2)

INSULATOR 

EYE, OR STRAIN

THIMBLE, THIMBLE

(SEE NOTE 2)

WHEN REQUIRED

ANGLE THIMBLE EYE

(SEE NOTE 2)

OR STRAIN INSULATOR

THIMBLE, THIMBLE EYE,

(SEE NOTE 2)

WHEN REQUIRED

ANGLE THIMBLE EYE

Typ (SEE NOTE 1)

CLAMPS Tot 2,

3 BOLT GUY, 

GUY-WIRE

TETHER, OR

MESSENGER, 

MESSENGER WIRES USING GUY CLAMPS
ALTERNATIVE TERMINATION OF

STEEL WIRE

WRAPS Min OF GALVANIZED

SERVE DEAD END WITH 5

3
"

3
"

3
"

1
8
"
 

M
i
n

NO SCALE E-67
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4"
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"

DURING SERVICE

HIGHEST GRADE

2
’-

0
"
 

M
i
n

–5^

WIRE

GUY

MATCH

THIMBLE EYE

NOTE:

1.

DURING SERVICE

MONOLITHIC ROCK

LOWEST GRADE OF

EXPANDING ROCK ANCHOR DETAIL 

see "Temporary Wood Poles - General Notes" sheet.
For minimum allowable tension capacity of anchors 

GRADED AGGREGATE

COMPACT �" - 1�"

6
"

H
E

L
I
X
 
P

L
A

T
E
S

A
S
 

R
E

Q
U
I
R

E
D

6
"

9
’-

0
"

AT POLE

CONNECTION

GUY WIRE

DURING SERVICE

HIGHEST GRADE

DURING SERVICE

HIGHEST GRADE

–5^

GUY WIRE

MATCH

–5^

WIRE

GUY

MATCH

�" Ø GUY WIRE

EXPANDED STEEL ANCHOR DETAIL

9
’-

0
"

�" ANCHOR

30^ Min 60^ Max

HELICAL ANCHOR DETAIL

8
’-

0
"
 

M
i
n

 
G

U
Y
 

M
A

R
K

E
R

DURING SERVICE

LOWEST GRADE 

THIMBLE EYE

STEEL ANCHOR

�" GALVANIZED

NOTE:

place of expanded steel anchors.
Helical anchor detail may be used in

DURING SERVICE

LOWEST GRADE

INSULATOR

STRAIN

THIMBLE EYE

EXPANDED STEEL ANCHOR

14" Ø (Min) CROSS PLATE OR

TORGUE "T" = 1780 lbs-ft

MINIMUM INSTALLATION

BLADES AS REQUIRED

14" Ø Min HELICAL 

ROCK ANCHOR

1" Ø EXPANDING
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SECTION B-B

TIE-ROD AT POLE
DETAIL C

2"
1"

1"

2"

1"1"

WOOD POLE

�

WASHERS EACH END

NUTS AND PRESSURE 

THREADED 6" W/2

�" Ø TIE-ROD

TOTAL 10

HEX Hd LAG SCREWS

�" Ø x 2�" Lg A & C

ROW 

ROW B

GUSSET PLATE LAYOUT
LAG SCREW AND

�

Typ

BUCKLE, TOTAL 4

STAINLESS STEEL STRAP

WITH 2" LONG BEND UNDER

STRAP, DOUBLE WRAPPED,

EDGE STAINLESS STEEL

�" X 0.044" Min ROUNDED�

Typ
T
y
p

T
y
p

FIT POLE SNUGLY

�" ´ STEEL BENT TO

CHASE EDGES

ON ARM �

1�" NPS

WOOD POLE

ON WOOD, Tot 2

FITTED ´ WASHER FOR NUTS

& WASHER EACH SIDE, USE

�" Ø THRU-BOLT W/NUT

D

D

AND SIDES

�" ´ TOP, BOTTOM

Typ

�

�

E E

CLARITY

SHOWN FOR 

MAST ARM NOT 

NOTE:

AS SHOWN

DRAIN HOLES 

GALVANIZING

2-�" ´ 

ELEVATION VIEW D-D

�" ´

SEE NOTE 4

POLE PLATE

TOTAL 4, TAP 

HS CAP SCREW

�" - 11 UNC x 2" Lg

NO SCALE

ARM CONNECTION DETAILS
DETAIL B

A

�" ´

�" ´ GUSSET

ARM

LUMINAIRE

ARM

LUMINAIRE

A

WASHERS EACH END

NUTS AND PRESSURE 

THREADED 6" W/2

�" Ø TIE-ROD

�

�" ´ GUSSET
1"` COPE

Min.

ELEVATION SECTION A-A

NOTES:

NO SCALE

Min
OD

N

4’-3"–

6’-0"

8’-0"

10’-0"

12’-0"

2’-0"–

2’-6"–

3’-3"–

3�"

3�"

3�"

0.1196"

PROJECTED

LENGTH RISE
AT POLE

NOMINAL

THICKNESS

LUMINAIRE MAST ARM DATA

�

Typ

FIT POLE SNUGLY

�" ´ STEEL BENT TO

1�" ´ POLE ´

�" ´ 

WOOD POLE

M
in

SECTION E-E

LUMINAIRE MAST ARM

TIE-ROD AT LUMINAIRE ARM
DETAIL A

90^–2^

SEE NOTE 4

SEE DETAIL B

DETAIL A

SEE

POLE PLATE

TOTAL 4, TAP 

HS CAP SCREW

�" - 11  UNC x 2" Lg

FITTED PLATE

TOTAL 4, EACH 

�" ´ GUSSET

�" x 8" BENT BAR

�" Ø TIE-ROD

WOOD POLE

B B

SNUGLY

BENT TO FIT POLE

�" x 8" FLAT BAR

C

C

�

ROW A

ROW B

ROW C

WOOD POLE

1�" Min.

�" Min.

NOTE:

ELEVATION VIEW C-C

1
�

"
1
�

"

1�"

1
1
"

1
0
"

2
�

"

SEE DETAIL C

(Typ)

APART RADIALLY

HOLES, 2" 

�" Ø SCREW 

(Typ)

WASHER 2 EACH SIDE,

W/NUT & PRESSURE

�" Ø HS HEX BOLT

    Not all screw and bolt heads shown for clarity.

 

4.  Mast arm not shown for clarity.

 

3.  Not all screw heads and bolt heads are shown for clarity.

 

   an open gap between flanges in finished installation.

   Fabricate 8" flat bar with "L" Dimension to maintain

2.  Verify pole dimensions at tie-rod attachment height.

 

   Standard Plan ES-6D with noted modifications.

1.  Luminaire mast arms must be in compliance with
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NOTES:

Backing plate to be galvanized after fabrication.

1.

2.

3.

4.

for fabrication of backing plate and curved washer. 

Verify pole dimensions at terminal compartment 

entry locations with raintight cap.

not interfere with the wood post.  Close any unused cable

rear face, remove the cable entry guide to a level that will

If the terminal compartment has a cable entry guide on the5.

Standard Plan ES-4D.

For miscellaneous details for signal mounting not shown see 

wrapped with 2" long bend under stainless steel strap buckle.

�" x 0.044" minimum, rounded edge stainless steel straps, double 

4"

PLAN

ELEVATION

DETAIL 

BACKING PLATE 

ELEVATION

PLAN

DETAIL 

CURVED WASHER 

THICKNESS

�" MINIMUM 

FIT POLE

CURVED TO

�" PLATE

A

T
y
p

TOTAL 2

(GALVANIZED),

LOCK WASHER,

WITH NUT AND 

�" ` BOLT 

DETAIL 

WASHER 

SEE CURVED 

STRAP, (SEE NOTE 3)

STAINLESS STEEL

PLATE DETAIL

SEE BACKING 

STRAP, (SEE NOTE 3)

STAINLESS STEEL

�" ` HOLE

�"  X 1�"  SLOT

STRAP, (SEE NOTE 3)

STAINLESS STEEL

TO FIT PLATE

CURVED WASHER

ELEVATION

CONDUIT

CONDUIT

A

WOOD POLE

WOOD POLE

DETAIL 

WASHER 

SEE CURVED 

SIDE MOUNTING

(SEE NOTE 4)

WITH COVER

COMPARTMENT

TERMINAL

SECTION A-A

& NOTES 1 & 2

PLATE DETAIL

SEE BACKING 

(Typ)

FLAT WASHER

 4 AND 5)

(SEE NOTES

WITH COVER

COMPARTMENT

TERMINAL

TERMINAL COMPARTMENT

9
"

1
"
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CLEVIS PIN

STEEL WASHER

STAINLESS

COTTER PIN

STAINLESS STEEL

3’-0"

PROGRAMMED VISIBILITY SIGNAL FACE

TETHER WIRE ATTACHMENT FOR

SHOWN FOR CLARITY

BACKPLATE NOT

LASHING WIRE CLAMP

1’-6"

SHOWN FOR CLARITY

BACKPLATE NOT

HOUSING

VISIBILITY

PROGRAMMED

SIGNAL HOUSING

CONDUCTORS

FROM OVERHEAD

BE FORWARD AWAY

COTTER PIN MUST

BUNDLE

OVERHEAD

CLAMP COTTER PIN DETAIL

MESSENGER WIRE 

ALUMINUM Z 1�" X 1�" X �"

WIRE ROPE CLAMP

ALUMINUM Z 1�" X 1�" X �"

SIGN MOUNTING DETAIL

WIRE ROPE CLAMP

WIRE (BELOW)

(AT TOP), TETHER

OVERHEAD BUNDLE 

SIGNAL FACE SUPPORT

SIGN PANEL

SINGLE SHEET

SPACING BETWEEN BOLTS OF 2"

MUST USE A MINIMUM OF 2 BOLTS WITH A MINIMUM

THE OVERLAPPED CONNECTION OF ADJUSTABLE HANGERS

10 SQUARE FEET

MAXIMUM SIZE OF SIGN 

BOLTS ON 12" CENTERS, Max

NUTS AND WASHERS.  SPACE 

ROUND HEAD BOLTS WITH

�"Ø STAINLESS STEEL

CHASE NIPPLE

AND HARDWARE

319 ALLOY WITH ADAPTER

TETHER CLAMP ALUMINUM

SHOWN FOR CLARITY

BACKPLATE NOT

SIGNAL FACE SUPPORT EXPLODED VIEW

AND LOCK NUTS

U-BOLTS, CLEVIS PIN, WASHERS

STAINLESS STEEL BUSHINGS,

ALUMINUM A356-T6 ALLOY WITH

MESSENGER WIRE CLAMP - 

SIGNAL HOUSING

WITH DUAL SET SCREWS FOR LOCKING

FOR 1�" NPSM FEMALE CONNECTION

A356-T6 ALLOY THREADED

WIRE ENTRANCE HEAD - ALUMINUM

Z-BAR ELEVATION

FOR LAYOUT)

WIRE ROPE CLAMP 

(MATCH LEGS OF 

�" Ø HOLES, Typ

WIRE

TETHER

CLAMP

TETHER WIRE

S HOOK

LOCKED.

TIGHTEN SO THAT THE JOINT IS TIGHTLY

WITH NUT AND LOCKWASHER.  SHIM AND 

AND REPLACE WITH APPROPRIATE SIZE BOLT,

SIGNAL FACE, REMOVE PIN AND COTTER KEY

WHEN INSTALLING PROGRAMMED VISIBILITY

STEEL PIPE, 6" Max

1�" NPS GALVANIZED

SHOWN FOR CLARITY

BACKPLATE NOT

BUNDLE

OVERHEAD

THE TETHER.

ONLY REQUIRED AT ONE END OF

STRENGTH.  THE "S" HOOK IS

THE TETHER WIRE BREAKING

BETWEEN 50 TO 75 PERCENT OF

WIRE. THE "S" HOOK MUST RELEASE

SIGN CONNECTS TO THE TETHER

POINT WHERE A SIGNAL FACE OR

INSTALL "S" HOOK AT THE FIRST

Galv STEEL U-BOLT

TETHER WIRE

CLAMP TO ANGLE

BOLT TETHER WIRE

TO TETHER WIRE

CLAMP STEEL TIGHTLY

Galv STEEL ANGLE

2" X 2" X �"

1’-0"
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