
Bodfish

Lake

Isabella

C
H

R
I
S

T
I
N

A
 D

Y
E

R

LOCATION OF CONSTRUCTION

 

 

K
A

L
 D

A
H

E
R

NO SCALE

KERN RIVER

C
A

N
Y

O
N

Rd

BODFISH CANYON Rd

ELIZABETH 
NORRIS Rd

T
o
 R

id
g
e
c
re

s
t

T
o

B
a
k
e
rs

fi
e
ld

K
e
r
n

R
i
v
e
r

06

12-23-10.

K. H.

DAHER

C44510

3-31-12

Isabella

Reservoir

R
te

 1
5
5

R
te

 1
7
8

KERN

BODFISH UC

BODFISH MAINTENANCE STATION

LOCATION CODE No. 5703

Rte 155/178 Sep OC

L
A

K
E

 

I
S
A

B
E

L
L

A
  
 B

lv
d

IN KERN COUNTY

AT BODFISH 

AT THE BODFISH MAINTENANCE STATION

AT 3115 KERN RIVER CANYON ROAD

T
oW

o
f
f
o
r
d
 H

e
ig

h
ts

LOCATION CODE

x

x

x

x

x

D
E

S
I
G

N
 E

N
G

I
N

E
E

R

L
A

S
T

 R
E

V
I
S

I
O

N

STATE OF CALIFORNIA

DEPARTMENT OF TRANSPORTATION

P
R

O
J
E

C
T

 M
A

N
A

G
E

R

SHEET

DEL NORTE
SISKIYOU MODOC

HUMBOLDT

TRINITY SHASTA LASSEN

TEHAMA

MENDOCINO
GLENN

BUTTE

PLUMAS

SIERRA

NEVADA

PLACER

Y
U

B
A

COLUSA

LAKE

YOLO

NAPASONOMA

EL DORADO

MARIN

AMADOR
ALPINE

C
A

L
A

V
E
R
A

S

CONTRA
COSTA

TUOLUMNE
MONO

SANTA

CLARA

SANTA CRUZ

S
T

A
N

IS
L

A
U

S
MARIPOSA

MERCED

M
A

D
ERA

FRESNO

MONTEREY

INYO

TULARE

KINGS

OBISPO KERN

SANTA

BARBARA

VENTURA

LOS ANGELES

SAN BERNARDINO

RIVERSIDE

IMPERIALSAN DIEGO

ORANGE

SOLANO

ALAMEDA

M
E

N
T

O

S
A

C
R

A
-

JO
A

Q
U

INSA
N

SAN

BENITO

SAN 

LUIS

S
U

T
T

E
R

SAN FRANCISCO

SAN MATEO

Dist COUNTY
TOTAL

SHEETSTOTAL PROJECT

LOCATION MAP

POST MILES

No.

TO BE SUPPLEMENTED BY STANDARD PLANS DATED MAY 2006

OF LICENSE AS SPECIFIED IN THE "NOTICE TO BIDDERS."

INDEX OF PLANS

PROJECT PLANS FOR BUILDING CONSTRUCTION

T
I
M

E
 P

L
O

T
T

E
D

 =
>

D
A

T
E

 P
L

O
T

T
E

D
 =

>

0
9
:
4
0

2
4
-
F

E

R

1
2
-
2
7
-
1
0

R

THE CONTRACTOR SHALL POSSESS THE CLASS (OR CLASSES)

PLANS APPROVAL DATE

R
E

G
I

S
T

E
R

E

D

P
R O F ESS I O N

A
L

E
N

G
I

N
E

E
R

S
T

A
T

E
OF CAL I FOR N

I A

No.

Exp.

CIVIL

PROJECT ENGINEER

REGISTERED CIVIL ENGINEER

DATE

THE STATE OF CALIFORNIA OR ITS

OFFICERS OR AGENTS SHALL NOT BE

RESPONSIBLE FOR THE ACCURACY OR 

COMPLETENESS OF SCANNED COPIES OF THIS PLAN SHEET.

CONTRACT No.

PROJECT ID

PROJECT NUMBER & PHASE

0600000962

06-0M4004

UNIT
60M400ab

trphiUSERNAME =>

DGN FILE =>

RELATIVE BORDER SCALE

IS IN INCHES

0 2 31

CALTRANS WEB SITE IS: HTTP//WWW.DOT.CA.GOV/ 1443 06000009621BORDER LAST REVISED 7/2/2010

1 66Ker 5703

February 22, 2011

SHEET

No.          DESCRIPTION

 

1         TITLE AND LOCATION MAP

2         TYPICAL CROSS SECTIONS

3         LAYOUT

4-6       REVISED STANDARD PLANS

 

STRUCTURE PLANS

 

7         GENERAL PLAN

8-25      ARCHITECTURAL PLANS

26-47     STRUCTURAL PLANS

48-58     MECHANICAL PLANS

59-66     ELECTRICAL PLANS

 

THE STANDARD PLANS LIST APPLICABLE TO THIS

CONTRACT IS INCLUDED IN THE NOTICE TO BIDDERS

AND SPECIAL PROVISIONS BOOK.



TOP OF

PCC APRON

FL

Var

3.0’

Var

Exist

0.35’ AC

FL

Exist

0.35’ AC

SECTION A-A

SECTION D-D

(SEE Bldg PLANS)

0.35’ MINOR HMA
0.35’ MINOR HMA

2.0’2.0’

TOP OF

PCC APRON

Exist 

Bldg

3.0’

(SEE Bldg PLANS)

D
E

S
I
G

N
K

A
L

 D
A

H
E

R

J
O

R
G

E
 A

G
U

I
L

E
R

A

K
A

L
 D

A
H

E
R

NOTES:

.

K. H.

DAHER

C44510

3-31-12

12-23-10

570306 Ker

OG

Exist

0.35’ AC

TOP OF

PCC APRON

FL

Var

OG

TOP OF

PCC APRON

FL

Var

5.0’

Var

SECTION C-C

SECTION B-B

V
ar

Var

X-1

Exist

0.35’ AC

(SEE Bldg PLANS)

TYPICAL CROSS SECTIONS

0.7’ - 6.8’

(SEE Bldg PLANS)

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

0.35’ MINOR CONCRETE

(Misc CONSTRUCTION)

0.35’ MINOR CONCRETE

(Misc CONSTRUCTION)

0.35’ MINOR CONCRETE

(Misc CONSTRUCTION)

0.35’ MINOR CONCRETE

(Misc CONSTRUCTION)

NO SCALE

2.0’

LOCATION CODE

x

x

x

x

x

Dist COUNTY
POST MILES

TOTAL PROJECT

SHEET

No.

TOTAL

SHEETS

L
A

S
T

 R
E

V
I
S

I
O

N

S
T

A
T

E
 O

F
 C

A
L

IF
O

R
N

IA
  

- 
 D

E
P

A
R

T
M

E
N

T
 O

F
 T

R
A

N
S

P
O

R
T

A
T

IO
N

No.

Exp.

CIVIL

R
E

G
I

S
T

E
R

E

D

P
R O F E S S I O N

A
L

E
N

G
I

N
E

E
R

S

T
A

T
E

OF CAL IFOR N
IA

REGISTERED CIVIL ENGINEER

C
H

E
C

K
E

D
 B

Y

C
A

L
C

U
L

A
T

E
D

-

D
E

S
I
G

N
E

D
 B

Y
R

E
V

I
S

E
D

 B
Y

D
A

T
E

 R
E

V
I
S

E
D

PLANS APPROVAL DATE

DATE

T
I
M

E
 P

L
O

T
T

E
D

 =
>

D
A

T
E

 P
L

O
T

T
E

D
 =

>

1
0
:
0
7

2
4
-
F

E

F
U

N
C

T
I
O

N
A

L
 S

U
P

E
R

V
I
S

O
R

R

THE STATE OF CALIFORNIA OR ITS OFFICERS

OR AGENTS SHALL NOT BE RESPONSIBLE FOR

THE ACCURACY OR COMPLETENESS OF SCANNED

COPIES OF THIS PLAN SHEET.

0
2
-
0
8
-
1
1

R

USERNAME => s1353

DGN FILE => 60M400ca

RELATIVE BORDER SCALE

IS IN INCHES

0 1 2 3
UNIT 1443 PROJECT NUMBER & PHASE 06000009621BORDER LAST REVISED 7/2/2010

1. DIMENSIONS OF THE PAVEMENT STRUCTURES (STRUCTURAL SECTION) ARE

   SUBJECT TO TOLERANCES SPECIFIED IN THE STANDARD SPECIFICATIONS.

2. SUPERELEVATION AS SHOWN OR AS DIRECTED BY THE ENGINEER.

3. FOR SECTION LOCATION SEE LAYOUT PLAN L-1.

10.0’

    Var 
1.5% - 2.0%

   Var 

1.5% - 5.0%

Var

11.4’ - 17.0’

1.8’ - 3.0’

Var

2 66

2-22-11



2673.70

2673.7
5

2673.75

2
6
7
3
.6

5

MATCH Exist

MATCH Exist

2

6

7

3

.

6

4

 

F

L

2
6
7
3
.5

4
 F

L

MATCH Exist

2673.76 FG

2
6
7
3
.6

0
 F

L

SAWCUT Exist Pvmt

2673.50 FG

2673.68 FG
7
0
.3

3
’

48.52’

PCC APRON CYTON

2672.81 FG

MATCH Exist

D
E

S
I
G

N
K

A
L

 D
A

H
E

R

J
O

R
G

E
 A

G
U

I
L

E
R

A

K
A

L
 D

A
H

E
R

LEGEND

2673.4
5

2673.2
5

2673.41

CY

M
IN

O
R

 H
M

A

REMOVE AC

SURFACING

13.6 61.0 55

TOTAL

GRADING QUANTITIES

2
6
7
3
.
6
6
 
F

L

2
6
7
7

2
6
7
4

2673

2
6
7
5

2
6
7
6

2
6
7
7

2
6
7
8

2
6
8
0

2
6
7
9

R
/W

NOTES:

2
6
7
5

2
6
7
6

2673.70 FG

29.30’ MATCH Exist

.

K. H.

DAHER

C44510

3-31-12

5
’

11’

12-23-10

5
’
 R

3
’

3
’

2%

2
%

2
%

2%

2%

2
2
.
0
8
’

.

NEW OFFICE

BUILDING

2674.08

TOP OF PAD

B

B

Exist EP

CC

2
6
.9

4
’

TOE of Exist

CUT SLOPE

PCC APRON

21.1’

2673.70 FG

L-1
SCALE: 1" = 5’

2673.61 FL

2673.43 FL 2673.18 FG
Exist Bldg

S
A

W
C

U
T

 E
x
i
s
t
 P

v
m

t

2
%

P
C

C
 A

P
R

O
N

2
6
7
3
.
7
0
 
F

L

69.00’

K
E

R
N

 R
I
V

E
R

 C
A

N
Y

O
N

 R
d

ROADWAY EXCAVATION

LAYOUT

A

A

D

D

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.
.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

CY

38.2

13.6

NATIVE SOIL

EXCAVATION

M
I
N

O
R

 C
O

N
C

R
E

T
E

(
M

I
S

C
E

L
L

A
N

E
O

U
S

C
O

N
S

T
R

U
C

T
I
O

N
)

E
D

G
E

 O
F

 

E
x

i
s
t
 
B

l
d

g

38.2

LOCATION CODE

x

x

x

x

x

Dist COUNTY
POST MILES

TOTAL PROJECT

SHEET

No.

TOTAL

SHEETS

L
A

S
T

 R
E

V
I
S

I
O

N

S
T

A
T

E
 O

F
 C

A
L

IF
O

R
N

IA
  

- 
 D

E
P

A
R

T
M

E
N

T
 O

F
 T

R
A

N
S

P
O

R
T

A
T

IO
N

No.

Exp.

CIVIL

R
E

G
I

S
T

E
R

E

D

P
R O F E S S I O N

A
L

E
N

G
I

N
E

E
R

S

T
A

T
E

OF CAL IFOR N
IA

REGISTERED CIVIL ENGINEER

C
H

E
C

K
E

D
 B

Y

C
A

L
C

U
L

A
T

E
D

-

D
E

S
I
G

N
E

D
 B

Y
R

E
V

I
S

E
D

 B
Y

D
A

T
E

 R
E

V
I
S

E
D

PLANS APPROVAL DATE

DATE

T
I
M

E
 P

L
O

T
T

E
D

 =
>

D
A

T
E

 P
L

O
T

T
E

D
 =

>

1
0
:
0
7

2
4
-
F

E

F
U

N
C

T
I
O

N
A

L
 S

U
P

E
R

V
I
S

O
R

R

THE STATE OF CALIFORNIA OR ITS OFFICERS

OR AGENTS SHALL NOT BE RESPONSIBLE FOR

THE ACCURACY OR COMPLETENESS OF SCANNED

COPIES OF THIS PLAN SHEET.

0
2
-
0
8
-
1
1

R

USERNAME => s1353

DGN FILE => 60M400ea

RELATIVE BORDER SCALE

IS IN INCHES

0 1 2 3
UNIT 1443 PROJECT NUMBER & PHASE 06000009621BORDER LAST REVISED 7/2/2010

E
D

G
E

 O
F

 

E
x
i
s
t
 
B

l
d
g

1
0
.0

’

0.35’ MINOR HMA

1. FOR ACCURATE RIGHT OF WAY DATA,  CONTACT RIGHT OF WAY

   ENGINEERING AT THE DISTRICT OFFICE.

2
5
’

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

CONFORM

C
O

N
F

O
R

M

*

* ROADWAY EXCAVATION QUANTITY SHOWN INCLUDES 

GRADING FOR BUILDING PAD AND PCC APRON.

2
%

 M
a
x

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

8’

116

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

THIS PLAN ACCURATE FOR PCC GUTTER AND HMA GRADING ONLY

(GRADING PLAN)
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2. SEE ARCHITECTURAL PLANS FOR LOCATIONS OF DETECTABLE WARNING

   SURFACE LOCATIONS.
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A

REGISTERED CIVIL ENGINEER

The State of California or its officers or

agents shall not be responsible for the accuracy

sheet.

or completeness of electronic copies of this plan

NO SCALE

STATE OF CALIFORNIA

DEPARTMENT OF TRANSPORTATION

XXX

NOTES:

Direction of Travel

Direction of Travel

Direction of Travel

Direction of Travel

Direction of Travel

Direction of Travel

Temporary railing 

6
’
-
0

"
 M

a
x

400LBS

700LBS

700LBS

ARRAY ‘TU14’

Direction of Travel

Direction of Travel

Temporary railing 
400LBS 700LBS

400LBS

400LBS 700LBS

400LBS 700LBS

400LBS 700LBS

ARRAY ‘TU21’

400LBS 700LBS

ARRAY ‘TU17’

1.

2.

3.

4.

on the traveled way.

the module lid.

2’-0"

2’-0"

2’-0"

2’-0"

5. Refer to Standard Plan A73B for marker details.

(Type K) or fixed object

(Type K) or fixed object

400LBS

400LBS

400LBS

400LBS

400LBS

400LBS

TEMPORARY CRASH CUSHION,

SAND FILLED

(UNIDIRECTIONAL)

200LBS 200LBS

200LBS 200LBS

1400LBS

1400LBS

1400LBS

1400LBS

1400LBS 1400LBS

1400LBS

1400LBS 1400LBS

1400LBS

1400LBS

1400LBS

1400LBS

1400LBS 1400LBS

1400LBS

1400LBS

1400LBS

1400LBS

1400LBS 1400LBS

1400LBS 1400LBS

1400LBS

1400LBS

1400LBS 1400LBS

1400LBS

2100LBS

2100LBS

2100LBS

2100LBS

2100LBS

2100LBS

2100LBS

2100LBS

2100LBS

2100LBS

Place the top of Type R marker panel 1" below

Temporary crash cushion arrays shall not encroach 

Indicates sand filled module location and

weight of sand in pounds for each module.

diameter of the module.

Module spacing is based on the greater

All sand weights are nominal.

PLAN

ELEVATION

CRASH CUSHION PALLET DETAIL

Modules

Pallet

Roadway surface

Dia

Module

Dia

Module

1
’
-
0
"

M
a
x

1
’
-
0
"

M
a
x

1
’
-
0
"

M
a
x

1
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0
"

M
a
x

1
’
-
0
"

M
a
x

1
’
-
0
"

M
a
x

2
’
-
6
"
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i
n

2
’
-
0
"

M
a
x

Temporary railing

(Type K) or

fixed obstacle

2
’
-
6

"

M
in

6
’
-
0
"

M
a
x

2
’
-
6
"

M
in

2
’
-
6
"

M
in

2
’
-
6
"

M
in

F
i
x

e
d

o
b
j
e
c
t

Type R

Marker

Panel

Type R

Marker

Panel

Type R

Marker

Panel

Type R

Marker

Panel

1400LBS

6. Approach speeds indicated conform to NCHRP 350 Report

criteria.

2
’
-
6
"

 M
i
n

2
’
-
6
"

 M
i
n

2
’
-
6
"

 M
i
n

2
’
-
0
"

M
a
x

3"

Max

3"

Max 3
"

M
a
x

3
"

M
a
x

4
�
"

M
a
x

6"

Max

ARRAY ‘TU11’

Randell D. Hiatt

C50200

6-30-09

CIVIL

REVISED STANDARD PLAN RSP T1A

2
0
0
6
 R

E
V

I
S

E
D

 S
T

A
N

D
A

R
D

 P
L

A
N

 R
S

P
 T

1
A

DATED MAY 1, 2006 - PAGE 211 OF THE STANDARD PLANS BOOK DATED MAY 2006.

See Note 7

7.

Approach speed 45 mph or more

Approach speed less than 45 mph

Approach speed 45 mph or more

Approach speed less than 45 mph

5-15-08

Use of pallets is optional.

RSP T1A DATED JUNE 6, 2008 SUPERSEDES STANDARD PLAN T1A

June 6, 2008

To accompany plans dated

06 4 66Ker 5703

2-22-11
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REGISTERED CIVIL ENGINEER

The State of California or its officers or

agents shall not be responsible for the accuracy

sheet.

or completeness of electronic copies of this plan

NO SCALE

STATE OF CALIFORNIA

DEPARTMENT OF TRANSPORTATION

1.

2.

3.

4.

on the traveled way.

5. Refer to Standard Plan A73B for marker details.

spacing is based on the greater diameter of

the module.

CRASH CUSHION PALLET DETAIL

TEMPORARY CRASH CUSHION,

SAND FILLED

(BIDIRECTIONAL)

Indicates sand filled module location and weight 

of sand in pounds for each module. Module

Temporary crash cushion arrays shall not encroach 

Place the Type P marker panel so that the bottom

of the panel rests upon the pallet.

NOTES:

All sand weights are nominal.

Approach speeds indicated conform to NCHRP 350 Report

criteria.

6.

XXX

PLAN

ELEVATION

Modules

Pallet

Roadway surface

Dia

Module

Dia

Module

3"

Max

3"

Max 3
"

M
a
x

3
"

M
a
x

4
�
"

M
a
x

6"

Max

Randell D. Hiatt

C50200

6-30-09

CIVIL

Direction of Travel

400LBS 700LBS

Direction of Travel

1400LBS

1400LBS

1400LBS 1400LBS

1400LBS 1400LBS

1400LBS

2100LBS

2100LBS

2’-0"

6
"

M
a
x

2
’
-
6

"

M
in

Type P

Marker

Panel

ARRAY ‘TB11’

Direction of Travel

Direction of Travel

ARRAY ‘TB14’

400LBS

400LBS

400LBS

700LBS

700LBS

2’-0"

400LBS200LBS 200LBS

1400LBS

1400LBS 1400LBS

1400LBS 2100LBS

2100LBS

6
"

M
a
x

2
’
-
6
"

M
in

Type P

Marker

Panel

Temporary railing (Type K) or temporary end of

concrete barrier or temporary end of thrie beam

barrier or fixed object

Temporary railing (Type K) or temporary end of

concrete barrier or temporary end of thrie beam

barrier or fixed object

REVISED STANDARD PLAN RSP T1B
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D
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A

R
D
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A
N
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S

P
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1
B

DATED MAY 1, 2006 - PAGE 212 OF THE STANDARD PLANS BOOK DATED MAY 2006.

7.

See Note 7

Approach speed less than 45 mph

Approach speed 45 mph or more

Use of pallets is optional.

5-15-08

RSP T1B DATED JUNE 6, 2008 SUPERSEDES STANDARD PLAN T1B

June 6, 2008

To accompany plans dated

06 5 66Ker 5703

2-22-11
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REGISTERED CIVIL ENGINEER

The State of California or its officers or

agents shall not be responsible for the accuracy

sheet.

or completeness of electronic copies of this plan

NO SCALE

STATE OF CALIFORNIA

DEPARTMENT OF TRANSPORTATION

XXX

NOTES:

Refer to Standard Plan A73B for marker details.8.

9.

1.

2.

3.

4.

5.

6.

7.

The temporary crash cushion arrays shown on this plan shall

side of the temporary crash cushion array.

If the fixed object or approach end of the temporary railing

traveled way.

on this plan for outside shoulders.

For shoulder widths less than 8’-0", appropriate approved

crash cushion protection, other than sand filled modules,

the Engineer.

10.

criteria.

Approach speeds indicated conform to NCHRP 350 Report 

TEMPORARY CRASH CUSHION,

SAND FILLED

(SHOULDER INSTALLATIONS)

Indicates sand filled module location and weight of sand

All sand weights are nominal.

be used only in locations where there will be traffic on one

Temporary crash cushion arrays shall not encroach on the

in pounds for each module. Module spacing is based on

the greater diameter of the module.

is less than 15’-0" from the edge of traveled way, a temporary

Arrays for median shoulders shall conform to details shown

panel rests upon the pallet and faces traffic.

Place the Type P marker panel so that the bottom of the

shall be provided at fixed objects and at approach ends of

temporary railing. The specific type of crash cushion shall

be as shown on the project plans or as specified in the

Special Provisions, or if not shown on the project plans or

specified in the Special Provisions, shall be as approved by 

crash cushion is required in a construction or work zone.

PLAN

ELEVATION

CRASH CUSHION PALLET DETAIL

Modules

Pallet

Roadway surface

Dia

Module

Dia

Module

3"

Max

3"

Max 3
"

M
a
x

3
"

M
a
x

4
�
"

M
a
x

6"

Max

Randell D. Hiatt

C50200

6-30-09

CIVIL

Direction of travel

Edge of traveled way

Edge of shoulder

Type P

Marker

Panel

Temporary railing (Type K)

400LBS 700LBS

2’-0"

or fixed object

See Note 3

See Note 9

1400LBS

1400LBS

1400LBS 1400LBS

1400LBS 1400LBS

1400LBS

2100LBS

2100LBS

8
’
-
0

"
 
t
o

 
1

5
’
-
0

"

2
’
-
6
"

M
in

See Note 4

ARRAY ‘TS11’

Direction of travel

Edge of traveled way

Edge of shoulder

Type P

Marker

Panel

Temporary railing (Type K)

400LBS

700LBS

700LBS

2’-0"

or fixed object

See Note 3

400LBS

400LBS

400LBS

ARRAY ‘TS14’

See Note 9

200LBS 200LBS

1400LBS

1400LBS 1400LBS

1400LBS 2100LBS

2100LBS

8
’
-
0
"
 
t
o
 
1
5
’
-
0
"

2
’
-
6
"

M
in

See Note 4

2
0
0
6
 R

E
V

I
S

E
D

 S
T

A
N

D
A

R
D

 P
L

A
N

 R
S

P
 T

2

REVISED STANDARD PLAN RSP T2

DATED MAY 1, 2006 - PAGE 213 OF THE STANDARD PLANS BOOK DATED MAY 2006.

11.

See Note 11

Approach speed less than 45 mph

Approach speed 45 mph or more

Use of pallets is optional.

5-15-08

RSP T2 DATED JUNE 6, 2008 SUPERSEDES STANDARD PLAN T2

June 6, 2008

To accompany plans dated

06 6 66Ker 5703

2-22-11
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ACCESSIBILITY NOTES
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2

3

4

5

10’-0"

E
D

G
E

 O
F

 

(E
) 

B
L

D
G

(E) EQUIPMENT 

STORAGE BLDG

(E) SAND & SALT

STORAGE BLDG

(E) LOADING DOCK

POT

UNAUTHORIZED

VEHICLE PARKING

SIGN . SEE DETAIL 

3/A0-3.2

D

3

POT
 

TO NEW BLDG.  IS NOT REQUIRED TO BE IN THE SCOPE OF WORK, AS NO PUBLIC 

 

POTS FROM SITE ENTRANCE ON PROPERTY LINE TO (E) BLDGS./ FACILITIES NOT 

ALTERED UNDER THIS PROJECT ARE NOT REQUIRED TO BE INCLUDED IN THE SCOPE 

OF WORK.  

  

POTS FROM NEW BLDG. TO (E) BLDGS./ FACILITIES NOT ALTERED UNDER THIS 

PROJECT ARE NOT REQUIRED TO BE INCLUDED IN THE SCOPE OF WORK. 

  

 POTS CONNECTING (E) BLDGS./ FACILITIES NOT ALTERED UNDER THIS PROJECT 

ARE NOT REQUIRED TO BE INCLUDED IN THE SCOPE OF WORK.

  

 POTS INDICATED AT SITE PLAN SHALL BE THE MOST PRACTICAL DIRECT ROUTE 

BETWEEN NEW ACCESSIBLE PARKING AND ALL NEW EXTERIOR DOORS AT NEW 

BLDG, AS WELL AS THAT BETWEEN NEW ACCESSIBLE PARKING AND AN ACCESSIBLE 

DETERMINED BY THE FIELD ENGINEER.  THE CONTRACTOR SHALL VERIFY AND 

REMOVE ANY BARRIERS AT POT TO COMPLY WITH ALL THE ITEMS BELOW.  

  

 POTS’ SURFACE SHALL BE FIRM, STABLE, SLIP-RESISTANT, W/O LOOSE GRAVEL, 

SAND,CHIPS, ETC.  ANY PLANTER/GRATE/COVER IN OR ADJACENT TO POTS SHALL 

REQUIRE EDGE PROTECTION OF MIN. 6" HIGH CURB IF LEVEL CHANGE BETWEEN 

POT AND PLANTER/GRATE/COVER EXCEEDS 4".

  

 IF ANY EXTERIOR POTS ARE LESS THAN 60" WIDE, THEN PASSING SPACE AT LEAST 

60"X 60" SHALL BE LOCATED AT REASONABLE INTERVALS NOT TO EXCEED 200’. 

  

 EXTERIOR POTS SHALL BE MIN. 48" WIDE.  ALL POTS SHALL HAVE MIN. 80" HEAD 

CLEARANCE, MAX. 5% SLOPE IN THE DIRECTION OF TRAVEL, MAX. 2% CROSS SLOPE, 

MAY BE VERTICAL.  ANY LEVEL CHANGE EXCEEDS�" OR ANY SLOPE IN THE DIRECTION 

OF TRAVEL EXCEEDS 5% SHALL BE ACCOMMODATED BY CODE-COMPLIANT CURB RAMP 

OR RAMP. 

  

 ALL DOORS SHALL HAVE CLEAR LEVEL AREAS ON BOTH SIDES OF DOORS W/MAX. 

2% SLOPE IN ANY DIRECTION.   CLEAR LEVEL AREA AT EXTERIOR DOOR FRONT 

APPROACH IN THE DIRECTION OF DOOR SWING SHALL BE MIN. 60"X 60" (INCLUDING 

MIN. 24" PASS DOOR STRIKE EDGE) FOR SINGLE DOOR, OR MIN 60" DEEP X DOUBLE-

DOOR WIDTH FOR DOUBLE DOORS; AND MIN. 48" DEEP X 36" WIDE OPPOSITE DOOR 

SWING (PLUS MIN. 12" PASS DOOR STRIKE EDGE IF DOOR HAS BOTH LATCH AND 

CLOSER) FOR SINGLE DOOR, OR MIN 48" DEEP x DOUBLE-DOOR WIDTH FOR DOUBLE 

DOORS.  

  

 CLEAR LEVEL AREA AT INTERIOR SINGLE DOOR FRONT APPROACH IN THE 

DIRECTION OF DOOR SWING SHALL BE MIN. 60" DEEP X 54" WIDE (INCLUDING 

MIN. 18" PASS DOOR STRIKE EDGE), AND MIN. 48" DEEP X 36" WIDE OPPOSITE 

DOOR SWING (PLUS MIN. 12" PASS DOOR STRIKE EDGE IF DOOR HAS BOTH 

LATCH AND CLOSER).

  

 LEVEL CHANGE AT THE DOORWAY, INCLUDING THRESHOLD THICKNESS, 

MAY BE VERTICAL.  

  

 AISLES FORMED BY EQUIPMENT / STORED MATERIALS / WALLS AT ANY 

ROOMS SHALL BE MIN. 36" WIDE IF SERVING ONE SIDE, AND MIN. 44" WIDE IF 

SERVING BOTH SIDES.

 

6

7

8

9

10

11

12

18’-0"

9
’
-
0

"

ACCESSSIBLE PARKING STALL

SEE  DETAILS 1/A0-3.1  AND 1/A1-1

FOR ADA STANDARDS REQUIREMENTS 

AND LAY-OUT DIMENSIONS

PROPERTY LINE

PROPERTY LINE

ROAD
D

10’-0"

6’-0"
2
5
’-0

"

PROPERTY LIN
E

SHALL BE MAX.�" W/MAX. 1:2 SLOPE.  LEVEL CHANGE NOT EXCEEDING �" 

MAX.�" LEVEL CHANGE W/MAX. 1:2 SLOPE.  LEVEL CHANGE NOT EXCEEDING �" 

1
0

’
-
0

"

NEW 1000 GAL LPG TANK

OVER NEW 10’ LONG x 6’ WIDE 

x 8" THICK REINFORCED 

CONCRETE SLAB. SEE MECH.

25 FEET SET BACK LIN
E

(E) 500GAL LPG TANK TO BE

REMOVED 

4
0
’
-
0
"

E
D

G
E

 O
F

 C
O

N
C

 P
A

D

A
1

6" DIA GUARD

POSTS. TYP OF 

TEN

2
NTS

2

-

12" 12"6’-0"

4’-0" 4’-0"

1
2

"
1
2
"

4
’
-
0

"
4
’
-
0
"

4
’
-
0
"

1
0

’
-
0

"

4’-0" 4’-0"

4
’
-
0

"
4

’
-
0

"
4

’
-
0

"

NEW 100 GAL

LPG TANK

6" DIA GUARD 

POST. TYP OF TEN

 

8" THICK REINFORCED 

CONCRETE PAD

1

N
TOP OF BUILDING PAD ELEVATION (TOCS) ELEVATION 0.00 = 2674.08

1

A2-6

4’-0"

4
’
-
0

"

RELOCATED (E) FLAG POLE 

WITH NEW FOOTING. SEE

(E) FLAG POLE TO BE REMOVED

AND RELOCATED.

NTS

GUARD POST DETAIL

4
’
-
0

"
4

’
-
0

"

16" DIAMETER

CONCRETE FOOTING

FINISH GRADE

6" DIAMETER PIPE DN STD.

FILLED WITH CONCRETE .

ROUNDED CONCRETE CAP.

CL OF PIPE AND FOOTING 

3

3

-

SITE 

ENTRANCE 

NTS

2
’
-
0

"
2

’
-
0

"

2’-0" 2’-0"

NEW FIRE 

HYDRANT

3

-

GUARD POST

TYICAL OF 

FOUR
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FWL FIRE WATER LINE

THE SCOPE OF PROJECT CONSIST IN THE COSTRUCTION 

OF NEW 1,502 SF OFFICE BUILDING ADDITION TO THE 

EXISTING 2,860 SF EQUIPMENT STORAGE BUILDING .

A NEW 1000 gal LPG TANK SHALL REPLACE THE (E) 500 gal

LPG TANK AND THE EXISTING FLAG POLE SHALL BE REMOVED

AND RELOCATED WITH A NEW FOOTING. THE SCOPE ALSO

INCLUDES THE INSTALLATION OF TWO NEW FIRE HYDRANTS  

WITH A NEW 6" FWL CONNECTED TO THE CITY WATER MAIN. 

GARY BLUMENTHAL
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SEE DETAIL 6 ON THIS SHEET.
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1’ WIDE GROOVED BORDER ON LEVEL SURFACE TYP 
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JAMB ANCHOR, 4 PER JAMB.  

LOCATE AN ANCHOR ABOVE EACH 

HINGE REINFORCEMENT AND BELOW 

THE TOP HINGE REINFORCEMENT.  

ANCHORS ON STRIKE SIDE TO 

OCCUR DIRECTLY OPPOSITE THOSE 

ON HINGE SIDE.  FOR FRAMES 

OVER 4’-0" WIDE, INSTALL TWO 

ANCHORS AT HEAD.

PRESSED METAL FRAME

ADJUSTABLE BASE ANCHORS AT 

EACH JAMB.  SECURE TO FLOOR 

WITH AT LEAST TWO FASTENERS 

PER JAMBPRESSED

METAL 

FRAME

 

PRESSED

METAL 

FRAME

 

EXTERIOR DOOR

FLUSH INSULATED

HOLLOW METAL 

EXTERIOR DOOR
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ALUM FRAME

FIXED WINDOW

STRIKE REINFORCEMENT
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FLUSH WOOD DOOR
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WHERE OCCURS.

SEE DOOR SCHEDULE
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12" 12"
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L1

SKYLIGHT TYPE
4

S1
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1
2
"

8

A2-1

6 3/4"x2"

SIZE

7 3/4"x2"

6 1/2"x2"

6 1/2"x2"

6 1/2"x2"

6 1/2"x2"

DOOR

WINDOW SCHEDULE

7a

A2-1

7b

A2-1

7c

A2-1

7a1

A2-1

7b1

A2-1

7c1

A2-1

7a

A2-1

7b

A2-1
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A2-1

NO. W x H MAT DETAILS NOTES

ALUMINUM

ALUMINUM

ALUMINUM

PAINT

PAINT

PAINT

SIZE

FRAME

5/8" 21/32" 
3    x  1  

5/8" 21/32" 
3    x  1  

5/8" 21/32" 
3    x  1  

3’-0"x5’-0"

2’-6"x2’-6"

2’-6"x2’-6"

A

B1

B2

INSTALL ALUMINUM BLINDS

COLOR & PAINT SCHEDULE

COLORCOATING SYSTEMITEMS
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2

GYPSUM BOARD

 

METAL ROOFING 

METAL SIDING

MISC METALS, FLASHING,
GALVANIZED STEEL

 

4"x4" ARTISAN BROWN CD20
COLORBODY PORCELAIN
DALTILE

 
 

CERAMIC TILES 

FLOORING
 

CERAMIC TILES WALL 
@ MEN
 
 
CERAMIC TILES WALL 

@ WOMEN & SHOWER

 

4" BLACK BROWN NO.523

BURKEBASE
 

METAL LOCKERS

 

 

SELECTED BY MFR STANDARD

COLORS

 

COUNTER TOP: WILSON LAMINATE D327-60

 

CABINETS: WILSON LAMINATE D96-60

 

 

PLASTIC LAMINATE 

 

 

2"x2" GALAXY 6538 

PERMATONES BY DALTILE
 
 
2"x2" FIREBRICK 6593 
PERMATONES BY DALTILE

 
 

WINDOW WOOD SILL

 

 

THIN BRICK VENEER
COLOR A

THIN BRICK VENEER
COLOR B

3 5/8" x 7 5/8"x 1/2"  
COLOR EBONY

BY HC MUDDOX

3 5/8" x 7 5/8" x 1/2"  
COLOR DUSTY ROSE
BY HC MUDDOX

SANDSTONE TEXTURE 

809-FAWN BROWN

BY VARIETEX 0.99" CLASS C

 

 

5

3

PREFINISHED

PREFINISHED

PREFINISHED

PREFINISHED

PREFINISHED

PREFINISHED

PREFINISHED

PREFINISHED

PREFINISHED

PREFINISHED

PREFINISHED

PREFINISHED

5

METAL SOFFIT PANELS

PREFINISHED

MANUFACTURERS’ DESIGNATIONS LISTED ON THIS SCHEDULE ARE FOR 

REFERENCE ONLY AS EXAMPLES OF QUALITY, COLOR AND FINISH.  

OTHER SIMILAR MANUFACTURER’S PRODUCTS WHICH ARE EQUAL OR 

BETTER MAY BE SUBMITTED BY CONTRACTOR TO STATE  FOR REVIEW 

AND APPROVAL.
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BRONZE ANODIZED

ALUMINUM FRAME

 

 

 

4"x 2" GALV STEEL

FRAME ROUND LOUVER 

WITH INSECT SCREEN
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WITH INSECT SCREEN
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AEPSPAN STANDING SEAM

LEAF GREEN COLOR
 

AEPSPAN PRESTIGE SERIES 12
20GA LEAF GREEN COLOR

EXPOSED STRUCTURAL
STEEL
 

 
DEC 714 FRIAR TUCK BY 

DUNN EDWARDS PAINT
 
 
DEC 714 FRIAR TUCK BY 

DUNN EDWARDS PAINT

 

AEPSPAN PRESTIGE SERIES 12

20GA SIERRA TAN COLOR

 
DEW 317 DAY LILY
DUNN EDWARDS PAINT

 

 
DEW 317 DAY LILY
DUNN EDWARDS PAINT
 

EXTERIOR METAL DOORS  

PRESSED METAL FRAMES 

 

DEC 714 FRIAR TUCK BY 
DUNN EDWARDS PAINT

 

4

INTERIOR WOOD DOORS  
 
INTERIOR PMF

 
DE 6212 CRIPS MUSLIM

DUNN EDWARDS PAINT
 

DARK GREEN BY KAWNEER
 
 

DEA150 SCARLET PAST
DUNN EDWARDS PAINT
 
 
 

 

DE 6212 CRIPS MUSLIM

DUNN EDWARDS PAINT
 

1 & 6 / A0-3.3 
 
 

INSULATING

GLASS 

ASSEMBLY

 

 

 

 

 

 INSULATING

GLASS 

ASSEMBLY

 

 

 

 

 

 

DIST. COUNTY
TOTAL

TOTAL PROJECT

SHEET

N0. SHEETS

The State of California or its officers or agents shall not be responsible

for the accuracy or completeness of electronic copies of this plan sheet.
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LICENSED ARCHITECT

   

PLANS APPROVAL DATE

DATE

POST MILES

BODFISH MAINTENANCE STATION

OFFICE BUILDING

Goffredo

Rivieccio

8/31/2011

Reviewed by:

CALIFORNIA STATE FIRE MARSHAL

APPROVED

Approval date:

Approval of this plan does not authorize or

approve any omission or deviation from

applicable regulations.  Final approval is 

subject to field inspection.  One set of 

approved plans shall be available on the

project site at all times.

DISREGARD PRINTS BEARING

EARLIER REVISION DATES

REVISION DATES (PRELIMINARY STAGE ONLY) SHEET OF

BRIDGE NO.
DESIGN

DETAILS

QUANTITIES

BY

BY

BY CHECKED

CHECKED

CHECKED
SHEET

CALIFORNIA
DEPARTMENT OF TRANSPORTATION

STATE OF

      

a1_02.dg

2
4
-
F

E
1
0
:
3
5

a1_02.dg

24-FE 10:35       

DIVISION OF ENGINEERING SERVICES

ARCHITECTURAL

STRUCTURAL DESIGN

AND

0 1 2 3

ORIGINAL SCALE IN INCHES

FOR REDUCED PLANS

POST MILE

  -  -07

UNIT

PROJECT NUMBER & PHASETAEMWW imperial   Rev. 7/10

EA OM4001

06000009621

3582

ACCESSIBILITY DESIGN APPROVAL STAMP

DOT / DES / OTA

0600000962

Reviewed by:

Date:

PROJECT ID

LOCATION CODE

GOFFREDO RIVIECCIO

GOFFREDO RIVIECCIO

WARREN LAI

WARREN LAI

DAVE FORBES KEVIN OKINO

C17914

10/18/10

CSFM FILE NO. 01-15-11-0034

GARY BLUMENTHAL

12-9-10

Y.A.WANG

12/20/10

6 3/4"x2"

1"x2" STEEL

ANGLE CLIP.

TYP. OF FOUR

 

 

WINDOW FRAMES
 

7 3/4"x2"

F
R

P
P

 W
A

IN
S

C
O

T

4
"
 R

E
S

I
L

I
E

N
T

 B
A

S
E

RESILIENT SHEET 

FLOORING
 

RESILIENT BASE
 

FIBERGLASS REINFORCED

PLASTIC PANELS

 

 

OBSCURE GLAZING

OBSCURE GLAZING

9

A2-1

FLAT PLASTIC LAMINATE

WITH LOW E COATING

 

 

 

ALUMINUM FRAME 

50M5703

INSTALL LOUVER

 

 

30"

3’-10"

MARMORETTE

COLOR # LP096
BY ARMSTRONG. 
 
 
 
 

4’ HIGH FRPP WAINSCOT

@ NORTH & WEST WALLS

SEE NOTE  1   BELOW

FOR SHOWER RECEPTOR AND

SHOWER WALLS USE B416-2K OF

2010 HANDBOOK FOR CERAMIC 

TILE INSTALLATION BY TCA

 

NOTE  1    :

6"

12"

30"

06 Ker 15

2-22-11

5703 66

R
E

S
IL

IE
N

T
 S

H
E

E
T

F
L

O
O

R
IN

G



ROOF PLAN, REFLECTED CEILING PLAN
A1-3

1
�" = 1’-0"

REFLECTED CEILING  PLAN ROOF PLAN
2

METAL ROOFING

1/2" GYPSUM BOARD

STEEL BEAM

E
A

1 1

2 2

4 4

A E

1

2

4

EDA

EDA

4

2

1

2

A2-2

1

A2-2

SURFACE MOUNTED

LIGHT FIXTURE. TYP.

SEE EE-5

 

1/2" GYPSUM 

BOARD. TYP.

RECESSED LIGHT 

FIXTURE. TYP. SEE EE-5

 

RECESSED LIGHT 

FIXTURE. TYP. SEE EE-5

 

SURFACE MOUNTED

LIGHT FIXTURE. TYP.

SEE EE-5

 

RECESSED LIGHT 

FIXTURE. TYP. SEE EE-5

 

5
’
-
0

"
5
’
-
6
"

C2C1

RIDGE CAP

RIDGE CAP

RIDGE CAP

SKYLIGHTS

OPENINGS

NTS

s

e

N

w

C D

C D

S1S1

S
L

O
P

E
D

 C
E

IL
IN

G

S
L

O
P

E
D

 C
E

IL
IN

G

WATER 

HEATER

FLUE

 

 

FURNACE

FLUE

 

 

C

4’-3"

VIF

RECESSED 

LIGHT FIXTURE

TYPICAL

6"x6"STEEL BEAM

ALUM FRAME

SKYLIGHTS

4

A2-4

1

A2-5

1

A2-3

2

A2-3

4

A2-4

METAL SOFFIT 

NON PERFORATED PANELS

METAL SOFFIT 

NON PERFORATED PANELS

METAL SOFFIT 

PERFORATED PANELS

METAL SOFFIT 

NON PERFORATED PANELS

METAL SOFFIT 

NON PERFORATED PANELS

FASCIA TYPE A

 

1a

A2-4

FASCIA TYPE B

 

1b

A2-4

FASCIA TYPE A

 

1a

A2-4

FASCIA TYPE A

 

1a

A2-4

DIST. COUNTY
TOTAL

TOTAL PROJECT

SHEET

N0. SHEETS

The State of California or its officers or agents shall not be responsible

for the accuracy or completeness of electronic copies of this plan sheet.
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LICENSED ARCHITECT

   

PLANS APPROVAL DATE

DATE

POST MILES

BODFISH MAINTENANCE STATION

OFFICE BUILDING

Goffredo

Rivieccio

8/31/2011

Reviewed by:

CALIFORNIA STATE FIRE MARSHAL

APPROVED

Approval date:

Approval of this plan does not authorize or

approve any omission or deviation from

applicable regulations.  Final approval is 

subject to field inspection.  One set of 

approved plans shall be available on the

project site at all times.

DISREGARD PRINTS BEARING

EARLIER REVISION DATES

REVISION DATES (PRELIMINARY STAGE ONLY) SHEET OF

BRIDGE NO.
DESIGN

DETAILS

QUANTITIES

BY

BY

BY CHECKED

CHECKED

CHECKED
SHEET

CALIFORNIA
DEPARTMENT OF TRANSPORTATION

STATE OF

      

a1_03.dg

2
4
-
F

E
1
0
:
3
5

a1_03.dg

24-FE 10:35       

DIVISION OF ENGINEERING SERVICES

ARCHITECTURAL

STRUCTURAL DESIGN

AND

0 1 2 3

ORIGINAL SCALE IN INCHES

FOR REDUCED PLANS

POST MILE

  -  -07

UNIT

PROJECT NUMBER & PHASETAEMWW imperial   Rev. 7/10

EA OM4001

06000009621

3582

ACCESSIBILITY DESIGN APPROVAL STAMP

DOT / DES / OTA

0600000962

Reviewed by:

Date:

PROJECT ID

LOCATION CODE

GOFFREDO RIVIECCIO

GOFFREDO RIVIECCIO

WARREN LAI

WARREN LAI

DAVE FORBES KEVIN OKINO

C17914

10/18/10

CSFM FILE NO. 01-15-11-0034

GARY BLUMENTHAL

12-9-10

Y.A.WANG

12/20/10

3

A2-5

VENT

VENT

 

 

 

EXIT 

SIGN

 

WALL/ROOF 

DETAIL @ 

LOWER ROOF

FLASHING DETAIL

@ FASCIA TYPE A

AND WALL 

4

A2-2

3

A2-2

5

A2-2

22"x30"

CEILING

ACCESS

PANEL

CEILING

JOISTS 

ABOVE

DRIP FLASHING

4’-0"

MIN
ANTENNA 

MAST

2

A2-6

4
’
-
0
"

600S250-68 @ 24"0C

METAL FRAMING

ABOVE SOFFIT

 

600S250-68 @ 24"0C

METAL FRAMING

ABOVE SOFFIT

 

50M5703

NTS

ROOF VENT

NTS

FLUE

TYP VENT PIPE

NOTE: FLASHING SHALL NOT

INTERRUPT ROOF SEAMS

WEATHERPROOF FASTENERS PER 

MANUFACTURERS REQUIREMENTS

PREFORMED RUBBER VENT

PIPE FLASHING SET IN 

MIN

DOUBLE WALLED

FLU

METAL ROOF CAP

NOTE:

1/2"

MECHANICALLY 

FASTEN THROAT 

TO METAL BASE

AND SEAL 

WEATHERTIGHT

MAINTAIN 1/2" MIN FROM 

FLUE WALL AND INSUL.

NTS

4

VALLEY

 

JOGGLE CLEAT

 

12"

6"

12"

6"

VALLEY

SEALANT

 

PREFINISHED STANDING SEAM

METAL ROOFING 

NTS

5

3

3

 -

3

 -

5

 -

4

 -

6

-

CFS FRAMING DETAIL

HEADER

 
5

A2-5

DOOR

LINTEL

 

5

A2-5

3"

11"

3"

2-12 GA BENT PLATE 

WITH 4-#10 SDSTS

 

DOOR LINTEL

 

 

HEADER

 

 

5

A2-5

5

ST-4 SIM

 

 

6

PLAN VIEW

 

 

   06 Ker 16

2-22-11

5703 66



 

A1-4
BUILDING ELEVATIONS

�" = 1’-0"

EAST ELEVATION

�" = 1’-0"

2
�" = 1’-0"

METAL

ROOFING

 

METAL SIDING

 
METAL ROOFING

SKYLIGHT

METAL

ROOFING

 
METAL ROOFING

METAL SIDING

 

STEEL 

COLUMN

TYP.

 

1
SOUTH ELEVATION

3

NORTH ELEVATION

WEST ELEVATION

4 2 1

A

1 2

4

E

E

�" = 1’-0"

D

A

7
’
-
2

"

 

FIN FL

 

STEEL FASCIA TYPE A

END CLOSURE

1a.1/A2-3

FASCIA 

JOINT.TYP.

 

 

FASCIA 

JOINT.TYP.

 

 

7
’
-
2

"

 

7
’
-
2

"

 

2.1

ROUND LOUVER 

TYPE L1

THIN BRICK VENEER

COLOR A. FIVE ROWS

 

THIN BRICK VENEER

COLOR B. ONE ROW

 
THIN BRICK VENEER

COLOR A. FIVE ROWS

 

4’-0"

 

 

TOP OF 

WINDOW

FRAME

 

RIDGE 

CAP

 

 

STEEL COLUMN

 

 

TOP OF 

WINDOW

FRAME

 

ROUND 

LOUVER 

TYPE L1

C2C1

FASCIA

JOINT.TYP.

 

 

18"

 

18"

 

18"

 

 

TOP OF 

WINDOW

FRAME

 

FIN FL

 

THIN BRICK VENEER OVER

5/8" CEMENTITIOUS BOARD OVER 

MOISTURE BARRIER MEMBRANE

OVER STRUCTURAL PLYWOOD

SHEATHING. TYP.

 

THIN BRICK VENEER

COLOR A. FIVE ROWS

 

THIN BRICK VENEER

COLOR A. FIVE ROWS

 

THIN BRICK VENEER

COLOR A. FIVE ROWS

 

ANTENNA CABLE

WALL PENETRATION

4" DIAM MTL SLEEVE

WITH CLOSURE

 

 

21"

 

21"

 

THIN BRICK VENEER OVER

5/8" CEMENTITIOUS BOARD OVER 

MOISTURE BARRIER MEMBRANE

OVER STRUCTURAL PLYWOOD

SHEATHING. TYP.

 

18GA STEEL

FASCIA 

TYPE A

 

18GA STEEL

FASCIA 

TYPE A

 

18GA STEEL

FASCIA 

TYPE A

 

18GA STEEL

FASCIA 

TYPE B

WATER

HEATER

DRAIN

 

 

 

FURNACE 

DRAIN

 

 

 

 

LIGHT FIXTURE

 

 

 

 

 

ROOM SIGN

 

 

 

 

 

1

A0-3.3

WATER HEATER 

FLUE

 

 

FURNACE

FLUE

 

 

D

SIGN

 

 

6

A0-3.3

LOUVER 

TYPE L2

LOUVER 

TYPE L2

4

A2-3

SKYLIGHTS

THIN BRICK VENEER

COLOR B. 
THIN BRICK VENEER

COLOR B. 

THIN BRICK VENEER

COLOR B. 

THIN BRICK VENEER

COLOR B. 

4

8
’
-
2

"

 

TOP OF WINDOW FRAME

 

8
’
-
2

"

 

TOP OF WINDOW 

FRAME

 

1b

A2-4

STEEL FASCIA TYPE A

END CLOSURE

1a.1/A2-4

3

A2-3

4

A2-4
4

A2-4

STEEL FASCIA TYPE A

END CLOSURE

1a.1/A2-4

2

A2-6

ANTENNA MAST

2" DIAM x 6"-0" LONG 

GALV STEEL PIPE PAINT  

FINISH.

STEEL FASCIA TYPE A

END CLOSURE

1a.1/A2-4

FASCIA TYPE A

END CLOSURE

1a.1/A2-4

3

A2-3

4

A2-3

12"

 

12"

 

12"

 

SIGN

 

 

 

 

 

6

A0-3.3

DIST. COUNTY
TOTAL

TOTAL PROJECT

SHEET

N0. SHEETS

The State of California or its officers or agents shall not be responsible

for the accuracy or completeness of electronic copies of this plan sheet.
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PLANS APPROVAL DATE

DATE

POST MILES

BODFISH MAINTENANCE STATION

OFFICE BUILDING

Goffredo

Rivieccio

8/31/2011

Reviewed by:

CALIFORNIA STATE FIRE MARSHAL

APPROVED

Approval date:

Approval of this plan does not authorize or

approve any omission or deviation from

applicable regulations.  Final approval is 

subject to field inspection.  One set of 

approved plans shall be available on the

project site at all times.

DISREGARD PRINTS BEARING

EARLIER REVISION DATES

REVISION DATES (PRELIMINARY STAGE ONLY) SHEET OF

BRIDGE NO.
DESIGN

DETAILS

QUANTITIES

BY

BY

BY CHECKED

CHECKED

CHECKED
SHEET

CALIFORNIA
DEPARTMENT OF TRANSPORTATION

STATE OF

      

a1_04.dg

2
4
-
F

E
1
0
:
3
5

a1_04.dg

24-FE 10:35       

DIVISION OF ENGINEERING SERVICES

ARCHITECTURAL

STRUCTURAL DESIGN

AND

0 1 2 3

ORIGINAL SCALE IN INCHES

FOR REDUCED PLANS

POST MILE

  -  -07

UNIT

PROJECT NUMBER & PHASETAEMWW imperial   Rev. 7/10

EA OM4001

06000009621

3582

ACCESSIBILITY DESIGN APPROVAL STAMP

DOT / DES / OTA

0600000962

Reviewed by:

Date:

PROJECT ID

LOCATION CODE

GOFFREDO RIVIECCIO

GOFFREDO RIVIECCIO

WARREN LAI

WARREN LAI

DAVE FORBES KEVIN OKINO

C17914

10/18/10

CSFM FILE NO. 01-15-11-0034

GARY BLUMENTHAL

12-9-10

Y.A.WANG

12/20/10
LOUVER 

TYPE L2

METAL FLASHING

@ WALL / ROOF

 

 

METAL FLASHING

@ WALL / FASCIA

 

 

5

A2-2

3

A2-2

MAKEUP 

AIR CAP

 

 

 

50M5703

RAKE TRIM

 

1c

A2-4

RAKE TRIM

 

1c

A2-4

0,00" FIN FL

 

0,00" FIN FL

 

CONTROL

JOINT. TYP

 

NOTE 1

 

WATER REPELLENT COATING 

SHALL BE APPLIED TO ALL 

THIN BRICK VENER SURFACES

   06 Ker 17

2-22-11

5703 66



SECTIONS
A1-5

1
SECTION

RIDGE BEAM

 

1/2" GYPSUM BOARD CEILING 

107

 

100

 

106

 

STEEL JOISTS

 

STEEL 

COLUNM

9
’
-
0
"

STEEL JOISTS

 

R-30 FIBERGLASS

BATT INSULATION.

 

1
7

’-
9

"

TOCS TOCS 

9
’
-
0
"

BOTTOM OF 

RIDGE BEAM

SECTION

9
’
-
0
"

STEEL JOISTS

 

9
’
-
0
"

TOCS 

BOTTOM OF 

RIDGE BEAM

TOCS 

4 3

2

1

PARTIAL SECTION

1/4"=1’-0"

R-30 FIBERGLASS 

BATT INSULATION

1/4"=1’-0"

1/4"=1’-0"

3
4

4 3 2 1

1/4"=1’-0"
2
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1

A0-3.4

3

A0-3.5

5

A0-3.4

3

A0-3.5

3

A0-3.4

6

A0-3.4

3

A0-3.5

18"x36"

MIRROR

 

WATER

CLOSET

 

 

 

PAPER TOWEL

DISPENSER AND 
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ROD &
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1
SHOWER ROOM

1 2 3 4

1 2 3 4

1 2 3 4

MEN

WOMEN
.

.

.

...

.

. .

.

.

PAPER TOWEL

DISPENSER AND 

WASTE RECEPTACLE
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A0-3.5

PIPE 

INSULATION

TYP.

 

 

 

LAVATORY

TYP.

 

 

 

SOAP 

DISPENSER.TYP.

 

 

3

A0-3.5

CLOTHING 

HOOK

 

.

.
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. ..
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CLOTHING HOOK

 3
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12"
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’
-
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"
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’
-
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0
"
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3
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GRAB 

BAR
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BAR
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5/8" WR 

GYPSUM 

BOARD.

TYP.
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0
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-
0
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’
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0
"
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5
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MIRROR
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SOAP 
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5
’
-
0
"
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FOLDING 

SEAT
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TILES .TYP.

5/8" WR GYPSUM 

BOARD.TYP.
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LOCKER

 

 

METAL 

LOCKER

 

 

TOILET 

PARTITION

 

4

A0-3.4
URINAL

 

2’-0" DEEP

URINAL SCREEN

 

 

3’-0"

 

3’-0"

 

4

A2-5

2’-0"

 

7
’
-
0
"

 T
Y

P

 

DECAL SIGN

 

 

 

6

A0-3.3

DECAL SIGN

 

 

 

6

A0-3.3

METAL 

LOCKERS

 

 

7
’
-
0
"

 

4
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4

A2-5

4

A2-5

4
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4

A2-5

4

A2-5

4

A2-5

WHEELCHAIR

ACCESSIBLE

SHOWER STALL.

SEE 

7
’
-
6

"

 

DIST. COUNTY
TOTAL

TOTAL PROJECT

SHEET

N0. SHEETS

The State of California or its officers or agents shall not be responsible

for the accuracy or completeness of electronic copies of this plan sheet.
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N

S
E D A R C H

I T

E
C

T

LICENSED ARCHITECT

   

PLANS APPROVAL DATE

DATE

POST MILES

BODFISH MAINTENANCE STATION

OFFICE BUILDING

Goffredo

Rivieccio

8/31/2011

Reviewed by:

CALIFORNIA STATE FIRE MARSHAL

APPROVED

Approval date:

Approval of this plan does not authorize or

approve any omission or deviation from

applicable regulations.  Final approval is 

subject to field inspection.  One set of 

approved plans shall be available on the

project site at all times.

DISREGARD PRINTS BEARING

EARLIER REVISION DATES

REVISION DATES (PRELIMINARY STAGE ONLY) SHEET OF

BRIDGE NO.
DESIGN

DETAILS

QUANTITIES

BY

BY

BY CHECKED

CHECKED

CHECKED
SHEET

CALIFORNIA
DEPARTMENT OF TRANSPORTATION

STATE OF

      

a1_06.dg

2
4
-
F

E
1
0
:
3
5

a1_06.dg

24-FE 10:35       

DIVISION OF ENGINEERING SERVICES

ARCHITECTURAL

STRUCTURAL DESIGN

AND

0 1 2 3

ORIGINAL SCALE IN INCHES

FOR REDUCED PLANS

POST MILE

  -  -07

UNIT

PROJECT NUMBER & PHASETAEMWW imperial   Rev. 7/10

EA OM4001

06000009621

3582

ACCESSIBILITY DESIGN APPROVAL STAMP

DOT / DES / OTA

0600000962

Reviewed by:

Date:

PROJECT ID

LOCATION CODE

GOFFREDO RIVIECCIO

GOFFREDO RIVIECCIO

WARREN LAI

WARREN LAI

DAVE FORBES KEVIN OKINO

C17914

10/18/10

CSFM FILE NO. 01-15-11-0034

GARY BLUMENTHAL

12-9-10

Y.A.WANG

12/20/10

RESILIENT

BASE.TYP

50M5703

CLOSED BASE.TYP

SEAT COVER DISPENSER

AND TOILET TISSUE DISPENSER

 

 

SEAT COVER 

DISPENSER

AND TOILET 

TISSUE DISPENSER

 

 

CLOTHING 

HOOK

 

3

A0-3.5

CLOTHING 

HOOK

 
3

A0-3.5

NAPKIN DISPOSAL

 

 

CERAMIC 

TILES.TYP.

5
’
-
6
"

 

FIXED SHOWER 

HEAD

 FLEXBILE

HOSE

 

MIXER VALVE

 

 

   06 Ker 19

2-22-11

5703 66



NTS

NTS
1 2

3

4
NTS NTS NTS NTS    

 

 

   
 

DETAILS
A2-1

5 6

NTS    

 

 

   
 

FLOORING DETAIL

NTS

c c

NTS

c

a

b

7 8

9

VINYL FLOORING

TRANSITION STRIP

1 
1/2"

5/8" GYP.BD.

 

 

 

R-19 FIBERGLASS 

BATT INSULATION

 

 

 

5/8" GYP.BD.

 

 

 

WINDOW DETAILS

INTERIOR 

DOOR DETAILS

EXTERIOR 

DOOR DETAILS

5/8" GYP.BD.

 

 

 

FIBERGLASS BATT

INSULATION.TYP

 

 

 

2

C

2

C

3
’
-
0

"

   

5/8" GYP.BD.

 

 

 

PMF

 

 

 

R-19

FIBERGLASS BATT

INSULATION.TYP

 

 

 

THRESHOLD

 

 

 

VINYL

FLOORING 

WHERE 

OCCURS

 

 

 

TOCS

 

 

 

0.00"

 

 

 

JOINT FILLER

 

 

 

VINYL

FLOORING 

 

 

 

 

PMF

 

 

 

 

5/8" GYP.BD.

 

 

 

FIBERGLASS BATT

INSULATION.TYP

 

 

 

FIBERGLASS BATT

INSULATION.TYP

 

 

 5/8" GYP.BD.

 

 

 

FIBERGLASS BATT

INSULATION.TYP

 

 

 

1/2"

CERAMIC TILE OVER

MORTAR BED. SLOPE

TO DRAIN

DROPPED 

CONCRETE 

SLAB

 

3 1/2"

 

DOOR

LEAF

 

 

 

600S250-68

 

 

 

400S162-33

 

 

 

400S162-33

 

 

 

600S250-68

 

 

 

ALUMINUM

WINDOW FRAME

 

 

 

 

DOOR

LEAF

 

 

 

1/2" MAX

 

 

 

 

DOOR

LEAF

 

 

 

400S162-33

 

 

 

600S250-68

 

 

 

600S250-68

 

 

 

DOOR LEAF

 

 

 

2"

 

 

 

THRESHOLD

 

 

 

HEAD

 

 

 

JAMB

 

 

 

JAMB

 

 

 

SILL

 

 

 

SILL

 

 

 

THRESHOLD

 

 

 LOUVER SILL DETAIL

c1

2"

 

 

 

CERAMIC 

TILE 

 

 

 

a

b

HEAD

 

 

 

JAMB

 

 

 

a1

b1

THIN BRICK 

VENEER

 

 

 

 

5/8" 

GYP.BD.

 

 

 

a

b

HEAD

 

 

 

8"

 

 

 

600S250-68

 

 

 

600S250-68

 

 

 

CERAMIC 

TILE

 

 

 

5/8" 

 

3   x 1  

WINDOW FRAME

 

 

 

21/32" 

 

 

STRUCTURAL

PLYWOOD

SHEATHING

 

 

 

 

600S250-68

 

 

 

THIN BRICK VENEER 

OVER 5/8" THICK 

CEMENTITIOUS BOARD 

OVER MOISTURE 

BARRIER MEMBRANE 

 

 

CONT SEALANT

 

 

 

4"

 

 

 LOUVER HEAD DETAIL

SILL & JAMB SIM

 

 

 

JAMB & HEAD SIMILAR

 

 

 

LOUVER L2

 

 

INSECT 

SCREEN

 

 

6
"

CERAMIC TILE 

FLOORING

CERAMIC TILE BASE

3/8" MIN. RADIUS COVE 

FRP

 

5/8" WATER 

RESISTANT

GYP. BD

400S162-33

 

 

 

FIBERGLASS

BATT INSULATION

 

 

 

WALL BASE  DETAIL

HSS 6"x6"

COLUMN

 

 

 

 
STRUCTURAL

PLYWOOD

SHEATING

 

 

WOOD SILL

 

 

 

 

THIN BRICK VENEER 

OVER 5/8" THICK 

CEMENTITIOUS BOARD 

OVER MOISTURE 

BARRIER MEMBRANE

 

 

2
"

WALL & WINDOW JAMB DETAIL

1x WOOD SILL

(HARDWOOD)

WHERE OCCURS

 

 

 
1x WD 

TRIM WHERE

OCCURS

 

 

 

HSS 6"x6"

COLUMN

 

 

 

 

WALL DETAIL

THIN BRICK VENEER OVER 

5/8" THICK CEMENTITIOUS

BOARD OVER MOISTURE 

BARRIER MEMBRANE 

 

 

LOUVER L2

 

 

3

A2-6

6

A2-6
 

 

DIST. COUNTY
TOTAL

TOTAL PROJECT

SHEET

N0. SHEETS

The State of California or its officers or agents shall not be responsible

for the accuracy or completeness of electronic copies of this plan sheet.
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PLANS APPROVAL DATE

DATE

POST MILES

BODFISH MAINTENANCE STATION

OFFICE BUILDING

Goffredo

Rivieccio

8/31/2011

Reviewed by:

CALIFORNIA STATE FIRE MARSHAL

APPROVED

Approval date:

Approval of this plan does not authorize or

approve any omission or deviation from

applicable regulations.  Final approval is 

subject to field inspection.  One set of 

approved plans shall be available on the

project site at all times.

DISREGARD PRINTS BEARING

EARLIER REVISION DATES

REVISION DATES (PRELIMINARY STAGE ONLY) SHEET OF

BRIDGE NO.
DESIGN

DETAILS

QUANTITIES

BY

BY

BY CHECKED

CHECKED

CHECKED
SHEET

CALIFORNIA
DEPARTMENT OF TRANSPORTATION

STATE OF

      

a2_01.dg

2
4
-
F

E
1

0
:
3

6

a2_01.dg

24-FE 10:36       

DIVISION OF ENGINEERING SERVICES

ARCHITECTURAL

STRUCTURAL DESIGN

AND

0 1 2 3

ORIGINAL SCALE IN INCHES

FOR REDUCED PLANS

POST MILE

  -  -07

UNIT

PROJECT NUMBER & PHASETAEMWW imperial   Rev. 7/10

EA OM4001

06000009621

3582

ACCESSIBILITY DESIGN APPROVAL STAMP

DOT / DES / OTA

0600000962

Reviewed by:

Date:

PROJECT ID

LOCATION CODE

GOFFREDO RIVIECCIO

GOFFREDO RIVIECCIO

WARREN LAI

WARREN LAI

DAVE FORBES KEVIN OKINO

C17914

10/18/10

CSFM FILE NO. 01-15-11-0034

GARY BLUMENTHAL

12-9-10

Y.A.WANG

12/20/10

6

A2-6

3

A2-6

3

A2-6

6"

 

 

 

3"

 

 

 

6"

 

 

 

B

4

3
"

6"

 

 

 

CONT 6"x3" L GALV

FLASHING @ EACH

SIDE OF OPENING.

TYP.

 

 

CONT 6"x3" L GALV

FLASHING @ EACH

SIDE OF OPENING.

TYP.

 

 

CONT 6"x3" GALV L

FLASHING @ EACH

SIDE OF OPENING.

TYP. SEE DETAIL 

6/A2-6

 

 

6 3/4"

 

 

 

7

A2-6

 

 

 

5

ST-4

 

 

STRUCTURAL

PLYWOOD

SHEATHING

 

 

 

 

LINTEL

TYP.

 

 

 

LINTEL

TYP.

 

 

 

5

ST-4

50M5703

4-600S250-68

COLUMN.TYP

 

 

 

5/8" GYP.

BD. WHERE

OCCURS

 

 

 

3
"

 

AIR DUCT

WHERE 

OCCURS

 

 

 

CORROSION RESISTANT

NON COMBUSTIBLE WIRE

MESH WITH 1/2" OPENINGS

 

 

 

THIN BRICK VENEER OVER 

5/8" THICK CEMENTITIOUS

BOARD OVER MOISTURE 

BARRIER MEMBRANE . TYP

 

 

 

AIR DUCT

WHERE 

OCCURS

 

 

 

 

1 

 

 

 

 

1/2"

 

 

 

 

CONT SEALANT

TYP.

 

 

 

06 Ker 20

2-22-11

5703 66

WEEP HOLES

 

 

 



NTS

NTS

1

 

DETAILS
A2-2

EAVE DETAIL

EAVE DETAIL

STEEL JOIST

 

1/2" GYP.BOARD 

CEILING. TYP.

5/8" GYP.BOARD TYP.

18 GA STEEL 

FASCIA TYPE A.

 

1a

1’-6"

1

9’-0"

F
O

S

PLATE LINE

 

R-30 FIBERGLASS BATT 

INSULATION

R-19 FIBERGLASS BATT 

INSULATION

4"

7"

1
’-

0
"

3"

THIN BRICK VENEER 

5/8" CEMENTITIOUS BOARD

SELF-ADHESIVE MOISTURE

BARRIER MEMBRANE

STRUCTURAL PLYWOOD SHEATHING

METAL SOFFIT PANEL

BENT PLATE

METAL DECKING

METAL ROOFING OVER SELF-ADHESIVE

MOISTURE BARRIER MEMBRANE 

 

4
 1

/2
"

STEEL JOIST CUT

1’-6"

METAL SOFFIT

STEEL COLUMN

4

18 GA STEEL 

FASCIA TYPE A.

 

1a

9’-0"

3"

STEEL 

JOIST

 

METAL ROOFING

OVER MOISTURE 

BARRIER MEMBRANE 

OVER MTL DECKING

 

NTS

2
EAVE DETAIL

6 x 6 STEEL BEAM

 

1.5"x1.5"x3/16" 

STEEL ANGLE.TYP

BENT PLATE

 

 METAL SOFFIT 

 

 1.5"x1.5"x3/16" 

STEEL ANGLE.TYP

1
’-

0
"

3"

METAL ROOFING

OVER MOISTURE 

BARRIER MEMBRANE 

OVER MTL DECKING

 

1’-6"3"

1
’-

0
"

3"

4

R-30 FIBERGLASS 

BATT INSULATION

1/2" GYP.BD.

 

5/8" GYP.BD.

 

R-30 FIBERGLASS 

BATT INSULATION

600250-68 

CEILING JOIST

 

18 GA STEEL 

FASCIA TYPE A.

 

1a

BENT PLATE

 

 METAL SOFFIT 

 

 

THIN BRICK VENEER OVER

5/8" CEMENTITIOUS BOARD

OVER SELF-ADHESIVE MOISTURE

BARRIER MEMBRANE

A2-4

A2-4

A2-4

DIST. COUNTY
TOTAL

TOTAL PROJECT

SHEET

N0. SHEETS

The State of California or its officers or agents shall not be responsible

for the accuracy or completeness of electronic copies of this plan sheet.
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PLANS APPROVAL DATE

DATE

POST MILES

BODFISH MAINTENANCE STATION

OFFICE BUILDING

Goffredo

Rivieccio

8/31/2011

Reviewed by:

CALIFORNIA STATE FIRE MARSHAL

APPROVED

Approval date:

Approval of this plan does not authorize or

approve any omission or deviation from

applicable regulations.  Final approval is 

subject to field inspection.  One set of 

approved plans shall be available on the

project site at all times.

DISREGARD PRINTS BEARING

EARLIER REVISION DATES

REVISION DATES (PRELIMINARY STAGE ONLY) SHEET OF

BRIDGE NO.
DESIGN

DETAILS

QUANTITIES

BY

BY

BY CHECKED

CHECKED

CHECKED
SHEET

CALIFORNIA
DEPARTMENT OF TRANSPORTATION

STATE OF

      

a2_02.dg

2
4
-
F

E
1

0
:
3

6

a2_02.dg

24-FE 10:36       

DIVISION OF ENGINEERING SERVICES

ARCHITECTURAL

STRUCTURAL DESIGN

AND

0 1 2 3

ORIGINAL SCALE IN INCHES

FOR REDUCED PLANS

POST MILE

  -  -07

UNIT

PROJECT NUMBER & PHASETAEMWW imperial   Rev. 7/10

EA OM4001

06000009621

3582

ACCESSIBILITY DESIGN APPROVAL STAMP

DOT / DES / OTA

0600000962

Reviewed by:

Date:

PROJECT ID

LOCATION CODE

GOFFREDO RIVIECCIO

GOFFREDO RIVIECCIO

WARREN LAI

WARREN LAI

DAVE FORBES KEVIN OKINO

C17914

10/18/10

CSFM FILE NO. 01-15-11-0034

GARY BLUMENTHAL

12-9-10

Y.A.WANG

12/20/10

METAL 

FLASHING

 

 

 

 

 

 

 

 

 

 

 

NTS

WALL ROOF DETAIL

METAL 

FLASHING

 

 

 

 

 

 

 

 

 

 

 

6"

 

 

 

 

 

 

 

3"

 

 

 

 

 

 

 

1/2"

 

 

 

 

 

 

 

4"

 

 

 

 

 

 

 

1 

 

 

 

 

 

 
1"

 

 

 

 

 

 

1/2"

 

 

 

 

 

 

 

METAL 

ROOFING

 

 

 

 

 

 

 

 

 

 

MOISTURE 

MENBRANE 

BARRIER

 

 

 

 

 

 

 

 

 

 

 

 
METAL 

DECKING

 

 

 

 

 

 

 

 

 

 

 

5/8" CEMENTITIOUS

BOARD

 

 

 

 

 

 

 

 

 

 

 

 

 

THIN BRICK 

VENEER

 

 

 

 

 

 

 

 

 

 

 

 

 

600250-68 

BLOCKING

NTS

FLASHING DETAIL 

5/8" CEMENTITIOUS

BOARD

 

 

 

 

 

 

 

 

 

 

 

 

 

THIN BRICK 

VENEER

 

 

 

 

 

 

 

 

 

 

 

 

 

MOISTURE 

MENBRANE 

BARRIER

 

 

 

 

 

 

 

 

 

 

 

 

METAL 

FLASHING

 

 

 

 

 

 

 

 

 

 

 

CONT SEALANT

 

 

 

 

 

 

 

 

 

 

 

 

FASCIA TYPE A

 

 

 

 

 

 

 

 

 

 

 

 

 

1/2"

 

 

 

 

 

 

 

1"

 

 

 

 

 

 

 

3"

 

 

 

 

 

 

 

1 

 

 

 

 

 

 

1/2"

 

 

 

 

 

 

 

STRUCRURAL

PLYWOOD 

SHEATHING

 

 

 

 

 

 

 

 

 

 

 

 

3"

 

 

 

 

 

 

 

600250-68 

 

7"
4"

HORIZONTAL SECTION AT WALL AND ROOF INTERSECTION

EDGE OF THIN

BRICK ABOVE

 

 

 

 

 

 

 

 

 

 

 

 

 

METAL 

FLASHING

 

 

 

 

 

 

 

 

 

 

 

6"

 

 

 

 

 

 

 

CONT 18 GA STEEL PLATE 

SPOT WELDED TO METAL 

DECKING

-
SIM

9’-0"

METAL ROOFING

STANDING SEAM

ABOVE

 

 

 

 

 

 

 

 

 

 

 

 

3 4 5

3

2" MAX

8" MIN 1" MAX

4"

6"

CONT

18GA BENT 

PLATE. TYP.

600S250-68

@ 24"O.C.

50M5703

3/4"

CONT CLEAT

TYP.

CONT CLEAT

TYP.

3/4"

STRUCRURAL PLYWOOD 

SHEATHING

 

 

 

 

 

 

 

 

 

 

 

 

NTS

CLEAT DETAIL

CONT CLEAT

TYP.

-

-

CONT CLEAT

TYP.

-

4"

METAL ROOFING

 

18 GA STEEL 

FASCIA TYPE A.

 

2"x2"x2"x3/16" C CHANNEL.

FASTEN TO PLYWOOD

WITH # 8 SDSTS @ 12"OC

RESILIENT INSERT

2"x2"x2"x3/16" C CHANNEL.

FASTEN TO PLYWOOD

WITH # 8 SDSTS @ 12"OC

6

6

6

6

WEEP HOLES

@ 8" OC.TYP.

 

 

 

 

 

 

 

 

 

 

 

 

 

WEEP HOLES

@ 8" O.C. TYP.

 

 

 

 

 

 

 

 

 

 

 

 

SEALANT

 

 

 

 

 

 

 

 

 

 

 

 

 

06 Ker 21

2-22-11

5703 66



NTS

 

 

 
 

DETAILS

NTS

METAL ROOFING

 

 

E

TOP OF 

STEEL BEAM

 

18 GA FASCIA 

TYPE B

-

STEEL DECKING

1c

-

METAL 

SIDING

METAL ROOFING

 

 

4

METAL SOFFIT

STEEL JOIST

1a

MOISTURE BARRIER

MEMBRANE OVER 

MTL DECKING

 

MOISTURE BARRIER

MEMBRANE OVER 

MTL DECKING

 

 

 

 

 

METAL ROOFING

OVER MOISTURE 

BARRIER MEMBRANE 

 

1

BENT PLATE

 

 METAL SOFFIT 

 

 

STEEL 

TRUSS

METAL DECKING

6"x6" STEEL BEAM

9’-0"

PLATE 

LINE

METAL 

SIDING

STRUCTURAL

PLYWOOD

SHEATHING

STRUCTURAL

PLYWOOD

SHEATHING

18 GA STEEL 

FASCIA TYPE A.

 

DRIP 

FLASHING

 

1"x1.5"x 3/16"

STEEL ANGLE

 

12"x12" STEEL COLUMN

2"

GABLE 

FLASHING

 

4

-

 

 

 

2"

DORMER SECTION
2

12"x12" STEEL COLUMN

6"x6" STEEL BEAM

1"x1.5"x 3/16"

STEEL ANGLE

 

9’-0"

PLATE 

LINE

METAL SIDING

 

METAL SIDING

 

SELF-ADHESIVE 

MOISTURE BARRIER

MENBRANE

 
STRUCTURAL PLYWOOD 

SHEATING

 

GABLE DETAIL

GABLE SECTION

3

GABLE 

FLASHING

 

GABLE 

FLASHING

 

METAL SIDING

 

SELF-ADHESIVE 

MOISTURE BARRIER

MENBRANE

 

6
"

3
"

16 GA 

GABLE

TRIM

 

 
 
 

FLASHING DETAIL
4

A2-3

STEEL DECKING

PRE-MANUFACTURED

STEEL TRUSS. 

SEE STRUCTURAL

DETAIL 1-ST1-13

STRUCTURAL

PLYWOOD 

SHEATHING

SELF-ADHESIVE 

MOISTURE BARRIER

MENBRANE

 

4"x4"12 GA 

BENT PLATE

SEE 

1

ST1-16

12 GA BENT PLATE

SEE 

3

ST1-10

1a

18 GA STEEL 

FASCIA TYPE A.

 

GALV STL

FLASHING

 

METAL SIDING

 

 

SELF-ADHESIVE

MOISTURE BARRIER

MEMBRANE

 

 

 
 
 

FLASHING DETAIL
5

5

-

18 GA FASCIA 

TYPE B

A2-4

A2-4

A2-4

A2-4

A2-4

3

3

PRE-MANUFACTURED

STEEL TRUSS. 

SEE STRUCTURAL

DETAIL 1-ST1-13

STRUCTURAL

PLYWOOD 

SHEATHING

SELF-ADHESIVE

MOISTURE BARRIER

MEMBRANE

 

 

3"

F
O

S

E
D

G
E

O
F

 D
E

C
K

NTS NTS

NTS

16 GA GABLE

TRIM BEYOND

 

METAL 

SIDING

 

2"x2" 24GA METAL CLIP 

@ 2’-0" OC. 

 

 

8
"

3/4"

2
"

6"x6" STEEL BEAM

9’-0"

PLATE 

LINE

1b

1b

DIST. COUNTY
TOTAL

TOTAL PROJECT

SHEET

N0. SHEETS

The State of California or its officers or agents shall not be responsible

for the accuracy or completeness of electronic copies of this plan sheet.
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Exp.
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I
C
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N

S
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I T

E
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T
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PLANS APPROVAL DATE

DATE

POST MILES

BODFISH MAINTENANCE STATION

OFFICE BUILDING

Goffredo

Rivieccio

8/31/2011

Reviewed by:

CALIFORNIA STATE FIRE MARSHAL

APPROVED

Approval date:

Approval of this plan does not authorize or

approve any omission or deviation from

applicable regulations.  Final approval is 

subject to field inspection.  One set of 

approved plans shall be available on the

project site at all times.

DISREGARD PRINTS BEARING

EARLIER REVISION DATES

REVISION DATES (PRELIMINARY STAGE ONLY) SHEET OF

BRIDGE NO.
DESIGN

DETAILS

QUANTITIES

BY

BY

BY CHECKED

CHECKED

CHECKED
SHEET

CALIFORNIA
DEPARTMENT OF TRANSPORTATION

STATE OF

      

a2_03.dg

2
4
-
F

E
1

0
:
3

6

a2_03.dg

24-FE 10:36       

DIVISION OF ENGINEERING SERVICES

ARCHITECTURAL

STRUCTURAL DESIGN

AND

0 1 2 3

ORIGINAL SCALE IN INCHES

FOR REDUCED PLANS

POST MILE

  -  -07

UNIT

PROJECT NUMBER & PHASETAEMWW imperial   Rev. 7/10

EA OM4001

06000009621

3582

ACCESSIBILITY DESIGN APPROVAL STAMP

DOT / DES / OTA

0600000962

Reviewed by:

Date:

PROJECT ID

LOCATION CODE

GOFFREDO RIVIECCIO

GOFFREDO RIVIECCIO

WARREN LAI

WARREN LAI

DAVE FORBES KEVIN OKINO

C17914

10/18/10

CSFM FILE NO. 01-15-11-0034

GARY BLUMENTHAL

12-9-10

Y.A.WANG

12/20/10

METAL 

SOFFIT 

PANEL

2-# 10 SDSTS 

TYP

METAL 

SOFFIT

PANEL

2"x2"x2"x3/16" 

C CHANNEL

 

METAL 

SOFFIT

PANEL

600S250-68

@ 24"O.C.

CEILING 

JOIST

600S250-68

@ 24"O.C.

CEILING 

JOIST

600S250-68

@ 24"O.C.

CEILING

JOIST

PRE-MANUFACTURED

STEEL TRUSS. 

SEE STRUCTURAL

DETAIL 1-ST1-13

4"

 

50M5703

2"x2"x2"x3/16" C CHANNEL.

FASTEN TO STEEL BEAM

WITH # 8 SDSTS @ 12"OC

RESILIENT 

INSERT

RESILIENT 

INSERT

1

ST1-13

PRE-MANUFACTURED

STEEL TRUSS. 

SEE STRUCTURAL

DETAIL 

CONT CLEAT

W/ # 8 SDSTS 

12" O.C.

 

 

FOAM PLASTIC

CLOSURE

 

06 Ker 22

2-22-11

5703 66



1

DETAILS

a a.1

FASCIA 

TYPE A

18GA END

CLOSURE
1" OVERLAP MIN. TYP.

 

TRIM RAKE 

TYPE C 

 

FRONT VIEW

b

3"

6"

1 
1
/2

"

1 

c

1"

2
"

7"

7
"

1’-6"

1’-0"

3"

2
"

1’-6"
SIDE VIEW

2
"

STEEL DECKING

18 GA 

RAKE

TRIM

 

NTS

RAKE DETAIL

6"

2
"

METAL TRIM 2"x2"

METAL FLASHING

 

-

FASCIA AND RAKE TRIM DETAILS

D

TRIM RAKE 

TYPE C 

 

END CLOSURE

UNIT

 

 

1"

THIN BRICK VENEER OVER

5/8" CEMENTITIOUS BOARD 

OVER MOISTURE BARRIER 

MEMBRANE OVER STRUCTURAL 

PLYWOOD SHEATHING. TYP.

 

METAL ROOFING

 
SELF-ADHESIVE

MOISTURE BARRIER 

MEMBRANE.TYP

 

NTS NTS

3

CONT SEALANT

 

 

 

LOUVER L1

 

 

1"

 

 

 
2"

 

 

 

INSECT 

SCREEN

 

 

STRUCTURAL 

PLYWOOD 

SHEATHING

 

 

 

4"

 

 

 

400S162-33

MTL FRAMING

 

 

 

METAL SIDING

 

 

 

 

SELF-ADHESIVE

MOISTURE BARRIER

MEMBRANE

 

 

 

 

EDGE OF HHS

BUILT-UP TRUSS

 

 

 

 

2"

 

 

 

4"

 

 

 

INSECT 

SCREEN

 

 

CONT SEALANT

 

 

 

METAL SIDING

 

 

 

 

5 1/4"

 

 

 

A2-4

6
"

LOUVER SECTION DETAIL
4

3"

6
"

2

4
"

3"

8
"

3/4"

2
"

1
/2

"

DIST. COUNTY
TOTAL

TOTAL PROJECT

SHEET

N0. SHEETS

The State of California or its officers or agents shall not be responsible

for the accuracy or completeness of electronic copies of this plan sheet.
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S
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PLANS APPROVAL DATE

DATE

POST MILES

BODFISH MAINTENANCE STATION

OFFICE BUILDING

Goffredo

Rivieccio

8/31/2011

Reviewed by:

CALIFORNIA STATE FIRE MARSHAL

APPROVED

Approval date:

Approval of this plan does not authorize or

approve any omission or deviation from

applicable regulations.  Final approval is 

subject to field inspection.  One set of 

approved plans shall be available on the

project site at all times.

DISREGARD PRINTS BEARING

EARLIER REVISION DATES

REVISION DATES (PRELIMINARY STAGE ONLY) SHEET OF

BRIDGE NO.
DESIGN

DETAILS

QUANTITIES

BY

BY

BY CHECKED

CHECKED

CHECKED
SHEET

CALIFORNIA
DEPARTMENT OF TRANSPORTATION

STATE OF

      

a2_04.dg

2
4
-
F

E
0

9
:
5

4

a2_04.dg

24-FE 09:54       

DIVISION OF ENGINEERING SERVICES

ARCHITECTURAL

STRUCTURAL DESIGN

AND

0 1 2 3

ORIGINAL SCALE IN INCHES

FOR REDUCED PLANS

POST MILE

  -  -07

UNIT

PROJECT NUMBER & PHASETAEMWW imperial   Rev. 7/10

EA OM4001

06000009621

3582

ACCESSIBILITY DESIGN APPROVAL STAMP

DOT / DES / OTA

0600000962

Reviewed by:

Date:

PROJECT ID

LOCATION CODE

GOFFREDO RIVIECCIO

GOFFREDO RIVIECCIO

WARREN LAI

WARREN LAI

DAVE FORBES KEVIN OKINO

C17914

10/18/10

CSFM FILE NO. 01-15-11-0034

GARY BLUMENTHAL

12-9-10

Y.A.WANG

12/20/10

1/2"

 

 

 

4"

 

 

 

4
"

   

ROUND METAL 

FLASHING

 

 

 1/2"

 

 

 

1

 

 

 

1/2"

 

 

 

4"

 

 

 

ROUND METAL 

FLASHING

 

 

 

ANGLE CLIP

2"

 

 

 

1"

 

 

 

1

 

 

 

1/2"

 

 

 

1"x2" STEEL 

ANGLE CLIP

W/ TWO 1/2" 

DIAM BOLTS. 

 

4"

 

 

 

ROUND METAL 

FLASHING

 

 

 

2

-

2

1"x2" STEEL 

ANGLE CLIP

W/ TWO 1/2" 

DIAM BOLTS. 

 

1/8"

 

 

 

1-#10 SDTS @ 4’-0"

TO FASTEN RAKE

TRIM TO METAL 

DECKING

50M5703

FASCIA TYPE A- SECTION a-a

FASCIA TYPE B- SECTION RAKE TRIM

FASCIA TYPE A-  END CLOSURE UNIT ELEVATIONS AND ISOMETRIC VIEW

NTS

ALL FASCIA AND RAKE TRIM DIMENSIONS SHALL BE VERIFIED BY CONTRACTOR BEFORE FABBRICATION.

1
8
.5

6
"

1
2
"

1
2
"

15.75"

17.06"

1
2
"

FASCIA TYPE A

OVERLAP 1" WITH

END CLOSURE UNIT

 

ISOMETRIC VIEW

F
A

C
E
 O

F
 S

P
S

 
 

2"

1"

-

1c

2"

CONT CLEAT

 

 
CONT SEALANT

5703Ker06 23 66

2-22-11



NTS

WALL DETAIL

NTS

   
 

 

  

DETAILS

WALL DETAIL

METAL ’Z’ 

FLASHING

PREFINISHED GALVANIZED

METAL RIDGE FLASHING

WEATHERPROOF

FASTENERS AT

12’’ ON-CENTER WEATHERPROOF

FASTENERS AT

12’’ ON-CENTER 

CONTINUOUS

NEOPRENE

CLOSURE 

TYPICAL

6’’ M
INIM

UM

WALL DETAIL

NTS

BULL NOSE

TRIM. TYP.

 

 

GYP.BD.

 

 

FIBERGLASS BATT

INSULATION

 

 

 

 

 

 

CERAMIC TILES 

OVER MORTAR 

BED. 2% MAX 

SLOPE TO FLOOR 

DRAIN.

 

 

�" MIN. RADIUS

COVE 
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.
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CERAMIC 

TILES OVER 

BOND COAT

 

 WR GYP.BD.

 

 
METAL SOFFIT

SPS

 

5/8" GYP.BD.

 

5/8" GYP.BD.

 

1/2" GYP.BD.

 

9’-0"

 

 

2

1’-4"1’-8"

600S200-33 MTL

FRAMING 24"OC

TYP.

THIN BRICK

VENEER 5/8" CEMENTITIOUS 

BOARD OVER MOISTURE 

BARRIER MEMBRANE .TYP.

MOISTURE BARRIER

MEMBRANE OVER 

MTL DECKING

 

 

HSS 8x4

 

NTS
1 2 3 4

NTS
5

NTS
6

METAL ROOFING

 

 

 

SELF-ADHESIVE

MOISTURE BARRIER

MEMBRANE OVER 

METAL DECKING

 

SKYLIGHT ALUMINUM FRAME

 

 

 

8"

12"

12"

12" WIDE 12GA BASE PLATE

WITH #10 SDSTS @ 12" O.C.

CONT AROUND ENTIRE DECKING 

OPENING

 

 

 

 

 

SKYLIGTH METAL CURB

2-800S200-97 SPOT 

WELDED TO METAL BASE 

PLATE

 

 

 

 

CURB FLASHING

 

 

 

 

 

 

PVC FOAM INSERT

 

 

 

 

 

 

DOUBLE STEEL STUD

JOIST. SEE 

 

 

1

ST1-15

1/2" GYP.BD.

 

 

 

R-30 FIBERGLASS INSULATION

 

 

 

4’-3"

F
O

S

F
O

S
5’-0"

4’-4"

F
O

S

F
O

S

F
O

S

F
O

S

3’-8"

4’-0"

CL CL

R-30 FIBERGLASS INSULATION

 

 

 

1/2" GYP.BD.

 

 

 

SKYLIGTH METAL CURB

2-800S200-97 SPOT 

WELDED TO METAL BASE 

PLATE

 

 

 

 

12" WIDE 12GA BASE PLATE

WITH #10 SDSTS @ 12" O.C.

CONT AROUND ENTIRE DECKING 

OPENING

 

 

 

 

 

CURB FLASHING

 

 

 

 

 

 

PVC FOAM INSERT

 

 

 

 

 

 

DOUBLE STEEL STUD

JOIST. SEE 

 

 

1

ST1-15

SKYLIGHT SECTION DETAILSKYLIGHT SECTION DETAIL

4" 4"

F
O

S

F
O

S

SELF-ADHESIVE

MOISTURE BARRIER

MEMBRANE OVER 

METAL DECKING

 

A2-5

DIST. COUNTY
TOTAL

TOTAL PROJECT

SHEET

N0. SHEETS

The State of California or its officers or agents shall not be responsible

for the accuracy or completeness of electronic copies of this plan sheet.
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8/31/2011
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CALIFORNIA STATE FIRE MARSHAL

APPROVED

Approval date:

Approval of this plan does not authorize or

approve any omission or deviation from

applicable regulations.  Final approval is 

subject to field inspection.  One set of 

approved plans shall be available on the

project site at all times.
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SHEET

CALIFORNIA
DEPARTMENT OF TRANSPORTATION

STATE OF

      

a2_05.dg
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F
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9
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4

a2_05.dg

24-FE 09:54       

DIVISION OF ENGINEERING SERVICES

ARCHITECTURAL

STRUCTURAL DESIGN

AND

0 1 2 3

ORIGINAL SCALE IN INCHES

FOR REDUCED PLANS
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Reviewed by:
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GOFFREDO RIVIECCIO

WARREN LAI

WARREN LAI

DAVE FORBES KEVIN OKINO

C17914

10/18/10

CSFM FILE NO. 01-15-11-0034

GARY BLUMENTHAL

12-9-10

Y.A.WANG

12/20/10

1

A2-2

SIM

1200S250-68

 

 

 

 

 

800S250-54 CEILING 

JOIST 24" OC

 

 

 

 

 

RIDGE CAP

3"

CRICKET

 

 

 

RESILIENT

BASE

 

 

HEADER

 

 

 

 

 

600S250-68 @

24" O.C.

 

 

 

 

 

50M5703

600S250-68 

 

 

 

 

 

600S250-68 

 

 

 

 

 

400S200-33 

 

 

 

 

 

66245703Ker06

2-22-11



DETAILS
A2-6

NTS

FLAGPOLE FOOTING
1

2’-6"

 

 

 

 

 

 

 

LIGHTNING 

GROUND

SPIKE.

 

 

 

 

 

 

SUPPORT 

PLATE

 

 

 

 

 

 

 

STEEL BASE 

PLATE

 

 

 

 

 

 

 

 

STEEL CENTERING 

WEDGES

 

 

 

 

 

 

 

 

 

DRY TAMPED 

SAND

 

 

 

 

 

 

 

 

 

 

CONCRETE

 

 

 

 

 

 

 

 

 

 

 

FOUNDATION SLEEVE

 

 

 

 

 

 

 

 

 

 

 

(E) FLAGPOLE

 

 

 

 

 

 

 

 

 

 

 

ALUM FLASH

COLLAR

 

 

 

 

 

 

 

 

 

 

 

5
’
-
0

"

      

DIST. COUNTY
TOTAL

TOTAL PROJECT

SHEET

N0. SHEETS

The State of California or its officers or agents shall not be responsible

for the accuracy or completeness of electronic copies of this plan sheet.
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CALIFORNIA STATE FIRE MARSHAL

APPROVED

Approval date:

Approval of this plan does not authorize or

approve any omission or deviation from

applicable regulations.  Final approval is 

subject to field inspection.  One set of 

approved plans shall be available on the

project site at all times.
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STATE OF
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24-FE 09:59       

DIVISION OF ENGINEERING SERVICES

ARCHITECTURAL

STRUCTURAL DESIGN

AND
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04-19-10

1
ELEVATION

Scale  �’’= 1’ - 0’’ Scale  �’’= 1’ - 0’’
2

 

(b).  Stagger sheets as shown

(b).  Minimum sheet size shall be 2’-0’’ x 4’-0’’’

2. Attachments

Note 2 (d)

Typ
�

Lintel

Jack stud
Window sill

Seat stud for full

Bearing on Bottom

track

TYPICAL STUD TO TRACK CONNECTION
3

NO SCALE

� 1

4
NO SCALE

TYPICAL STUD BRACING

Typ

1 �x1   �x 14 GA x

Stud width - �’’ at Each

Stud Each Bridging line

In lieu of welding,

4-#10 SDSTS may

be used as shown

NO SCALE
5

(c).  Run face grain perpendicular to supports

LINTELS AT OPENINGS UP TO 6’-0’’

Min Bridging continue

1�’’ x 16 GA cold rolled

channel positioned thru

stud punchouts. Provide

a row of Bridging within 6’’

of Top of stud and remaining

Bridging at 6’-0’ Max

Cont stud

Bridging

 

(a).  Screws shall be #10 SDSTS w/min 3 threads

   protruding through Base framing

4- #10 SDSTS

at 8’’ OC

600T200-68 x cont

Unponched Track

600S200-54

Unpunched Steel

studs

Screws shall be #10 SDSTS w/min 3 threads

protruding through Base framing

 NOTE

3

Double studs

@ wall end

5

3

8
’’

Holddown at wall end

and Jam Per       Typ

Cont Bracing within 6’’

of top of stud

Jamb stud(S). (Double wall stud

when opening is greater than

2’-6’’ and less than 6’-0’’)

Opening

SPS, See

Note 1

 STRUCTURAL PLYWOOD SHEATHING (SPS)

1.  Structural Plywood Sheathing (SPS)

7

Supported sheet edge

see,  Note 2 (c)

 NOTES

Joists or stud wall

(a). �Plywood, Panel grade structural I.

(c).  Sheet edges:  Screw at 4’’ OC

  Boundary Screw at 4’’ OC

  Edges of openings:  Screws at 4’’ OC

(d).  Intermediate support:  Screw at 12’’ OC

(b).  Minimum edge distance shall be �’’ and screws

   shall stagger at adjacent plywood sheet,  and shall 

   not be overdriven through outer ply. 

 

ST-4

4

4

600T200-68

Unpunched

Track.

1

ST-5

Anchor Bolt @ 16’’ OC, See
ST-3

L3x3x12 Ga x 6’’

2

ST-5

 3-12

ST-5

2- #10 SDSTS

at  Ea side

2- #10 SDSTS

at 8’’ OC

07-23-10

2#10 SDSTS Ea side

Connection to Top

Track, Sim

3
Sim

Edgardo Isidro

600S200-54

@ 16’’ OC

TRACK AND STUD GENERAL DETAILS-2
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TRACK AND STUD GENERAL DETAILS-2
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04-19-10

Scale   2’’= 1’ - 0’’’

Conc slab

Conc footing

Double stud

Stud web

Simpson SSTB28

or equivelent

See
Track

Scale   2’’= 1’ - 0’’’
2

METAL STUD CONNECTION

4
Scale   4’’ = 1’ - 0’’Scale   4’’ = 1’ - 0’’

3

Stud

L 2x2x12GAx6

w/3-#10 SDSTS

Each leg

2-#10 SDSTS Each

flange, 4 total

No  Scale

.

.

.

.

.

.

.

.

.

.

.

.

.

Double Stud

Slab

Track

5

Anchor Bolt

2- #10 SDSTS,

Stud Face to Stud Face,

12’’ OC ,  Typ

5

1

600T200-68 Track

Unpunched Track

TYP END CONNECTED OF SILL DETAIL

ST-5

600S250-68 Stud

6-#10 SDSTS

L3x3x12 Ga x 6’’

5
�
’
’

3-#10 SDSTS EA Leg, Typ

L 12 Ga x 4 x 5�’’, Ea Face

07-23-10

5

ST-4

L3x3x12 Ga x 6’’

Lintel, See

Simpson S/HD8S

or equivalent

Jamb Stud

P

Typ
2-8�

TOP OF BEARING WALL

09-20-10

Edgardo Isidro

TRACK AND STUD GENERAL DETAILS-3

1
HOLDOWN

Holdown Per

HOLDOWN DETAIL

04-19-10

ST-5

07-23-10 09-20-10

Edgardo Isidro

TRACK AND STUD GENERAL DETAILS-3
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PROJECT DESIGN CRITERIA

The building work on this project has been designed to conform

to the 2007 California Building Code (2006 IBC).

DETAIL NOTES

DESIGN CRITERIA AND DETAIL NOTES

04-19-10

MATERIALS

LIVE LOAD: Roof = 20  psf

Side Laps

A

Diaphragm

Shear Capacity
Perpendicular Supports

and Panel Ends
Parallel Supports

36 

Metal Deck Profile

’’ lb/ft

Deck Type Depth & Gage
Positive Section

Modulus

Negative Section

Modulus

Minimum Yield

Strength

Metal Decking

Moment of Inertia

METAL DECK MINIMUM SECTION PROPERTIES

Note

Minimum 3 Span Condition

in/ft Ksiin/ftin/ft
334

STEEL DECK NOTES

3.  All lock washers shall be helical spring lock washers.

1.  For Concrete see:

    ’’Concrete Standard’’

2.  All bolts shall be hex head machine bolts, with hex

  head nuts; unless otherwise noted.

f y

REINFORCED CONCRETE: (Ultimate Strength Design) :

f’c =

= 60, 000 psi

For Soil Classification, see Log of Test Boring Sheets.

F y =COLD FORMED STEEL: shall be

Allowable Soil Pressure (DL + LL) : =

FOUNDATION:

LOADS

SEISMIC:

S

S

S

S

North - South

S

I

DS

DI

S

=

Importance Factor =

=

=

=

=

R = C =

SR = 6. 5 C =

East - West

=

Occupancy Category

I

(Allowable Strength Design) :

Channels, Angles & Misc. Shapes

Plates

F y = 36 ksi

F y =

F y =

STRUCTURAL STEEL:

Hollow Structural Section (HSS)

WIND:

=

Basic Wind Speed =
y

P 30

K t = 1. 0

= 13psf

= 1. 0I

s

z

Wind Pressure on Components and Cladding   18. 2 psf=

ST1-0

II

1 .0

1 .18g

0.39g

Seismic Force-Resisting System:

Braking Wall System

Light framed wall sheathed with

wood structural panels rated for

shear resistence.

6. 5

36 ksi

46 ksi

50 ksi

Soils report dated : July 30, 2010

2000 psf

3000 psi

1 �x 16 Ga 0. 377 0. 411 0. 417 38

08-23-10

Light framed wall sheathed with

wood structural panels rated for

shear resistence.

85 mph

1900#10 SDSTS

@ 12’’ OC

7-#10 SDSTS

Per Support

Site Soil Class   D

Edgardo Isidro

0.81g

0.41g

Seismic Design Category = D

0. 06g

0. 06g

1. 21

09-23-10

ATTACHMENT SCHEDULE and METAL DECK PROFILE

1�’’ Long Side seam

weld @ 12’’ OC

DESIGN CRITERIA AND DETAIL NOTES
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04-14-10

FOUNDATION FLOOR PLAN

ST1-1

Scale  �’’ = 1’ - 0’’
1

37’-0’’

3
8

’-
0

’’
4
’-

3
’’

A D

1

3

4

FOOTING PLAN

1
2

1

B

D

E

3�’’ Depressed Area

A

HSS 6x6x�,Typ

HSS 12x12x�, Typ
HSS 6x6x�

Walkway

06-17-10

ST1-4

ST1-3

ST1-7

2
1

’-
3

’’
1
0
’-

6
’’

6
’-

3
’’

07-22-10

3

5�’’ Reinforced Conc slab,

See

ST-2

Ground Bar

4

ST1-7

08-23-10

3

ST1-8

A 4

4

ST-2

09-07-10

5

ST-5
F

O
S

F
O

S

Ground Bar,            See 

Electrical plan

for exact location, Typ

FOS

FOS

7

ST-2

1

4

ST1-8

ST1-8

Typ

Stud wall,

Typ

ST-4

1 &2

09-20-10

Edgardo Isidro

12’-0’’ 10’-3’’ 10’-0’’ 10’-0’’

Control joint        ,Typ     

Typ

Typ

ST-2

7

09-27-10

Holdowns

See

C
L

Typ

C

2. 1

Interior Wall, See Arch 

Plan for Location

C
L

Conc Walkway,  See
3

ST-2
Typ

C
L

C 1 C2

10-04-10

18’-1’’ 18’-11’’

02-04-11

6
’
-
6
"

04-14-10

FOUNDATION FLOOR PLAN

ST1-1

06-17-10 07-22-10 08-23-10 09-07-10 09-20-10

Edgardo Isidro

09-27-10 10-04-10 02-04-11

6
’
-
6
"
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04-20-10

ST1-2
ROOF PLAN

Scale  �’’ = 1’ - 0’’
1

ROOF PLAN

S
lo

p
e

S
lo

p
e

Ridge

A D

3

4

2

Metal Deck, Typ

1
’-

6
’’

1’-0’’

1

1

1

B C E

Ridge

Pre Manufactured

Metal Trusses @

2’-0’’ OC

HSS 6x6x�,

Typ 2

05-17-10

3’’

1
’-

9
’’

ST1-4

ST1-10

Typ

ST1-3

HSS 12x6x� HSS 12x6x�
ST1-9

3

Sim

1
’-

9
’’

07-22-10

HSS Built up Truss
1

1

1

1

2

ST1-9

3

ST1-11

ST1-9

2

ST1-13

ST1-13

ST1-14

ST1-12

1

ST1-13

ST1-6

08-23-10

1

ST1-15

ST1-13

3

1

ST1-11

4

1

ST1-5

3

ST1-13

09-07-10

HSS 6x6x�

1200S250-68

2

ST1-5

Typ

Typ

09-20-10

Edgardo Isidro

Typ

T
y

p

A

 

 

 

 

 
 

 

     

DESIGN  NOTES

DEFLECTION CRITERIA FOR DESIGN:

A)  Total load deflection of mid-span shall be limited to L/240

  of the span.

B)  Total load deflection of mid-span shall be limited to L/360
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FOOTINGS

3’’

3
’’

FOOTING DETAIL

ST1-8

1

1

1

Steel stud

Stud & Ftg
C
L

SPS

�’’ Joint filler material

#5 x @ 12’’ OC

3-#5 x Cont

1

1

Conc slab

Conc walkway or Finished Grade

2’-0’’

1
’-

6
’’

0’-0’’

Top of

Slab

ST-3

Scale   2’’ = 1’ - 0’’

     

      

2&3

2-#5 x Cont, Typ

#10 SDSTS Ea Side

3

Conc Slab

Scale   2’’ = 1’ - 0’’

THICKENED SLAB UNDER STUD WALL

C
L L

Scale   1’’ = 1’ - 0’’

of P, Column & Blockout

Conc Blockout

Closure Pour

Base PL

Slab Control Joint

90%%d

2

2-#4x4’-0", 3" OC, Center in Slab

Where Slab Joint Does Not Occur

Track w/ the same thickness,

Flange width and Depth as

the Wall Stud

09-08-10

1

1

0’-0’’

Top of

Slab

1’-0’’

Scale   1’’ = 1’ - 0’’
4

Conc slab Beyond

1’-0’’

Top of Ftg

CONC CLOSURE DETAIL

1
Note: See      For Info not shown

FOOTING DETAIL
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Depressed Conc slab
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Metal Deck

Scale   2’’ = 1’ - 0’’

�

Typ
1-4

3

�
Typ

1-4

ROOF SECTION DETAILS 3

Scale   2’’ = 1’ - 0’’

STEEL STUD TO DECK DETAIL

Steel Stud

#10 SDSTS @ 6’’ OCMetal Deck

Scale   2’’ = 1’ - 0’’

STEEL STUD TO DECK DETAIL
1

Steel Stud

#10 SDSTS @ 6’’ OC

SPS

ST1-9

2

3

P

4-#10 SDSTS Ea

Leg @ Ea Joist

08-16-10

     

      

P#10 SDSTS @ 12’’ OC, Deck to Bent L

3

12 Ga Bent L x   x Cont, Typ

3

P

09-08-10

600S200-68

Blkg

2

P

ROOF RIDGE SECTION

                  Edgardo Isidro

09-21-10

3-#10 SDSTS @ Ea Stud

600S200-68 W/2-#10

SDSTS to Ea Blkg

3

ST-4

6-30-12

12 Ga Bent L x 2    x 4’’

Ea End w/2-#10

SDSTS Ea Leg
Metal Deck, LowRoof

HSS Ridge Beam

Steel Stud Joist,

Typ

2-#10 SDSTS at Ea Joist

Top and Bot, Typ

3A

10-04-10

12 Ga Bent L x   3 x 9 @ Ea Joist, Typ

provide Two Bent L at Ea side

of Double stud framing @ 3A
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ST1-9
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2

12’’ Roof stud

8’’ Ceiling stud

T
y
p

Scale   3’’ = 1’ - 0’’

T
y
p

4

T
y
p

STUD TO WALL DETAIL
2
’’

2
’’

1’
’

Metal Deck

3
Scale   2’’ = 1’ - 0’’

P

3

P

1-#10 SDSTS @ Ea

Stud Top & Bottom

1-#10 SDSTS @ 12’’ OC

Deck to Bent L

Steel Stud

ROOF END DETAIL

3

8
’’

12 Ga Bent L x     x Cont

Metal Deck

Scale   2’’ = 1’ - 0’’

P

4

BENT PLATE SECTION
4

4

Top of Stud Wall

#10 SDSTS @ 12’’ OC

3-#10 SDSTS Per Blkg 

12 Ga Bent L x    Blkg

4

ST-5

Scale   2’’ = 1’ - 0’’

SPS

 

3-#10 SDSTS

2-#10 SDSTS

2-#10 SDSTS

Metal Deck

3

P

1

 

3

1’-6’’

12 Ga Bent L x 12  x5

Roof Stud,

See plan

4

ST-5

2
Note 1.  See      For Blkg between framing

Note 2.  See      For Top of Wall Detail

STUD TO WALL DETAIL

Ceiling Joist

Wall stud,

See

ST-4

1

08-16-10

ROOF SECTION DETAILS 

ST1-10

09-08-10 09-23-10 09-27-10

Edgardo Isidro

Bent L BlkgP

Top of stud wall

12 Ga Bent LP

08-16-10

ROOF SECTION DETAILS 

ST1-10

09-08-10 09-23-10 09-27-10

Edgardo Isidro
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P

Scale   2’’ = 1’ - 0’’

FRAMING

�

 

�
Typ

Scale   2’’ = 1’ - 0’’

 

FRAMING

�

 

�

L �P

P

Scale   2’’ = 1’ - 0’’

FRAMING

�

 

P

P

 

�

L �,  Typ 

Scale   2’’ = 1’ - 0’’
4

FRAMING

�

 

�

P

3 Sides

12’’
Steel Track over HSS Beam

Steel Stud

�

#10 SDSTS @ 12’’ OC

4-#10 SDSTS Ea side

08-04-10

Typ

HSS Beam HSS Beam 

HSS Column

1 2

HSS Beam

HSS Column

3

HSS Beam

Typ

HSS Beam

08-19-10

CEILING FRAMING DETAILS 
ST1-11

      

      

      

            
      

            

                  

                  
                        

      

      

HSS Column

HSS Beam

                  Edgardo Isidro

6-30-12

�’’

  L �’’ x 1’-2’’ x 1’-2’’
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L �’’ x 7’’ x 8’’

�’’ 
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08-06-10

ROOF FRAMING SECTION

1
’-

9
’’

1

HSS Beam

Scale   3’’ = 1’ - 0’’

ROOF CEILING DETAILS 

ST1-12

Scale   2’’ = 1’ - 0’’

Slot HSS @ center

to receive connecting L 
P

�

 

6

1’’ Max

Connecting L �’’
P

�

 

Scale   2’’ = 1’ - 0’’

Steel Stud

2-#10 SDSTS @ 12’’ OC, Typ

2

3
CEILING FRAMING 

HSS Beam

800T200-68 x cont

HSS Column

HSS Beam

1

ST1-14

2

ST1-14

 FRAMING 

HSS Built-up Truss, See 

HSS Column

Edgardo Isidro

09-23-10

Scale   2’’ = 1’ - 0’’

CEILING FRAMING 
4

1#10SDSTS @ 12’’ OC

2-#10 SDSTS @ Top & Bot

Ceiling joist

Steel stud

Ceiling joist

2-#10 SDSTS @ Each stud

1-#10 SDSTS @ Top & Bot

01-04-11

1#10SDSTS Top & Bot

600T 200-54 x cont

600T 200-54 x cont

08-06-10

ROOF CEILING DETAILS 

ST1-12

Edgardo Isidro

09-23-10 01-04-11
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04-28-10 07-22-10

ROOF SECTIONS DETAILS 2

08-03-10

ST1-13

08-19-10 09-09-10

Edgardo Isidro

09-23-10

Metal Deck

Scale   1’’ = 1’ - 0’’

 

 

1

�

PRE-MANUFACTUREDTRUSS CONNECTION

HSS Beam

3

ST1-10 Sim

Pre-Manufactured Truss

2
Scale   1’’ = 1’ - 0’’

Metal Deck

Pre-Manufactured

Truss or HSS Truss

3 3
PP

4-#10 SDSTS, Bent to Truss

@ Ea Truss

12 Ga Bent L x     x cont

Ridge Block by Truss

Manufacturer

#10 SDSTS @ 12’’ OC, Typ

Deck to Bent L

RIDGE DETAIL

Scale   2’’ = 1’ - 0’’

SPS

 

3-#10 SDSTS

4-#10 SDSTS

Metal Deck

 

P

3

12

3

Wall stud

STUD TO WALL DETAIL

2

ST1-10

4

ST-5

Note: See       Sim For Blkg Detail

  12 Ga Bent L x       x5’’

See       For Top of Wall Detail

Roof Stud,

See Plan

4

3

BEAM TO TRUSS DETAIL

Note:  See       For Info not shown

Scale   2’’ = 1’ - 0’’

Roof Stud,

See plan

HSS Beam

Metal Deck
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07-26-10

1
Scale  �’’= 1’ - 0’’

9’-0’’

4

2

Metal Deck

Hss Column, Typ

C
LColumn Metal Deck

3

2

2

P

�

�

�

�

Truss Top chord

�

Scale   1’’ = 1’ - 0’’

Equal Equal Equal Equal

3

4

5
1’-9’’

Metal Deck

Truss Top chord

Truss Web

Scale   1’’ = 1’ - 0’’

�

�

 

�

Typ

Scale   1’’ = 1’ - 0’’

Truss Web�

CL

CL

�

 

Truss Top Chord

CL

C
L

C
L

Truss Web

CL

Truss Bot chord

 

L �’’x 1’-2’’x 1’-2’’P

�

 

�

Typ

�
Typ

 ROOF SECTIONS DETAILS

Typ

Typ

HSS 4x4x�

HSS BUILT-UP TRUSS

HSS Column

Truss Bot chord

HSS Beam

Scale   1’’ = 1’ - 0’’

�

HSS Column

4 5

ST1-14

08-19-10

      

     

            

Note: See        For Info not shown
2

ST1-13

09-09-10

C
L

C
L

C
L

Top of HSS Beam C
L

HSS 12x4x�,

Typ 

3

ST1-10

HSS BUILT UP TRUSS SECTION BUILT UP TRUSS DETAIL

BUILT UP TRUSS DETAIL

Edgardo Isidro

09-23-10

BUILT UP TRUSS DETAIL
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HSS 6x6x�� 3-12

HSS Beam

6
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HSS BUILT UP TRUSS SECTION
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Cap L �P

6
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HSS Beam
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09-09-10

ST1-15

2 3
No  Scale

ROOF DETAILS 

C
L

C
L

3

2

2

Steel Stud, Typ

No  Scale

ROOF DECK OPENING
1

1-12�

1200S250-68

09-16-10

Double Steel Stud

12 Gage Bent L x 3    x 10

3

P

ROOF FRAMING STUD CONNECTION

Bent L Each swide, TypP

Sim
3

Typ

Metal Deck

#10 SDST @ 8’’ OC

Steel Stud

Edgardo Isidro

09-23-10

Double Steel Stud Joist, Typ

DOUBLE JOIST DETAIL

Metal Deck

Scale   2’’ = 1’ - 0’’

Scale   2’’ = 1’ - 0’’

Scale   2’’ = 1’ - 0’’

600T200-68

Roof joist

3-#10 STSDS

Wall stud

2-#10 STSDS

3-#10 STSDS @ Each

joist, Typ

#4 STSDS @ 2’’ OC Ea Leg

4-#10 STSDS

1
’’

 c
lr

Roof joist

2-#10 STSDS

4 5

02-08-11

WALL AND JOIST DETAIL STUD TO JOIST DETAIL

Steel Network VertClip

SLD 362 or equivlent

1200S250-68

@ 24’’ OC

Steel Network VertClip SLD 362

Wall stud

1
’’

 c
lr

Roof joist
4

Bent L 14  Ga x 2     x 8

w/3-#10 STSDS @

Ea Leg

4

P

2

P
600T200-68

3-#10 STSDS, Typ

Bent L 14  Ga x 2    x 8

w/3-#10 STSDS @

Ea Leg

09-09-10

ST1-15
ROOF DETAILS 
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09-16-10

ST1-16
ROOF DETAILS 

Edgardo Isidro

 
 

ROOF FRAMING SECTION
1

4

ROOF FRAMING SECTION

Scale   3’’ = 1’ - 0’’

 

Pre Manufactured Metal Truss

Truss Bottom Chord

4

3

3

12 Gage Bent L x        x Cont

#10 SDSTS @ 12’’ OC

Scale   3’’ = 1’ - 0’’
2

3-#10 SDSTS @ Each Leg,  Typ

P

P

P

12 Gage Bent L x        x 4’’ @ 2’-0’’ OC,

2 Bent L  per Truss,  Min.
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M-0

Sanitary Sewer (above grade)

Sanitary Sewer (below grade)

Cold Water

Compressed Air

Hot Water

Hot Water Return

Sanitary Sewer Vent

Flexible Duct

Thermostat

Balance Damper

Return Air

Supply Air

Supply Diffuser

Three Wire Test Station

Time Switch

Anode Test Station

Exhaust Air

Cap, Threaded

Elbow, Turned Down

Elbow, Turned Up

Reducer, Concentric

Union

Valve, Ball

Valve, Check

Valve, Gate

Union, Insulating

Strainer

T

RA

SA

TS

EA

A

AND AIR CONDITIONING

Valve, Gas

F

Angle

Centerline

Diameter

LC

L

Water Hammer Arrestor

Exhaust Fan

Fire Extinguisher

F

FE

Equipment DrainD

Fire Water

Valve, Safety Relief

Section / Elevation Letter

Sheet Number

Detail Number

Sheet Number

Valve, Pressure/Temperature Relief

Relief Valve Discharge PipeR

cfm

cfmor

or

Pressure Gauge (with gage cock and Snubber)

S Sewer Line

Exhaust Registercfm

Return Register

SIZE

PLUMBING PIPE FITTINGS AND VALVES

HEATING, VENTILATING

MISCELLANEOUS

LPG Liquefied Petroleum Gas

RD Roof Drain

OD Overflow Drain

Non Potable Water

RE (E) Duct to be Removed

F W

190 cfm

NECK SIZE

FLOW RATE

Valve, Faucet Assembly

RW

Width

With

Without

Wet Bulb

Water Closet

Water Column

Water Heater

Water Hammer Arrestor

Water Level Switch

Weatherproof

Wash Sink

Welded Steel Pipe

W

W/

W/O

WB

WC

W.C.

WH

WHA

WLS

WP

WS

WSP

Air Conditioning

Acrylontirle Butadiene Styrene

Asphalt Concrete

Air Drop

Alternative Pipe

Automatic Transmission Fluid

American Wire Gauge

Building

Balancing Valve

Conduit

Ceiling Diffuser

Cast-Iron

Cleanout

Cleanout To Wall

Check Valve

Cold Water

Depth

Dry Bulb

Drinking Fountain

Duct Heater

Diameter

Existing

Exhaust Air

Emergency Shower And Eye Wash

Exhaust Fan

Elevation

Electric Water Cooler

Electric Water Heater

Flexible Connection

Floor Drain

Fire Department Connection

Finish Grade

Fire Hydrant

Flow Line

Gauge

Galvanized

Galvanized Steel Pipe

Gate Valve

Gypsum

Height

Hose Faucet

Heating, Ventilating And Air Conditioning

Hot Water

Hertz

Globe Valve

Gas Water Heater

Hot Water, High Pressure Cleaner

Inside Diameter

Invert Elevation

International Pipe Standard

Kitchen Sink

Lavatory

Maximum

Manhole

Minimum

Not In Contract

Number

National Standard Thread

National Pipe Thread

Outside Diameter

On Center

Outside Air

Original Ground

Portland Cement Concrete

Phase

Pressure Reducing Valve

Pounds Per Square Inch

Polyvinyl Chloride

Register

Return Air

Reinforced Concrete Pipe

Required

Radiant Heater

Relief Valve

Service Sink

Supply Air

Schedule

Sanitary Dump Station

Supply Fan

Shower

Static Pressure

Sanitary Sewer

Station

Standard

Temperature Control Valve

Time Switch

Typical

Unit Heater

Urinal

Voltage, Alternating Current

Vent Thru Roof

A/C

ABS

AC

AD

AP

ATF

AWG

BLDG

BV

C

CD

CI

CO

COTF

COTG

COTW

CV

CW

D

DB

DF

DH

Dia

(E)

EA

EF

EL

EWC

EWH

FC

FD

FDC

FE

FG

FH

FL

GA

FS

GALV

GLV

GSP

GV

GWH

GYP

H

HB

H/C

HF

HVAC

HW

HZ

ID

IE

IPS

KS

LAV

MAX

MAN

MIN

NIC

NO

NPT

NST

OA

OC

OD

OG

PCC

PH

PRV

PSI

PVC

RE

REG

RA

RCP

REQ

RH

RV

SA

SCH

SDS

SF

SHR

SP

SS

S/S

STA

STD

TCV

TPRV

TS

Typ.

UH

VAC

VM

VTR

Fire Extinguisher

Cleanout Through Floor

Cleanout Through Grade

UR

GH

Mop SinkMS

ESP External Static Pressure

WH

Wall HydrantW.H.

MECHANICAL ABBREVIATIONS:

Vent RiserVR

Vending Machine

Refrigerator

Floor Sink

Ground Hydrant

Flue through roofFTR

RWL Rain Water Leader

DI Drain Inlet

RD Roof Drain

KW Kilowatt

m Meter

mm millimeter

NPS Nominal Pipe Size

C Celsius Temperature

Cap. Capacity

Elect. Electrical

EC

TSPV Trap Seal Primer Valve

Evaporative Cooler

ESEW

V Vent

VB Valve Box

ES Evaporative Cooler Switch

S Switch

SF Fan, Switch

PBEF Push-Button Exhaust Fan

Temp., Pressure, Relief Valve

RW Raw Water 

BFP Backflow Preventer

BH Box Hydrant

Hose Bibb

LEGEND

12x12 "

J.R. Stangl

09/17/10 10/18/10

L/s Liters per Second

LPG Liquified Petroleum Gas

CFM Cubic Feet Per Minute

CF Cubic Feet

Reviewed by:

CALIFORNIA STATE FIRE MARSHAL

APPROVED

Approval date:

Approval of this plan does not authorize or

approve any omission or deviation from

applicable regulations.  Final approval is 

subject to field inspection.  One set of 

approved plans shall be available on the

project site at all times.

GARY BLUMENTHAL

12-9-10

M-0

Sanitary Sewer (above grade)

Sanitary Sewer (below grade)

Cold Water

Compressed Air

Hot Water

Hot Water Return

Sanitary Sewer Vent

Flexible Duct

Thermostat

Balance Damper

Return Air

Supply Air

Supply Diffuser

Three Wire Test Station

Time Switch

Anode Test Station

Exhaust Air

Cap, Threaded

Elbow, Turned Down

Elbow, Turned Up

Reducer, Concentric

Union

Valve, Ball

Valve, Check

Valve, Gate

Union, Insulating

Strainer

T

RA

SA

TS

EA

A

AND AIR CONDITIONING

Valve, Gas

F

Angle

Centerline

Diameter

LC

L

Water Hammer Arrestor

Exhaust Fan

Fire Extinguisher

F

FE

Equipment DrainD

Fire Water

Valve, Safety Relief

Section / Elevation Letter

Sheet Number

Detail Number

Sheet Number

Valve, Pressure/Temperature Relief

Relief Valve Discharge PipeR

cfm

cfmor

or

Pressure Gauge (with gage cock and Snubber)

S Sewer Line

Exhaust Registercfm

Return Register

SIZE

PLUMBING PIPE FITTINGS AND VALVES

HEATING, VENTILATING

MISCELLANEOUS

LPG Liquefied Petroleum Gas

RD Roof Drain

OD Overflow Drain

Non Potable Water

RE (E) Duct to be Removed

F W

190 cfm

NECK SIZE

FLOW RATE

Valve, Faucet Assembly

RW

Width

With

Without

Wet Bulb

Water Closet

Water Column

Water Heater

Water Hammer Arrestor

Water Level Switch

Weatherproof

Wash Sink

Welded Steel Pipe

W

W/

W/O

WB

WC

W.C.

WH

WHA

WLS

WP

WS

WSP

Air Conditioning

Acrylontirle Butadiene Styrene

Asphalt Concrete

Air Drop

Alternative Pipe

Automatic Transmission Fluid

American Wire Gauge

Building

Balancing Valve

Conduit

Ceiling Diffuser

Cast-Iron

Cleanout

Cleanout To Wall

Check Valve

Cold Water

Depth

Dry Bulb

Drinking Fountain

Duct Heater

Diameter

Existing

Exhaust Air

Emergency Shower And Eye Wash

Exhaust Fan

Elevation

Electric Water Cooler

Electric Water Heater

Flexible Connection

Floor Drain

Fire Department Connection

Finish Grade

Fire Hydrant

Flow Line

Gauge

Galvanized

Galvanized Steel Pipe

Gate Valve

Gypsum

Height

Hose Faucet

Heating, Ventilating And Air Conditioning

Hot Water

Hertz

Globe Valve

Gas Water Heater

Hot Water, High Pressure Cleaner

Inside Diameter

Invert Elevation

International Pipe Standard

Kitchen Sink

Lavatory

Maximum

Manhole

Minimum

Not In Contract

Number

National Standard Thread

National Pipe Thread

Outside Diameter

On Center

Outside Air

Original Ground

Portland Cement Concrete

Phase

Pressure Reducing Valve

Pounds Per Square Inch

Polyvinyl Chloride

Register

Return Air

Reinforced Concrete Pipe

Required

Radiant Heater

Relief Valve

Service Sink

Supply Air

Schedule

Sanitary Dump Station

Supply Fan

Shower

Static Pressure

Sanitary Sewer

Station

Standard

Temperature Control Valve

Time Switch

Typical

Unit Heater

Urinal

Voltage, Alternating Current

Vent Thru Roof

A/C

ABS

AC

AD

AP

ATF

AWG

BLDG

BV

C

CD

CI

CO

COTF

COTG

COTW

CV

CW

D

DB

DF

DH

Dia

(E)

EA

EF

EL

EWC

EWH

FC

FD

FDC

FE

FG

FH

FL

GA

FS

GALV

GLV

GSP

GV

GWH

GYP

H

HB

H/C

HF

HVAC

HW

HZ

ID

IE

IPS

KS

LAV

MAX

MAN

MIN

NIC

NO

NPT

NST

OA

OC

OD

OG

PCC

PH

PRV

PSI

PVC

RE

REG

RA

RCP

REQ

RH

RV

SA

SCH

SDS

SF

SHR

SP

SS

S/S

STA

STD

TCV

TPRV

TS

Typ.

UH

VAC

VM

VTR

Fire Extinguisher

Cleanout Through Floor

Cleanout Through Grade

UR

GH

Mop SinkMS

ESP External Static Pressure

WH

Wall HydrantW.H.

MECHANICAL ABBREVIATIONS:

Vent RiserVR

Vending Machine

Refrigerator

Floor Sink

Ground Hydrant

Flue through roofFTR

RWL Rain Water Leader

DI Drain Inlet

RD Roof Drain

KW Kilowatt

m Meter

mm millimeter

NPS Nominal Pipe Size

C Celsius Temperature

Cap. Capacity

Elect. Electrical

EC

TSPV Trap Seal Primer Valve

Evaporative Cooler

ESEW

V Vent

VB Valve Box

ES Evaporative Cooler Switch

S Switch

SF Fan, Switch

PBEF Push-Button Exhaust Fan

Temp., Pressure, Relief Valve

RW Raw Water 

BFP Backflow Preventer

BH Box Hydrant

Hose Bibb

LEGEND

12x12 "

J.R. Stangl

09/17/10 10/18/10

L/s Liters per Second

LPG Liquified Petroleum Gas

CFM Cubic Feet Per Minute

CF Cubic Feet
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CALIFORNIA STATE FIRE MARSHAL

APPROVED

Approval date:

Approval of this plan does not authorize or

approve any omission or deviation from

applicable regulations.  Final approval is 

subject to field inspection.  One set of 

approved plans shall be available on the

project site at all times.
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M-1

SITE PLAN

 1 ’’ = 20’

 SITE PLAN

J.R. Stangl

09/17/10

DESIGN ENGINEER

DESIGN SUPERVISOR

NEW OFFICE 

BUILDING

(E) EQUIPMENT 

STORAGE BLDG

K
E
R

N
  

C
A

N
Y

O
N

  

PROPERTY LINE

PROPERTY LINE

ROAD

SITE ENTRANCE DRIVEWAY

2
5
’-0

"

PROPERTY L
IN

E

2
6
7
7

2
6
7
5

2
6
7
5

2676
2677

2678

2680

LPG

Connect (E) Water Line 

to New Water Line

S

e

e

 

R

e

g

u

l

a

t

o

r

 

D

e

t

a

i

l

 

#

9

Sheet M-8

S

1�" Gate Valve in

Valve Box

Connect (E) LPG Line

to (N) LPG Line

S
S

(E) Septic Tank
(E)4"

(E)RAILROAD CAR STORAGE

(E) leach lines

(E) Distribution Box 

L
P
G

(E) SAND

STORAGE

BUILDING

 

(

E

)

O

I

L

/

W

A

T

E

R

 

SEPARATOR

W

A

S

H

SLAB

(

E

)

W

A

S

H

 

W

A

T

E

R

E

Q

U

I

P

M

E

N

T

 

 

B

L

D

G

(E) Loading Dock

6" Dia. Guard

posts, 10 Typ.

Connect Sewer Line 

from New Office

to Existing w/COTG

T
o
 L

a
k
e
 I

s
a
b
e
ll

a

T
o B

ak
er

sf
ie

ld

(E) AC Surface area

LPG

(

E

)

 

H

B

to remain

10/18/10

Remove (E) 1"

water line

2" water line
Connect to (E) HB

Notes:

(E) 2" water line

from Cal Water Service

R

e

m

o

v

e

 

(

E

)

 

P

r

o

p

a

n

e

T

a

n

k

 

(

5

0

0

 

G

a

l

.

)

 

a

n

d

 

a

p

p

u

r

t

e

n

a

n

c

e

s

2" Gate valve

in valve box

Connect to (E) 2"

Cal Water line.

�" LPG

F
W

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

FIRE HYDRANT DETAIL

.

.

.

.

.

. .

.

.

.

Fire hydrant shall be Jones, Model J-3765

Rich, Model 960, or equal

3
0
"
 M

in
.

NPS 6

NPS 6  Gate Valve with Operating Nut

Traffic rated Valve Box, cover marked

 "G.V." 12" nominal size

NPS 6 Ductile

 Iron Pipe

1

6
"

Variable

6’-0" Min.

NPS 6

Notes:

1.  Fire hydrant installations shall comply with 

  fire district and city requirements. 

2.  Encase all metal surfaces below ground with polyethylene.

Connet to Cal Water Service 

main approx. 300’ east 

from facility property line

(E) Bin Storage

FW

FWNPS 6

.
.

.
.

. ..

.

.

.

.. ...

.

.

.

6" Dia. Guard

posts, 4 Typ.,

see Architectural Plans

FH, Typ. 2, 

See Detail 1

This Sheet

...
.
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Approval date:
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UNIT

12/20/10
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(E) Regulator

to remain

(E) LPG line

to remain

1.  Contractor shall field verify (E) site equipment

  and utility connections before ordering and 

  fabricating any material.

3.  Prior to installing new pipes the contractor shall

  locate any existing piping that must be crossed by

  the new pipes.  Installation shall be completed 

  without disruption of any of the existing utilities

  that are not part of this contract.

2.  Remove existing propane tank and install new

  propane tank in accordance with the manufacturer’s

  recommendations and with Mechanical details, sheet M-9 

New 1000 Gal LPG Tank over

New 10’x6’x8" Reinforced concrete 

slab. For exact location see 

Architectural Plans, see notes 1 & 2

(E) sewer line

to remain

(E) Water line

to remain

06 Ker 57035703Ker06 49 66

2-22-11

Concrete thrust 

block, with clamp

3.0 square feet of

bearing surface

SEE M-8

2

Concrete thrust 

block, with clamp 

3.0 square feet of

bearing surface

45^ elbows

Concrete Thrust Block 

with Clamp, 5.0 square

feet of bearing surface

Typ 90^ elbows

4.  Contractor to maintain LPG service to existing 

  building during construction.

3615



J.R. Stangl

09/17/10 10/18/10

Reviewed by:

CALIFORNIA STATE FIRE MARSHAL

APPROVED

Approval date:

Approval of this plan does not authorize or

approve any omission or deviation from

applicable regulations.  Final approval is 

subject to field inspection.  One set of 

approved plans shall be available on the

project site at all times.

GARY BLUMENTHAL

12-9-10

M-1.5

MECH-1C

MECH-2C

MECH-3C

MECH-4C

2008 Nonresidential Compliance Forms

(Part 5 of 5)

I Certify That This Certificate of Compliance Documentation is Accurate and Complete.

Signature:Name:

Date:

Phone:

Company:

Address: If Applicable

CEA#

CEPE#

I am eligible under Division 3 of the Business and Professions Code to accept responsibility for the mechanical design.

This Certificate of Compliance identifies the mechanical features and performance specifications required for compliance

with Title 24, Parts 1 and 6 of the California Code of Regulations. 

Documentation Author’s Declaration Statement

Principal Mechanical Designer’s Declaration Statement

Name:

Company:

Address:

Signature:

Date:

Phone:

License#

Mandatory Measures

Indicate location on building plans of Note Block for Manatory Measures:

Certificate of Compliance. Required on plans for all submittals.

Mechanical Equipment Summary is required for all submittals.

Mechanical Ventilation and Reheat is required for all submittals with mechanical ventilation.

Fan Power Consumption is required for all prescriptive submittals.

CERTIFICATE OF COMPLIANCE and  

FIELD INSPECTION ENERGY CHECKLIST

The design features represented on this Certificate of Compliance are consistent with the information provided to

document this design on the other applicable compliance forms, worksheets, calculations,plans and specifications

submitted to the enforcement agency for approval with this building permit application.

 MECHANICAL COMPLIANCE FORMS & WORKSHEETS (Check box if worksheet is included)

2008 Nonresidential Compliance Forms

(Part 4 of 4)

ENV -1C

I Certify That This Certificate of Compliance Documentation is Accurate and Complete.

Signature:Name:

Date:

Phone:

Company:

Address: If Applicable:

CEA#

CEPE#

Documentation Author’s Declaration Statement

Name:

Company:

Address:

Signature:

Date:

Phone:

License#

Use with the Envelope Component Approach. Optional on Plans.

CERTIFICATE OF COMPLIANCE and  

FIELD INSPECTION ENERGY CHECKLIST

The design features represented on this Certificate of Compliance are consistent with the information provided to

document this design on the other applicable compliance forms, worksheets, calculations,plans and specifications

submitted to the enforcement agency for approval with this building permit application.

This Certificate of Compliance identifies the envelope features and performance specifications required for compliance

with Title 24, Parts 1 and 6 of the California Code of Regulations. 

Envolope Mandatory Measures

Indicate location on building plans of Mandatory Envelope Measures Note Block:

 INSTRUCTIONS TO APPLICANT ENVELOPE COMPLIANCE & WORKSHEETS (Check box if worksheet is included)

Certificate of Compliance and Field Inspections Energy Checklist required on plans for all submittals.

Use with the Overall Envelope TDV Energy Approach. Optional on plans.

Use when minimum skylight requirements for large enclosed spaces are required  

in climate zones 2 through 15. Optional on plans.

For detailed instructions on the use of this and all Energy Efficiency Standards compliance forms, refer to the 2008

Nonresidential Manual Note: The Enforcement Agency may require all forms to be incorporated onto the building plans.

MECH-1C

ENV-1C

ENV-2C

ENV-3C

For detailed instructions on the use of this and all Energy Efficiency Standards compliance forms, please refer to the 

Nonresidential Compliance Manual. 

I am eligible under Division 3 of the California Business and Professions Code to accept responsibility for the design.

Principal Designer’s Declaration Statement

City/State/Zip:

Project Name:

City/State/Zip:

ENV-4C

City/State/Zip:

City/State/Zip:

Project Name: Date: Date: Climate Zone:

X

Department of Transportation, (CALTRANS)

1801 30th Street

Sacramento, Ca  95816

1801 30th Street

Sacramento, Ca  95816

Department of Transportation, (CALTRANS)

X X

Department of Transportation, (CALTRANS)

1801 30th Street

Sacramento, Ca  95816

Department of Transportation, (CALTRANS)

1801 30th Street

On File

August 2009 August 2009

On File

Sacramento, Ca 95816

August 18, 2010
August 18, 2010

TITLE 24 COMPLIANCE CERTIFICATES

Jesus E Ramirez

(916)227-8490

Bodfish Maintenance Station Office Building

October 18, 2010

Solomon Wong

October 18, 2010

Jesus E Ramirez

(916)227-8490

October 18, 2010
October 18, 2010

Bodfish Maintenance Station Office Building
16

M27626

(916)227-8330

C17914
Goffredo Rivieccio

C-17914

(916)227-8286
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M-2

WH

 

�" = 1’-0"

OFFICE

STORAGE

MEN

WOMEN

JAN

 

CREW ROOM 

FLOOR PLAN

PLUMBING FLOOR PLAN

LAV

LAV

WC

UR

UR

WC

LAV

M/S

SHR

K
S

HB

HVAC

  REF

(Not Inc)

FD

FD

1�" Gate Valve

in Valve Box

J.R. Stangl

LPG

L
P

G

ELEC/

HVAC

LPG

See Regulator Detail #9

Sheet M-8

�" Flexible Appliance connection

w/shut-off valve, typ.2

�"

1"

�"

1�" 1�"

1�"

�"

�"�"

�"

SHWR
1"

LPG

09/17/10

Notes:

1.   For exact location of plumbing fixtures, 

  See Architectural Plans.

Equipment:

6

M-8

7

M-8

1

M-8

10/18/10

2.   Contractor shall route supply line from 

  trap primers to floor drains, See 

Connect to (E)

LPG line, See M-1

1"

 1"

WH  Propane water heater; 40 gallon tank, 

    36,000 Btuh min., LPG operation, direct

    vent thru roof with roof cap, see  

See M-1

�" Supply from

LPG tank, See M-1
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CALIFORNIA STATE FIRE MARSHAL

APPROVED

Approval date:

Approval of this plan does not authorize or

approve any omission or deviation from

applicable regulations.  Final approval is 

subject to field inspection.  One set of 

approved plans shall be available on the

project site at all times.

GARY BLUMENTHAL
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From (E) Equipment

Storage Building, See M-1

Connect to (E)

Water Line2"

5106 Ker 665703

2-22-11

3615

2

M-8
�", see

1�", see
2

M-8

3

M-8

HB



M-3

WH

 

OFFICE

STORAGE

SHWR

MEN

WOMEN

JAN

 

ELEC

HVAC

CREW ROOM 

FLOOR PLAN

PLUMBING FLOOR PLAN

LAV

LAV

WC

UR

UR

WC

LAV

M/S

SHR

K
S

HVAC

  REF

(Not Inc)

FD

FD

COTW

COTW

COTW

COTG

�" = 1’-0"

4"
2"

2"

2"

3"

2"

2"

2"

3"

J.R. Stangl

2"

09/17/10

3"

3"

2�" VTR

2�" VTR

10/18/10

Connect to (E)4" Sewer line,

See M-1

Reviewed by:
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2

M-8

3

M-8
4", Slope 2% Min Typ, see

COTG Typ, see

4

M-8

5

M-8
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ISOMETRIC PLUMBING  PLAN

PLUMBING PLAN

WH-1

LAV

M
/S

W
C

KS

UR

UR

W
C SH

RHB

LAV

LAV

WHA "A"

WHA "A"

WHA "A"

WHA "A"

WHA "A"

1�" Gate Valve 

in Valve Box

For Continuation

See Sheet M-1

CREW
 RO

O
M

W
OM

EN

SHOW
ER

ELEC
/HVAC

JAN

M
EN

H
B

Lavatory

Water Closet

Shower

PLUMBING SCHEDULE

Fixture

Minimum Connection

Urinal

Kitchen Sink

Mop Sink

1"

�"�"

Refrigerator/ice maker

1"

Cold Water

 Inch

Hot Water

 Inch

�" �"

�" �"

�" �"

�"

WHA "A"

WHA "A"

�"

Pressure Relief Drain Line,

Drain to Outside

FD

FD

1�"

1�"
�"

�"

1�"

1"

�"

�"

�"

�"

1�"

1"

Valve for refrigerator connector

in recessed wall box

09/17/10

NO SCALE

09/18/10

Reviewed by:

CALIFORNIA STATE FIRE MARSHAL

APPROVED

Approval date:

Approval of this plan does not authorize or

approve any omission or deviation from

applicable regulations.  Final approval is 

subject to field inspection.  One set of 

approved plans shall be available on the

project site at all times.

GARY BLUMENTHAL
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LAV

M
/S

W
C

K
S

UR

UR

W
C

SH
R

LAV

LAV

For Continuation

See Sheet M-1

CREW
 RO

O
M

W
OM

EN

SHOW
ER

ELEC
/HVAC

JAN

M
EN

3" VTR

FP

FP

FP

COTW

FD

FD

COTG

4"

2"

3"

2"

ISOMETRIC PLUMBING  PLAN

SEWER PLAN

4"

Slope

2"

1�"

1�"
1�"

3"

1�"

1�"

2"

1�"

1�"

1�"

1�"

2"

COTW

2"
2"

1�"

2"

2�"

2�" VTR

1�"

3" 2"

1�"

4"

2"

09/17/10

Lavatory

Water Closet

Fixture

Drainage

Rough-in

Trap Vent

Urinal

Floor Drain

Mop Sink

--

PLUMBING SCHEDULE

Shower

Kitchen Sink

2"

2" 2"

2"

2"2"

2"

3"

3" 3"

Inch Inch

1�" 1�"

1�"

1�"

1�"1�"

1�"

1�"

1�"

1�"

COTW

3"COTG

3"

2"

3"

NO SCALE

10/18/10

Reviewed by:

CALIFORNIA STATE FIRE MARSHAL

APPROVED

Approval date:

Approval of this plan does not authorize or

approve any omission or deviation from

applicable regulations.  Final approval is 

subject to field inspection.  One set of 

approved plans shall be available on the

project site at all times.

GARY BLUMENTHAL
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STATE OF
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FOR REDUCED PLANS

POST MILES
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The State of California or its officers or agents shall not be responsible

for the accuracy or completeness of electronic copies of this plan sheet.

DATE
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MECH
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21648

6-30-1 1
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Jack Wheeler

06-OM4001EA
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UNIT

12/20/10

12/20/10

COTG
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M-6

WH

 

�" = 1’-0"

OFFICE

STORAGE

SHWR

MEN

WOMEN

JAN

 

CREW ROOM 

FLOOR PLAN

LAV

LAV

WC

UR

UR

WC

LAV

M
/S

K
S

HVAC

  REF

(Not Inc)

FD

FD

J.R. Stangl

 HVAC PLAN

EF2

Condensor

Condensate

drain line

T

80CFM

Drain line

EF1

ELEC/

HVAC

09/17/10

6x6

12x12

20x20

6x6

Notes:

Equipment Schedule:

10.  Mount thermostats on wall at 46" above finish floor. 

EF3

180CFM

140CFM
EF-2   Exhaust fan ceiling mounted, 60 CFM 

      exhaust fan, 115V-1Ph-60Hz, 3 sones max.

EF-3   Exhaust fan ceiling mounted, 180 CFM 

      @ .25 SP exhaust fan, 115V-1Ph-60Hz, 3 sones max.

4.  EF-1, EF-2 & EF-3 shall be operated by motion sensors. 

8"0,

see note 2

Outdoor unit on concrete slab,

see note 8

300CFM

4"0

7"0

12x8 Louver

with insect screen

12x8 Louver

with insect screen

OA

12x8 Louver

with insect screen

6"0

6"0

6"0

7"0

8"0 4"0 10x8

10/18/10

300CFM

170CFM

310CFM

130CFM

10"0

14x6

14X6

310CFM

14X6

60CFM

70cfm

EF-1      Exhaust fan ceiling mounted, 140 CFM @ .25 SP

      exhaust fan, 115V-1Ph-60Hz, 3 sones max.

12x810x8 12x10

16x14

16"0

16x12

16x14

6.  All balancing dampers shall be accessible. 

Reviewed by:

CALIFORNIA STATE FIRE MARSHAL

APPROVED

Approval date:

Approval of this plan does not authorize or

approve any omission or deviation from

applicable regulations.  Final approval is 

subject to field inspection.  One set of 

approved plans shall be available on the

project site at all times.

GARY BLUMENTHAL

12-9-10

2.  Route 8" Dia. duct to north wall. Cap with backdraft damper 

  and bird screen.

7.  For supply and return duct diffuser installation, 

  See detail 8 on sheet M-8

8.  Contractor shall construct 4" concrete slab above finish grade to 

  accomodate condensing unit. Contractor shall verify condensing unit 

  dimensions before pouring concrete slab.

9.  Refrigerant lines shall be routed from indoor unit to outdoor unit 

  overhead one inch apart from center to center. Penetrate through 

  wall. Provide stainless steel jacket and insulation. Provide supports.

11.  Fire extinguisher shall be in cabinet, 2A-10B:C. Top of fire 

   extinguisher in cabinet shall be mounted at 42" above finish floor.

1.  A/C, Gas heating/electric cooling split air conditioning system, 

  42000 Btuh nominal cooling capacity, 32000 Btuh sensible cooling

  at 102^F DB ambiant temperature and 80^F DB/65^F WB indoor 

  temperature, minimum 13.00 EER and 15.0 SEER. 1300 cfm @ 0.7 

  in. WC SP 230V-1PH-60HZ.  35000 Btuh input heating minimum, 

  LPG operation, 0.90 AFUE minimum.  Unit with outside air damper 

  set at 300 cfm minimum.

10x8
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ORIGINAL SCALE IN INCHES

FOR REDUCED PLANS
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PLANS APPROVAL DATE

The State of California or its officers or agents shall not be responsible

for the accuracy or completeness of electronic copies of this plan sheet.

DATE

DIVISION OF ENGINEERING SERVICES

WASTEWATER DESIGN

AND

ELECTRICAL-MECHANICAL-WATER

DOES SD imperial   Rev. 1/07

X

     

REGISTERED MECHANICAL ENGINEER

MECH

BODFISH MAINTENANCE STATIONJesus Ramirez

Jesus Ramirez

50M5703

Jack Wheeler

21648

6-30-1 1

Jack Wheeler

Jesus Ramirez

Jack Wheeler

06-OM4001EA

PROJECT NUMBER & PHASE 06000009621

UNIT

12/20/10

12/20/10

10" 0

10" 0

8x8

see note 3

H-V    Heat and Vent combination, 853 Btuh nominal heating,

      70 CFM exhaust fan, 115V-1Ph-60Hz, 2.7 sones

HV

3.  Route 8" x 8" duct to south wall. Cap with backdraft damper 

  and bird screen.

5506 Ker 665703

2-22-11

3615

1

M-7

FURNACE,

SEE 

14x6 TRANSFER DUCT,

SEE NOTE 13

5.  Rectangular duct elbows and junction fittings shall be constructed

  with turning vanes.  See Detail 2 on M-7.

13.  Transfer Duct, install louver on both sides of walls.

12.  Contractor shall purchase and install furnance stand to accomodate 

   furnace unit. Furnace stand shall be 18" high.
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THIS SHEET ACCURATE FOR MECHANICAL WORK ONLY

6"

Return Air

Supply Air

HVAC

UNIT

SUPPLY AND RETURN DUCT ISOMETRIC

Wall

Penetration

Set Damper to

300 CFM

Cap

Vent

Makeup Air

VTH

  DUCT ISOMETRIC AND DETAILS

09/17/10

Sheet metal box

7"

6"

Connect flex duct here
Main 

Branch

Main 

Turning Vanes

Connect main duct here

SUPPLY/RETURN JUNCTION FITTING (TYP)

No Scale

FURNACE DETAIL

No Scale

S
u

p
p

ly
 A

ir

Makeup Air

Cap

�" Condensate drain,

run to outside & terminate

6" above grade

G

GG

4" Flu thru

roof

Provide �" flexable gas appliance

connection with shut-off valve and

dirt leg.

R
e
t
u

r
n

 A
i
r

Outside air damper

at connection to

return air duct

HVAC

Furnace Stand1
8

"

Flexible duct

connection, typ

2

1

6"

No Scale

10/18/10

Reviewed by:

CALIFORNIA STATE FIRE MARSHAL

APPROVED

Approval date:

Approval of this plan does not authorize or

approve any omission or deviation from

applicable regulations.  Final approval is 

subject to field inspection.  One set of 

approved plans shall be available on the

project site at all times.

GARY BLUMENTHAL
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16"X14"

16"X12"

12"X10"

10"X8"

12"X8"

10"X8"

10"X8"

For continuation,

see M-2

 1"

 1" Gas line to 

Water Heater,

see M-2
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MECH

BODFISH MAINTENANCE STATIONJesus Ramirez
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21648
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06-OM4001EA

PROJECT NUMBER & PHASE 06000009621

10/18/10

UNIT

12/20/10

12/20/10

16"X14"

3615

5606 Ker 665703

2-22-11
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MISC. MECHANICAL DETAILS

TYP
min

T
Y

P

min

Pea gravel

Concrete collar Or

Or#13

10"

 

4"

6" min

6
"
 m

in

30" max

 

6
"
 m

in

3
0
"
 m

in

6"

6" min

30" max

 

F
lo

w

Flow

Sand,  place in even lifts, 

45^  elbow,  total 2

Tracer tape 

Backfill

Vertical wall,  typ

Sand, place in even lifts. 
compact with manual tamper

Pipe,  hand shape 

for bells and couplings

Pipe, hand shape 

for bells and couplings

 compact with manual tamper

Backfill

Vertical wall, typ

Finished grade

Tracer tape

Concrete pad

F
u
l
l
  
w

i
d
t
h

o
f
 
t
r
e
n

c
h

 

Note:

Surround pipes with sand in 6 inch

lifts,  compact with manual tamper

Wye,  45^  and

 45^  elbow
Wye,  45^

18" 18"

4
"

G
G

G

Gas Supply

Ball Valve

Seismic 

Restraint

Gas Cock

Dirt Leg

Water Heater Stand

Finished Floor

2" Min.

Typ. 1
8
"

M
in

.

 

Grade

R

Wall

Drain Valve

3/4" Relief Valve

Discharge Pipe.

Full size of 

discharge opening  

A.S.M.E. approved

Temperature and

Pressure Relief Valve 

Flexible Copper Pipe

with Dielectric 

Unions,Typ.

Thermometer

Flue thru roof

See floor plan

for continuation

and pipe sizes.

Hot Water 

Supply

Cold Water 

Supply

Terminate Discharge Pipe

with elbow turned down

6" + above grade

Galvanized Steel Drain Pan

1
WATER HEATER DETAIL

No Scale

BURIED PIPE UNDER PAVEMENT

No Scale

BURIED PIPE

No Scale

COTG ACCESS BOX

No Scale

CLEANOUT TO GRADE

No Scale

2

3

4 5

R
R

40 Gal

No Scale

IN
S

T
A

L
L

A
T

IO
N

 D
IM

E
S

N
IO

N
 1

6
-3

/8
"

Cold Water

Supply Line

Trap Primer

Distribution

Unit, Maximum

2 outlets.

Wall Bracket

�’’

�’’ Outlet (TYP)

No Scale

INTERIOR FLOOR DRAIN & TRAP

�’’

Finished Slab/

Floor

Water Line From

Trap Primer to 

Floor Drain Trap

Floor Drain

#4 Rebar (TYP)

Install so that C.O.

Plug and C.O. are

Free to Move for 

Settlement

Test Tee

Low Pressure Gas Supply

to building

Insulating Union

Gas Valve

8" Long Dirt Leg

same size as Gas Supply

Cap

Weatherproof Vent

Medium Pressure

Gas Supply

No Scale

GAS PRESSURE REGULATOR

Diffuser

 

No Scale

GYPBOARD DIFFUSER DETAIL

Gypboard

Ceiling

Duct

Support

Roof
Attach duct to

transition box

Round to square

transition box

Compacted

backfill,  TYP

Sand backfill,  TYP.   Surround

pipe with sand.   Place in even

lifts both sides of pipe.   Compact

continuously with manual tamper

Match existing or

finish grade

1’-0"

8
"

9"

   TRAP PRIMER

INSTALLATION DETAIL
6

7
8

9

09/17/10 10/18/10

Gas Pressure Regulator with

Safety Shut-off and Full

Capacity Relief Valve. See

Specifications for type.

100000 Btuh capacity

Traffic-rated valve 
box and cover

Cleanout access cap

Reviewed by:

CALIFORNIA STATE FIRE MARSHAL

APPROVED

Approval date:

Approval of this plan does not authorize or

approve any omission or deviation from

applicable regulations.  Final approval is 

subject to field inspection.  One set of 

approved plans shall be available on the

project site at all times.

GARY BLUMENTHAL
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LPG

Hood cover for Fill,  Gauge,  Relief Valve,

Service Valve and Vent Valve.   Provide

opening in Hood over Relief Valve

2

LPG Supply Line

3
6

"

-

Main Service Valve

12"

Min

1
8
"

M
in

A

-

Reinforced Concrete Slab

1.

 

2.

4
8
"

4
8
"

2
"

50"

5
0
"

Ground Penetration

Concrete Slab

3.

Ground Elevation

Support to channel

with Pipe Clamp,

Typ 2

2

A

PLAN

ELEVATION

LPG TANK

GUARD POST

LPG TANK SLAB-SECTION

Insulating union

5
0
"

Typ.

Steel  Saddle

bolt to Concrete

Slab

4.

LPG LPG

18"

Copper tubing or

steel pipe

Warning Sign Post,

Typ of 4,   See Note 1

N0 SCALE

N0 SCALE

N0 SCALE

�" 0 Concrete

Expansion Anchor Bolt

with 6" embedded,

Min. at each Tank Leg

(Min.  4 per tank)

6
"

Notes: 

Mount Warning Signs for LPG Tank on 2" Standard Galvanized Steel  Pipe at the

height of 50" and clamp to the back of guard post with two Stainless Steel

Brackets at location as shown. 

 

Approximate LPG Tank Slab dimensions shall be 10’ x 6’.  Contractor

shall verify tank dimensions before pouring slab.

  

All  pipe below grade to be coated black steel.

Warning shall be lettered in red letters, 1�"high,  on a white background and shall state the following:

18" O Concrete

6" Galvanized Steel Pipe,

fill   with minor concrete

8" Reinforced 

Concrete Slab, see

note 2

�" 0 Concrete

Expansion Achor

Bolt with 6"

Embed,   Min

1

Pipe Support,

typ.

4
"

4
"

LPG

NO SMOKING, OPEN FLAMES OR OTHER

  SOURCE OF IGNITION PERMITTED 

       WITHIN 50 FEET

Install Bollards equally spaced,

60" OC,  Max around the Tank,   see

#5 @ 12" OC,  each

way,   top and bottom,   2"

in from surface of slab

4" HMA

2" x 2" x �"

Galvanized Steel  Channel

Pipe Support,  96"  lenght

N0 SCALE

LPG Pipe

Fusion weld the

connection.   Wrap

exposed areas

Bore hole in

undisturbed earth

Anode Test Box

(with orange cap)
Terminal  Block

with shunt

No.  12 AWG wire with TW

or THW insulation

Ground Elevation

ANODE DETAIL

2" 0 PVC Pipe

1
’-

0
"

1
’-

0
"

3
’-

0
"
 M

in
.

5’-0" Min.

1 7 lb Min.

Pre-packaged Magnesium

Anode in cloth bag

3

LPG TANK AND DETAILS

Anode 

Anode test box

See Detail 3 this sheet

09/17/10

1000 Gal LPG Tank

10/18/10

(N)�" Underground Pipe

(N)�" Underground Pipe

First Stage Pressure Regulator from tank

pressure to 10 psi,  250,000 BTUH capacity

 1000 Gal. LPG Tank

Reviewed by:

CALIFORNIA STATE FIRE MARSHAL

APPROVED

Approval date:

Approval of this plan does not authorize or

approve any omission or deviation from

applicable regulations.  Final approval is 

subject to field inspection.  One set of 

approved plans shall be available on the

project site at all times.

GARY BLUMENTHAL

12-9-10
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21648
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PROJECT NUMBER & PHASE 06000009621

UNIT

12/20/10
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2-22-11

3615



EE-0
Kathi Andreasen

LEGEND

6/3/10

GRAPHIC SYMBOLS FOR ELECTRICAL WIRING AND LAYOUT DIAGRAMS

SYMBOL       DESCRIPTION
SYMBOL     DESCRIPTION

S S

R R

B B BLANK OUTLET

RECESSED INDIVIDUAL FLUORESCENT

FIXTURE

R

D DROP CORD

SURFACE OR PENDANT INDIVIDUAL

FLUORESCENT FIXTURE

R
RANGE OUTLET

CLOCK HANGER RECEPTACLEC

F FAN HANGER RECEPTACLE

FLOOR SINGLE RECEPTACLE OUTLET

FLOOR DUPLEX RECEPTACLE OUTLET

FLOOR SPECIAL PURPOSE OUTLET

MULTI-OUTLET ASSEMBLY

S SINGLE POLE SWITCH

S 2 DOUBLE POLE SWITCH

S 3 THREE WAY SWITCH

S4 FOUR WAY SWITCH

S D AUTOMATIC DOOR

S K KEY OPERATED SWITCH

S P SWITCH AND PILOT LIGHT

S MC MOMENTARY CONTACT SWITCH

S RC REMOTE CONTROL SWITCH

S WP WEATHERPROOF SWITCH

S F FAN SWITCH

SYMBOL        DESCRIPTION

J J JUNCTION BOX

X X EXIT LIGHT

SURFACE OR PENDANT CONTINUOUS

NOTE:

SODIUM VAPOR), DESIGN TYPE,NUMBER

OF LAMPS AND WATTAGE.

32 WATT LAMPS

2 LAMPS

DESIGN TYPE

FLUORESCENT

A LOWER CASE LETTER NEAR GRAPHIC

LIGHTING FIXTURE SYMBOL DENOTES

THAT FIXTURE IS CONTROLLED BY A

SIMILARLY MARKED SWITCH, AN ALPHA-

NUMERIC SYMBOL NEAR GRAPHIC LIGHT-

ING FIXTURE SYMBOL DENOTES FIXTURE

TYPE, (I=INCANDESCENT, F=FLUORESCENT,

MH=METAL HALIDE, H=HIGH PRESSURE

(GFCI)

WP

DUPLEX RECEPTACLE OUTLET,WEATHERPROOF

(WITH GFCI)

(GFCI) DUPLEX RECEPTACLE OUTLET (WITH GFCI)

DUPLEX RECEPTACLE OUTLET

S
SWITCH AND SINGLE RECEPTACLE

S
SWITCH AND DUPLEX RECEPTACLE

H HAND DRYER

HAND DRYER NOZZLE

SOUND SYSTEM LOUD SPEAKER OUTLET

PUSHBUTTON

L

PUSHBUTTON STATION, NC, WITH

LOCKING DEVICE FOR OPEN

PUSHBUTTON STATION MOTOR CONTROL

BUZZER

BELL

COMBINATION BELL-BUZZER

T THERMOSTAT

PS PRESSURE SWITCH

R CONTROL RELAY

FS FLOW SWITCH

R RADIO OUTLET

TV TELEVISION OUTLET

M MICROPHONE OUTLET

COMBINATION LIGHTING AND POWER

MC MOTOR CONTROLLER

DISCONNECT SWITCH

CONDUIT CONCEALED IN CEILING OR WALL

CONDUIT CONCEALED IN FLOOR

HOMERUN TO PANELBOARD, ARROWS INDICATE

NUMBER OF CIRCUITS, LETTER DENOTES PANEL-

BOARD, NUMERAL DENOTES CIRCUIT.

CONDUIT, POLYVINYL CHLORIDE, UNDERGROUND

CONDUIT, FLEXIBLE

SM SURFACE METAL RACEWAY

CONDUIT, TURN UP

CONDUIT, TURN DOWN

CONDUIT SEAL, EXPLOSION-PROOF

ADAPTER, ONE TYPE CONDUIT TO ANOTHER

POLE

CONDUIT, EXPANSION JOINT
X

HPS

S T

S VS VARIABLE SPEED MOTOR CONTROL SWITCH

PEC PHOTOELECTRIC CELL

POWER PANEL

LIGHTING PANEL

FLUSH-MOUNTED PANELBOARD AND CABINET 

CIRCUIT BREAKER, DOUBLE POLE

CIRCUIT BREAKER, THREE POLE

GFCI CIRCUIT BREAKER, WITH GROUND FAULT 

CIRCUIT INTERRUPTER

CONTACT, NORMALLY OPEN

CONTACT, NORMALLY CLOSED

CONTACT, NORMALLY CLOSED, TIME DELAY

CLOSING ON DE-ENERGIZING

CONTACT, NORMALLY OPEN, TIME DELAY

OPENING ON DE-ENERGIZING

CONTACT,NORMALLY OPEN, TIME DELAY

CLOSING ON ENERGIZING

CONTACT, NORMALLY CLOSED, TIME DELAY

OPENING ON ENERGIZING

CIRCUIT BREAKER, SINGLE POLE

CONTACT, SINGLE POLE DOUBLE-THROW

OPERATING COIL

LIQUID LEVEL ACTUATED SWITCH, 

NORMALLY CLOSED

LIQUID LEVEL ACTUATED SWITCH,

NORMALLY OPEN

PRESSURE ACTUATED SWITCH, 

NORMALLY CLOSED

PRESSURE ACTUATED SWITCH, 

NORMALLY OPEN

FLOW ACTUATED SWITCH, NORMALLY CLOSED

FLOW ACTUATED SWITCH, NORMALLY OPEN

TEMPERATURE ACTUATED SWITCH, 

NORMALLY CLOSED

TEMPERATURE ACTUATED SWITCH,

NORMALLY OPEN

LIMIT SWITCH, NORMALLY CLOSED

LIMIT SWITCH, NORMALLY OPEN

PUSHBUTTON SWITCH, NORMALLY CLOSED

PUSHBUTTON SWITCH, NORMALLY OPEN

SWITCH, DOUBLE-POLE

SWITCH, SINGLE-POLE, DOUBLE-THROW

SWITCH, SINGLE-POLE

SWITCH, DOUBLE-POLE, DOUBLE-THROW

SWITCH, SINGLE-POLE, 3-POSITION 

THERMAL OVERLOAD

FUSE

RESISTOR

VARIABLE RESISTOR

TRANSFORMER WINDING

GROUNDING ELECTRODE

ENCLOSURE BOND

PILOT LIGHT (A=AMBER, G=GREEN, R=RED)
             

A

G GENERATOR

M MOTOR

F FAN MOTOR

A SECTION/ELEVATION LETTER

SHEET NUMBER

EE-2

1 DETAIL NUMBER

SHEET NUMBER

EXISTING FLUORESCENT FIXTURE-REMOVE

EXISTING RECEPTACLE OUTLET-TO REMAIN

EXISTING RECEPTACLE OUTLET-REMOVE

E E EXISTING CONDUIT AND CONDUCTORS-TO REMAIN

UNLESS OTHERWISE NOTED

S EXISTING SWITCH-TO REMAIN

S EXISTING SWITCH-REMOVE

EXISTING OUTLET-TO REMAIN

J EXISTING JUNCTION BOX-TO REMAIN

J EXISTING JUNCTION BOX-REMOVE

EXISTING CONDUIT AND CONDUCTORS-REMOVE

EXISTING INCANDESCENT FIXTURE-REMOVE

EXISTING FLUORESCENT FIXTURE-TO REMAIN

REMODEL WORK

SYMBOL     DESCRIPTION

S L

S H

LIGHT SWITCH

HEATER SWITCH

SURFACE-MOUNTED PANELBOARD AND CABINET

SINGLE RECEPTACLE OUTLET

EE-2

CONDUIT EXPOSED

T S TIMER SWITCH

S M MOTION SENSOR SWITCH

CONDUCTOR INFO (PER CONDUIT)

CONDUIT TYPE

CONDUIT SIZE

NUMBER OF CONDUITS (NO NUMBER

INDICATES ONE CONDUIT)

EXAMPLE : (4) F 2 - 2 x 32

NUMBER OF FIXTURES

EXISTING INCANDESCENT FIXTURE-TO REMAIN

G

C

GLASS BREAK DISCRIMINATOR

MAGNETIC CONTACT SWITCH-PEDESTRIAN DOOR

K KEYPAD FOR ALARM SYSTEM

S SMOKE DETECTOR

H HEAT DETECTOR

P

AV AUDIO/VISUAL ALARM DEVICE

(T)

SYMBOL     DESCRIPTION

CHLF

PULL BOX-LETTER INDICATES TYPE OF PULL 

BOX (E-ELECTRICAL, T-TELEPHONE, R-RADIO)

PULL BOX (TRAFFIC RATED)-LETTER INDICATES 

TYPE OF PULL BOX (E-ELECTRICAL, T-TELEPHONE, 

R-RADIO)

ABBREVIATIONS

ACS AIR COMPRESSOR STARTER

BD BUILDING DISCONNECT

C CONDUIT

CB CIRCUIT BREAKER

AO

CKT CIRCUIT

CR CONTROL RELAY

DP DUPLEX PLUG RECEPTACLE

FLS FLOW SWITCH

G GROUND

GFCI GROUND FAULT CIRCUIT INTERRUPTER

IR

JB JUNCTION BOX

L LIGHT

LC LIGHTING CONTACTOR

LCP LIGHTING CONTROL PANEL

LD LIGHT DISCONNECT

LL LIQUID LEVEL RELAY

LLC LIQUID LEVEL CONTROLLER

LP LIGHT PANEL

LS LIGHT SWITCH

LT LIGHT TRANSFORMER

LTO LIGHT TRANSFORMER OVERLOAD

MB MAIN BREAKER

MCP MOTOR CIRCUIT PROTECTOR

F FUSE

FS FLOAT SWITCH

NC NORMALLY CLOSED

NO NORMALLY OPEN

NSW NEUTRAL SWITCHING BREAKER

OL OVERLOAD

PB

PHASE FAILURE RELAY

PFRD

PEC PHOTOELECTRIC CELL

PL PILOT LIGHT

PS

PTS POWER TRANSFER SWITCH

MCC

RES RESISTOR

SD SERVICE DISCONNECT

S

SPR STANDBY POWER RECEPTACLE

SS SELECTOR SWITCH

ST STARTER

SV SOLENOID VALVE

T TRANSFORMER

TB TERMINAL BLOCK

TDR TIME DELAY RELAY

TGLS TOGGLE SWITCH

TM TIME METER

TS TIMER SWITCH

TSW TEST SWITCH

WLS WATER LEVEL SWITCH

WP WEATHERPROOF

MSB MAIN SWITCHBOARD

MT EMPTY CONDUIT

TTB TELEPHONE TERMINAL BOARD

UPS

PFR

PHASE FAILURE RELAY DISCONNECT

STARTER COIL

SFR SEAL FAILURE RELAY

DS DOOR SWITCH

DI DIGITAL INPUT

AI ANALOG INPUT

ANALOG OUTPUT

DO DIGITAL OUTPUT

UNINTERRUPTIBLE POWER SUPPLY

MOTOR CONTROL CENTER

GRS

AVC AIR VOLUME CONTROLLER

PRESSURE SWITCH

PVC POLYVINYL CHLORIDE

GALVANIZED RIGID STEEL 

TYP TYPICAL

A

MC

AIR CONDITIONING UNIT

PUSHBUTTON

TOT TOTAL

FLEX FLEXIBLE CONDUIT

(N) NEW

AL ALARM LIGHT

FL FAILURE LIGHT

FLA FLASHER

FR FAILURE RESET

GRAPHIC SYMBOLS FOR

ELECTRICAL DIAGRAMS

S

OR SODIUM VAPOR FIXTURE

OR SODIUM VAPOR FIXTURE

ROW FLUORESCENT FIXTURES

MULTI-FLOOR OUTLET, 2 OR

MORE GANG

A/C

EF EXHAUST FAN

PB PULL BOX

COMBINATION DETECTOR (MICROWAVE/PASSIVE INFRARED)

C

P POLE

COMBINATION HEAT,  LIGHT AND FAN UNIT

W

AMPERES

CHLF

RTB RADIO TERMINAL BOARD

FLOOR RADIO OUTLET

FLOOR TELEPHONE OUTLET

RADIO OUTLET

MANUAL PULL STATION

MAGNETIC CONTACT SWITCH-VEHICLE DOOR

SL SUMP LIGHT

MC

PVC

BREAKERBRK

EXISTING(E)

METALLIC CONDUIT

PROJECT NOTES

CEILING WALL

MANUAL MOTOR STARTING SWITCH,

THERMAL OVERLOAD TYPE

MANUAL MOTOR STARTING SWITCH,

WITHOUT OVERLOAD ELEMENT

SEPARATE GROUNDED (NEUTRAL) CONDUCTOR

SHALL BE USED FOR EACH 120-VOLT CIRCUIT.
 

 

A.

 
 

B.

 

 
 C.

HOMERUNS TO PANELBOARDS SHALL BE INSTALLED AS SHOWN

ON THE PLANS.   HOMERUNS SHALL NOT BE COMBINED.

A SINGLE INSULATED EQUIPMENT GROUNDING CONDUCTOR (SIZED

AS REQUIRED) SHALL BE INSTALLED IN EACH CONDUIT RUN.

STANDARD NOTES

ABANDON,  IF APPLIED TO CONDUIT,  REMOVE CONDUCTORS.AB

BC

CB

CC

CF

CONNECT NEW AND EXISTING CONDUIT.   REMOVE EXISTING

CONDUCTORS AND INSTALL CONDUCTORS AS INDICATED.

INSTALL PULL BOX IN EXISTING CONDUIT RUN.

INSTALL CONDUIT INTO EXISTING PULL BOX.

FA

CONDUIT TO REMAIN FOR FUTURE USE.   REMOVE

CONDUCTORS,  INSTALL PULL ROPE AND PLUG.

REMOVE FOUNDATION ABOVE GRADE AND ABANDON

FOUNDATION BELOW GRADE.

RL RELOCATE EQUIPMENT.

RELOCATED EQUIPMENT.

SC

RLD

SPLICE NEW TO EXISTING CONDUCTORS.

(2) �’’C,  PVC,  2#12

CONDUIT, RIGID STEEL, UNDERGROUND

SINGLE, SPECIAL PURPOSE RECEPTACLE OUTLET

DUPLEX, SPECIAL PURPOSE RECEPTACLE OUTLET

POLE-TOP ELECTROLIER

POLE-ARM ELECTROLIER

SURFACE FLUORESCENT, METAL HALIDE

RECESSED FLUORESCENT, METAL HALIDE,

DATED MAY, 2006

STANDARD PLANS

OCCUPANCY SENSOR WALL SWITCH, SINGLE LEVEL

OCCUPANCY SENSOR WALL SWITCH, BILEVEL

o
S 1

o
S

2

OC OCCUPANCY SENSOR

P OCCUPANCY SENSOR POWER PACK

A1, 2

CIRCUIT BREAKER, SINGLE POLE, SWITCHED NEUTRAL

COMMUNICATION OUTLET

TWO TIMER SWITCHES,  ONE SWITCH

FOR LIGHT AND FAN AND ONE SWITCH

FOR HEAT LAMP

10/20/10

CFL COMPACT FLUORESCENT LAMP

12/16/10

INFRARED LAMP
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The State of California or its officers or agents shall not be responsible

for the accuracy or completeness of electronic copies of this plan sheet.

DATE

DIVISION OF ENGINEERING SERVICES

WASTEWATER DESIGN

AND

ELECTRICAL-MECHANICAL-WATER

REGISTERED ELECTRICAL ENGINEER

DOES SD imperial   Rev. 1/07

     

ELEC

BODFISH MAINTENANCE STATION

OFFICE BUILDING50M5703
Inam Maher

Inam Maher

Inam Maher

LOCATION

CODE

UNIT

PROJECT NUMBER & PHASE
TAEMWW imperial   Rev. 7/10

06000009621

EA 0M4001

Eric Greve

Eric Greve

ERIC GREVE

E 14791

6-30-11

3618

Reviewed by:

CALIFORNIA STATE FIRE MARSHAL

APPROVED

Approval date:

Approval of this plan does not authorize or

approve any omission or deviation from

applicable regulations.  Final approval is 

subject to field inspection.  One set of 

approved plans shall be available on the

project site at all times.

GARY BLUMENTHAL

12-9-10

12-16-10

5906 Ker 665703

2-22-11

ES-8

CROSS-LINES INDICATE NUMBER OF #12 AWG

CONDUCTORS.   LONGER CROSS-LINE INDICATES

1#12 AWG (G) FOR EQUIPMENT GROUNDING

CONDUCTOR.   NO CROSS-LINE INDICATES 2#12

WITH 1#12 (G) UNLESS OTHERWISE NOTED.   ALL

CONDUIT SHALL BE �" UNLESS OTHERWISE NOTED.

VD VOICE/DATA LINES

BTS BYPASS TIMBER SWITCH
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TITLE 24 COMPLIANCE NO. 1

6/3/10

Project Address:

General Information

Building Type:

Phase of Construction:

2008 Nonresidential Compliance Forms

Nonresidential High-Rise Residential

Lighting Mandatory Measures

August 2009

Unconditioned Floor Area:

Building CFA:Climate Zone:

Hotel/Motel 

Schools Conditioned Spaces Unconditioned Spaces

New Construction Addition Alteration

Complete Building Area Category Tailored

Documentation Author’s Declaration Statement

Project Name: Date:

Name: Signature:

Company: Date:

Address:

Principal Lighting Designer’s Declaration Statement

Name: Signature:

Company: Phone:

License #

Date:

Tailored Method Worksheet

City/State/Zip:

Method of Compliance:

CERTIFICATE OF COMPLIANCE (Page 1 of 4)  LTG-1C

Relocatable

Public Schools

City/State/Zip:

Address:

LTG-2C

LTG-1C Pages 1 through 4 

LTG-3C

LTG-4C Pages 1 through 4

LTG-5C Pages 1 and 2

Certificate of Compliance.  All pages required on plans for all submittals.

Indoor Lighting Power Allowance

Line Voltage Track Lighting Worksheet

If applicable:

CEA #

CEPE #

Phone:

LIGHTING COMPLIANCE FORMS & WORKSHEETS (Check box if worksheet is included)

I Certify that this Certificate of Compliance documentation is accurate and complete.

I am eligible under Division 3 of the California Business and Professions Code to accept responsibility for the lighting 

design.

The design features represented on this Certificate of Compliance are consistent with the information provided to document

this design on the other applicable compliance forms, worksheets, calculations, plans and specifications submitted to the

enforcement agency for approval with this building permit application.

Indicate location on building plans of Mandatory Measures Note Block:

For detailed instructions on the use of this and all Energy Efficiency Standards compliance forms, please refer to the

Nonresidential Manual published by the California Energy Commission.

Lighting Controls Credit Worksheet

This Certificate of Compliance identifies the lighting features and performance specifications required for compliance 

with Title 24, Pages 1 and 6 of the California Code of Regulations.

2008 Nonresidential Compliance Forms August 2009

Project Name: Date:

Field Inspector

Field Inspector

CONDITIONED SPACE UNCONDITIONED SPACE

Installed WattsLuminaire Schedule (Type, Lamps, Ballasts)

B C D E HGF

N
a
m

e
 o

r

I
t
e
m

 
T

a
g

S
p
e
c
i
a
l
 
F

e
a
t
u
r
e
s

W
a
t
t
s
 
p

e
r

L
u

m
i
n

a
i
r
e

N
u
m

b
e
r
 
o
f

L
u

m
i
n

a
i
r
e
s

P
a
s
s

F
a
i
l

I
n

s
t
a
l
l
e
d

W
a
t
t
s
 
(
D

 
x
 
F

)

A

Installed Watts Building Total

(Sum of all pages)

Enter into LTG-1C Page 4 of 4

Building total number of pages

INDOOR LIGHTING SCHEDULE and FIELD INSPECTION ENERGY CHECKLIST

CERTIFICATE OF COMPLIANCE (Page 2 of 4)  LTG-1C

How wattage was

determined

Field

Inspector

According 

to

S 130

(d or e)

INSTALLED WATTS PAGE TOTAL:

1. Wattage shall be determined according to Section 130 (d and e). Wattage shall be rating of light 

   fixture, not rating of bulb.

2. If Fail then describe on Page 2 of the Inspection Checklist Form and take appropriate action to 

   correct. Verify building plans if necessary.

Only for offices: Up to the first 0.2 watts per square foot of portable lighting shall not be required to be included in 

the calculation of actual indoor lighting power density in accordance with Exception to S 146 (a). All portable lighting 

in excess of 0.2 watts per square foot is totaled below.

The actual indoor lighting power listed below includes all installed permanent and portable lighting system in accordance

with S 146 (a)

(Retain a copy and verify form is completed and signed.)

(Retain a copy and verify form is completed and signed.)

Installation Certificate, LTG-1-INST 

Certificate of Acceptance, LTG-2A 

Complete Luminaire Description

(i.e, 3 lamp fluorescent troffer,

F32T8, one dimmable electronic ballast)

CEC

Default

from

NA8

2

1

A separate Lighting Schedule Must Be Filled Out for Conditioned and Unconditioned Spaces Installed  Lighting Power listed on

this Lighting Schedule is only for:

BODFISH MAINTENANCE STATION

3115 KERN RIVER CANYON ROAD

BODFISH, CA  93205

BODFISH MAINTENANCE STATION

INAM U. MAHER

CALTRANS

8/24/10

08-30-10

08-30-10

8-30-10

F1

F2 F2-2x32 Fixture with two T8 lamps

F1-2x18 Fixture with two CFL lamps

F3 F3-1x32 Fixture with one T8 lamp 29

54

38

2

2

58

108

1,306

1,3061

10/20/10 12/16/10

1801 30TH STREET

SACRAMENTO, CA  95816

CALTRANS

1801 30TH STREET

SACRAMENTO, CA  95816

ERIC GREVE

(916) 227-8518

(916) 227-8227

E 14791

12-20-10

Reviewed by:

CALIFORNIA STATE FIRE MARSHAL

APPROVED

Approval date:

Approval of this plan does not authorize or

approve any omission or deviation from

applicable regulations.  Final approval is 

subject to field inspection.  One set of 

approved plans shall be available on the

project site at all times.

GARY BLUMENTHAL

12-9-10
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WASTEWATER DESIGN

AND

ELECTRICAL-MECHANICAL-WATER

REGISTERED ELECTRICAL ENGINEER

DOES SD imperial   Rev. 1/07

     

ELEC

BODFISH MAINTENANCE STATION

OFFICE BUILDING50M5703
Inam Maher

Inam Maher

Inam Maher

LOCATION

CODE

UNIT

PROJECT NUMBER & PHASE
TAEMWW imperial   Rev. 7/10

06000009621

EA 0M4001

Eric Greve

Eric Greve

ERIC GREVE

E 14791

6-30-11

3618

12-16-10

6006 Ker 665703

2-22-11

F5 F5-2x18 Fixture with two CFL 38

23 874

7 266



EE-2
Kathi Andreasen

TITLE 24 COMPLIANCE NO. 2

6/3/10

CERTIFICATE OF COMPLIANCE (Page 4 of 4)  LTG-1C

2008 Nonresidential Compliance Forms August 2009

Project Name: Date:

Conditioned and Unconditioned space Lighting must not be combined for compliance

Indoor Lighting Power for Conditioned Spaces Indoor Lighting Power for Unconditioned Spaces

Watts

-

=

Watts

-

=

Required Acceptance Tests

Designer:

Enforcement Agency:

LTG-2A

Controls and

Sensors and

Automatic

Daylighting Controls

AcceptanceEquipment Requiring Testing Description N
u
m

b
e
r
 

o
f
 
l
i
k
e

C
o

n
t
r
o

l
s

Location

Luminaires Controlled

Installed Lighting

(from Unconditioned LTG-1C Page 2

Lighting Control Credit

Unconditioned Spaces (from LTG-2C)

Allowed Lighting Power

Unconditioned Spaces (from LTG-3C)

Adjusted Installed

Lighting Power

Complies if Installed   Allowed

Installed Lighting

(from Conditioned LTG-1C Page 2

Lighting Control Credit

Conditioned Spaces (from LTG-2C)

Adjusted Installed

Lighting Power

Complies if Installed   Allowed

Allowed Lighting Power

Conditioned Spaces (from LTG-3C)

System Acceptance. Before Occupancy Permit is granted for a newly constructed building or space or when ever new lighting

system with controls is installed in the building or space shall be certified as meeting the Acceptance Requirements.

The LTG-2A form is not considered a complete form and is not to be accepted by the enforcement agency unless the boxes are

checked and/or filled and signed. In addition, a Certificate of Acceptance forms shall be submitted to the enforcement agency

that certifies plans, specifications, installation certificates, and operating and maintenance information meet the 

requirements of S 10-103 (b) of Title 24 Part 6. The field inspector must receive the properly filled out and signed forms 

before the building can receive final occupancy. A copy of the LTG-2A for  each different lighting luminaire control(s) must 

be provided to the owner of the building for their records.

This form is to be used by the designer and attached to the plans. Listed below is the acceptance test for the Lighting system,

LTG-2A. The designer is required to check the acceptance tests and list all control devices serving the building or space 

shall be certified as meeting the Acceptance Requirements for Code Compliance. If all the lighting system or control of a 

certain type requires a test, list the different lighting and the number of systems. The NA7 Section in the Appendix of the 

Nonresidential Reference Appendices Manual describes the test. Since this form will  be part of the plans, completion of this

section will allow the responsible party to budget for the scope of work appropriately. Forms can be grouped by type of

Luminaire controlled.

2008 Nonresidential Compliance Forms

CERTIFICATE OF COMPLIANCE (Page 3 of 4)  LTG-1C

August 2009

Project Name: Date:

Type/Description

Number 

of Units Location in Building S
p

e
c
i
a
l

F
e
a
t
u
r
e
s

Pass Fail

Field

InspectorMANDATORY LIGHTING CONTROLS - FIELD INSPECTION ENERGY CHECKLIST

SPECIAL FEATURES INSPECTION CHECKLIST (See Page 2 of 4 of LTG-1C)

Field Inspectors’s Notes or Discrepancies:

INDOOR LIGHTING SCHEDULE and FIELD ENERGY CHECKLIST

Fill in controls for all spaces: a) area controls, b) multi-level controls, c) manual daylighting 

controls for daylit areas> 250 sq ft, automatic daylighting controls for daylit areas> 2,500 sq ft, 

d) shut-off controls, e) display lighting controls, f) tailored lighting controls-general lighting 

controlled separately from display, ornamental and display case lighting and g) demand responsive 

automatic controls for retail stores> 50,000 sq ft, in accordance with Section 131.

The local enforcement agency shall pay special attention to the items specified in the checklist. 

These items require special written justification and documentation, and special verification. 

The local enforcement agency determines the adequacy of the justification and may reject a 

building or design that otherwise complies based on the adequacy of the special justification and 

documentation submitted.

BODFISH MAINTENANCE STATION BODFISH MAINTENANCE STATION

8/24/10

Ceiling Mounted Occupancy Sensor

Area Control + Manual Daylight

Light Control

 

17 Crew Room

Wall Mounted Occupancy Sensor, Area Control 

Ceiling Mounted Occupancy Sensor, Area Control 

Ceiling Mounted Occupancy Sensor

Area Control + Manual Daylight

Light Control

6 Office

1

4

3

1

1+1

Storage

Men’s Restroom

Women’s Restroom

Janitor’s Room

Shower Room

Electrical/HVAC Room

Wall Mounted Occupancy Sensor, Area Control 

Ceiling Mounted Occupancy Sensor, Area Control 

Wall Mounted Occupancy Sensor,

Area Control + Timer

Wall Mounted Occupancy Sensor, Area Control 

10/20/10

12-16-10 12-16-10

1+1

12/16/10
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CALIFORNIA STATE FIRE MARSHAL
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Approval date:

Approval of this plan does not authorize or
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project site at all times.
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12-16-10

6106 Ker 665703
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THIS DRAWING ACCURATE FOR ELECTRICAL WORK ONLY.

(E) EQUIPMENT

STORAGE BLDG

(N) OFFICE BLDG

Entrance

Relocated (E)

flag pole

K
E
R
N

 C
A

N
Y

O
N

 R
d

PLAN

-

EE-4

7/6/10

(E) Service pole

(E) 2"C, 3#2, 1#8G.

Add 4#2, 1#10G

Panel C
2

3

1�"C, 4#2, 1#10G

1�"C, 4#2, 1#10G

General Note:

 

conduits and utility pipes before digging.

A.

DESIGN ENGINEER

DESIGN SUPERVISOR

PARTIAL SITE PLAN

7/28/10

E

E

E

E

E

E

E

E

E

E

M
C

SCALE  1’’ = 10’-0’’

E

E

E

E

PVC

PVC

P
V

C

PVC

4

5

6

7

(E) Telephone

service conduit

P
V

C

8/24/10

8

9

10/20/10 11/7/10

For work in this

area, see

Modify (E) electrical source
A

-

NEMA 3R type

6" x 6" gutter

2"C, 3#2, 1#8G, 

to Wash Water

Equipment Bldg

Riser

1�"C, 3#2, 1#8G

1�"C, 3#2 (Between

gutter and service

enclosure)

Grounding

Ground

level

ELEVATION
A

EXISTING MODIFIED

(E) Grounding
(E) Ground

level

(E) NEMA 3R type

6" x 6" gutter

New 18" x 18" x 6" NEMA 3R

enclosure.  Reinstall

(E) 70-ampere, 2-pole CB

for Wash Water Equipment

Bldg.  Add new 70-ampere,

3-pole CB for new Office Bldg

(E) Riser

(E) 1�"C, 3#2, 1#8G

(E) 1�"C, 3#2

(Between (E) gutter and

(E) service enclosure)

1

NO SCALE

(E) Service

pole

Service

pole

(E) Service 

cabinet 

Service 

cabinet

(N) 1�"C, 4#2, 1#10G

(Between (E) gutter and

(E) service enclosure)

(E) 2"C, 3#2, 1#8G, to Wash Water

Equipment Bldg, add 4#2, 1#10G

for (N) Office Bldg

(N) 1�"C, 4#2, 1#10G

(E) PB

(Typ)

11/10/10

BC

CB

10

1

 

 

 

2

 

3

 

4

 

5

 

6

 

7

 

 

 

8

 

 

9

 

 

 

10

 

Notes:

 

Drill and tap the main buses.  Provide lugs and

terminate 4#2, to feed new Panel C, in new Office

Building.

 

Add a 1�" PVC conduit to existing pull box.

 

Add new No. 5 pull box.

 

Intercept telephone service conduit with No. 5 pull box.

 

1�"C, MT, for phone service to use for their cable.

 

1�"C, MT, for TV and internet service company use.

 

Install No. 5 pull box near TV and internet service

company pole, located on the other side of the county

road.

 

Jack conduit under the county road to the new

pull box.

 

Actual location of this pull box is on the other side

of Kern Canyon Road, about 180 feet from the new

building.

 

For continuation,  see sheet EE-7.
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The Contractor to field verify the location of existing

New LPG tank

11

Wash water equipment

building disconnect

70-A, 2-pole CB, in

NEMA 3R enclosure,

to be replaced with

18" x 18" x 6"

NEMA 3R enclosure

 

11 Existing Antenna to be relocated 

See Drawing EE-7.
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PLAN

SCALE  �’’ = 1’-0’’

DESCRIPTION

A C

BRK CKT A C DESCRIPTION

CA

BRKCKT

A C

B

B B

B

MAIN:  70-AMPERE, 3-POLE             

VOLTS:  240/120 V, 3 0, 4-WIRE        PANEL C

29

27

25

23

21

19

17

15

13

11

9

7

5

3

1 2

4

6

8

10

12

14

16

18

20

22

24

26

28

30

AMPERES AMPERES

TOTAL CONNECTED LOAD (AMPERES PER PHASE)

HVAC CONDENSING UNIT           

RECEPT - OFFICE                

SPACE                          

RECEPT - STORAGE ROOM          

SPACE                          

RECEPT - CREW ROOM             

HVAC INDOOR UNIT               

SPACE                          

LIGHTS - CREW ROOM             

SPARE                          

SPACE                          

SPARE                          

SPACE                          

LIGHTS - EXTERIOR              

SPARE                          

SPACE                          

SPACE                          

SPACE                          

SPACE                          

30/3

20/1

20/1

    

20/1

20/1

20/1

20/1

20/1

20/1

20/1

20/1

20/1

20/1

20/1

LIGHTS - WOMEN’S ROOM

---

---

---

---

---

---

---

---

10.0

10.5

---

7.5

6.0

---

9.0

---

---

---

---

---

---

---

---

---

---

2.4

5.0

2.5

1.2

4.5

FEEDER SIZE:  4#2, 1#10G

* *

*

* "B" IS THE HIGH LEG.

CREW ROOM

100

101

OFFICE

102

STORAGE

103

MEN

104

SHOWER

105

JAN

ELEC/HVAC

106

107

WOMEN

WHFurnace
Panel C

C17

C11

C13

C19

6/21/10

J

C7-9

Control cable
Weatherproof 2-pole

local disconnect

HVAC condensor 1

8/24/10

2

C23

Ground bar

RECEPT - MICROWAVE OVEN, JANITOR RM

LIGHTS - OFFICE, STORAGE                

LIGHTS - MEN’S ROOM, SHOWER           

General Note:

 

All conduit shown on this sheet are �"C, EMT,

unless otherwise noted.

A.

10/20/10

SPARE

---

---

---

12/16/10

RECEPT - ELEC/HVAC ROOM       

LOCATION:  ELECTRICAL/HVAC ROOM

C27-29

19.5

19.5

40/2

20/1SPARE                 

20/2
8

8

---

43.4 27.5 42.7

Notes:

 

For exact location, see Mechanical plans.

 

Install 6" above countertop.

1

 

2
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PLAN

SCALE  �’’ = 1’-0’’

LIGHTING PLAN

CREW ROOM

100

101OFFICE

102STORAGE

103MEN

104SHOWER

105JAN

ELEC/HVAC

106

107WOMEN

6/9/10

R R RRR R

R R RRR R

R RR

OC

C8

S
a

S
b

a

b

a a a

a a a ab b

b

b

b b

R R

R

(17) F1-2x18

(3) F5-2x18

R

R

R

R

R

R

OC

C2

a

b

b
S

a
S

(6) F1-2x18

R
a

S

o
S

1

F2-2x32

R

R

R

F

R

OC

C24

(4) F5-2x18

F IR

PECF3-1x32
C24

o
S

1

C12 F3-1x32 OC

R R
a a

C12

F

R

b

(3) F5-2x18

o
S

1 F2-2x32F3-1x32 SS
BTS

C12

C18

Panel C

F4-1x42

+7’-9"
Mounted on

the roof

6/21/10 8/23/10

S
a

S
b

a

a

a

b
b

C2

S
a

S
b

X

C2

1

R
b

General Notes:

 

All conduits to be �"C.  For wiring diagram,

see sheet EE-6.

 

All conductors to be #12, unless noted otherwise.

A.

 

 

B.

o
S

1 T S

10/20/10 11/9/10

2

2

2

2

2

2 2

2

22

2

1

 

2

 

2

11/10/10

Notes:

 

Exit sign to be red LED type.

 

�"C, 3#12, 1#12G.

 

12/16/10

Communication

terminal boards
F
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LIGHTING DETAILS

CEILING MOUNTED OCCUPANCY SENSOR

WIRING DIAGRAM

Line

Neutral

(Occupancy)

Switched output

Line

120 V

60 Hertz

Occupancy 

sensor

a a b

Power pack

unit

bSS
a

ab

a b b

Lights (Typ)

 

 

A.

 

 

 

 

 

 

B.

 

 

SC18

PEC

S
S

EXTERIOR LIGHTS CONTROL

WIRING DIAGRAM

See Note 1

Neutral

Load

Line

BTS

Note:

 

Install switch (S) and bypass timer switch (BTS) into

single-gang box, next to each other.

1

Control Panel

Ground

Lens

Lights

(Typ)

Wall Switch

Occupancy Sensor

Pushbutton

WIRING DIAGRAM

Line,

120 V,

60 Hertz

Line

Neutral

WALL SWITCH OCCUPANCY SENSOR

10/20/10
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General Notes:

 

Diagrams for occupancy sensor shown are for 

reference only. Final connection of occupancy sensors

shall be per manufacturer’s recommendation. 

The Contractor shall provide at no cost to the State

any additional conductors not shown but are required

for the proper operation of the selected system.

 

For quantity of lights,  switches and occupancy

sensors for each system,  see plans.
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PLAN

SCALE  �’’ = 1’-0’’

CREW ROOM

100

101OFFICE

102STORAGE

103MEN

104

SHOWER

105JAN

ELEC/HVAC 106

107WOMEN

Panel C

COMMUNICATION PLAN

TV

V,D

V,D V,D V,D

�"C, Cat 6 cable

1"C, MT

1"C, MT 1

M
C

M
C

M
C

1�"C, 4#2,

1#10G

No. 5

pull box

PVC

P
V

C

PVC

1�"C, 4#2, 1#10G,

for continuation,

see sheet EE-3

1�"C, MT,

for continuation,

see sheet EE-3

7/29/10

SOUTH ELEVATION

SCALE  �’’ = 1’-0’’

ANTENNA MOUNTING DETAIL

4’-0"4’-0"

2�" O.D. Galvanized

pipe antenna pole,

projecting 4’-0" above

ridge of roof

Ridge of roof

Feed through plate

�"C, MT

�"C, MT, for radio antenna cable,
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Notes:

 

Cables for the TV and internet service to be

run by the TV and internet service company.

 

Thermostat and cable by the HVAC Contractor.
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Communication

terminal boards
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Approval date:
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General Note:

(a) Installation of the communication system shall 

conform to the guideline of TIA/EIA TSB36

and the cable manufacturer recommendations.
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