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NOTE : FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA,
SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE.
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NOTE : FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA,

SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE.

WATER METER ACCOUNT INFORMATION
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5-3-10
PLANS APPROVAL DATE

THE STATE OF CALIFORNIA OR 775 OFFICERS
OR AGENTS SHALL NOT7T BE RESPONS/IBLE FOK
THE ACCURACY OR COMFLETENESS OF ELECTRONIC
CORPIES OF THIS FPLAN SHEET.
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METERS UNLESS OTHERWISE SHOWN

=> 03-MAY-2010
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SCALE 1:500

LAST REVISION

00-00-00| TIME PLOTTED => 16:09

BORDER LAST REVISED 3/1/2007

RELATIVE BORDER SCALE 0 20 40 60
IS IN MILLIMETERS \ \ \

80 USERNAME => trlim
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NOTE : FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA,
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PLANS APPROVAL DATE

THE STATE OF CALIFORNIA OR /7S OFF/ICERS
OR AGENTS SHALL NOT BE RESPONSIBLE FOK
THE ACCURACY OR COMFLETENESS OF ELECTRONIC
CORPIES OF THIS FPLAN SHEET.
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LICENSED LANBSCAPE ARCHITECT

5-3-10
PLANS APPROVAL DATE

THE STATE OF CALIFORNIA OR 775 OFFICERS
OR AGENTS SHALL NOT7T BE RESFPONS/IBLE FOK
THE ACCURACY OR COMFLETENESS OF ELECTRONIC
CORPIES OF THIS FPLAN SHEET.
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DEPARTMENT OF TRANSPORTATION

NOTE :
ALL IRRIGATION EQUIPMENT SIZES ARE SHOWN IN MILLIMETERS (DIAMETER NOMINAL)
UNLESS OTHERWISE NOTED.
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STATE OF CALIFORNIA

THIS PLAN ACCURATE FOR IRRIGATION WORK ONLY.
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NOTE : FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA,
SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE.
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UNLESS OTHERWISE NOTED.

L. RAZO

DATE REVISED|05-04-01

REVISED BY

D. SHIRAI
Y. KIM

DESIGNED BY
CHECKED BY

T. CHACON

CONSULTANT SENIOR LANDSCAPE ARCHITECT |CALCULATED-

DEPARTMENT OF TRANSPORTATION

& ltrans

STATE OF CALIFORNIA
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PLANS APPROVAL DATE

THE STATE OF CALIFORNIA OR 775 OFFICERS
OR AGENTS SHALL NOT BE RESPONSIBLE FOK
NTHE ACCURACY OR COMPLETENESS OF ELECTRONIC
SN COPIES OF THIS PLAN SHEET.
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WATER METER ACCOUNT INFORMATION
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12398 1/2 SHELDON AVE
ACCT * /530050035973
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STATE OF CALIFORNIA
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ROUTE KILOMETER POST |SHEET| TOTAL

Dist| COUNTY TOTAL PROJECT No. |SHEETS

0N 50.8/58.0 519 | 869

foitd ..

LICENSED LANDSCAPE ARCHITECT

5-3-10
PLANS APPROVAL DATE

THE STATE OF CALIFORNIA OR 175 OFF/CERS
OR AGENTS SHALL NOT BE RESFPONS/BLE FOR
THE ACCURACY OR COMFPLETENESS OF ELECTRON/IC
COFIES OF THIS FPLAN SHEET.

AN

NPS 3 OR NPS 2.5 SUPPLY LINE (BRIDGE)
PER STANDARD PLAN B14-4 AND B14-5

REVISED BY
DATE REVISED

GIRDER

18 mm @ HOLE

SOUNDWALL

*CONDUIT HANGER
STANDARD PLAN B14-3 éﬁ/ 132
SPACED 3.05 m O/C

PIPE HANGER
STANDARD PLAN B14-5
Max SPACING 3.0 m O/C
PARAPET

¥ELECTRICAL CONDUIT (SccC) — 3 mm X /6 mm STEEL STRAP AT 3 m O/C

GALVANIZE AFTER FABRICATION LENGTH
PIPE ANCHOR TYPE 1 V4 OF STRAP AS REQUIRED

CALCULATED-
DESIGNED BY
CHECKED BY

Exist TREES

EXIT GROUND HERE

CONNECTION POINT OF PLASTIC PIPE
(SUPPLY LINE) (MAIN)

TO GSP START SCC FOR CNC

— PLASTIC PIPE (SUPPLY LINE) (MAIN)

AND CNC UNDERGROUND P”:)E ANCHOR TYPE |

SENIOR LANDSCAPE ARCHITECT

PATTRICIA WATANABE

COHASSETT STREET, HOLLYWOOD WAY, PENROSE STREET, and LANARK STREET BRIDGE ATTACHMENT

* FOR LANARK STREET BRIDGE ONLY

DEPARTMENT OF TRANSPORTATION

=> 03-MAY-2010

C& G/frcans L ANDSCAPE ARCHITECTURE

= ;
= TRAFFIC ~
== STRUCTURE T ”
[ 0O N
= LOCATION DIRECTION s
S LANARK St UC SB 53-1113 ALL DIMENSIONS ARE IN S 9
COHASSETT St UC NB & SB 55-1111 MILLIMETERS UNLESS OTHERWISE SH o
S PENROSE ST UC NB & SB 53-1116 OWN sy
L HOLLYWOOD WAY UC NB . =
= 23— 1112 LANDSCAPE DETAILS 7S

&
SCALE 1:750 1D-2 =
=
5 S

BORDER LAST REVISED 3/1/2007 RELATIVE BORDER SCALE v e0 10 o0 50 USERNAME =>Trlim CU 07341 EA 1218V1

IS IN MILLIMETERS | | | | | DGN FILE => 71218vtn002.dgn




EXISTING CONDUIT.

: KILOMETER POST |SHEET| TOTAL
Dist| COUNTY ROUTE TOTAL PROJECT | No. |SHEETS
o7 LA 5 50.8/58.0 520 | 8069

Yoo Sl

&gKHSTERE@/ELECTRICAL ENGINEER

5-3-10
PLANS APPROVAL DATE

12-31-09

ELECTRICAL

THE STATE OF CALIFORNIA ORF 175 OFF/CERS
ORF AGENTS SHALL NOT BE RESFONS/IBLE FOR
THE ACCURACY OR COMPLETENESS OF ELECTRON/IC
COPIES OF THIS FPLAN SHEET.

PROJECT NOTES: (THIS SHEET)
1 RCEXISTING PULL BOX AND CONDUCTORS |AB
2| EXISTING 41C, 4#6 TO REMAIN.
3| INSTALL 53C, 2#6 (SIGN LIGHTING), 1#8(G) IN CONCRETE BARRIER.
4] EXISTING FWY LIGHTING SHALL BE PROTECTED IN PLACE
()
o | v 5| TO EXISTING 120/240 V TYPE III-BF SERVICE WITH,
- | = 100 A CB MAIN, 2-40 A CB FWY LIGHTING AND
o | 1-15 A CB SIGN LIGHTING.
= | w ID No. 07-53-005-R-031.38
r | = 2898 1/3 SAN FERNANDO Blvd.
6| INSTALL 53C, 2#6 (SIGN LIGHTING), 1#8(G).
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MATCH

DEPARTMENT OF TRANSPORTATION

& ffrans TRAFFIC DESIGN

STATE OF CALIFORNIA

FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA,
SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE.

1.

THIS PLAN

R/W

GENERAL NOTES (THIS SHEET)

FOR WIRING DIAGRAM, SEE SHEET E-25.

IS ACCURATE FOR ELECTRICAL WORK ONLY.

ALL DIMENSIONS ARE IN
METERS UNLESS OTHERWISE SHOWN

SCALE 1:500

MODIFY LIGHTIRN

=> 03-MAY-2010

DATE PLOTTED

LAST REVISION

9-13-07 | TIME PLOTTED => 16:10

BORDER LAST REVISED 3/1/2007

RELATIVE BORDER SCALE

40 60
IS IN MILLIMETERS | | \ \

80

USERNAME => trlim
DGN FILE => 71218vua001.dgn

CU 07383 EA 1218V



: KILOMETER POST |SHEET| TOTAL
Dist| COUNTY ROUTE TOTAL PROJECT | No. |SHEETS
N LA 50.8/58.0 521 | 869

PROJECT NOTES:

(THIS SHEET)

MMJ’J

LEGEND: (THIS SHEET)
11 [RCIEXISTING PULL BOX AND CONDUCTORS |AB| EXISTING CONDUIT. C7+> 70 W HPS PENDANT SOFFIT (CITY OF BURBANK LIGHTING).
2| [RCIEXISTING SIGN LIGHTING FIXTURES AND CONTROL. EXACT LOCATION WILL BE DETERMINED BY CITY ENGINEER
3 INSTALL 53C, 2#6 (SIGN LIGHTING), 1#8(G) IN CONCRETE BARRIER. CITY OF BURBANK WATER AND POWER (818) 238-3654.
4 INSTALL 2 ISL FIXTURES AND TYPE SC1A LIGHTING CONTROL.
5 INSTALL 41C, 2#8 (CITY OF BURBANK LIGHTING).
©| FOR BRIDGE WORK, SEE SHEET E-61.
7| INSTALL 2#8 (CITY OF BURBANK LIGHTING). FOR BRIDGE WORK, SEE SHEET E-61.
8] INSTALL 53C, MT IN CONCRETE BARRIER.
9| INSTALL 53C, 2#8 (IRRIGATION), 1#8(G) IN CONCRETE BARRIER.

E;AISTEREqQéLECTRICAL ENGINEER

5-3-10
PLANS APPROVAL DATE

THE STATE OF CALIFORNIA ORF 175 OFF/CERS
ORF AGENTS SHALL NOT BE RESFONS/IBLE FOR
THE ACCURACY OR COMPLETENESS OF ELECTRON/IC
COPIES OF THIS FPLAN SHEET.

Exist CITY OF BURBANK 120 V LIGHTING
PP NO 18080B TO REMAIN

1#8(G) FOR IRRIGATION

INSTALL 2#8,
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DEPARTMENT OF TRANSPORTATION

& ffrans TRAFFIC DESIGN

STATE OF CALIFORNIA

GENERAL NOTES (THIS SHEET)
1. FOR WIRING DIAGRAM, SEE SHEET E-25.

2. SOFFIT ID: 31861 A-H

3. BACKFILL EXPOSED EXCAVATIONS WITH MATERIAL EQUIVALENT TO
THE SURROUNDING MATERIAL AND AS DIRECTED BY THE ENGINEER.

FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA,
SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE.

THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY.

41C 2#8 V#8MH FOR IRRIGATION
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ALL DIMENSIONS ARE IN
METERS UNLESS OTHERWISE SHOWN

SPRIN
ELECTRICAL SERVICE (IRRI

=> 03-MAY-2010

DATE PLOTTED

MODIFY LIGHTIN

SCALE 1:500

LAST REVISION

9-13-07 | TIME PLOTTED => 16:10

BORDER LAST REVISED 3/1/2007

RELATIVE BORDER SCALE O 20 40 60 80
IS IN MILLIMETERS I I I I I

USERNAME => trlim

DGN FILE => 71218vua002.dgn EA 1218V1

CU 07383



Dist| COUNTY ROUTE T PROJECT SHNEoE.,T STHOETEATLS
07 LA 5 50.8/58.0 | 522 | 869
PROJECT NOTES: (THIS SHEET) 7 /
24l o (/870
1| RS EXISTING ELECTROLIER, PULL BOX AND CONDUCTORS [AB| EXISTING CONDUIT. @ZGISTERWELECWCM ENGINEER
2| INSTALL TYPE 21 STRUCTURE ELECTROLIER WITH 3.7 m LUMINAIRE ARM AND 310 W HPS LUMINAIRE. 52310
PLANS APPROVAL DATE
3 INSTALL 53C9 2#6 (FWY LIGHTING)’ 2#8 (IRRIGATION), T#S(G) :[N CONCRETE BARRIERB 7/_/{ 57/47{ O/E CAL/{OR/\//A O/Q /75 OF/E/CE/QS
OF AGENTS SHALL NOT BE FRESPONS/ELE FOR
4] INSTALL 53C, 2#8 (IRRIGATION), 1#8(G) IN CONCRETE BARRIER L ALELTAC) O Lo, [L e os O fLEeimonte
9 9 ° COPIES OF THIS FPLAN SHEFE 7.
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T GENERAL NOTES (THIS SHEET)
- ¢ 1. FOR WIRING DIAGRAM, SEE SHEET E-26.
(0’
=X Jum
=
L
= ALL DIMENSIONS ARE IN
O METERS UNLESS OTHERWISE SHOWN
L
o
| W
|—
<
5 E FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA,
SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE.
.llj' THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY. SCALE 1:500

=> 03-MAY-2010

DATE PLOTTED

LAST REVISION

9-13-07 | TIME PLOTTED => 16:10

BORDER LAST REVISED 3/1/2007

USERNAME => trlim
DGN FILE => 71218vua003.dgn

RELATIVE BORDER SCALE 20 40 60 80

IS IN MILLIMETERS | | | | | CU 07383

EA 1218V




PROJECT NOTES: (THIS SHEET)

R EXISTING PULL BOX AND CONDUCTORS

ABl EXISTING CONDUIT.

RC EXISTING ELECTROLIER, PULL BOX AND CONDUCTORS

AB

EXISTING CONDUIT.

INSTALL TYPE 21 STRUCTURE ELECTROLIER WITH 3.7 m LUMINAIRE ARM AND 310 W HPS LUMINAIRE.

INSTALL 53C, 2#6 (FWY LIGHTING), 2#8 (IRRIGATION), 1#8(G) IN CONCRETE BARRIER.

(o)) N AN W N

REVISED BY
DATE REVISED

LIEN VO
JESSE RUELAS
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DEPARTMENT OF TRANSPORTATION

& ffrans TRAFFIC DESIGN

STATE OF CALIFORNIA

SERVICE EQUIPMENT ENCLOSURE WITH:

100 A, 2P, CB - MAIN
40 A, 1P, CB - RAMP METERING

15 A, 1P, CB - CCTV
30 A, 2P, CB - LTG CKT No.1
15 A, 1P, CB - TYPE V PEC

ADDRESS: 7702 !/ HOLLYWOOD WAY
ID No. 07-053-0005-32.251

INSTALL 2 ISL FIXTURES AND TYPE SC1A LIGHTING

RC EXISTING SIGN LIGHTING FIXTURE AND CONTROL.
RS|EXISTING 120/240 V TYPE III-BF METERED

CONTROL.

10

11

12

13

14
15

INSTALL 120/240 V TYPE III-BF METERED
SERVICE EQUIPMENT ENCLOSURE WITH:

100 A, 2P, CB - MAIN Ty
30 A, 1P, CB - RAMP METERING N
15 A, 1P, CB - CCTV N
30 A, 2P, CB - FWY LIGHTING SN

20 A, 1P, CB - IRRIGATION
15 A, 1P, CB TYPE V PEC

ADDRESS: 7702 /2 HOLLYWOOD WAY
ID No. 07-053-0005-32.251

. o RN L
e \>< \&g.

INSTALL 53C, 2#6 (FWY LIGHTING), 2#6 (SIGN LIGHTING), 1#8(G)
IN CONCRETE BARRIER.

INSTALL 53C, 2#6 (FWY LIGHTING), 2#6 (SIGN LIGHTING), 1#8(G).

INSTALL 53C, 2#6 (FWY LIGHTING), 2#8 (IRRIGATION), 1#8(G).

INSTALL TYPE H SERVICE RISER PER SERVICE UTILITY REQUIREMENTS.

CONDUCTORS BY OTHERS. ny

INSTALL 2-53C, 2#6 (FWY LIGHTING), 2#8 (IRRIGATION),1#8Qg);”diQ,

SEE E-38 AND E-71 FOR ADDITIONAL CONDUCTORS. R
INSTALL 53C, MT IN CONCRETE BARRIER. R

PROTECT EXISTING CITY OF LOS ANGELES ELECTROLiER IN PLACE;
SEE E-5 FOR MODIFICATION.

= 13 yd

Exist PP No. 154585M

: KILOMETER POST |SHEET| TOTAL
Dist| COUNTY ROUTE TOTAL PROJECT | No. |SHEETS
07 LA 5 50.8/58.0 523 | 8069

Lo Ssali

GISTERE@/ELECTRICAL ENGINEER

5-3-10

PLANS APPROVAL DATE

THE STATE OF CALIFORNIA ORF 175 OFF/CERS
ORF AGENTS SHALL NOT BE RESFONS/IBLE FOR
THE ACCURACY OR COMPLETENESS OF ELECTRON/IC
COPIES OF THIS FPLAN SHEET.

12-31-09
ELECTRICAL

517+70

53C, 2#6, 1#8(G)

9

9
518+25
SIGN No. 32152

Vs BURBANK WESTERN CHANNEL

GENERAL NOTES: (THIS SHEET)

1.
2. ALL NEW PULL BOXES SHALL BE No. 5(T) UNLESS OTHERWISE NOTED.

FOR WIRING DIAGRAM, SEE SHEET E-26.

FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA,

SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE.

THIS PLAN

.....

--------------------------------------------- - GLENOAKS Blvd =

IS ACCURATE FOR ELECTRICAL WORK ONLY.

520+10

MATCH LINE STA

ALL DIMENSIONS ARE IN

METERS UNLESS OTHERWISE SHOWN

SCALE 1:500

=> 03-MAY-2010

DATE PLOTTED

LAST REVISION

9-13-07 | TIME PLOTTED => 16:10

BORDER LAST REVISED 3/1/2007

RELATIVE BORDER SCALE
IS IN MILLIMETERS | | | \ |

0 20 40 60 80 USERNAME => trlim

DGN FILE => 71218vua004.dgn

CU 07383

EA 1218V



PROJECT NOTES: (THIS SHEET)

1| |[RCIEXISTING ELECTROLIER, PULL BOX AND CONDUCTORS |AB

IN CONCRETE BARRIER.
4| |RC| EXISTING SIGN LIGHTING FIXTURE AND CONTROL.

51 EXISTING 120/240 V TYPE III-BF METERED

SERVICE EQUIPMENT ENCLOSURE TO REMAIN WITH:
100 A, 2P, CB - MAIN
20 A, 1P, CB - IRRIGATION

2-30 A, 2P, CB - LIGHTING
15 A, 1P, CB - TYPE V PEC

ADDRESS: 7809 !/ HOLLYWOOD WAY
ID Ng,o7—053—ooo5—32.41

17]Exist CITY SERIES SERVICE

REVISED BY
DATE REVISED

- '%b PP No. 168288M, X814A
A %Qy, <Z £5819
B\ o D14587
'( - .‘.‘,::;;‘ .‘ < 20 W) CD953C

200W HPS

200W HPS \\\ -

NEW ‘kh“
MULTI/MULTIPLE N 5
120/240 V T
CITY SERVICE

LIEN VO
JESSE RUELAS

D14587.

EXISTING CONDUIT.

2| |[RCIEXISTING PULL BOX AND CONDUCTORS |AB] EXISTING CONDUIT.

3| INSTALL 53C, 2#6 (FWY LIGHTING), 2#6 (SIGN LIGHTING), 1#8(G)

12

RC

13

EXISTING 120/240 V TYPE III-BF METERED

SERVICE EQUIPMENT ENCLOSURE TO REMAIN WITH:

100 A, 2P, CB - MAIN

20 A, 1P, CB - IRRIGATION
15 A, 1P, CB - TYPE V PEC

EXISTING-

2-30 A, 2P, CB - LIGHTING
40 A, 1P, CB - RAMP METERING
INSTALL-
30 A, 2P, CB - SIGN LIGHTING
30 A, 2P, CB - FWY LIGHTING
30 A, 1P, CB - RAMP METERING

ADDRESS: 7811 /5 HOLLYWOOD WAY
ID No. 07-053-0005-32.42

FOR BRIDGE WORK SEE SHEET E-o02.

RCl EXISTING CONDUCTORS AND INSTALL 3#6 (1-PURPLE,

2#6 (SIGN LIGHTING) AND 1#8(G) IN EXISTING CONDUIT.

TS5 INSTALL 53C, MT IN CONCRETE BARRIER.

Tl |RC

IN
17 |RC

ORF AGENTS SHALL NOT BE RESFPONSIBLE FOR
THE ACCURACY OR COMPLETENESS OF ELECTRONIC
COFIES OF THIS FPLAN SHEET.

Dist| COUNTY ROUTE AL PROJEST | No. | SHEETS

o| |RC| LUMINAIRE AND LAMP, INSTALL 200 W HPS LUMINAIRE AND LAMP (CITY LIGHTING). 07 LA . 50.8/58.0 554 | 869
71 INSTALL 53C, 2#6 (FWY LIGHTING), 2#6 (SIGN LIGHTING), 1#8(G). N
8| INSTALL 78C, 2#6 (FWY LIGHTING), 2#6 (SIGN LIGHTING), 1#8(G). /;%;nllyééil@égﬁ 7/8/0

?égﬁSTEREDLZLECTRICAL ENGINEER
9| INSTALL 53C, 2#6 (SIGN LIGHTING), 1#8(G).
10| INSTALL 2 ISL FIXTURES AND TYPE SC1A LIGHTING CONTROL. 5-3-10

PLANS APPROVAL DATE 12-31-09
TTIRCEXISTING LIGHTING CONDUCTORS AND INSTALL 2#6 (FWY LIGHTING), THE STATE OF CALIFORNIA OR [TS OFFICERS ELECTRICAL

EXISTING LIGHTING CONDUCTORS AND INSTALL 3#6 (CITY LIGHTING)

SL

-06309

EXISTING CONDUIT.

CITY SERIES CIRCUIT. CONTACT THE SERVING UTILITY COMPANY FOR REMOVAL OF SERIES

SERVICE EQUIPMENT.

18] INSTALL No. 3 PULL BOX AND TYPE H RISER. PULL BOX SHALL NOT BE CLOSER

THAN 1.52 m AND NO FURTHER THAN 4.57 m FROM THE SERVICE POLE.

LIGHTING. SERVING UTILITY COMPANY SHALL INSTALL SERVICE.

AT

20| NEW MULTI/MULITPLE CIRCUIT X9437, PP No. 154586M.

POWER POLE No. 15458ocM WHICH WILL OPERATE/SWITCH SOFFIT LIGHTS,

Nos. 4 THROUGH 19. TOTAL OF 16-100 W HPS LAMPS.
NOTE: SERVING UTILITY COMPANY IS RESPONSIBLE FOR INSTALLATION OF 30AMP MRWI RELAY

AND P.E. AT POWER POLE #154580M. SEE SHEET E-28 FOR MRWI RELAY DETAILS.

1-YELLOW AND 1-WHITE) SWITCHED WIRES IN EXISTING 21 INSTALL 3#6 SWITCHED WIRES (1-PURPLE, 1-YELLOW AND 1-WHITE) (CITY LIGHTING).

CONDUIT. (CITY LIGHTING)

SEE SHEET E-62 FOR CONDUIT INSTALLATION.
22|EXISTING MULTIPLE CITY LIGHTING SERVICE, P.P. No. 680065H TO REMAIN, WITH,

R/W 6-250 W HPS LAMPS (LIGHTS 86-90) AND 4-310 WHPS LAMPS (LIGHTS 91-94).

L% ] - |P.P.No.154586M|18 LEEEN
co| D [xe43T >dis J ies
= Lu

=5 | = [ INSTALL 53C, 5%6——

Ju | w | (1-RED, 1-BLACK .

co| © [ 1-WHITE, 1-PURPLE

AND 1-YELLOW)

(CITY LIGHTING).

19| INSTALL ONE CITY-FURNISHED WATERPROOF FUSE HOLDER WITH 30 A FUSE BETWEEN EACH
SERVICE WIRE (NOT NEUTRAL WIRE) OR SERVICE WIRE CONNECTING DEVICE AND STREET

INSTALL RELAY TYPE (MRWI) AND PEU

STOW HPS -,

1315 ST A _
- @)
N oot E
> :f, T T T M
o5 o Exist SIGN No. 32372 A AND B \ N
[ < """""""""""""""""""""""""""""""""""""""" S\ T T T T T T T T T T T e e
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GENERAL NOTES: (THIS SHEET)

DEPARTMENT OF TRANSPORTATION

TRAFFIC DESIGN

] Ty N —L e el .J'“

SL6334

WARNING

SL6384

LEGEND: (THIS SHEET)
100 W HPS PENDANT SOFFIT (CITY LIGHTING).

CIRCUITS THE CONTRACTOR SHALL OBTAIN DAILY SAFETY CIRCUIT
CLEARANCE FROM SERVING COMPANIES, DISCONNECT CIRCUITS,
AND PLACE "MEN AT WORK" SIGNS NEAR OPEN SWITCHES.

BEFORE STARTING WORK ON EXISTING SERIES LIGHTING

WITH INTERNAL BALLAST (CITY LIGHTING).
LUMINAIRE-200 W HPS MULTIPLE, INT. BALLAST WITHOUT STARTER,
P.E. CUT OFF. (CITY LIGHTING).

:f—45> EXISTING CITY LIGHTING.

©
€ 100 W HPS MULTIPLE SOFFIT CONVERSION KIT

PROJECT NOTES: (THIS SHEET CONTINUED)

FOR REFERENCE ONLY, LIGHTS (86-94) TO BE INSTALLED PER PROPOSED NORTH HOLLYWOOD ATSAC PHASE II,
SET II PROJECT, BY CITY OF LOS ANGELES, DEPARTMENT OF TRANSPORTATION (LADOT) SL ©6384. COORDINATE

WITH LADOT (818)

MODIFY LIGHTIN

{ o [pgp14ssr
1. ALL EXISTING CONDUIT, CONDUCTORS, PULL BOXES AND 2305525¢, g/ TR
ELECTROLIERS TO REMAIN, UNLESS OTHERWISE NOTED. 3100 HPS S
2. FOR WIRING DIAGRAM, SEE SHEET E-26 AND E-28. s 1,\ ..........................................
3. SOFFIT ID: 32370 4-19. T A
4, BACKFILL EXPOSED EXCAVATIONS WITH MATERIAL EQUIVALENT TO Ve T % \\\ ___________________________________________________________________
! THE SURROUNDING MATERIAL AND AS DIRECTED BY THE ENGINEER. . - (ﬁ;\ ----------------------------------------- s
< 5. TEMPORARY CITY STREET LIGHTING SHALL BE IN OPERATION  ——5l65ed (o) o cleses J T 51 7 B LENOAKS Blvd
= PRIOR TO REMOVAL OF EXISTING LUMINAIRE FROM SERVICE. 54-4-161 (0)[23DUAL ARM (90)(0h |23CD953C
S 6. FOR ADDITIONAL CITY LIGHTING INSTALLATION NOTES 2500 HPS \ T SP9E3% e
= SEE SHEET E-66. i >3
= 7. FOR EXISTING 4 kW INCANDESCENT SOFFIT LIGHTING SEE LOS ANGELES (87>/j .11 (89A,B) SL6384
~ BUREAU OF STREET LIGHTING PLAN D14587. ) (o) SIS L
S 'h || [pgoLe3es (86) T 250W HPS
= SL-6309 ST 2500 HPS [ o p— 122
= CITY OF LOS ANGELES BUREAU OF STREET LIGHTING / - — -
7 o
A FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA, G T
G SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE. THIS PLAN 1S ACCURATE FOR ELECTRICAL WORK ONLY.

c02-7217

ALL DIMENSIONS ARE IN

=> 03-MAY-2010

DATE PLOTTED

LAST REVISION

9-13-07 | TIME PLOTTED => 16:11

BORDER LAST REVISED 3/1/2007

RELAT

IVE BORDER SCALE O 20 40

IS IN MILLIMETERS | \

60
|

80

USERNAME => +rim
DGN FILE => 71218vua005.dgn CU 07383 EA 1218V



BORDER LAST REVISED 3/1/2007 IS

IN MILLIMETERS | | | | | DGN FILE => 71218vua006.dgn

CU 07383 EA 1218V

Dist| COUNTY ROUTE T PROJECT SHNEoE.,T STHOETEATLS
07 LA 5 50.8/58.0 | 525 | 869
PROJECT NOTES (THIS SHEET) 7] INSTALL TYPE 30 ELECTROLIER WITH 3.7 m LUMINAIRE ARM AND 310 W HPS LUMINAIRE. 7 M
oo
1] [RC| EXISTING ELECTROLIER, PULL BOX AND CONDUCTORS |AB| EXISTING CONDUIT. 8| INSTALL 53C, 2#6 (FWY LIGHTING), 2#6 (SIGN LIGHTING), 1#8(G). ﬁcﬁf&g{yammlcm ENGWEE/RS/O
B 9| INSTALL 53C, 2#6 (SIGN LIGHTING), 1#8(G).
2| |RC| EXISTING PULL BOX AND CONDUCTORS EXISTING CONDUIT. 5_3-10
10 o
3] INSTALL TYPE 21 STRUCTURE ELECTROLIER WITH 3.7 m LUMINAIRE ARM W?ij;ﬁZTX?;;@;EW — -Elfcjjmfg
AND 31 O W HPS LUMINAIRE" OF AGENTS SHALL NOT BE FRESPONS/ELE FOR
4] INSTALL 53C, 2#6 (FWY LIGHTING), 2#6 (SIGN LIGHTING), 1#8(G) IN CONCRETE BARRIER. A 7
. 5| [RCJEXISTING SIGN LIGHTING FIXTURE AND CONTROL.
> LuJ
- = 6] INSTALL 53C, 2#6 (FWY LIGHTING), 1#8(G) IN CONCRETE BARRIER.
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= GENERAL NOTES (THIS SHEET) e e T T T e e e 5 E
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S 1. FOR WIRING DIAGRAM, SEE SHEET E-26. g ST ol
- 2. ALL NEW PULL BOXES SHALL BE TYPE 5(T) UNLESS OTHERWISE NOTED. T ALL DIMENSIONS ARE IN =
© METERS UNLESS OTHERWISE SHOWN 7
L Ll oy
o ﬁ \ B B \ \ <=
= MODIFY LIGHTING AND SIGN ILLUMIN
Oo| I~
A FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA, SCALE 1:500 =
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Dist| COUNTY ROUTE A BRodeeT |P'Na. | SHEETS
o7 LA 5 50.8/58.0 526 | 869
PROJECT NOTES (THIS SHEET)
Lo i 1800
1 INSTALL 2 ISL FIXTURES AND TYPE SC1A LIGHTING CONTROL. GISTEREWELECTRICAL ENGINEER
2 INSTALL 53C, 2#6 (SIGN LIGHTING), 1#8(G). 5-3-10
PLANS APPROVAL DATE 12-31-09
THE STATE OF CALIFORNIA OR ITS OFFICERS ELECTRICAL
OR AGENTS SHALL NOT BE RESPONSIBLE FOR
THE ACCURACY OF COMPLETENESS OF £LECTRONIC
COPIES OF THIS PLAN SHEET.
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S
= ALL DIMENSIONS ARE 1IN
© METERS UNLESS OTHERWISE SHOWN
Wk
§ MODIFY LIGHTIM ND SIGN ILLUMIN
o FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA, SCALE 1:500
* SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE. THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY. : % ?

=> 03-MAY-2010
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LAST REVISION
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PROJECT NOTES (THIS SHEET) 4

1| INSTALL 53C, 2#6, 1#8(G).

2] |RCIEXISTING SIGN LIGHTING FIXTURE AND LIGHTING CONTROL.
31 INSTALL 2 ISL FIXTURES AND TYPE SC1A LIGHTING CONTROL.

LANARK S+

EXISTING 120/240 V TYPE 11I-BF METERED
SERVICE EQUIPMENT ENCLOSURE TO REMAIN WITH:
100 A, 2P, CB - MAIN

20 A, 1P, CB - IRRIGATION

2-30 A, 2P, CB - LIGHTING
15 A, 1P, CB - TYPE V PEC

ADDRESS: 10307 LANARK STREET

ID No. 07-053-0005-32.910

...............

LINE STA 529+40

MATCH

-~ BURBANK WESTERN CHANNEL

Dist | COUNTY ROUTE A BRodeeT |P'Na. | SHEETS
o7 LA 5 50.8/58.0 527 | 869
%@e// s 7/8/08

C:?EGISTER@M ELECTRICAL ENGINEER

5-3-10

PLANS APPROVAL DATE

THE STATE OF CALIFORNIA ORF 175 OFF/CERS
ORF AGENTS SHALL NOT BE RESFONS/IBLE FOR
THE ACCURACY OR COMPLETENESS OF ELECTRON/IC

COFIES OF THIS FPLAN SHEET.

12-31-09
ELECTRICAL

......................................................................................................................................................................................................................

GENERAL NOTES (THIS SHEET)

1. ALL EXISTING CONDUIT, CONDUCTORS, PULL BOXES AND
ELECTROLIERS TO REMAIN, UNLESS OTHERWISE NOTED.

2. FOR WIRING DIAGRAM, SEE SHEET E-27.

FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA,
SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE.

ALL DIMENSIONS ARE IN
METERS UNLESS OTHERWISE SHOWN

MODIFY LIGHTIN

SCALE 1:500

THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY.

=> 03-MAY-2010

DATE PLOTTED

LAST REVISION

9-13-07 | TIME PLOTTED => 16:11

BORDER LAST REVISED 3/1/2007

RELATIVE BORDER SCALE
IS IN MILLIMETERS

0 20 40 60 80
| | | | |

USERNAME => trlim

EA 1218V1
DGN FILE => 71218vua008.dgn

CU 07383




SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE.

THIS PLAN

Dist| COUNTY ROUTE TOTAL PROJECT | No, | SHEETS
o7 LA 5 50.8/58.0 | 528 | 869
PROJECT NOTES (THIS SHEET) %)
o 7/8/08
1| |RCIEXISTING SIGN LIGHTING FIXTURE AND CONTROL. %@E&WELENRICM CNGINEER
2| INSTALL 53C, 2#6, 1#8(G). 5-3-10
PLANS APPROVAL DATE 12-31-09
3| INSTALL 2 ISL FIXTURES AND TYPE SC1A LIGHTING CONTROL. ELECTRICAL
THE STATE OF CALIFORNIA OR /7S OFFICERS
OF AGENTS SHALL NOT BE RESFONS/BLE FOR
THE ACCURACY OF COMPLETENESS OF E£LECTRON/C
41 |RCI EXISTING PULL BOX AND CONDUCTORS |AB| EXISTING CONDUIT. o e A O oL T
5| INSTALL TYPE 30 ELECTROLIER WITH 3.7 m LUMINAIRE ARM AND 310 W HPS LUMINAIRE.
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- GENERAL NOTES (THIS SHEET) T
Ve | e T e T e
b= 1. BACKFILL EXPOSED EXCAVATIONS WITH MATERIAL EQUIVALENT TO e,
= THE SURROUNDING MATERIAL AND AS DIRECTED BY THE ENGINEER.
= 2. ALL EXISTING CONDUIT, CONDUCTORS, PULL BOXES AND
e ELECTROLIERS TO REMAIN, UNLESS OTHERWISE NOTED.
= 3. FOR WIRING DIAGRAM, SEE SHEET E-27. ALL DIMENSIONS ARE IN
© METERS UNLESS OTHERWISE SHOWN
Wk
- 3 MODIFY LIGHTIN ND SIGN ILLUMIN
|—
) FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA, SCALE 1:500

=> 03-MAY-2010

DATE PLOTTED

IS ACCURATE FOR ELECTRICAL WORK ONLY.

LAST REVISION

9-13-07 | TIME PLOTTED => 16:11

BORDER LAST REVISED 3/1/2007

RELATIVE BORDER SCALE O 20 40 60 80
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PROJECT NOTES (THIS SHEET)

EXISTING TYPE III-BF 120/240 V METERED

1| |IRC

EXISTING SIGN LIGHTING FIXTURE AND CONTROL.

2| INSTALL 53C, 2#6, 1#8(G).

3| INSTALL 2 ISL FIXTURES AND TYPE SC1A CONTROL.

41 |RC| EXISTING PULL BOX AND CONDUCTORS |AB| EXISTING CONDUIT.

100 A, 2P, CB - MAIN

40 A, 1P, CB - CONTROLLER

15 A, 1P, CB - CCTV

30 A, 2P, CB - LIGHTING

15 A, 1P, CB - TYPE V PEC
ADDRESS: 10514 !/, ROSCOE Blvd

ID No. 07-053-0005-33.191

SERVICE EQUIPMENT ENCLOSURE TO REMAIN WITH:

: KILOMETER POST |SHEET| TOTAL
Dist| COUNTY ROUTE TOTAL PROJECT | No. |SHEETS
o7 LA 5 50.8/58.0 529 | 8609

Fene [Pl

(/8/0

5-3-10

R GISTERQQ/ELECTRICAL ENGINEER

PLANS APPROVAL DATE

THE STATE OF CALIFORNIA ORF 175 OFF/CERS
ORF AGENTS SHALL NOT BE RESFONS/IBLE FOR
THE ACCURACY OR COMPLETENESS OF ELECTRON/IC

COFIES OF THIS FPLAN SHEET.

5| EXISTING TYPE III-BF 120/240 V METERED
SERVICE EQUIPMENT ENCLOSURE TO REMAIN WITH:

100 A, 2P, CB - MAIN
30 A, 2P, CB - LIGHTING
15 A, 1P, CB - TYPE V PEC

ADDRESS: 10455 !/, ROSCOE BIvd
ID No. 07-053-0005-33.26 ~

REVISED BY
DATE REVISED

=> 03-MAY-2010

DATE PLOTTED
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- F GENERAL NOTES (THIS SHEET)
= 1. ALL EXISTING CONDUIT, CONDUCTORS, PULL BOXES AND
S FLECTROLIERS TO REMAIN, UNLESS OTHERWISE NOTED.
= 2. FOR WIRING DIAGRAM, SEE SHEET E-27.
= ALL DIMENSIONS ARE IN
" METERS UNLESS OTHERWISE SHOWN
L ~h FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA, MODIFY LIGHTINM
= SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE.
(Ve SCALE 1:500
ﬂ? THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY. E-10

LAST REVISION

9-13-07 | TIME PLOTTED => 16:11
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PROJECT NOTES (THIS SHEET) °

1] |RCJEXISTING PULL BOX AND CONDUCTORS |AB| EXISTING CONDUIT.

2| INSTALL 53C, 2#6 (FWY LIGHTING), 2#6 (SIGN LIGHTING), 2#8 (IRRIGATION),
1#8(G).

31 INSTALL TYPE H SERVICE RISER PER SERVICE UTILITY REQUIREMENTS.
CONDUCTORS BY OTHERS.

INSTALL TYPE III-BF

100 A, 2P,
30 A, 1P,
20 A, 1P,
30 A, 2P,
30 A, 2P,
20 A, 1P,
15 A, 1P,

ADDRESS: 10811

CB - MAIN

CB -
CB -
CB -
CB -
CB -
CB -

RAMP METERING
IRRIGATION

120/240 V METERED
SERVICE EQUIPMENT ENCLOSURE WITH:

FWY LIGHTING

SIGN LIGHTING

DEMARCATION
TYPE V PEC

/2

ID No. 07-053-0005-33.60

[
= 4] INSTALL 2-53C, 2#6 (FWY LIGHTING), 2#6 (SIGN LIGHTING),
- | = 2#8 (IRRIGATION), 1#8(G).
o | & SEE E-41 AND E-78 FOR ADDITIONAL CONDUCTORS. !
-~ L
2| = 5| IRS|EXISTING TYPE I111-BF 120/240 V METERED 3

SERVICE EQUIPMENT ENCLOSURE WITH: - R i
100 A, 2P, CB - MAIN 5

30 A, 1P, CB - RAMP METERING

20 A, 1P, CB - IRRIGATION
2-30 A, 2P, CB - LIGHTING

20 A, 1P, CB - DEMARCATION
15 A, 1P, CB - TYPE V PEC

1#8(G).

INSTALL 53C, 2#6 (FWY LIGHTING),
INSTALL TYPE 30 ELECTROLIER WITH 3.7 m LUMINAIRE

RC| EXISTING CONDUCTORS,

INSTALL 2#6 (FWY LIGHTING),

ROSCOE Blvd

ARM AND 310 W HPS LUMINAIRE.

LIEN VO
JESSE RUELAS

: KILOMETER POST |SHEET| TOTAL
Dist| COUNTY ROUTE TOTAL PROJECT | No. |SHEETS
o7 LA 50.8/58.0 530 | 809

a/wwm

/8708

5-3-10

CE@ISTERE%/ELECTRICAL ENGINEER

PLANS APPROVAL DATE

COFIES OF THIS FPLAN SHEET.

THE STATE OF CALIFORNIA ORF 175 OFF/CERS
ORF AGENTS SHALL NOT BE RESFONS/IBLE FOR
THE ACCURACY OR COMPLETENESS OF ELECTRON/IC

1#8(G).
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- GENERAL NOTES (THIS SHEET)

= 1. ALL EXISTING CONDUIT, CONDUCTORS, PULL BOXES AND

= ELECTROLIERS TO REMAIN, UNLESS OTHERWISE NOTED.

= 2. FOR WIRING DIAGRAM, SEE SHEET E-27.

(&

S

oD

<T

7 B FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA,

'h SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE. THIS PLAN

ALL DIMENSIONS ARE IN
METERS UNLESS OTHERWISE SHOWN

ELECTRICAL %§%¥§§§ (IRRIGATION

MODIFY LIGHTIN

IS ACCURATE FOR ELECTRICAL WORK ONLY. SCALE 1:500

=> 03-MAY-2010

DATE PLOTTED

LAST REVISION

9-13-07 | TIME PLOTTED => 16:11

BORDER LAST REVISED 3/1/2007

RELATIVE BORDER SCALE
IS IN MILLIMETERS

20 40 60 80

USERNAME => trlim cU
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EA 1218V



Dist| COUNTY ROUTE T PROJECT SHNEoE.,T STHOETEATLS
PROJECT NOTES (THIS SHEET) 5| EXISTING TYPE III-BF 120/240 V METERED
SERVICE EQUIPMENT ENCLOSURE TO REMAIN WITH: 07 LA 5 50.8/58.0 | 531| 869
1| [RC|EXISTING SIGN LIGHTING FIXTURE AND CONTROL. 100 A, 2P, CB - MAIN
40 A, 1P, CB - CONTROLLER e = 7/8/0
2| INSTALL 53C, 2#6, 1#8(G). 15 A, 1P, CB - CCTV ﬁ/@lSTEREWELECTRICAL ENGINEER
2-30 A, 2P, CB - LIGHTING
3] INSTALL 2 ISL FIXTURES AND TYPE SC1A LIGHTING CONTROL. 15 A, 1P, CB - TYPE V PEC 5-3-10
ADDRESS: 8370 ' LEHIGH Ave PLANS APPROVAL DATE
41 |[RCJEXISTING PULL BOX AND CONDUCTORS |AB EXISTING CONDUIT. ID No. 07-053-0005-33.51 Ofg{ﬂg{%g ?Zﬁ%@af%?ﬁ;ﬁﬁ%ﬂ?ﬁ?ﬁ
THE ACCURACY OF COMFLETENESS OF FLECTRON/C
6| INSTALL 53C, 2#6 (FWY LIGHTING), 2#6 (SIGN LIGHTING), 1#8(G). COPIES OF THIS PLAN SHEET.
7| INSTALL 53C, 2#6 (FWY LIGHTING), 2#6 (SIGN LIGHTING), 2#8 (IRRIGATION), 1#8(G).
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=, PP No. 88281M o
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' e A Exist PP No. 261150M ELECTROLIERS TO REMAIN, UNLESS OTHERWISE NOTED. o
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Dist| COUNTY ROUTE T PROJECT SHNEoE.,T STHOETEATLS
07 LA 5 50.8/58.0 | 532 | 869
PROJECT NOTES (THIS SHEET) L ,A%iuﬁgv 28 /08
paal
2| INSTALL 2 ISL FIXTURES AND TYPE SC1A LIGHTING CONTROL. 7] INSTALL 53C, 2#6 (FWY LIGHTING), 1#8(G). 5-3-10
PLANS APPROVAL DATE _12—31—09
3] INSTALL 3 ISL FIXTURES AND TYPE SC1A LIGHTING CONTROL. THE STATE OF CALIFORNIA OF 175 OF FICERS 2
THE ACCURACY OF COMFLETENESS OF FLECTRON/C
41 |IRC| EXISTING PULL BOX AND CONDUCTORS |AB| EXISTING CONDUIT. COPIES OF THIS PLAN SHEET.
— 5| INSTALL TYPE 30 ELECTROLIER WITH 3.7 m LUMINAIRE ARM AND 310 W HPS LUMINAIRE.
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DEPARTMENT OF TRANSPORTATION

TRAFFIC DESIGN

GENERAL NOTES (THIS SHEET)

=> 03-MAY-2010

< 1. ALL EXISTING CONDUIT, CONDUCTORS, PULL BOXES AND EE
= ELECTROLIERS TO REMAIN, UNLESS OTHERWISE NOTED. N
o 2. FOR WIRING DIAGRAM, SEE SHEET E-27 AND E-28. Q;
= 3. BACKFILL EXPOSED EXCAVATIONS WITH MATERIAL EQUIVALENT TO ALL DIMENSIONS ARE 1IN EE
© THE SURROUNDING MATERIAL AND AS DIRECTED BY THE ENGINEER. METERS UNLESS OTHERWISE SHOWN g
- D + + +
" MODIFY LIGHTIN ND SIGN ILLUMIN
o| M~
o FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA, SCALE: 1:500 E?
“ SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE. THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY. ©ore e}
Q 8 &
RELATIVE BORDER SCALE O 20 40 60 80 USERNAME => trpierce
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PROJECT NOTES (THIS SHEET)

1] INSTALL 53C, 2#6, 1#8(G).

2| INSTALL 2 ISL FIXTURES AND TYPE SC1A LIGHTING CONTROL.

3| PROTECT EXISTING LIGHTING IN PLACE.

REVISED BY

DATE REVISED

LIEN VO

JESSE RUELAS

CALCULATED-
DESIGNED BY

CHECKED BY

FUNCTIONAL SUPERVISOR

TSAU
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DEPARTMENT OF TRANSPORTATION

TRAFFIC DESIGN

STATE OF CALIFORNIA

& ltrans
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: KILOMETER POST |SHEET| TOTAL
Dist| COUNTY ROUTE TOTAL PROJECT | No. |SHEETS
o7 LA 5 50.8/58.0 533 | 869

Fewsefruselrs

CEﬂbISTEREQ/ELECTRICAL ENGINEER

5-3-10

PLANS APPROVAL DATE

THE STATE OF CALIFORNIA ORF 175 OFF/CERS
ORF AGENTS SHALL NOT BE RESFONS/IBLE FOR
THE ACCURACY OR COMPLETENESS OF ELECTRON/IC
COPIES OF THIS FPLAN SHEET.

xp.12-31-09
ELECTRICAL

JATCH LINE STA

GENERAL NOTES (THIS SHEET)

T. BACKFILL EXPOSED EXCAVATIONS WITH MATERIAL EQUIVALENT TO
THE SURROUNDING MATERIAL AND AS DIRECTED BY THE ENGINEER.

2. ALL EXISTING CONDUIT, CONDUCTORS, PULL BOXES AND
ELECTROLIERS TO REMAIN, UNLESS OTHERWISE NOTED.

3. FOR WIRING DIAGRAM, SEE SHEET E-28.

FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA,
SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE.

THIS PLAN

MODIFY

IS ACCURATE FOR ELECTRICAL WORK ONLY.

LIGHTIR

ALL DIMENSIONS ARE IN
METERS UNLESS OTHERWISE SHOWN

ND SIGNH

SCALE 1:500

ILLUMI

=> 03-MAY-2010

DATE PLOTTED

LAST REVISION

00-00-00| TIME PLOTTED => 14:42

BORDER LAST REVISED 3/1/2007

RELATIVE BORDER SCALE O 20 40 60 80
IS IN MILLIMETERS \ \ \ \ \

USERNAME => trpierce
DGN FILE => 71218vuc014.dgn

CU 07383 EA 1218V1



: KILOMETER POST |SHEET| TOTAL
Dist| COUNTY ROUTE TOTAL PROJECT | No. |SHEETS
o7 LA 5 50.8/58.0 534 | 869

Lo Sl 18008

@ZGISTERE@ELECTRICAL ENGINEER

PROJECT NOTES (THIS SHEET) 5-3-10
, PLANS APPROVAL DATE
| 1] |RCIEXISTING SIGN LIGHTING FIXTURE AND CONTROL. N Al ARG Gy S e i

THE ACCURACY OR COMPLETENESS OF ELECTRON/IC
COPIES OF THIS FPLAN SHEET.

2| INSTALL 53C, 2#6 (FWY LIGHTING), 1#8(G).

12-31-09
ELECTRICAL

3| INSTALL 2 ISL FIXTURES AND TYPE SC1A LIGHTING CONTROL.

41 INSTALL 3 ISL FIXTURES AND TYPE SCTA LIGHTING CONTROL.

5| EXISTING 1207240 V TYPE III-BF METERED
SERVICE EQUIPMENT ENCLOSURE TO REMAIN WITH:

100 A, 2P, CB - MAIN

30 A, 2P, CB - LIGHTING

20 A, 1P, CB - IRRIGATION
15 A, 1P, CB - TYPE V PEC
30 A, 2P, CB - AVC
ADDRESS: 11221!/,PENROSE Ave
ID No. 07-053-0005-34.291

6| EXISTING 120/240 V TYPE III-BF METERED
SERVICE EQUIPMENT ENCLOSURE TO REMAIN WITH:
100 A, 2P, CB - MAIN
2-30 A, 2P, CB - FWY LIGHTING
30 A, 1P, CB - RAMP METERING
15 A, 1P, CB - TYPE V PEC
INSTALL:
1-30 A, 2P, CB - SIGN LIGHTING

ADDRESS: 11271 !/, PENROSE Ave

REVISED BY
DATE REVISED

LIEN VO
JESSE RUELAS

12

oo > ID No. 07-053-0005-34.30
i
T | ()
1= Lo
D R e T eSS~ (TN oS S ey N T ———————
O — (&
W (|
<C T
OO (@)
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%
EJ D ................................... LJ : T S p R L
Al <= AR  Exist SIGN No. 34301
S I B LS L
2=~ e e e el OBTHTON e v o e
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= ;:T““m“mnm"m”“"““m“m~m~m~m_m"m”m”m”m_m“m“m”m_m“m“m_m_m”m“M”m”m“m“m”m_m”mnmnw~~~~~ﬂ;g:ﬁf”"m”m“m“ T
:E ::: g
S O
% 7 7] |RCJEXISTING PULL BOX AND CONDUCTORS |AB| EXISTING CONDUIT.
T
= 8| PROTECT EXISTING LIGHTING IN PLACE.
o .
S 9] FOR CONDUIT, PULL BOXES AND FOUNDATION ON THE BRIDGE SEE SHEET E-63.
|—
= QO
W T 10| [RC|EXISTING ELECTROLIER, PULL BOX AND CONDUCTORS |AB| EXISTING CONDUIT.
ol
(@ -
=< LL . 11| REMOVE EXISTING LIGHTING CONDUCTORS AND INSTALL 2#6 (FWY LIGHTING)
G| o Exist CITY SERIES LIGHTING TO REMAIN 2#6 (SIGN LIGHTING), 1#8(G) IN EXISTING CONDUIT. ’
.- 12] INSTALL 53C, 2#6 (FWY LIGHTING), 2#6 (SIGN LIGHTING), 1#8(G).
- GENERAL NOTES (THIS ‘SHEET) S
< Exist PP No. 93547M 13| INSTALL 2#6, 1#8(G).
S 1. BACKFILL EXPOSED EXCAVATIONS WITH MATERIAL EQUIVALENT TO WARNING 14| INSTALL TYPE 21 STRUCTURE ELECTROLIER WITH 3.7 m LUMINAIRE ARM
= THE SURROUNDING MATERIAL AND AS DIRECTED BY THE ENGINEER. AND 310 W HPS LUMINAIRE.
= 2. ALL EXISTING CONDUIT, CONDUCTORS, PULL BOXES AND BEFORE STARTING WORK ON EXISTING SERIES LIGHTING ALL DIMENSIONS ARE IN
© ELECTROLIERS TO REMAIN, UNLESS OTHERWISE NOTED. CIRCUITS THE CONTRACTOR SHALL OBTAIN DAILY SAFETY CIRCUIT METERS UNLESS OTHERWISE SHOWN
s S 3 SOFFIT ID: 34280 A-O CLEARANCE FROM SERVING COMPANIES, DISCONNECT CIRCUITS, N
= 4. FOR WIRING DIAGRAM, SEE SHEET E-28. AND PLACE "MEN AT WORK" SIGNS NEAR OPEN SWITCHES. MODIFY LIGHTIN ND SIGN ILLUMIN
- FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA, SCALE 1:500
SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE. :
.llj' THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY.

=> 03-MAY-2010

DATE PLOTTED

LAST REVISION

9-13-07 | TIME PLOTTED => 14:472

o) 20 40 60 80

BORDER LAST REVISED 3/1/2007 RELATIVE BORDER SCALE ‘ | | | |

USERNAME => trpierce
IS IN MILLIMETERS CU 07383 EA 1218V1

DGN FILE => 71218vua015.dgn




REVISED BY
DATE REVISED

LIEN VO
JESSE RUELAS

PROJECT NOTES (THIS SHEET)

1| |[RCIEXISTING PULL BOX AND CONDUCTORS |AB| EXISTING CONDUIT.

2| INSTALL 1 ISL FIXTURES AND TYPE SC1A LIGHTING CONTROL.

3| |RC{ EXISTING SIGN LIGHTING FIXTURE AND CONTROL.

41 INSTALL 2 ISL FIXTURES AND TYPE SC1A LIGHTING CONTROL.

5] EXISTING 120,240 V TYPE III-BF METERED
EQUIPMENT ENCLOSURE TO REMAIN WITH:
100 A, 2P, CB - MAIN
2-30 A, 2P, CB - FWY LIGHTING
15 A, 1P, CB - TYPE V PEC

INSTALL:
1-30 A, 2P, CB - SIGN LIGHTING

ADDRESS: 11520 '/, TUXFORD STREET
ID No. 07-053-0005-34.80

ol INSTALL TYPE 30 ELECTROLIER WITH 3.7 m
LUMINAIRE ARM AND 310 W HPS LUMINAIR.

10

11

FOR CONDUIT, PULL BOXES AND TYPE 21 LIGHTING
STANDARD FOUNDATIONS ON THE BRIDGE SEE SHEET E-64.

INSTALL 2#6 (FWY LIGHTING), 1#8(G).

INSTALL TYPE 21 STRUCTURE ELECTROLIER WITH 3.7 m LUMINAIRE ARM
AND 310 W HPS LUMINAIRE.

RC| EXISTING ELECTROLIER, PULL BOX AND CONDUCTORS [AB] EXISTING CONDUIT.

INSTALL 53C, 2#6 (FWY LIGHTING), 2#6 (SIGN LIGHTING) AND 1#8(G) IN CONCRETE BARRIER.

: KILOMETER POST |SHEET| TOTAL
Dist| COUNTY ROUTE TOTAL PROJECT | No. |SHEETS
o7 LA 5 50.8/58.0 535 | 869

lZ;»quég) o /8708

GISTERE@/ELECTRICAL ENGINEER

5-3-10
PLANS APPROVAL DATE

THE STATE OF CALIFORNIA ORF 175 OFF/CERS
ORF AGENTS SHALL NOT BE RESFONS/IBLE FOR
THE ACCURACY OR COMPLETENESS OF ELECTRON/IC
COPIES OF THIS FPLAN SHEET.

12-31-09
ELECTRICAL

INSTALL TYPE 3 PULL BOX AND 53C TYPE H RISER. PULL BOX SHALL NOT BE CLOSER

THAN 1.52 m AND NO FURTHER THAN 4.57 m FROM THE SERVICE POLE.

INSTALL ONE CITY-FURNISHED WATERPROOF FUSE HOLDER WITH 30 A FUSE BETWEEN EACH

SERVICE WIRE (NOT NEUTRAL WIRE) OR SERVICE WIRE CONNECTING DEVICE AND STREET

LIGHTING. SERVING UTILITY COMPANY SHALL INSTALL SERVICE.

NEW MULTI/MULTIPLE CIRCUIT X9436, P.P. No. 399863M. INSTALL RELAY(MRWI) AND P.E.

AT POWER POLE No. 399803M WHICH WILL OPERATE/SWITCH SOFFIT LIGHTS No.
© 6-150 W HPS AND 7 THRU 18 12-100 W HPS.

NOTE: THE SERVING UTILITY COMPANY RESPONSIBLE FOR INSTALLATION OF 30 AMP MRWI RELAY AND

1 THRU

P.E. AT POWER POLE No. 399803M. SEE SHEET E-28 FOR MRWI RELAY DETAILS.

AB| CONDUIT, REMOVE EXISTING LIGHTING CONDUCTORS AND INSTALL

41C, RISER AND 3#6 (CITY LIGHTING). SEE E-64.

INSTALL 53C, 2#6 (FWY LIGHTING), 1#8(G).

GENERAL NOTES (THIS SHEET)
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BACKFILL EXPOSED EXCAVATIONS WITH MATERIAL EQUIVALENT TO
THE SURROUNDING MATERIAL AND AS DIRECTED BY THE ENGINEER.

. ALL EXISTING CONDUIT, CONDUCTORS, PULL BOXES AND

ELECTROLIERS TO REMAIN, UNLESS OTHERWISE NOTED.

. FOR WIRING DIAGRAM, SEE SHEET E-28 AND E-209.
. SOFFIT ID: 34523 1-18.
. TEMPORARY STREET LIGHTING SHALL BE IN OPERATION PRIOR

TO REMOVAL OF EXISTING LUMINAIRE FROM SERVICE.

. FOR ADDITIONAL CITY LIGHTING INSTALLATION NOTES SEE SHEET E-6o0.
. FOR EXISTING 250 W MV SOFFIT LIGHTING SEE LOS ANGELES BUREAU OF

STREET LIGHTING PLAN D 154160.

FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA,
SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE.

SIGN No. 34592

WARNING

BEFORE STARTING WORK ON EXISTING SERIES LIGHTING
CIRCUITS THE CONTRACTOR SHALL OBTAIN DAILY SAFETY CIRCUIT
CLEARANCE FROM SERVING COMPANIES, DISCONNECT CIRCUITS, SL-6309

12| INSTALL 2#6 (FWY LIGHTING), 2#6 (SIGN LIGHTING), 1#8(G). L6309
REMOVE EXISTING LIGHTING CONDUCTORS AND INSTALL 4#6 (FWY LIGHTING),
2#6 (SIGN LIGHTING) AND 1#8(G) IN EXISTING CONDUIT.
FOR CONDUIT, PULL BOXES AND FOUNDATIONS IN THE BRIDGE SEE SHEET E-65.
INSTALL 53C, 2#6 (FWY LIGHTING), 2#6 (SIGN LIGHTING), 1#8(G).
RC/CITY SERIES CIRCUIT. CONTACT THE SERVING UTILITY COMPANY FOR REMOVAL OF SERIES R /W
SERVICE EQUIPMENT. B EEUE—— : — _—
NEW MULTI/MULTIPLE 120/240V
CITY SERVICE
. P.p.#399863M [1 7M1 819
g Exist CITY SERIES LIGHTING 0436
P.P No. 116208M.
. INSTALL 53C, 3#6
o (CITY LIGHTING).
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LEGEND: (THIS SHEET)

€ 100 W HPS MULTIPLE PENDANT SOFFIT CONVERSION KIT

WITH INTERNAL BALLAST (CITY LIGHTING).

€ 150 W HPS MULTIPLE PENDANT SOFFIT CONVERSION KIT

WITH INTERNAL BALLAST (CITY LIGHTING).
@ EXISTING PENDANT SOFFIT TO BE MODIFIED
(CITY LIGHTING).

AND PLACE "MEN AT WORK" SIGNS NEAR OPEN SWITCHES. CITY OF LOS ANGELES BUREAU OF STREET LIGHTING

ALL DIMENSIONS ARE IN

METERS UNLESS OTHERWISE SHOWN

MODIFY LIGHTIN

THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY.

ND SIGA

SCALE 1:500

ILLUMIN

=> 03-MAY-2010

DATE PLOTTED

LAST REVISION

9-13-07 | TIME PLOTTED => 14:43

BORDER LAST REVISED 3/1/2007

USERNAME => trpierce
DGN FILE => 71218vuc016.dgn

RELATIVE BORDER SCALE O 20 40 60 80
IS IN MILLIMETERS \ \ \ \ \
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Dist| COUNTY ROUTE FOTAL PROJECT |~ No. | SHEETS
MATCH A (THIS SHEET) — 07 LA 5 50.8/58.0 | 536 869
PROJECT NOTES (THIS SHEET) 7 %)
0a el oo (/8/08
1] [RJEXISTING SIGN LIGHTING FIXTURE AND CONTROL. CISTERQY ELECTRICAL ENGINEER
Exist PP No. 271316M -
2] INSTALL 53C, 2#6 (SIGN LIGHTING), 1#8(G). CITY SERIES LIGHTING .- mi;i;;gom — o
TO REMAIN P 12-31-
3| INSTALL 1 ISL FIXTURES AND TYPE SC1A LIGHTING CONTROL. N THE STATE OF CaLiroR OF TTe oreicens ELECTRICAL
e THE ACCURACY OR COMPLETENESS OF ELECTRONIC
4| PROTECT EXISTING LIGHTING IN PLACE. / COPIES OF THIS FLAN SHEET.
o 5| |[RCIEXISTING PULL BOX AND CONDUCTORS |AB| EXISTING CONDUIT. /\(54)
2 = 6| FOR CONDUIT AND PULL BOXES INSTALLATION ON THE BRIDGE SEE SHEET E-65. / N
= n 7| INSTALL 53C, 2#6 (FWY LIGHTING), 2#6 (SIGN LIGHTING), 1#8(G).
L]
xr <
()
8| REMOVE EXISTING LIGHTING CONDUCTORS AND INSTALL
4#6 (FWY LIGHTING), 2#6 (SIGN LIGHTING), 1#8(G)
IN EXISTING CONDUIT.
9| INSTALL 53C, 2#6 (FWY LIGHTING), 1#8(G).
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(s GENERAL NOTES (THIS SHEET) 2
I [ S
1. BACKFILL EXPOSED EXCAVATIONS WITH MATERIAL EQUIVALENT TO =g
= THE SURROUNDING MATERIAL AND AS DIRECTED BY THE ENGINEER. n S
= 2. ALL EXISTING CONDUIT, CONDUCTORS, PULL BOXES AND pb R
< ELECTROLIERS TO REMAIN, UNLESS OTHERWISE NOTED. WARNING , 3o
= g 1. FOR WIRING DIAGRAV, SEE S BEFORE STARTING WORK ON EXISTING SERIES LIGHTING =
O o
© 4, FOR WIRING DIAGRAM, SEE SHEET E-209. ALL DIMENSIONS ARE IN T 3
" .h ’ CIRCUITS THE CONTRACTOR SHALL OBTAIN DAILY SAFETY CIRCUIT METERS UNLESS OTHERWISE SHOWN - o g
CLEARANCE FROM SERVING COMPANIES, DISCONNECT CIRCUITS, B B \ <2
Ll A\ N\ \\ o -
= AND PLACE "MEN AT WORK" SIGNS NEAR OPEN SWITCHES. ND % : % ILL % Mi =
o FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA, SCALE 1:500 5 O
1' SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE. THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY. om
Q E-17 .
RELATIVE BORDER SCALE O 20 40 60 80 USERNAME => trpierce
BORDER LAST REVISED 3/1/2007 T U IME TERe ‘ | | | | DEN FILE =5 7121 8vuao! 7.dgn CU 07383 EA 1218V1




PP No. 133818M (Exist CITY SERIES
LIGHTING TO REMAIN)

DEPARTMENT OF TRANSPORTATION

TRAFFIC DESIGN

|
= GENERAL NOTES (THIS SHEET)
=
(-
Ef 1. BACKFILL EXPOSED EXCAVATIONS WITH MATERIAL EQUIVALENT TO
— THE SURROUNDING MATERIAL AND AS DIRECTED BY THE ENGINEER.
:g 2. ALL EXISTING CONDUIT, CONDUCTORS, PULL BOXES AND
L ELECTROLIERS TO REMAIN, UNLESS OTHERWISE NOTED.
o qh 3. FOR WIRING DIAGRAM, SEE SHEET E-29.
Lol
=
5 B FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA,
1P SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE.

PROJECT NOTES (THIS SHEET)
1] IRCIEXISTING SIGN LIGHTING FIXTURE AND CONTROL.
2| INSTALL 53C, 2#6 (SIGN LIGHTING), 1#8(G).
3| INSTALL 2 ISL FIXTURES AND TYPE SC1A LIGHTING CONTROL.
4] EXISTING 120/240 V TYPE I1II-BF METERED
SERVICE EQUIPMENT ENCLOSURE TO REMAIN WITH:
100 A, 2P, CB - MAIN
2-30 A, 2P, CB - LIGHTING
= 40 A, 1P, CB - RAMP METERING
| o 15 A, 1P, CB - TYPE V PEC
- | = ADDRESS: 8700 !/, LANKERSHIM Blvd
U ID No. 07-053-0005-34.985
= L
& g 5| EXISTING 120/240 V TYPE I1I-BF METERED
SERVICE EQUIPMENT ENCLOSURE TO REMAIN WITH:
100 A, 2P, CB - MAIN
2-30 A, 2P, CB - LIGHTING
40 A, 1P, CB - RAMP METERING
15 A, 1P, CB - TYPE V PEC
o ADDRESS: 8633 !/, LANKERSHIM Blvd
o| o ID No. 07-053-0005-35.121
= | 5
— Q~
Ll |y 6| INSTALL 53C, 2#6 (FWY LIGHTING), 2#6 (SIGN LIGHTING), 1#8(G).
] (V)]
V)]
) 7| INSTALL 53C, 2#6 (FWY LIGHTING), 1#8(G).
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THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY.
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MODIFY LIGHTIRN

: KILOMETER POST |SHEET| TOTAL
Dist| COUNTY ROUTE TOTAL PROJECT | No. |SHEETS
o7 LA 50.8/58.0 537 869
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5-3-10

CﬁKGISTEqu/ELECTRICAL ENGINEER

PLANS APPROVAL DATE

COFIES OF THIS FPLAN SHEET.

THE STATE OF CALIFORNIA ORF 175 OFF/CERS
ORF AGENTS SHALL NOT BE RESFONS/IBLE FOR
THE ACCURACY OR COMPLETENESS OF ELECTRON/IC

12-31-09
ELECTRICAL

§

b

ALL DIMENSIONS ARE IN
METERS UNLESS OTHERWISE SHOWN

SCALE 1:500

ILLUMIN

)é 35071 )

E-18

=> 03-MAY-2010

DATE PLOTTED

LAST REVISION

9-13-07 | TIME PLOTTED => 14:43

BORDER LAST REVISED 3/1/2007

RELATIVE BORDER SCALE
IS IN MILLIMETERS

20
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80

USERNAME => trpierce
DGN FILE => 71218vuc018.dgn
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: KILOMETER POST |SHEET| TOTAL
Dist| COUNTY ROUTE TOTAL PROJECT | No. |SHEETS

PROJECT NOTES (THIS SHEET) 07 LA 5 50.8/58.0 |538| 869

17| [RCIEXISTING SIGN LIGHTING FIXTURE AND CONTROL.

7@@&% g 7/8/0

GISTERE@/ELECTRICAL ENGINEER

2| |RC| EXISTING PULL BOX AND CONDUCTORS [AB| EXISTING CONDUIT.

3] INSTALL 2 ISL FIXTURES AND TYPE SC1A LIGHTING CONTROL. | —2m3=10

THE STATE OF CALIFORNIA ORF 175 OFF/CERS
ORF AGENTS SHALL NOT BE RESFONS/IBLE FOR
THE ACCURACY OR COMPLETENESS OF ELECTRON/IC
COPIES OF THIS FPLAN SHEET.

REVISED BY
DATE REVISED
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= GENERAL NOTES (THIS SHEET) oA
S
":" 1. ALL EXISTING CONDUIT, CONDUCTORS, PULL BOXES AND @@
S ELECTROLIERS TO REMAIN, UNLESS OTHERWISE NOTED. ALL DIMENSIONS ARE 1IN '§'§
L 2. FOR WIRING DIAGRAM, SEE SHEET E-29. METERS UNLESS OTHERWISE SHOWN o
(=) P
< —
= N MODIFY LIGHTI
Oo| I~
o FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA, SCALE 1:500 E?
“ SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE. THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY. e}
G E-19 |
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Dist| COUNTY ROUTE AL PROJEST | No. | SHEETS
0N LA 5 50.8/58.0 539 | 869
PROJECT NOTES (THIS SHEET)
T > 1/8/08
T IRCIEXISTING SIGN LIGHTING FIXTURE AND CONTROL. W/ISTEREDUZLECTRICAL ENGINEER
21 INSTALL 1 ISL FIXTURE AND TYPE SC1A LIGHTING CONTROL. 5-3-10
PLANS APPROVAL DATE
3| |IRCEXISTING PULL BOX AND CONDUCTORS |AB| EXISTING CONDUIT. Ofg{ﬂg{%g ?Zﬁ%@@%? P@@gggjﬁ@ﬂggcffgg
THE ACCURACY OF COMFPLETENESS OF ELECTRON/C
41 INSTALL 53C, 2#6, 1#8(G). o COPIES OF THIS PLAN SHEET.
o 51 |CC| AND INSTALL 2#6, 1#8(G).
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Y < 1 o
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| F GENERAL NOTES (THIS SHEET) 7
g 1. BACKFILL EXPOSED EXCAVATIONS WITH MATERIAL EQUIVALENT TO /IOI\:
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_ L EXISTING 120/240 V SERVICE
SHEET E-T6. A CKT No. 12, 13 AND 13A 5-3-10
F=2=% (1102) L A A A PLANS APPROVAL DATE
N D \é 7j j THE STATE OF CALIFORNIA OFR 775 OFF/CERS
ROUTE 5 e
11164 0 7 NS
S X\§ (1104) O  x = < SL-6309
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o \\6’ ,;(1195@% /PO (g, > + 5
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- i N o Bt —rto 2
o |~ \ £%, (1112) % / / O 34581 / 34595
"= % 4191/ ¢ /ﬂ)
2| = o, J 34511 \ & ol
Yo
EXISTING CITY SERIES CIRCUIT TO BE REMOVED -
= ///® SIGN No. 34591
O.
— 5 7N 245811 IsL (85 W)
2 I —_ —
o d i — —" 34511
> :) X ([,
o E §> SIGN No. 34131 WARNING
T v N 2 ISL (170 W) %ﬁ R R BEFORE STARTING WORK ON EXISTING SERIES LIGHTING
L SIGN No. 34301 | — 34341 CIRCUITS THE CONTRACTOR SHALL OBTAIN DAILY SAFETY CIRCUIT
3 MV (606 |W) 34321 CLEARANCE FROM SERVING COMPANIES, DISCONNECT CIRCUITS,
ROUTE 5 ) e | 3 N oy AND PLACE "MEN AT WORK" SIGNS NEAR OPEN SWITCHES.
N 2 -
ZUSIGN No. 34222 ROUTE 5 @)
x| 5 4 omv 1808 34281 <C)(1019)
=2 o SL-6309 (913) \Cr-
“u| SIGN No. 34292 |
S0 | = CITY OF LOS ANGELES BUREAU OF STREET LIGHTING
20| o SIGN No. 34252 2 mv (404 W) +
< | T . L Y e — Vg
38| 3 OFF RAMP # 2 1sL (170 W) % o 7@X
| T I
o [
34022 \ + prd / / - I
— S Y I
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S - —_ I (1017)
= T — O ——— 34086 - — EXISTING 120/240 V SERVICE Hore .
o T ~=_ — o — I I CKT No. 14 ~ /“OW6>
22 T\ - — o
=1 P.E. CONTROL 1 — T
vl ’ —s PP No. 399863M (1012) |1 |(1014)
. o v{ EUTRAL PP No. 39986 3M EXISTING MULTIPLE FWY LTG CIRCUITS TO BE MODIFIED 191214 |
e e L
S| > . . SEE NOTES[19POlON SHEET E-5 AND &E¥VY1§£R/\%4COEV MULTI/MULTIPLE N UQ@T
— 1
o  NOTES[18[19] ON SHEET E-16 PP No. 399863M, X9436 0
- YELLOW = SEE NOTES|[17|18|19 SHEET E-16 (1089)
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T A jr MRUT (60 A) 12 - 100 W SOFFIT LIGHTS s
1008
S L e e
—_ /\/
E o f(g\;wo%)
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Dist| COUNTY ROUTE FOTAL PROJECT |~ No. | SHEETS
07| LA 5 50.8/58.0 | 548/| 869
By %z// oo 7/8/08
N SIGN No. 34822 WISTERED&ELECTRICAL ENGINEER
7¢ c? T mv (202 W)
o
< & SIGN No. 34812 7 5-3-10
(f\p Sv 1 ISL (85 W) \ PLANS APPROVAL DATE
¢ A~ THE STATE OF CALIFORNIA OFR 775 OFF/CERS
(00) v ORF AGENTS SHALL NOT BE RESFONS/BLE FOR
O ¢ THE ACCURACY OF COMFPLETENESS OF ELECTRON/C
a O COPIES OF THIS FPLAN SHEET.
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— ———
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i SERIES SERVICE X CKT No. 19 “— RN \ \\
} ﬂ\ 35071
. k (Q \»\ 34851 34885 lﬁ ) }/)
O —~ S -
2 (1502)&< 7;‘(\ (c, (1503) l - - 00— \;T\ “/// / /
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— = O
v FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA, NO SCALE =
'l' SEE RIGHT OF WAY RECORD MAPS AT .DISTRICT OFFICE. F-29 1N
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¢ £ Dist| COUNTY ROUTE FOTAL PROJECT |~ No. | SHEETS
V% Q | 07| LA 5 50.8/58.0 | 549| 869
% .
< Fiee Sl 178708
C?V WGISTEREWELECTRICAL ENGINEER
Y. 26413 J. RUELAS
% Q 36463 36493 36523 | c3_10 £015604
) - 35— No.
| s 36461 ~ 36491 U36521\ PLANS APPROVAL DATE a.2-31-09
36201 - O O ( )\70 36551 20682 THE STATE OF CALIFORNIA OR 7S OFFICERS Sk~
oo} IGN No. 30686061 b — OR AGENTS SHALL NOT BE RESPONSIBLE FOR
O W) N THE ACCURACY OF COMFPLETENESS OF ELECTRON/C
~ ~ - C( —~ COPIES OF THIS PLAN SHEET.
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s X o L SIGN No. 36021
5 SIGN No. 35511 35521 2 ISL (255 W)
2 mv (404 W) O SIGN No. 35771
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= BEFORE STARTING WORK ON EXISTING SERIES LIGHTING na
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= CLEARANCE FROM SERVING COMPANIES, DISCONNECT CIRCUITS gg
t AND PLACE "MEN AT WORK'" SIGNS NEAR OPEN SWITCHES g
z .h BEFORE DOING ANY WORK ON CIRCUITS. E“EJ
()
E B EXISTING 120/240(3\{@5&5)\{1% (WIRING DIAGRAM) T
v FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA, NO SCALE go'o
SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE. § '3§ RN
ﬂ" THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY. e
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=> 03-MAY-2010

DATE PLOTTED

Dist| COUNTY ROUTE KILOMETER POST |SHEET| TOTAL
TOTAL PROJECT | No. |SHEETS
o PROJECT NOTES (THIS SHEET
GENERAL NOTES: ( ) 07| LA 5 50.8/58.0 |550| 869
1] EXISTING LIGHTING SHALL NOT BE REMOVED UNTIL )
1. |RC| TEMPORARY LIGHTING, PULL BOXES, OVERHEAD CONDUCTORS, THE TEMPORARY LIGHTING IS IN PLACE AND OPERATIONAL. /;%;A£// RS 7/8/08
SERVICE EQUIPMENT ENCLOSURE, AND FOUNDATION AFTER >| INSTALL 12.2 m WOOD POLE WITH 4.0 m LUMINAIRE ARM, zéﬁﬁTERH%£LECWNCMENGMEER
CONSTRUCTION WORK IS COMPLETED AND AS DIRECTED BY THE ENGINEER. REUSE EXISTNG 310 W HPS LUMINAIRE. (SEE SHEET E-37 FOR DETAILS).
2. BACKFILL EXPOSED EXCAVATIONS WITH MATERIAL EQUIVALENT TO 5-3-10
THE SURROUNDING MATERIAL AND AS DIRECTED BY THE ENGINEER. 3| INSTALL 2#6 OVERHEAD CONDUCTORS WITH 6.1 m MINIMUM CLEARANCE. S AN APPROVAL DATE
THE STATE OF CALIFORNIA OR ITS OFFICERS
0 OR AGENTS SHALL NOT BE RESPONSIBLE FOR
o THE ACCURACY OR COMPLETENESS OF ELECTRONIC
N COPIES OF THIS PLAN SHEET.
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Dist| COUNTY ROUTE FOTAL PROJECT |~ No. | SHEETS
07| LA 5 50.8/58.0 | 551| 869
PROJECT NOTES (THIS SHEET) )
F e [~ 1/8/08
1] EXISTING LIGHTING SHALL NOT BE REMOVED UNTIL (/15 TEREDL/LECTRICAL ENGINGER
THE TEMPORARY LIGHTING IS IN PLACE AND OPERATIONAL.
2] INSTALL 12.2 m WOOD POLE WITH 4.6 m LUMINAIRE ARM, —2m3=10
REUSE EXISTNG 310 W HPS LUMINAIRE. (SEE SHEET E-37 FOR DETAILS).
THE STATE OF CALIFORNIA OFR 775 OFF/CERS
0 3| INSTALL 2#6 OVERHEAD CONDUCTORS WITH 6.1 m MINIMUM CLEARANCE. OR AGENTS SWALL NOT BE RESPONSIBLE FOR
< CORIES OF TS el shEEr o CoEETMe
N 7] EXISTING 120/240 V TYPE III-BF METERED :
© SERVICE EQUIPMENT ENCLOSURE WITH:
HE 100 A, 2P, CB - MAIN
o | v 40 A, 1P, CB - RAMP METERING
oD 15 A, 1P, CB - CCTV
2| . 30 A, 2P, CB - LTG CKT No.1
5|k 15 A, 1P, CB - TYPE V PEC
O ADDRESS: 7702 /5 HOLLYWOOD WAY
ID No. 07-053-0005-32.251 P
5] INSTALL 12.2 m WOOD POLE. e
o, (SEE SHEET E-37 FOR DETAILS). e @
< R
ol = 6| INSTALL 12.2 m WOOD POLE, 41C RISER AND 2#6. L %V
= (SEE SHEET E-37 FOR DETAILS). RS .
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= GENERAL NOTES: e 5§
S U T ALL DIMENSIONS ARE IN I
'-:'- - |RC TEMPORARY LIGHTING, PULL BOXES, OVERHEAD CONDUCTORS, METERS UNLESS OTHERWISE SHOWN &2
= SERVICE EQUIPMENT ENCLOSURE, AND FOUNDATION AFTER 55
o CONSTRUCTION WORK IS COMPLETED AND AS DIRECTED BY THE ENGINEER. LIGHTIN =&
2. BACKFILL EXPOSED EXCAVATIONS WITH MATERIAL EQUIVALENT TO S =
= D THE SURROUNDING MATERIAL AND AS DIRECTED BY THE ENGINEER. (TEMPORARY) S
= SCALE 1:500 k=
FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA, = L
N SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE. E-32 N
9 THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY. 4
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5 EXISTING 120,240 V TYPE III-BF METERED
PROJECT NOTES (THIS SHEET) SERVICE EQUIPMENT ENCLOSURE WITH:

100 A, 2P, CB - MAIN

1] EXISTING LIGHTING SHALL BE KEPT IN OPERATION UNTIL 20 A, 1P, CB - IRRIGATION
THE TEMPORARY LIGHTING IS IN PLACE AND OPERATIONAL. 5 A 1P. CB - TYPE V PEC

2| INSTALL 12.2 m WOOD POLE WITH 4.6 m LUMINAIRE ARM, 2-30 A, 2P, CB LIGHTING
REUSE EXISTNG 310 W HPS LUMINAIRE. (SEE SHEET E-37 FOR DETAILS). 40 A, 1P, CB - RAMP METERING

ADDRESS: 7811 !/, HOLLYWOOD WAY
3| INSTALL 2#6 OVERHEAD CONDUCTORS WITH 6.1 m MINIMUM CLEARANCE. ID No. 07-053-0005-32.42

4|1 EXISTING 120/240 V TYPE III-BF METERED 6 INSTALL 12.2 m WOOD POLE.
SERVICE EQUIPMENT ENCLOSURE TO REMAIN WITH: (SEE SHEET E-37 FOR DETAILS).

1 A, 2P, CB - MAIN
00 A, ’ ! INSTALL 12.2 m WOOD POLE, 41C RISER AND 2#6.

2-30 A, 2P, CB - LIGHTING

20 A, 1P, CB - IRRIGATION
(SEE SHEET E-37 FOR DETAILS).
15 A, 1P, CB - TYPE V PEC o

ID No. 07-053-0005-32.41 jjjjjjﬁZjifiiﬁfifﬁriiif:lWWZ '''''''''''''''''''''''''''''''''''''''''''''''''''''''''''''''''''''''''''''''''''''''''''''''''''''''''''''''''''

DATE REVISED| 02/08

REVISED BY
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TOTAL PROJECT

SHEET
No.
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50.8/58.0

552
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T /]

o /8708

5-3-10

ZéﬁISTEREqQéLECTRICAL ENGINEER

PLANS APPROVAL DATE

THE STATE OF CALIFORNIA ORF 175 OFF/CERS
ORF AGENTS SHALL NOT BE RESFONS/IBLE FOR
THE ACCURACY OR COMPLETENESS OF ELECTRON/IC
COPIES OF THIS FPLAN SHEET.
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FUNCTIONAL SUPERVISOR
Y. TSAU
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LINE

“MATCH

GENERAL NOTES:

RC| TEMPORARY LIGHTING, PULL BOXES, OVERHEAD CONDUCTORS,
SERVICE EQUIPMENT ENCLOSURE, AND FOUNDATION AFTER
CONSTRUCTION WORK IS COMPLETED AND AS DIRECTED BY THE ENGINEER.

2. BACKFILL EXPOSED EXCAVATIONS WITH MATERIAL EQUIVALENT TO
THE SURROUNDING MATERIAL AND AS DIRECTED BY THE ENGINEER.

DEPARTMENT OF TRANSPORTATION

TRAFFIC DESIGN

STATE OF CALIFORNIA

& ltrans

FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA,
SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE.

THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY.
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SCALE 1:500

E-33
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LAST REVISION
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: KILOMETER POST
Dist| COUNTY ROUTE TOTAL PROJECT

SHEET
No.

TOTAL
SHEETS

PROJECT NOTES (THIS SHEET)

O LA 5 50.8/58.0

553

869

T| EXISTING LIGHTING SHALL NOT BE REMOVED UNTIL
THE TEMPORARY LIGHTING IS IN PLACE AND OPERATIONAL.

2] INSTALL 12.2 m WOOD POLE WITH 4.6 m LUMINAIRE ARM,

REUSE EXISTNG 310 W HPS LUMINAIRE. (SEE SHEET E-37 FOR DETAILS).

3| INSTALL 2#6 OVERHEAD CONDUCTORS WITH 6.1 m MINIMUM CLEARANCE. 5 PLAN%‘;};;&M ——

4| INSTALL 12.2 m WOOD POLE. THE STATE OF CALIFORNIA OR 7S OFFICERS
OR AGENTS SHALL NOT BE RESPONSIBLE FOR

(SEE SHEET E-37 FOR DETAILS). THE ACCURACY OF COMPLETENESS OF £LECTRONIC
COPIES OF THIS PLAN SHEET.
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GENERAL NOTES: GLENOAKS Blvd e

DEPARTMENT OF TRANSPORTATION

TRAFFIC DESIGN

1. [Rc] TEMPORARY LIGHTING, PULL BOXES, OVERHEAD CONDUCTORS, e T L
SERVICE EQUIPMENT ENCLOSURE, AND FOUNDATION AFTER 777

CONSTRUCTION WORK IS COMPLETED AND AS DIRECTED BY THE ENGINEER. e e e e e i i i i i i

2. BACKFILL EXPOSED EXCAVATIONS WITH MATERIAL EQUIVALENT TO g
THE SURROUNDING MATERIAL AND AS DIRECTED BY THE ENGINEER. e METERS UNLESS OTHERWISE SHOWN

LIGHTIN
(TEMPORARY)

FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA, SCALE 1:500

STATE OF CALIFORNIA

& ltrans

THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY.

SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE. g _3%
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DATE PLOTTED
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02-28-08]| TIME PLOTTED =) 14:45
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=1« = GENERAL NOTES (THIS SHEET)
J |
5 1. |RC| TEMPORARY LIGHTING, PULL BOXES, OVERHEAD CONDUCTORS,
g SERVICE EQUIPMENT ENCLOSURE, AND FOUNDATION AFTER
L CONSTRUCTION WORK IS COMPLETED AND AS DIRECTED BY THE ENGINEER.
:i 2. BACKFILL EXPOSED EXCAVATIONS WITH MATERIAL EQUIVALENT TO
© THE SURROUNDING MATERIAL AND AS DIRECTED BY THE ENGINEER.
L
()
= S
=
w FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA,
1, SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE.

PROJECT NOTES (THIS SHEET)

fhf%@) //

S (913) ///

// \\\\\\\dj 1] EXISTING LIGHTING SHALL NOT BE REMOVED UNTIL
st pp THE TEMPORARY LIGHTING IS IN PLACE AND OPERATIONAL.
f;%// No. 705765H 2| INSTALL 12.2 m WOOD POLE WITH 4.6 m LUMINAIRE ARM,
: REUSE EXISTNG 310 W HPS LUMINAIRE. (SEE SHEET E-37 FOR DETAILS).
/ 3] INSTALL 41C RISER AND 2#6.
(SEE SHEET E-37 FOR DETAILS).
EXISTING 120/240 V_TYPE III-BF METERED

SERVICE EQUIPMENT ENCLOSURE TO REMAIN WITH:
100 A, 2P, CB - MAIN
2-30 A, 2P, CB - LIGHTING
30 A, 1P, CB - RAMP METERING

15 A, 1P, CB - TYPE V PEC

ADDRESS: 11271 1/2 PENROSE Ave
ID No. 07-053-0005-34.30

R o Baszn) T ——e T I
Exist SIGN No. 34301 (34341) e o

3. e e I

..................

THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY.

: KILOMETER POST |SHEET| TOTAL
Dist| COUNTY ROUTE TOTAL PROJECT | No. |SHEETS
o7 LA 5 50.8/58.0 554 | 869

/;%;xlwv//n g

GISTEREQ/ELECTRICAL ENGINEER

5-3-10

. £015604

PLANS APPROVAL DATE

THE STATE OF CALIFORNIA ORF 175 OFF/CERS
ORF AGENTS SHALL NOT BE RESFONS/BLE FOR
THE ACCURACY OR COMPLETENESS OF ELECTRON/IC
COPIES OF THIS FPLAN SHEET.

12-31-09
P.
ELECTRICAL

ALL DIMENSIONS ARE 1IN
METERS UNLESS OTHERWISE SHOWN

LIGHTIN

(TEMPORARY)
SCALE 1:500

E-35

=> 03-MAY-2010

DATE PLOTTED

LAST REVISION

O0-00-00| TIME PLOTTED => 14:45

BORDER LAST REVISED 3/1/2007

USERNAME => frpierce
DGN FILE => 71218vua035.dgn

RELATIVE BORDER SCALE O 20 40 60 80
IS IN MILLIMETERS \ | l \ |

CU 07383 EA 1218V1



Dist| COUNTY ROUTE FOTAL PROJECT SﬁiET §§EE¥S
LA .8/58.
PROJECT NOTES (THIS SHEET) O 0 00.8758.0 ] 555 869
] INSTALL 12.2 m WOOD POLE WITH 4.6 m LUMINAIRE ARM, var %f// o> (/8/08
REUSE EXISTNG 310 W HPS LUMINAIRE. (SEE SHEET E-37 FOR DETAILS). 7oAISTEREDLELECTRICAL ENGINEER ah
2] INSTALL 41C RISER AND 2#6. 015604
(SEE SHEET E-37 FOR DETAILS). 5-3-10 No.
STRAPPED TEMPORARY 41C TO TEMPORARY PLANS APPROVAL DATE «J.2-31-09
- 3| INSTALL TEMPORARY 41C, 2#6 AND 1#8 (G) ALONG TEMPORARY RAILING. RAILING AT 0 m INTERVALS, THE STATE OF CALIFORNIA OF 175 OF FICERS ELECTRICAS
S (SEE DETAIL "A" THIS SHEET). THE ACCURACY OR COMPLETENESS OF ELECTRONIC
R] COPIES OF THIS FPLAN SHEFE 7.
o 4] INSTALL 2#6 OVERHEAD CONDUCTORS WITH 6.1 m MINIMUM CLEARANCE. W 5
()
| o 5] INSTALL 12.2 m WOOD POLE. WORK
o (SEE SHEET E-37 FOR DETAILS). ZONE
s 11 11
> | w (DETAIL "A" )
= NO SCALE
T e
5
215
— Q-
L
20 eBl AZ] N T N eBe A2
LuJ R
- e T
>
el B
=
T | ()
1= L]
DR e
S| o
< L T
OO ()]
o~
O
(2]
=
.=
ol »n
N —
<
Z o
S|o>
= Exist PP No. 100289M——,
=
S
=
'%—: pr
2 O
2 m
< O N T N e O\ e e e s AT ) el
— uu .....
oAl e N T N e
=
|
E po—
o L.
5 & GENERAL NOTES (THIS SHEET) .
N - 1. [RC] TEMPORARY LIGHTING, PULL BOXES, OVERHEAD CONDUCTORS, v
- F SERVICE EQUIPMENT ENCLOSURE, AND FOUNDATION AFTER Exs
= CONSTRUCTION WORK IS COMPLETED AND AS DIRECTED BY THE ENGINEER. p
§ 2. BACKFILL EXPOSED EXCAVATIONS WITH MATERIAL EQUIVALENT TO ALL DIMENSIONS ARE 1IN ;?
= THE SURROUNDING MATERIAL AND AS DIRECTED BY THE ENGINEER. METERS UNLESS OTRERWISE SHOWN 2 0
= g 3. FOR EXISTING 120/240 V TYPE III1-BF SERVICES SEE SHEET E-35. 55
L EXISTING LIGHTING SHALL NOT BE REMOVED UNTIL Wy
Ny .h THE TEMPORARY LIGHTING IS IN PLACE AND OPERATIONAL. 25
|—
= E SCALE 1:500 I
v FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA, 2T
'l' SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE. E-36 N
0 THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY. o
1 O
BORDER LAST REVISED 3/1/2007 RELATIVE BORDER SCALE 0 - 10 e0 80 USERNAME => frpierce CU 07383

IS IN MILLIMETERS

| | | | | DGN FILE => 71218vua036.dgn

EA 1218V1



Dist| COUNTY ROUTE T PROJECT SHNEoE.,T STHOETEATLS
] 07 LA 5 50.8/58.0 | 556| 869
NOTES: LUMINAIRE SHALL BE INSTALLED SO THAT A
ROADWAY SIDE IS TILTED UPWARD 78 mm %M/Mn 778,08
1. ALL OVERHEAD CABLE SHALL BE SLACK SPANNED WITH FROM THE HORIZONTAL (w}mgrmg@(/égmmcm “NCINEER
6.1 m MINIMUM OVERHEAD CLEARANCE.
5-3-10
 CONPORM 70 THE STANDARD SPECIFCATIONS REQUIREMENT e A =
’ THE STATE OF CALTFORNIA OF 7S OFF/CERS
OF AGENTS SHALL NOT BE FRESPONS/ELE FOR
% 3.: LUMINAIRE SHALL HAVE INTEGRAL BALLAST 51 mm STANDARD PIPE CROSS 1 m LONG THE ACCURACY OF COMFLETENESS OF FLECTRON/C
N ° COPIES OF THIS FPLAN SHEFE 7.
- A N
4. OVERHEAD CONSTRUCTION NOT SIGNIFICANTLY COVERED HERE ON SHALL
18 CONFORM WITH THE PROVISIONS OF GENERAL ORDER No. 95 " OVERHEAD — TEMPORARY LUMINAIRE AND MAST ARM
o | v ELECTRICAL LINE CONSTRUCTION". OF PUBLIC UTILITIES COMMISSION. // AS SHOWN ON PLANS
= Q 53 mm STANDARD PIPE MAST AR
J . —
> Lol
= % 2 77\ 2 No. 6 OVERHEAD LIGHTING CONDUCTORS
D & T
= CONDUCTORS TO BE
INSTALLED WHEN REQUIRED
" 240 V OR 480 V LIGHTING
b OVERHEAD CONDUCTORS
o | o
= | D
— (A
Ll |y 41C RISER INSTALLED WHEN REQUIRED
Lo
P )
-
L1 m
22| o
Sz ¢ T
il v O
Sal| S -
O
=
— ~_1H
|_
§ - 1.22 m | é —
> 25.4 mm X 102 mm LAG SCREW =
L D &
12.2 m WOOD POLE
=1 TAPERED N a
N WASHER o
<
S| >
=
=
E \
unﬁ )<~———10 mm X 76 mm
STEEL PLATE
% \
= >5 4 mm X 51 mm BOL 25.4 mm X 51 mm BOLT
E pr
S o TAPERED WASHER
2w
=T 25.4 mm X 102 mm LAG SCREW
" Q)
|_
z 2
= WIND ANCHOR
| e Y
E i TO BE INSTALLED PERPENDICULAR TO MAST ARMS W/E 7,
W < AND 0.61 m MIN BELOW GRADE
m QN ~\—\
|
- - = Y TO LIGHTING
= PULL BOX
= POLES SHALL BE INSTALLED 1.5 m WHEN REQUIRED METEARLSL SNILMEES'\'SSISTNHSERAV\TIESEINSHOWN
< FROM EDGE OF SHOULDER AND AS DIRECTED
— BY THE ENGINEER
S g TEMPORARY LIGHTING i%%%?%
s ~h WOOD POLE (TEMPORARY)
L)
= B (WOOD POLE INSTALLATION DETAILS)
|_
n NO SCALE
8 E-37
THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY.

=> 03-MAY-2010

DATE PLOTTED

LAST REVISION

02-28-08]| TIME PLOTTED =) 14:45

BORDER LAST REVISED 3/1/2007

RELATIVE BORDER SCALE O 20 40 60 80 USERNAME => frpierce CU 07383 EA 1218V]
IS IN MILLIMETERS | | | | | DGN FILE => 71218vua037.dgn




Dist| COUNTY ROUTE AL PROJEST | No. | SHEETS
PROJECT NOTES (THIS SHEET)
CONDUCTOR AND CONDUIT SCHEDULE Of LA 5 50.8/58.0 | 557 | 869
1] RS|INSTALL STATE-FURNISHED MODEL 170 2
CONTROLLER ASSEMBLY ON MODEL 334 FOUNDATION. CQVE\BIEE CONDUCTOR RUN /1\ /2\ /3\ /AN /5\ /6\ /7\ @ & %Mo 7/8/08
LOCATION WILL BE DETERMINED BY THE ENGINEER. KPGNNEREQALECTRMAL ENGINEER
9CSC |RAMP SIGNAL T(N) 1(N)[ 1(N)
2| IRCIEXISTING PULL BOX AND CONDUCTORS |AB| EXISTING CONDUIT. 5CSC IMETER-ON SIGN TN T (N) [ 1(N)
31 e DEMAND DETECTOR 2(N) 2(N)| 2(N) F%ANzlﬁ;&gMLEMTE
EXISTING PULL BOX. INSTALL NEW PULL BOX AT SAME LOCATION. SASSAGE DETECTOR >N >N 2(N) LLANS APPROVAL DATE
0 2] INSTALL 53C. 1 DLC IN CONCRETE BARRIER COUNT DETECTOR ON-RAMP T(N) 1(N) OR AGENTS SHALL NOT BE RESPONSIBLE FOR
Q , : DLC [COUNT DETECTOR OFF-RAMP [1(N) T(N)[ 1 (N) THE ACCURACY OF COMPLETENESS OF ELECTRONIC
S 5| INSTALL TYPE 1-A WITH TP-1-T MOUNTING AND LED METER-ON SIGNS. QUEUE DETECTOR 2IN) | 2(N) %
SEE DETAIL SHEET E-46 MAIN LINE DETECTOR 5(N) 5(N)| 5(N) ¢
N " #6  |SIGNAL SERVICE 2(N) [2(N) }7//
= & R 1 EaTIPMENT ENCLOSURE WTHS #10 rdc SERVICE 2(N) | 2(N) D
-~ |z SE : O
| & 100 A, 2P, CB - MAIN 4#19 [TWISTED PAIR CABLE 2 1(N)| 2(N) _ %
> L _ - O
HE ?2 i 112 CcBB Féi“i@ TR CONDUIT SIZE 78(N)53(N)[78(N)[B3(E) 53(N)T8(N)78(N)[S3(N) [S3(N)| S3(N o &
30 A, 2P, CB - FWY LIGHTING % SEE SHEET E-4 FOR CONDUIT INSTALLATION Exist PP No. 680036H e
20 A, 1P, CB - IRRIGATION yavs
15 A, 1P, CB - TYPE V PEC 4\[12 T/ =
N ADDRESS: 7702 !/5 HOLLYWOOD WAY SN
< ID No. 07-053-0005-32.251 - o |
o | FOR REFERENCE ONLY SEE SHEET E-4 FOR SERVICE REMOVAL AND S
2 NEW INSTALLATION. =
pd |
=R /] ABIEXISTING LOOPS AND L
1 N V)
o) INSTALL NEW TYPE E ]
o LOOPS. SEE DETAIL SHEET E-46. b
T
81 INSTALL TYPE 1-A WITH TV-1-T AND =
SV-1-T MOUNTING. -
SEE DETAILS SHEET E-46. :
Lo
. 9| INSTALL TYPE 1A WITH TV-2-T AND =
0| o SV-1-T_ MOUNTING ON CONCRETE BARRIER. 7
2| a SEE DETAIL "A". _
=il I O
Juld EXISTING SIGNAL EQUIPMENT COMPLETE <
OO (&) O [Re——
11 INSTALL 53C, 1 DLC. v
‘ g ﬁ%ED STATUS LIGHT TYPE 1-A
12| |Rc| EXISTING TELEPHONE CABLE. ) ~200m
. < 3 SECTION UPPER
% 13] INSTALL 1 DLC. = 3-300 mm
= FOR CONDUIT AND PULL BOX 2 TV-2-T
pj i) IN THE BRIDGE SEE SHEET E-62. L 2 SECTION
=1 2-300 mm
27 SV-1-T
<C
- ]
O > [
—
=
L O
FOR CONTINUATION OF EXISTING CONDUIT =
SEE SHEET E-39. T 5 CONCRETE
— 0 Y BARRIER
= nh =
S T E [} ]
= %) > DETAIL A
= = o’ o 78C 78C
= b NO SCALE
2 O = |
w mm _ |
= s LI e 522
EE C‘) <t ' _— L e e e [o....
—| L T e B R L >23
5 Q % R e e T e SB OFF RAMP’
o -
| (D S _
| L <
<T =
a .
o <« g
T~ < e N T 0
< Pl NG =
= o -
s ROUTE 5 527 523 N
L | | | | | 1 | il
— |_||:
<T O o
© g ALL DIMENSIONS ARE 1IN 7
L 'h METERS UNLESS OTHERWISE SHOWN w
<< —
L B O+
EB MODIFY RAMP METERING SYSTEM e
n FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA, SCALE 1:500 =
'l' SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE. " E-38 SN
=
L) THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY. o
BORDER LAST REVISED 3/1/2007 RELATIVE BORDER SCALE O 20 40 60 80 USERNAME => trpierce

IS IN MILLIMETERS | | | \ |

DGN FILE => 71218vua038.dgn

CU 07383

EA 1218V1



=> 03-MAY-2010

DATE PLOTTED

Dist| COUNTY ROUTE FOTAL PROJECT |~ No. | SHEETS
07 LA 5 50.8/58.0 | 558| 869
PROJECT NOTES (THIS SHEET) g
e [~ 7/8/08
1| INSTALL STATE-FURNISHED MODEL 170 CONTROLLER ASSEMBLY 'STEREQELECTRICAL ENGINEER
ON MODEL 334 FOUNDATION. LOCATION WILL BE DETERMINED CONDUCTOR AND CONDUIT SCHEDULE @é
BY THE ENGINEER. k
CABLE z 2
CONDUCTOR RUN 5=3-10
2| |RC| EXISTING PULL BOX AND CONDUCTORS [AB| EXISTING CONDUIT. AWG /1\ /2\ /3\ /4\ A\ /A /7\ A ) PLANS APPROVAL DATE
9CSC |RAMP SIGNAL 3(N)|3(N)2(N)[2(N)|2(N) T(N) T M 1 M T M THE STATE OF CALIFORNIA OR ITS OFFICERS
© | | 3] |RC EXISTING PULL BOX. INSTALL NEW PULL BOX AT SAME LOCATION. 5CSC [METER-ON SIGN 1(N) 1(N) Ml e o L e
N DEMAND DETECTOR 3(N)| 3(N)| 3(N)|3(N) R81 < ! COPIES OF THIS PLAN SHEET.
S 41 INSTALL 53C, 1 DLC IN CONCRETE BARRIER. PASSAGE DETECTOR 3N 3N 3(N)] 3(N) — 5 y PV%
COUNT DETECTOR ON-RAMP [ 1(N)|1(N) -
[
- | & 5| |RC| EXISTING PULL BOX AND COUNT STATION. OLC [COUNT DETECTOR OFF-RaMP [1 (NI (NI T (NI (VT (V) TN oA HEADS =
= QUEUE DETECTOR 3(N) B3(N) o
- | 3 6| INSTALL TYPE 1-A WITH TP-1-T MOUNTING AND LED METER-ON SIGNS. SHALL BE CENTERED ‘
ol B SEE DETAILS SHEET E-46. MAIN LINE DETECTOR 5(N)[5(N)[5(N)[5(N)[5(N) OVER EACH L ANE
= | w COUNT DETECTOR HOV T(N) [ T(N) [T (N)]1(N) o
x| = 7| EXISTING 120/240 V TYPE III-BF METERED #6 |SIGNAL SERVICE 2(N) 2(N) 1(N) | *——SFi/E_E% —STTAIFZSO(%IEnI_rInT
SERVICE EQUIPMENT ENCLOSURE TO REMAIN WITH: 4#19 |TWISTED PAIR CABLE 1(N) | 9 =
100 A, 2P, CB — MAIN 2= 78(N)53(NJ53(N)78(N)T8(NIE3(Nf78(N] = "o =
20 A, 1P, CB - IRRIGATION CONDUIT SIZE 78(N)J23(N ~| DETAIL "A =
L 15 A, 1P, CB - TYPE V PEC i S| roaoway
ok 40 A, 1P, CB - RAMP METERING I <> S DUADWAT e
ol ADDRESS: 7811 !/, HOLLYWOOD WAY
> | 5 ID No. 07-053-0005-32.42 M.
= = O Uuk_
W | 8| |RC| EXISTING PULL = 0
N A BOX AND CONDUCTORS AND w FOR CONTINUATION OF EXISTING CONDUIT Sz
= CCl EXISTING 53C CONDUIT. x( SEE SHEET E-38. _
9| |RS|EXISTING TYPE 23 STANDARD 2
AND SIGNAL EQUIPMENT. sE
INSTALL TYPE 27-4-161 L
STANDARD WITH 12.2 m SIGNAL -’
L] MAST ARM. SEE DETAIL "A".
L] m
%S - 10| |AB| EXISTING LOOPS AND
S5 | = INSTALL NEW TYPE E LOOPS. = "™
vl SEE DETAILS SHEET E-46. e -
11| INSTALL 53C, 1 DLC.
12| INSTALL 1 DLC.
N FOR CONDUIT AND PULL BOX
O IN THE BRIDGE SEE SHEET E-62. ey S e,
E - 13 INSTALL 53C AND 2-9CSC. NG __________________________ e e e e L S Nt 7 """""""""""" s e s e s 7 --------- e T e e g ) e
o < e et e e e e - e et e s et et e e e e s et e e et e e e e e e I e e e e e e e e i e e e G e R e e e e e e e e e s e e s e e e e s e e TN
% ¥ 14| INSTALL 53C, 1 DLC, 1-9Csc. X
= - 15| INSTALL TYPE 1-A WITH Tv-1-T - R e T T T T T T T I
o > AND SV-1-T MOUNTING. SEE | G e I
z DETAILS SHEET E-46. TR N B2 o ROUTE .5 522 523
2 e e e
= 16| INSTALL TYPE 1-A WITH TV-1-T * L : ' . ' ‘ ‘
AND SV-1-T MOUNTING ON
TOP OF CONCRETE BARRIER.
SEE DETAILS SHEET E-46.
= <~
S L NP ;
EE ::: _JE%,, B , nm,w,Fiﬂﬂ ___________ 1zl . L L .mmmmmmmmmwmu7~wm~w~m~wwwm~wwm~~m~w~»HJE]
— (€ It o i T e e ceneeene et DI UL |
2 o s VTS T:wigw 2+40 Ve 12] | NB ON RAM ________ Im
= =Tk = e | (D e 1 T ——— |69
— m [:~:) <~> . ‘ — 4 NSt e /I/j """"""""" - Z T
= = Su—
az| L. 9
o L 2
S <
| G -
- 22 m TO LIMIT LINE
<T
EE PR ) EEY : P
S B ? : . .
e e 53C, 1 DLC, 1-9CSC IN CONCRETE BARRIER
S | < GLENOAKS Blvd ALL DIMENSIONS ARE IN
L - METERS UNLESS OTHERWISE SHOWN
W -
Ll = B E
:B |5z MODIFY RAMP METERING SYSTEM
o L
= - SCALE 1:500
~|i FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA, <= E-39
Lj SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE. =~ THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY.

02-27-08| TIME PLOTTED =) 14:46

LAST REVISION

BORDER LAST REVISED 3/1/2007 RELATIVE BORDER SCALE 0 20 10 e0 80 USERNAME => frpierce CU 07383 EA 1218V1
IS IN MILLIMETERS | | | | | DGN FILE => 71218vua039.dgn




Dist| COUNTY ROUTE AL PROJECT | 'No. |SHEETS
FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA, 07| LA 5 50.8/58.0 | 559 | 869
SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE. S
/;%;Az,v// o> 1/8/08
PROJECT NOTES (THIS SHEET
CABLE
awG | CONDUCTOR RUN A\ A AL A | A A A 5-3-10
1| EXISTING MODEL 170 CONTROLLER ASSEMBLY TO REMAIN. 9CSC [RAMP SIGNAL >N ADREID PLANS APPROVAL DATE
5CSC IMETER-ON SIGN Z(N) Z(N) 2(N '](N) THE STATE OF CALTFORNIA OR 7S OFFICERS
g 2| |RC| EXISTING PULL BOX AND INSTALL NEW PULL BOX AT SAME LOCATION. SEMAND DETECTOR 5N ) AOREIN e GCtLRACT o TomPr e TeNESs OF 21 Er TroniC
COFPIES OF THIS FLAN SHEET.
N 3] INSTALL TYPE 1-A WITH TP-1-T MOUNTING AND LED METER-ON SIGN. PASSAGE DETECTOR 2{N) 2(N) | 1(N)
SEE DETAIL SHEET E-46. COUNT DETECTOR ON-RAMP [T(N) 1(N)
i DLC |QUEUE DETECTOR 2(N)| 2(N) | 2(N)
= 4] EXISTING 120/240 V TYPE I11-BF METERED |B_OFF_COLMT_DETECTOR T(N) 1(N) ;gﬁ; 1(N) |T(N)
0| & SERVICE EQUIPMENT ENCLOSURE WITH: 5EN) 5§N) ( S5(N)
~ 100 A, 2P, CB - MAIN COUNT DETECTOR HOV T(N) T(N) [ 1(N)
2l = 15 A, 1P, CB - CCTV #6  |SIGNAL SERVICE 2IN)T2(N) T2(N) J2(N)
- 2-30 A, 2P, CB - LIGHTING #10 [tdc SERVICE 2(N)[2(N) | 2(N) [2(N)
15 A, 1P, CB - TYPE V PEC 4#19 [TWISTED PAIR CABLE 1(N)
RC|40A CB AND INSTALL 30 A 1P, CB - RAMP METERING 5=
ADDRESS: 10514!/,ROSCOE Blvd CONDUIT SIZE 53(E)[53(E)53(N)B3(N)53(N)|53(E)53(E)| 53(E)|53(E)|78(N)
2 ID No. 07-053-0005-33.191
—
Sy 5| [AB|EXISTING LOOPS AND INSTALL NEW TYPE E Cxist PP No. 214456M
z| = LOOPS. SEE DETAIL SHEET E-46.
Ly
A 6] INSTALL TYPE 1-A WITH TV-2-T AND
" SV-1-T MOUNTING WITH SIGNAL HEADS.SEE DETAILS SHEET E-46.
= Exist PP No. 523961
RC] SIGNAL MOUNTINGS AND HEADS. INSTALL TV-1-T AND SV-1-T MOUNTING WITH SIGNAL HEADS
ON EXISTING TYPE 1A POLE. SEE DEATILS SHEET E-46.
8| INSTALL 41C, 2#10 tdc SERVICE.
oo % 9] [RCJEXISTINC dlc AND INSTALL 1 DLC.
= o
< ™D
Sz | 10| INSTALL 2#6 (RAMP METER SERVICE), 2#10 (+dc SERVICE).
O — (&
su| T 11] INSTALL 41C, 4#19 TELEPHONE CABLE.
o
O
W
=
|2
ol w
N —
<
- o
o >
=
O
=
0
=
S
|—
= &
2| 9
2
=Z &
= L
w| @
o
|—
g 2
|°<:_= LL.
| bl
S <C =
. E GENERAL NOTES (THIS SHEET) :
< 1. [RC| EXISTING CONDUCTORS AND INSTALL NEW PER CONDUCTOR SCHEDULE. T
& ol
= ALL DIMENSIONS ARE IN 29
= g METERS UNLESS OTHERWISE SHOWN =
(& —
Lcs.h MODIFY RAMP METERING SYSTEM oy
L) O -
= B SCALE 1:500 E
—
N E-40 [=%
Q THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY. 5 S
BORDER LAST REVISED 3/1/2007 RELATIVE BORDER SCALE 0 = 10 o o0 USERNAME => trpierce CU 07383

IS IN MILLIMETERS | | | | | DGN FILE => 71218vua040.dgn

EA 1218V1



=> 03-MAY-2010

DATE PLOTTED

Dist| COUNTY ROUTE T PROJECT SHNEET STHOETEATLS
PROJECT NOTES (THIS SHEET) CONDUCTOR AND CONDUIT SCHEDULE LOCATION 1) | 1 O.
CABLE | 07 LA 5 50.8/58.0 |560| 869
1| RLIEXISTING MODEL 170 CONTROLLER ASSEMBLY TO NEW LOCATION. AWG CONDUCTOR RUN /1\ /2\ /3\ /4\ /5\ /6\ /7\ A g
9CSC |RAMP SIGNAL 1(N) 1(N) T(N) %4/ R 7/8/08
2| |RCl EXISTING PULL BOX AND INSTALL NEW PULL BOX AT SAME LOCATION. 5CSC |[METER-ON SIGN 1(N) 1(N) %@’ISTERED%LECTRICAL ENGINEER
3] INSTALL TYPE 1-A WITH TP-1-T MOUNTING AND LED METER-ON SIGN. DEMAND DETECTOR 1IN) 1{N) 1IN) 1(N)
PASSAGE DETECTOR T(N) 1(N) 1(N) 1(N) 5-3-10
SEE DETAIL SHEET E-46.
COUNT DETECTOR ON-RAMP | 1(N) T(N) 1(N) 1(N) SLANS APPROVAL DATE
4| NEW TYPE III-BF 120/240 V METERED DLC |COUNT DETECTOR OFF-RAMP |1(N) 1(N) 7(N) 1(N) ) THE STATE OF CALIFORNIA OF ITS OFFICERS
S SERVICE EQUIPMENT ENCLOSURE WITH: QUEUE DETECTOR T(N) | T Gttt e reited o L T eonie
N 100 A, 2P, CB - MAIN 9| RCIEXISTING PULL BOX AND MAIN LINE DETECTOR 5(N) 5(N) 5(N) 5(N) | 5(N) COPIES OF THIS PLAN SHEET.
o ? ? j #6 SIGNAL SERVICE 2(N) | 2(N) 2(N)
30 ASTF% CB RAMP METERING (x:EXISTING CONDUIT
O 20 A, 1P, CB - IRRIGATION " #10 [TDC SERVICE 2(N)| 2(N)
o | v 30 A, 2P, CB - FWY LIGHTING 10| EXISTING 120/240 V TYPE III-BF METERED| 4#19 [TWISTED PAIR CABLE . . 1(N) 2(N)
= | G 30 A, 2P, CB - SIGN LIGHTING SERVICE ~ EQUIPMENT ENCLOSURE WITH: CONDUIT SIZE o 53(N
Al e 20 A, 1P, CB - DEMARCATION 100 A, 2P, CB - MAIN 78(N)53(N)T8(N)[53(NJBE3(N)|53(N)53(N)|[78(N) (N)B3(N)78(N)
s 15 A, 1P, CB - TYPE V PEC 2-30 A, 2P, CB - LIGHTING
s g ’ | e a 1P CB - TYPE V PEC % SEE SHEET E-11 FOR INSTALLATION. 11| EXISTING MODEL 170 CONTROLLER 14| [RC|2#8 AND INSTALL 2#6 (SERVICE) AND 2#2 (CCTV). SEE E-79.
ADDRESS: 10811 !/, ROSCOE Blvd 3 3 ASSEMBLY TO REMAIN.
ID No. 07-053-0005-33.60 15 A, 1P, CB -CCTV
“OR REFERENCE ONLY 20 A, 1P, CB - IRRIGATION 12| INSTALL 53C, 1 DLC. 15| INSTALL 53C STUB OUT AND LOOP HOME RUN AS SHOWN IN THE
TRAFFIC SIGNAL PLANS PROVIDED BY THE ENGINEER. SEE
SEE E-11 FOR INSTALLATION RCl: 40 A, 1P, CB - RAMP METERING
ADD: 30 A, 1P, CB - RAMP METERING 13| RCEXISTING tdc, PULL BOX, AND CONDUCTORS SHEETS E-113, E-114 AND E-115 FOR INSTALLATION DETAILS.
% 51 [RC| EXISTING PULL BOX AND CONDUCTORS " o o ra Mt INSTALL NEW RISER AND TELEPHONE CABLE
b ADDRESS: 8370 !/, SUNLAND Blvd
. PER TELEPHONE COMPANY REQUIREMENTS.
O | W AB| EXISTING CONDUIT., ID No. 07-053-0005-33.68
> 5 AB[UNUSED CONDUIT.
= | & 6| |AB| EXISTING LOOPS AND INSTALL NEW TYPE E LOOPS.
=4 SEE DETAILS SHEET E-46.
1
w 71 |RCl EXISTING TV-1-T MOUNTING AND SIGNAL HEAD.
I INSTALL TV-2-T MOUNTING WITH SIGNAL HEADS
ON EXISTING TYPE 1-A POLE.
SEE DEATILS SHEET E-46.
8| Rcl EXISTING CONDUCTORS AND INSTALL
| 1-44#19 TWISTED PAIR CABLE.
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= CABLE
2 o [ae] cowweroman  In[A[A[A]A
| L. 9CSC |RAMP SIGNAL 1(N) 1(N)
ol L. 5CSC [METER-ON SIGN T(N) [1(N)
o < DEMAND DETECTOR T(N) T(N)
PASSAGE DETECTOR 1(N) 1(N)
N -
- COUNT DETECToR oN—RAWE T (N) o) 2#8 AND INSTALL 2#6 (SERVICE).
< DLC |[COUNT DETECTOR OFF-RAMP [1(N) T(N) | 1(N)
= QUEUE DETECTOR 2(N) | 2(N)
S MAIN LANE DETECTOR 5(N) SINT T 5(N)
- #6  |SIGNAL SERVICE 2(N) ALL DIMENSIONS ARE IN
= 4#19 |TWISTED PAIR CABLE 1(N) METERS UNLESS OTHERWISE SHOWN
L
N CONDUIT SIZE 2- MODIFY SIGNAL (CITY)
= SIS R MODIFY RAMP METERING SYSTEM
— FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA,
SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE. SCALE 1:500 E-41
'lL" THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY.
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NEW CONDUCTOR AND CONDUIT SCHEDULE Dist| COUNTY ROUTE KILOMETER POST [SHEET| TOTAL
07 LA 5 50.8/58.0 | 561| 869
CABLE .
o] _comveron v A [AA JAJATAIA] A
PROJECT NOTES (THIS SHEET) 5c5C RANP STGNAL 1 /QZ;ML/ o> 1/8/08
1] [RUEXISTING MODEL 170 CONTROLLER ASSEMBLY TO NEW LOCATION. 5CSC [METER-ON_SIGN 2 2 2 1 [F 1 TEREELALECTRICAL ENGINGER
EXACT LOCATION WILL BE DETERMINED BY THE ENGINEER. 9CSC |FLASHING BEACON 1 1 1
DEMAND DETECTOR 1 5-3-10
2| |RCIEXISTING PULL BOX AND INSTALL NEW PULL BOX AT SAME LOCATION. SASSAGE DETECTOR 7 SLANS APPROVAL DATE 12-31-09
ELECTRICAL
© 3] INSTALL TYPE 1-A WITH TP-1-T MOUNTING AND LED METER-ON SIGN. COUNT DETECTOR ON-RAMP 1 1 1 D atiwrs i) et syl i on
o SEE DETAILS SHEET E-46 DLC QUEUE DETECTOR 2 2 2 THE ACCURACY OF COMPLETENESS OF £LECTRONIC
N " COPIES OF THIS FPLAN SHEE T,
~ B NB OFF COUNT DETECTOR 1 1 1
S 4| EXISTING 120/240 V TYPE II11-BF METERED S5 OFF COUNT DETECTOR 1 :
SERVICE EQUIPMENT ENCLOSURE TO REMAIN WITH:
o 100 A 2P. CB - MAIN MAIN LINE DETECTOR 10 10/ 5 1 ,
= | & 3 ? SIGNAL SERVICE > > > Exist PP No. 705765H
= 2-30 A, 2P, CB - FWY LIGHTING #6 2 )
o | o 15 A, 1P, CB - TYPE V PEC 4#19 | TWISTED PAIR CABLE 1
g L 30 A, 1P, CB - RAMP METERING CONDUIT SIZE 2%8 53 178 53 78 53 53 53
i ADDRESS: 11271 '/, PENROSE S+ STA 550+00
= ID No. 07-053-0005-34.30
5| |IRCIEXISTING PULL BOX AND CONDUCTORS
AB|EXISTING CONDUIT.
< 5
ol ~ INSTALL 53C, 1 DLC.
L
=1 D
= - 7| |IRC|EXISTING TYPE 1-A POLE AND SIGNAL EQUIPMENT.
2|
" 8| |RC|EXISTING 2#8 AND INSTALL 2#6 SERVICE.
0
9| |RC| 4#18 TELEPHONE CABLE AND INSTALL 1-4#19 TWISTED PAIR CABLE.
1@ INSTALL TYPE 1-A POLE, TV-2-T AND SV-1-T MOUNTINGS WITH SIGNAL HEADS. SEE DETAILS SHEET E-46.
gfé > 11| |RC| EXISTING CONDUCTORS AND INSTALL 2#6 (SERVICE), 2-5CSC (METER-ON), 2 DLC.
=
T | ()
Sz | 12| INSTALL TYPE 1-A FLASHING BEACON WITH W3-3 SIGN. SEE DETAILS SHEET E-46.
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= GENERAL NOTES (THIS SHEET) A
o o
o 1. BACKFILL EXPOSED EXCAVATIONS WITH MATERIAL EQUIVALENT TO ol
5 g THE SURROUNDING MATERIAL AND AS DIRECTED BY THE ENGINEER. ALL DIMENSIONS ARE IN 55
s .h 5 METERS UNLESS OTHERWISE SHOWN E;
<< —
Ll B a -
:B MODIFY RAMP METERI SYSTEM T
— = O
n FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA ] 2
'l' SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE. ’ SCALE 1:500 E —ég N
l‘ THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY. 2 o
R ®)
BORDER LAST REVISED 3/1/2007 RELATIVE BORDER SCALE O 20 40 60 80 USERNAME => trpierce
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. KILOMETER POST |SHEET| TOTAL
CONDUCTOR AND CONDUIT SCHEDULE (LOCATION 1) | Dist| COUNTY | ROUTE TOTAL PROJECT | No. |SHEETS
CABLE 0 07 LA 5 50.8/58.0 | 562| 869
awG | CONDUCTOR RUN AN A A AN AN | AN AN .
9CSC |RAMP SIGNAL 2(N) | 2(N) | 1(N) jﬁd)u_// o 7/8/08
5CSC |[METER-ON SIGN T(N) [ 1(N) | T(N) T(N) WISTEREDU{LECTRICAL ENGINHEARTE
DEMAND DETECTOR 2(N) [ 2(N) [ T(N)
PASSAGE DETECTOR 2(N)[ 2(N) [ 1(N) 5-3-10
COUNT DETECTOR ON-RAMP |1(N)| T(N) T(N) PLANS APPROVAL DATE
DLC
= QUEUE DETECTOR 1(N) DR AZENTS SHaLL NOT BE RESPONSIBLE FoR
N MAIN LINE DETECTOR 5(N) [ 5(N) 5(N)[ 5(N) |5(N) CopiES oF Twis PiaN sweer.
S COUNT DETECTOR HOV T(N)[ 1(N)| T(N)
= #6  |SIGNAL SERVICE 2(N) 2(N) PROJECT NOTES (THIS SHEET)
o | O #10 [fdc SERVICE 2(N) ] 2(N) 5| EXISTING 120/240 V TYPE [11-BF METERED SERVICE
o | & CONDUIT SI7F , EQUIPMENT ENCLOSURE WITH:
H |« - 100 A, 2P, CB - MAIN
= | 53(E)[53(E)53(E)1(E)53(N) [18(N)|53(N)|53(E) [53(E) 2-30 A, 2P, CB - FWY LIGHTING
= 15 A, 1P, CB - TYPE V PEC
PROJECT NOTES (THIS SHEET) 15 A, 1P, CB - CCTV
1 FEXISTING MODEL 170 CONTROLLER ASSEMBLY TO REMAIN. A RC|40 A, CB AND IN?/TALL 30 A, 1P, CB - RAMP METERING
ADDRESS: 11520 ', TUXFORD St
2 | [IRCIEXISTING PULL BOX AND INSTALL NEW PULL BOX AT SAME LOCATION. 3 ID No. 07-053-0005-34.800.
v 13 LOCATION 1
o | - 3| INSTALL TYPE 1-A POLE WITH TP-1-T MOUNTING AND LED METER-ON SIGNS, 6 | |RCIEXISTING PULL BOX AND CONDUCTORS, |AB|EXISTING CONDUIT
= | Y SEE DETAILS SHEET E-46.
z | sch , 7 | |AB|EXISTING
N 4 | EXISTING 120/240 V TYPE III-BF METERED SERVICE EQUIPMENT ENCLOSURE
518 [ oA CONDUCTOR AND CONDUIT SCHEDULE (LOCATION 2) et
L 100 A, 2P, CB - MAIN o 7 e EXISTUTEEE e CABLE| CONDUCTOR RUN /\ NEW TYPE E
= 3-30 A, 2P, €3 - FWY LIGHTING | AL NDERGHOUND 7 s FENAN A ANAN AN AS | AR A8 A9 NEW TYPE ]
15 A, 1P, CB - TYPE V P " e e LS5 et 9CSC |RAMP SIGNAL 1T (N) [ TN 1(N) 2EaalL SHEET
RC|40 A, CB AND INSTALL 30 A, 1P, CB - RAMP METERING P o 9CSC [FLASHING BEACON 1(N) 1(N) “
ADDRESS: 11520 !/, TUXFORD St - Ny e e R P ——— 5CSC |[METER-ON SIGN 1(N) T(N)| 1(N) T(N) T8 INSTALL TYPE
. ID No. 07-053-0005-34.800. DEMAND DETECTOR TIN) [ TIN) [ T(N) 1-A POLE WITH
= PASSAGE DETECTOR T(N) | TIN) | 1(N) TV-2-T AND
SO COUNT DETECTOR ON-RAMP | T(N)[T(N] SV-1-T MOUNTING
SR DLC  [COUNT DETECTOR OFF-RAMP |2(N) T(N) [1(N)|  AND SIGNAL HEADS.
vl SEE DETAILS
o6l S QUEUE DETECTOR 2(N) 2(N) 2(N) SHEET E-46.
MAIN LINE DETECTOR 5(N) 5(N) 51 RA EXISTING
#6  |SIGNAL SERVICE 2(N) 2(N) 2(N) CONDUCTORS
o #10  |+dc SERVICE 2(E)| 2(E) UNLESS
= 5= OTHERWISE
: CONDUIT SIZE 53(E)53(N)| 78(N)[78(N)53(N)41(E)41(E)|41(E) [41(E)|53(N) SHOWN.
L D ...........................................................................................................
o
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J '— ..............................
=1 s | L UNCTR
ol > 560 %
— cenamerensteensranmenseenreensans sevniessrisimeeninial  Beresesirererss cesressseessesmnssenstesses teseressitesismestoetistias eseteesiresieneniieesinnranns
O T
=z v e e e el - = -
7 L [ S
S . B - N
= Exist TELEPHONE 560 : q‘
IE z U N D E R G R O U N D o P .:5 . 1o = ! - SR W % —
S ¢ VAULT SERVICE A AW A b S S "
% o TO REMAIN p . '( T —— e . (, o~ ________ Vo (T)
—| L | | o ‘ ' . PROJECT NOTES (THIS SHEET)
L
5 Q LEXISTING TELEPHONE CABLE TO REMAIN
|_
E 2 RC| SIGNAL EQUIPMENT. INSTALL TV-2-T AND SV-1-T
=W MOUNTINGS WITH SIGNAL HEADS ON NEW
= ™ TYPE 1-A POLE. SEE DETAILS SHEET E-46.
o -
ol < 12| INSTALL 53C, 1 DLC. S
oc B
" © 13| |RC/SIGNAL MOUNTING AND HEADS. INSTALL TV-1-T, o
< ‘ SV-1-T AND SIGNAL HEADS FROM EXISTING TYPE T3
= 1-A POLE. SEE DETAILS SHEET E-46. © -
E e e 114 INSTALL TYPE 1-A FLASHING BEACON WITH W3-3 SIGN. |99
= sz o SEE DETAILS SHEET E-46. -
S © GENERAL NOTES (THIS SHEET) ; S5
L Y oo 15/ FOR REFERANCE ONLY. SEE E-54 FOR INSTALLATION. o
S 'h 1. BACKFILL EXPOSED EXCAVATIONS WITH MATERIAL EQUIVALENT TO g e S 2
E B THE SURROUNDING MATERIAL AND AS DIRECTED BY THE ENGINEER. MODIFY RAMP METERING SYSTEM §§
v FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA, SCALE 1:500 =
'l' SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE. ALL DIMENSIONS ARE IN . E-43 g o
9 THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY. METERS UNLESS OTHERWISE SHOWN SRS
BORDER LAST REVISED 3/1/2007 RELATIVE BORDER SCALE ’ 7 4‘0 i i USERNAME =>s135318 CU 07383 EA 1218V1
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Dist| COUNTY ROUTE KILOMETER POST |SHEET| TOTAL
NEW CONDUCTOR AND CONDUIT SCHEDULE (LOCATION 1) TOTAL PROJECT | No. |SHEETS
CABLE 07| LA 50.8/58.0 | 563| 869
PROJECT NOTES (THIS SHEET) ANG Corbee om A ANV VENVEN VN VN Va W
9CSC |RAMP SIGNAL 1 1 WMJ’J 7/8/08
1 |EXISTING MODEL 170 CONTROLLER ASSEMBLY TO REMAIN. 5CSC |METER-ON SIGN 1 1 1 1 1 E5/STERED [FLECTRICAL ENGINEER
9CSC [FLASHING BEACON 1 1 1
2 ||RLUEXISTING MODEL 170 CONTROLLER ASSEMBLY TO NEW LOCATION. SEMAND DETECTOR 1 1 5_3-10
EXACT LOCATION WILL BE DETERMINED BY THE ENGINEER. S A CE DETEETOR : 1 e aerroUi DiTE
3]INSTALL TYPE 1-A POLE WITH TP-1-T MOUNTING AND LED METER-ON SIGN. |DLC [COUNT DETECTOR ON-RAMP 1 1 THE STATE OF CALIEORNIA OR ITS OFFICERS
g SEE DETAILS SHEET E_46u COUNT DETECTOR OFF_RAMP 1 1 THE ACCURACY OF COMFPLETENESS OF ELECTRON/IC
Q 4 |EXISTING 120/240 V TYPE 111-BF METERED QUEUE DETECTOR 2 2 2 2 COPIES OF THIS PLAN SHEET,
o SERVICE EQUIPMENT ENCLOSURE TO REMAIN WITH: MAIN LINE DETECTOR 5 5
= 100 A, 2P, CB - MAIN #6 SIGNAL SERVICE 2 2 2 2 2 R |
= | 5 2-30 A, 2P, CB - FWY LIGHTING 4#19 |TWISTED PAIR CABLE |
~ 15 A, 1P, CB - TYPE V PEC CONDUIT SI7E RC/TYPE 1-A POLE.
oD 15 A, 1P, CB - CCTV INSTALL TV-2-T AND SV-1-T ON NEW TYPE 1-A POLE.
2 ADDRESS: 8700'/, LANKERSHIM Blvd SEE DETAILS SHEET E-46.
o | = ID No. 07-053-0005-34.985
x| 2 3 40 A, 1P, CB - RAMP METERING 18 RC/TYPE 1-A POLE, SIGNAL EQUIPMENT.
INSTALL 30 A, 1P, CB - RAMP METERING INSTALL 53C AND 1 DLC.
5|EXISTING 120/240 V TYPE I11-BF METERED RCJEXISTING 2#8 CONDUCTORS AND INSTALL 2#6 (SERVICE) AND 2#8 (CCTV SEE
SERVICE EQUIPMENT ENCLOSURE TO REMAIN WITH: SHEET E-85).
% 100 A, 2P, CB - MAIN
= 2-30 A, 2P, CB - FWY LIGHTING RCIEXISTING PULL BOX AND CONDUCTORS
O | W 15 A, 1P, CB - TYPE V PEC
Z 2 ADDRESS: 8633/, LANKERSHIM, BIvd ABIEXISTING CONDUIT.
|y ID _No. 07-053-0005-35.121 INSTALL TYPE 1-A FLASHING BEACON WITH W3-3 SIGN. SEE DETAILS SHEET E-46.
T RC] 40 A, 1P, CB - RAMP METERING
5 INSTALL 30 A, 1P, CB ~ RAMP METERING . ;l;l)SLTEAI_IS_EETY[F)’EETATIVL—SZ—STHEAENTD Esv4—61—T MOUNTING WITH SIGNAL HEADS ON TYPE 1-A
©JIRUEXISTING PULL BOX AND INSTALL NEW INSTALL 53C STUB OUT AND LOOP HOME RUN AS SHOWN IN THE TRAFFIC
PULL BOX AT SAME LOCATION. SIGNAL PLANS PROVIDED BY THE ENGINEER, SEE SHEETS E-113, E-114 AND
E F-115 FOR INSTALLATION DETAILS.
35| 5 B
= o _[/ S
55 L;J — e i e
R e 0
S8 3 . N R T s e I
et k \Ems+ PP No. 271320M ...... ]
ch I e T T T T
o i
ol T s e e e BTN BT e e e
z i
; ...............................
o =l = -\ N
a2l n
2 F 7JINSTALL 41C, 1 TWISTED PAIR CABLE. .o % =N =5 e
1 S < N e
e T S « * S (T e
2 8 ||RCJEXISTING CONDUCTORS AND INSTALL = = =g "\Be2 e
> 1 TWISTED PAIR CABLE. = =+ =\ e e
9 |[RC|EXISTING PULL BOX AND |CC| EXISTING CONDUIT
1@][AB[EXISTING LOOP AND
Z INSTALL NEW TYPE E 7y —
= LOOP. SEE DETAILS SHEET E- 46— .
=l
~
S| O
% mmm
= O -
<t | '
= w e coucron mon A\ [ A ]A [ALA A
) el RAMP SIGNAL T(N) | 1(N) | 1(N)
— METER-ON SIGN 1(N) T(N) [1(N)
= O DEMAND DETECTOR T(N) [1(N)
= o PASSAGE DETECTOR 1(N) | 1(N)
=T COUNT DETECTOR ON-RAMP [1(N) [ 1(N)
e COUNT DETECTOR OFF-RAMP |2(N)| 2(N) | 2(N) [2(N) ~
o QUEUE DETECTOR 2(N) 2(N) =
= MAIN LINE DETECTOR 5(N)[ 5(N)[ 5(N) [5(N) .
- SIGNAL SERVICE 2(N) =2
= 2#8 INSTALL 4#19 [TWISTED PAIR CABLE 1(E) [TEYIN) 3T
o # 2 N A
Z °Te CONBUIT Sl 53(£]53(0)| 78(N)[53(N}53(N)[78(N)53(E)| 53(E) N
9| r - _— SN
S Q| bk o T e o ALL DIMENSIONS ARE IN 55
© R GENERAL NOTES (THIS SHEET) METERS UNLESS OTHERWISE SHOWN e
L 3 LFA[,L? ... . 1., BACKFILL EXPOSED EXCAVATIONS WITH MATERIAL EQUIVALENT TO MODIFY SIGNAL (CITY) =
= B Avg el THE SURROUNDING MATERIAL AND AS DIRECTED BY THE ENGINEER. MODIFY RAMP METERING SYSTEM E
'l' “FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA, SCALE 1:500 E-44 §;
L SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE. THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY. 7 &
- O
BORDER LAST REVISED 3/1/2007 RELATIVE BORDER SCALE O 20 40 60 80 USERNAME =>s135318



Dist| COUNTY ROUTE KILOMETER POST |SHEET| TOTAL
25_ ,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, TOTAL PROJECT No. |SHEETS
PROJECT NOTES (THIS SHEET) NEW CONDUCTOR AND CONDUIT SCHEDULE (LOCATION 1) Il O 07 LA 5 50.8/58.0 | 564| 869
CABLE A " "
1| |RUEXISTING MODEL 170 CONTROLLER ASSEMBLY TO NEW AWG CONDUCTOR RUN ﬁ\ /z\ /3\ /4\ /5\ %5\ /7\ A _ j/ /
LOCATION. EXACT LOCATION TO BE DETERMINED BY 5CSC RAMP SIGNAL 1 1 1 @ etric Iﬁgmmmcfmmgg/i/og%
THE ENGINEER. 5CSC |METER-ON SIGN 7 2 | 2 k ‘ v
9CSC |FLASHING BEACON 1 1 | 310
2 FH:EéE?EEﬁQPULL BOX AND INSTALL NEW PULL BOX AT SAME DEMAND DETECTOR 1 1 1 MATCH L INE B (THIS SHEET) e ReRoUI ST
o I ; i
3| INSTALL TYPE 1-A POLE WITH TP-1-T MOUNTING AND hoabe DRl IR 1 1 1 ] THE STATE OF CALIFORNIA OR ITS OFFICERS
0 COUNT DETECTOR ON-RAMP 1 1 1 OR AGENTS SHALL NOT BE RESPONSIBLE FOR
) LED METER-ON SIGN. SEE DETAIL SHEET E-4o. DLC COUNT DETECTOR OFF-RAMP 1 1 THE ACCURACY OR COMPLETENESS OF ELECTRONIC
N COPIES OF THIS FPLAN SHEET.
N 4| EXISTING 120/240 V TYPE I111-BF METERED QUEUE DETECTOR 2 2 2
© SERVICE EQUIPMENT ENCLOSURE TO REMAIN WITH: T TINE DETECTOR : =
> 100 A, 2P, CB - MAIN #6  |SIGNAL SERVICE 2 2 .
il Wve 2-30 A, 2P, CB - LIGHTING 11
- 15 A, 1P, CB - TYPE V PEC 4#19 |TWISTED PAIR CABLE 2 1
W | e ADDRESS: 8816!4, LAUREL CANYON BIvd >-78
= | ID No. 07-053-0005-32.82 CONDUIT SIZE T-53| 53 | 53 | 53 |2-53| 53| 53 | 53
=3 RC| 40 A, 1P, CB - RAMP METERING
INSTALL 30 A, 1P, CB - RAMP METERING ot
18| |RC| EXISTING TYPE 1-A POLE, SIGNAL EQUIPMENT AND N
=] EXISTING 120/240 V TYPE I11-BF METERED FOUNDATION COMPLETE. n
S1EOROVIACE ZEPQUICPBMENTMAEINNCLOSURE TO REMAIN WITH: 1
: 20 47 00 C6 - Llgiing 1] [ Ex18]ING, 240, cONDUCTORS a0 1] Locatron e
ol = 15 A, 1P, CB - TYPE V PEC . )
> | 5 ADDRESS: 12387/, SHELDON Ave 12| |RC| EXISTING PULL BOX AND CONDUCTORS
= ID No. 07-053-0005-35.95 53C,
= | ~cl: 40 A, 1P, CB - RAMP METERING ABJ EXISTING CONDULT.
2 INSTALL : 30 A, 1P, CB - RAMP METERING 13| INSTALL 53C, 1-5 CSC.
) M~ ;
14/ INSTALL 53C, 1 DLC. o %
6| |RCIEXISTING PULL BOX AND [CC| EXISTING CONDUIT. ; 0 i |
15| INSTALL TYPE E LOOP AT STATION 580+80. T
N 7 PP No. 360012M
I 7| |AB[EXISTING LOOP AND INSTALL NEW TYPE E LOOP. 6] INSTALL TV-2-T AND SV-1-T ON NEW TYPE 1-A POLE. g
il e SEE DETAIL SHEET E-46. :
ol o SEE DETAIL SHEET E-46.
Sz | 8] |RCIEXISTING CONDUCTORS AND INSTALL 17| INSTALL TYPE 1-A FLASHING BEACON WITH W3-3 SIGN. :/
;gj ; 1 TWISTED PAIR CABLE. SEE DETAIL SHEET E-46. é Aéx ‘/ ; f 5
col o 9| INSTALL 53C, 2#6 (SERVICE). o
/‘/ \T MATCH LINE B (THIS SHEET)
s N/ N = g '
v E N ] 10 yw” A
L <D( wl o R T g
a2l '5 ........
I = ECD e
= >: lna
= ;
= = NEW CONDUCTOR AND CONDUIT SCHEDULE (LOCATION 2)
~ _
= CABLE
D
: poce] cowoucror mun A\ [ Ax [ AN [A]A AL [
o 9CSC |RAMP SIGNAL 1 1 1
5CSC |METER-ON SIGN 2 2 1
9CSC |[FLASHING BEACON 1 1
Z ] DEMAND DETECTOR 1 1 1
— o PASSAGE DETECTOR 1 1 1
= = - COUNT DETECTOR ON-RAMP 2 2 | 2 1
S| (5 DLC [COUNT DETECTOR OFF-RAMP | 1 T | 1 T
| - o QUEUE DETECTOR 2 2
= D P MATCH LINE A (THIS SHEET) © MAIN LINE DETECTOR S 5 | 5] 5 |5
= w » ~ #6  |SIGNAL SERVICE 2 2
| A Exist 2#10(+dc)™ AN y 0 T-53
S Exist PP No. 499904H % CONDUIT SIZE > Jg| 53 | 53 |53 | 53 |53 | 53 |53
— .
g © |
o= L E—
= w GENERAL NOTES (THIS SHEET)
L — o
o < 1. BACKFILL EXPOSED EXCAVATIONS WITH MATERIAL EQUIVALENT TO S
N = THE SURROUNDING MATERIAL AND AS DIRECTED BY THE ENGINEER. o
- - 2. ALL NEW PULL BOXES SHALL BE No. 5(T) UNLESS OTHERWISE NOTED. =3
= T
Ez 0N
= IR ALL DIMENSIONS ARE IN =
= >Ha 5 (4490 METERS UNLESS OTHERWISE SHOWN & &
S 17l <2
ES = MODIFY RAMP METERIN SYSTEM s
< :
— 2 O
7 - SCALE 1:500 2
'l' FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA, 14 E-45 [<
SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE. |
9 THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY. 4o
BORDER LAST REVISED 3/1/2007 RELATIVE BORDER SCALE v 20 ‘o o0 50 USERNAME => 51355518
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2 y E{ 1 =S - PROVIDE Min 310 mm . Dist| COUNTY ROUTE | SGTAL PROJECT | No. |SHEETS
1 4 mm STEEL %TEEEN O@FOgWP(OTLE) 07| LA 5 50.8/58.0 | 565| 869
L _ _ ﬁ yES = 7 PLATE COVER yp ~
I — % g : | M@Wm 7/8/08
ETW — 6 /@ ISTERED/ ZLECTRICAL ENGINEER
~ LooP—, o N Tof < O/ , 310 mm | 310 mm £ 4
i LANE 2 <
> DI_EOMOAPNSD —r 2 w T \ ) T 864 mm PLANSS EPPLgVAL DATE
DEMAND ON RAMP I I I TOP OF WALL THE STATE OF CALIFORNIA OF 7S OFFICERS
o0 iy A OR AGENTS SHALL NOT BE RESFONS/IELE FOR
O PASSAGE LOOP —, I LOOPS — TYPE 1-A THE ACCURACY OR COMPLETENESS OF ELECTRONIC
N G L (N _ . - SOLE [ | COPIES OF THIS PLAN SHEET.
O =% LANE 1 Q\ - A A
5 2 | / r.6 & / ES TOP VIENV(\Q ?EACLPON A-A 8 - SECTION SIGNAL FACE
> LuJ
> | ¢ Y \ p 300 mm LED YELLOW
m . =W /%4 \ES - 4 NOTES: 1. GALVANIZE ALL METAL AFTER FABRICATION. O H Q/
— | .8 /3.9 1.8] 3 1.8 = 2. PAINT COVER PLATES A TAN COLOR. FINISH &:%_%
o = J R h h 4 1 COAT TO MATCH MANSORY BLOCK. F_:% ~ W3-3 (900 mm)
M 3 o
DETAIL A DETAIL B (1) EXPANSION ANCHORAGE DEVICE WITH 10 mm ot _ = \ ;‘/
_ THREAD STUD, HEX NUT, CUT WASHER & LOCK L o ////
TYPICAL 2-LANE RAMP TYPICAL TRAFFIC WASHER, IN 114 mm DEEP DRILLED HOLE AT 5 /‘/f
METERING SYSTEM INSTALLATION MONITORING LOOP CONFIGURATION 350 mm CENTERS. =1 % %
2 Ol i o
o | ~ RED STATUS LIGHT A. TYPE 1-A SIGNAL STANDARD. Ol H+
> 9 200 mm LED fa \( ) i
| & PROVIDE ONLY s SECTION UPPER ® B. 3-SECTION 300 mm LED SIGNAL HEAD : }%
% . B
L | O J— C. 2-SECTION 300 mm LED SIGNAL HEAD 1l TOP OF BARRIER /
%)) (RED, GREEN).
~ SV-1-T MOUNTING TYPE SV-I-T MOUNTING ON
/ SIDE OF STANDARD, AWAY FROM TRAFFIC.
< 2 SECTION LOWER
Lol j/SIGNAL HEAD 300 mm LED | |1 | FINISH GRADE Y
~ | ® | TYPE TV-1-T MOUNTING OR D. BACKPLATE. S T T T TTR IR TI IR
<C M _ _ I DR R B \\
S22 | WITH RED STATUS LiGHT T s £. R89 SIGN MOUNT
il ——— |~ 3S[GN ON BACKPLATE AND CENTER S
St TYPE 1-A STANDARD- <.61 = BETWEEN GREEN SECTION ~_ FLASHING BEACON
1=37(TPHAERASLULREFLACTEO MIN .37 AND BOTTOM OF BACKPLATE SOUNDWALL ON ~ DETAIL I
AND SIDES. ATTACH SARRIER S 4 mm STEEL
OF THE ROADWAY) SLATE COVER
B WITH 7 mm x 19 mm BOLTS, HEX NUTS, ~ —
% /\ ' PLAIN AND LOCK WASHERS. DETAIL ‘G’ |
: = e FRONT VIEW | O e
’ SEE DETAIL ‘G’
51w RAMP METER SIGNAL 405 mm LED LETTERS: 113 mm CAPS | 6/1/
A= |
NS DETAIL C 13 mm STROKE 3 SECTION UPPER | 6 =
= > - ~ 3=-300 mm
5 i TV=1-T } ]
= &
O ME TER = IMNOUTNHTEINSLQ,\SJSSHOW SEE DETAIL E | q a
D)
R F e o 2 SECTION - )
\___ee : ON @ TYPE 1A 2,390 mm O i
—I o > . > B > — IS : IS \ J \\ 2.15 /L |
= B 1N B BT T A DR S 7‘ U 1 b - b SOUNDWALL
=] Y . 2. 2. N 2. 2. Y | ~_ | ‘
= 4 )\ A—— METER-ON SIGN j A0
m 1 1 . . . . o
S| O = A = S DETAIL E <L FOUNDATION N
o . . . — — ||
= m ALl ALl A ' AT AT . - . X (@) (@)
W PLAN VIEW SECTION B-B S 1. " "
DETAIL D SN RS - -
S e AT <6 Yo
> YRS 0 = - = CONCRETE
= O A.  SAW-CUT DEPTH TO ACCOMMODATE SPECIFIED NUMBER OF CONDUCTORS WITH A MINIMUM - — | BARRIER
= = OF 13 mm FROM TOP OF WIRE TO PAVEMENT SURFACE (83 mm Max). SN, = E=
o B. SLOT SAW-CUT DEPTH TO ACCOMMODATE 27C TYPE 3 CONDUIT WITH 13 mm MINIMUM < 2 '
o _ = = 53C, 1 DLC
& : FROM TOP OF CONDUIT TO PAVEMENT SURFACE. NOTES: (THIS SHEET ONLY) DETAIL F ’ < .
C. : 53C, 1 DLC, 1-9CSC 9
| o 13 mm MINIMUM BETWEEN TOP OF CONDUIT AND PAVEMENT SURFACE T SEE PLANS FOR CONDUIT SIZES AND TYPES OF PULL BOXES. : : 3
e D. SAW-CUT WIDTH TO ACCOMMODATE 27C, TYPE 3 CONDUIT, WITH 3 mm CLEARANCE. SEE TYPICAL LOOP LEAD-IN DETAIL AT PAVEMENT =2
< JOINT ON THIS SHEET. DETAIL ‘H’ g
= E. SAW-CUT 10 mm WIDE (Max). S -
m /\
S F. 27C, TYPE 3 CONDUIT, 152 mm LONG, PLUG BOTH ENDS WITH 2| TYPE E LOOPS. b
- CAULKING COMPOUND TO KEEP OUT EPOXY. 1 INSTALL RAMP METERING SIGNAL ONLY £
O CONDUCTORS WITH 13 mm MINIMUM SLACK INSIDE CONDUIT. WHERE SHOWN IN PLANS. ALL DIMENSIONS ARE IN 33
L Ll oy
S N H. SAW-CUT LENGTH OF SLOT 3 mm LONGER THAN CONDUIT. T <t rep Eeosh METERS UNLESS OTHERWISE SHOWN 2y
L o o -
. PICAL LooP LEAD-IN RAMP METERING SYSTEM DETAILS >
— 5. THE CONTRACTOR SHALL VERIFY ALL CONTROLLER FIELD 7 ©
. DETAIL AT PAVEMENT JOINT DIMENSIONS BEFORE ORDERING OR FABRICATING MATERIAL. NO SCALE E-46 |~
=
9 THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY. ERS
BORDER LAST REVISED 3/1/2007 RELATIVE BORDER SCALE 0 = 10 o o0 USERNAME =>s135318 CU 07383 EA 1218V1
IS IN MILLIMETERS | | | | | DGN FILE => 71218vua046.dgn




Dist| COUNTY ROUTE TOTAL PROJECT | No. | SHEETS
FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA, o7 LA 5 50.8/58.0 506 | 869
SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE. 7 /A
bt oo 7/8/08
7€¢ISTEREDLZLECTRICAL ENGINEER
JESSE RUELAS
5-3-10 no. EO15604
PLANS APPROVAL DATE

© THE STATE OF CALIFORNIA OFR 775 OFF/CERS

S OR AGENTS SHALL NOT BE RESPONSIBLE FOR

N THE ACCURACY OF COMFPLETENESS OF ELECTRON/C

g PROJECT NOTES (THIS SHEET) COPIES OF THIS PLAN SHEET.
> ; 1| EXISTING AVC CONTROLLER (MODEL 334).
m —
O o 2| FOR INSTALLATION DETAILS, SEE SHEET E-48.
N s
é Eﬁ 3||RC| ALL EXISTING DETECTOR LEAD IN CABLES (DLC) AND

- EXISTING SCREENED TRANSMISSION CABLES (STC).

4 | IRCIEXISTING PULL BOX AND INSTALL A NEW PULL BOX IN THE SAME LOCATION.

o 51|RCIEXISTING PULL BOX, |CC| 53C.

<
o d 6| [RC|PULL BOX AND CONDUCTORS |AB| CONDUIT.
= | D
= | & _
S g

Ll

)

GENERAL NOTES (THIS SHEET)
. 1. BACKFILL EXPOSED EXCAVATIONS WITH MATERIAL EQUIVALENT TO S 3 L R R e e e
= o D THE SURROUNDING MATERIAL AND AS DIRECTED BY THE ENGINEER. o T
<§% @ 2. ALL NEW PULL BOXES SHALL BE TYPE 5(T) UNLESS OTHERWISE NOTED.
il v
<C L T
OO (&)
2

;
/

~v

10 STATE-FURNISHED
7 PIEZO-ELECTRIC AXLE SENSORS, L<

FUNCTIONAL SUPERVISOR
YI TSAU

...................

CONDUCTOR AND CONDUIT SCHEDULE

AWG OR X
S| = CABLE CONDUCTOR RUN AN VENVENPAN
=l & o ; e R i
= 5(N) e P, RN S TO Exist SERVICE
= = DLC PRESENCE DETECTORS 1T0(N) | 5(N) | 5(N) ADDRESS: 11221 /oPENROSE AVE
% S o | TN3: ID No. 07-053-0005-34.291
= W STC AXLE SENSORS 20(N) | 10(N) | 10(N) | 1O(N)
= 0 £
S O #10 EXISTING AVC SERVICE 2 2 < Cyist 4418
=| - IS SHIELDED TELEPHONE CABLE
= & 4418 EXISTING SHIELDED TELEPHONE CABLE 1 S
=| < S
L 2-53C ~
= EE EXISTING CONDUIT SIZE " _aic| 53C | 53C | 53C :
l >
=
g STC = SCREENED TRANSMISSION CABLE. L DIMENSIONS ARE TN -
L AVC = AUTOMATIC VEHICLE CLASSIFICATION. METERS UNLESS OTHERWISE SHOWN S 5
- = -
<T O o
(& -4
o g MODIFY AUTOMATIC =
R N = =
I . VEHICLE CLASSIFICATION STATION S E
<T Z| ©
z B SCALE 1:300 =
> 0
B E-47 |-
9 THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY. 4

BORDER LAST REVISED 3/1/2007 RELATIVE BORDER SCALE 0 20 10 e0 80 USERNAME =>s135318 CU 07383 EA 1218V1
IS IN MILLIMETERS | | | | | DGN FILE => 71218vua047.dgn




IS IN MILLIMETERS

CU 07383

| | | | | DGN FILE => 71218vua048.dgn

EA 1218V1

Dist| COUNTY ROUTE TOTAL PROJECT | No, | SHEETS
1.8 m
0.6 M—»| | —0.6m 07| LA 5 50.8/58.0 | 567| 869
19 mm_+ 2 mm—»] ey 100 MM _ﬁ 2
1 %ML// o> 1/8/08
iy 7§gESTEREDLzLECTRICAL ENGINEER
Il 0.15 M——»=('=— ~—0.3m 5-3-10
~_PIEZ0-ELECTRIC AXLE SENSOR PLANS APPROVAL DATE
© i SEE DETAIL "A" (THIS SHEET) THE STATE OF CALIFORNIA OR 7S OFFICERS
@) OF AGENTS SHALL NOT BE RESFONS/BLE FOR
N L L THE ACCURACY OF COMPLETENESS OF E£LECTRON/C
QN COPIES OF THIS FPLAN SHEET.
© PIEZO-ELECTRIC AXLE SENSOR — LOOP DETECTOR SEALANT ] __
[
~ | I . HIGHWAY SURFACE PIEZO-ELECTRIC AXLE SENSOR
o 19 Mm'j r_3 mm- Max. TYPE "E" INDUCTIVE LOOP DETECTOR — | HIGHWAY SURFACE
% E 2.1 m |
= | w 1] , ] N 19 mm + 2 mm_— - /
= DEPTH AS REOUIREDJ 125 mm - Min. i T
[ H H
SHIED CUT DIRECTION OF TRAVEL ——= Al A INSTALLATION CLIP — | b o i
i SAWED SLOT SAWED CUT——= =
TRANSMISSION CABLES —— Ho— EPOXY GROUT — s ,
e ih AND LOOP WIRES \ &=~—13 mm DRILLED HOLE
_J DETAIL "B" ad
O | w
_ | @ | T52 PCC OR AC PAVEMENT TSCPeC R AC PAVEMENT
pd mm _ R 1=——0.15m
g INSTALLATION CLIP —=i SECTION A-A SECTION B-B
% NO SCALE
5 04— X NO SCALE
TRANSMISSION CABLE —
IN SAWED SLOT SHOULDER TERMINATIONS SHALL
SHOULDER /< CONFORM TO STANDARD PLAN ES-5E
(USE TYPE 1 CONDUIT ONLY)
S| > DETAIL "A" &
(N an —~———
o NO SCALE No. 5 PULL BOX
1= Lo
DR e
25 § TYPICAL AXLE SENSOR INSTALLATION
i NO SCALE
/ E J AXLE SENSOR INSTALLATION PROCEDURE
a-
% G\; ; C
= 5 L | T 4 1. MARK THE POSITION OF THE AXLE SENSORS AS DIRECTED BY THE ENGINEER. AXLE SENSOR CHANNELS MUST BE PERPENDICULAR TO TRAFFIC.
o g | H 2. MARK THE POSITION OF THE LOOP DETECTORS. THE DETECTORS SHALL BE CENTERED IN THE LANE AND BETWEEN THE AXLE SENSORS.
S PAVEMENT JOINT < ; 3. MARK THE HOME RUN CUTS AS SHOWN IN THE AXLE SENSOR INSTALLATION DETAIL.
Z| 5 4. USING A CONCRETE SAW CUT THE AXLE SENSOR CHANNELS 19 mm WIDE BY 25 mm DEEP IN A SINGLE PASS. CUTS SHALL BE STRAIGHT AND TRUE.
O \\ 5. CUT THE LOOP DETECTORS AND HOME RUNS IN ACCORDANCE WITH CALTRANS SPECIFICATIONS.
= \\
- ; 6. DRILL 13 mm HOLES, 25 mm DEEP, AT A 45 DEGREE ANGLE AT THE BOTTOM CORNERS OF EACH AXLE SENSOR CHANNEL. HOLES SHALL BE 300 mm
Y APART AND ON ALTERNATING SIDES OF THE CHANNEL.
7. WASH OUT THE CHANNELS AND ALL SAW CUTS THOROUGHLY WITH HIGH PRESSURE WATER. DRY COMPLETELY WITH AN AIR COMPRESSOR. IN PCC
/ / PAVEMENT ONLY, WIPE OUT THE CHANNELS WITH LACQUER THINNER AND CLEAN COTTON RAGS.
=
S & F A. SAW CUT DEPTH TO ACCOMODATE SPECIFIED NUMBER OF CONDUCTORS WITH A 8- PLALE 102 mm DUCT TAPE STRIPS ON THE PAVEMENT AROUND THE CHANNELS.
E O] MINIMUM OF 25 mm FROM TOP OF WIRE TO PAVEMENT SURFACE (83 mm Max). o, ENSURE THAT EACH SENSOR IS STRAIGHT AND FLAT. BEND EACH END DOWN SLIGHTLY AND PLACE THE INSTALLATION CLIPS ON THE SENSOR.
| B. SLOT SAW-CUT DEPTH TO ACCOMODATE 27C, TYPE 3 CONDUIT, WITH
s o 2 % SR BRI ARAPIRAT oo e i 0w e cueL i e st 0 v G0 nk T G
Z W ) i1 C. 13 mm MINIMUM BETWEEN TOP OF CONDUIT AND PAVEMENT SURFACE.
= 0 ® B ) 12. WHILE WEARING PROTECTIVE GLOVES, HALF FILL THE CHANNEL WITH SENSOR EPOXY. ENSURE THAT THE BOTTOM OF THE CHANNEL IS
: Yy D. Séwrﬂ%UTCLWEIEF{ENch ACCOMODATE 27C, TYPE 3 CONDUIT, WITH COMPLETELY COVERED, AND THAT THE HOLES DRILLED IN STEP 6 ARE FILLED.
S Q CCLCUT 10 W.IDE o] 13. PLACE THE SENSOR IN THE CHANNEL WITH THE BRASS ELEMENT 9 mm BELOW THE ROAD SURFACE, WITH NO VOIDS BENEATH THE SENSOR.
o s - } :
5 L © 270, TYPE 3 CONOUIT, 150 mm LONG. PLUG BOTH ENDS WITH 14, COMPLETELY FILL THE CHANNEL WITH SENSOR EPOXY. SMOOTH OUT THE EPOXY ON TOP OF THE SENSOR TO ROAD LEVEL, WITH NO TROUGH ON TOP.
= b 7 CAULKING COMPOUND TO KEEP OUT EPOXY. 15. WHEN SENSOR EPOXY HAS BEGUN TO SET, REMOVE THE DUCT TAPE FROM THE PAVEMENT. REMOVE THE DUCT SEAL FROM THE END OF THE CHANNEL.
a <l G. CONDUCTORS WITH 13 mm MINIMUM SLACK INSIDE CONDUIT. 16. INSTALL THE LOOP DETECTORS AS PER CALTRANS SPECIFICATIONS.
= E H. SAW-CUT LENGTH OF SLOT 3 mm LONGER THAN CONDUIT. 17. INSTALL ALL LEAD-IN CABLES IN THE HOME RUN SLOTS, INSTALLING TYPE 3 CONDUIT AT THE EXPANSION JOINT CROSSINGS. PULL CABLES =
, THROUGH STUB-OUT CONDUIT AND COIL IN PULL BOX. v
< SECTION C-C 18. SEAL ALL SAW CUTS. ELASTOMERIC SEALANT ONLY SHALL BE USED IN ALL CUTS CONTAINING SCREENED TRANSMISSION CABLE. i i
= 19. REMOVE ANY HIGH SPOTS IN THE SENSOR EPOXY WITH A HAND GRINDER. N
o 20. CLEAN UP THE SITE. WHEN ALL SEALANTS ARE COMPLETELY CURED, LANES MAY BE OPENED TO TRAFFIC. ALL DIMENSIONS ARE IN ot
= . METERS UNLESS OTHERWISE SHOWN i
= DETAIL "B" (TYPICAL LEAD-IN AT PAVEMENT JOINT) 55
" NO SCALE MODIFY AUTOMATIC VEHICLE |[:¢
= E g E
gs CLASSIFICATION STATIO H
— = O
7 (DETAILS) a7
.lll' NO SCALE E-48 i
THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY. < 8
BORDER LAST REVISED 3/1/2007 RELATIVE BORDER SCALE v - o °C o USERNAME =2 5135518
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Dist| COUNTY ROUTE FOTAL PROJECT |~ No. | SHEETS
07| LA 5 50.8/58.0 | 568 869
;QZ;MLqégax@égv 7/8/08
PROJECT NOTES (THIS SHEET) WISTEREDUZ/LECTRICAL ENGINEER
GENERAL NOTES (THIS SHEET)
1 %ﬁé%TING MODEL 170 CONTROLLER ASSEMBLY CABINET. 5-3-10
PLANS APPROVAL DATE
SHEE@ELEMEQSAi%ULiﬂin PER DETAILS 1. MAINTAIN EXISTING RAMP METERING SYSTEM IN OPERATION DURING CONSTRUCTION. ————————————————
(00) ) ORF AGENTS SHALL NOT BE RESFONS/BLE FOR
g THE ACCURACY OF COMFPLETENESS OF ELECTRON/C
y 2]  INSTALL MVDS PER DETAILS SHEETS E-57 AND E-50. 2. MAINTAIN EXISTING TELEPHONE SERVICE IN OPERATION DURING CONSTRUCTION. O o e Al e
[
~ |3 3. |RCIMVDS, WOOD POLE, PULL BOX AND|AB| UNUSED CONDUIT AFTER PERMANENT RM
= 3 INSTALL 2#6, 1#8G, 12 PAIR #18 FOR MVDS. SYSTEM IS IN PLACE AND OPERATIONAL.
o |~ SEE SHEET E-38 FOR PERMANENT RM SYSTEM.
= | 4 EXISTING 120/240 V TYPE I111-BF METERED
x| = SERVICE EQUIPMENT ENCLOSURE WITH: 4., BACKFILL EXPOSED EXCAVATIONS WITH MATERIAL EQUIVALENT TO
100 A. 2P, CB - MAIN THE SURROUNDING MATERIAL AND AS DIRECTED BY THE ENGINEER. it PP No. 680036H
40 A, 1P, CB - RAMP METERING
15 A, 1P, CB - CCTV
30 A, 2P, CB - LTG CKT No.1
" 15 A, 1P, CB - TYPE V PEC
ol 3 ADDRESS: 7702 '/, HOLLYWOOD WAY
> 5 ID No. 07-053-0005-32.251 {=
> | & u
Ll T
Sl 9 5] RCIMAIN LINE dlc. v
= Exist PP No. 154585M g
I_
LEGEND (THIS SHEET) -
. (O«  WOOD POLE AND MICROWAVE =
i =
<0 o | MvDS MICROWAVE VEHICLE DETECTION SYSTEM _
D% N O
vl =
zwl Z e =
T R S S T e
o L
ol T e
72 1 e P B
L
2 S e T T T
o = S e S e e e T
> |(£ ' i 2 e ROUTE. 5 o O e e ) e e
o= e T “ "l L. ] ) L | . L ) | fo0 ARPEH
— o | NG e e e ) . ) ) . ) )
= N e =
—
(@)
=
.
FOR CONTINUATION OF EXISTING CONDUIT
SEE SHEET E-50.
5
S L |
— %)
E z 2 .................
2 O T
D - o s
— |.|.| Ll oz B RS T, T [
Lol_ Q % 777777 SB OFF ..... RAMP ...................................................................................
© o ONU N e
I_IZJ o g __________________________________
—{ —
oc| U <
E L |l e N i it
W < =
ClBE TN o
e UNU 33
= o
S 523 "
o 1 1 1 | G i
= 55
= ALL DIMENSIONS ARE IN ey
S qh METERS UNLESS OTHERWISE SHOWN 2y
wd \ a -
EE TEMPORARY RAMP METERING SYSTEM %
v FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA, SCALE 1:500 <IN
'l' SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE. . E-49 N
L
9 THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY. 4o
RELATIVE BORDER SCALE O 20 40 60 80 USERNAME =>s135318



Dist| COUNTY ROUTE AL PROJEST | No. | SHEETS
07| LA 5 50.8/58.0 | 569 869
PROJECT NOTES (THIS SHEET) GENERAL NOTES (THIS SHEET) Lo fRludles 178108
1] EXISTING MODEL 170 CONTROLLER ASSEMBLY CABINET. 1. MAINTAIN EXISTING RAMP METERING SYSTEM IN OPERATION DURING CONSTRUCTION. [ TERER L ECTRICAL ENGINEE
INSTALL MVDS EQUIPMENT (SEE DETAILS SHEETS E-57
AND E-58) AND TOS CELLULAR COMMUNICATION EQUIPMENT 2. MAINTAIN EXISTING TELEPHONE SERVICE IN OPERATION UNTIL TOS CELLULAR COMMUNICATION 5-3-10
(SEE DETAILS SHEET E-60). EQUIPMENT IS IN OPERATION. SLANS APPROVAL DATE
THE STATE OF CALIFORNIA OF 775 OFF/ICERS
0 OF AGENTS SHALL NOT BE FRESFPONS/BLE FOR
S 51 INSTALL MVDS PER DETAILS SHEETS E-57 AND E-59. 3. [RC/MVDS, wWooD POLE, PULL BOX AND|AB| UNUSED CONDUIT AFTER PERMANENT RM TR Getumic o Coueie nies o uds rome
N SYSTEM 1S IN PLACE AND OPERATIONAL. ﬂ
© SEE SHEET E-39 FOR PERMANENT RM SYSTEM.
()
o 31 INSTALL 2#6. 148G n , 4. BACKFILL EXPOSED EXCAVATIONS WITH MATERIAL EQUIVALENT TO
5| & ) » 12 PAIR #18 FOR MVDS THE SURROUNDING MATERIAL AND AS DIRECTED BY THE ENGINEER.
- (L)
4| & 4] [RJMAIN LINE dic. LEGEND (THIS SHEET)
> L
L —
= |3 5]  EXISTING 120/240 V TYPE 111-BF METERED O« WOOD POLE AND MICROWAVE
SERVICE EQUIPMENT ENCLOSURE TO REMAIN WITH: MVDS  MICROWAVE VEHICLE DETECTION SYSTEM
100 A, 2P, CB - MAIN
20 A, 1P, CB - IRRIGATION
o 2-30 A, 2P, CB - LIGHTING
< 15 A, 1P, CB - TYPE V PEC e N
o | 40 A, 1P, CB - RAMP METERING e e e sps
- ADDRESS: 7811 |/, HOLLYWOOD WAY I
Wy ID No. 07-053-0005-32.42 §E ____________________________________________________________________________________ NB"ON RAMP ... =l
i - FOR CONTINUATION OF EXISTING CONDUIT — T
L *ﬁ.‘&(j/SEE SHEET E-49. Z
A 2
(( ( y >
};V‘ \%3 ‘x\
. Qs kT
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et . |
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= S Blvd ALL DIMENSIONS ARE IN
© g < GV;‘-E,NOAK METERS UNLESS OTHERWISE SHOWN
() Lty / /
| Z
ES =3 TEMPORARY RAMP METERING SYSTEM
= “
7z = SCALE 1:500
50 E-50
NN | FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA, <=
lq SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE. =~ THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY.

=> 03-MAY-2010

DATE PLOTTED

LAST REVISION

02-27-08| TIME PLOTTED =) 14:49

BORDER LAST REVISED 3/1/2007

USERNAME =>s135318
DGN FILE => 71218vua050.dgn
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Dist| COUNTY ROUTE T PROJECT SHNEoE.,T STHOETEATLS
FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA, 07| LA 5 50.8/58.0 |570| 869
SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE. A
%Mg// o> 1/8/08
PROJECT NOTES (THIS SHEET) GENERAL NOTES (THIS SHEET) R({j/ISTEREDLE/LECTRICAL ENGINEER
71 EXISTING MODEL 170 CONTROLLER ASSEMBLY CABINET 1. MAINTAIN EXISTING RAMP METERING SYSTEM IN OPERATION DURING CONSTRUCTION. ? 5-3-10
0 PLANS APPROVAL DATE
INSTALL MVDS EQUIPMENT (SEE DETAILS SHEETS E-57 2. MAINTAIN EXISTING TELEPHONE SERVICE IN OPERATION UNTIL TOS CELLULAR COMMUNICATION ——
o AND E-58) AND TOS CELLULAR COMMUNICATION EQUIPMENT EQUIPMENT IS IN OPERATION. e ST O LAl A OF 1T ST IERS
o (SEE DETAILS SHEET E-60). THE ACCURACY OF COMPLETENESS OF ELECTRONIC
N 3. |rc|MVDS, WOOD POLE, PULL BOX AND [pg| UNUSED CONDUIT AFTER PERMANENT RM COPIES OF THIS PLAN SHEET.
S 2| INSTALL MVDS PER DETAILS SHEETS E-57 AND E-50. SYSTEM 1S IN PLACE AND OPERATIONAL.
- m SEE SHEET E-40 FOR PERMANENT RM SYSTEM.
- | = 4. BACKFILL EXPOSED EXCAVATIONS WITH MATERIAL EQUIVALENT TO
0| & 5] INSTALL 2#6, 1#8G, 12 PAIR #18 FOR MVDS. THE SURROUNDING MATERIAL AND AS DIRECTED BY THE ENGINEER.
-~ Lol
2| = 4] |RC/MAIN LINE dlc.
LEGEND (THIS SHEET)
5] EXISTING 120/240 V TYPE I1I-BF METERED
SERVICE EQUIPMENT ENCLOSURE WITH: CHl J« WOOD POLE AND MICROWAVE
100 A, 2P, CB - MAIN
% 15 A, 1P, CB - CCTV MVDS MICROWAVE VEHICLE DETECTION SYSTEM
ol o 2-30 A, 2P, CB - LIGHTING .
~ |2 15 A, 1P, CB - TYPE V PEC Exist PP No. 214456M
Z 40 A, 1P, CB - RAMP METERING -
S| @ ADDRESS: 10514!% ROSCOE Blvd
0 ID No. 07-053-0005-33.191 |
h Exist PP No. 523961 S A
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Dist| COUNTY ROUTE KILOMETER POST |SHEET| TOTAL
TOTAL PROJECT N SHEETS
PROJECT NOTES (THIS SHEET) i
07 LA 5 50.8/58.0 | 571| 869
1] EXISTING MODEL 170 CONTROLLER ASSEMBLY CABINET.
b§?$$kkNMVDS EQUIPMENT PER DETAILS SHEETS E-57 AND E-58. f22;¢4/— o (/8708
EXISTING TELEPHONE SERVICE DURING ISTERED/ ZLECTRICAL ENGINEER
CONSTRUCTION. GENERAL NOTES (THIS SHEET) i (f
2| EXISTING MODEL 170 CONTROLLER ASSEMBLY CABINET. 5-3-10
INSTALL MVDS EQUIPMENT (SEE DETALLS SHEETS Eos53 AND 7. MAINTAIN EXISTING RAMP METERING SYSTEM IN OPERATION DURING CONSTRUCTION. T T
EA?S%A?HDE;?STﬁféi%gfglQ%ﬂﬁM%ggg@gggN”E%5?5%5?95&SE&THFTAILS SHEET E-60). THE STATE OF CALIFORNIA OR ITS OFFICERS
(00) ORF AGENTS SHALL NOT BE RESFONS/BLE FOR
3 oS CELLUL AR COMMUNICATION EQUIPMENT 15 TN OPERATION 2. |[RC|MVDS, WOOD POLE, PULL BOX AND|AB| UNUSED CONDUIT AFTER PERMANENT RM IFACENTS AL O DE LSOV IBEE TO
N “ SYSTEM IS IN PLACE AND OPERATIONAL. COPIES OF THIS PLAN SHEET.
© 3] INSTALL MVDS PER DETAILS SHEETS E-57 AND E-59. SEE SHEET E-41 FOR PERMANENT RM SYSTEM.
[
~ | & 3. BACKFILL EXPOSED EXCAVATIONS WITH MATERIAL EQUIVALENT TO
= THE SURROUNDING MATERIAL AND AS DIRECTED BY THE ENGINEER.
o Q 4| EXISTING 120/240 V TYPE III-BF METERED
@)
“| L OSURE WITH:
= | SERVICE EQUIPMEN_T ENCL LEGEND (THIS SHEET)
T4 30 W 28 %E w?éETING
2-30 A, 2P, - RC| MAIN LINE dlc.
15 A 1P, CB - TYPE V PEC @ L WOOD POLE AND MICROWAVE
15 A, 1P, CB -CCTV MVDS MICROWAVE VEHICLE DETECTION
20 A, 1P, CB - IRRIGATION INSTALL 2#6,1#80, SYSTEM
2 40 A, 1P, CB - RAMP METERING 12 PAIR #18 FOR MVDS.
ol ADDRESS: 8370!, SUNLAND Blvd
> 3 ID No. 07-053-0005-33.68
é " 5| EXISTING TYPE III-BF 120/240 V METERED cist PP No. 363663
AR SERVICE EQUIPMENT ENCLOSURE WITH:
L 100 A, 2P, CB - MAIN
30 A, 1P, CB - RAMP METERING
20 A, 1P, CB - IRRIGATION
2-30 A, 2P, CB - LIGHTING
20 A, 1P, CB - DEMARCATION
L an] e e L e e
=2l & ADDRESS: 10811 !/, ROSCOE Blvd P ] e (LOCATION 1)
55| < ID No. 07-053-0005-33.60 St
35 a ........................................................................................................
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<t Z| ©
— B FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA, SCALE 1:500 5O
SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE. - E-52 =~
— iy
ﬂ? THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY. 2l
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Dist| COUNTY ROUTE AL PROJEST | No. | SHEETS
07 LA 5 50.8/58.0 | 572 | 869
Lo SHddr 178708
PROJECT NOTES (THIS SHEET) WISTEREDLKLECTRICAL ENGINEER
1| EXISTING MODEL 170 CONTROLLER ASSEMBLY CABINET. GENERAL NOTES (THIS SHEET) 5-3-10
INSTALL MVDS EQUIPMENT PER DETAILS PLANS APPROVAL DATE
SHEETS E-57 AND E-58. 1. MAINTAIN EXISTING RAMP METERING SYSTEM IN OPERATION DURING CONSTRUCTION. TE STATE OF CALIrORIA OF 17 Orricine
(00) ORF AGENTS SHALL NOT BE RESFONS/BLE FOR
N CoPIEs oF T plan sweer. . CEeTmeme
Q 2] INSTALL MVDS PER DETAILS SHEETS E-57 AND E-59. 2. MAINTAIN EXISTING TELEPHONE SERVICE IN OPERATION DURING CONSTRUCTION. :
o 3. [RgMVDS, WOOD POLE, PULL BOX AND[pgl UNUSED CONDUIT AFTER PERMANENT RM ,
ol Exist PP No. 705765H
i = 3] INSTALL 2#6, 1#8G, 12 PAIR #18 FOR MVDS. STSTEM IS AN PLACE AND OPERATIONAL.
W | SEE SHEET E-42 FOR PERMANENT RM SYSTEM. T
- Ej 4 EXISTING 120/240 V TYPE III-BF METERED 4. BACKFILL EXPOSED EXCAVATIONS WITH MATERIAL EQUIVALENT TO e T
Sl = SERVICE EQUIPMENT ENCLOSURE TO REMAIN WITH: THE SURROUNDING MATERIAL AND AS DIRECTED BY THE ENGINEER. \\ Tt — 4
100 A, 2P, CB - MAIN — T e K
2-30 A, 2P, CB - LIGHTING IR { ,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,
15 A, 1P, CB - TYPE V PEC T
30 A, 1P, CB - RAMP METERING S e N
% ADDRESS: 112714PENROSE Ave S S e T T e
= ID No. 07-053-0005-34,30 |
215 5
| = 5| |RC|SOUTH BOUND MAIN LINE dlc. N
L'L'J Lol LC/)) ;
— | & g
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- o
N LEGEND (THIS SHEET)
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o= | o MVDS MICROWAVE VEHICLE DETECTION SYSTEM
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L METERS UNLESS OTHERWISE SHOWN w
o N 2y
(I | \ 0O+
:B TEMPORARY RAMP METERING SYSTEM |-
— -l O
v FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA, SCALE 1:500 =G
'l' SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE. E '53 RN
L‘ THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY. 2l
- O
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PROJECT NOTES (THIS SHEET)

100
3-30
15
40

DATE REVISED| 02/08

REVISED BY

ID

S EXIS
SERV
100
2-30
15 A
15 A

LIEN VO

5
5

JESSE RUELAS

ID

CALCULATED-
DESIGNED BY
CHECKED BY

FUNCTIONAL SUPERVISOR
Y. TSAU

Exist TELEPHONE
UNDERGROUND
VAULT SERVICE
TO REMAIN

DEPARTMENT OF TRANSPORTATION

& ffrans TRAFFIC DESIGN

STATE OF CALIFORNIA

FOR
SEE

40 A,
ADDRESS: 8633/, LANKERSHIM Blvd

53C, 2%6, 1#8G, TN
12 PAIR *18 T

1 EXISTING MODEL 170 CONTROLLER ASSEMBLY CABINET.
INSTALL MVDS EQUIPMENT PER DETAILS
SHEETS E-57 AND E-58,

2 INSTALL MVDS PER DETAILS SHEETS E-57 AND E-509.

3 INSTALL 2#6, 1#8G, 12 PAIR #18 FOR MVDS.

4 RCIMAIN LINE dlc.

S EXISTING 1207240 V TYPE III-BF METERED
SERVICE EQUIPMENT ENCLOSURE WITH:

A, 2P, CB - MAIN

A, 2P, CB - LIGHTING
A, 1P, CB - TYPE V PEC
A, CB RAMP METERING

ADDRESS: 11520!, TUXFORD STREET

No. 07-053-0005-34.800

TING 120/240 V TYPE I11-BF METERED
CE EQUIPMENT ENCLOSURE WITH:

I
A, 2P, CB - MAIN

A, 2P, CB - LIGHTING
, 1P, CB - TYPE V PEC
. 1P, CB - CCTV
CB - RAMP METERING

7| INSTALL 78C, 2#6, 1#8G, 12 PAIR #18 FOR MVDS.

No. 07-053-0005-35.121 ) ’ 3

NEW CONDUIT AND PULL BOXES SHALL BE PROTECTED AND
USE FOR PERMANENT INSTALLATION.

PP

No. 270650M Pt

,ﬂfUNDERGROUND_,
VAULT SERVICE
TO REMAIN.

GENERAL

CllL i

MVDS

: KILOMETER POST |SHEET| TOTAL
Dist| COUNTY ROUTE TOTAL PROJECT | No. |SHEETS
N LA 50.8/58.0 573 869

5

7€gﬁSTEREDLzLECTRICAL ENGINEER

5-3-

10

_EO015604

PLANS APPROVAL DATE

THE STATE OF CALIFORNIA ORF 175 OFF/CERS
ORF AGENTS SHALL NOT BE RESFONS/IBLE FOR
THE ACCURACY OR COMPLETENESS OF ELECTRON/IC
COPIES OF THIS FPLAN SHEET.

J2-31-09

LEGEND (THIS SHEET)

NOTES (THIS SHEET)

1.

2.

MAINTAIN EXISTING RAMP METERING SYSTEM IN OPERATION DURING CONSTRUCTION.

MAINTAIN EXISTING TELEPHONE SERVICE IN OPERATION DURING CONSTRUCTION.

SYSTEM IS IN PLACE AND OPERATIONAL.

SEE SHEET E-43 FOR PERMANENT RM SYSTEM.
4. BACKFILL EXPOSED EXCAVATIONS WITH MATERIAL EQUIVALENT TO

WOOD POLE AND MICROWAVE
MICROWAVE VEHICLE DETECTION SYSTEM

RC/MVDS, WOOD POLE, PULL BOX AND|AB UNUSED CONDUIT AFTER PERMANENT RM

THE SURROUNDING MATERIAL AND AS DIRECTED BY THE ENGINEER.

....................................................

.................................................................................................................

..................................................................................................................................................................................................................................................................................................

COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA,

RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE.

THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY.

.....................

?%ﬁ%%%é%? RAMP METERI

ALL DIMENSIONS ARE IN
METERS UNLESS OTHERWISE SHOWN

SCALE 1:500

G SYS

=> 03-MAY-2010

DATE PLOTTED

TEM
E-54

LAST REVISION

03-12-08]| TIME PLOTTED =) 14:49

BORDER LAST REVISED 3/1/2007

RELATIVE BORDER SCALE 0 20 40 60 80 USERNAME =>s135318
IS IN MILLIMETERS | | | | | DGN FILE => 71218vua054.dgn

CU

07383

EA 1218V1



DEPARTMENT OF TRANSPORTATION

TRAFFIC DESIGN

T e et
< .
= Xist PP NQ.-
[a =2 :
')
L
=w! e T
=| o | T T e e
)
5 Eg .
£? o,
L 'h LFA[,Q y
= “ | Ve .
~" FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA,
ﬁ SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE.

TEMPORARY RAMP METERI

THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY.

PROJECT NOTES (THIS SHEET) Dist| CONTY | ROUTE | GTAL PROJECT | No. SHEETS
1| EXISTING MODEL 170 CONTROLLER ASSEMBLY CABINET. orj LA 3 50.8/58.0 574 869
INSTALL MVDS EQUIPMENT PER DETAILS SHEETS E-57 AND E-58. GENERAL NOTES (THIS SHEET)
MAINTAIN EXISTING TELEPHONE SERVICE DURING Faus o> 1/8/08
CONSTRUCTION. 1. MAINTAIN EXISTING RAMP METERING SYSTEM IN OPERATION DURING CONSTRUCTION. (YIS TERED (ALECTRICAL ENGINEER
2| EXISTING MODEL 170 CONTROLLER ASSEMBLY CABINET.
INSTALL MVDS EQUIPMENT (SEE DETAILS SHEETS E-57 5-3-10
?SQEESE?XIﬁEDSLEETCELLU%AR COMMUNICATION EQUIPMENT 2.[RC/MVDS AFTER PERMANENT RM SYSTEM IS IN PLACE AND OPERATIONAL. S aPERovil DATE
-60).
@ MAINTAIN EXISTING TELEPHONE SERVICE IN OPERATION UNTIL SEE SHEET E-44 FOR PERMANENT RM SYSTEM. OF AGENTS SHALL NOT BE RESFONSIELE FOR
N 105 CELLULAR COMMUNTCATION EQUIPMENT IS IN OPERATION. 3. BACKFILL EXPOSED EXCAVATIONS WITH MATERIAL EQUIVALENT TO [ ACELAC) O CONPLE TENES S OF ELECTRONIC
S | [3] INSTALL 2#6, 148G, 12 PAIR #18 FOR MVDS. THE SURROUNDING MATERIAL AND AS DIRECTED BY THE ENGINEER.
[
» | v | 4] [RCIMAIN LINE dic.
>
[
2 | & | [5]EXISTING 120/240 V TYPE 111-BF METERED
- | W SERVICE EQUIPMENT ENCLOSURE TO REMAIN WITH: LEGEND (THIS SHEET)
¢ 5 2150 A2 5P &8 - U'TehTinG O«
e A §5 G - TYPE v PEC L WOOD POLE AND MICROWAVE
15 A, 1P, CB - CCTV -
40 A, 1P CB - RAMP METERING B MVDS ~ MICROWAVE VEHICLE DETECTION SYSTEM.
ADDRESS: 8700, LANKERSHIM Blvd o
b ID No. 07-053-0005-34.985 R
— I °“jjj::‘f-”'
=~ | ® | [6]EXISTING 120/240 V _TYPE 111-BF METERED W -
W |y SERVICE EQUIPMENT ENCLOSURE TO REMAIN WITH: .
S| v 100 A, 2P, CB - MAIN | -
L 2-30 A, 2P, CB - LIGHTING
- 15 A, 1P, CB - TYPE V PEC
40 A, 1P, CB - RAMP METERING
ADDRESS: 8633/, LANKERSHIM Blvd
ID No. 07-053-0005-35.121 Cw o p N
o~ | .| [7] INSTALL MVDS PER DETAILS H & Py v I v - (o K1 I S
= SHEETS E-57 AND E-59. RN i T N e A T S
9| & Al V4oue I
N : S Lt (\/// T _ - — e . e 7] . T e
R ”' R o W T 2 e N < i we S o .
S uQJ g b‘ P‘\l e i:‘ \ 1 v k/ 2 O : ....................................................................................................................................................................................................................................................................................................................................
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C S . I B T e
= L BB
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= 1 R 1 y(% e
ol > L e e e e e e
= oL o° i
(LOCATION 2) .................................

ALL DIMENSIONS ARE IN
METERS UNLESS OTHERWISE SHOWN

SCALE: 1:500

E-55

=> 03-MAY-2010

DATE PLOTTED

LAST REVISION

03-05-08]| TIME PLOTTED => 14:50

BORDER LAST REVISED 3/1/2007

USERNAME =>s135318
DGN FILE => 71218vua055 .dgn

RELATIVE BORDER SCALE O 20 40 60 80
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PROJECT NOTES (THIS SHEET)

1] EXISTING MODEL 170 CONTROLLER ASSEMBLY CABINET.

MAINTAIN EXISTING TELEPHONE SERVICE DURING
CONSTRUCTION.

EXISTING MODEL 170 CONTROLLER ASSEMBLY CABINET.

INSTALL MVDS EQUIPMENT (SEE DETAILS SHEETS E-57 AND

MAINTAIN EXISTING TELEPHONE SERVICE IN OPERATION UNTIL
TO0S CELLULAR COMMUNICATION EQUIPMENT IS IN OPERATION.

DATE REVISED| 02/08

REVISED BY

INSTALL MVDS PER DETAILS SHEETS E-57 AND E-59.

RC| MAIN LINE dlc.

EXISTING 120/240 V TYPE 111-BF METERED

SERVICE EQUIPMENT ENCLOSURE TO REMAIN WITH:

100 A, 2P, CB - MAIN
30 A, 2P, CB - LIGHTING

15 A, 1P, CB - TYPE V PEC
40 A, 1P, CB - RAMP METERING

ADDRESS: 12387!/, SHELDON Ave
ID No. 07-053-0005-35.95

LIEN VO
JESSE RUELAS

EXISTING 120/240 vV TYPE I11I1-BF METERED

SERVICE EQUIPMENT ENCLOSURE TO REMAIN WITH:
100 A, 2P, CB - MAIN

2-30 A, 2P, CB - LIGHTING
15 A, 1P, CB - TYPE V PEC
40 A, 1P, CB - RAMP METERING

ADDRESS: 88162, LAUREL CANYON BIvd
ID No. 07-053-0005-32.82

CALCULATED-
DESIGNED BY
CHECKED BY

INSTALL 2#6, 1#86,
12 PAIR #18 FOR MVDS.

Y. TSAU

INSTALL MVDS EQUIPMENT PER DETAILS SHEETS E-57 AND E-58.

LOCATION "1"

GENERAL NOTES (THIS SHEET)

1. MAINTAIN EXISTING RAMP METERING SYSTEM IN OPERATION DURING CONSTRUCTION.

RC/IMVDS, WOOD POLE, PULL BOX AND|AB| UNUSED CONDUIT AFTER PERMANENT RM
SYSTEM IS IN PLACE AND OPERATIONAL.

SEE SHEET E-45 FOR PERMANENT RM SYSTEM.

KILOMETER POST

COUNTY TOTAL PROJECT

Dist ROUTE

TOTAL
SHEETS

07 LA 50.8/58.0

369

/;é;xl/v//ﬁ g

ﬁé}ﬁSTEREDéBLECTRICAL ENGINEER

5-3-10

3. BACKFILL EXPOSED EXCAVATIONS WITH MATERIAL EQUIVALENT TO
THE SURROUNDING MATERIAL AND AS DIRECTED BY THE ENGINEER.

LEGEND (THIS SHEET)

Ol J«

MVDS

WOOD POLE AND MICROWAVE

E-58) AND TOS CELLULAR COMMUNICATION EQUIPMENT (SEE DETAILS SHEET E-60).

MICROWAVE VEHICLE DETECTION SYSTEM,

LRy

LOCATION "2"

MATCH LINE B (THI

S SHEET)

[ PLANS APPROVAL DATE

: THE STATE OF CALIFORNIA ORF 175 OFF/CERS
ORF AGENTS SHALL NOT BE RESFONS/IBLE FOR
THE ACCURACY OR COMPLETENESS OF ELECTRON/IC

COFIES OF THIS FPLAN SHEET.

577

"m]mmFitj[Jurtiuumg;m“r.m“m"m"m€";m"”"m“m“mm“m"m"”"mimmmnm“m

FUNCTIONAL SUPERVISOR

Exist PP No. 499904H

DEPARTMENT OF TRANSPORTATION

TRAFFIC DESIGN

EXISTING DEMARCATION BOX

STATE OF CALIFORNIA

& ltrans

FOR COMPLETE RIGHT OF WAY AND ACCURATE ACCESS DATA,
SEE RIGHT OF WAY RECORD MAPS AT DISTRICT OFFICE.

41¢C,

R ﬂﬁ/ﬂlTCH LINE A (THIS SHEET)E?
_— —_— i

zﬁ;\\

x%a\A

R

TEMPORAR

MATCH LINE A (THIS SHEET) * . = . . . i . o & i

THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY.

ALL DIMENSIONS ARE IN
METERS UNLESS OTHERWISE SHOWN

Y RAMP METERIN

SCALE: 1:500

E-56

PP No. 36001 2M

G SYSTEM

=> 03-MAY-2010

DATE PLOTTED

LAST REVISION

03-04-08]| TIME PLOTTED => 14:50

BORDER LAST REVISED 3/1/2007

USERNAME =>s135318
DGN FILE => 71218vua056 .dgn

RELATIVE BORDER SCALE O 20 40 60 80
IS IN MILLIMETERS \ \ \ \ \

CU 07383 EA 1218V1



Dist| COUNTY ROUTE KILOMETER POST |SHEET| TOTAL
TOTAL PROJECT No. |[SHEETS
WIRE USAGE IN MVDS CABLE
07| LA 5 50.8/58.0 | 576 869
MS
CONNECTS CONNECTS %‘%/M/ﬂ 7/8/08
CONNECTOR WIRE PAIR 0 0 WEEASTERED(BLECT ENGINEER DATE
PIN ID NUMBER  NUMBER FUNCTION
MTA PANEL POSITION SAMPLE LANE ASSIGNMENT 5_3-10
DETECTOR #1 PLANS APPROVAL DATE
A l 1 THE STATE OF CALIFORNIA OR /7S OFFICERS
TB 5 1 LANE#1 WB or NB
B 2 1 DETECTOR #1 RETURN THE GECURATY R COMPLETENESS OF &1 80 TRONIC
DETECTOR 42 TB 5 2 COPIES OF THIS PLAN SHEET.
C
3 . TB 5 3 LANE#2 WB or NB
= D 4 > DETECTOR #2 RETURN - ,
o | ¢ 3 . 3 DETECTOR #3
o | 4 TB 5 5 LANE#3 WB or NB
o | F 6 3 DETECTOR #3 RETURN - )
5| G 7 4 DETECTOR #4
x| 3 TB 5 7 LANE#4 WB or NB
H 8 4 DETECTOR #4 RETURN
J DETECTOR #5 B> |
7 > TB 6 1 LANE#1 EB or SB
K 10 5 DETECTOR #5 RETURN
L 11 DETECTOR #6 B :
° B 6 3 LANE#2 EB or SB
M 192 6 DETECTOR #6 RETURN
% B © 4
< N 13 7 DETECTOR #7
| TB 6 5 LANE#3 EB or SB
L P 14 7 DETECTOR #7 RETURN e e )
Q| & R 15 8 DETECTOR #8
L) TB 6 7 LANE#4 EB or SB
z |\ S 16 8 DETECTOR #8 RETURN
T TB 6 8
| o T 17 9 RS232 RX (RECEIVE) . 1
o U 18 9 RS232 G (RECEIVE GROUND) . ,
02| @ v 19 10 RS232 TX (TRANSMIT) o i
Se | W 20 10 RS232 G (TRANSMIT GROUND) o )
(@ (@]
aw» | w _
20| T f 21 11 12-24 VOLTS AC/DC POWER . .
g 22 11 12-24 VOLTS AC/DC POWER _ : X[\\J/BSCSQSEEH?S%OPNOSWER
VDS CABLE HARNESS INPUTS FROM MVDS SENSOR
. |
2]
S MICROWAVE SENSOR
) MVDS SENSOR W MVDS SURGE MVDS TERMINATION ) INTERFACE INPUT
=i PROTECTION ASSEMBLY (MTA) FILEs
| ASSEMBLY (MSPA) (MSIFs)
<| -
=
O >
- (IF REQUIRED,
= (MOUNTED IN POLE) MOUNTED IN POLE) (IN CABINET) (IN INPUT FILE)
= s Eeon e S ATTONAL TRANSPORTATION MVDS UNIT CONNECTIONS DETAIL
= CABINET CONFIGURATION %Sgg/lIUPN)ICATION INTERFACE PROTOCOL
=< < PORTS
s O
35 m
Z @
= ~ MICROWAVE SENSOR
POWER FOR
L (& MVDS SENSOR MVDS TERMINATION ASSEMBLY INTERFACE CARD
% = COMMUNICATIONS A MICROWAVE SENSOR
=| L. TO / FROM (SEE SHEET E-58) INTERFACE CARD
= W MVDS SENSOR
% < ONE MICROWAVE SENSOR INTERFACE CARD PER INPUT FILE SLOT, o
o TWO CHANNELS PER MICROWAVE SENSOR INTERFACE CARD. S
| F_ i (@
- COMMUNICATIONS MODEM =0
& ol
— 29
= -
5 g MVDS TERMINATION ASSEMBLY (MTA) DETAIL 565
L5~h TEMPORARY RAMP METERING SYSTEM -
Ll O+~
|_
= E (DETAILS) E
w 20
'l' NO SCALE EFE-57 )
=
g THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY. = ©
BORDER LAST REVISED 3/1/2007 RELATIVE BORDER SCALE 0 20 50 USERNAME =>s135318 CU 07383

IS IN MILLIMETERS

| DGN FILE => 71218vua057.dgn

EA 1218V1



DEPARTMENT OF TRANSPORTATION

TRAFFIC DESIGN

TOTAL
SHEETS

369

Dist| COUNTY ROUTE KILOMETER FOST |SHEET
07| LA 5 50.8/58.0 | 577
ABBREVIATIONS: R
Foee fPtullrs 178108
MVDS MICROWAVE VEHICLE DETECTION SYSTEM WISTERED&LECTRICAL ENGINEER
VAC VOLTS ALTERNATING CURRENT
VDC VOLTS DIRECT CURRENT 5-3-10
S DC DIRECT CURRENT PLANS APPROVAL DATE
= 00 THE STATE OF CALIFORNIA OF 77S OFFICERS
S B TERMINAL BLOCK OR AGENTS SHALL NOT BE RESPONSIBLE FOR
= N THE ACCURACY OF COMFPLETENESS OF ELECTRON/IC
| - RX RECEIVE COPIES OF THIS PLAN SHEET.
T TX TRANSMIT
BE COAX COAXIAL
n |V MT A MVDS TERMINATION ASSEMBLY
>
= L
ol MVDS TERMINATION ASSEMBLY (MTA) PANEL
= |
x| 3
HOLES FOR MOUNTING MTA PANEL
(TYPICAL 6 PLACES)
POWER INPUT FOR MTA PANEL
4
<
> | 2 POWER INPUT UP TO 4 MVDS UNITS
=
L
5|2
Ll
P
O |TBO Power / MVDS TERMINATION ASSEMBLY (MTA)
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