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NOTE:

FOR ACCURATE RIGHT OF WAY DATA, CONTACT

RIGHT OF WAY ENGINEERING AT THE DISTRICT OFFICE.

CONDUIT.

CONDUCTORS.

TO HILLCREST DRIVE.

CONDUCTORS AND CONDUIT EXCEPT INTERCONNECT 
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LEGEND:

SIGNAL STANDARD.

FOR CONTINUATION, SEE SHEET E-4.

  ADDRESS: 100 � LYNN ROAD

  CT ID No. 07-52-101-0004.901

  20 A, 120 V, 1P, CB SAFETY LIGHTING

  30 A, 120 V, 1P, CB FOR CONTROLLER

  20 A, 120 V, 1P, CB FOR SB TRAFFIC SIGNAL

  20 A, 120 V, 1P, CB FOR NB TRAFFIC SIGNAL

  100 A, 240 V, 2P, MAIN BREAKER

 METER 2  

  ADDRESS: 100 � LYNN ROAD

  CT ID No. 07-52-101-0004.900

  20 A, 120 V, CB FOR TELEPHONE DEMARCATION CABINET

  3 - 30 A, 120 V, CB FOR RAMP METER

  100 A, 240 V, 2P, MAIN BREAKER

 METER 1

EQUIPMENT ENCLOSURE WITH THE FOLLOWING:

EXISTING 120 / 240 V TYPE III-CF SERVICE
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NOTES: (SHEETS E-2, E-3)

   TYPE E LOOPS AND ONE TYPE D LOOP WITH THREE TYPE E LOOPS.

2.  SEE WIRING CONNECTION DETAIL ON SHEET E-3 FOR ONE TYPE D LOOP WITH TWO 
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1.  INSTALL NEW 2"C STUBOUT FOR NEW LOOP DETECTORS, AND ABANDON EXISTING ONE.

3.  ROUND CORNERS OF ACUTE ANGLE SAWCUTS.

LEGEND:
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SEE DETAIL A
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ADJUST TO GRADE EXISTING RAMP METERING PULL BOX.
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6.  INSTALL NEW SIGNAL POLES IN SAME LOCATION AS EXISTING SIGNAL POLES.

4.  INSTALL TWO R9-3A SIGNS ON SIGNAL POLES A, D AND E.

5.  INSTALL R9-3A AND R9-3B ON SIGNAL POLES B AND C.

7.  FOR ACCURATE RIGHT OF WAY DATA, CONTACT RIGHT OF WAY ENGINEERING AT THE DISTRICT OFFICE.
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  ADDRESS: 100 � LYNN ROAD

  CT ID No. 07-52-101-0004.901

  20 A, 120 V, 1P, CB SAFETY LIGHTING

  30 A, 120 V, 1P, CB FOR CONTROLLER

  20 A, 120 V, 1P, CB FOR SB TRAFFIC SIGNAL

  20 A, 120 V, 1P, CB FOR NB TRAFFIC SIGNAL

  100 A, 240 V, 2P, MAIN BREAKER

 METER 2  

  ADDRESS: 100 � LYNN ROAD

  CT ID No. 07-52-101-0004.900

  20 A, 120 V, CB FOR TELEPHONE DEMARCATION CABINET

  3 - 30 A, 120 V, CB FOR RAMP METER

  100 A, 240 V, 2P, MAIN BREAKER

 METER 1

EQUIPMENT ENCLOSURE WITH THE FOLLOWING:

EXISTING 120 / 240 V TYPE III-CF SERVICE
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34

EQUIPMENT DETAILS SEE SHEET E-5.

TIME BASE SYSTEM EQUIPMENT IN CABINET.  FOR SERVICE 

INSTALL DEPARTMENT FURNISHED GLOBAL POSITIONING SYSTEM 

MODEL 2070-6B MODEM AND MODEL 400B MODEM.  INSTALL BBS.  

INSTALL DEPARTMENT FURNISHED MODEL 2070 CONTROLLER UNIT, 

FOR SERVICE EQUIPMENT DETAILS SEE SHEET E-5.

CONTROLLER CABINET.  INSTALL EXTERNAL CABINET FOR BBS. 

TIME BASE SYSTEM EQUIPMENT AND 400B MODEM IN EXISTING 

INSTALL CONTRACTOR FURNISHED GLOBAL POSITIONING SYSTEM 

MODEL 2070-6B MODEM AND BBS IN EXISTING CONTROLLER CABINET. 

INSTALL DEPARTMENT-FURNISHED MODEL 2070 CONTROLLER UNIT, 
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