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(TYPICAL COMMUNICATION CONDUIT INSTALLATION DETAILS)

NOTES: (THIS SHEET ONLY)

REPLACE AC DIKE IN KIND, AS NECESSARY.
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SLURRY CEMENT BACKFILL.

ANCHOR/RESTRAIN TOP CONDUIT FROM FLOATING DURING 
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AND EXISTING STRUCTURE FOUNDATIONS.

PROVIDE MINIMUM 4’-11" CLEARANCE BETWEEN ANY CONDUIT 

SLURRY CEMENT BETWEEN PULL BOX AND PAVED SHOULDER.

MAINTAIN 24" MINIMUM COVER AND BACKFILL TRENCH WITH

ASPHALT AREA.

FROM 24" MINIMUM DEPTH TO 30" MINIMUM DEPTH WITHIN THE 

EXCEPT AT PULL BOXES, CONDUIT TO GRADUALLY TRANSITION 

WHERE TRENCH TRANSITIONS FROM ASPHALT TO UNPAVED AREA, 

CONDUIT INSTALLATION MUST PRECLUDE ROADWAY PAVING.

AFTER AGGREGATE BASE IS PLACED AND COMPACTED.  

CONDUITS MUST BE INSTALLED IN NEW ASPHALT PAVEMENT 

AS SHOWN ON PLANS

PULL BOX OR SPLICE VAULT

ETW

EP

PAVEMENT

AS SHOWN ON PLANS

SPLICE VAULT

PULL BOX OR 

9" Min
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PULL BOX FOR SOIL AREA TRENCHING (ELEVATION)

OUTSIDE SHOULDER PULL BOX INSTALLATION (TOP VIEW)

SPACERS (Typ)

4’-11" NOMINAL

CONDUIT SPACER PLACEMENT (SIDE VIEW)

COLORED SLURRY CEMENT BACKFILL

AND TYPE 1 CONDUIT(S)

WITH TYPE 3 COMMUNICATION CONDUIT(S)

TRENCH IN PAVEMENT (CONCRETE OR ASPHALT)

SAND

Min

5"

1
.
2
"

REQUIRED TO SUPPORT CONDUIT

BLOCK SPACER LOCATED AS

TRACER WIRE

PLASTIC SHEET

0.02" Min

PCC TO MATCH

REPLACE AC OR

M
i
n

2
"

1.2" Min

Min

2"

Min

2"

CEMENT BACKFILL

COLORED SLURRY

CEMENT BACKFILL

COLORED SLURRY
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"
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5
"

SEPARATION BETWEEN CONDUITS

CONDUIT SPACER TO PROVIDE 2"

SAND

Min

5"

REQUIRED TO SUPPORT CONDUIT

BLOCK SPACER LOCATED AS

TRACER WIRE
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"

M
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5
"

SEPARATION BETWEEN CONDUITS

CONDUIT SPACER TO PROVIDE 2"

COMMUNICATION CONDUIT

TYPE 3
COMMUNICATION CONDUIT

TYPE 3

11.25^, 22.5^(Typ)

FACTORY BEND RADIUS,

COMMUNICATION CONDUIT

TYPE 3

COMMUNICATION CONDUIT

TWO TYPE 3

COMMUNICATION CONDUITS

TWO TYPE 3
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AS SHOWN ON PLANS

TYPE 1 CONDUIT(S)

11.25^, 22.5^

FACTORY BEND RADIUS 

11.25^, 22.5^

FACTORY BEND RADIUS,

AS SHOWN ON PLANS

TYPE 1 CONDUIT(S)

COMMUNICATION CONDUIT

TYPE 3 (MT)

AS SHOWN ON PLANS

TYPE 1 CONDUIT(S)

SIZE OF CONDUIT(S) AND CABLES 

SEE PLANS FOR NUMBER AND

TYPE 3 COMMUNICATION CONDUIT(S)

SIZE OF CONDUIT(S) AND CABLES

SEE PLANS FOR NUMBER AND

TYPE 1 CONDUIT(S)
SIZE OF CONDUIT(S) AND CABLES

SEE PLANS FOR NUMBER AND

TYPE 1 CONDUIT(S)

SIZE OF CONDUIT(S) AND CABLES 

SEE PLANS FOR NUMBER AND

TYPE 3 COMMUNICATION CONDUIT(S)

AND TYPE 1 CONDUIT(S)

WITH TYPE 3 COMMUNICATION CONDUIT(S)

TRENCH IN SOIL

COMMUNICATION CONDUIT

TYPE 3 (MT) 
COMMUNICATION CONDUIT
TYPE 3 (MT) 

OBJECT AS DIRECTED BY THE ENGINEER.

COVER IF NEEDED TO CLEAR A STORM DRAIN OR OTHER FIXED 

24" MINIMUM COVER MAY BE REDUCED TO 9" MINIMUM 

BY THE ENGINEER.

CENTER TRENCH IN SHOULDER OR AS DIRECTED 
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