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Condult support, spot weld

to tank prior to painting :f/

Lifting lugs REGISTERED CIVILZENGINEER DATE
g T ank
2// B 2’/ B 5 /// B ‘
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|
3/4// B e : ' . . '
877 A The State of California or its officers or agents shallnot be responsible
N ’L\ ~ for the accuracy or completeness of electronic copies of this plan sheet.
s S R - Tank
iﬂ E 3/ /77 B E\.I w g
4 | Tank oy CALIFORNIA STATE FIRE MARSHAL
. N ank sda e, APPROVED
Access opening 22 . | . .
’ 3/ 17 Yo i / Approval of this plan does not authorize or
127 x 1677 MIN %' B (T supplied with fank approve any omission or deviation from
I applicable regulations. Final approvalis
- LV - — - — Tle down anchors, slze and subject to field inspection. One set of
o~ % 3 B 27 B N 3 B Py . . app(oved 'plans shallpe available on the
& - Y S quantity as required project site at all times.
% J 2’-0 % Finish grade / é
N TYP 6’7 Reviewed by: Yl
‘ N _ G. ANDERSEN
Bttt e e : 01-20-2011
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LONGITUDINAL SECTION TRANSVERSE SECTION

TANK SUPPORT AND SHELL SECTION

NO SCALE

Junction box

Pressure switch
2’ Safety rellef va/ve;»@,
5 E;lmm

’/7/4/'/’ volume controller
[ Electrode

Condult support

~—Alr volume conftroller

Pressure swltch

L I—l
N Pressure gauge (0-100 PS/)
S : " with gauge guard and snubber
Electrical —sp N valve
dult N\ : Slght gauge enclosure
condul Y &b <~—— S/ght gauge enclosure Notes:
Condult Sraht Sight gauge (Inside of enclosure)
/ auge :
SUPPOrt | %g/ XQZ/_ZN . Electrical | /. /-/e;if fapue .sha//fbe /nsfa//e;d okn all exposed
’ condult 3 Ball valve water piping at pressure tank.

-1
-

wlith union

3’ Ball Valve with union

2. Sleeve all penefrations In concrefe.

Tank foundaf/‘on, ]
w 3. All tank openings shall be '5’" bungs

37" Ball valve with un/'on\, |

To facility and FG
FG o Irrigation unless otherwlse noted.
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R TS SR s e e /Z e e e Wl e e e e e e e e TR : M e T e e e e e A 4. Tank shall be palnted semi-gloss off-white.
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From domestic

(T'ank draln)
with elbow and

capped nipple END VIEW
SIDE VIEW

@ 2500 GALLON (NOMINAL) PRESSURE TANK

NO SCALE
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COUNTY POST MILES : TOTAL

TOTAL PROJECT SHEETS
SBd 1770.3/7181.1
5 2’ Bung
uw'’ Bung —
J Wf%%\ 1/30/12
REGISTERED CHHu/ENmNEER DATE
Storage tank
34 (550 gallons
4 nominal)
2’ Bung |: O
Access — ]%N Bung Access hatch The State of California or its officers or oge:nJrs shollnof be: responsible
X manway xc for the accuracy or completeness of electronic copies of this plan sheet.
S IS
S 12" X167 S
E\_] = to = N CALIFORNIA STATE FIRE MARSHAL
J N M APPROVED
M E QAl E J Approval of this plan does not authorize or
~— +— O approve any omission or deviation from
% % appl_icable regula’r_ions. F'[nol approval is
O O Screened vent subject to field mspec’rlon_. One set of
. ]3/ ' Bun ’ approved plans shall be available on the
() 4 g 5 dlameter project site af aII’rlmV é
Drain line .
% : Ymsiay)
2 Bung[ O with cap Reviewed by I ETEY
2" Bung Approval date: 01-20-2011
ra i
Support legs, — » 2’ Bung %&T N PLAN
Total 4 ey
37-11"
Pressure rellef valve o,
Elbow d DRAASN
Alr volume ow aowhn
controller \ < Pressure swltches Il |1
E;;% ﬁgggf”DS / Electrical junction —_
: PS 2 Pressure tank /"B box.See Electrical qo\/n/er | o
:: dimensions, see :
\_/ e FS3 Up
Float Assembly, — o position,
Qe with two float switches, \;’/‘ c~n FS2 U alarm "ON"
L Pressure gauge FSI,FS2 (a wide angle % Aposltion,
. 3 (0 - 100 psi) float switch). See | T Reverse
! c& é%%%} FSZ2 down | Y o0smosls
: l N : osition ! system
Electrode (Alr ———»f N P ’ | ysiéem
volume controller) i S gf;ig?g l ort
: <i— S/'ghf gauge " " E
! w/ enclosure system "ON |
2 GSP | | 5 S 5
: | bl W o A
==l o ;
| L Eﬁ \
a0 [ N e | s SR
Ball valve, typ FS/, down D
position, Low water
Ouriet S alarm Iight, disgble
=3 S booster pump
CGP’[Hﬁ[%iK ﬂﬂ [ - ]l —To flxtures y | Outlet 2" Notes:

/. Pipe and equipment skewed for
clarity, See Floor Plan for proper
orfentation.

ELEVATION

Anchor bolts A

L Unlon, typ

300 GALLON PRESSURE TANK C 550 GALLON VERTICAL STORAGE TANK

A NO SCALE
NO SCALE

2. Tank shall be painted semi-gloss off-white.

BRIDGE NO.
54-1216J

BY . CHECKED
Laurie Vasquez Don Hansen
BY CHECKED
Laurie Vasquez Don Hansen

CHECKED
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SHEET
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Metering pump

Metering pump

] For plpe layout see ‘
Chemical storage tank, W

10 gallon

Chemical
feed tubing

E 4
o pressure fank

Statlic mixer \

Floor line

s

Pipe support
N Electrical plug and condult — —

install in chlorine feed system
enclosure only.

Chemlcal feeder ~<— Tank support

warer meter &7

!

AV 4
WA

| =<— Anchors D ENCLOSURES

NO SCALE

%’ MIn. Threaded Stud,
with concrete expansion anchor,
with 42 Max.embedment, 4 per base.

@CHEM'CAL FEED EQUIPMENT Pump base plate, Tot 2

47, MIn

~all 4 edges |
9 Grout

‘ o : W Y12 min, as required

i I L St S ab to make level plpe connectlons
Y Machine screw to pump
Typ. of 2 x

1 PUMP FOUNDATION
I Eye rod
Install 4 GSP — " Eye ro NO SCALE

COUNTY

POST MILES TOTAL
TOTAL PROJECT . SHEETS

SBd

177.3/181.1

J/Wf %szs\ 1/30/12

REGISTERED CIVILA—:NGINEER DATE

CIVIL
S, N\
4 N
2-25-13 A
PLANS APPROVAL DATE

The State of California or its officers or agents shallnot be responsible
for the accuracy or completeness of electronic copies of this plan sheet

Pipe

Ad justable pipe saddle — =
support, size fo suit

2”7 5Sch 40 GSP ——>

Concrete slab N

CALIFORNIA STATE FIRE MARSHAL
APPROVED

Approval of this plan does not authorize or
approve any omission or deviation from
applicable regulations. Final approvalis
subject to field inspection. One set of
approved plans shall be available on the

project site at aII’rimV

Reviewed by: /=) é
G. ANDERSEN

Approval date: 01-20-2011

Strap

0.4”x2” Expanslon anchor
wilth galvanized threaded stud,
hex nut and flaf washer, Typ.
Total 2 per support

Y. —— Floor flange

PIPE SUPPORT

2

NO SCALE

14" For contlnuation, \C%

NG

with crown

Ve x 14" Union, TYP
Anchor to 4 with 4’x 12" blocking, ' plpe clamp, see
16 mm U-Bolt, and 9%”galvanized wv 2

steel plpe clamp. Wrap 15" with 240

‘ 1€
mil neoprene at anchor, Typ. | 38 ‘ Ball valve, TYP
[ , Check valve, TYP
=mergency sign Pressure gage, TYP
. ~—— F/exIble connector, TYP
S ~<~—— Reducer, concentric, TYP
Ball Valve— -2 : . - —j\

)

Ay 1L « - Pump foundatlon
/4" Draln { RS for detalls see @
N
For continuation, %] BRI BrPz

See % - 367 [ f/nfer/'or finlsh floor

94~

|
43"
4-0"" Max

BOOSTER PUMP ELEVATION

NO SCALE

@EMERGENCY EYEWASH AND SHOWER ELEVATION DETAIL A

(DISABLED ACCESSIBLE)

BY CHECKED

6’00

4//

@PIPE WALL PENETRATION AND SUPPORT DETAIL

%" Eye rod

78// X / //4//
Pipe Clamp

— %’ Bolt, Typ.

f240 Mil neoprene wrapping
| @ﬁ

“‘
"‘
[
-
\
\

2%//

///4//

@PIPE SUPPORT DETAIL
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0

- .Vt —PIpe bend, TYP

T hrust block, TYP, _7
5 sq 7t min

THRUST BLOCK

NO SCALE

2

l///Mound 377

SO o PRI
A 3\/2%2 o L §2§§«/
© oo, o}/o ['racer tape
= ° ’
= = o °
E) o ol = o
J o o (= Structure
N _ o backfill
w ° °
O ~
.:: o g o
(e} o o
> o]
AN )
éaz ° o ¢} © i
N N °
RN
Y % ———Sand backfill,
compact wlth
o manual tamper
N ’ —— PIpe, shape
¥ backf1ll
for bells and
2 1IN couplings
— g
67 MAX

SECTION-TRENCH MOUND

NO SCALE

DOES SD imperial Rev.!/s

Pipe support, see

Heat tape

0S & Y Valve, TYP

Y-Stralner

Junction box, see

////f/#eaffape to

BACKFLOW PREVENTER ASSEMBLY

N D> ; D R > ; D R > ; > R D>
;A’( ;A’ . /~;A .8 DA’/ .8 .
AC to match
ex/sting
| | ] i ] |
@@@QQQQ
S
N <:>é§§ Cjk:D T Select
N (O~ OO backfill
= <:7C7<;é§iKiECD
= OO [ Tracer tape
S Y o o F 7
ad = o © ’
zi o & g o
S © T = - Structure
> Y o Zo ° o backr !/
?;> ° o o © i
N N
w
% ———Sand backfill,
© compact wlth
. manual tamper
L ° —— Pipe, shape
backrill
for bells and
47 WIN couplings
— -
67" MAX

SECTION-TRENCH, AC

DESIGN

NO SCALE

WATER PIPE

-1

BY .
Laurie Va

NO SCALE

CHECKED
squez

Don Hansen

NO SCALE

PCC, depth match
ex/sting concrete

POST MILES
TOTAL PROJECT NO.

177.3/181.1

TOTAL
SHEETS

DIST. COUNTY

SBd

J/mz/f %szs\ 1/30/12

REGISTERED CHHD/ENGNEER DATE

*\ Exp. 06/30/14 /%

CIVIL
S, N\
4 N
2-25-13 A
PLANS APPROVAL DATE

The State of California or its officers or agents shallnot be responsible

for the accuracy or completeness of electronic copies of this plan sheet.

for wiring schedule

CALIFORNIA STATE FIRE MARSHAL
APPROVED

Approval of this plan does not authorize or
approve any omission or deviation from
applicable regulations. Final approvalis
subject to field inspection. One set of
approved plans shall be available on the

project site at aHTiTji;////7

Reviewed by: /=) Cfoi

G. ANDERSEN
01-20-2011

Approval date:

Varies, 2°-0"" MIN

127 +

\ -

)//////”“\*Tracer tape

. Structure
o backflill

4//

ONY)

4//

—+—— Sand backfrill,

compact with
manual tamper

. Plpe, shape
backrill
for bells and

4" MIN
6" MAX

couplings

SECTION-TRENCH, PCC

STATE OF

DETAILS

BY
L qurie Va

CHECKED
sque’z

Don Hansen

QUANTITIES

BY .
Laur e Vasquez

CHECKED

Don Hansen

NO SCALE

CALIFORNIA
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ABBREVIATIONS

AB
AC

BLDG

C-C
CFS
C

CL
CMP
CONC
COTF
COTG
CPLG
CW

D
DIA

FOB
FF
FG
FL
FM
FoC
FS
FT
FTR
GA
GAC
GAL
GPM
GALV
GSP

DOES SD imperial Rev.!/s

AGGREGATE BASE
ASPHALT CONCRETE
BUNG

BUILDING

CONDUIT

CENTER TO CENTER
CUBIC FEET PER SECOND
CAST IRON

CHAIN LINK

CORRUGATED METAL PIPE
CONCRETE

CLEANOUT TO FLOOR
CLEANOUT TO GRADE
COUPLING

COLD WATER PIPE

DRAIN

DRAIN INLET

DIAMETER

DRAIN PIPE

ELECTRICAL

EXISTING

EACH

ELEVATION

EDGE OF PAVEMENT
EQUAL

FACE OF BUILDING

FINISH FLOOR

FINISH GRADE

FLOW LINE

FORCE MAIN

FACE OF CONCRETE
FLOW SWITCH

FEET

FLUE THROUGH ROOF
GAUGE

GRANULAR ACTIVATED CARBON
GALLON

GALLONS PER MINUTE
GALVANIZED

GALVANIZED STEEL PIPE
GATE VALVE
GOVERNMENT SERVICE LINE
HEIGHT

HOSE FAUCET
HORSEPOWER

HERTZ

INSIDE DIAMETER

INVERT ELEVATION (IN FEET)

JB
KW
LB
LT
MAX
MBV
MH
MIN

NB
NIC
NO
OC
oD
0G

PCC
PH

PRV
PVC

RCP
REQ
Fpm
RPBP
RPU
RT
RW
R/W

SB
SCH
SD
SP
SQ
STA
STD
TBM
TOC
TOT
TYP
VAC
VCP

W/0
WP
WSP

INCH

JUNCTION BOX

KILOWATT

POUND

LEFT

MAXIMUM

MOTORIZED BALL VALVE
MANHOLE

MINIMUM

NORTH

NORTHBOUND

NOT IN CONTRACT

NUMBER

ON CENTER

OUTSIDE DIAMETER
ORIGINAL GROUND

PITCH

PORTLAND CEMENT CONCRETE
PHASE

PRESSURE REDUCING VALVE
POLYVINYL CHLORIDE
RADIUS

REINFORCED CONCRETE PIPE
REQUIRED

REVOLUTIONS PER MINUTE

REDUCED PRESSURE BACKFLOW PREVENTER

RECYCLE PROCESS UNIT
RIGHT

RIGHT-OF -WAY

RAW WATER

SLOPE

SOUTHBOUND
SCHEDULE

STORM DRAIN
SEWAGE PIPE
SQUARE

STATION

STANDARD
TEMPORARY BENCH MARK
TOP OF CONCRETE
TOTAL

TYPICAL

VOLTS AC

VITRIFIED CLAY PIPE
WATER

WITHOUT

WATER PIPE

WELDED STEEL PIPE

BY

DESIGN Laurie Vasquez

POST MILES TOTAL

COUNTY TOTAL PROJECT .| SHEETS
SBd 177.3/181.1
Jmf%w%\ I-30-12
REGISTERED CIVILLENGINEER DATE
DETAIL
X FENCE \S55/ —— SHEET NUMBER
i T~ SURFACE DRAINAGE 99.00 NEW GRADE IN FEET
for the accuracy or completeness of electronic copies of this plan sheet.
// // ABANDON X (100.00)  EXISTING SPOT GRADE IN FEET ! d d d
CALIFORNIA STATE FIRE MARSHAL
—mm S —meeme SANITARY SEWER T SURFACE DRAINAGE APPROVED
(A]pproval of ’rhis. pl'an doesd nq’rﬂoéjr:rhforrgée or
, ppr‘ove any 0m|s§|on OI’. evia i
——————————— D ------------ DRAIN 1 ABANDON cublact Jo Fold Tapection. tne se of
approved plans shall be available on the
o BENCHMARK ELEVATION projet site o G"HV
RD RETURN DRAIN Reviewed by: )‘"")é
G. ANDERSEN
o A VENT Q CENTERLINE Approval date: O01-20-2011
______ W WATER g DIAMETER
————————— FM ---------  FORCE MAIN O— SECTION / ELEVATION LETTER
—— SHEET NUMBER
e L - LEACH LINES
TREE
DIRECTION
<= OF TRAFFIC
- CAP
C ELBOW, TURNED DOWN
GENERAL WORK NOTES W FLEXIBLE CONNECTOR
<] REDUCER, CONCENTRIC
N REDUCER, ECCENTRIC
I'he Contractor shall verify all controlling fleld @

dimenslions and condltlons before ordering or PRESSURE GAUGE (WITH VALVE AND SNUBBER)

fabricating any materials.

The Contractor shall verify exact location of all Hi UNION
underground facllities and utilities prior to start

of construction. i UNION, INSULATING
No 90 degree bends allowed on draln or sewer plpe. VALVE, BALL

| |
Where 90 degree bends are shown, use two 45 degree O
bends R’l

VALVE, CHECK

VALVE, GATE

VALVE, SAFETY RELIEF

VALVE, PRESSURE REDUCING

) HOSE FAUCET

BRIDGE NO. SHEET
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Don Hansen STATE OF DIVISION OF ENGINEERING SERVICES
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DETAILS Laurie Vasquez
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POST MILES
TOTAL PROJECT

177.3/7181.1

TOTAL

COUNTY SHEETS

SBd

fwme/f %Mw%\ I-30-12

REGISTERED CIVILA—:NGINEER DATE

3,000-Gal Precast Clarifier [~ Y~
(Holding Tank) SSr-2 \EEO-28

8,000-Gal Fiberglass Septic Tank

End 8" GSP Casing

The State of California or its officers or agents shallnot be responsible
for the accuracy or completeness of electronic copies of this plan sheet.

4" PVC SP, S=1.5% min,

2" PVC FM S=3.75% min, L=450" Approval of this plan does not authorize or

Wro ’ n y e approve any omission or deviation from

R/W o\ W 4" PVC SP, End 6" GSP ‘Ca's'/ng, applicable requlations. Final approvalis
o T subject to field Inspection. One set of

| 5=3.75% min. Begin 4~ PVC SP,| approved plans shallbe available on the

no casing, S=2% min, L= 280" | prolect site ot “”“"‘V

— Reviewed by: )29 é

= /1 G. ANDERSEN

T W Approval date: 01-20-2011
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‘-v*:::::::::::::::::::::::::: 7#ﬂ:it‘7;:/if—:::7::::;: IS S L. - J _ N - S - T T
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d —_—
—

_m/ !/ !/ !/!/

FF ISt

% Observation wells,
Total 10, TYP $573)
'0',', bh‘/ ’
N
/Q Leach Field, 10 Total,
°>
oS

[L=100" each
\ST3/

Diversion
Y valve, TYP

Clean ouft,

9 Total
TYP, See

-

Sy s

6" PVC SP, Begin 8" GSP
casing, S=1.5% min, L=215"

9408 9409 9410 9411 9412 9413 9414 9415 9416 9417 9418 9419 9420 9421 9422 9423 9424 9425 9426 9427 9428 9429
1 ‘ 1 ‘ 1 1 1 ‘ 1 1 1 1 ‘ 1 1 1 1 ‘ 1 1 ‘ 1 ‘ 1 ‘ 1 ‘

\ |
ROUTE 15

SITE PLAN 1

SCALE "= 80'-0"
BY CHECKED BRIDGE NO. ©
DESTGN Laurie Vasquez Don Hansen STATE OF DIVISION OF ENGINEERING SERVICES [ MOUNTAIN PASS JPOE an °
s Loeon T cHECKRED CAL IFORNIA | eecrricac-vecHanicaL-waTeR $S0-11.
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COUNTY

POST MILES TOTAL
TOTAL PROJECT . SHEETS

SBd

177.3/7181.1

J/me/f %sz\ I-30-12

REGISTERED CIVILA—:NGINEER

DATE

The State of California or its officers or agents shallnot be responsible

for the accuracy or completeness of electronic copies of this plan sheet

Surface elevation
2906.07

Fiberglass valve box
wlilth vented cover, TYP

T ) [ ]

CALIFORNIA STATE FIRE MARSHAL
APPROVED

Approval of this plan does not authorize or
approve any omission or deviation from
applicable regulations. Final approvalis
subject to field inspection. One set of
approved plans shall be available on the

project site at aII’rimV

Reviewed by: /=) Z\
G. ANDBERSEN

Approval date: 01-20-2011

TR < NS
Invert elevation N //Mﬁs\///\\ //Xi\s A TN N N A S %X/& Ny S
. \ SOO.000 OO © OO0 S OHAD
continuation see ‘ @%Q@%%%O @%8 @OSDQ%D@ @O@ SO000ND < Act/vated carbon @@% Vo 9@% Soly) DN @@@8 @Oé)@ 3
20 T ERE SR ESSTN Y, KO0 Fliter, TYP LRI s s SRR 3
SOP00D TOOPDOTGITIO OGO OO0 ’ FROP0Q0 ST GROMO0D
< \ )
] | [f«— 677 PVC Inlet Plpe
~—— 47" 5ch 40, NI 4" PVC, Outlet Elevation
R PVC, Cross- ‘ \ 2901.65" See /N
IS over ;
IS Outlet fllter \$50-/
N
DO
g 5%
5 NN
2 o
S
\G Pea gravel,
o See note 3.
24//
bo/
DIV CAVEIVIVIV AV E) O OO0 DIV CAVAICAVIVOIVEIY OO0 OO0 / ‘ Q.00 QS)OO?) S
O NS
@%Oooob%go/oo GROOVOOD Vs valelvy Melate SOOY00D %8%%@% %&%«%?8@% Ny I Notes:
N SN NN SN SN SN SN SN SN S S SN S Y SN N S ST
I. Deadman dimenslions may vary by manufacturer.
257 (nominal) Install deadman per manufacturer’s specifications
and recommenddations.

2. Baffle Is locarted for the volume In the first compariment

hold 2,000 gallons (nominal)

Deadman Deadman

and manufacturer’s requlirements.

fo hold 4,000 gallon (nominall), second and third comparitments

3. Pea gravel and backfill may vary based on soil type

4 Anchors and fie downs according to manufacture’s

requirements.

8,000 GALLON FIBERGLASS SEPTIC TANK

NO SCALE
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<— (Concrete collars

I

COUNTY

POST MILES TOTAL
TOTAL PROJECT . SHEETS

SBd

177.3/7181.1

J/me/f %sz\ I-30-12

REGISTERED CIVILA—:NGINEER

EROME R MARCOTT

DATE

No. C 36844

The State of California or its officers or agents shallnot be responsible
for the accuracy or completeness of electronic copies of this plan sheet.

For contlnuation, — s 0 I ] C D49
See | |
Manhole frame ﬂ/ i
and cover, 24", | |
fotal 3. ! !
PLAN
Ralse slab and manholes LScreen
[’ above surrounding
N 8%, Min all 4 sides grade. Taper AC fo slab. |\ |\« 4 sch 40, PVC
N ﬂ— vent plpe
] T 3 To
Y, « :::C{/ f: *4 © |8 each way
A —— S.<———Coat all exterlor surfaces
as required ‘ | . with bituminous coating
— L - (Including risers),
S\ exceptl tank botfom Notes:
4’; Eargzafyzgegjl—% | @ High water alarm float switch (FSI) ; 6
et ) @ below the Inlet elevation.

e

‘s " 9595
502 00D

Install tank on 4’ pea gravel //4
or compacted sand bed

SECTION

3000 GALLON CLARIFIER TANK

NO SCALE
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aumriTies |Laurie Vasquez  |Don Hansen DEPARTMENT OF TRANSPORTATION WASTEWATER DESIGN
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@ For Control Panel DIagram, see Electrical
sSheet EEQ-29.

BRIDGE NO.

41216 MOUNTAIN PASS JPOE

CALIFORNIA STATE FIRE MARSHAL
APPROVED

Approval of this plan does not authorize or

approve any omission or deviation from
applicable regulations. Final approvalis

subject to field inspection. One set of
approved plans shall be available on the

project site at aII’rimV

Reviewed by: /=) é
G. ANPERSEN

Approval date: 01-20-2011

POST MILE

87.1/87.5 CLARIFIER (HOLDING TANK)

DISREGARD PRINTS BEARING

o

o

SHEET 3

SS7-2,

o

N

i

REVISION DATES (PRELIMINARY STAGE ONLY SHEET OF v
M~

o~

EARLIER REVISION DATES —— oiio | /30712
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POST MILES TOTAL

NN

COUNTY TOTAL PROJECT .| SHEETS
CALIFORNIA STATE FIRE MARSHAL
' Meter box and cover SBd 177.3/181.1
vbservarion well wap C t /] Non-perfqrafedc :Di’De Approval of ’rhisA[l;snRgoveEDno’r authorize or
g’ oncrete collar o w/watertight jolnts approve any omission or deviation from
.. Finlsh grade applicable regulations. Final approvalis
~—— Finlsh grade \ subject to fleld inspection. One set of :f/ w%\
N o - .c \7\\\7\_ approved plans shall be available on the erdgme . % 1-30-12
S N ol LN E o ™ project site at all times.
~ . S el 0y 0 o~ / REGISTERED CIVILZENGINEER DATE
5 (38— 4 Rebar B wriovs vy: =g (2.
oo Gé1AN‘EfERSEN
Free dralning 15 j Approval date: -20-2011
granular materiat—s2 L W \
. — <o +—~ o
, . 3 3|5 RT——O~——{—Leach /ine plpe
Backr 1l w0 03" o B § > \ o The State of California or its officers or agents shallnot be responsible
’ ? 10 o ole A . ) N ) for the accuracy or completeness of electronic copies of this plan sheeft.
Phservarion well plpe. &7 e E Leach iine pipe o 4 | undisturbed earth or
Sand—— G| - A e compacted sand Yound
: (,B) %) 8 ML %goc; j Finlsh grade
NN :m
e Y o0L = 0N ANPEPENNEENN ’
' % A é‘ S 020D ﬁ e e DN A o\u/°<—Backf///
/ —1 3 500 Observation well IS S T S <—Sqnd .
leach line ,o/',oeJ / G N Leach |7 P O = ﬁ =53 1 Fllter fabric, 12”7 overlap on fop
X 5 eac rne roc , ? : ’r
i / S § Q LEACH LINE CROSSOVER , O~ | Leach line pipe, 4
OO N N +— 3 25 '
. 0200 / NN = N I os B T |
Leach Iine rock /l( =[© ‘< SECTION-OBSERVATION WELL NO SCALE o | e | Leach rock
N 'S B - 3 = wes & Vertical wall, Typ
, . NS ~ NO SCALE e e A
Wrap pipe with / S S s A%
fllter fabrlic »W/ S 3
Fiiter fabric Ooo% :
N ol ' LEACH LINE
AN @

NO SCALE

»)OBSERVATION WELL

NO SCALE AC, depth to PCC, depth to match AC or PCC, match
Mound 377 match clvll civil plans civil plans
/ plans
o N <z = === l=] N bl
S o SjovlCe. N SlePlee
: o : oser @Q%QU@@@ + & . D) N Ty| Match backflil
D / tape N OO ©©®@\\ e, matoh . . o N OO @5’/ on civil plans
° e N ©®© OO c?/vp/'/,p/ans X v " N ©©©©O©©
. | | e S [ PR | e
= =z . ° = O —— Tracer tape = o ° /\ racer rape = O OO . Tracer tape
:Q o ~ g o :Q ' o o o :Q V o ° 4 :Q v 5 o y
J o o (= Structure J D o N . 0 J D o
o . . backf1ll a o e N o ° N oo
N © ° W o = Yorg ° « o & = o “ o = = o
°9 o ° 9 o 00\3 o ° 9 o
= ° ] 7o = ° O - Stucture = ) P - Structure S o - - Trench backfll/
> ) . N 7 . s 05 backfill ~ o o o T|  packfll < ° 5, s. o b
) g o ’//\ = - ////\ 5 N o ‘//\\
i>\ _ 5 R 57 o o o © - ?Sé o ° ° C?&
/<i o o ) o §f N\ ) o ET . o o N -
¥ D % ——Sand backfill, o —Sand backflll, Concrete
Y % ———Sand backfill, compact with . compact with
compact with o manual tamper 0 manual famper N
L manual tamper e
: ° —— PIpe, shape L ’ —— Plpe, shape .+ = T—— GSP Casing
X ) —— Pipe, shape Al backfill backflll s
¥ backfill for bells and for bells and
for bells and o coupllngs Y couplings ,
e couplings * < P Min o < A Min >
. < 4 M//? 6// MGX 6// MGX
6 Max
SECTION-TRENCH MOUND SECTION-TRENCH, AC SECTION-TRENCH, PCC SECTION-TRENCH,
o et NO SCALE NO SCALE PCC ENCASEMENT

NO SCALE

1 SEWAGE PIPE

NO SCALE
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POST MILES TOTAL
COUNTY TOTAL PROJECT .| SHEETS

08| SBd 177.3/7181.1

Valve box and cover
I’ ﬁ fm%%‘u% I-30-12

8” Concrete collar,[ Jor () REGISTERED CIVIENGINEER DATE
Typ Match existing or
finish grade
- sl . M,
N O o (0T *4,[T or O
e ' ~ | The State of California or its officers or agents shallnot be responsible
Compacted /\ T~ Access cap w/stalnless steel clamp for the accuracy or completeness of electronic copies of this plan sheet.
backfill, TYP ]
J@ o el , CALIFORNIA STATE FIRE MARSHAL
SP’ same 5/"26 as CO %%%%Oj %88%004— /DeG g/’GVG/,3 CUD/C feef M/N APPROVED
<13Cf>CKX33<12>\_/CX§§%E§%E§% Approval of this plan does not authorize or
y approve any omission or deviation from
I~/ applicable regulations. Final approvalis
. subject to field inspection. One set of
Min approved plans shall be available on the
project site at aHTitji;////7
Reviewed by: )79 CZZT:
G. ANDERSEN
Approval date: 01-20-2011

@ COTG ACCESS BOX

NO SCALE

Concrete pad m Concrefe pad
)
)

>

L
Full width
of french

! \

\ \

' A ' A a0 A ' A ' A 5 , A

\ \ N
"y a0 o A A a0, Qo A v [ -
) Flow 7\ ™ Flow

—N : . e A \ T

PO P B S s P P B

Full width
of trench
=)
*f ﬁ—fmJ C
N

-
-

PLAN PLAN PLAN PLAN

o — o AN _— —
For conflnuation see — D For contlnuation see U For contlnuation see —( »
0
459 elbow, total 2 45" Wye and 459 elbow, total 2
0 459 elbow \ 0
45~ Wye 45 Wye\

Py
r \
\ J
\————‘

ol ] At o )
N v N v S, '3 v A T r N T s, r ' s r A
N N i N N i

. .

ELEVATION ELEVATION ELEVATION ELEVATION

CLEANOUT (AT BEND) CLEANOUT (STANDARD) TWO WAY CLEANOUT CLEANOUT (REDUCED CLEARANCE)

CLEANOUT TO GRADE

No Scale

Concrefe pad shown typical for all cleanouts
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