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NOTES:

1.

—EXTERNAL BBS CABINET DOOR

MOUNT THE EXTERNAL BBS CABINET TO THE MODEL 332 OR 334 CABINET WITH EIGHT 18-8 STAINLESS STEEL, FULLY THREADED,
%'"'-16 X 1" HEX HEAD BOLTS, EACH WITH TWO 18-8 STAINLESS STEEL, 1" OD, ROUND FLAT WASHERS (DESIGNED FOR 3" BOLTS) AND
ONE STAINLESS STEEL K-LOCK HEX NUT. OBTAIN THE ENGINEER'S APPROVAL OF THE BOLT MOUNTING LOCATIONS PRIOR TO BBS CABINET INSTALLATION.

THE ANCHOR BOLTS SHALL BE %," Dia X 15" WITH A 2"-90° BEND. EXTERNAL BBS CABINET ANCHOR BOLT LOCATION SHALL BE PER
MANUFACTURER’S RECOMMENDATION. OBTAIN THE ENGINEER’S APPROVAL OF THE ANCHOR BOLT LOCATIONS PRIOR TO CONSTRUCTING THE FOUNDATION.

VERIFY THE DIMENSIONS OF THE BBS CABINET AND OBTAIN THE ENGINEER’S APPROVAL OF NECESSARY CHANGES
PRIOR TO CONSTRUCTING THE FOUNDATION.

ALL DIMENSIONS ARE NOMINAL.,
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MODIFIED MODEL 332 AND 334 CABINET FOUNDATION

DETAIL FOR BATTERY BACKUP SYSTEM (BBS)

(FOR DIMENSIONS AND DETAILS NOT SHOWN AND ADDITIONAL NOTES, SEE SHEET
ES-3C OF THE STANDARD PLANS FOR MODEL 332 AND 334 CABINETS)
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