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PROVIDE A MINIMUM CLEARANCE OF 36" FROM FACE OF CURB
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DETAIL "B"
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DETAIL "A"

DETAIL "B"

R3-2

INSTALL EXISTING MODEL 170 CONTROLLER ASSEMBLY IN 

NEW TYPE 332 CABINET.

ENCLOSURE ON EXISTING FOUNDATION WITH THE FOLLOWING: 

RC
   TYPE 332 CABINET AND NEW BBS ON EXISTING FOUNDATION;
   EXISTING TYPE 332 CABINET AND EXISTING BBS AND INSTALL NEW 

RC

SB ROUTE 1

NB ROUTE 1

3
0
.
0
9

R/W

R/W

9

1.  FOR ACCURATE RIGHT OF WAY DATA, CONTACT

6

6 FOR STREET NAME SIGN SEE SHEET E-4.

   EXISTING 120/240 V, TYPE III-BF SERVICE EQUIPMENT ENCLOSURE 

3. PROVIDE A MINIMUM 48" FLAT, SQUARE AREA FOR APS ACCESSIBILITY.

MODIFYING EXISTING ELECTRICAL SYSTEM

Y
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G

DETAIL "A"

MODIFYING SIGNAL AND LIGHTING 

(LOCATION 2)

AND INSTALL NEW 120/240 V TYPE III-BF SERVICE EQUIPMENT 
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CABINET AT HUNTINGTON AVE. (Approx 1500’)

FOR INSIDE CURB RETURNS AND NEAR DRIVEWAY; A MINIMUM CLEARANCE OF 18" ELSEWHERE.

4.  MAINTAIN A MINIMUM CLEARANCE OF 48" FOR WALKWAY.

2.  PROVIDE A MINIMUM CLEARANCE OF 36" FROM FACE OF CURB TO FACE OF FIXED OBJECT 
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1.  FOR ACCURATE RIGHT OF WAY DATA, CONTACT

RIGHT OF WAY ENGINEERING AT THE DISTRICT OFFICE.
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Min. 2’ CLEARANCE

CIDH FOUNDATION

 3 FOR INSTALLATION SEE DETAIL "B" THIS SHEET.
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Exist 2"C, 

Exist 2�"C, 3-12 PAIR #19 SIC

Exist 2�"C, 1-12 PAIR #19 SIC TO CONTROLLER

SIGN INFORMATION WILL BE PROVIDED BY THE ENGINEER

TO THE CONTRACTOR.

5.  IISNS COLOR AND FONTS PER CITY OF HUNTINGTON BEACH REQUIREMENTS.
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66"
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SIGN MOUNTING DETAILS

DETAIL D

SIDE VIEW
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LOCK WASHER

�" Ø Galv Hex HEAD BOLT, NUT AND

1� NPS x 0.105" Galv PIPE CLAMP

CAP SCREW WITH LOCK WASHER

DRILL AND TAP FOR �" Ø

SIGNAL MAST ARM

�"

2"

NTS

SECTION A-A

CHANNEL

APIPE

CLAMP

A

SIGN

PANEL

NLYO

DETAIL "C"

NTS

DETAIL "C"

R61-15 (CA)

   EQUIPMENT SCHEDULE SEE SHEET E-9.
6. FOR CONDUIT AND CONDUCTOR SHEDULE AND STANDARD AND 

ENCLOSURE ON EXISTING FOUNDATION WITH THE FOLLOWING: 

INSTALL NEW TYPE 332 CABINET AND NEW BBS ON EXISTING FOUNDATION;
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MODIFYING EXISTING ELECTRICAL SYSTEM
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