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CONFLICT WITH GUARD RAILING

CONCRETE BARRIER

END OF WINGWALL

OR STRUCTURE

CONCRETE BARRIER

MATCH DECK OVERHANG

GEOCOMPOSITE DRAIN

STRUCTURE APPROACH

FINISHED GRADE

FOR INSTALLATION, SEE

CONCRETE BARRIER

HINGE POINT OF

BRIDGE FILL

MARK WITH 3" HIGH

"Y" ABOVE CONDUIT

COUPLING TO BE SET FLUSH

WITH FACE OF CONCRETE

GALVANIZED PLUG, LUBRICATE THREAD

WITH GRAPHITIZED GREASE

COUPLING

COPPER BONDING STRAP INSTALL ONLY AT

STRUCTURE CONSTRUCTION JOINT, EXTEND

AT LEAST 6" FROM FACE OF CONCRETE

CONDUIT

CLAMP
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