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Use this SSP for signs at emergency fuel pump shutoff switches.

1..  Change section numbering when used in conjunction with Standard Specifications.

10.__  METAL SIGNS

2

PART 1 - GENERAL
3

Scope:  This work shall consist of furnishing and installing metal emergency pump shutoff signs in accordance with the details shown on the plans and these special provisions.

4

SUBMITTALS

5

Manufacturer's descriptive data, colors, graphics and fastening details shall be submitted for approval.

6

PART 2 - PRODUCTS

7

Signs:

8

Signs shall be sheet steel, not less than 0.048 inch thick (18‑gage) with a baked-on enamel coating.

9

Signs shall have a white background with contrasting red letters.  Red letters shall be 2 inches minimum in height.

10

Fasteners:  Fasteners shall be as recommended by the sign manufacturer.

11

PART 3 - EXECUTION
12

Sign inscriptions shall read as shown on the plans.

13

Each sign shall be located as shown on the plans and shall be fastened in place with a minimum of 6 fasteners for each sign.

