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Use with all Electrical SSP's.

1.  Change section numbering when used in conjunction with Standard Specifications.

16.01  ELECTRICAL WORK

2

PART 1.- GENERAL

3

SUMMARY.‑-

4

Scope.‑-This work shall consist of performing electrical work in accordance with the details shown on the plans and these special provisions.

5

Electrical work shall include furnishing all labor, materials, equipment and services required to construct and install the complete electrical system shown on the plans and the work of installing electrical connections for the thermostats, motors, and controls specified elsewhere in these special provisions.

6

System layouts are generally diagrammatic and location of equipment is approximate.  Exact routing of conduits and other facilities and location of equipment is to be governed by structural conditions and other obstructions, and shall be coordinated with the work of other trades.  Equipment requiring maintenance and inspection shall be located where it is readily accessible for the performance of such maintenance and inspection.

7

Related work.‑-Earthwork, foundations, sheet metal, painting, mechanical and such other work incidental to and necessary for the proper installation and operation of the electrical work shall be done in accordance with the requirements specified for similar work elsewhere in these special provisions.

8

CLOSEOUT SUBMITTALS.‑-

9

Operation and maintenance manuals.‑-Prior to the completion of the contract, 3 identified copies of the operation and maintenance instructions with parts lists for the equipment specified herein shall be delivered to the Engineer at the jobsite.  The instructions and parts lists shall be in a bound manual form and shall be complete and adequate for the equipment installed.  Inadequate or incomplete material will be returned.  The Contractor shall resubmit adequate and complete manuals at no expense to the State.

*10.  Delete Standby Generator if not required.  List additional equipment requiring manuals.

Manuals shall be submitted for the following equipment:

Standby Generator

________________________

________________________

________________________

________________________

________________________

11

QUALITY ASSURANCE.‑-

12

Codes and standards.‑-All work performed and materials installed shall be in accordance with the CEC and the California Code of Regulations, Title 8, Chapter 4, "Electrical Safety Orders." .

13

Warranties and guarantees.‑-Manufacturer's warranties and guarantees for materials or equipment used in the work shall be delivered to the Engineer at the jobsite prior to acceptance of the contract.

14

TESTING.‑-

15

After the electrical system installation work has been completed, the electrical system shall be tested in the presence of the Engineer to demonstrate that the electrical system functions properly.  The Contractor shall make necessary repairs, replacements, adjustments and retests at his expense.

