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(see Note 10) Details
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SECTION G-G < A
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Mé Cap screws 3. Galvanized steel
@ 125 Max provided by contractor. Grating working |oad
shall be 7.0 kN/m (145 psf).

5. For support platform details not shown,
"Dehumidification ‘Support Details No.3" sheet.

ontractor”s option,
For 25 mm gap, caulking with backing
be used.

10, For fower skirt, doubler PL not used,
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Duct mounting !
(see Note 7)

® @

CNmm——————— L

B, 8

\

No. 3" sheet.

Bent PL 8 4. Base frames, support beams and fasteners
shall be detailed to fit the dehumidifier.

7. For similar duct mounting, see Detail B on
Cable Anchorage Dehumidification Detail No.
in the mechanical sheets.

a gap of up

see

to 25 mm may

15 . SECTION F-F
Rectangular shown, circular similar
NOTES: =10
l. For all duct openings doubler plates shall equal
the penetrated structural plate.
Tower skirt PL 2. For walkway support beams, see "Tower Access

grating with fasteners to be

6. For louver locations and detalls, see "East Cable
Anchorage Dehumidification" sheets.

"East
o

8. Cable shroud pipe sleeve and duct connection
shall be detailed to permit airtight bolted
attachment of the dehumidification ducts.
See mechanical sheets.
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