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5 A\ v sign lighting, CCTV and MVDS, see
. sheets E-66, E-67 and E-68.
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P see sheet E-T1 Relocate and delete pull boxes per
RFI-561. Change conduit sizes
inside light pole and types from
MVDS per RFI-565. RFI-261
superseded by RFI-565. Change MP
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