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REGISYTERED ELECTRICAL ENGINEER DATE
LOAD DESCRIPTION LTG CB CB LTG LOAD DESCRIPTION ' ‘
- 12-6-04
Spare 20 1A o 20 @ Bike Path > PLANS APPROVAL DATE o/30/00
1 1 Belvedere PB POWER, Inc. * QB EcTRICAL
. A Parsons Brinckerhoff Company
20 3 B 4 20 N Bike Path (3) A 303 Second St. Sulte TOON
1 1 Belvedere {(0) San Francisco, CA  94107-1317
20 20 The State of Callfornla or Its offleers or agents shall not be responslble for
] 5 C 6 ] 216 Bike Path LTG (4) 9 the accuracy or complefeness of electronlc coples of this plan sheet.
20 M Caltrans now has a web slte! To get fo the web slfe, go fo htfp://www.dot.ca.gov
7oA s 20 1] 218 Bike Path LTG (4) S
r
w
207 le 5 1029 spare — SHEET NOTES:
AH — £
|
20 20 o The Contractor shall extend and coil
1 1 c 12 ] 5 5.0 meters of cable in M.H.#25
Y CKT #2103 5 All cables shall be tagged with
3/C #2 + G m circuit numbers as shown.
TOTAL VA 756 TOTAL VA ﬁ
-
JAN 3
3
LOAD SUMMARY (INCLUDES .90 PF) (VA) BALANCE  (KVA) wmwwmmw%mmw\%m&mm dwire o NOTES:
LIGHTING (AT 100%):(756 Phase A -£0.378 RWV BUS RATING: 100 A ’ > .
Phase B -0 MAIN: 60 A Y 1. The Contractor shall provide nameplates
Phase C - 0.2 MOUNTING: Surface and circuit schedules as shown.
K.A.L.C.x 10 2. Install transformer/panelboard inside
a PB-8A enclosure (fiberglass)
TOTAL kVAX 0.756 to be sized by the Contractor.
“ NWV I R R A 3. References: . . .
(. 4 - For LVCC-A single |ine diagram,
| 40 A D) see sheets E-29 thru E-31.
7 - For circuit and conduit/cable
7 7 tray schedules, see sheets starting at
E-401.
- For pull box schedule, see
7 A O © © Neutral Bar 7 sheet E-169. ’
7 15 kVA, 3-phase, 60 Hz,
480 V -208Y/120 V
7 Dry Type Transformer————= O ~=—— Ground Bar %
+
7 mw mw mw #6 Bare 7
7 = —=<%—" Connect to 7
Grounding
7 60 A T, System 7
7 A B C 7
| ) 1 2 ) |
7 M 3 4 M 7
7 e 5 6 ~
| See Schedule M 7 8 M See Schedule |
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Revision to misc. electric work. ~
Delete belvedere and bike path MP L
B 8/6/07 || ighting per RFI-561 and RFI1-591. ELRRR | 42 o
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o
mmm%;mﬂ ox%_omx%omm NO._42 SAS SUPERSTRUCTURE ROADWAY EASTBOUND
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