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3/C #2 + G
PP-62 PP-64 PP-66 PP-68 PP-70 PP-72 (1) 2/c #10 + G, type SO cord.
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P P 1. Use multi-conductor cable if circuit
CKT #A-3035-1 is routed via trays.
3/C #4 + G
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A-3036 A-3036 A-3036 A-3036 A-3036 A-3036 - For typical pull box schedule, see -
O O ~O sheets E-83 and E-169.
CKT #A-3036-2 @ - For circuit and conduit/cable tray
36 + #8 G , schedules, see sheets starting
(Typ) at E-401.
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