CONDUIT DATA A lp-g.or | D910 conduit per RFI-561 04| SF 80 13.2/13.9 [360RI| 1204
Total Al lowable ~—
Condul®!  Reference | Size Type FII FIII | gholuded Conductor Type MARK| DATE DESCRIPTIONS e éZNmH |
(om 2) {mm2) REVIS |ONS VREG)STERED ELECTRICAY ENGINEER DATE
1735 E-46 41 RGS condult 0.00 534.55 |[Pull rope [ Soft-Fiber Polyester CONTRACT CHANGE ORDER NO 47
1736 | E-46 41 RGS conduit 0.00 534.55 |Pull rope | Soft-Fiber Polyester SHEET _X OF _xx 12-6-04
PLANS APPROVAL DATE
1737 E-47 41 RGS condult 0. 00 534.55 [Pull rope [ Soft-Fiber Polyester PB POWER, Inc.
A Parsons Brinckerhoff Company
1738 E-47 41 RGS condult 126. 88 534.55 | Pull raope | Soft-Fiber Polyester 303 Second St., Suite 700N
UP105-3 1-2/C + gnd #10, 600 V, EPR Insulation San Francisco, CA  94107-1317
The Stafe of Callfornla or Its offlcers or s shall not be responstble for
1739 E-47 41 RGS condult 126. 88 534.55 [UPI105-3 1-2/C + gnd *10, 600 V, EPR Insulation #:eaccuratyoroanpld‘emssofelwfmdcg;l’gsoffﬂs plan sheet.
Pull rope [ Soft-Fiber Polyester
REGISTERED ELECTRICAL ENGINEER Calfrans now has a web sitel To get fo the web slte, go to hitps/ /www.ddtcagov
o 1740 E-47 41 RGS condult 126. 88 534.55 | UP105-3 1-2/C + gnd #10, 600 V, EPR Insulation
E b,J Pull rope | Soft-Fiber Polyester CONDUIT DATA
>
a | 1741 | E-47 41| R6S condult 126.88 | 534.55 | UP105-3 | 1-2/C + gnd *[0, 600 V, EPR Insulation Condul+ Total |Allowablel |0 geq
o< Pull rope | Soft-Fiber Polyester No Reference Size EJJJ) EJJJ) Cable No. Conductor Type
> I'II—J 1766 E-79 53 RGS-PVC coated condult 754.18 |879.42 Pull rope | Soft-Fiber Palyester
Iﬁl:J <OE 1742 E-47 41 RGS conduit 0. 00 534.55 |[Pull rope [ Soft-Fiber Polyester 1115 1-3/C + gnd *1/0, 600 V, EPR Insulation
w
'<_:§ § 1743 | E-47 41 RGS condult 0. 00 534.55 | Pull rope | Soft-Flber Polyester 1767 | E-79 53 | RGS-PVC coated condult 147.25 |879.42 [Pull rope |Soft-Flber Palyester
A®| « 1115-2 1-3/C_#l6, 600 V, EPR Insulation
N . 1744 E-47 41 RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester 1115-1 1-3/C #14, 600 V, EPR Insulation
o
a
1745 E-47 41 RGS condult 440. 31 534.55 [UPI06-3 1-2/C + gnd *#8, 600 V, EPR Tnsulation 1768 E-120, E-I0I 78 RGS-PVC coated condul+ 882.89 [1935.24 |Pull rope | Soft-Flber Palyester
Sl > A-3010-2 |3 + | gnd #6,%8, 600 V, RHH/RHW Insulation 117 1-3/C + gnd _#2/0, 600 V, EPR fnsulation
e @ Pull rope | Soft-Flber Polyester
<uw a 1769 E-120, E-10I 27 RGS-PVC coated condult 147.25 |229.03 117-2 1-3/C_#16, 600 V, EPR tnsulation
E§g < 1746 E-48 41 RGS condul+t 440. 31 534.55 [Pull rope | Soft-Flber Polyester Pull rope |Soft-Fliber Palyester
E}a ﬁj A-3010-2 3 + | gnd *6,#8, 600 V, RHH/RHW Insulation 1117-1 1-3/C #14, 600 V, EPR Insulatfon
34| 3 UPI06-3 | I-2/C + gnd *8, 600 V, EPR Insulation MY VYV VMV VNV NV NV NV N NN NS SN
y ¥~
1747 E-48 41 RGS condult 0. 00 534.55 [Pull rope | Soft-Flber Polyester N N ) . . N N A R A R A R A . N N N . R R . N N .
A N4 A Z4 AN 24 —
_ 1748 | E-48 41| RGS condult 0. 00 534.55 | Pull rope | Soft-Flber Polyester 1832 | E-46 41 RGS condult 474.91 |534.55 |[A-1035-2 [3 + | gnd *6,*8, 600 V, RHH/RHW Insulatlon
() UP104-3A 2 + Ilgnd #12,#12, 600 V, RHH/RHW Insulatlion
£ ;; 1749 E-48 41 RGS condult 0. 00 534.55 |Pull rope | Soft-Flber Polyaester Pull rope | Soft-FIber Polyester
© <§( S-1031-2 3 + | gnd #6,#8, 600 V, RHH/RHW Insulation
w| =T 1750 E-48 41 RGS condult 0. 00 534.55 | Pull rope | Soft-Fiber Polyester —
5 §§ 1833 E-46 41 RGS condult 474.91 |534.55 S-1031-2 3 + | gnd #6,#8, 600 V, RHH/RHW insulation
8 Ej 1751 E-49 41 RGS condult 0. 00 534.55 [Pull rope | Soft-Fiber Polyester A-1035-2 3 + | gnd *6,*8, 600 V, RHH/RHW insulation
=} UP104-3A 2 + Ignd #12,#12, 600 V, RHH/RHW insulation
Z Z 1752 | E-49 4 RGS condult 0.00 534.55 |Pull rope | Soft-Flber Polyester Pull rope | Soff-Fiber Polyester
|l <
W N 1753 | E-49 4l RGS condult 0.00 534.55 |Pull rope |Soft-Fiber Polyester 1834 | E-46 4 RGS condult 474.91 [534.55 |UPI104-3A [2 + | gnd *#12,#12, 600 V, RHH/RHW insulation
[ A-1035-2 3 + 1 gnd #6,#*8, 600 V, RHH/RHW Insulation
m 1754 E-49 41 RGS condult 0. 00 534.55 [Pull rope | Soft-Fiber Polyester Pull rope [Soft-Flber Polyester
S-1031-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW Insulation
1755 E-49 41 RGS condult 0. 00 534.55 [Pull rape [Soft-Fiber Polyester
1835 E-46 41 RGS condult 0. 00 534. 55 Pull rope | Soft-Fliber Polyester
1756 E-50 41 RGS condult 0. 00 534.55 | Pull rope | Soft-Fiber Polyester
1836 E-46, E-47 41 RGS condutt 0.00 534.55 Pull rope | Soft-Fliber Polyester
% 1757 E-50 41 RGS condult 0. 00 534.55 | Pull rope | Soft-Fiber Polyester
— 1837 E-47 41 RGS condutt 0.00 534.55 Pull rope | Soft-Fliber Polyester
'f 1758 E-50 41 RGS condult 0. 00 534.55 | Pull rope | Soft-Fiber Polyester
g 1838 E-47 41 RGS conduit 212.85 [534.55 A-3009-2 3 + 1 gnd *6,*8, 600 V, RHH/RHW Insulation
a 1759 E-50 41 RGS condult 0.00 534.55 [Pull rape [ Soft-Fiber Polyester Pull rope | Soft-Flber Polyester
=
|n<_: 1760 | E-50 4l RGS condult 49.2| 534.55 |Pull rope |Soft-Fiber Polyester 1839 | E-47 4 RGS condult 212.85 |534.55 |Pull rope | Soft-Fliber Polyester
W UP108-3A 2 + |1 gnd #12,#12, 600 V, RHH/RHW Insulation A-3009-2 3 + 1 gnd #6,#*8, 600 V, RHH/RHW Insulation
S
= 1761 E-50 41 RGS condult 49.21 534.55 [UP108-3A 2+ | gnd #12,#12, 600 V, RHH/RHW Insulation 1840 E-47 41 RGS condult 262.06 |534.55 A-3009-2 3 + | gnd *6,*8, 600 V, RHH/RHW Insulation
% Pull rope | Soft-Fiber Polyester UP105-4A 2 + Ignd #12,#12, 600 V, RHH/RHW Insulation
— Pull rope | Soft-Flber Polyester ~
E 1762 E-50 41 RGS conduit 373.50 534. 55 1106 1-3/C + gnd _*6, 600 V, EPR Insulation S
i UP108-3A |2 + | gnd #12,#I2, 600 V, RHH/RHW insulation 1841 E-47 41 RGS condul+ 262.06 |534.55 |UP105-4A [2 + Ignd #12,#12, 600 V, RHH/RHW Insulation Z
= Pull rope | Soft-Flber Polyester Pull rope | Soft-FIber Polyester Se
| A-3009-2 3 + 1 gnd #6,#*8, 600 V, RHH/RHW Insulation o &
1763 E-5I 41 RGS condult 324. 29 534.55 |[Pull rope [ Soft-Fiber Polyester N =
E 1106 I-3/C + gnd *6, 600 V, EPR Insulation 1842 | E-47 41 RGS condult 212.85 |534.55 |Pull rope | Soft-Fliber Paolyester 0
o A-3009-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW Insulation oo
EE 1764 E-5I 41 RGS condult 0. 00 534.55 |[Pull rope [ Soft-Fiber Polyester E E
= ©Co
|
S 1765 E-5I 41 RGS condult 324.29 534. 55 1106 1-3/C + gnd _#6, 600 V, EPR Insulation e
w Pull rope | Soft-Fiber Polyester E Y
5 =
w For continuation, see next sheet. e
= CONDUIT AND TRAY SCHEDULE ig
w 20
K]
= S
g E-405 |2
- o

FOR REDUCED PLANS ORIGINAL
SCALE IS IN MILLIMETERS

20

40 60

80

DGN FILE =>04-0120f1_0360R0I.dgn

USERNAME =>reyesl

‘CU 04251

‘EA O120F I



	04-0120f1_0360r01

