Reviston to mlsc. electric work.
CONDUIT DATA N Add condult per RFI-543 04 SF 13.2/13.9 |379RI| 1204
Condut+ Total  |Allowdble| g yded
No Reference Size Type F1 Izl F1 Izl Cable No. Conductor Type MARK | DATE DESCRIPT IONS Y osso— 12/19/02
(m?) {mm2) REVISIONS REG STERED ELECTR\CA( ENGINEER DATE
3163 | E-229 40 FlexIble nonmetalllc condult | 425. 70 511.11 Pull rope | Soft-Flber Polyester
A-3013-2_| 3 + | gnd *6,*8, 600 V, RHH/RHW Insulation CONTRACT CHANGE ORDER NO. 42
A-3012-2 [3 + | gnd *6,#8, 600 V, RHH/RHW 1nsulation SHEET x OF xx 12-6-04
PLANS APPROVAL DATE
3164 |[E-228, E-229 40 |FlexIble nonmetalllc condult | 425.70 511.11 | A-3012-2 |3 + | gnd *6,*8, 600 V, RHH/RHW Tnsulatlion PB POWER, Inc.
A-3013-2 3 + | gnd #6,#8, 600 V, RHH/RHW 1nsulation A Parsons Brinckerhoff Company
Pull rope | Soft-Fiber Polyester 303 Second St., Suite 700N
San Francisco, CA  94107-1317
3165 | E-228 40 FlexIble nonmetallfc condult | 425.70 511.11 A-3013-2 [3 + | gnd #6,%8, 600 V, RHH/RHW Insulation The State of Callfornia or Its offloers or agents shall nof be responsible for the acourdcy
Pull rope | Soft-Flber Polyester or completeness of electronic coples of this plan sheet.
A-3012-2 3 + | gnd #6,#8, 600 V, RHH/RHW 1nsulation
REGISTERED ELECTRICAL ENGINEER Caltrans now has a web sltel To get fo the web sife, go fo: hitp://www.dot.cagov
a 3166 | E-228 40 |Flex!ble nonmetalllc condult | 425.70 511.11 | A-3013-2 [3 + | gnd *6,#8, 600 V, RHH/RHW Tnsulatlon
. | u Pull rope | Soff-FIber Polyester CONDUIT DATA
o > A-3012-2 |3 + | gnd #6,+8, 600 V, RHH/RHW 1nsulation orar ThlTown]
al Condult ora OVAS 18 | neiuded
wle 3167 | E-228 20 |Flexible nonmetallTc condult | 425.70 | 511.11 | PUlT rope | Soft-Fiber Polyester No Reference | Size Type fay | frA | cable No. Conductor Type
3 '-|'_J A-3012-2 |3 + | gnd *6,*8, 600 V, RHH/RHW 1nsulation 3206 |E-227 40 Flex!ble nonmetalllc condult | 425.70 501.11 [Pull rope | Soft-Flber Polyester
IE:J <Oa: A-3013-2 3 + | gnd #6,#8, 600 V, RHH/RHW Tnsulation S-3056-3 3 + | gnd #6,#8, 600 V, RHH/RHW Insulation
m] 5-3051-2 3 + 1 gnd *6,*8, 600 V, RHH/RHW Insulation
S 3168 | E-228 40 [FlexIble nonmetalllc condult | 212.85 | 511.11 [A-3012-2 |3 + | gnd #6,#8, 600 V, RHH/RHW Tnsulation
8% @ Pull rope | Soft-Fiber Polyester 3207 |E-181, E-135 41 |RG6S-PVC coated condult 264.63 | 534.55 | 5-305/1-2 |3 + | gnd *6,*8, 600 V, RHH/RHW Insulatlon
o Pull rope | Soft-Fiber Polyester
E 9 3169 E-228 40 Flex!ble nonmetalllc condul+ 212.85 Sl Pull rope Sof+-F Iber Polyes+er 5-3056-13 2-1/C *|4' 600 V. RHH/RHW Insulatlion
A-3012-2 3 + 1 gnd *6,%*8, 600 V, RHH/RHW 1nsulation S-3056-12 | 2-1/C #14, 600 V, RHH/RHW Insulation
N>
om| X
w| e 3170 [E-228 40 [FlexIble nonmetalllc condult | 212.85 | 5i1.11 |Pull rope |Soft-Fiber Polyester 3208 |E-18] 41 |RGS-PVC coated condult 464.20 | 534.55 |5-3051-1 | 1-3/C + gnd *4 ,600 V, EPR Insulatlon
<o a A-3012-2 [3 + | gnd *6,*8, 600 V, RHH/RHW TInsulation Pull rope | Soft-Flber Polyester
5'5 ~ S-3056-6 1-4/C #14,600 V, EPR Insulatlion
36 8 3171 E-228 40 |[FlexIble nonmetalllc condult | 212.85 511.11 | A-3012-2 [3 + | gnd *6,*8, 600 V, RHH/RHW Tnsulation
WS Pull rope | Soft-Fiber Polyester 3209 [E-181 41 |RG6S-PVC coated condult 527.18 | 534.55 | Pull rope | Soft-Flber Polyester
A-3041-1 1-3/C + gnd #2,600 V, EPR Insulation
3172 | E-228 40 |[Flex!ble nonmetalllc condult | 212.85 511.11 | A-3012-2 [3 + | gnd #6,*8, 600 V, RHH/RHN Insulatlion
Pull rope [Soft-Flber Polyester 3210 |E-181, E-135 41 |RGS-PVC coated condult 212.85 | 534.55 | Pull rope | Soft-Flber Polyester
A-3041-2 3 + | gnd #6,+8, 600 V, RHH/RHW Insulation
= 3173 | E-228 40 [Flex!ble nonmetalltc condult | 212.85 511.11 | Pull rope [Soft-Flber Polyester
o A-3012-2 [3 + | gnd #6,*8, 600 V, RHH/RHW 1Insulatton 3211 |E-226 41__|RGS-PVC coated condult 212.85 | 534.55 | Pull rope | Soft-FIber Polyester
e <2E A-3041-2 3 + | gnd *6,*8, 600 V, RHH/RHW Insulation
w| =T 3174 | E-228 40 |[Flex!ble nonmetalllc condult | 212.85 511.11 | A-3012-2 [3 + | gnd #6,*8, 600 V, RHH/RHN Insulatton —
x L Pull rope | Soft-Flber Polyester 3212 |E-226 40 |FlexIble nonmetallic condult | 212.85 | S11.11 | A-3041-2 [ 3 + | gnd #6,*8, 600 V, RHH/RHW Insulatlon
8 L—I'J Pull rope | Soft-Flber Polyester
o 3175 | E-227, E-228 40 |Flex!ble nonmetalllc condult | 212. 85 511.11 | Pull rope | Soft-Flber Polyester
&5 © A-3012-2 |3 + | gnd *6,*8, 600 V, RHH/RHW Tnsulation 3213 | E-226 40 |FlexIble normetallioc condult | 212.85 | 511.11 | A-3041-2 | 3 * | gnd *6,*8, 600 V, RHH/RHW Insulatlon
nl 2 Pull rape | Soft-Flber Polyester
W N 3176 | E-227 40 |[Flextble nonmetalltc condult | 212.85 511.11 | Pull rope | Soft-Fiber Polyester
| A-3012-2 |3 + | gnd *6,*8, 600 V, RHH/RHW Tnsulation 3214 |E-226 40 |FlexIble nonmetalllc condult | 212.85 | 511.11 |A-3041-2 | 3 + | gnd *6,*8, 600 V, RHH/RHW Insulatlon
- Pull rope | Soft-Flber Polyester
177 E-264, E'Z,QﬂA. 78 RGS-PVC coated condul+ 1043.76 1935.24 | 2119-B 3+ gnd, #250 kom!l, *|/0, 600 V, EPR Insulatlion
v v Y vy Y
T R 3215 |E£-226 20 |Flexible nonmetalllc condult | 212.85 | 511.11 |A-3041-2 | 3 + | gnd *6, %8, 600 V, RHH/RHW insuldfion
LN Pull rope | Soft-Flber Polyester
3177C | E-265 78 N
MAAAAAAAAANAARNAA '\J‘f 3216 [E-226 40 FlexIble nonmetalllc condult | 212.85 511.11 A-3041-2 3 + 1 gnd *6,*8, 600 V, RHH/RHW Tnsulation
= 3201 | E-226 40 |Flexible nonmetalllc condult | 264.63 | 511.11 | Pull rope | Soft-Fiber Polysster Pull rope | Soft-Flber Palyester
E $-3056-12 | 2-1/C #14, 600 V, RHH/RHW Insulation
= S-3051-2 |3 + | gnd *G,#8, 600 V, RHH/RHW 1Insulation 3217 |E-226 40 |FlexIble nonmetalllc condult | 212.85 | SII.11 [A-3041-2 [ 3 + | gnd *6,*8, 600 V, RHH/RHW Insulation
g $-3056-13 | 2-1/C #14, 600 V, RHH/RHW Insulation Pull rope | Soft-Fiber Polyester
o
2 3202 | E-226 40 |FlexIble nonmetallfc condult | 264.63 | 511.11 | S-3056-12 | 2-1/C *14, 600 V, RHH/RHW Insulatlon 3218 |E-226,E-227 40 |Flextble nonmetallfc condult | 212.85 | 511.11 |A-3041-2 | 3 + | gnd *#6,#8, 600 V, RHH/RHW Insulatlon
= S-3056-13 | 2-1/C #14, 600 V, RHH/RHW Insulation Pull rope | Soft-Fiber Polyester
— Pull rope | Soft-Fiber Polyester
S 5-3051-2 |3 + | gnd *G,*8, 600 V, RHH/RHW Insulation 3219 |E-227 40 [FlexIble nonmetalllc condult | 212.85 | 511.11 |Pull rope | Soft-Fiber Polyester
= A-3041-2 3 + | gnd #6,+%8, 600 V, RHH/RHW Insulation
5 3203 | E-226 40 |Flexlble nonmetalllc condult | 264. 63 501.11 | S-3056-13 | 2-1/C #14, 600 V, RHH/RHW Insulation
= $-3051-2 |3 + | gnd #6,*8, 600 V, RHH/RHW Insulation 3220 [E-227 40 [FlexIble nonmetalllc conduft | 212.85 | 5II.11 [A-3041-2 |3 + | gnd #6,*8, 600 V, RHH/RHW Insulation -
= S-3056-12 | 2-1/C #14, 600 V, RHH/RHW Insulation Pull rope | Soft-Fiber Polyester S
ou] Pull rope | Soft-Fiber Polyester z
= 3221 E-227 40 Flextble nonmetal llc condult | 212.85 S511.11 | A-3041-2 3 + | gnd #6,+8, 600 V, RHH/RHW insulation 2=
. 3204 | E-226, E-227 40 [Flexible nonmetalllc conduit | 451.59 | 511.11 |S-3051-2 |3 + | gnd #6,#8, 600 V, RHH/RHW Tnsulation Pull rope | Soft-Flber Polyester oo
Pull rope | Soft-Fiber Polyester N
< S-3056-12 | 2-1/C #14, 600 V, RHH/RHW Insulation 0N
= S-3056-3 |3 + | gnd *6,*8, 600 V, RHH/RHW T1nsulation 8o
S o
L
5 3205 | E-227 40 |FlexIble nonmetalllc condult | 451.59 511.11 |S-3056-12 | 2-1/C #14, 600 V, RHH/RHW 1insulation §§
= Pul |l rope | Soft-Fiber Polyester oo
w S-3056-3 |3 + | gnd #6,#8, 600 V, RHH/RHW f1nsulation My
S S-3051-2 3 + | gnd #6,#8, 600 V, RHH/RHW 1nsulation =
L For contlnuatton, see next sheet. -
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