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_ SHEET NOTES:

_ AHV Route power conduit/cable from dehumidifier
to TOS/COM cable fray inside @,wamw Extend

_ circuit to MH-25. See table this sheet.

AHV Final connections to dehumidifier shall be
liquid tight flexible metal conduit.

Install power and com.
on unistrut support.
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- See sheets M0OO1 through MO11 for —

dehumidifier plans and details.

SECTION A-A

SCALE 1

- For pull box schedule, see sheet E-83.
PLAN 2. E Line dehumidification unit 4 is similar.
SCALE 1:100 ROV W Line dehumidification unit 3 is shown.
EQUIPMENT ELECTRICAL COMM
Dehumidification | -480 V, 3 phase, 16 kW | - RTU #11W at
Unit 3 ﬁmm+,so+ma load) platform #8
- Ckt #1117, LVCC-A
- Integral circuit
breaker disconnect
Cable strand
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