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Reference Size Type Fill Fill Conductor Type
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4311 | E-9% 41 RGS conduit 126.88 534.55 UP104-3 1-2/¢c + gnd #10,600 V, EPR insulation
Pull rope |Soft-Fiber Polyester
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4313 | E-96 78 RGS conduit 1020.16 | 1935.24| Pull rope |Soft-Fiber Polyester
S-1031-1 1-3/c + gnd #2,600 V, EPR insulation
RG4S A } Vaal
{ A-1035-3_ |1-3/c + gnd #6,600 V, EPR insulation )/]
o 4314 [ E-96 53 |RGS conduit 648.58 | 879.42 ACS-1031-3) [1-3/c + gnd #6,600 V, EPR insulation
N AN S1035~3  |1-3/c + gnd_ #6,600 V, EPR insulation
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% @ 4315 | E-96 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
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% M 4316 | E-96 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
W S S 4317 E-96 53 RGS conduit 851.47 879.42 A-1011-1 1-3/c + gnd  #2,600 V, EPR insulation
I3 Pul | rope |Soft-Fiber Polyester
N A-1011-2 1-3/c + gnd #6,600 V, EPR insulation
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4320 | E-96 53 RGS conduit 0,00 879.42 Pull rope |Soft-Fiber Polyester
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WD @ 4321 | E-96 41 RGS conduit 0,00 534.55 Pul | rope |Soft-Fiber Polyester
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ww v 4322 | E-96 M RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
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A% 5 4323 | E-96 53 RGS conduit 0.00 879.42 Pull rope |Soft-Fiber Polyester
O
4324 | E-96 53 RGS condui+t 0.00 879.42 Pull rope |Soft-Fiber Polyester
4325 | E-96 41 RGS condui+t 0.00 534.55 Pull rope |Soft-Fiber Polyester
o
g1 2 4326 | E-96 41__|RGS conduit 0.00 534.55 | Pull rope |Soft-Fiber Polyester
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" M 4327 | E-96 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
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W & 4328 E-96 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
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W © 4329 | E-96 a1 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
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M M 4330 | E-96 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
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@ 4331 | E-96 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
4332 | E-96 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
4333 | E-97 41 RGS conduit 212.85 534.55 Pull rope |Soft-Fiber Polyester
A-3002-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
=
m 4334 E-97 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
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_nM 4335 | E-97 53 RGS conduit 366.10 879.42 Pull rope |Soft-Fiber Polyester
m A-3002-1 1-3/c + gnd #4,600 V, EPR insulation
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_mlnn 4336 E-9T7 53 RGS conduit 0.00 879.42 Pull rope |Soft-Fiber Polyester
_.Or 4337 | E-9T7 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
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M 4338 | E-97 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
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Wnn 4339 | E-9T7 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
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= 4340 | E-97 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
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4341 | E-97 53 RGS conduit 0.00 879.42 Pull rope |Soft-Fiber Polyester
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= 4342 | E-97 53 |RGS conduit 0.00 879.42 Pul |l rope |Soft-Fiber Polyester
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= 4343 | E-97 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
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o 4344 | E-97 1 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
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Conduit : . h Included
Reference Size Type Fill Fill Conductor Type
No P (mm2) (mm2) | Cable No.
4345 E-119 53 RGS conduit 0.00 879.42 | Pull rope | Soft-Fiber Polyester
4351 E-97 41 RGS conduit 227.46 534.55 | Pull rope | Soft-Fiber Polyester
UP105-2 1-2/c + gnd #8,600 V, EPR insulation
4352 E-97 41 RGS conduit 0.00 534,55 | Pull rope | Soft-Fiber Polyester
4353 E-97 53 RGS conduit 227.46 879.42 | Pull rope | Soft-Fiber Polyester
UP105-2 1-2/c + gnd #8,600 V, EPR insulation
4354 E-97 53 RGS conduit 0.00 879.42 | Pull rope | Soft-Fiber Polyester
4355 E-97 41 RGS conduit 0.00 534,55 | Pull rope | Soft-Fiber Polyester
4356 E-97 41 RGS conduit 0.00 534,55 | Pull rope | Soft-Fiber Polyester
4357 E-97 41 RGS conduit 466.61 534.55 | UP205-1 1-2/c + gnd #10,600 V, EPR insulation
Pul | rope | Soft-Fiber Polyester
UP105-3 1-2/c + gnd #10,600 V, EPR insulation
A-3009-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
4358 E-97 41 RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester
4359 E-97 53 RGS conduit 451.17 879.42 | A-3009-3 1-3/c + gnd #6,600 V, EPR insulation
UP205-1 1-2/c + gnd #10,600 V, EPR insulation
Pull rope | Soft-Fiber Polyester
4360 E-97 53 RGS conduit 527.18 879.42 | Pull rope | Soft-Fiber Polyester
A-3009-1 1-3/c + gnd #2,600 V, EPR insulation
4361 E-97 41 RGS conduit 98.10 534.55 | Pull rope | Soft-Fiber Polyester
1143 1 - 2 pair, shielded #18 with IS/0A,
300 V, PVC jacket
4362 E-97 41 RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester
4363 E-97 41 RGS conduit 324.29 534.55 | A-3009-3 1-3/c + gnd #6,600 V, EPR insulation
Pull rope | Soft-Fiber Polyester
4364 E-97 4 RGS condui+t 212.85 534.55 | A-3003-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
Pull rope | Soft-Fiber Polyester
4365 E-97 53 RGS conduit 324.29 879.42 | A-3009-3 1-3/c + gnd #6,600 V, EPR insulation
Pull rope | Soft-Fiber Polyester
4366 E-97 53 RGS conduit 366.10 879.42 | A-3003-1 1-3/c + gnd #4,600 V, EPR insulation
Pul | rope | Soft-Fiber Polyester
4367 E-97 41 RGS conduit 98.10 534.55 | Pull rope | Soft-Fiber Polyester
1142 1 - 2 pair, shielded #18 with IS/0A,
300 V, PVC jacket
4368 E-97 41 RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester
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