CONDUIT DATA

Corhd;i‘r Reference Size Type }:j;l:l; Al I(F:;n}r;lczle C[Gngll'é'dﬁg. Conductor Type
2551 E-139 41 RGS conduit 212.85 534.55 |LP223-2,4A[3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2552 | E-139 41 |RGS conduit 212.85 534.55 | LP223-2,4A]3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2553 | E-139 41 |RGS conduit 212.85 534.55 | LP223-2,4A]3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2554 E-139 41 RGS conduit 212.85 534.55 |LP223-2,4A[3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2555 E-139 41 RGS conduit 212.85 534.55 |LP223-2,4A[3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2556 E-139 41 RGS conduit 212.85 534.55 |LP223-6,8A[3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
o 2557 | E-139 41 |RGS conduit 212.85 | 534.55 |LP223-6,8A[3 + 1 gnd #6,%8, 600 V, RHH/RHW insulation
o 2 2558 | E-140 41 |RGS conduit 212.85 | 534.55 |LP223-6,8A[3 + 1 gnd #6,%8, 600 V, RHH/RHW insulation
o
m % 2559 | E-140 41 |RGS conduit 212.85 | 534.55 |LP223-6,8A[3 + 1 gnd #6,%8, 600 V, RHH/RHW insulation
E g 2560 | E-140 41 |RGS conduit 212.85 | 534.55 |LP223-6,8A[3 + 1 gnd #6,%8, 600 V, RHH/RHW insulation
E g % 2561 | E-140 41 |RGS conduit 212.85 | 534.55 |LP223-6,8A[3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
Q; : 2562 E-140 41 RGS conduit 212.85 534.55 |LP223-6,8A|3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
\C; - 2563 E-140 41 RGS conduit 212.85 534.55 |LP223-6,8A|3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
@2 E 2611 E-135 4 RGS conduit 0.00 534,55 |Pull rope |Soft-Fiber Polyester
;% g 2612 E-135 41 RGS conduit 0.00 534,55 |Pull rope |Soft-Fiber Polyester
O~
gg % 2613 | E-135 41 | RGS conduit 0.00 534.55 [Pull rope |Soft-Fiber Polyester
2614 E-136 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester
. 2615 E-136 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester
; g 2616 E-136 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester
o =
Q %( 2617 E-136 41 RGS conduit 0.00 534,55 |Pull rope |Soft-Fiber Polyester
%u é 2618 E-137 41 RGS conduit 0.00 534,55 |Pull rope |Soft-Fiber Polyester
% i 2619 E-137 41 RGS conduit 0.00 534.55 |Pull rope [Soft-Fiber Polyester
Q § 2620 | E-137 4 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester
% 2621 E-137 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester
2622 E-138 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester
2623 E-138 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester
% 2624 E-138 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester
E 2625 E-138 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester
g 2626 E-139 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester
E_ 2627 E-139 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester
"o" 2628 E-139 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester
E 2629 E-139 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester
% 2630 E-139 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester
g 2631 E-140 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester
<IE 2637 E-138 41 RGS conduit 212.85 534.55 |Pull rope [Soft-Fiber Polyester
%% 2638 | E-138 41 |RGS conduit 212.85 534.55 |A-2013-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
L:I_ 2639 E-138 M RGS conduit 212.85 534.55 | A-2013-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
=
i 2640 E-138 M RGS conduit 212.85 534.55 | A-2013-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
S
=] 2641 | E-138 41 |RGS conduit 212.85 534.55 |A-2013-2 |3 + 1 gnd #6,%#8, 600 V, RHH/RHW insulation
=
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No Reference Size Type (lemlzl) (lemlzl) Cable No. Conductor Type
2642 | E-138 41 RGS conduit 212.85 534.55 A-2013-2 | 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2643 | E-138 41 RGS conduit 212.85 534.55 A-2013-2 | 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2644 | E-138 41 RGS conduit 212.85 534.55 A-2013-2 | 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2645 | E-138 41 RGS conduit 212.85 534.55 A-2013-2 | 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2646 | E-138 41 RGS conduit 212.85 534.55 A-2013-2 | 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2647 | E-139 41 RGS conduit 212.85 534.55 A-2013-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2648 | E-139 41 RGS conduit 212.85 534.55 A-2013-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2649 | E-139 41 RGS conduit 212.85 534.55 A-2013-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2650 | E-139 41 RGS conduit 212.85 534.55 A-2014-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2651 E-139 41 RGS conduit 212.85 534.55 A-2014-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2652 | E-139 41 RGS conduit 212.85 534.55 A-2014-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2653 | E-139 41 RGS conduit 212.85 534.55 A-2014-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2654 | E-139 41 RGS conduit 212.85 534.55 A-2014-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2655 | E-139 41 RGS conduit 212.85 534.55 A-2014-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2656 | E-139 41 RGS conduit 212.85 534.55 A-2014-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2657 | E-139 41 RGS conduit 212.85 534.55 A-2014-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2658 | E-140 41 RGS conduit 212.85 534.55 A-2014-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2659 | E-140 41 RGS conduit 212.85 534.55 A-2014-2 | 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2660 | E-140 41 RGS conduit 212.85 534.55 A-2014-2 | 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2661 E-140 41 RGS conduit 212.85 534.55 A-2014-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2662 | E-140 4 RGS conduit 212.85 534.55 A-2014-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2663 | E-140 41 RGS conduit 212.85 534.55 A-2014-2 | 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2664 | E-135 41 RGS conduit 212.85 534.55 LP219-6,84 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
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2758 | E-135 41 RGS condu\iﬁ, PVC Coated ) <
o Ll
2759 | E-135 41 RGS conduit 440.31 534.55 A-3031-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation :(ﬁ
UP205-6 1-2/C + gnd #8,600 V, EPR insulation i
Pull rope| Soft-Fiber Polyester 8o
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