CONDUIT DATA

: Total |Allowable
Conduit f f H Included
Reference Size Type Fill Fill Conductor Type
No 3 (I'I'II'I12) (I'I'II'I12) Cable No.
3256 | E-229 40 Flexible nonmetallic conduit | 425.70 | 511.11 A-3042-2 3+ 1 gnd #6,#8, 600 V, RHH/RHW insulation
A-3043-2 | 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
Pull rope | Soft-Fiber Polyester
3257 | E-229 40 Flexible nonmetallic conduit | 425.70 | 511.11 A-3043-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
Pull rope | Soft-Fiber Polyester
A-3042-2 | 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
3258 | E-229 40 Flexible nonmetallic conduit | 425.70 | 511.11 A-3042-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
A-3043-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
Pull rope | Soft-Fiber Polyester
o) 3259 | E-229 40 Flexible nonmetallic conduit | 425.70 | 511.11 A-3042-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
N A-3043-2 | 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
o 3 Pull rope | Soft-Fiber Polyester
a Ll
% @ 3260 | E-229 40 Flexible nonmetallic conduit | 425.70 | 511.11 A-3042-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
o A-3043-2 3+ 1 gnd #6,%#8, 600 V, RHH/RHW insulation
L << -Fi
L < Pull rope Soft-Fiber Polyester
Eg N 3261 E-229 40 Flexible nonmetal lic conduit | 425.70 | 511.11 A-3042-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
3] @ A-3043-2 | 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
Pull rope | Soft-Fiber Polyester
a @
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3262 | E-229 40 Flexible nonmetallic conduit | 425.70 | 511.11 A-3043-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
P A-3042-2 3 + 1 gnd #6,%#8, 600 V, RHH/RHW insulation
L m Pull rope | Soft-Fiber Polyester
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35 Q 3263 | E-229 40 Flexible nonmetallic conduit | 425.70 | 511.11 A-3042-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
85 (Lj Pull rope | Soft-Fiber Polyester
<w| T A-3043-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
oal o
3264 | E-228, E-229 40 Flexible nonmetallic conduit | 425.70 | 511.11 A-3042-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
A-3043-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
Pull rope | Soft-Fiber Polyester
o
; ; 3265 | E-228 40 Flexible nonmetallic conduit | 425.70 | 511.11 A-3043-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
8 g[ Pull rope Soft-Fiber Polyester
7 - A-3042-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
o o
wl =
8 ﬂ 3266 | E-228 40 Flexible nonmetallic conduit | 425.70 | 511.11 A-3043-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
o Pull rope Soft-Fiber Polyester
zZl © A-3042-2 | 3 + 1gnd #6,#8, 600 V, RHH/RHW insulation
=
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] ~N 3267 E-228 40 Flexible nonmetal lic conduit 425.70 511.11 A-3042-2 3 + 1gnd #6,#8, 600 V, RHH/RHW insulation
o 5 A-3043-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
m Pull rope Soft-Fiber Polyester
3268 E-228 40 Flexible nonmetal lic conduit 212.85 511.11 Pull rope Soft-F iber Polyester
A-3042-2 | 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
3269 | E-228 40 Flexible nonmetallic conduit | 212.85 | 511.11 A-3042-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
% Pull rope Soft-Fiber Polyester
'<_: 3270 E-228 40 Flexible nonmetal lic conduit 212.85 511.11 A-3042-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
% Pull rope | Soft-Fiber Polyester
o
2 3211 E-228 40 Flexible nonmetallic conduit | 212.85 | 511.11 A-3042-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
E Pull rope | Soft-Fiber Polyester
Lo" 3272 E-228 40 Flexible nonmetal lic conduit 212.85 511.11 Pull rope Soft-Fiber Polyester
— A-3042-2 | 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
=
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= 3273 | E-228 40 Flexible nonmetallic conduit | 212.85 | 511.11 A-3042-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
= Pull rope | Soft-Fiber Polyester
o
[ow}
= 3274 | E-228 40 Flexible nonmetallic conduit | 212.85 | 511.11 A-3042-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
. Pull rope | Soft-Fiber Polyester
3275 | E-227, E-228 40 Flexible nonmetallic conduit | 212.85 | 511.11 A-3042-2 3 + 1gnd #6,#8, 600 V, RHH/RHW insulation
Pull rope | Soft-Fiber Polyester
3276 | E-227 40 Flexible nonmetallic conduit | 212.85 | 511.11 A-3042-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
Pull rope | Soft-Fiber Polyester
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3277A |E-265 27 J
AR AN~
3278 |E-264, E-264A 103 RGS-PVC coated conduit 2820.14 | 3324.51|2123-2 1-3/C + gnd  #2/0,600V, EPR insulation
A-3057-1 1-3/C + gnd  #2,600V, EPR insulation
2123 1-3/C + gnd  #2,600V, EPR insulation
2123-3 1-3/C + gnd #2/0,600V, EPR insulation
3281 |E-231, E-264 53 RGS-PVC coated conduit 625.60 879.42 | A-3057-1 1-3/C + gnd  #2,600V, RHH/RHW insulation
UP210-5 2 +1 gnd #12,600V, RHH/RHW insulation
UP210-7 2+ 1 gnd #12,600V, RHH/RHW insulation
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3281A |E-264 53 {
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3282 |E-231 41 RGS-PVC coated conduit 425.70 534.55 | A-3057-4 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
A-3057-3 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
Pull rope | Soft-Fiber Polyester
3283 |E-231 3l RGS-PVC coated conduit 212.85 534.55 |Pull rope | Soft-Fiber Polyester
A-3057-4 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
3285 |E-231 41 RGS-PVC coated conduit 212.85 534.55 | A-3057-3 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
Pull rope | Soft-Fiber Polyester
3286 |E-231 41 RGS-PVC coated conduit 212.85 534.55 | A-3057-3 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
Pull rope | Soft-Fiber Polyester
3287 |E-231 41 RGS-PVC coated conduit 212.85 534.55 | A-3057-3 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
Pull rope | Soft-Fiber Polyester
3288 |E-231 3l RGS-PVC coated conduit 212.85 534.55 |Pull rope | Soft-Fiber Polyester
A-3057-3 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
3290 |[E-231 41 RGS-PVC coated conduit 212.85 534.55 |Pull rope | Soft-Fiber Polyester
A-3057-4 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
3291 |[E-231 41 RGS-PVC coated conduit 212.85 534.55 |Pull rope | Soft-Fiber Polyester
A-3057-4 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
3292 |E-231 41 RGS-PVC coated conduit 212.85 534.55 |Pull rope | Soft-Fiber Polyester
A-3057-4 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
3293 |[E-231 41 RGS-PVC coated conduit 212.85 534.55 | A-3057-4 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
Pull rope | Soft-Fiber Polyester
3294 |E-264, E-264A 41 RGS-PVC coated condui+t 170.36 534.55 |2120-1 1-3/C_ #14,600 V, EPR insulation
2120-2 1-3/C_ #14,600 V, EPR insulation S
g
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3295 |E-265 f 53 RGS conduit 754.18 1255.65 | Pull rope | Soft-Fiber Polyester N
f N Y 2120 1-3/C + gnd_#1/0,600 V, EPR insulation 7
fﬂfv“/\thV\f\fyﬂvxryﬁq\ < “?
( 3297 |E-264, E-264A 217 < 22
AAANAAAAAAAAAAANAAANINT e
05
a3
O a
Wy
52
For continuation, see next sheet. eF
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