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1843 E-47 41 RGS condui+t 0.00 534.55 | Pull rope | Soft-Fiber Polyester
1844 E-47 41 RGS condui+t 0.00 534.55 | Pull rope | Soft-Fiber Polyester
1845 E-47 41 RGS condui+t 0.00 534.55 | Pull rope | Soft-Fiber Polyester
1846 E-48 41 RGS condui+t 0.00 534.55 | Pull rope | Soft-Fiber Polyester
1847 E-48 41 RGS conduit 0.00 534.55 Pul | rope | Soft-Fiber Polyester
1848 E-48 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
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DIST| COUNTY ROUTE TOTAL PROJECT | No |SHEETS
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PB POWER, Inc. = X%LECTRICAL
A Parsons Brinckerhoff Company
303 Second St., Sulte TOON
San Francisco, CA 941071317
The State of Callfornla or Its offleers or agents shall not be responsible for
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Conduit . | N Included
Fill Fill Conductor Type
No Reference Size Type (mn2) (mm2) | Cable No. YP!
1905 E-51 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
1906 E-51 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
1907 E-51 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
1908 E-51 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
1950 E-50 41 RGS conduit 227.46 534.55 Pull rope | Soft-Fiber Polyester
UP108-2 1-2/C + gnd  #8, 600 V, EPR insulation
1951 E-50 41 RGS condui+t 0.00 534.55 Pull rope | Soft-Fiber Polyester
1952 E-50 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
1953 E-51 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
1954 E-51 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
1955 E-51 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
1956 E-51 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester I
1957 E-51 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
1958 E-51 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
1713 E-96, E-101 305 [152.4 mm siderail ladder tray| 2780.99 |19354.80| 1391 3-1/C #4/0 + 1/C #1/0 gnd, 15 kV, EPR insulation
Pull rope | Soft-Fiber Polyester
1714 E-128, E-19 305 [152.4 mm siderail ladder tray| 2780.99 |8387.08 | 1391 3-1/C #4/0 + 1/C #1/0 gnd, 15 kV, EPR insulation
Pull rope | Soft-Fiber Polyester
1723 E-96, E-101 610 [152.4 mm siderail ladder tray| 14012.37|18064.48| UP105-4 1-2/C + gnd #8, 600 V, EPR insulation
A-3010-1 1-3/C + gnd #2, 600 V, EPR insulation
1115-2 1-3/C_#16, 600 V, EPR insulation
S-1031-1 1-3/C + gnd #2, 600 V, EPR insulation
1115-1 1-3/C_ #14, 600 V, EPR insulation
2201-1 1-2/C + gnd #8, 600 V, EPR insulation
A-3009-3 1-3/C + gnd #6, 600 V, EPR insulation
UP105-2 1-2/C + gnd #8, 600 V, EPR insulation
1106 1-3/C + gnd #6, 600 V, EPR insulation
S-3056-5 1-4/C #14, 600 V, EPR insulation
S-3056-1 1-2/C  #14, 600 V, EPR insulation
S-3056-8 1-4/C #14, 600 V, EPR insulation
Pull rope | Soft-Fiber Polyester
A-3010-3 1-3/C #6 + gnd 600 V, RHH/RHW insulation -
S-3051-1 1-3/C + gnd #4, 600 V, EPR insulation S
UP108-3 1-2/C + gnd #8, 600 V, EPR insulation Q
1255-1 1-3/C #16 ,600V, EPR insulation oy
A-3001-1 [1-3/C + gnd #4, 600 V, EPR insulation INES
A-3012-1 | 1-3/C + gnd #2, 600 V, EPR insulation :"’
A-3013-1 1-3/C + gnd  #2, 600 V, EPR insulation (L]
S-3022-1 1-3/C + gnd  #2, 600 V, EPR insulation BS
A-3002-1 1-3/C + gnd #4, 600 V, EPR insulation ﬁﬁ
UP107-6 1-2/C + gnd_#8, 600 V, EPR insulation S9
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