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RQEI;/ERED ELECTRICAL ENGINEER DATE

12-6-04
PLANS APPROVAL DATE
PB POWER, Inc.
A Parsons Brinckerhoff Company

303 Second St., Sulte 700N
San Francisco, CA  94107-1317

DIsT| counTy | Route | KLLOMELER BOST | SHEET! s
04| SF 80 | 13.2/13.9 |222R11204
,44v*wé§igzqs,»__ 12/19/0

The State of Callfornla or Its officers or agenfs shall not be responsible for
the accuracy or completeness of electronic coples of this plan sheef.

Calfrans now has a web slte! To gef fo the web slte, go fo hitp://wwwdot cagov
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2#10 + #10 G single conductors. A\

Conductors spliced in pull box{PB-2A
located inside the girder. .
Inside
Future light pipe connecfuons Coul and
tape_end of conductors pull

box -\-vv CO"’ed +
xns:de borr:er
Fu+u G pipe not included in this contract.

The Contractor shall extend and coil 5.0 meters
of cable in manhole #25. All cables shall
be tagged with circuit numbers as shown.

DO @ R

NOTES:

1. References
- For LVCC-B single line diagrams,
see sheets E-32 to E-34.
- For light pipe schedules, see sheet E-217.
- For circuit and conduuf/coble tray
schedules, see sheets starting at E-401.
- For typical pull box schedules,
see sheet E-169.
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DETAILS

SAS SUPERSTRUCTURE GIRDER EASTBOUND
480 V LIGHT PIPE WIRING DIAGRAM
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