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480 V SUSPENDER UPLIGHT LIGHTING

Continued below

T
—
Z
—

@ W O

NOTES:

p1sT| counTy | route | KEESMETER ROSTI SHEETI QWS
04| SF 80 13.2/13.9 [252R1/1204
//W“‘égzwh 12/19/0

Rqﬁl}#ERED ELECTRIAL ENGINEER DATE

12-6-04
PLANS APPROVAL DATE
PB POWER, Inc.
A Parsons Brinckerhoff Company

303 Second St., Suite 700N
San Francisco, CA  94i107-13I7

The State of Callfornla or Its officers or agents shall not be responsible for
the accuracy or complefeness of electronic coples of this plan sheet.

Caltrans now has a web slitel To get fo the web slte, o 1o hitps//www.dot cagov

2/C #10 + G, type SO cord.

Conductors spliced inside pull
box PB-LTG.

Conductors spliced ingide junction
box PB-2A located inside girder.

The Contractor shall extend and coil 5 meters
of cable in_monhole 25, All cables shall
be tagged with circuits numbers as shown.

1. Use multi-conductor cable if circuit
is routed via trays.

2. References:
- For typical pull box schedule, see
sheets E-83 and E-169,
- For circuit and conduit/cable tray

schedules, see sheets starting —

at E-401.

3. For number of lighting fixtures see
nghfnng Fixture Schedule sheets
E-271 and E-272.
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DETAILS
TOWER AND SUSPENSION CABLE
480 V MAIN SUSPENSION CABLE LIGHTING WIRING DIAGRAM
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