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2/C #10 + G, type SO cord.

Conductors spliced inside pull
box PB-LTG.

Conductors spliced inside junction
box PB-2A located inside girder.

The Contractor shall extend and coil 5 meters
of cable in manhole 25. All cables shall
be tagged with circuits numbers as shown.

NOTES:

1. Use multi-conductor cable if circuit
is routed via trays.

2. References:
- For typical pull box schedule, see
sheets E-83 and E-169.
- For circuit and conduit/cable tray
schedules, see sheets starting
at E-401.

3. For number of lighting fixtures see
Lighting Fixture Schedule sheets
E-271 and 272.
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