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REVISIONS
CONTRACT CHANGE ORDER NO 7 gt e
MAIN CABLE ROADWAY AND DOWNLIGHT LIGHTING SCHEDULE SHEET OF . §o§°§§§§§dBE'T”CQL?,T;"?BOEWDQ”Y
Location San Francisco, CA  94107-1317
Circuit . . Ltg. Fixture| Number/ The State of Californla or Ifs offl hal nat be lble f
Number | Sfation Roogdwoy P%Unseﬂenpi.ﬂn*+ Mounting S Type Wattage Remarks T oty o complatoess o dch ot cutes of 1o pln el
Si1Qae |
S-3051 56+69 PP-22 Main Cable MSR-2B-C 2-400 W with Remote Ballast Caltrans now has a web slfel To get fo the web slte, go o hitp://wwwdot cogov
o $-3051 MSR-2A-C 1-400 W with Remote Ballast
>~ | 4 S-3051 57+09 PP-30 Main Cable MSR-2B-C 2-400 W with Remote Ballast
o 5-3051 i MSR-2A-C 1-400 W with Remote Ballast SUSPENDER UPLIGHT LIGHTING SCHEDULE
ol w S-3051 57+49 PP-38 Main Cable MSR-2-C 3-400 W with Remote Ballast
& 0
%] Location
- $-3052 57+89 PP-46 Main Cable MSR-2-C 3-400 W with Remote Ballast Circuit . . Ltg. Fixture| Number/
3% $-3052 | 58+29 PP-54 | Main Cable MSR-2-C | 3-400 W | _with Remote Ballast Number | S1ation | Roogway | suspend ot | Mounting Type Wattage Remarks
x| e S-3052 58+69 PP-62 Main Cable MSR-2-C 3-400 W with Remote Ballast 1 , ;
w_ | _ A-3031 (. 56+07f South Near PP-9| Bridge Deck § MAU-5-D 1-100 W with Remote Ballast
:g S 3-3053 59+09 PP-70 Main Cabie MSR-2-C 3-400 W with Remote Ballast A-3031 BE+T3 South Near PP-11] Bridge Deck 3 MAU-5-D 1-100 W with Remote Ballast
- S-3053 59+49 PP-18 Main Cable MSR-2B-C 2-400 W with Remote Ballast A-3031 56+19 South i ase | MAU-4-D 2-175 W with Remote Ballast
ol 8 S-3053 MSR-2-C 1-400 W with Remote Ballast A-3031 56+29 South PP-14 Suspender base MAU-4-D 2-115 W with Remote Ballast
w $-3053 59159 PP-80 Main Cable MSR-2B-C 2-400 W with Remote Ballast A-3031 56+39 South PP-16 Suspender base MAU-3-D 2-250 W with Remote Ballast
> A-3031 56+49 South PP-18 Suspender base MAU-3-D 2-250 W with Remote Ballast
SCD n A-3041 56+09 PP-10 Main Cable MAD-4-C =175 W with Remote Ballast A-3031 56+59 South PP-20 Suspender base MAU-3-D 2-250 W with Remote Ballast
:8 o A-3041 56+19 PP-12 Main Cable MAD-4-C 1-175 W with Remote Ballast A-3031 56+69 South PP-22 Suspender base MAU-3-D 2-250 W with Remote Ballast
izl u A-3041 56+29 PP-14 Main Cable MAD-4-C 1-175 W with Remote Ballast A-3031 56+79 South PP-24 Suspender base MAU-2-D 2-400 W with Remote Ballast
32 & A-3041 56+39 PP-16 Main Cable MAD-3-C 1-250 W with Remote Bagllast .
3’8 u A-3041 56+49 PP-18 Main Cable MAD-3-C 1-250 W with Remote Ballast A-3032 56+89 South PP-26 Suspender base MAU-2-D 2-400 W with Remote Ballas+t
Sal o A-3041 56+59 PP-20 Main Cable MAD-3-C 1-250 W with Remote Ballast A-3032 56+99 South PP-28 Suspender base MAU-2-D 2-400 W w!'l'h Remote Ballast
A-3041 56+69 PP-22 Main Cable MAD-3-C 1-250 W with Remote Ballast A-3032 57+09 South PP-30 Suspender base MAU-2-D 2-400 W with Remote Ballast
A-3041 56+79 PP-24 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3032 57+19 South PP-32 Suspender base MAU-2-D 2-400 W with Remote Ballast
A-3041 56+89 PP-26 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3032 57+29 South PP-34 Suspender base MAU-2-D 2-400 W with Remote Ballast
— A-3041 56+99 PP-28 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3032 57+39 South PP-36 Suspender base MAU-2-D 2-400 W with Remote Ballast
- 2 A-3041 57+09 PP-30 Mgin Cable MAD-2-C 1-400 W with Remote Ballast .
F A-3041 57+19 PP-32 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3033 57+49 South PP-38 Suspender base MAU-2-D 2-400 W with Remote Ballast
= = A-3041 57+29 PP-34 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3033 57+59 South PP-40 Suspender base MAU-2-D 2-400 W with Remote Ballgst |
¢ 3 A-3041 57439 PP-36 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3033 57+69 South PP-42 Suspender base MAU-2-D 2-400 W with Remote Ballgst
w = A-3041 57+49 PP-38 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3033 57+79 South PP-44 Suspender base MAU-2-D 2-400 W with Remote Ballast
ol 4 A-3041 57+59 PP-40 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3033 57+89 South PP-46 Suspender base MAU-2-D 2-400 W with Remote Ballast
2l 8 A-3033 57+99 South PP-48 Suspender base MAU-2-D 2-400 W with Remote Ballast
2 A A-3042 57+79 PP-44 Main Cable MAD-2-C 1-400 W with Remote Ballast
w 2 A-3042 57+89 PP-46 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3034 58+09 South PP-50 Suspender base MAU-2-D 2-400 W with Remote Ballagst
g B A-3042 57+99 PP-48 Ma|n Cable MAD-2-C 1-400 W with Remote Ballast A-3034 58+19 South PP-52 Suspender base MAU-2-D 2-400 W with Remote Ballast
ol A-3042 58+09 PP-50 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3034 58+29 South PP-54 Suspender base MAU-2-D 2-400 W with Remote Ballast
A-3042 58+19 PP-52 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3034 58+39 South PP-56 Suspender base MAU-2-D 2-400 W with Remote Ballast
A-3042 58+29 PP-54 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3034 58+49 South PP-58 Suspender base MAU-2-D 2-400 W with Remote Ballast
A-3042 58+39 PP-56 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3034 58+59 South PP-60 Suspender base MAU-2-D 2-400 W with Remote Ballgst
A-3042 58+49 PP-58 Main Cable MAD-2-C 1-400 W with Remote Ballast
A-3042 58+59 PP-60 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3035 58+69 South PP-62 Suspender base MAU-2-D 2-400 W with Remote Ballast
A-3035 58+79 South PP-64 Suspender base MAU-3-D 2-250 W with Remote Bal last
3 A-3043 58+69 PP-62 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3035 58+89 South PP-66 Suspender base MAU-3-D 2-250 W with Remote Ballast
= A-3043 58+79 PP-64 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3035 58+99 South PP-68 Suspender base MAU-3-D 2-250 W with Remote Ballast
= R A-3043 58+89 PP-66 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3035 59+09 South PP-70 Suspender base MAU-3-D 2-250 W with Remote Ballast
§ A-3043 58+99 PP-68 Main Cable MAD-3-C 1-250 W with Remote Ballast A-3035 59+19 South PP-72 Suspender base MAU-3-D 2-250 W with Remote Ballast
& A-3043 59+09 PP-70 Main Cable MAD-3-C 1-250 W with Remote Ballast .
= A-3043 59+19 PP-72 Main Cable MAD-3-C 1-250 W with Remote Ballas+t A-3036 59+29 South PP-74 Suspender base MAU-3-D 2-250 W with Remote Ballast
& A-3043 59+29 PP-74 Main Cable MAD-3-C 1-250 W with Remote Ballast A-3036 59+39 South PP-76 Suspender base MAU-3-D 2-250 W with Remote Ballagst
" A-3043 59+39 PP-76 Main Cable MAD-3-C 1-250 W with Remote Ballast A-3036 59+49 South PP-78 Suspender base MAU-3-D 2-250 W with Remote Ballast
s A-3043 59+49 PP-78 Main Cable MAD-3-C 1-250 W with Remote Ballast A-3036 59+59 South PP-80 Suspender base MAU-4-D 2-175 W with Remote Ballast
—_ A-3043 59+59 PP-80 Main Cable MAD-3-C 1-250 W with Remote Ballast A-3036 59+69 South PP-82 Suspender base MAU-4-D 2-175 W with Remote Ballagst
; A-3043 59+69 PP-82 Main Cable MAD-3-C 1-250 W with Remote Ballast A-3036 N South RBR-84 Suspender base MAU-4-D 2-175 W with Remote Ballast
= A-3043 59+79 PP-84 Main Cable MAD-4-C 1-175 W with Remote Ballast A-3036 { 59+89 § South X PP-86 Suspender base MAU-4-D 2115 W with Remote Bal last
o« A-3043 59+89 PP-86 Main Cable MAD-4-C 1-175 W with Remote Ballast A-3036 59+99 § South PP-88 Suspender base =420 $2-175 WY with Remote Ballgst ©
a A-3043 59+99 PP-88 Main Cable MAD-4-C =175 W with Remote Ballast A-3036 60+09 ¢] South $[West PP-90) Suspaender base | ACMAU-4-D} | A1-175 W) with Remote Ballast §
a A-3043 60+09 PP-90 Main Cable MAD-4-C 1-175 W with Remote Ballast A-3036 . 60+15 2 South Near PP-91R( Bridge Yeck 1 [ZNWTATD [/NT-100 W, with Remote Ballast S
. A-3043 60+19 PP-92 Main Cable MAD-4-C 1175 W with Remote Ballast A-3036 X,60+25 South N PP-93 ¢ Bridge Deck $ MAU-5-D 1-100 W with Remote Ballast <
A-3043 60+29 PP-94 Main Cable MAD-4-C 1-175 W with Remote Ballast ~
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- NOTES: DETAILS :
1. For Roadway and Suspender |ightning wiring TOWER AND SUSPENSION CABLE =
] di heets EE-243 to EE-247 SAS SUPERSTRUCTURE EB =
1agrams see sheets - o] - . -
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