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3298 | E-265 53 | RGS-PVC coated conduif 102.61 | 879.42 | Pull rope | Sof i-F iber Polyester CONTRACT CHANGE ORDER NO. 12-6-04
UP210-9 | 1-3/C_#12,600 V, EPR insulation SHEET OF PLANS APPROVAL DATE
PB POWER, Inc.
A Parsons Brinckerhoff Company
303 Second St., Suite 700N
M\B’QW San Francisco, CA_ 941071317
FOR REVISION ONLY The State of Californla or Ifs offlcers or agents shall not be responsibie for
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I 3322 |E-264, E-264A 78 | RGS-PVC coated conduit 1043.76 | 1935.24 | 2119-A 3+1 gnd, #250 kcmil, #1/0, 600 V, EPR insulation
g g /'WWVVV\ A Pull rope |Soft-Fiber Polyester
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FS Y 3323 [E-26% ) 78 | RGS-PVC coated conduit 924.54 | 2564.19 [ 2121-2 1-3/C_ #14,600 V, EPR insulation
g; S ¢ 2121-1 1-3/C_#14,600 V, EPR insulation
- Pull rope |Soft-Fiber Polyester
s o 2121 1-3/C + gnd #1/0,600 V, EPR insulation
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3329 |E-265 53 RGS-PVC coated conduit 0.00 879.42 |[Pull rope |Soft-Fiber Polyester
e
- 3330 |E-264A, E-281 41 Y RGS-PVC coated conduit 384.80 879.42 | CCTVEOIBA | TVP
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5 ‘-_I,J 3311 | E-265 53 RGS conduit 0.00 879.42 | Pull rope | Soft-Fiber Polyester D]
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g '; 3332 |E-264 78 RGS-PVC coated conduit 0.00 1935.24 | Pull rope |Soft-Fiber Polyester
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@ 3333 |E-264 18 RGS-PVC coated conduit 1375.59 | 1935.24 | Pull rope |[Soft-Fiber Polyester
UP210-11 |2 + 1 gnd #8,#10, 600 V, RHH/RHW insulation
UP210-10 |2 + 1 gnd #8,#10, 600 V, RHH/RHW insulation
2123 1-3/C + gnd #2,600 V, EPR insulation
PR UP210-9 2 + 1 gnd #12,#12, 600 V, RHH/RHW insulgtion
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§ 3316 3| E-264 Y| 53 [RGS conduit 192.46 | 879.42 | Pull rope | Soft-Fiber Polyester
L2 ( UP210-2 2 + 1 gnd #8,#10, 600 V, RHH/RHW insulgtion
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3319 E-264, E-264A 78 RGS-PVC coated conduit 1678.72 | 1935.24| 2121 1-3/C + gnd #1/0,600 V, EPR insulgtion 3337 |E-264 53 RGS-PVC coated conduit 145.44 879.42 | UP210-8 2 + 1 gnd #8,#10, 600 V, RHH/RHW insulation o
=< 2120 1-3/C + gnd #1/0,600 V, EPR insulation Pull rope |Soft-Fiber Polyester e
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o 3320 | E-264, E-265,7 | 53 ] RGS-PVC coated conduit 754.18 1935.24| 2120 1-3/C + gnd #1/0,600 V, EPR insulgtion N~ =
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