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DIST| COUNTY ROUTE KT Broseer M [ shtets
REQUEST FOR INFORMATION NOT ADDRESSED IN THIS CCO REMAIN IN FORCE
CONDUIT DATA L | 04| SF 80 13.2/13.9 [390R1| 1204
MP
R Total |Allowable| 1 TR 4
Condu"ol Reference | Size Type A tin é:gl‘omNo Conductor Type /N le2/19/08] ELECTRICAL MODIF ICATIONS EL| RR | 42 -
{mm2) {mm2) . | MaRK] DATE DESCRIPT]ONS gylcu'plccos etric
4311 E-96 41 RGS conduit 126.88 534.55 UP104-3 1-2/c + gnd  #10,600 V, EPR insulation REVISIONS
A Pull rope |Soft-Fiber Polyester \ ‘
: CONTRACT CHANGE ORDER NO. 12-6-04
4312 |£-9% a1__|RGS conduit {0.00 ) | 534.55 T N SHEET OF PLANS APPROVAL DATE
DYAN PB POWER, Inc.
(‘ ) A Parsons Brinckerhoff Company
(AR A AN A AARANAAAAARAAR A AN 303 Second St., Sulte 700N
4313 | E-96 78 |RGS conduit 1020.16| 1935.24| Pull rope |Soft-Fiber Polyester M\}'\DM San Francisco, CA  94I07-13I7
S-1031-1 |1-3/c + gnd #2,600 V, EPR insulation FOR REVISION ONLY The State of California or Its officers or agents shall naf be respansidle for
§ > P2 ~48DR\ AN SAO ~ERR DS RE AN the accuracy or complefengss of electronic coples of this plan sheef.
A-1035-3  |1-3/c + gnd #6,600 V, EPR insulation )/1\
- Caltrans now has a web slfe! To get to the web site, go to hitp://wwwdot cagoy
o 4314 | E-9 53 [RGS conduit 648.58 | 879.42 A(S-1031-3) [1-3/c + gnd #6,600 V, EPR insulation
> | 4 ZRTA035Y [1-3/c + gnd #6,600 V, EPR insulation CONDUIT DATA
S Pull rope |Soft-Fiber Polyester oo T |
ol 2 Conduit i FIC| Ancluded onduc
Wl 4315 | E-9 41 |RGS conduit 0.00 534.55 | Pull rope |Soff-F iber Polyester No Reference | Size Type (am2) | (mm2) | Coble No. Conauctor Type
ol 4345 | E-119 53 |RGS conduit 0.00 879.42 | Pull rope | Soft-F iber Polyester
l&:J <Oi 4316 | E-96 a1 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
o 4351 E-97 41 RGS conduit 227.46 534.55 [ Pull rope | Soft-Fiber Polyester
-0 8 4317 | E-96 53 RGS conduit 851.47 879.42 A-1011-1 1-3/c + gnd #2,600 V, EPR insulation UP105-2 1-2/c + gnd  #8,600 V, EPR insulation
S| 2 Pull rope |Soft-Fiber Polyester
ol o A-1011-2 |1-3/c + gnd #6,600 V, EPR insulation 4352 | E-97 41 RGS conduit 0.00 534,55 | Pull rope | Soft-Fiber Polyester
o g
a - n
4320 | E-96 53 RGS conduit 0.00 879.42 Pull rope |Soft-Fiber Polyester 4353 E-97 53 RGS conduit 227.46 879.42 | Pull rope | Soft-Fiber Polyester
2%l > UP105-2 1-2/c + gnd #8,600 V, EPR insulation
ED @ 4321 | E-96 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
<w S 4354 E-97 53 RGS conduit 0.00 879.42 [ Pull rope | Soft-Fiber Polyester
35| ¢ 4322 [E-9% 41 [RGS conduit 0.00 534.55 | Pull rope |Soft-Fiber Polyester
35 8 4355 | E-97 41 RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester
48 (:\): 4323 | E-9% 53 RGS conduit 0.00 819.42 Pull rope |Soft-Fiber Polyester
o 4356 E-97 11 RGS conduit 0.00 534,55 | Pull rope | Soft-Fiber Polyester
4324 | E-96 53 RGS conduit 0.00 879.42 Pull rope |Soft-Fiber Polyester
4357 | E-97 1 RGS conduit 466.61 534.55 | UP205-1 1-2/¢ + gnd  #10,600 V, EPR insulation
4325 | E-96 411 RGS conduit 0.00 534.55 Pull rope [Soft-Fiber Polyester Pull rope | Soft-Fiber Polyester
= UP105-3 1-2/c + gnd_ #10,600 V, EPR insulation
'E g 4326 | E-96 41 RGS conduit 0.00 534.55 | Pull rope |Soft-Fiber Polyester A-3009-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulgtion
o =
- < - n
&) éc) 4327 | E-96 11 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester 4358 | E-97 41 RGS conduit 0.00 534.55 [ Pull rope | Soft-Fiber Polyester
w| =
8 ﬂ 4328 | E-96 a1 RGS conduit 0.00 534.55 | Pull rope |Soft-Fiber Polyester 4359 | E-97 53 RGS conduit 451.117 879.42 | A-3009-3 | 1-3/c + gnd- #6,600 V, EPR insulation
2 8 UP205-1 1-2/c + gnd  #10,600 V, EPR insulgtion
& 4329 | E-96 41 RGS conduit 0.00 534.55 | Pull rope |Soft-Fiber Polyester Pull rope | Soft-Fiber Polyester
- o
w < . .
g i; 4330 | E-96 41 RGS conduit 0.00 534.55 | Pull rope |Soft-Fiber Polyester 4360 | E-97 53 RGS conduit 527.18 879.42 [ Pull rope | Soft-Fiber Polyester
o A-3009-1 1-3/c + gnd  #2,600 V, EPR insulation
o 4331 | E-96 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
4361 E-97 41 RGS conduit 98.10 534.55 [ Pull rope | Soft-Fiber Polyester
4332 | E-96 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester 1143 1 - 2 pair, shielded #18 with 1S/0A,
300 vV, PVC jacket
4333 | E-97 11 RGS conduit 212.85 534.55 Pull rope |Soft-Fiber Polyester
A-3002-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation 4362 | E-97 41 RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester
= 4334 | E-97 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester 4363 E-97 11 RGS conduit 324.29 534.55 | A-3009-3 1-3/c + gnd  #6,600 V, EPR insulation
= Pull rope | Soft-Fiber Polyester
§ 4335 | E-97 53 RGS conduit 366.10 879.42 Pull rope |Soft-Fiber Polyester
& A-3002-1 |1-3/c + gnd #4,600 V, EPR insulation 4364 | E-97 41 |RGS conduit 212.85 | 534.55 | A-3003-2 [ 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
5: Pull rope | Soft-Fiber Polyester
& 4336 | E-97 53 RGS conduit 0.00 879.42 Pull rope |Soft-Fiber Polyester
4365 E-97 53 RGS conduit 324.29 879.42 | A-3009-3 1-3/c + gnd  #6,600 V, EPR insulation
s 4337 | E-97 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester Pull rope | Soft-Fiber Polyester
—
.;_, 4338 [ E-97 4 RGS conduit 0.00 534.55 | Pull rope [Soft-Fiber Poiyester 4366 | E-97 53 RGS conduit 366.10 879.42 | A-3003-1 1-3/c + gnd  #4,600 V, EPR insulation
= Pull rope | Soft-Fiber Polyester
] 4339 | E-97 1 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester ©
& 43617 E-97 1 RGS conduit 98.10 534,55 | Pull rope | Soft-Fiber Polyester §
e 4340 | E-97 41 RGS conduit 0.00 534.55 | Pull rope |Soft-Fiber Polyester 1142 1 - 2 pair, shielded #18 with 1S/0A, >
! 300 V, PVC jocket <
4341 | E-97 53 RGS conduit 0.00 879.42 Pull rope [Soft-Fiber Polyester ™
= 4368 E-97 41 RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester N
g 4342 | E-97 53 RGS conduit 0.00 879.42 Pull rope |Soft-Fiber Polyester 9
hred -
E 4343 | E-97 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester §
a.
o
w 4344 | E-97 11 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester fond
<T
- For continuation, see next sheet. e
= CONDUIT AND TRAY SCHEDULE
v -
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