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CONDU|T DATA I REQUEST FOR INFORMATION NOT ADDRESSED IN THIS CCO REMAIN IN FORCE J 04 SF 80 13.2/13.9 393R1 1204
i Total |Allowable A ‘ MP — 7]
Conaui . + Included 02/19/08) ELECTRICAL MODIF ICATIONS EL| RR 42 R
Reference | Size T Fill Fill Conguctor Type . . :
No e (mn2) | (mm2) | Coble No. [ar] DATE] DESCRIPTIONS By ch plccos etric {EG/{:R‘E‘D _Otle ol e 12/19/0
4505 |E-100 41 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester REVISIONS \ ‘
4506 |E-100 41 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester ggg;?ACT CHANGE ORDER NO. 12-6-04
PLANS APPROVAL DATE
4507 |E-101 41 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester PB POWER, Inc.
A Parsons Brinckerhoff Company
4508 |E-99 41 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester M\a’\) 303 Second St., Suite 700N
oA ot San Francisco, CA  94107-13I7
4509 [E-99 53 | RGS conduit 0.00 879.42 | Pull rope | Soft-Fiber Polyester FOR REVISION ONLY Tte State of Callfornia or ”sofoff/oe,s oragentsgfln//nofbe responsible for
the accuracy or completeness of electronic coples of this plan sheet.
4510 |E-99 53 | RGS conduit 0.00 879.42 | Pull rope | Soft-Fiber Polyester
Caltrans now has a web slitel To get fo the web slte, go fo hitp://www.dot Lagov
o 4511 [E-100 411 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester
> | & CONDUIT DATA
o 3 4512 |E-100 11 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester Totor AN e
[a} w me“ + Fill Fill In¢ luded + T
W) 4513 |E-100 41| RGS condult 0.00 534.55 | Pull rope | Soft-Fiber Polyester No Reference | Size Type {nm2) (mn2) | Coble No. Conductor Type
> E 4543 | E-100 41 RGS conduit 227.46 534.55 | Pull rope | Soft-Fiber Polyester
lau:l g 4514 | E-100 41 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester UP108-2 1-2/C + gnd  #8, 600 V, EPR insulgtion
el s 4515 |E-100 53 | RGS conduit 0.00 879.42 | Pull rope | Soft-Fiber Polyester 4544 | E-100 41 RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester
<<\ S
[a) w © - n
N 4516 | E-100 53 | RGS conduit 0.00 879.42 | Pull rope Soft-Fiber Polyester 4545 | E-100 53 RGS conduit 454.92 879.42 | Pull rope | Soft-Fiber Polyester
o 2 i UP108-2A [ 1-2/C + gnd #8, 600 V, EPR insulgtion
4517 | E-100 41 RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester UP108-2 1-2/C + gnd  #8, 600 V, EPR insulation
N o>
om| > - -
ED 2] 4518 |E-100 41 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester 4546 | E-100 53 RGS conduit 0.00 879.42 | Pull rope | Soft-Fiber Polyester
<w| O
5‘(29 > 4519 |E-100 41 RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester 4547 | E-100 41 RGS conduit 196.20 | 534.55 | 1144 1 - 2 pair, shielded #18 with 1S/0A,
o=| © 300 Vv, PVC jacket
w - n -
:('S I 4520 |E-100 a1 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester Pull rope | Soft-Fiber Polyester
oo © e 1146 1 - 2 pair, shielded #18 with 15/04,
4521 | E-100 53 | RGS conduit ( 481.21) 879.42 Mw&gm% 300 V, PVC jacket
A " S-1031-4 3+ 1 gnd #4, #8, 600 V, RHH/RHW insulgtion ),
— R_A-1035-4 3+ 1 gnd #6, #8, 600 V, RHH/RHW insulation J/1\ 4548 | E-100 2 RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester
o P a0
; g 4522 |E-100 53 | RGS conduit (176.28 )] 879.42 | PoUAAQR_A & A 4549 | E-100 41 RGS conduit 324.29 534.55 | Pull rope | Soft-Fiber Polyester
5 = /N A-1035-4 | 3 + 1 gnd #6, #8, 600 V, RHH/RHW insulation }/1\ AU P SQO~ R ADHUALAGA A
- A A A A A A A A AR A A AAAA AT B >
w| T $-1032-2 3 + 1 gnd #6, #8, 600 V, RHH/RHW insulgtion VAN
€ 2 4523 [E-100 41 | RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester PRAAANRIAANNIINI T II IR
6 ﬂ 4550 | E-100 41 RGS conduit 454.92 534.55 | UP108-3 1-2/C + gnd _#8, 600 V, EPR insulation
o 4524 |E-100 41 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester Pull rope | Soft-Fiber Polyester
g © UP108-4 1-2/C + gnd #8, 600 V, EPR insulation
; ‘<3( 4525 |E-100 53 RCS conduit 324.29 879.42 | A-1013-2 1-3/C + gnd #6, 600 V, EPR insulation
wl N Pull rope | Soft-Fiber Polyester 4551 [E-100 53 RGS conduit 690.39 | 879.42 |S-1032-1 [1-3/C + gnd #4, 600 V, EPR insulation
oI 1108 1-3/C + gnd__#6, 600 V, EPR insulation
o 4526 | E-100 53 | RGS conduit 648.58 879.42 | A-1014-2 1-3/C + gnd_#6, 600 V, EPR insulation Pull rope [ Soft-Fiber Polyester
Pull rope Soft-Fiber Polyester
A-1014-2 1-3/C + gnd _#6, 600 V, EPR insulation 4552 | E-100 53 RGS conduit 682.38 879.42 | UP108-3 1-2/C + gnd  #8, 600 V, EPR insulation
Pull rope | Soft-Fiber Polyester
4527 |E-100 11 RGS conduit 0.00 534,55 | Pull rope | Soft-Fiber Polyester UP108-4 1-2/C + gnd  #8, 600 V, EPR insulation
UP108-4A 1-2/C + gnd  #8, 600 V, EPR insulation
3 4528 |E-100 1 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester
= 4553 | E-100 41 RGS conduit 196.20 534,55 | 1145 1 - 2 pair, shielded #18 with 1S/0A ,
= 4530 |E-100 53 RCS conduit 0.00 879.42 | Pull rope Soft-Fiber Polyester 300 V, PVC jacket
Pull rope | Soft-Fiber Polyester
§ 4531 | E-100 41 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester 1147 1 - 2 pair, shielded #18 with 1S/0A ,
A .
= 300 v, PVC jacket
é 4532 |E-100 11 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester
= 2554 | E-100 21| RCS conduit 0.00 534.55 | Pull rope | Soft-F iber Polyester
s 4533 |[E-100 53 RGS conduit 0.00 879.42 | Pull rope Soft-Fiber Polyester
— 4555 | E-100 53 RGS conduit 648.58 879.42 | Pull rope [ Soft-Fiber Polyester
; 4534 |E-100 53 RGS conduit 0.00 879.42 | Pull rope Soft-Fiber Polyester A-1014-2 1-3/C + gnd  #6, 600 V, EPR insulation
= A-1014-2 | 1-3/C + gnd #6, 600 V, EPR insulation
« 4535 |E-100 41 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester
.i‘.i 4556 | E-100 103 | RGS conduit 0.00 2576.49 | Pull rope | Soft-Fiber Polyester
< 4536 |E-100 a1 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester
' 4557 |E-101 53 RGS conduit 0.00 879.42 | Pull rope | Soft-Fiber Polyester
4537 |E-100 41 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester
= 4558 | E-101 53 RGS conduit 0.00 879.42 | Pull rope | Soft-Fiber Polyester
g 4538 |E-100 41 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester
4749 | E-99 53 RGS conduit 227.46 879.42 | Pull rope | Soft-Fiber Polyester
[N
= 4539 |[E-100 53 RGS conduit 0.00 879.42 | Pull rope Soft-Fiber Polyester UP107-3 1-2/C + gnd _ #8, 600 V, EPR insulation
<
I - —
4540 [E-100 53 | RGS conduit 0.00 879.42 | Pull rope | Soft-Fiber Polyester 5001 [E-T1 78 RGS-PVC coated conduit 98.42 1935.24 | UP205-5 2 + 1 gnd #12,#12, 600 V, RHH/RHW insulation
S i UP204-5 2 + 1 gnd #12,#12, 600 V, RHH/RHW _insulation
w 4541 [E-100 1 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester Pull rope | Soft-Fiber Polyester
< s .
For continuation, see next sheet.
& 4542 |E-100 41| RGS conduit 0.00 534.55 | Pull rope | Sofi-Fiber Polyester tnuation, CONDUIT AND TRAY SCHEDULE
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