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LIGHTING POLE SCHEDULE //"*‘“‘ézgsw« 12/19/0
REGTSFERED ELECTRICAL ENGINEER DATE
Location :
. . Mounting . Remarks
Circuit Pole . . Ltg. Fixture Number / . JENS ERLINGSSO!
Station Roadway Height (Mounting 12-6-04
Number Number A (W) Type Wattage Provisions) PLANS APPROVAL DATE 8249
S-2031 2031-1 55+89 North MSR-2B-L 3-400 W PB POWER, Inc.
A-2035 20 MAM-3 1-250 W Pole mounted & A Parsons Brinckernoff Company
5-2031 2031-2 56+23 North 20 MSR-2B-L 3-400 W Pole mounted ggi iizaz?ssg.vciuwgemg?ggw
A-2035 MAM- 3 1-250 W BELVEDERE LIGHTING POLE AND FIXTURE SCHEDULE .
2031-3 59+99 North MSR-2-L 2-400 W A A, ALA_A ANANNANANANAAANNANANAANANAANANM The State of California or its officers or agents shall not be responsible for
572031 20 MSR-2B-L 2-400 W Pole mounted . the accuracy or completeness of electronic coples of this plan sheet.
A-2035 MAM-3 1-250 W Circuit Pole Location M(H)g?ng Ltg. Fixture| Number/ - -
S-2031 2031-4 60+49 North MSR-2-L 22400 W Number Number (Mg) Type Wattage Caltrans now has a web site! To get to the web site, go to http://www.dol.cagov
5=2031 20 MSR-2B-L 2-400 W Pole mounted (1)
LP219-2 20E-2 Belvedere 4.3 MSV 2-35 W
5-2032 2032-1 61+01 North 20 MSR-2-L 2-400 W > LP219-4 20E-3 20E 4.3 MSY 2-35 W 1. References: R
MSR-2B-L 5-400 W ole mounted LP219-4 20E-4 4,3 MSV 2-35 W - For rﬁodﬁoyE\?e&eB\ f\;\(_ghﬂEn?g1 4w5\rmg diagram,
Acoas VM lesi b LP223-6 22E-1 4.3 MSV 2-35 W @ oee e - .
S-2032 2032-2 61+54 North MSR-2-L 2-400 W LP223-6 52E-2 Be|vedere 4'3 MSV 2-35 W - For roadway level lighting conduit
20 MSR-2B-L 2-400 W Pole mounted LP223-8 PE<3 : - diagram, see sheets E-135 thru E-140.
A-2035 MAM-3 1-250 W 22E 4.5 MSV 255 W
LP223-8 22E-4 4.3 MSV 2-35 W
SHEET NOTES:
PIER 1 MAIN TOWER LIGHTS SCHEDULE (ROADWAY LEVEL)
@ 20 meter light poles, luminaires and
. . Location . lowering devices are state furnished
Circuit Station Roadway | Suspend at Mount ing Ltg. Fixture Number / Remarks and installed by contractor.
Number ! ) Type Wattage
side Panel Point @ Belvedere light poles and luminaires
PYLON LIGHTING are state furnished and installed
A-3039 57+34 North PP-35/36 Bridge deck MAT-1B-D 2-1000 W with Remote Ballast by contractor.
A-3039 57+36 North PP-36 Bridge deck MAT-1C-D 1-1000 W with Remote Ballast
A-3039 57+42 North PP-36/37 Bridge deck MAT-1A-D 2-1000 W with Remote Ballast
A-3039 57455 North PP-39 Bridge deck MAT-3-D 2-250 W with Remote Ballast
A-3039 57460 North PP-40_______ | Bridge deck MAT-3-RC 2-250 W with Remote Ballast
A—3039{‘u 57+66.7 | pouth { West of PP-42 )| Bridge deck MAT-1A-D AU}wooo w with Remote Ballast
A A A DA AAAAANAINA ) A1 Nad
A-3040 58+05 |[LNNorth PP-48/49  ~—1 Bridge deck MAT-1B-D 2-1000 W with Remote Ballast —
A-3040 58+03 North PP-48 Bridge deck MAT-1C-D 1-1000 W with Remote Ballast
A-3040 57+97 North PP-47/48 Bridge deck MAT-1A-D 2-1000 W with Remote Ballast
A-3040 57+84 North PP-45 Bridge deck MAT-3-D 2-250 W with Remote Ballast
A-3040 57+79 North PP-44 Bridge deck MAT-3-RC 2-250 W with Remote Ballast
A-3040§ 5(+71.7 NSouth East of PP-42 Y Bridge deck MAT-1A-D EJJ?WOOO W with Remote Ballagst
\‘W

7\ A &

LIGHTING FIXTURE TYPE DESIGNATION
Example: MSR-2B-C (See Special provisions for additional information)
MSR = SAS Safety light
3 -2B = 400 Watts
—_ -C Beam Angles
= B
o) Location Function Application Number / Beam Angles Mounting Type %p.9/30/2008
% (Letter) (Letter) Letter) Lamp Wattage (Letter) (Letter) ELECTRICAL
Z M [SAS A JAesthetic Iight D [Downward flood Iight 1 1000 W A C |[Cable
(=3 S [Safety light U [Upward flood light 2 400 W B D |Roadway deck
w R [Roadway [ight 3 250 W c PB_|Pier Base/ Pole mount M\B(QM
o T [Pylon flood light 4 175 W RC |Roadway at Cross beam
= M [Marker Tight 5 100 W P IPole mounted without lower/raiser FOR REVISION ONLY
W P |Pylon marker 1ight 6 50 W L [Pole mounted with lower/raiser
= B |Bike path light | REQUEST FOR INFORMATION NOT ADDRESSED IN THIS CCO REMAIN IN FORCE | -
< V |Belvedere light oo
& L [Lignt pipe A up S
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