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o| T . \ Up o/ E 53.0 !
L Up_to Elevation 53.85m,' see sheet E-264 | A-3057-1_|Inside Pylon MAU-2A 1-400 W_| With Remote Ballast
see for continuation A-3057-2 | Inside Pylon MAU-2A 1-400 W_| With Remote Ballast
| (Typ) A-3057-3 |Inside Pylon MAU-2A 1-400 W_| With Remote Bal last
A-3057-11 ‘ A-3057-16 A-3057-4 |Inside Pylon MAU-2A 1-400 W With Remote Bal last
A-3057-5 |Base (North) MAR-2A-PB 1-400 W
A-3057-12 \ A=3057-15 A-3057-6 |Base (North) MAR-2-PB 1-400 W
B ) | B B A-3057-7 |Base (North) MAR-2A-PB 1-400 W
Z A=3057-13 | A-3057-14 A-3057-8 |Base (North) MAR-2A-PB 1-400 W
= ! A-3057-9 |Base (North) MAR-2-PB 1-400 W
= N % A-3057-10 |Base (North) MAR-2A-PB 1-400 W
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(== A-3057-14 |Base (South) MAR-2A-PB 1-400 W
A-3057-15 |Base (South) MAR-2-PB 1-400 W
S A-3057-16 |Base (South) MAR-2A-PB 1-400 W
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