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Conduit . ) H Inc luded
Reference Size Type Fill Fill Conductor Type
No P (mn2) (mm2) Cable No.
3339 | E-264, E-264A 8 RGS-PVC coated conduit 1043.76 | 1935.24 | 2125 3+1 gnd, #250 kcmil, #1/0,600 V,EPR insulation
3345 | E-204 53 RGS-PVC coated conduit 454.92 879.42 Pul | rope Soft-Fiber Polyester
o UP210-10 1-2/C + gnd_ #8,600 V, EPR insulgtion
> % UP210-11 1-2/C + gnd #8,600 V, EPR insulation
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EO o 3350 E-285 78 RGS-PVC coated conduit 2093.43 2564.19 | 2123-3 1-3/C + gnd #2/0,600 V, EPR insulation
<w| O UP210-1B-14 2 + 1 gnd #8,#10, 600 V, RHH/RHW insulation
55 LQJ Pul | rope Soft-Fiber Polyester
8; 8 UP210-1B-13 2 + 1 gnd #8,#10, 600 V, RHH/RHW insulation
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gl © 3351 | £-285 53 DRGS-PVC coated conduift 882.89 | 1935.24 | Pull rope Soft-F iber Polyester
a2 ( 2123-3 1-3/C + gnd #2/0,600 V, EPR insulation
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3353 E-285 78 RGS-PVC coated conduit 436.32 1935.24 | UP210-1B-12 2 + 1 gnd #12,#12, 600 V, RHH/RHW insulation
Pul | rope Soft-Fiber Polyester
UP210-1B-10 2 + 1 gnd #12,#12, 600 V, RHH/RHW insulation
g UP210-1B-8 2 + 1 gnd #12,#12, 600 V, RHH/RHW insulgtion
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2 3354 E-285 18 RGS-PVC coated conduit 436.32 1935.24 | UP210-1B-11 2 + 1 gnd #8,#10, 600 V, RHH/RHW insulation
é UP210-1B-7 2 + 1 gnd #8,#10, 600 V, RHH/RHW insulation
= UP210-1B-9 2 + 1 gnd #8,%#10, 600 V, RHH/RHW insulation
I'o" Pull rope Soft-Fiber Polyester
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KILOMETER POST [SHEET| TOTAL
| REQUEST FOR INFORMATION NOT ADDRESSED IN THIS CCO REMAIN IN FORCE Py oony o ToTh PROJECT Ho | SHEETS
04 SF 80 13.2/13.9 383R11 1204
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A 02/19/08) ELECTRICAL MODIFICATIONS EL| RR 42 7 66&/
MARK[ DATE DESCRIPTIONS BY|ch plccos //u“ tlicgsse—12/19/02
kREG/STERED ELECTRICAY ENGINEER DATE
REVISIONS
CONTRACT CHANGE ORDER NO.
12-6-04
SHEET OF PLANS APPROVAL DATE
PB POWER, Inc.
A Parsons Brinckerhoff Company
303 Second ST., Suite T7OON
M\E’QW San Francisco, CA  94107-13I7
FOR REVISION ONLY The State of California or its of ficers or agents shall not be responsible for
X%L% the accuracy or complefeness of electronic coples of this plan sheet.
Caltrans now has a web site! To get fo the web site, go to http://www.dot.cagov
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No Reference Size Type EAJ;) EJJ;) Cable No. Conductor Type
3357 E-285 78 RGS-PVC coated conduit 436.32 1935.24 |UP210-1B-5 2 + 1 gnd #8,#10, 600 V, RHH/RHW insulagtion
Pull rope Soft-Fiber Polyester
UP210-1B-1 2 + 1 gnd #8,#10, 600 V, RHH/RHW insulation
UP210-1B-3 2 + 1 gnd #8,#10, 600 V, RHH/RHW insulation
3358 | E-285 78 RGS-PVC coated conduit 436.32 |1935.24 |UP210-1B-2 2 + 1 gnd #12,#12, 600 V, RHH/RHW insulation
UP210-1B-6 2 + 1 gnd #12,#12, 600 V, RHH/RHW insulation
UP210-1B-4 2 + 1 gnd #12,#12, 600 V, RHH/RHW insulation
Pull rope Soft-Fiber Polyester
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3359 | E-264A 41 N RGS-PVC coated conduit 173.82 | 1935.24 |[CCTVEOTAC TVC
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3362 E-285 78 RGS-PVC coated conduit 2081.18 | 2564.19 [2123-2 1-3/C + gnd #2/0,600 V, EPR insulation
Pull rope Soft-Fiber Polyester
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3364 | E-285, E-264 53 RGS-PVC coated conduit 979.12 | 2564.19 |2123-2 1-3/C + gnd #2/0,600 V, EPR insulation T
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For continuation, see next sheet. e
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