CONDUIT DATA
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. Total Al lowable
Conduit . ) H I nc luded
Reference Size Type Fill Fill Conductor Type
No P (mn2) (mm2) Cable No.
4433 | E-98 1 RGS conduit 0.00 534.55 | Pull rope | Soff-Fiber Polyester
4434 | E-98 41 | RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester
4435 | E-119 53 RGS conduit 0.00 879.42 Pull rope Soft-Fiber Polyester
4436 | E-98 53 RGS conduit 324.29 879.42 Pul | rope Soft-Fiber Polyester
A-1012-2 1-3/C + gnd #6, 600 V, EPR insulation
4441 | E-99 41 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester
4442 | E-99 41 | RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester
[m)
- | & 4443 | E-99 53 | RGS conduit 0.00 879.42 | Pull rope | Soff-Fiber Polyester
m —
> 0
S ] 4444 | E-99 53 RGS conduit 0.00 879.42 | Pull rope Soft-Fiber Polyester
o
(2]
I 4445 | E-99 41 | RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester
L <<
B 4446 | £-99 41 | RGS conduit 0.00 534.55 | Pull rope | Soff-Fiber Polyester
wl
FS| o
Sa| @ 4447 [E-99 41 [ RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester
% < 4448 | E-99 41 | RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester
S5 > 4449 [E-98 53 | RGS conduit 0.00 879.42 | Pull rope | Soft-Fiber Polyester
w m
ZS S 4450 | E-98 53 RGS conduit 0.00 879.42 Pul | rope Soft-Fiber Polyester
z
56| %
°sl 2 4451 | E-99 41 | RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester
<w| I
oo 4452 | E-99 41 | RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester
4453 | E-99 11 RGS conduit 440.31 | 534.55 | Pull rope | Soft-Fiber Polyester
UP108-2A 1-2/C + gnd #8, 600 V, EPR insulation
o A-3006-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
T 2
I
el = 4454 | E-99 41 | RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester
n T
e Q 4455 | E-99 53 | RGS conduit 593.56 | 879.42 | UP108-2A 1-2/C + gnd #8, 600 V, EPR insulation
P A-3006-1 1-3/C + gnd #4, 600 V, EPR insulation
o| = -
Q Pul | rope Soft-Fiber Polyester
(ZD (@)
al 2 4456 | E-99 53 | RGS conduit 0.00 879.42 | Pull rope Soft-Fiber Polyester
w N
ol 4457 | E-99 41 | RGS conduit 98.10 534.55 | Pull rope | Soft-Fiber Polyester
@ 1144 1 - 2 pair, shielded #18 with [S/0A ,
300 V, PVC jacket
4458 | E-99 1 RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester
4459 | E-99 41 | RGS conduit 227.46 | 534.55 | Pull rope | Soft-Fiber Polyester
3 UP108-4A 1-2/C + gnd  #8, 600 V, EPR insulation
E 4460 | E-99 41 RGS conduit 0.00 534.55 Pul | rope Soft-Fiber Polyester
§ 4461 E-99 53 RGS conduit 227.46 879.42 Pull rope Soft-Fiber Polyester
g UP108-4A 1-2/C + gnd #8, 600 V, EPR insulation
ac
= 4462 | E-99 53 RGS conduit 0.00 879.42 | Pull rope Soft-Fiber Polyester
[T
S
— 4463 | E-99 41 | RGS conduit 98.10 534.55 | 1145 1 - 2 pair, shielded #18 with [S/OA ,
5 300 V, PVC jacket
E Pul | rope Soft-Fiber Polyester
(=
<T
Y 4464 | E-99 1 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester
o
. 4465 | E-99 78 | RGS conduit 648.58 | 1935.24| A-1013-2 1-3/C + gnd #6, 600 V, EPR insulation
A-1013-2 1-3/C + gnd #6, 600 V, EPR insulation
= Pull rope Soft-Fiber Polyester
E
et 4466 | E-119 53 | RGS conduit 0.00 879.42 | Pull rope | Soft-Fiber Polyester
]
S g 4471 | E-99 41 | RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester
S % 4472 | E-99 11 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester
=4
= @ 4473 [ E-99 53 | RGS conduit 0.00 879.42 | Pull rope | Soft-Fiber Polyester
wn
“ 4474 | E-99 53 | RGS conduit 0.00 879.42 | Pull rope Soft-Fiber Polyester
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No yp (nm2) (mm2) | Cable No.
4475 E-99 41 RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester
4476 E-99 41 RGS conduit 0.00 534.55 | Pull rope | soft-Fiber Polyester
4477 | E-99 41 RGS conduit 227.46 534.55 | UP107-3 1-2/C + gnd_#8, 600 V, EPR insulation
Pull rope | Soft-Fiber Polyester
4478 | E-99 41 RGS conduit 126.88 534.55 | Pull rope | Soft-Fiber Polyester
UP207-1 1-2/C + gnd _#10, 600 V, EPR insulation
4479 E-99 53 RGS conduit 0.00 879.42 | Pull rope | Soft-Fiber Polyester
4480 | E-99 53 |RGS conduit 126.88 879.42 | UP207-1 1-2/C + gnd _#10, 600 V, EPR insulation
Pull rope | Soft-Fiber Polyester
4481 E-99 41 RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester
4482 E-99 41 RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester
4483 E-99 41 RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester
4484 E-99 41 RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester
4485 E-99 53 RGS conduit 0.00 879.42 | Pull rope | Soft-Fiber Polyester
4486 E-99 53 RGS conduit 0.00 879.42 | Pull rope | Soft-Fiber Polyester
4487 E-99 41 RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester
4488 E-99 41 RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester
4489 | E-99 4 RGS conduit 0.00 ) 534.55 | PULl rope | Soff-Eiber Polyester
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4490 E-99 41 RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester
4491 | E-99 53 |RGS conduit 690.39 879.42 | S-1031-3 | 1-3/C + gnd #4, 600 V, EPR insulation
A-1035-3 1-3/C + gnd #6, 600 V, EPR insulation
Pull rope | Soft-Fiber Polyester
_ SOV
4492 | E-99 53 |RGS conduit (481.21 )] 879.42 | PulJ~CoRe | Sepi<fiior 2ol yastar—
Y ¥ Y v v 14 \J Y Ao Y Y YV Y'Y v
A (1 A-1035-4" '3 + 1 gnd #6, #8, 600 V, RHH/RHW insulation )
N N/ S-1031-4 | 3 + 1 gnd #4, #8, 600 V, RHH/RHW insulation ¥/
4493 | E-99 41 RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester
4494 E-99 4 RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester 85
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4501 E-101 53 RGS conduit 0.00 879.42 | Pull rope | Soft-Fiber Polyester N
— <
N e
4502 E-101 53 RGS conduit 0.00 879.42 | Pull rope | Soft-Fiber Polyester r:m
[T}
4503 E-101 53 RGS conduit 0.00 879.42 | Pull rope | Soft-Fiber Polyester 59
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4504 E-101 53 RGS conduit 0.00 879.42 | Pull rope | Soft-Fiber Polyester 88
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For continuation, see next sheet. e
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