KILOMETER POST |SHEET| TOTAL
| REQUEST FOR INFORMATION NOT ADDRESSED IN THIS CCO REMAIN IN FORCE pien o S TOTAL PROVEET | No |SHEETS
CONDUIT DATA 04| SF 80 13.2/13.9 |407R1| 1204
MP
i Total |Allowable gi; 02/19/08) ELECTRICAL MODIFICATIONS RR | 42 ~
Conduit!  peference | Size Type Fill Fill Joc uced Conductor Type ’ iR ccow Sfeew LZQ o
(mm2) (mm2) MARK| DATE DESCRIPTIONS BY|CH'D AR TSI G
31774 | E-2644A 78 |Liquidtight flex metal conduit| 1853.73 | 1928.98 | 2119-B 3+1gnd, #250 kemil, #1/0, 600V, EPR insulation REVISIONS
2204-2 1-3/C #16, 600V, EPR Insulation CONTRACT CHANGE ORDER NO. 12-6-04
1201-2 1-2/C + gnd #8, 600V, EPR Insulation SHEET OF PLANS APPROVAL DATE _ 8249
A-3057-1 1-3/C + gnd #2, 600V, EPR Insulation PB PONER, Inc. T,
A Parsons Brinckerhoff Company
- - - - 303 Second St., Suife TOON
31778 | E-264A, E-182 78 |RGS - PVC coated conduit 1853.73 | 1935.24 | 2119-8 3+1gnd, #250 kemil, #1/0, 600V, EPR insulation M\B’QM San Francisco, CA  94107-1317
2204-2 1-3/C #16, 600V, EPR Insulation 9/30/2008 FOR REVISION ONLY The State of Callfornia or Ifs officers or agents shall not be responsible for
1201-2 1-2/C + gnd #8, 600V, EPR Insulation T, The accuracy or complefeness of electronic copies of this plan sheet,
A-3057-1 1-3/C + gnd #2, 600V, EPR Insulgtion Caltrans now has a web site! To gef o the web site, go to hitp://www.dol.cagov
[m)]
> | & 3278A | E-264A 78 |Liquidtight flex metal conduit| 1827.85 | 1928.98 | 2123-2 1-3/C + gnd #2/0, 600V, EPR Insulation CONDUIT DATA
m —
> 2123-3 1-3/C + gnd #2/0, 600V, EPR Insulation
0|8 2910-11 1-3/C :ﬂz 600V ’EPR Ir,wsu\oﬂon Condui®|  Reference | Size Type T clncwded Conductor Type
u ) ) No (mm2) (mm2) able No.
— wl
> | = 33398 | E-264A, E-182 78 |RGS - PVC coated conduit 1432.01 | 1935.24 | 2125 3+1gnd, #250 kemil, #1/0, 600V, EPR insulation
b= 32788 | E-264A, E-182 78 |RGS - PVC coated conduit 1827.85 | 1953.24 | 2123-2 1-3/C + gnd #2/0, 600V, EPR Insulation 1201-6 1-2/C + gnd #8, 600V, EPR Insulation
Vel s 2123-3 1-3/C + gnd #2/0, 600V, EPR Insulation oND 1-%250 kemil, bore copper
=50 s 2910-11 1-3/C #16, 600V, EPR Insulation
2| w 3348A | E-264A 78 Liquidtight flex metal conduit 1928.98 | Pull rope Soft-fiber polyester
w| 3294A | E-264A 78 Liquidtight flex metal conduit 1928.98 | Pull rope Soft-fiber polyester
S5 > 33488 | E-264A, E-182 78 |RGS - PVC coated conduit 1935.24 | Pull rope | Soft-fiber polyester
EO @ 32948 -204A, E-182 18 _ LRGS - PVC coated condyit 1935.24 | Pull rope Soft-fiber polyester
A A Y YOV YV Y T Y Y
SHRe @ S24C | EroeT A1 [RES - PNC cooted conduit 170.36 | 534.55 | 2120-1 1-3/C #14, 600V, EPR Insulation * * * © Yy 33494 | E-264A 78 |Liquidtight flex metal conduit 1928.98 | Pull rope | Soft-fiber polyester
o) N .
o o N NAAMNANANANNAAAAAANANAAA AN A aa_b G202 J-3/C %14, 600V, EPR Insulation ./
<(LéJ 5 3319A | E-264A 78 Liquidtight flex metal conduit| 1849.08 | 1928.98 | 2121 1-3/C + gnd #1/0, 600V, EPR Insulation 33498 | E-264A, E-182 78 RGS - PVC coated conduit 1935.24 | Pull rope Soft-fiber polyester
(@] ! :
2121-1 1-3/C #14, 600V, EPR Insulation
2120 1-3/C + gnd #1/0, 600V, EPR Insulation 33594 | E-264A 78 |Liquidtight flex metal conduit| 648.52 | 1928.98 | CCTVEOIAC | TvC
2121-2 1-3/C #14, 600V, EPR Insulation CCTVEOTAD TVL
|2 21201 1-3/C #14, 600V, EPR Insulation MVDSE 024 WVDS DLC
z = 2120-2 1-3/C #14, 600V, EPR Insulation MVDSE 034 VDS DLC
— <
nw|l = CCTVEOTBC | TvC —
EJ % 3319B | E-264A, E-182 78 RGS - PVC coated conduit 1849.08 | 1935.24 | 2121 1-3/C + gnd #1/0, 600V, EPR Insulation CCTVEQ1BD TVL
3l 2121-1 1-3/C #14, 600V, EPR Insulation
(@] .
Zl © 2120 1-3/C + gnd #1/0, 600V, EPR Insulation 33598 | E-264A, E-182 78 |RGS - PVC coated conduit 648.52 | 1935.24 | CCTVEOIAC | TvC
a9 2121-2 1-3/C #14, 600V, EPR Insulation CCTVEOIAD | TvL
o 2120-1 1-3/C #14, 600V, EPR Insulation MVDSE 024 WVDS DLC
B 2120-2 1-3/C #14, 600V, EPR Insulation MVDSEO3A WVDS DLC
CCTVEOIBC | TvC
33224 | E-264A 78 |Liquidtight flex metal conduit| 1853.73 | 1928.98 | 2119-A 3+1gnd, #250 kemil, #1/0, 600V, EPR insulation CCTVEOIBD | TvL
2123 1-3/C + gnd #2, 600V, EPR Insulation
1201-1 1-2/C + gnd #8, 600V, EPR Insulation 8011A | E-264A 78 |Liquidtight flex metal conduit 1928.98 | Pull rope | Soft-fiber polyester
F 2204-1 1-3/C #16, 600V, EPR Insulation
E 8011B | E-264A, E-182 78 RGS - PVC coated conduit 1935.24 | Pull rope Soft-fiber polyester
-g 33228 | E-264A, E-182 78 |RGS - PVC coated conduit 1853.73 | 1935.24 | 2119-A 3+1gnd, #250 kemil, #1/0, 600V, EPR insulation
S 2123 1-3/C + gnd #2, 600V, EPR Insulation 90574 | E-264A 78 |Liquidtight flex metal conduit| 442.35 | 1928.98 | 2910-12 4 pair #22, shielded pairs, 300V, PE insulation
E 1201-1 1-2/C + gnd #8, 600V, EPR Insulation 2910-8 4 pair #22, shielded pairs, 300V, PE insulation
— 2204-1 1-3/C #16, 600V, EPR Insulation 2910-7 4 pair #24, overall shielded, 300V, PE insulation
S 2119-2 4 pair #22, shielded pairs, 300V, PE insulation
= 3330A | E-264A 78 |Liquidtight flex metal conduit| 552.33 | 1928.98 | CCTVEOIBA | TvP
"é" CCTVEOIBB | TvCP 9057B | E-264A, E-182 78 |RGS - PVC coated conduit 442.35 | 1935.24 | 2910-12 4 pair #22, shielded pairs, 300V, PE insulation
< CCTVEOTAA | TvP 2910-8 4 pair #22, shielded pairs, 300V, PE insulation z
a. N . . . @
'5' CCTVEO1AB Tvee 2910-7 4 pair #24, overall shielded, 300V, PE insulation 37
GND 1-#250 kemil, bare copper 2119-2 4 pair #22, shielded pairs, 300V, PE insulation gg
' So
= 33308 | E-264A, E-182 78 |RGS - PVC coated conduit 552.33 | 1935.24 | CCTVEOIBA | TVP 9057C | E-264A, E-366 21 |RGS - PVC coated conduit 62.07 187.69 | 2910-11 1-3/C #16, 600V, EPR Insulation o
= CCTVEO1BB | TvCP oo
(=) =
=
e CCTVEOTAA | TvP =
= CCTVE 22
= 01AB | TVCP Za
GND 1-#250 kemil, bare copper My
o
wd
= - — - - - -
= @ 3339A | E-264A 78 |Liquidtight flex metal conduit| 1432.01 | 1928.98 | 2125 3+1gnd, #250 kemil, #1/0, 600V, EF.’R insulation CONDU|T AND TRAY SCHEDULE B
n 1201-6 1-2/C + gnd #8, 600V, EPR Insulation 2 5
= o
GND 1-#250 kemil, bare copper _ = O
) E-449C |°©
- O
FOR REDUCED PLANS ORIGINAL 20 40 60 80 DGN FILE =>Ti\13103W5\pse\sAS STruCNCCONSAS CCOAZN0A-012071_0407RO01.qign
SCALE IS IN MILLIMETERS ! ! | J USERNAME =>1lorico CU 04251 EA 0120F1




