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yP Number Type Wattage
A-3057-11 A-3057-16
A-3057-1 Inside Pylon MAU-2A 1-400 W With Remote Bal last
A-3057-12 A-3057-15 A-3057-2 |Inside Pylon MAU-2A 1-400 W | With Remote Ballast
~ ~ ~ ~ A-3057-3 |Inside Pylon MAU-2A 1-400 W With Remote Ballast
Z A=3057-13 A-3057-14 A-3057-4 | Inside Pylon MAU=-2A 1-400 W | With Remote Ballast
= A-3057-5 |Base (North) MAR-2A-PB 1-400 W
= N / A-3057-6 |Base (North) MAR-2-PB 1-400 W
== e e 7 A-3057-7 [Base (North) MAR-2A-PB 1-400 W
&, I A-3057-8 |Base (North) MAR-2A-PB 1-400 W
= ‘ A-3057-9 |Base (North) MAR-2-PB 1-400 W
(=3 A-3057-10 |Base (North) MAR-2A-PB 1-400 W
A-3057-11 |Base (South) MAR-2A-PB 1-400 W
S A-3057-12 |Base (South) MAR-2-PB 1-400 W
—_ A-3057-13 |Base (South) MAR-2A-PB 1-400 W
= PLAN AT ELEV. 3.0 A-3057-14 [Base (South) MAR-2A-PB 1-400 W
= SCALE 1:125 A-3057-15 |Base (South) MAR-2-PB 1-400 W
E A-3057-16 |Base (South) MAR-2A-PB 1-400 W wg
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o A-3008 Top of Pylon MAP 2-250 W max. at 120 V, w/ lamp changer @2
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