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S-3051 56+69 PP-22 Main Cable MSR-2B-C 2-400 W with Remote Ballast Caltrans now has a web site! To get to the web site, go to http://www.dol.cagov
o) S-3051 MSR-2A-C 1-400 W with Remote Ballast
W S-3051 57+09 PP-30 Main Cable MSR-2B-C 2-400 W with Remote Ballast
> n
5|2 s | I W MST23-C | 1400 0| with fenote Bollast SUSPENDER UPLIGHT LIGHTING SCHEDULE
o| W - + - ain Cable -2- - with Remote Ballast
L @ .
n Location
- W S-3052 57+89 PP-46 Main Cable MSR-2-C 3-400 W with Remote Ballast Circuit . . Ltg. Fixture| Number/
o< $-3052 58+29 PP-54 Main Cable MSR-2-C 3-400 W with Remote Ballast Number | Sfofion Roodway, | Suspend ot Mounting Type Wattage Remorts
il $-3052 58+69 PP-62 Main Cable MSR-2-C 3-400 W with Remote Ballast lafaY 1 VN e NN i
w A-3031 (56+07) South Near PP-9| Bridge Deck { MAU-5-D 1-100 W with Remote Ballast
<3S $-3053 59409 PP-70 Main Cable MSR-2-C 3-400 W with Remote Ballast A-3031 56+T3 South (Near PP-11| Bridge Deck J MAU-5-D 1-100 W with Remote Ballast
o S$-3053 50+49 PP-78 Main Cable MSR-2B-C 2-400 W with Remote Bal last A-3031 56+19 South = D ase MAU-4-D 2-175 W Wl\fh Remote Ballast
al g S$-3053 MSR-2-C 1-400 W with Remote Bal last A-3031 56+29 South PP-14 Suspender base MAU-4-D 2-175 W with Remote Ballast
Cl o S5-3053 59+59 PP-80 Main Cable MSR-2B-C 2-400 W with Remote Ballast A-3031 56+39 South PP-16 Suspender base MAU-3-D 2-250 W with Remote Ballags+t
N A-3031 56+49 South PP-18 Suspender base MAU-3-D 2-250 W with Remote Ballas+t
S!D E A-3041 56+09 PP-10 Main Cable MAD-4-C 1-175 W with Remote Ballast A-3031 56+59 South PP-20 Suspender base MAU-3-D 2-250 W with Remote Ballast
:(S a A-3041 56+19 PP-12 Main Cable MAD-4-C T-175 W with Remote Ballast A-3031 56+69 South PP-22 Suspender base MAU-3-D 2-250 W Wﬁh Remote Ballast
Jz|w A-3041 56+29 PP-14 Main Cable MAD-4-C 1-175 W with Remote Ballast A-3031 56+79 South PP-24 Suspender base MAU-2-D 2-400 W with Remote Ballast
82 o A-3041 56+39 PP-16 Main Cable MAD-3-C 1-250 W with Remote Ballast .
j(ﬂ % A-3041 56+49 PP-18 Main Cable MAD-3-C 1-250 W with Remote Ballast A-3032 56+89 South PP-26 Suspender base MAU-2-D 2-400 W W\.fh Remote Ballast
So| o A-3041 56+59 PP-20 Main Cable MAD-3-C 1-250 W with Remote Ballast 2*:})8%; ggigg goum gg?g guSDeﬂgef EGSG mLUJ*S*B 5*388 w W[I: gemf gﬂ }051
A-3041 56169 PP-22 Main Cable MAD-3-C 1-250 W with Remote Ballast - ou - uspender Dase —co - Wl emote bd!'as
A-3041 56+79 PP-24 Main Cable MAD-2-C 12400 W with Remote Ballast A-3032 57+19 South PP-32 Suspender base MAU-2-D 2-400 W Wffh Remote Ballast
A-3041 56+89 PP-26 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3032 57+29 South PP-34 Suspender base MAU-2-D 2-400 W with Remote Ballast
— A-3041 56+99 PP-28 Main Cable MAD-2-C 12400 W with Remote Ballast A-3032 57+39 South PP-36 Suspender base MAU-2-D 2-400 W with Remote Ballast
- 2 A-3041 57+09 PP-30 Main Cable MAD-2-C 1-400 W with Remote Ballast _
z = A-3041 57+19 PP-32 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3033 57+49 South PP-38 Suspender base MAU-2-D 2-400 W with Remote Ballast
1= = A-3041 57429 PP-34 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3033 57+59 South PP-40 Suspender base MAU-2-D 2-400 W W_Wh Remote Ballast |
&’ g A-3041 57+39 PP-36 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3033 57+69 South PP-42 Suspender base MAU-2-D 2-400 W Wlfh Remote Ballast
L;J = A-3041 57+49 PP-38 Main Cable MAD-2-C 12400 W with Remote Ballast A-3033 57+79 South PP-44 Suspender base MAU-2-D 2-400 W Wlfh Remote Ballast
ol o A-3041 57+59 PP-40 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3033 57+89 South PP-46 Suspender base MAU-2-D 2-400 W with Remote Ballast
> 3 A-3033 57+99 South PP-48 Suspender base MAU-2-D 2-400 W with Remote Ballast
°l 4 A-3042 57+79 PP-44 Main Cable MAD-2-C 1-400 W with Remote Ballast §
nl = A-3047 57+89 PP-46 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3034 58+09 South PP-50 Suspender base MAU-2-D 2-400 W with Remote Ballast
g § A-3047 57+99 PP-48 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3034 58+19 South PP-52 Suspender base MAU-2-D 2-400 W WIfh Remote Ballast
w A-30472 58+09 PP-50 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3034 58+29 South PP-54 Suspender base MAU-2-D 2-400 W Wlfh Remote Ballast
A-3042 58+19 PP-52 Main Cable MAD-2-C 12400 W with Remote Ballast A-3034 58+39 South PP-56 Suspender base MAU-2-D 2-400 W with Remote Ballast
A-3047 58+29 PP-54 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3034 58+49 South PP-58 Suspender base MAU-2-D 2-400 W WIfh Remote Ballast
A-3042 58+39 PP-56 Main Cable MAD-2-C 12400 W with Remote Ballast A-3034 58+59 South PP-60 Suspender base MAU-2-D 2-400 W with Remote Ballast
A-3042 58+49 PP-58 Main Cable MAD-2-C 1-400 W with Remote Ballast §
A-30472 58+59 PP-60 Main Cable MAD-2-C 12400 W with Remote Ballast A-3035 58+69 South PP-62 Suspender base MAU-2-D 2-400 W with Remote Ballast
A-3035 58+79 South PP-64 Suspender base MAU-3-D 2-250 W with Remote Ballast
= A-3043 58+69 PP-62 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3035 58+89 South PP-66 Suspender base MAU-3-D 2-250 W with Remote Ballast
g A-3043 58+79 PP-64 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3035 58+99 South PP-68 Suspender base MAU-3-D 2-250 W WIfh Remote Ballast
= A-3043 58+89 PP-66 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3035 59+09 South PP-T70 Suspender base MAU-3-D 2-250 W with Remote Ballast
s A-3043 58+99 PP-68 Main Cable MAD-3-C 1-250 W with Remote Ballast A-3035 59+19 South PP-72 Suspender base MAU-3-D 2-250 W with Remote Ballast
% A-3043 59+09 PP-70 Main Cable MAD-3-C 1-250 W with Remote Ballast ;
= A-3043 59+19 PP-72 Main Cable MAD-3-C 1-250 W with Remote Ballast A-3036 59+29 South PP-T4 Suspender base MAU-3-D 2-250 W with Remote Ballast
E A-3043 59+29 PP-74 Main Cable MAD-3-C 1-250 W with Remote Ballast A-3036 59+39 South PP-T76 Suspender base MAU-3-D 2-250 W wffh Remote Ballast
- A-3043 59+39 PP-76 Main Cable MAD-3-C 1-250 W with Remote Bal last A-3036 59+49 South PP-T78 Suspender base MAU-3-D 2-250 W Wlfh Remote Ballast
S A-3043 59+49 PP-78 Main Cable MAD-3-C 1-250 W with Remote Ballast A-3036 59+59 South PP-80 Suspender base MAU-4-D 2-175 W Wlfh Remote Ballast
= A-3043 59+59 PP-80 Main Cable MAD-3-C 1-250 W with Remote Ballast A-3036 59+69 South PP-82 Suspender base MAU-4-D 2-175 W Wlfh Remote Ballast
b A-3043 59+69 PP-82 Main Cable MAD-3-C 1-250 W with Remote Ballast A-3036 South | RP_84_ | Suspender base MAU-4-D 2-175 W with Remote Ballast
= A<3043 59+79 PP-84 Main Cable MAD-4-C =175 W with Remote Ballast A-3036 | £ 59+89 % South [£ PP-86 Suspender base MAU-4-D 21150 with Remote Ballast
< A-3043 59+89 PP-86 Main Cable MAD-4-C 1-175 W with Remote Ballast A-3036 ¢ 59+99 3 South PP-88 Suspender base -4 (2-175 WY W\'fh Remote Bal last z
o A-3043 £9+99 PP-88 Main Cable MAD=4-C =175 W with Remote Ballast A-3036 | ¢ 60+09 3| South jlWest PP-90) Syspender base | A(MAU-4-D3 SIENE with Remote Ballast oo
o A-3043 60+09 PP-90 Main Cable MAD-4-C 1-175 W with Remote Ballast A-3036 ¢ 60+15 3 South Near PP-91R( Br.\dge beck Y [Z1N\ =5- VINTZTOO W W.Wh Remote Ballast @56
, A-3043 60+19 PP-97 Main Cable MAD-4-C 1-175 W with Remote Ballast A-3036 R60+25 J South N PP-93 ¢ Bridge Deck 3 MAU-5-D 1-100 W with Remote Ballast T©
A-3043 60+29 PP-94 Main Cable MAD-4-C 1-175 W with Remote Ballast N
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u 1. For Roadway and Suspender |ightning wiring SAS SUPERSTRUCTURE EB TOWER AND SUSPENS|ON CABLE E%
diagrams see sheets EE-243 to EE-247. - -
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