Revision to misc, electric work,
CONDU'T DATA 8-06-07 Delete and change type of condui+t 04 SF 80 13.2/13.9 3T0RI| 1204
condul+ Total [Allowable] |oiuded per RFI-561 —_ 663/
. Reference | Size Type Fi1 FIII | gholuded Conductor Type MARK| DATE DESCRIPT IONS o @A i n 1271970
2551 | E-139 41 |ReS condult 212,55 5;T;)5 [P223-2,4A|3 + | _gnd *6,*8, 600 V, RHH/RHW Insulatlon REVISIONS (FEC/PTERED ELECTRICAV ENGINEER  DATE
: : ’ — * CONTRACT CHANGE ORDER NO. 42
2552 | E-139 41 [R6S condutt 212,85 | 534.55 |LP223-2,4A|3 + | gnd #6,%8, 600 V, RHH/RHW [nsulation SHEET _Xx OF _xx 12-6-04
PLANS APPROVAL DATE
2553 | E-139 41 |RGS condult 212.85 534,55 |LP223-2,4A[3 + | gnd *6,%8, 600 V, RHH/RHW fnsulatlon PB POWER, Inc.
A Parsons Brinckerhoff Company
2554 E-139 41 RGS condutt 212.85 534.55 | LP223-2,4A|3 + | gnd *6,*8, 600 V, RHH/RHW Insulation 303 Second St., Suite 700N
San Francisco, CA  94107-1317
2555 E-139 41 RGS condui+t 212.85 534,55 |[LP223-2,4A|3 + | gnd *6,%*8, 600 V, RHH/RHW [nsulation The State of Callfornla or Ifs of floers or agents shall not be responsible for the accuracy
or completeness of electronic copies of this plan sheet.
2556 1 E-139 A1 {RGS condult 212.85 | 534.55 |LP223°8,8413 + | gnd *6.%B. BOO V. RHH/RHW Insulgtion REGISTERED ELECTRICAL ENGINEER Caltrans now has a web sitel To get fo the web slte, go fo: hitp://www.dot.cagov
B 2557 | E-139 41 RGS condui+t 212.85 534.55 |LP223-6,8A|3 + | gnd #6,*8, 600 V, RHH/RHW Insulation
>
o 2 2558 E-140 41 RGS condut+t 212. 85 534.55 | LP223-6,8A|3 + | gnd *6,*8, 600 V, RHH/RHW [nsulatlon CONDU'T DATA
a | Condult Total |Allowablel |ngiuded Conductor T
i 2559 | E-140 41 |RGS condult 212.85 | 534,55 |LP223-6,8A]3 + | gnd #6,*8, 600 V, RHH/RHW Insulation No Reference | Size Type LN Fi1L | cable No. onductor Type
~ |'|'_J 2642 | E-138 41 RGS condul+t 212.85 534.55 A-2013-2 3 + 1 gnd *#6,#8, 600 V, RHH/RHW 1nsulation
IE:J <DE 2560 E-140 41 RGS condut+t 212.85 534.55 | LP223-6,8A|3 + | gnd *6,#*8, 600 V, RHH/RHW Insulation
o 2643 | E-138 41 RGS condutt 212.85 534.55 A-2013-2 3 + 1 gnd *6, *8, 600 V, RHH/RHW Insulation
S S 2561 [ E-140 41 [RGS condul+ 212.85 534,55 |LP223-6,8A|3 + | gnd *6,*8, 600 V, RHH/RHW [nsulgtlon
g S| @ 2644 | E-138 41 RGS condut+t 212.85 534.55 A-2013-2 | 3 + | gnd *6,*8, 600 V, RHH/RHW 1nsulation
a 2562 E-140 41 RGS condut+t 212. 85 534.55 | LP223-6,8A|3 + | gnd #6,*8, 600 V, RHH/RHW Insulation
o 2 2645 | E-138 41 RGS condut+ 212.85 534. 55 A-2013-2 | 3 + | gnd *6,#8, 600 V, RHH/RHW insulation
2563 E-140 41 RGS condut+t 212.85 534.55 | LP223-6,8A|3 + | gnd #6,*8, 600 V, RHH/RHW Insulation
BE > 2646 | E-138 41 RGS condult 212.85 534.55 A-2013-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW Insulation
E‘D o 2611 E-135 41 RGS condutt 0.00 534.55 |Pull rope |Soft-Fiber Palyester
<uw| O 2647 | E-139 41 RGS condult 212.85 534.55 A-2013-2 3 + 1 gnd *6, *8, 600 V, RHH/RHW Insulation
35 v 2612 | E-135 41 |RGS condutt 0.00 534,55 |Pull rope [Soft-Flber Palyester
35 8 2648 | E-139 41| RGS conduft 212.85 | 534.55 | A-2013-2 | 3 + | gnd *6,*8, 600 V, RHH/RHW Insulation
<uw| T 2613 | E-135 41 RGS condutt 0. 00 534.55 |Pull rope |Soft-Fiber Polyester
oo © 2649 | E-139 41 RGS condul+t 212.85 534.55 A-2013-2 3 + 1 gnd *6,#8, 600 V, RHH/RHW Insulation
2614 | E-136 41 RGS conduit 0. 00 534.55 |Pull rope |Soft-Fiber Polyester
2650 | E-139 41 RGS condul+t 212.85 534.55 A-2014-2 3 + 1 gnd *6,#8, 600 V, RHH/RHW Insulation
2615 E-136 41 RGS condult 0. 00 534.55 |Pull rope |Soft-Fiber Polyester
o 2651 E-139 41 RGS condul+t 212.85 534. 55 A-2014-2 [ 3 + | gnd #*6, #8, 600 V, RHH/RHW Iinsulation
o 2616 | E-136 41 __|RGS condul+ 0.00 534,55 [Pull rope [Soft-Fiber Palyester
© <§E 2652 | E-139 41 RGS condul+ 212.85 534. 55 A-2014-2 [ 3 + | gnd #*6,#8, 600 V, RHH/RHW insulation
w| T 2617 | E-136 41 [RGS condult 0.00 534,55 |Pull rope [Soft-Flber Polyester —
5 % 2653 | E-139 41 RGS condutt 212.85 534. 55 A-2014-2 [ 3 + | gnd #*6,#8, 600 V, RHH/RHW Insulation
8 Ej 2618 | E-137 41 |RGS condult 0.00 534.55 [Pull rope [Soft-Fiber Palyester
=} 2654 | E-139 41 RGS condutt 212.85 534. 55 A-2014-2 [ 3 + | gnd #*6,#8, 600 V, RHH/RHW Insulation
1 2619 | E-137 41| RGS condult 0.00 534.55 |Pull rope |Soft-Fiber Palyester
» 52 2655 | E-139 41 RGS condul+t 212.85 534.55 | A-2014-2 [ 3 + | gnd *#6,*8, 600 V, RHH/RHW Insulation
LéJ ; 2620 | E-137 41 RGS condul+t 0.00 534.55 |Pull rope |Soft-Flber Palyester
w 2656 | E-139 41 RGS condult 212.85 534. 55 A-2014-2 [ 3 + | gnd #*6,#8, 600 V, RHH/RHW Insulation
m 2621 E-137 41 RGS condult 0.00 534.55 |Pull rope |Soft-Flber Polyester
2657 | E-139 4| RGS condul+t 212.85 534,55 A-2014-2 [ 3 + | gnd #*6,#8, 600 V, RHH/RHW Insulation
2622 E-138 41 RGS conduft 0.00 534.55 | Pull rope |Soft-Flber Polyester
2658 | E-140 41 RGS condul+t 212.85 534. 55 A-2014-2 [ 3 + | gnd #*6,#8, 600 V, RHH/RHW Insulation
2623 | E-138 41 RGS condult 0.00 534.55 |Pull rope |Soft-Flber Polyester
2659 | E-140 41 RGS coandul+t 212.85 534. 55 A-2014-2 [ 3 + | gnd #*6,#8, 600 V, RHH/RHW Insulation
= 2624 | E-138 41 |RGS condult 0.00 534.55 |Pull rope [Soft-Flber Polyester
— 2660 | E-140 41 RGS candul+t 212.85 534. 55 A-2014-2 [ 3 + | gnd #*6,#8, 600 V, RHH/RHW Insulation
= 2625 | E-138 41 RGS condult 0.00 534.55 |Pull rope |Soft-Flber Polyester
g 2661 E-140 41 RGS canduf+t 212.85 534. 55 A-2014-2 3 + 1 gnd *6, #8, 600 V, RHH/RHW 1nsulation
e 2626 | E-139 41 RGS condult 0.00 534.55 |Pull rope |Soft-Flber Polyester
E 2662 | E-140 41 RGS conduft 212.85 534.55 A-2014-2 3 + 1 gnd *6, #8, 600 V, RHH/RHW Insulation
= 2627 | E-139 41 RGS condult 0.00 534.55 |Pull rope |Soft-Flber Polyester
w 2663 | E-140 41 RGS canduft 212.85 534. 55 A-2014-2 3 + 1 gnd *6, #8, 600 V, RHH/RHW Insulation
S 2628 E-139 41 RGS condult 0.00 534.55 |Pull rope |Soft-Flber Polyester
—_ 2664 | E-135 41 | RGS condult 212.85 | 534.55 | LP219-6,84 3 + | gnd *6, %8, 600 V, RHH/RHW Insulation
;; 2629 | E-139 41 |RGS condutt 0.00 534.55 |Pull rope |Soft-Flber Polyester VA e s e aaasa N AR AAAAAAAAARARAAS AAAAE AAAAS AAAARNARSAAAAAAARAN AN 0NN S =N
= 275+ ~
E? 2630 | E-139 41 |RGS condult 0. 00 534.55 [Pull rope [Soft-Flber Polyester MAAARAANAAANARANAINAANAA \)) §
P 2758 | E-135 41| RGS condutt, PVC Coated ) o
= 2631 E-140 41 RGS condult 0.00 534.55 |Pull rope |Soft-Flber Polyester r) 2w
! I AMNAAAAAAAAAAAAAAAAAAAAAAAAANNTT &
- 2637 E-138 41 RGS condut+ 212. 85 534.55 [Pull rope [Soft-Fiber Polyester 2759 | E-135 41 RGS condutf+t 440. 31 534.55 A-3031-2 3 + 1 gnd *6, #8, 600 V, RHH/RHW 1nsulation N
— UP205-6 1-2/C + gnd #8,600 V, EPR insulation 0
g 2638 | E-138 41 |RGS condutt 212.85 | 534.55 |A-2013-2 |3 + | gnd *6,*B, 600 V, RHH/RHW [nsulation Pull rope Sof-r—Flbgr Polyester 9o
=
L:I_ 2639 E-138 41 RGS condut+t 212. 85 534.55 | A-2013-2 3 + | gnd *6,#*8, 600 V, RHH/RHW Insulation §§
T o a
i 2640 E-138 41 RGS condut+t 212. 85 534.55 | A-2013-2 3 + | gnd *6,#*8, 600 V, RHH/RHW Insulation Eg
S ==
For continuation, see next sheet. -
L 2641 E-138 41 RGS condut+t 212. 85 534.55 | A-2013-2 3 + 1 gnd *6,#*8, 600 V, RHH/RHW [nsulation
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